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November 4, 2019 
Our File No.: 27613-000.1 
 
VIA: CANADA POST  
 
Denise Brown 
44 George Street South 
Belleville, ON 
K8N 3G6 
 
 
Dear Denise: 
 
Re: City of Belleville Wet Weather and Wastewater Servicing Master Plan 
 Notice of Completion 
 
Thank you for your recently received letter pertaining to the above referenced project.   
 
The odors that you have noted in your letter have been one of the City’s concerns and identified 
as one of the main items of focus from the beginning of this study. Through the master planning 
exercise, the project team developed an overall project implementation plan that includes for 
various expenditures including a plan to mitigate odor impacts from the plant.  
 
This plan includes (as one of the priority items) the design and construction of additional facilities 
at the plant’s headworks facility (i.e., where the raw sewage enters the plant for the first time and 
grit and screenings are removed), which is the area that has the highest risk of odor generation. 
This work may ultimately involve covering the existing grit tanks and installing a dedicated odour 
control unit that also services the screening building. Additional design development is planned 
followed by construction of additional measures to mitigate odor.  Please refer to Master Plan 
report Section 6.3 for further details on this upcoming project.  
 
In summary, the project team has identified odor mitigation as one of the priority items to address 
at the Belleville Wastewater Treatment Plant and there is a specific project included as part of the 
Master Plan that will be implemented in the near term.  
 
Thank-you again for your comments as these and others received are important to the Master 
Planning process for this critical infrastructure. Please feel free to contact Mr. Stan Czyczyro of 
the City of Belleville or the undersigned if you require further information or have any questions.  
 





From: Czyczyro, Stan
To: Brian Hein; Susan Jingmiao Shi
Cc: Bovay, Rod; Ford, Ray; Decola, Perry; Reinert, Richard; Smith, Cameron
Subject: FW: Belleville Wet Weather and Wastewater Servicing Master Plan
Date: Monday, November 4, 2019 10:41:57 AM
Attachments: image002.png

Stan Czyczyro.vcf

Fyi , e-mail from Vicki Mitchell, MECP.
 

 

 
From: Mitchell, Vicki (MECP) [mailto:Vicki.Mitchell@ontario.ca] 
Sent: Monday, November 04, 2019 9:47 AM
To: Czyczyro, Stan
Cc: Brian Hein; Castro, Victor (MECP); Cairns, Paul (MECP)
Subject: Belleville Wet Weather and Wastewater Servicing Master Plan
 
 External Email, use caution!
 

Hello Mr. Czyczyro,
 
Thank you for providing copies of the Belleville servicing master plan (MP) for MECP
review.
 
The MP is conceptual in nature.  Future schedule A+ projects will require further
notification of the public, and schedule B and C projects will require additional
documentation and notification which includes publishing the Notice of Completion for
each project.
 
The preferred alternative for wet weather treatment is a physical and chemical
process that will operate under dry weather mode (flow up to 92,000 m3/day which is
the rated capacity of the existing secondary treatment, designed to achieve tertiary
treatment) and wet weather mode (all flows above 92,000 m3/day).  The wet weather
system will be designed to treat up to 224,000 m3/day peak hourly flow.  Under wet
weather mode, the flows above 92,000 m3/day would receive preliminary treatment,
bypass the conventional activated sludge process, receive treatment in the wet
weather treatment train and disinfection.  Combined effluent under wet weather mode
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is anticipated to meet the current ECA compliance limits. 
 
The implementation plan indicates that the City of Belleville will complete a schedule
C Class EA for the wastewater treatment plant expansion, Front Street Pump Station
and Forcemain upgrades, and a crossing of the Moira River.  This Class EA project is
planned to take place between 2020 and 2022.  The MP indicates that the Class EA
for the WWTP expansion/upgrades (schedule C) could be separated from the Front
Street PS and Moira River Crossing (schedule B) if necessary.
 
MECP staff have reviewed the MP.  Victor Castro, Acting Supervisor, Water
Resources Unit, comments that the Total Ammonia Nitrogen limits in Table 16 appear
to be a little high.  This issue can be addressed in the future Class EA project for the
WWTP.  MECP staff have no further comments at this time.
 
Vicki Mitchell
Regional EA Coordinator
MECP Eastern Region
1259 Gardiners Road, Kingston ON
(613) 549-4000 ext. 2614
 

This e-mail and any attachments may contain confidential and
privileged information. If you are not the intended recipient,
please notify the sender immediately by return e-mail, delete this
e-mail and destroy any copies. Any dissemination or use of this
information by a person other than the intended recipient is
unauthorized and may be illegal.



From: Smith, Cameron
To: Czyczyro, Stan
Cc: Ford, Ray; Decola, Perry; Reinert, Richard; Simpson, Barry
Subject: 191017sc TM8 & MP comment RE: Notice of Completion_Final.docx
Date: Thursday, October 17, 2019 4:37:55 PM
Attachments: image002.png
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Stan,
 
On flipping thru TM8, I see the JLR added more text to TM-8, section 6.2.1, that has become more
specific regarding potentially redirecting some gravity flow to pressure sewer including:

Connection to the Moira Pressure Sewer would require construction within the bed
of the Moira River. While some tunneling would be possible under the Moira River
the connection will require excavation. Both these reasons mean that redirection
of flow to the Moira Pressure sewer should not be assessed further.

 
Also in MP 5.1.2.1 (pdf pg46/47), similar paragraphs of text are now included, which strongly
discount any future consideration of potential sewershed flow diversion (from FrontSt SPS
catchment) or connection to existing pressure sewer.
 
This end result differs from intent of previous rvw comments.
 
Their comments about hydraulic gradelines that have been added may be correct from specifically
focusing on existing infrastructure and directing to Moira pressure sewer only, but we have
Avonlough SPS MCEA study in progress which involves significant new infrastructure options,
including some potential changes to the FrontSt SPS catchment area and a second pressure sewer
portion. Partly to recognize these type of other future options, our previous TM8 and MP comments
suggested JLR consider including some comment of “potential transfer of a portion of Dundas Street
West sewershed flow to another sewershed or directly to the WWTP”, even if it was discounted.
 
If we want the MP to have a general and better potential link for mentioning the possibility that
other concepts of sewershed flow diverting, use of existing Moira Pressure sewer, or a new direct
conveyance to the WWTP could be further evaluated and considered in the future, we could make a
request for some revision (e.g. more mild discounting, or mention sewershed adjustment concept
can be further evaluated in future) as an MP edit for finalizing.
 
If there is some Avonlough SPS option that affects the flows to the Front St SPS, a general MP
mentioning a sewershed adjustment concept could be a future consideration,  in might help align
things in that the MP had foresight to this type of conceptual potential option.      
 
I’m fine to go with Ray’s thoughts on whether or not a comment to JLR is warranted.
 
Regards,
 
Cameron Smith
Environmental Project Manager
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mailto:sczyczyro@belleville.ca
mailto:rford@belleville.ca
mailto:pdecola@belleville.ca
mailto:rreinert@belleville.ca
mailto:bsimpson@belleville.ca




csmith@city.belleville.on.ca
P: 613-967-3200 x2284
C: 613-403-5164
 
 

From: Czyczyro, Stan 
Sent: Friday, September 20, 2019 6:26 AM
To: Bovay, Rod; Ford, Ray; Decola, Perry; Reinert, Richard; Smith, Cameron
Subject: FW: Notice of Completion_Final.docx
 
Gentlemen,
 
The WW WWSMP Master Plan, Final version pre 30 day review period is available for download from
JLR’s ftp site or alternately, Q:\COMMON\Stan Czyczyro\Wet Weather and Wastewater JL RIchards
Sept 19-19
 
As discussed with JLR the current Final version will be updated to include comments received during
the 30 day review period plus the document will be identified as the version post review period.
 
Regards
 

 

 

From: Forestell, Angela 
Sent: Thursday, September 19, 2019 12:06 PM
To: Czyczyro, Stan
Subject: RE: Notice of Completion_Final.docx
 
Hi Stan,
 
The files have been downloaded and are saved at the following location:
 
Q:\COMMON\Stan Czyczyro\Wet Weather and Wastewater JL RIchards Sept 19-19
 
Angela



Conveyance System Assessment and Alternatives 
Belleville Wet Weather and Wastewater Servicing Master Plan 
 
 

 
J.L. Richards & Associates Limited November 26, 2019 
JLR No.: 27613-000 -42-  Revision: 5 

A new connection to the pressure sewer from the Dundas Street West Trunk would 
have to start close to the end of the forcemain from the Dundas Street PS around 
Sidney Street, which is where the HGLs of the pressure sewer and gravity system 
are similar, thus ensuring that the pressure sewer does not relieve pressure via the 
gravity system.  However, redirection of only the forcemain from the Dundas Street 
pump station would not reduce flows sufficiently in the gravity system for the HGLs 
to drop below flooding levels or basement flood risk levels in the 1:10 year RDII 
event.   

Connection from the Dundas Street Forcemain to the Moira Pressure Sewer would 
likely require construction within the bed of the Moira River.  While some tunneling 
would be possible under the Moira River the connection will require excavation.  At 
this stage redirection of flow to the Moira Pressure Sewer has not been assessed 
further however should additional information or changes occur in the system this 
alternative could be reassessed. 

Based on the analysis of the options in Table 6-1, the preferred alternative is to 
upgrade the Front Street Pump Station as this alternative has the least amount of 
impact to the Natural, Social and Cultural environment with the lower capital cost.  
In addition, as the pump station requires an upgrade to meet the existing level of 
service, the increased capacity can be integrated into that upgrade.   

Deleted:  

Deleted: Both these reasons mean that redirection of 
flow to the Moira Pressure sewer should not be assessed 
further



From: Susan Jingmiao Shi
To: Smith, Cameron; Brian Hein
Cc: Ford, Ray; Czyczyro, Stan; Bobby Pettigrew
Subject: RE: 191105bh PressSwr & Subsewersheds - MasterPlan
Date: Wednesday, November 13, 2019 10:17:00 AM
Attachments: Sewershed Land Use Type Breakdown.xlsx

Sewershed Population Breakdown.xlsx

Hello Cameron,
 
In response to your questions, Bobby has offered the following
 

1.     The sewersheds ‘Geddes’, ‘Moira Street Pressure Sewer’ and ‘Catherine’ are the only
sewersheds from the west which drain into the Moira Street Pressure sewer.  I haven’t seen a
copy of the 1983 report but our sewersheds are consistent with the 2003 XCG Hydraulic
Assessment of the Moira River Trunk Sewer (Figure ES.1).  There is overflow potentially from
these sewersheds into the gravity system as well.

2.     See Attached Spreadsheets
3.     Cascade PS is in College Street West,

West Moira PS is in Moira Street Pressure Sewer
Robin Place PS and Centennial PS are in Dundas Street (Main)

 
We have uploaded the data files requested to the ftp site here: /2019-11-12 (from JLR - Data, GIS and
PCSWMM Files)
 
Thanks!
Susan
 

From: Smith, Cameron <csmith@belleville.ca> 
Sent: Tuesday, November 5, 2019 11:24 AM
To: Brian Hein <bhein@jlrichards.ca>
Cc: Susan Jingmiao Shi <sshi@jlrichards.ca>; Ford, Ray <rford@belleville.ca>; Czyczyro, Stan
<sczyczyro@belleville.ca>
Subject: 191105bh PressSwr & Subsewersheds - MasterPlan
 
Good morning Brian,
 
I know JLR did quite a bit of good review work on the subsewersheds, particularly on the more
complicated Belleville west side.
From looking at TM#8, and Fig 2-1 we can’t readily pull out some info. Can you please
provide/confirm:
 

1.       Fig 2-1: Is it the sewersheds marked ‘Geddes’, ‘Moira St. Pressure Sewer’, and ‘Catherine’
that feed into the Moira Pressure Sewer from the west side of Moira River?, or is it
more/less subsewersheds?
From 1983 G&S Sanitary Press Swr dwgs of Northern / Central / Southern connections I see:

Northern – 2 inlets,  MH#5 (Evans&Geddes, 2-300mm & 1-250mm), and MH#4a (St.
Charles&CNR, 1-250mm)
Central – 1 inlet, MH#12 (MoiraStW&Wallbridge, 1-250mm & 1-200mm)
Southern – 1 inlet, MH#14 (Catherine&Murney, 1-375mm)

2.       It never did make it into TM#8, but can you provide total area & landuse areas, and
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Data

		OBJECTID		Zoning		By_Law		ZoneBylaw		Descriptio		Comments		BasicZone		Shape_Leng		Basic_By_L		Shape_Le_1		Shape_Area		Area		Type		id		Label		SwrshdName		Area_2		Red		Green		Blue		Area_3

																								630.481		ROW		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		8.435

		3722		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		566.132734492		M2 (10245)		566.1327344925		16743.4489757138		1.674		Industrial		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		1.675

		3723		MCP-3		10245		MCP-3 (10245)		Prestige Industrial Commercial With Special Provisions (By-Law 10245)				MCP		578.964392172		MCP (10245)		578.9643921716		17979.6669901366		1.798		Industrial		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		1.798

		3726		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		124.619088882		R6 (10245)		124.6190888818		669.2172815434		0.067		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.067

		3727		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		144.971415547		R4 (10245)		144.9714155473		1164.0648466568		0.116		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.116

		705		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		145.542720951		R2 (10245)		145.5427209507		1290.02473893		0.129		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.129

		574		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		336.168906518		O1 (10245)		336.1689065177		3752.3396798796		0.375		Open Space		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.076

		523		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1275.54040181		M2 (10245)		1275.5404018117		60041.3731041385		6.004		Industrial		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		6.006

		438		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		593.293269006		M1 (10245)		593.2932690056		17748.1337421436		1.775		Industrial		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		1.775

		297		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		702.059858736		CF (10245)		702.0598587358		30884.8608793111		3.088		Institutional		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.444

		302		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		678.305230157		CF (10245)		678.3052301568		18740.1034429086		1.874		Institutional		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		1.872

		305		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		308.451310995		CF (10245)		308.4513109947		4011.1363654757		0.401		Institutional		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.401

		306		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		685.130992071		CF (10245)		685.1309920706		28156.5941390653		2.816		Institutional		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		2.816

		235		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		166.476300696		C5 (10245)		166.4763006955		1635.0002230483		0.164		Commercial		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.164

		1341		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		156.11508402		R6 (10245)		156.1150840201		1373.2224698347		0.137		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.136

		1343		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		102.399837294		R6 (10245)		102.3998372943		553.3706433642		0.055		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.055

		1345		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		179.182825895		R6 (10245)		179.1828258948		1928.9923769113		0.193		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.082

		1346		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		92.4672698949		R6 (10245)		92.4672698949		503.5150729173		0.05		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.05

		1349		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		213.355332509		R6 (10245)		213.3553325089		2355.1407720376		0.236		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.236

		1350		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		143.64093203		R6 (10245)		143.6409320303		1127.2289758972		0.113		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.113

		1351		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		97.9716925746		R6 (10245)		97.9716925746		600.2913855507		0.06		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.06

		1361		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		172.568534569		R6 (10245)		172.5685345689		1307.7919349799		0.131		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.131

		1365		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		174.251335614		R6 (10245)		174.2513356142		1695.1548486599		0.17		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.17

		1366		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		195.563834322		R6 (10245)		195.563834322		2071.1857155535		0.207		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.207

		1367		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		592.282281541		R6 (10245)		592.2822815411		12845.7501430873		1.285		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.89

		1282		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		131.035837299		R5 (10245)		131.0358372993		840.5253026957		0.084		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.072

		1048		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		617.712610628		R4 (10245)		617.7126106279		13581.7133413454		1.358		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.203

		1049		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		547.71867436		R4 (10245)		547.7186743596		9393.0932454706		0.939		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.703

		1056		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		633.418325375		R4 (10245)		633.4183253749		19882.9527955086		1.988		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		1.989

		1066		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1036.02636568		R4 (10245)		1036.0263656755		32232.8919688995		3.223		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.181

		1071		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		715.202920238		R4 (10245)		715.2029202381		22951.2391652328		2.295		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.228

		1078		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		767.621264532		R4 (10245)		767.6212645316		19374.5887431465		1.937		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		1.938

		1086		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		953.95373106		R4 (10245)		953.9537310603		20879.7703572088		2.088		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.103

		1090		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		710.196324545		R4 (10245)		710.1963245449		17043.002991195		1.704		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.827

		1005		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		452.028960642		R4 (10245)		452.0289606421		6250.8487831962		0.625		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.185

		1006		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		222.640462153		R4 (10245)		222.6404621526		3049.8702995172		0.305		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.305

		1007		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1140.28495363		R4 (10245)		1140.2849536319		23646.6062384211		2.365		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		1.449

		1009		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		696.207082809		R4 (10245)		696.2070828088		18404.9560999274		1.84		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		1.266

		1013		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		642.637353376		R4 (10245)		642.637353376		19155.8916442089		1.916		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.688

		1015		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		679.812313664		R4 (10245)		679.8123136636		21838.4302987697		2.184		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.895

		1018		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		170.891139788		R4 (10245)		170.8911397878		1787.9153856219		0.179		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.179

		1019		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		456.254195465		R4 (10245)		456.2541954651		12530.6820342954		1.253		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		1.253

		1021		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		628.145642024		R4 (10245)		628.1456420236		14860.1842043595		1.486		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		1.486

		1022		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		268.177349584		R4 (10245)		268.1773495838		3102.118285152		0.31		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.31

		1029		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		370.937006976		R4 (10245)		370.9370069761		7261.4256103024		0.726		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.726

		1032		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		385.122777501		R4 (10245)		385.1227775011		8396.474319228		0.84		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.458

		1035		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		211.892898212		R4 (10245)		211.8928982122		1744.1015687911		0.174		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.174

		1037		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		685.974893262		R4 (10245)		685.9748932615		13943.0506034279		1.394		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		1.047

		1042		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		746.890149782		R4 (10245)		746.8901497817		25992.3997684832		2.599		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		2.131

		1043		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		551.805380396		R4 (10245)		551.8053803957		16666.5036309906		1.667		Residential		0		1		Catherine Street Trunk Sewer		46.815		102		0		95		0.129

		3993		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		491.086257816		M1 (10245)		491.0862578156		13588.00334018		1.359		Industrial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.41

																								630.481		ROW		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		21.545

		3728		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		119.264754374		R4 (10245)		119.2647543738		889.6353873048		0.089		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.089

		3729		C2		10245		C2 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		176.456686883		C2 (10245)		176.4566868825		1842.5139587789		0.184		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.184

		3730		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		167.977062308		R4 (10245)		167.9770623079		1210.5215053336		0.121		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.121

		3731		C2-39		10245		C2-39 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		114.957002227		C2 (10245)		114.9570022267		641.2126006358		0.064		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.064

		3787		C2-47		10245		C2-47 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		104.86216042		C2 (10245)		104.8621604198		599.1482269821		0.06		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.06

		3792		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		219.071615392		O2 (10245)		219.0716153919		2722.0593516304		0.272		Open Space		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.272

		842		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		851.188577253		R2 (10245)		851.1885772529		25480.6112291542		2.548		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		1.029

		843		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		658.972396626		R2 (10245)		658.9723966256		18162.9706592657		1.816		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		1.817

		847		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1332.46947999		R2 (10245)		1332.4694799875		48420.3525251072		4.842		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		4.843

		848		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1092.03815282		R2 (10245)		1092.0381528219		22041.4012962759		2.204		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		2.205

		853		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		653.853561435		R2 (10245)		653.853561435		16063.3359827438		1.606		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		1.607

		857		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		593.290661957		R2 (10245)		593.2906619574		18068.5790712215		1.807		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		1.807

		864		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2048.16392657		R2 (10245)		2048.1639265653		41379.7613977622		4.138		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		1.937

		793		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		401.971010447		R2 (10245)		401.9710104467		7765.0410696611		0.777		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.553

		799		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		319.371524187		R2 (10245)		319.3715241866		5023.4763073		0.502		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.502

		802		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		956.045631262		R2 (10245)		956.0456312617		18985.3291844506		1.899		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		1.899

		820		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1563.30063405		R2 (10245)		1563.3006340489		71699.2379862066		7.17		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		4.058

		786		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		454.289808167		R2 (10245)		454.2898081669		10487.3847750254		1.049		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.361

		567		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		539.72308856		O1 (10245)		539.7230885602		2471.6052214638		0.247		Open Space		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.247

		573		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		89.0419810796		O1 (10245)		89.0419810796		370.5152736661		0.037		Open Space		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.037

		583		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		115.843919869		O1 (10245)		115.8439198689		838.0623942275		0.084		Open Space		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.084

		601		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		3198.09236138		O2 (10245)		3198.0923613824		152320.77940102		15.232		Open Space		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		6.749

		531		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		618.426064396		M2 (10245)		618.4260643962		5019.0112634138		0.502		Industrial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.502

		533		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		8499.61043982		M2 (10245)		8499.6104398224		493609.832409396		49.361		Industrial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.132

		546		M2C-2		10245		M2C-2 (10245)		General Industrial/Commercial With Special Provisions (By-Law 10245)				M2C		281.427504366		M2C (10245)		281.4275043663		3231.8295603132		0.323		Industrial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.323

		436		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		138.000002303		M1 (10245)		138.0000023029		1117.9684420698		0.112		Industrial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.111

		451		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		149.026440351		M1 (10245)		149.0264403508		1290.826808823		0.129		Industrial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.129

		455		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		272.143557493		M1 (10245)		272.1435574929		2871.9982792037		0.287		Industrial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.287

		403		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1264.76720421		E (10245)		1264.7672042135		6082.0626135417		0.608		Open Space		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.608

		406		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		660.448246374		E (10245)		660.4482463738		4915.9256830778		0.492		Open Space		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.492

		333		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		360.581949016		CF (10245)		360.5819490161		6843.9212399367		0.684		Institutional		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.685

		334		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		637.520962106		CF (10245)		637.520962106		18933.5719451384		1.893		Institutional		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		1.894

		335		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		323.042051897		CF (10245)		323.0420518969		5618.8608663086		0.562		Institutional		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.562

		261		C7-1		10245		C7-1 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		119.983217543		C7 (10245)		119.9832175426		791.3771421316		0.079		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.079

		304		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		218.954837169		CF (10245)		218.9548371691		2929.5884520318		0.293		Institutional		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.293

		218		C3-5		10245		C3-5 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		422.301450659		C3 (10245)		422.3014506591		4038.5776643206		0.404		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.404

		219		C3-5		10245		C3-5 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		118.988825785		C3 (10245)		118.988825785		825.0531066842		0.083		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.083

		234		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		91.4762228789		C5 (10245)		91.4762228789		466.3391145152		0.047		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.047

		134		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		462.64089696		C3 (10245)		462.6408969605		6150.1952750809		0.615		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.615

		135		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		194.594049561		C3 (10245)		194.5940495612		2104.3624556629		0.21		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.21

		137		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		91.0191006074		C3 (10245)		91.0191006074		457.6707157019		0.046		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.046

		154		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		171.8223715		C3 (10245)		171.8223715003		1641.5217628638		0.164		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.164

		70		C2-1		10245		C2-1 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		130.887931894		C2 (10245)		130.8879318937		1062.0725532215		0.106		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.106

		75		C2-14		10245		C2-14 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		202.540185723		C2 (10245)		202.5401857232		2316.6396633672		0.232		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.232

		77		C2-17		10245		C2-17 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		106.187653052		C2 (10245)		106.1876530516		569.9833635018		0.057		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.057

		80		C2-20		10245		C2-20 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		161.683115704		C2 (10245)		161.6831157037		1627.0679381883		0.163		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.163

		81		C2-21		10245		C2-21 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		104.397580463		C2 (10245)		104.3975804626		576.4600733865		0.058		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.058

		84		C2-24		10245		C2-24 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		135.382225751		C2 (10245)		135.3822257507		991.5739970225		0.099		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.099

		85		C2-25		10245		C2-25 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		170.061627072		C2 (10245)		170.0616270722		1803.4089784071		0.18		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.18

		98		C2-31		10245		C2-31 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		102.429193767		C2 (10245)		102.4291937667		651.6568369403		0.065		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.065

		104		C2-37		10245		C2-37 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		236.950436853		C2 (10245)		236.9504368526		2696.4323234733		0.27		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.27

		118		C2-8		10245		C2-8 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		127.930297377		C2 (10245)		127.9302973773		851.3541813694		0.085		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.085

		20		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		132.434239578		C1 (10245)		132.4342395785		905.1679515166		0.091		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.091

		25		C1-5		10245		C1-5 (10245)		Local Commercial With Special Provsions (By-Law 10245)				C1		120.323135282		C1 (10245)		120.3231352818		806.0442888879		0.081		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.081

		37		C2-18		10245		C2-18 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		677.52291286		C2 (10245)		677.5229128599		24528.8792074356		2.453		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.001

		39		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		109.824001263		C2 (10245)		109.8240012635		718.4662041802		0.072		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.072

		42		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		257.716242663		C2 (10245)		257.716242663		3420.5237997732		0.342		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.342

		44		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		116.194710872		C2 (10245)		116.1947108722		837.5523197294		0.084		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.084

		51		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		138.507239079		C2 (10245)		138.5072390791		1140.3839755081		0.114		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.114

		52		C2-46		10245		C2-46 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		148.700873294		C2 (10245)		148.700873294		1458.485816649		0.146		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.146

		53		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		211.469444456		C2 (10245)		211.4694444558		2249.1019051364		0.225		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.225

		54		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		270.126914703		C2 (10245)		270.1269147031		3820.3228764459		0.382		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.382

		55		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		186.248442973		C2 (10245)		186.2484429728		1267.7138665098		0.127		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.127

		57		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		137.753216724		C2 (10245)		137.7532167242		1171.3041561188		0.117		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.117

		58		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		268.711701639		C2 (10245)		268.7117016388		3397.6047927608		0.34		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.34

		59		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		236.932457607		C2 (10245)		236.932457607		2070.5478379811		0.207		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.207

		60		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		296.633621049		C2 (10245)		296.6336210486		4395.8567079791		0.44		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.44

		62		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		428.021647098		C2 (10245)		428.0216470981		5532.1381315205		0.553		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.553

		3636		R2-27		10245		R2-27 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		126.878124055		R2 (10245)		126.8781240551		770.4608238936		0.077		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.077

		3645		C2-47		10245		C2-47 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		115.146147243		C2 (10245)		115.1461472432		759.580700755		0.076		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.076

		3709		NH-5		10245		NH-5 (10245)		Nursing Home With Special Provisions (By-Law 10245)				NH		366.368807486		NH (10245)		366.3688074859		6416.458949121		0.642		Institutional		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.642

		3710		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		433.941873732		O1 (10245)		433.9418737319		4218.5940433085		0.422		Open Space		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.422

		3627		R8-1-h		10245		R8-1-h (10245)		Residential  Eighth Density With Special Provisions (By-Law 10245)				R8		290.346511212		R8 (10245)		290.3465112119		4570.0880475761		0.457		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.001

		1454		R7-3		10245		R7-3 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		210.838314195		R7 (10245)		210.8383141952		2311.8113905566		0.231		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.231

		1388		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		113.256610659		R6 (10245)		113.2566106587		686.6045369647		0.069		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.069

		1394		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		227.070164569		R6 (10245)		227.0701645692		2347.4901062734		0.235		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.235

		1397		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		132.815575672		R6 (10245)		132.8155756722		853.4192580538		0.085		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.085

		1408		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		106.890860335		R6 (10245)		106.890860335		682.6830713788		0.068		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.068

		1410		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		115.562180167		R6 (10245)		115.5621801669		750.5678884166		0.075		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.075

		1412		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		270.964729513		R6 (10245)		270.9647295128		3975.6445301686		0.398		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.398

		1418		R6-10-h		10245		R6-10-h (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		335.788954443		R6 (10245)		335.7889544428		6291.4680260483		0.629		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.629

		1379		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		126.552080522		R6 (10245)		126.5520805222		935.5236436373		0.094		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.094

		1383		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		151.955605437		R6 (10245)		151.9556054373		1435.2872522897		0.144		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.144

		1386		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		192.962329946		R6 (10245)		192.9623299457		1754.5111542761		0.175		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.176

		1300		R5-1		10245		R5-1 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		564.256489673		R5 (10245)		564.2564896726		15828.8077859408		1.583		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		1.583

		1308		R5-17		10245		R5-17 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		135.757096934		R5 (10245)		135.7570969338		1129.3437645704		0.113		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.113

		1207		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		389.371452175		R4 (10245)		389.3714521753		7114.6514510169		0.711		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.712

		1152		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		364.478630403		R4 (10245)		364.4786304033		3237.0900373254		0.324		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.324

		1153		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		520.749426442		R4 (10245)		520.7494264425		10297.0428063593		1.03		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.207

		1159		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		560.333206707		R4 (10245)		560.3332067073		12186.3684380561		1.219		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		1.017

		1167		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		340.125700868		R4 (10245)		340.1257008675		6959.7972102799		0.696		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.696

		1168		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		566.937385919		R4 (10245)		566.9373859192		13970.6098060049		1.397		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		1.397

		1170		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		195.678594983		R4 (10245)		195.6785949826		1378.2349412453		0.138		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.138

		1178		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		337.076487336		R4 (10245)		337.0764873362		6792.4632920119		0.679		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.267

		1179		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		275.237286828		R4 (10245)		275.2372868275		3809.3986600434		0.381		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.381

		1182		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		143.61071234		R4 (10245)		143.6107123404		1087.2821696141		0.109		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.109

		1184		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		292.436751812		R4 (10245)		292.436751812		4838.1125061472		0.484		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.484

		1195		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		348.387885412		R4 (10245)		348.3878854118		6645.9289928772		0.665		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.665

		1199		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		367.496766887		R4 (10245)		367.4967668871		7073.2475272978		0.707		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.708

		1200		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		564.556112914		R4 (10245)		564.5561129141		18190.4896117407		1.819		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.871

		1203		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		424.306354653		R4 (10245)		424.3063546532		9727.6738354721		0.973		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.973

		1101		C2-43		10245		C2-43 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		237.562008687		C2 (10245)		237.5620086871		2003.1593967869		0.2		Commercial		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.2

		1113		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		304.486742486		R4 (10245)		304.4867424862		4904.668589771		0.49		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.491

		1116		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		467.606488196		R4 (10245)		467.6064881958		7171.7282064448		0.717		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.181

		1117		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		265.621693792		R4 (10245)		265.6216937915		2839.7223123679		0.284		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.284

		1122		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		432.488098166		R4 (10245)		432.4880981664		9518.6988475806		0.952		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.952

		1123		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		306.4586701		R4 (10245)		306.4586701		4068.868421664		0.407		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.407

		1126		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		258.350258879		R4 (10245)		258.3502588792		3384.3305627912		0.338		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.206

		1132		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		161.582133308		R4 (10245)		161.5821333083		1543.2563641387		0.154		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.154

		1137		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		509.150506485		R4 (10245)		509.1505064855		9757.1227301893		0.976		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.976

		1138		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		406.936422333		R4 (10245)		406.9364223327		8003.449918534		0.8		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.38

		1142		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		537.354262105		R4 (10245)		537.3542621048		10409.7853285605		1.041		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		1.041

		1143		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		325.507897764		R4 (10245)		325.5078977639		5630.611551033		0.563		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.225

		1144		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		479.959940993		R4 (10245)		479.9599409929		12593.1492939807		1.259		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		1.26

		1146		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		317.454469377		R4 (10245)		317.4544693768		4018.5131102654		0.402		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.402

		1052		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		300.718057553		R4 (10245)		300.7180575525		4388.7153899644		0.439		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.209

		1068		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		364.417137173		R4 (10245)		364.4171371732		5854.9988803439		0.585		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.252

		1093		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		405.356099762		R4 (10245)		405.3560997621		5497.1694007688		0.55		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.55

		1094		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		537.588779182		R4 (10245)		537.5887791818		13264.219006605		1.326		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.582

		1017		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		233.307219265		R4 (10245)		233.3072192653		2557.7866894764		0.256		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.058

		1025		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		215.645726825		R4 (10245)		215.6457268251		2818.0464546796		0.282		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.134

		1040		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		271.703001212		R4 (10245)		271.703001212		4109.8998322775		0.411		Residential		0		2		Coleman Street Trunk Sewer		88.308		229		214		0		0.223

																								770.689		ROW		0		3		College Street East Trunk Sewer		337.17		0		89		83		11.178

		3912		C3-44		10245		C3-44 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		302.75113645		C3 (10245)		302.7511364501		5401.7852198961		0.54		Commercial		0		3		College Street East Trunk Sewer		337.17		0		89		83		0.54

		823		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		896.354290284		R2 (10245)		896.3542902845		22030.940702305		2.203		Residential		0		3		College Street East Trunk Sewer		337.17		0		89		83		1.749

		829		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		945.033399933		R2 (10245)		945.0333999334		19798.0907805848		1.98		Residential		0		3		College Street East Trunk Sewer		337.17		0		89		83		1.43

		832		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		636.388139374		R2 (10245)		636.3881393741		23266.6297228034		2.327		Residential		0		3		College Street East Trunk Sewer		337.17		0		89		83		1.922

		835		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		599.901957237		R2 (10245)		599.9019572369		21247.153341096		2.125		Residential		0		3		College Street East Trunk Sewer		337.17		0		89		83		1.874

		838		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		498.662997519		R2 (10245)		498.6629975187		13935.3275849124		1.394		Residential		0		3		College Street East Trunk Sewer		337.17		0		89		83		1.161

		632		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		3249.1595642		O3 (10245)		3249.1595641956		113294.453147311		11.329		Open Space		0		3		College Street East Trunk Sewer		337.17		0		89		83		0.177

		603		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		897.362466127		O2 (10245)		897.3624661274		11583.7101015207		1.158		Open Space		0		3		College Street East Trunk Sewer		337.17		0		89		83		0.001

		532		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		119.229037266		M2 (10245)		119.2290372663		838.3520977635		0.084		Industrial		0		3		College Street East Trunk Sewer		337.17		0		89		83		0.084

		534		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		4424.94739886		M2 (10245)		4424.947398855		581468.462332554		58.147		Industrial		0		3		College Street East Trunk Sewer		337.17		0		89		83		33.766

		542		M2-7		10245		M2-7 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		353.241921242		M2 (10245)		353.241921242		4960.6036334745		0.496		Industrial		0		3		College Street East Trunk Sewer		337.17		0		89		83		0.496

		545		M2C-1		10245		M2C-1 (10245)		General Industrial/Commercial With Special Provisions (By-Law 10245)				M2C		774.343860444		M2C (10245)		774.3438604444		34362.2162927793		3.436		Industrial		0		3		College Street East Trunk Sewer		337.17		0		89		83		3.437

		463		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		358.148687557		M1 (10245)		358.1486875568		6881.2962836946		0.688		Industrial		0		3		College Street East Trunk Sewer		337.17		0		89		83		0.688

		416		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1696.21896834		E (10245)		1696.2189683388		68310.8617888417		6.831		Open Space		0		3		College Street East Trunk Sewer		337.17		0		89		83		6.656

		417		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1282.65740519		E (10245)		1282.6574051912		24338.2509097029		2.434		Open Space		0		3		College Street East Trunk Sewer		337.17		0		89		83		0.221

		419		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		6125.55368155		E (10245)		6125.5536815528		574451.177128947		57.445		Open Space		0		3		College Street East Trunk Sewer		337.17		0		89		83		52.398

		429		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		1336.63239439		H (10245)		1336.6323943894		38914.8112331548		3.891		Open Space		0		3		College Street East Trunk Sewer		337.17		0		89		83		0.01

		430		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		2915.38811131		H (10245)		2915.388111306		367316.379887766		36.732		Open Space		0		3		College Street East Trunk Sewer		337.17		0		89		83		20.571

		431		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		3421.34784809		H (10245)		3421.3478480894		182398.495327365		18.24		Open Space		0		3		College Street East Trunk Sewer		337.17		0		89		83		3.597

		277		C7-5		10245		C7-5 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		139.190374718		C7 (10245)		139.1903747181		1157.1188246162		0.116		Commercial		0		3		College Street East Trunk Sewer		337.17		0		89		83		0.116

		187		C3-18		10245		C3-18 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		346.889464069		C3 (10245)		346.8894640694		5574.2533142075		0.557		Commercial		0		3		College Street East Trunk Sewer		337.17		0		89		83		0.558

		205		C3-37		10245		C3-37 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		352.926924163		C3 (10245)		352.9269241634		7387.3350714441		0.739		Commercial		0		3		College Street East Trunk Sewer		337.17		0		89		83		0.739

		213		C3-44-h		10245		C3-44-h (10245)		Highway Commercial With Special Provisions Holding (By-Law 10245)				C3		615.739712533		C3 (10245)		615.7397125326		8636.2865842797		0.864		Commercial		0		3		College Street East Trunk Sewer		337.17		0		89		83		0.864

		157		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		234.717591077		R2 (10245)		234.7175910768		2555.9454776257		0.256		Residential		0		3		College Street East Trunk Sewer		337.17		0		89		83		0.256

		3678		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		3364.5620491		M1 (10245)		3364.5620491049		699257.031254906		69.926		Industrial		0		3		College Street East Trunk Sewer		337.17		0		89		83		17.791

		3679		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		3840.63082434		O3 (10245)		3840.6308243428		43266.7189995087		4.327		Open Space		0		3		College Street East Trunk Sewer		337.17		0		89		83		2.231

		3681		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		1709.51118954		H (10245)		1709.5111895399		128449.890173969		12.845		Open Space		0		3		College Street East Trunk Sewer		337.17		0		89		83		10.377

		3683		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		9702.21934378		M2 (10245)		9702.2193437835		1666218.836369		166.622		Industrial		0		3		College Street East Trunk Sewer		337.17		0		89		83		152.177

		3685		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		1041.85557996		M2 (10245)		1041.8555799573		40326.2337949638		4.033		Industrial		0		3		College Street East Trunk Sewer		337.17		0		89		83		4.034

		3686		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		1210.29720024		M2 (10245)		1210.2972002398		57010.5678954376		5.701		Industrial		0		3		College Street East Trunk Sewer		337.17		0		89		83		5.703

		1236		R4-26		10245		R4-26 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		432.344846327		R4 (10245)		432.3448463266		4760.5777435574		0.476		Residential		0		3		College Street East Trunk Sewer		337.17		0		89		83		0.476

		3996		R6-33-h		10245		R6-33-h (10245)		Residential Sixth Density With Special Provisions Holding (By-Law 10245)				R6		347.231117973		R6 (10245)		347.2311179725		6155.4331730351		0.616		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.616

																								630.481		ROW		0		4		College Street West Trunk Sewer		125.466		0		0		153		26.084

		3946		C2-40		10245		C2-40 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		478.091925119		C2 (10245)		478.0919251194		11458.8833054142		1.146		Commercial		0		4		College Street West Trunk Sewer		125.466		0		0		153		1.146

		3953		C3-57		10245		C3-57 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		103.815838792		C3 (10245)		103.8158387921		655.7023503605		0.066		Commercial		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.066

		3713		R6-28		10245		R6-28 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		332.023892368		R6 (10245)		332.0238923685		6399.841333671		0.64		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.64

		3715		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		914.872661378		R2 (10245)		914.8726613781		15728.0399935479		1.573		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		1.573

		3887		R2-29		10245		R2-29 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		146.09064643		R2 (10245)		146.0906464296		1313.1050297329		0.131		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.131

		839		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		628.144780334		R2 (10245)		628.1447803338		23851.4619527752		2.385		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.897

		849		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1492.89086152		R2 (10245)		1492.8908615201		45174.8572088652		4.517		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.385

		789		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		979.721838387		R2 (10245)		979.7218383868		21084.2884635193		2.108		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		2.109

		796		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1466.07963386		R2 (10245)		1466.0796338574		44937.6600467111		4.494		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		4.495

		797		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		460.194096571		R2 (10245)		460.194096571		7730.6716009869		0.773		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.773

		800		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1163.21954317		R2 (10245)		1163.219543172		40317.0167056794		4.032		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		4.033

		805		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1119.05185314		R2 (10245)		1119.0518531426		32750.5222718162		3.275		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		2.841

		806		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2394.08841594		R2 (10245)		2394.0884159395		74835.498940258		7.484		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		4.324

		808		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1035.42841635		R2 (10245)		1035.428416346		17689.8531743562		1.769		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		1.769

		814		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		634.074948992		R2 (10245)		634.074948992		17970.4652672884		1.797		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		1.798

		816		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		346.465299613		R2 (10245)		346.4652996133		7164.3038067802		0.716		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.717

		817		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1167.05261595		R2 (10245)		1167.0526159479		23532.2205777822		2.353		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		2.354

		818		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		729.772312453		R2 (10245)		729.7723124525		14768.0847260905		1.477		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		1.477

		824		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		919.336725496		R2 (10245)		919.3367254959		30007.1371202561		3.001		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		3.002

		828		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		752.595008697		R2 (10245)		752.5950086969		23877.0679929976		2.388		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		2.388

		830		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		663.699555897		R2 (10245)		663.6995558969		21693.8066843035		2.169		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.924

		833		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		887.47888247		R2 (10245)		887.4788824703		40029.0456920585		4.003		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		2.033

		834		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		703.72607768		R2 (10245)		703.7260776799		15741.5484021076		1.574		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.318

		737		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1164.51815		R2 (10245)		1164.5181499969		35354.6754427781		3.535		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		3.536

		738		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		752.960176665		R2 (10245)		752.9601766648		13193.0734562642		1.319		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		1.32

		741		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		718.548176815		R2 (10245)		718.5481768146		15687.7667648138		1.569		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		1.569

		753		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1102.47933709		R2 (10245)		1102.47933709		36128.6946032928		3.613		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		1.447

		755		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1030.80181176		R2 (10245)		1030.8018117605		32582.9298013942		3.258		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		1.167

		757		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		700.038958149		R2 (10245)		700.0389581487		22021.3351764546		2.202		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		2.203

		760		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		465.571980532		R2 (10245)		465.571980532		10902.7042131493		1.09		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.369

		762		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		730.672737322		R2 (10245)		730.6727373219		23031.9723274037		2.303		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		2.304

		764		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		745.823202929		R2 (10245)		745.8232029286		22917.0621841572		2.292		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		2.292

		765		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		686.840668761		R2 (10245)		686.8406687605		16653.9266796931		1.665		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		1.666

		767		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		746.422838385		R2 (10245)		746.4228383849		23701.2758223227		2.37		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		2.371

		769		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		553.328751512		R2 (10245)		553.3287515116		15132.3363110676		1.513		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.739

		779		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		558.138679468		R2 (10245)		558.1386794683		9939.8967291349		0.994		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.994

		785		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		364.275863212		R2 (10245)		364.2758632119		8539.563118326		0.854		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.854

		711		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		807.199516424		R2 (10245)		807.1995164238		16965.6777590704		1.697		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		1.697

		721		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		231.151413208		R2 (10245)		231.1514132075		2798.7632269626		0.28		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.28

		723		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		651.979336099		R2 (10245)		651.9793360986		9292.9844697384		0.929		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.93

		727		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		193.704122953		R2 (10245)		193.7041229534		2135.9242509316		0.214		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.213

		732		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		346.808281421		R2 (10245)		346.8082814207		7092.7178085837		0.709		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.709

		733		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		759.236553125		R2 (10245)		759.2365531252		20603.2694887392		2.06		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		2.061

		576		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		243.91040515		O1 (10245)		243.9104051496		3457.6811155323		0.346		Open Space		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.346

		578		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		524.399827523		O1 (10245)		524.3998275233		12762.5998043159		1.276		Open Space		0		4		College Street West Trunk Sewer		125.466		0		0		153		1.277

		600		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		740.266862183		O2 (10245)		740.2668621831		26439.8355879367		2.644		Open Space		0		4		College Street West Trunk Sewer		125.466		0		0		153		2.645

		528		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		780.751932143		M2 (10245)		780.7519321431		36650.2402557833		3.665		Industrial		0		4		College Street West Trunk Sewer		125.466		0		0		153		3.666

		473		M1-1		10245		M1-1 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		204.806996037		M1 (10245)		204.8069960368		2131.4033093995		0.213		Industrial		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.213

		474		M1-1		10245		M1-1 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		293.144153094		M1 (10245)		293.1441530943		2598.1086215173		0.26		Industrial		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.26

		475		M1-1		10245		M1-1 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		308.591190373		M1 (10245)		308.5911903727		5458.7808377798		0.546		Industrial		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.546

		476		M1-1		10245		M1-1 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		259.744865714		M1 (10245)		259.7448657138		3102.7474168279		0.31		Industrial		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.31

		477		M1-1		10245		M1-1 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		270.609760413		M1 (10245)		270.6097604125		3616.2729610402		0.362		Industrial		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.361

		398		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		969.445980956		E (10245)		969.4459809558		43460.8405786502		4.346		Open Space		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.107

		405		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		618.985170574		E (10245)		618.9851705735		5847.1532780486		0.585		Open Space		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.382

		412		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		831.244113937		E (10245)		831.2441139374		8348.8986675815		0.835		Open Space		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.053

		327		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		405.244955228		CF (10245)		405.2449552279		10118.6627813225		1.012		Institutional		0		4		College Street West Trunk Sewer		125.466		0		0		153		1.012

		330		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		639.321143951		CF (10245)		639.3211439513		20055.3143681649		2.006		Institutional		0		4		College Street West Trunk Sewer		125.466		0		0		153		2.006

		211		C3-42		10245		C3-42 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		344.748654281		C3 (10245)		344.7486542814		4832.5276871255		0.483		Commercial		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.483

		212		C3-43		10245		C3-43 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		293.710205448		C3 (10245)		293.710205448		3405.5979179861		0.341		Commercial		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.341

		144		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		133.662893513		C3 (10245)		133.6628935135		1062.1677631111		0.106		Commercial		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.106

		183		C3-13		10245		C3-13 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		263.50956262		C3 (10245)		263.5095626201		3289.891046428		0.329		Commercial		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.329

		63		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		273.042346615		C2 (10245)		273.0423466146		3965.8564009744		0.397		Commercial		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.397

		99		C2-32		10245		C2-32 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		291.171449017		C2 (10245)		291.1714490167		5132.5880529783		0.513		Commercial		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.001

		19		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		84.4070554605		C1 (10245)		84.4070554605		444.9943541062		0.044		Commercial		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.045

		1461		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		156.532931073		RH (10245)		156.532931073		1497.4513820383		0.15		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.15

		1464		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		73.4912377934		RH (10245)		73.4912377934		330.8583838997		0.033		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.033

		1465		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		171.859801295		RH (10245)		171.8598012953		1656.8845565383		0.166		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.166

		1389		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		181.151127924		R6 (10245)		181.1511279243		1943.6337749365		0.194		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.194

		1390		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		703.967520667		R6 (10245)		703.9675206668		16910.5307446708		1.691		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		1.692

		1392		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		110.443655723		R6 (10245)		110.4436557233		611.0418962107		0.061		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.061

		1395		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		681.30773259		R6 (10245)		681.3077325902		12355.5904813895		1.236		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		1.236

		1401		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		179.764294851		R6 (10245)		179.7642948508		1958.731793065		0.196		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.196

		1403		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		128.227196683		R6 (10245)		128.227196683		1011.2095801495		0.101		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.101

		1381		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		263.537448871		R6 (10245)		263.5374488712		3997.8337326973		0.4		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.4

		1385		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		242.802892104		R6 (10245)		242.8028921043		3037.2460272211		0.304		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.304

		1387		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		238.94518713		R6 (10245)		238.9451871303		3544.0198097207		0.354		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.354

		1289		R6-33		10245		R6-33 (10245)		Residential Sixth Density With Special Provisions (By-Law 10245)				R6		393.989761122		R6 (10245)		393.9897611221		8605.0736479122		0.861		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.861

		1290		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		166.831030989		R5 (10245)		166.8310309894		1552.6275216701		0.155		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.155

		1291		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		169.177056116		R5 (10245)		169.1770561159		1566.16793752		0.157		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.157

		1301		R5-10		10245		R5-10 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		379.094804172		R5 (10245)		379.0948041721		8483.5814370849		0.848		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.849

		1304		R5-13		10245		R5-13 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		396.993540812		R5 (10245)		396.9935408119		8374.6144916071		0.837		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.838

		1322		R5-31		10245		R5-31 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		511.211814237		R5 (10245)		511.2118142366		9531.7344941987		0.953		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.648

		1323		R5-31		10245		R5-31 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		1173.20576132		R5 (10245)		1173.2057613154		22839.723792742		2.284		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.503

		1325		R5-6		10245		R5-6 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		433.967497319		R5 (10245)		433.9674973187		10719.6202834882		1.072		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		1.072

		1222		R4-12		10245		R4-12 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		181.624975431		R4 (10245)		181.6249754308		1986.4205804601		0.199		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.199

		1227		R4-17		10245		R4-17 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		239.645229221		R4 (10245)		239.6452292213		3302.0202371046		0.33		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.33

		1228		R4-18		10245		R4-18 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		254.518877725		R4 (10245)		254.5188777248		3876.8865359297		0.388		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.388

		1229		R4-19		10245		R4-19 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		148.683490829		R4 (10245)		148.6834908289		1357.2017693936		0.136		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.136

		1235		R4-25		10245		R4-25 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		124.268457605		R4 (10245)		124.2684576048		840.748125006		0.084		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.084

		1257		R4-34		10245		R4-34 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		317.039046621		R4 (10245)		317.0390466214		4194.1661842268		0.419		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.001

		1151		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		498.343573723		R4 (10245)		498.3435737234		6872.1689217611		0.687		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.687

		1160		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		390.763314608		R4 (10245)		390.7633146076		8381.4567133467		0.838		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.838

		1164		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		433.265084948		R4 (10245)		433.2650849481		7348.9389726665		0.735		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.735

		1105		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		122.954690693		R4 (10245)		122.9546906933		977.1432485548		0.098		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.098

		1136		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		389.340391358		R4 (10245)		389.3403913576		6162.9439719124		0.616		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.616

		1145		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		477.230303948		R4 (10245)		477.2303039478		8205.8797967017		0.821		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.821

		962		R2-5		10245		R2-5 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		130.012914216		R2 (10245)		130.0129142161		1048.132137028		0.105		Residential		0		4		College Street West Trunk Sewer		125.466		0		0		153		0.105

																								630.481		ROW		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		22.365

		3900		C6-5		10245		C6-2-h (10245)		Water-Oriented Commercial Holding With Special Provisions (By-Law 10245)		2014-159		C6		730.849659604		C6 (10245)		730.8496596045		28401.3038482181		2.84		Commercial		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		2.841

		3901		C6-5		10245		C6-5 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)		2014-159		C6		437.819415068		C6 (10245)		437.819415068		8638.5445086893		0.864		Commercial		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.864

		3902				10245		C6 (10245)		Water-Oriented Commercial (By-Law 10245)		2014-159		C6		60.3588395511				60.3588395511		230.3520422158		0.023		Commercial		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.023

		3903		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		174.071275011		RR (2076-80)		174.0712750112		1839.483535967		0.184		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.003

		3943		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		300.746993566		E (10245)		300.7469935662		2958.5866471378		0.296		Open Space		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.296

		3944		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		121.831016054		H (10245)		121.8310160539		459.2826721849		0.046		Open Space		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.046

		3945		C3-14		10245		C3-14 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		165.269106432		C3 (10245)		165.2691064321		234.8867482743		0.023		Commercial		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.023

		3719		E-2		10245		E-2 (10245)		Environmental Control With Special Provisions (By-Law 10245)				E		432.577941574		E (10245)		432.5779415741		1401.0608399721		0.14		Open Space		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.14

		3721		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		684.179614707		M1 (10245)		684.1796147067		21875.8609809326		2.188		Industrial		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		2.188

		3724		R5-33		2076-80		R5-33 (2076-80)		Residential  Fifth Density With Special Provisions (By-Law 2076-80)				R5		604.264640808		R5 (2076-80)		604.264640808		18729.2465475091		1.873		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.003

		3725		UH		10245		UH (10245)		Urban Holding (By-Law 10245)				UH		577.876442254		UH (10245)		577.8764422535		19503.1648144115		1.95		Open Space		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		1.951

		3732		M3		10245		M3 (10245)		Waterfront Industrial (By-Law 10245)				M3		266.494259486		M3 (10245)		266.4942594865		3518.3569019175		0.352		Industrial		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.352

		691		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		392.557821401		R2 (10245)		392.5578214007		5098.1152684713		0.51		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.51

		698		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		831.77012997		R2 (10245)		831.77012997		15473.5917155968		1.547		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		1.548

		699		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		598.867635489		R2 (10245)		598.8676354893		12624.5838860906		1.262		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		1.263

		650		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		1031.5081555		R1 (10245)		1031.508155505		26879.9199528625		2.688		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		2.689

		651		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		2103.46382343		R1 (10245)		2103.4638234342		91081.6263069798		9.108		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		1.386

		652		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		264.278041683		R1 (10245)		264.2780416831		3668.2691396605		0.367		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.367

		558		NH-7		10245		NH-7 (10245)		Nursing Home With Special Provisions(By-Law 10245)				NH		488.902807949		NH (10245)		488.9028079493		13527.7940504899		1.353		Institutional		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		1.353

		565		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		271.544795627		O1 (10245)		271.544795627		2977.650900437		0.298		Open Space		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.298

		566		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		485.173397361		O1 (10245)		485.173397361		9648.4093757395		0.965		Open Space		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.965

		588		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		966.234700872		O2 (10245)		966.2347008719		54126.9898623017		5.413		Open Space		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		5.414

		589		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		1264.36296309		O2 (10245)		1264.3629630855		91400.4419672038		9.14		Open Space		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		9.143

		610		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		2652.06363223		O2 (10245)		2652.0636322285		180281.768479765		18.028		Open Space		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		18.012

		611		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		3065.99868285		O2 (10245)		3065.9986828531		208498.6146852		20.85		Open Space		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		20.856

		504		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1111.85396719		M2 (10245)		1111.853967189		12256.3058982436		1.226		Industrial		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		1.226

		506		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		459.87760588		M2 (10245)		459.8776058805		4214.1549071141		0.421		Industrial		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.422

		508		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		500.745635497		M2 (10245)		500.7456354971		3324.9083136899		0.332		Industrial		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.333

		509		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		219.678591451		M2 (10245)		219.6785914515		1778.5811439366		0.178		Industrial		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.178

		512		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		739.132284169		M2 (10245)		739.1322841694		5942.4917728848		0.594		Industrial		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.219

		520		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1203.60312296		M2 (10245)		1203.6031229587		86529.265722654		8.653		Industrial		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		8.655

		437		M1-11		10245		M1-11 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		1343.1598692		M1 (10245)		1343.1598691972		80209.2545237262		8.021		Industrial		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		8.023

		385		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		829.263776401		E (10245)		829.2637764009		5494.4057355259		0.549		Open Space		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.548

		386		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		600.567765946		E (10245)		600.5677659465		7587.831516489		0.759		Open Space		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.257

		422		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		92.5619943865		H (10245)		92.5619943865		361.3499602179		0.036		Open Space		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.036

		423		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		104.692381928		H (10245)		104.6923819276		591.2721249395		0.059		Open Space		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.059

		434		C3-49		10245		C3-49 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		720.106912304		C3 (10245)		720.1069123038		32236.9472656658		3.224		Commercial		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		3.22

		345		CF-4		10245		CF-4 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1374.88485298		CF (10245)		1374.8848529795		95563.7904470169		9.556		Institutional		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		9.559

		250		C6		10245		C6 (10245)		Water-Oriented Commercial (By-Law 10245)				C6		737.335434085		C6 (10245)		737.3354340848		28386.5865272709		2.839		Commercial		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		2.84

		263		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		295.795164489		C7 (10245)		295.7951644891		4894.5196837503		0.489		Commercial		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.49

		278		CC		10245		CC (10245)		Community Commercial (By-Law 10245)				CC		688.978473263		CC (10245)		688.9784732633		25542.2043768274		2.554		Commercial		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		2.555

		286		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		447.906351195		CF (10245)		447.9063511949		5067.8626143326		0.507		Institutional		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.507

		290		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		836.900502001		CF (10245)		836.9005020014		39368.3672153467		3.937		Institutional		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		3.938

		292		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		504.695635411		CF (10245)		504.6956354109		12411.0381099124		1.241		Institutional		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		1.241

		293		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		2023.78428893		CF (10245)		2023.7842889251		152043.210728525		15.204		Institutional		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		2.75

		294		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		469.25060603		CF (10245)		469.2506060299		13210.536644941		1.321		Institutional		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		1.321

		309		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		601.922976686		CF (10245)		601.9229766862		20301.3813629336		2.03		Institutional		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		2.031

		233		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		174.519840192		C5 (10245)		174.5198401916		1723.3990061363		0.172		Commercial		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.172

		184		C3-14		10245		C3-14 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		301.362184959		C3 (10245)		301.362184959		4029.3928077069		0.403		Commercial		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.403

		121		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		445.011879538		C3 (10245)		445.0118795383		8603.8134258493		0.86		Commercial		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.861

		1537		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		549.093348645		UH (2076-80)		549.0933486454		12551.9046488273		1.255		Open Space		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		1.256

		1458		R7 C1		10245		R7 C1 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		427.411872211		R7 (10245)		427.4118722108		10763.7339921829		1.076		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		1.077

		1498		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		297.713796519		RR (2076-80)		297.7137965194		4048.6179592208		0.405		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.405

		1512		CF		2076-80		CF (2076-80)		Community Facility (By-Law 2076-80)				CF		667.863434663		CF (2076-80)		667.8634346635		19507.495720751		1.951		Institutional		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		1.951

		1517		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		4486.46512749		UH (2076-80)		4486.4651274856		293678.403019087		29.368		Open Space		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		1.829

		1440		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		392.800657573		R7 (10245)		392.8006575734		8046.9865740013		0.805		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.805

		1441		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		618.435260555		R7 (10245)		618.4352605551		23758.9715267842		2.376		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		2.377

		1442		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		992.009599308		R7 (10245)		992.0095993075		36994.375103993		3.699		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		3.7

		1331		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		232.458855553		R6 (10245)		232.4588555526		2213.9882515635		0.221		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.221

		1332		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		192.590064566		R6 (10245)		192.5900645661		1311.0728741876		0.131		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.131

		1333		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		316.567607603		R6 (10245)		316.5676076026		6051.7507434866		0.605		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.605

		1334		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		134.161177278		R6 (10245)		134.1611772777		1021.1221477643		0.102		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.102

		1335		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		178.823737565		R6 (10245)		178.8237375648		1885.8897830434		0.189		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.189

		1336		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		165.031572797		R6 (10245)		165.0315727972		1610.1625666298		0.161		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.161

		1337		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		297.549262566		R6 (10245)		297.5492625657		3910.3754089581		0.391		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.391

		1338		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		114.673720514		R6 (10245)		114.673720514		608.9908824085		0.061		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.061

		1339		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		180.084679541		R6 (10245)		180.084679541		1717.68148028		0.172		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.172

		1274		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		237.521543068		R5 (10245)		237.5215430682		2945.6178633749		0.295		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.295

		1321		R5-31		10245		R5-31 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		337.705959455		R5 (10245)		337.7059594545		4857.7219759703		0.486		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.486

		1237		R4-27		10245		R4-27 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		154.97866457		R4 (10245)		154.9786645704		1355.9617097855		0.136		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.136

		1252		R4-32		10245		R4-32 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		805.97658322		R4 (10245)		805.97658322		13128.028595455		1.313		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		1.313

		1010		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		379.794071655		R4 (10245)		379.7940716548		7768.4838035705		0.777		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.777

		1031		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		382.025675682		R4 (10245)		382.0256756823		7973.4783799029		0.797		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.798

		1034		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1647.81556578		R4 (10245)		1647.8155657785		29643.6107849935		2.964		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		2.965

		1042		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		746.890149782		R4 (10245)		746.8901497817		25992.3997684832		2.599		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.469

		966		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		175.856442888		R2 (10245)		175.8564428876		1879.7991214657		0.188		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.188

		981		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		565.662353564		R2 (10245)		565.6623535636		14069.0373772024		1.407		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		1.407

		982		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1219.1724793		R2 (10245)		1219.1724793016		29987.0458961784		2.999		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		3

		986		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		911.055366		R4 (10245)		911.0553659997		21266.2708143769		2.127		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		2.127

		987		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		650.201826092		R4 (10245)		650.2018260921		12828.9114381822		1.283		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		1.283

		988		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		255.670532189		R4 (10245)		255.6705321893		3925.9078003998		0.393		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.393

		989		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		329.468374252		R4 (10245)		329.4683742524		5705.3605947555		0.571		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.571

		990		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		414.248441062		R4 (10245)		414.2484410623		6698.3861826156		0.67		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.67

		991		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		382.509063924		R4 (10245)		382.5090639238		7053.5487863335		0.705		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.706

		992		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		286.150568555		R4 (10245)		286.1505685547		4301.7271235547		0.43		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.43

		993		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		617.160375112		R4 (10245)		617.1603751115		13257.1650449562		1.326		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		1.326

		994		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		467.009546702		R4 (10245)		467.0095467023		10950.9345379951		1.095		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		1.095

		995		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		615.327254176		R4 (10245)		615.3272541759		14220.9611285481		1.422		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.692

		997		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		571.648423934		R4 (10245)		571.6484239343		12058.1896508155		1.206		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.969

		999		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		634.474698256		R4 (10245)		634.4746982555		13439.686735868		1.344		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.721

		1000		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		496.673455137		R4 (10245)		496.6734551371		8382.0689674259		0.838		Residential		0		5		Dundas Street (Main) Trunk Sewer		185.789		242		61		157		0.838

																								770.689		ROW		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		7.594

		3739		C2-29		10245		C2-29 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		141.257597824		C2 (10245)		141.2575978244		1144.2335663463		0.114		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.114

		3740		C2-41		10245		C2-41 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		98.4079509336		C2 (10245)		98.4079509336		417.3112741871		0.042		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.042

		697		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		115.647364335		R2 (10245)		115.6473643348		713.3041804638		0.071		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.071

		616		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		189.273182871		O2 (10245)		189.2731828714		2191.3590102951		0.219		Open Space		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.219

		511		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		169.916927585		M2 (10245)		169.9169275854		992.2762020827		0.099		Industrial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.099

		513		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		335.746950902		M2 (10245)		335.7469509016		6462.5961772926		0.646		Industrial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.646

		514		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		319.19106255		M2 (10245)		319.1910625505		5856.3064592868		0.586		Industrial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.245

		515		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		454.752176178		M2 (10245)		454.7521761781		11125.5393816501		1.113		Industrial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.485

		433		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		482.908003202		M1 (10245)		482.9080032022		13939.8482266124		1.394		Industrial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.229

		340		CF-1		10245		CF-1 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		252.484064238		CF (10245)		252.4840642378		3861.9978743058		0.386		Institutional		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.386

		254		C6-1		10245		C6-1 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)				C6		385.895070971		C6 (10245)		385.8950709709		7374.9581716165		0.737		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.576

		256		C7-3		10245		C7-3 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		173.102896827		C7 (10245)		173.102896827		1722.9204207801		0.172		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.172

		265		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		173.025331427		C7 (10245)		173.025331427		1717.8833595466		0.172		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.172

		298		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		409.512601745		CF (10245)		409.5126017446		8466.3558039056		0.847		Institutional		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.847

		300		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		365.425535283		CF (10245)		365.4255352828		7147.6912491158		0.715		Institutional		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.715

		301		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		288.64899922		CF (10245)		288.6489992203		3472.1088398411		0.347		Institutional		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.347

		200		C3-30		10245		C3-30 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		128.011724772		C3 (10245)		128.0117247715		980.4084194317		0.098		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.098

		229		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		281.165939648		C5 (10245)		281.1659396483		3300.3284146234		0.33		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.33

		230		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		403.715528682		C5 (10245)		403.7155286819		9387.0102935214		0.939		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.939

		231		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		363.220011746		C5 (10245)		363.2200117461		7688.1045883488		0.769		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.769

		244		C5-4		10245		C5-4 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		147.624311963		C5 (10245)		147.6243119626		1290.8823519835		0.129		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.129

		248		C5-9		10245		C5-9 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		497.817897264		C5 (10245)		497.8178972639		8002.1715663375		0.8		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.8

		173		C3-1		10245		C3-1 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		120.486772985		C3 (10245)		120.4867729846		872.8456137785		0.087		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.087

		88		C2-28		10245		C2-28 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		212.839399735		C2 (10245)		212.8393997355		2830.5120820094		0.283		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.283

		97		C2-30		10245		C2-30 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		122.540085656		C2 (10245)		122.540085656		897.9169909461		0.09		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.09

		101		C2-34		10245		C2-34 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		75.9300441386		C2 (10245)		75.9300441386		301.619072454		0.03		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.03

		106		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		312.854239032		C2 (10245)		312.8542390317		5511.3764665202		0.551		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.551

		123		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		118.261945857		C3 (10245)		118.2619458568		842.178284842		0.084		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.084

		124		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		182.528460067		C3 (10245)		182.5284600666		2021.1020046765		0.202		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.202

		30		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		262.208903024		C2 (10245)		262.2089030237		4129.78934131		0.413		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.413

		31		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		330.156661044		C2 (10245)		330.1566610444		4435.4403091003		0.444		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.444

		32		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		264.492438098		C2 (10245)		264.4924380978		3408.9960483691		0.341		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.341

		34		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		149.433350487		C2 (10245)		149.4333504871		1362.7381721481		0.136		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.136

		35		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		439.639498583		C2 (10245)		439.6394985829		8387.9001067417		0.839		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.839

		36		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		449.477889259		C2 (10245)		449.4778892585		9249.1113983841		0.925		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.163

		40		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		107.930411331		C2 (10245)		107.9304113312		693.0868489765		0.069		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.069

		41		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		289.685633944		C2 (10245)		289.6856339443		4129.3171045888		0.413		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.413

		43		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		133.08175401		C2 (10245)		133.0817540096		1042.5971732209		0.104		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.104

		3607		C2-45		10245		C2-45 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		122.35682202		C2 (10245)		122.35682202		832.6803203107		0.083		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.083

		3608		C3-26		10245		C3-26 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		300.939154942		C3 (10245)		300.9391549424		5240.0136497078		0.524		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.524

		3609		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		379.357694475		C5 (10245)		379.3576944752		7476.0737881713		0.748		Commercial		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.748

		1422		R6-14		10245		R6-14 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		164.997612455		R6 (10245)		164.9976124551		1690.6202610049		0.169		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.169

		1445		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		410.627590996		R7 (10245)		410.6275909958		6626.0143861706		0.663		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.503

		1347		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		516.70958114		R6 (10245)		516.70958114		11592.9323242863		1.159		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		1.16

		1352		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		124.197819157		R6 (10245)		124.1978191567		885.5810775317		0.089		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.089

		1354		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		268.283625002		R6 (10245)		268.2836250019		4025.3292271562		0.403		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.403

		1270		R4-7		10245		R4-7 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		124.230894158		R4 (10245)		124.2308941584		835.8045452783		0.084		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.084

		1271		R4-8		10245		R4-8 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		110.859991537		R4 (10245)		110.8599915372		612.4241236376		0.061		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.061

		1272		R4-9		10245		R4-9 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		101.323550205		R4 (10245)		101.3235502054		435.8849390231		0.044		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.044

		1267		R4-5		10245		R4-5 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		102.093015971		R4 (10245)		102.0930159708		457.1061136587		0.046		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.046

		1269		R4-6		10245		R4-6 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		113.615855351		R4 (10245)		113.6158553512		612.2459586622		0.061		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.061

		1004		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		397.61173052		R4 (10245)		397.6117305197		7101.408962853		0.71		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.71

		1008		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		476.971347898		R4 (10245)		476.9713478983		11672.5260757898		1.167		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		1.168

		1011		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		130.323428675		R4 (10245)		130.3234286746		1054.856424246		0.105		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.106

		1020		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		158.706400808		R4 (10245)		158.7064008085		1568.9745706952		0.157		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.157

		1024		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		518.193142249		R4 (10245)		518.1931422493		10959.0457009899		1.096		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.847

		1026		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		622.678407341		R4 (10245)		622.678407341		10986.4222551199		1.099		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		1.099

		1030		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		417.776472185		R4 (10245)		417.7764721848		10343.3927436753		1.034		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.936

		1033		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		867.874012809		R4 (10245)		867.8740128094		22732.1727444655		2.273		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		1.948

		1038		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1030.33624685		R4 (10245)		1030.3362468529		24324.4832448778		2.432		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		1.244

		1002		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		137.916405862		R4 (10245)		137.916405862		865.4326442488		0.087		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.087

		1003		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		453.909937654		R4 (10245)		453.9099376535		8419.4455701921		0.842		Residential		0		6		Dundas Street East Trunk Sewer		33.384		204		167		153		0.842

																								630.481		ROW		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		56.996

		3892		R4-52		10245		R4-52 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		214.732911445		R4 (10245)		214.7329114452		2521.9867447475		0.252		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.252

		3893		R5-41		10245		R5-41 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		280.865576027		R5 (10245)		280.8655760265		3599.5971345374		0.36		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.36

		3894		R5-41		10245		R5-41 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		375.89886395		R5 (10245)		375.8988639496		5300.7715672661		0.53		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.53

		3913		R2-28		10245		R2-28 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		272.447833675		R2 (10245)		272.4478336751		4537.4989183027		0.454		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.454

		3914		CD		2076-80		CD (2076-80)		District Commercial  (By-Law 2076-80)				CD		135.312432188		CD (2076-80)		135.312432188		562.204007397		0.056		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.056

		3919		CH-9		2076-80		CH-9 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		479.663673563		CH (2076-80)		479.6636735627		13526.8734155645		1.353		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.353

		3922		R2-28		10245		R2-28 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		675.844476674		R2 (10245)		675.8444766736		8641.6032649396		0.864		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.864

		3923		R2-28		10245		R2-28 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		352.093183796		R2 (10245)		352.0931837955		4907.3901931291		0.491		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.491

		3924		R2-28		10245		R2-28 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		197.079835305		R2 (10245)		197.079835305		2277.3304338204		0.228		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.228

		3942		CH-9		2076-80		CH-9 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		119.241043671		CH (2076-80)		119.2410436709		775.984134124		0.078		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.078

		3963		R5-41		10245		R5-41 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		248.848362464		R5 (10245)		248.8483624641		3022.771407847		0.302		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.302

		3964		R5-41		2076-80		R5-41 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		779.191134155		R5 (10245)		779.191134155		23685.0558365577		2.369		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		2.369

		3965		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		561.238791183		R4 (10245)		561.2387911834		9750.0890928322		0.975		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.975

		3966		R2-28		10245		R2-28 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		429.933661294		R2 (10245)		429.9336612943		10492.9752566736		1.049		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.05

		3967		R2-28		10245		R2-28 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		253.224546263		R2 (10245)		253.224546263		3458.366937543		0.346		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.346

		3968		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		244.513696342		R4 (10245)		244.5136963418		2756.2599102169		0.276		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.276

		3969		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		384.383210082		R4 (10245)		384.3832100819		5570.5402588155		0.557		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.557

		3970		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		247.394677336		R4 (10245)		247.3946773365		3543.4649886536		0.354		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.354

		3971		R2-28		10245		R2-28 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		407.3571897		R2 (10245)		407.3571897003		5085.4462710945		0.509		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.509

		3973		CD		2076-80		CD (2076-80)		District Commercial  (By-Law 2076-80)				CD		131.173671773		CD (2076-80)		131.1736717734		1071.5715088699		0.107		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.107

		3976		R4-51		10245		R4-51 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		171.570125722		R4 (10245)		171.5701257221		1776.1623239862		0.178		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.178

		3720		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		190.538146211		R2 (10245)		190.5381462111		2146.8901642183		0.215		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.215

		899		R2-2		2076-80		R2-2 (2076-80)		R2 Residential With Special Provisions (By-Law 2076-80)				R2		422.897382529		R2 (2076-80)		422.8973825285		5906.8181805044		0.591		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.591

		882		R2-12		10245		R2-12 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		118.920960584		R2 (10245)		118.9209605842		663.247373573		0.066		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.066

		889		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		309.739071189		UH (2076-80)		309.7390711888		4534.3798739604		0.453		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.454

		672		R1-3		10245		R1-3 (10245)		Residential First Density With Special Provisions (By-Law 10245)				R1		309.323013992		R1 (10245)		309.323013992		4488.0637378811		0.449		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.449

		673		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		329.793502295		R2 (10245)		329.7935022948		5393.4807827532		0.539		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.54

		674		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		869.984464179		R2 (10245)		869.9844641785		22406.2484832736		2.241		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		2.241

		675		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		272.32467904		R2 (10245)		272.3246790395		3374.5255332659		0.337		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.338

		676		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		907.459521563		R2 (10245)		907.4595215625		21331.4846256871		2.133		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		2.134

		677		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		223.649932754		R2 (10245)		223.649932754		2506.796028511		0.251		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.251

		679		R2		2076-80		R2 (2076-80)		R2 Residential (By-Law 2076-80)				R2		796.334086887		R2 (2076-80)		796.334086887		24216.4696424135		2.422		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		2.422

		680		R2-1		2076-80		R2-1 (2076-80)		R2 Residential With Special Provisions (By-Law 2076-80)				R2		352.041150523		R2 (2076-80)		352.0411505226		4910.7067625153		0.491		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.491

		685		R2		2076-80		R2 (2076-80)		R2 Residential (By-Law 2076-80)				R2		886.006497071		R2 (2076-80)		886.0064970713		14869.0962804074		1.487		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.487

		686		R2		2076-80		R2 (2076-80)		R2 Residential (By-Law 2076-80)				R2		471.296664196		R2 (2076-80)		471.2966641962		6653.2780675611		0.665		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.666

		689		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		459.828527989		R2 (10245)		459.8285279888		6497.6870763957		0.65		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.65

		690		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		423.221335097		R2 (10245)		423.221335097		5789.505713177		0.579		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.579

		696		R2-3		2076-80		R2-3 (2076-80)		R2 Residential With Special Provisions (By-Law 2076-80)				R2		3015.41484636		R2 (2076-80)		3015.4148463621		57490.1448522789		5.749		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		5.751

		635		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		354.222153875		R1 (10245)		354.2221538754		7827.9954090683		0.783		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.783

		636		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		222.729614323		R1 (10245)		222.7296143231		2147.3853514987		0.215		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.215

		637		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		151.259048409		R1 (10245)		151.259048409		1312.1920207258		0.131		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.131

		638		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		427.587944187		R1 (10245)		427.5879441874		11263.6423502965		1.126		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.127

		639		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		620.785663931		R1 (10245)		620.7856639308		21614.1903251386		2.161		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		2.162

		640		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		1176.86888038		R1 (10245)		1176.8688803819		36888.656439636		3.689		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		3.69

		641		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		601.130277806		R1 (10245)		601.1302778057		15469.5514343839		1.547		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.547

		642		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		1242.32389897		R1 (10245)		1242.323898968		53600.1177363979		5.36		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		5.362

		643		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		690.984225611		R1 (10245)		690.9842256111		19926.3057732727		1.993		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.993

		644		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		2791.79849296		R1 (10245)		2791.7984929608		106984.721806043		10.698		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		10.702

		645		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		770.089276041		R1 (10245)		770.0892760414		28384.2407854623		2.838		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		2.839

		646		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		523.890301793		R1 (10245)		523.8903017925		15145.874940105		1.515		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.515

		647		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		2347.59922941		R1 (10245)		2347.5992294089		58047.2473126898		5.805		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		5.806

		648		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		784.145449973		R1 (10245)		784.1454499734		27189.3397490496		2.719		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		2.72

		649		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		668.681780871		R1 (10245)		668.6817808707		20182.3208363069		2.018		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		2.019

		651		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		2103.46382343		R1 (10245)		2103.4638234342		91081.6263069798		9.108		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		7.723

		653		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		421.448351785		R1 (10245)		421.4483517847		9405.7448657556		0.941		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.941

		654		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		1082.09663511		R1 (10245)		1082.0966351059		17812.4004068658		1.781		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.782

		553		MR		2076-80		MR (2076-80)		Rural Industrial (By-Law 2076-80)				MR		470.338759591		MR (2076-80)		470.3387595909		13229.9468474689		1.323		Industrial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.323

		554		MR-6		2076-80		MR-6 (2076-80)		Rural Industrial With Special Provisions (By-Law 2076-80)				MR		241.359337131		MR (2076-80)		241.3593371312		3637.5133144751		0.364		Industrial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.364

		555		MW		2076-80		MW (2076-80)		Industrial Waste Disposal (By-Law 2076-80)				MW		769.731205647		MW (2076-80)		769.7312056467		33375.8637725645		3.338		Industrial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		3.338

		556		MW-4		2076-80		MW-4 (2076-80)		Industrial Waste Disposal (By-Law 2076-80)				MW		1279.86845863		MW (2076-80)		1279.8684586323		24275.2841403759		2.428		Industrial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		2.428

		557		NH		2076-80		NH (2076-80)		Nursing Home (By-Law 2076-80)				NH		272.005581903		NH (2076-80)		272.0055819031		4438.9821941628		0.444		Institutional		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.444

		560		NH-2		2076-80		NH-2 (2076-80)		Nursing Home With Special Provisions (By-Law 2076-80)				NH		1171.30011066		NH (2076-80)		1171.3001106572		73567.5710958943		7.357		Institutional		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		7.359

		562		NH		10245		NH (10245)		Nursing Home (By-Law 10245)				NH		464.550886837		NH (10245)		464.550886837		12756.2020762489		1.276		Institutional		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.276

		564		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		321.046073617		O1 (10245)		321.0460736166		4403.800562023		0.44		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.441

		606		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		218.868489005		O2 (10245)		218.8684890055		2903.3503945481		0.29		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.29

		607		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		672.148461536		O2 (10245)		672.1484615364		14364.7602830505		1.436		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.481

		608		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		1447.31668244		O2 (10245)		1447.3166824377		28334.3150350356		2.833		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.28

		499		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		1599.33129392		M2 (2076-80)		1599.3312939225		31398.7658254616		3.14		Industrial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		3.141

		500		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		419.365367845		M2 (2076-80)		419.3653678445		4137.4750482478		0.414		Industrial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.414

		501		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		952.809401272		M2 (2076-80)		952.8094012719		13761.7962134108		1.376		Industrial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.377

		503		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2371.13094212		M2 (10245)		2371.1309421171		28579.7980288212		2.858		Industrial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.44

		524		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		5918.62768758		M2 (2076-80)		5918.6276875826		89188.2167996164		8.919		Industrial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		6.711

		372		CH-9		2076-80		CH-9 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		532.129300695		CH (2076-80)		532.1293006946		14986.8048994631		1.499		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.499

		373		CH-34		2076-80		CH-34 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		215.415819284		CH (2076-80)		215.4158192835		2657.3245579051		0.266		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.266

		379		CR		2076-80		CR (2076-80)		Commercial Recreation (By-Law 2076-80)				CR		446.507139673		CR (2076-80)		446.5071396726		12083.3071024541		1.208		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.209

		382		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		3093.30345122		E (2076-80)		3093.3034512181		35360.3570133642		3.536		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		2.184

		383		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		1613.31281645		E (2076-80)		1613.3128164549		26272.4869073703		2.627		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		2.628

		388		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		3184.98909135		E (2076-80)		3184.9890913489		73048.1910900952		7.305		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		7.307

		389		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		5332.59044203		E (2076-80)		5332.5904420261		183966.32540149		18.397		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		18.402

		392		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		1183.56680186		E (2076-80)		1183.5668018565		71027.7576071355		7.103		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		7.105

		402		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		7895.98201556		E (2076-80)		7895.9820155586		767789.056980775		76.779		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		76.799

		421		H-4		2076-80		H-4 (2076-80)		Holding Zone With Special Provisions (By-Law 2076-80)				H		496.150251831		H (2076-80)		496.1502518314		12268.7470089357		1.227		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.227

		343		CF-2		2076-80		CF-2 (2076-80)		Community Facility With Special Provisions (By-Law 2076-80)				CF		4473.75675177		CF (2076-80)		4473.7567517714		518734.827271417		51.873		Institutional		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		51.799

		346		CF-5		2076-80		CF-5 (2076-80)		Community Facility With Special Provisions (By-Law 2076-80)				CF		758.010489866		CF (2076-80)		758.010489866		29461.4302731678		2.946		Institutional		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		2.947

		351		CF-9		10245		CF-9 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		308.119728275		CF (10245)		308.1197282749		5802.3008740827		0.58		Institutional		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.58

		352		CF-h		2076-80		CF-h (2076-80)		Community Facility With Special Provisions (By-Law 2076-80)				CF		539.753047125		CF (2076-80)		539.7530471249		15215.8277056971		1.522		Institutional		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.522

		353		CF		2076-80		CF (2076-80)		Community Facility (By-Law 2076-80)				CF		1183.19333059		CF (2076-80)		1183.1933305919		55223.4909769569		5.522		Institutional		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		5.524

		354		CH		2076-80		CH (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		358.059299182		CH (2076-80)		358.0592991821		1832.167778794		0.183		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.183

		356		CH-11		2076-80		CH-11 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		600.196261354		CH (2076-80)		600.1962613537		16680.3788862034		1.668		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.669

		357		CH-12		2076-80		CH-12 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		189.074955496		CH (2076-80)		189.0749554958		1991.3962979201		0.199		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.199

		358		CH-9/MR		2076-80		CH-9/MR (2076-80)		Commercial Holding With Special Provisions (By-Law 2076-80)				CH		912.572852744		CH (2076-80)		912.5728527443		27767.1698235348		2.777		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		2.777

		359		CH-14		2076-80		CH-14 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		432.461468535		CH (2076-80)		432.4614685352		9496.3176855361		0.95		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.95

		360		CH-17		2076-80		CH-17 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		311.638313962		CH (2076-80)		311.6383139616		5782.0934461944		0.578		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.578

		361		CH-2		2076-80		CH-2 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		326.508321019		CH (2076-80)		326.5083210193		6548.5206823105		0.655		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.655

		365		CH-6		2076-80		CH-6 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		145.62237583		CH (2076-80)		145.6223758302		1339.0048419976		0.134		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.134

		367		CH-33		2076-80		CH-33 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		714.072654623		CH (2076-80)		714.0726546226		31623.2337124728		3.162		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		3.163

		368		CH-9		2076-80		CH-9 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		1109.46610065		CH (2076-80)		1109.4661006524		53260.4600331912		5.326		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		5.328

		369		CH-9		2076-80		CH-9 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		464.745797342		CH (2076-80)		464.7457973425		7764.0060905753		0.776		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.777

		370		CH-9		2076-80		CH-9 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		315.688189126		CH (2076-80)		315.6881891265		4111.2770868149		0.411		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.411

		371		CH-9		2076-80		CH-9 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		249.51794066		CH (2076-80)		249.5179406603		3856.5858515665		0.386		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.386

		279		CD		2076-80		CD (2076-80)		District Commercial  (By-Law 2076-80)				CD		854.291112408		CD (2076-80)		854.2911124077		45342.4373365509		4.534		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		4.536

		280		CF		2076-80		CF (2076-80)		Community Facility (By-Law 2076-80)				CF		2546.1293609		CF (2076-80)		2546.1293608978		335393.827153776		33.539		Institutional		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		10.763

		281		CF-12		10245		CF-12 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		510.263905455		CF (10245)		510.263905455		15135.6846556491		1.514		Institutional		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.514

		282		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		123.493263505		CF (10245)		123.4932635049		945.0327038558		0.095		Institutional		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.095

		283		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		283.550374168		CF (10245)		283.5503741681		3293.1367095285		0.329		Institutional		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.329

		285		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		246.054995884		CF (10245)		246.054995884		3783.1657881901		0.378		Institutional		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.378

		287		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		393.344946902		CF (10245)		393.344946902		9665.8898607555		0.967		Institutional		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.967

		288		CF		2076-80		CF (2076-80)		Community Facility (By-Law 2076-80)				CF		311.616426504		CF (2076-80)		311.6164265045		6024.639840304		0.602		Institutional		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.603

		289		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		2555.49208615		CF (10245)		2555.4920861451		335420.236633487		33.542		Institutional		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		33.552

		293		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		2023.78428893		CF (10245)		2023.7842889251		152043.210728525		15.204		Institutional		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		12.458

		179		C3-10		10245		C3-10 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		333.176574022		C3 (10245)		333.176574022		6166.0590775839		0.617		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.617

		186		C3-16		10245		C3-16 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		164.39583938		C3 (10245)		164.3958393802		1591.6673895345		0.159		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.159

		119		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		319.427798119		C3 (10245)		319.4277981193		6279.9033922252		0.628		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.628

		120		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		167.738534592		C3 (10245)		167.7385345923		1702.601238389		0.17		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.17

		1		A1-2		2076-80		A1-2 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A1		286.618796051		A1 (2076-80)		286.6187960511		4956.5329560711		0.496		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.496

		2		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		5705.64622032		A2 (2076-80)		5705.6462203196		799908.563460774		79.991		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		80.012

		3		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		795.511887085		A2 (2076-80)		795.5118870855		35295.2966242196		3.53		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		3.531

		4		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		1702.85535821		A2 (2076-80)		1702.855358205		135347.557913603		13.535		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		13.539

		5		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		2320.98234004		A2 (2076-80)		2320.982340036		236194.638438249		23.619		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		23.626

		6		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		1126.85526044		A2 (2076-80)		1126.8552604405		40719.0080641343		4.072		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		4.073

		7		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		1822.14148235		A2 (2076-80)		1822.1414823519		156050.843494287		15.605		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		15.609

		8		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		2203.18150587		A2 (2076-80)		2203.181505872		226271.300877834		22.627		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		22.633

		9		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		2046.89110391		A2 (2076-80)		2046.8911039143		220036.513173748		22.004		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		22.009

		10		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		1095.55028615		A2 (2076-80)		1095.5502861545		47745.6672321225		4.775		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		4.776

		11		A2-19		2076-80		A2-19 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		269.007882676		A2 (2076-80)		269.0078826764		4522.6767707029		0.452		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.452

		12		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		106.179823896		C1 (10245)		106.1798238956		693.5536095961		0.069		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.069

		28		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		227.416092815		C2 (10245)		227.4160928147		2343.1918186709		0.234		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.234

		29		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		195.080828031		C2 (10245)		195.0808280309		2189.1571938104		0.219		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.219

		3650		CH-9/MS		2076-80		CH-9/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		440.373480266		CH (2076-80)		440.3734802659		10181.9122519293		1.018		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.001

		3651		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		286.802648791		R4 (10245)		286.8026487913		3717.4670365971		0.372		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.372

		3652		R5-37		10245		R5-37 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		195.420196535		R5 (10245)		195.4201965347		2167.765080283		0.217		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.217

		3653		R5-37		10245		R5-37 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		197.813801959		R5 (10245)		197.813801959		2289.2202097742		0.229		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.229

		3654		R2-25		10245		R2-25 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		199.497533991		R2 (10245)		199.4975339908		2253.5043763256		0.225		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.225

		3655		R2-25		10245		R2-25 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		102.17182297		R2 (10245)		102.17182297		619.3893340293		0.062		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.062

		3662		CD		2076-80		CD (2076-80)		District Commercial  (By-Law 2076-80)				CD		850.146713415		CD (2076-80)		850.1467134145		38371.4407771205		3.837		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		3.838

		3663		R5-41		10245		R5-41 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		137.628082532		R5 (10245)		137.6280825319		1233.9198296554		0.123		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.123

		3664		R5-40		10245		R5-40 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		443.216981725		R5 (10245)		443.2169817253		6315.5677052483		0.632		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.632

		3665		R4-52		10245		R4-52 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		197.039856944		R4 (10245)		197.0398569441		2273.1827446668		0.227		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.227

		3666		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		226.125879364		R4 (10245)		226.1258793639		2690.3496315837		0.269		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.269

		3667		R5-41		10245		R5-41 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		302.086732844		R5 (10245)		302.0867328435		5869.3256900921		0.587		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.587

		3668		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		605.389754402		O1 (10245)		605.3897544024		16363.8653333078		1.636		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.637

		3669		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		255.813411626		R4 (10245)		255.8134116261		3308.0309417108		0.331		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.331

		3670		CF-13		10245		CF-13 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		569.600204563		CF (10245)		569.6002045633		15378.7187840106		1.538		Institutional		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.538

		3671		UH		10245		UH (2076-80)		Urban Holding (By-Law 10245)				UH		188.656968418		UH (2076-80)		188.6569684176		1531.5957666937		0.153		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.153

		3672		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		376.880152675		UH (2076-80)		376.8801526751		3484.050615193		0.348		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.349

		3673		R1-4		10245		R1-4 (10245)		Residential First Density With Special Provisions (By-Law 10245)				R1		281.155219439		R1 (10245)		281.1552194391		2978.1777229916		0.298		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.298

		3690		R4-51		10245		R4-51 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		569.362787059		R4 (10245)		569.3627870585		7994.9382880546		0.799		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.8

		3691		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		212.788992956		O1 (10245)		212.7889929555		1524.3520392232		0.152		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.152

		3564		CH-9/MS-7		2076-80		CH-9/MS-7 (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		601.491805786		CH (2076-80)		601.4918057862		22167.0233919743		2.217		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		2.217

		3571		CH-26/MS		2076-80		CH-26/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		3061.12461856		CH (2076-80)		3061.1246185618		330023.3451059		33.002		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.015

		3573		R2		2076-80		R2 (2076-80)		Residential Second Density (By-Law 2076-80)				R2		909.190362801		R2 (2076-80)		909.1903628012		39195.8038775024		3.92		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		3.921

		3574		R2		2076-80		R2 (2076-80)		Residential Second Density (By-Law 2076-80)				R2		158.684107708		R2 (2076-80)		158.6841077083		1463.8191002835		0.146		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.146

		3603		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		1863.18472989		A2 (2076-80)		1863.1847298904		69449.075591131		6.945		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		6.947

		3549		R5-37		10245		R5-37 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		230.47993943		R5 (10245)		230.4799394299		2740.9877615956		0.274		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.274

		3550		R5-37		10245		R5-37 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		430.433085205		R5 (10245)		430.4330852048		10095.0413244572		1.01		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.01

		3551		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		108.852935157		R4 (10245)		108.8529351569		616.39932653		0.062		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.062

		3552		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		393.073899085		R4 (10245)		393.0738990848		5963.965792984		0.596		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.597

		3553		R5-37		10245		R5-37 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		186.718594766		R5 (10245)		186.7185947661		2074.2537563296		0.207		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.207

		3554		R2-25		10245		R2-25 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		759.082896585		R2 (10245)		759.0828965847		12389.063796423		1.239		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.239

		3555		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		381.485793496		R4 (10245)		381.4857934961		8284.2449469181		0.828		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.829

		3556		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		135.602054942		UH (2076-80)		135.6020549423		990.9439823072		0.099		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.099

		3558		E-1		2076-80		E-1 (2076-80)		Environmental Control With Special Provisions (By-Law 2076-80)				E		192.364350314		E (2076-80)		192.3643503143		1803.9398889307		0.18		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.106

		3559		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		257.572810815		E (2076-80)		257.5728108152		1575.2759974399		0.158		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.013

		3560		CH-13		2076-80		CH-13 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		343.586821683		CH (2076-80)		343.5868216831		5302.8730733525		0.53		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.53

		3561		CF-h		2076-80		CF-h (2076-80)		Community Facility With Special Provisions (By-Law 2076-80)				CF		381.87074436		CF (2076-80)		381.8707443601		4962.3585244463		0.496		Institutional		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.496

		1520		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		6841.50177197		UH (2076-80)		6841.5017719709		717271.496059356		71.727		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		71.746

		1521		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		1312.38756222		UH (2076-80)		1312.3875622184		102864.507918736		10.286		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		10.018

		1478		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		366.973560179		RR (2076-80)		366.9735601786		7742.5618181814		0.774		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.774

		1479		CH-27		2076-80		CH-27 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		321.429541553		CH (2076-80)		321.4295415528		4073.5051055143		0.407		Commercial		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.407

		1480		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		381.645944639		RR (2076-80)		381.6459446385		6543.278170707		0.654		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.655

		1481		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		217.460557318		RR (2076-80)		217.4605573177		2013.2537586292		0.201		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.201

		1482		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		274.349215183		RR (2076-80)		274.3492151831		4331.1144918361		0.433		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.433

		1483		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		274.286171451		RR (2076-80)		274.2861714507		4179.8271042862		0.418		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.418

		1484		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		428.689465545		RR (2076-80)		428.6894655447		8169.8761935063		0.817		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.817

		1485		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		473.280376867		RR (2076-80)		473.2803768665		4745.3019310234		0.475		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.475

		1486		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		389.522615685		RR (2076-80)		389.5226156854		5586.3836945467		0.559		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.559

		1487		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		323.375338006		RR (2076-80)		323.3753380056		6279.2688798515		0.628		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.628

		1488		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		911.792234898		RR (2076-80)		911.7922348976		23310.1826964864		2.331		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		2.332

		1489		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		227.714482674		RR (2076-80)		227.7144826743		3072.798979878		0.307		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.307

		1490		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		300.433954936		RR (2076-80)		300.4339549357		5358.4491144699		0.536		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.536

		1491		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		147.766400301		RR (2076-80)		147.7664003008		1313.8155852826		0.131		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.131

		1492		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		451.97335955		RR (2076-80)		451.9733595505		9168.9795578371		0.917		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.917

		1493		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		277.673638444		RR (2076-80)		277.6736384436		4240.9948437695		0.424		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.424

		1494		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		166.17756662		RR (2076-80)		166.17756662		1433.0754615886		0.143		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.143

		1495		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		178.227492014		RR (2076-80)		178.227492014		1758.6407104023		0.176		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.176

		1496		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		548.989082174		RR (2076-80)		548.9890821736		14316.5579639294		1.432		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.432

		1497		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		204.912687632		RR (2076-80)		204.9126876324		2594.5090633813		0.259		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.26

		1499		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		487.627645883		RR (2076-80)		487.6276458832		10844.8801243456		1.084		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.085

		1500		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		807.356518081		RR (2076-80)		807.356518081		25116.6773849925		2.512		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		2.512

		1503		SPR		2076-80		SPR (2076-80)		Residential Special (By-Law 2076-80)				SPR		365.628704074		SPR (2076-80)		365.6287040739		4988.5690041212		0.499		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.499

		1504		SPR		2076-80		SPR (2076-80)		Residential Special (By-Law 2076-80)				SPR		468.684465305		SPR (2076-80)		468.6844653048		6798.5662183867		0.68		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.68

		1505		SPR-1		2076-80		SPR-1 (2076-80)		Residential Special With Special Provisions (By-Law 2076-80)				SPR		1003.11994536		SPR (2076-80)		1003.1199453592		25763.3504834323		2.576		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		2.577

		1506		SPR-1		2076-80		SPR-1 (2076-80)		Residential Special With Special Provisions (By-Law 2076-80)				SPR		251.548134704		SPR (2076-80)		251.5481347037		4027.4023700163		0.403		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.403

		1507		SPR-1		2076-80		SPR-1 (2076-80)		Residential Special With Special Provisions (By-Law 2076-80)				SPR		720.490472868		SPR (2076-80)		720.4904728678		29996.5133313435		3		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		3

		1508		SPR-1		2076-80		SPR-1 (2076-80)		Residential Special With Special Provisions (By-Law 2076-80)				SPR		511.207357577		SPR (2076-80)		511.2073575766		12186.1575207225		1.219		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.219

		1509		SPR-1		2076-80		SPR-1 (2076-80)		Residential Special With Special Provisions (By-Law 2076-80)				SPR		380.520236048		SPR (2076-80)		380.5202360484		8753.7434579986		0.875		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.876

		1510		R6-32		10245		R6-32 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		790.123597277		R6 (10245)		790.1235972774		20070.4479214936		2.007		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		2.008

		1511		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		483.23924866		UH (2076-80)		483.2392486596		14717.6145581455		1.472		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.472

		1512		CF		2076-80		CF (2076-80)		Community Facility (By-Law 2076-80)				CF		667.863434663		CF (2076-80)		667.8634346635		19507.495720751		1.951		Institutional		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.001

		1513		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		464.691587531		UH (2076-80)		464.691587531		11561.3961336946		1.156		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.156

		1514		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		4823.27495008		UH (2076-80)		4823.2749500848		393759.676180751		39.376		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		39.387

		1515		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		986.855915666		UH (2076-80)		986.8559156664		34514.3896187271		3.451		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		3.452

		1516		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		3631.42625073		UH (2076-80)		3631.4262507297		298628.629731712		29.863		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		29.871

		1517		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		4486.46512749		UH (2076-80)		4486.4651274856		293678.403019087		29.368		Open Space		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		23.188

		1426		R6-19		10245		R6-19 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		264.369553386		R6 (10245)		264.3695533857		3982.3437913074		0.398		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.398

		1430		R6-22		10245		R6-22 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		237.884024173		R6 (10245)		237.8840241731		2841.883222752		0.284		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.284

		1437		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		373.388816162		R7 (10245)		373.3888161621		6717.5552800091		0.672		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.672

		1439		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		612.799358408		R7 (10245)		612.7993584079		15999.0315680688		1.6		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.6

		1329		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		170.401013024		R6 (10245)		170.4010130241		1778.3199638325		0.178		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.178

		1330		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		156.233963308		R6 (10245)		156.2339633083		1507.4931623043		0.151		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.151

		1275		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		526.631915271		R5 (10245)		526.6319152711		7510.744594452		0.751		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.751

		1276		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		513.892627219		R5 (10245)		513.8926272191		6832.1650605274		0.683		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.683

		1279		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		277.316843353		R5 (10245)		277.3168433527		3718.2299439044		0.372		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.372

		1319		R5-28		10245		R5-28 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		653.183627569		R5 (10245)		653.1836275693		18715.6803865		1.872		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.872

		1226		R4-16		10245		R4-16 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		132.6882928		R4 (10245)		132.6882927996		954.8659502482		0.095		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.096

		1265		R4-4		2076-80		R4-4 (2076-80)		Residential  Fourth Density With Special Provisions (By-Law 2076-80)				R4		547.229270707		R4 (2076-80)		547.2292707075		17058.5563457399		1.706		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		1.706

		1268		R4-5-H		2076-80		R4-5-H (2076-80)		Residential  Fourth Density With Special Provisions (By-Law 2076-80)				R4		1096.93677173		R4 (2076-80)		1096.9367717297		42133.518787957		4.213		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		4.215

		984		R4-4		2076-80		R4-4 (2076-80)		Residential  Fourth Density With Special Provisions (By-Law 2076-80)				R4		1243.37891573		R4 (2076-80)		1243.3789157286		38501.56870345		3.85		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		3.851

		985		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		114.7392415		R4 (10245)		114.7392415003		820.0647261909		0.082		Residential		0		7		Dundas Street West Trunk Sewer		884.154		201		204		153		0.082

																								770.689		ROW		0		8		Jameson Bone Trunk Sewer		56.559		48		182		191		3.032

		632		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		3249.1595642		O3 (10245)		3249.1595641956		113294.453147311		11.329		Open Space		0		8		Jameson Bone Trunk Sewer		56.559		48		182		191		5.719

		534		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		4424.94739886		M2 (10245)		4424.947398855		581468.462332554		58.147		Industrial		0		8		Jameson Bone Trunk Sewer		56.559		48		182		191		24.398

		544		M2C		10245		M2C (10245)		General Industrial/Commercial (By-Law 10245)				M2C		545.084361078		M2C (10245)		545.0843610779		18512.7448381097		1.851		Industrial		0		8		Jameson Bone Trunk Sewer		56.559		48		182		191		1.852

		479		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		1596.23619587		M2 (10245)		1596.236195872		110432.971407526		11.043		Industrial		0		8		Jameson Bone Trunk Sewer		56.559		48		182		191		7.202

		3679		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		3840.63082434		O3 (10245)		3840.6308243428		43266.7189995087		4.327		Open Space		0		8		Jameson Bone Trunk Sewer		56.559		48		182		191		0.394

		3683		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		9702.21934378		M2 (10245)		9702.2193437835		1666218.836369		166.622		Industrial		0		8		Jameson Bone Trunk Sewer		56.559		48		182		191		13.979

																								630.481		ROW		0		9		Everett Street Trunk Sewer		7.163		77		19		50		1.505

																								630.481		ROW		0		9		Everett Street Trunk Sewer		15.524		77		19		50		3.44

																								630.481		ROW		0		9		Everett Street Trunk Sewer		5.228		77		19		50		1.551

		439		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		193.785753536		M1 (10245)		193.7857535363		2164.0812493792		0.216		Industrial		0		9		Everett Street Trunk Sewer		5.228		77		19		50		0.216

		386		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		600.567765946		E (10245)		600.5677659465		7587.831516489		0.759		Open Space		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.137

		311		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		94.4518755036		CF (10245)		94.4518755036		491.8732603205		0.049		Institutional		0		9		Everett Street Trunk Sewer		7.163		77		19		50		0.049

		260		C7-1		10245		C7-1 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		149.894798394		C7 (10245)		149.8947983944		1385.0575683638		0.139		Commercial		0		9		Everett Street Trunk Sewer		7.163		77		19		50		0.139

		264		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		116.513817311		C7 (10245)		116.5138173105		846.9850886295		0.085		Commercial		0		9		Everett Street Trunk Sewer		7.163		77		19		50		0.085

		297		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		702.059858736		CF (10245)		702.0598587358		30884.8608793111		3.088		Institutional		0		9		Everett Street Trunk Sewer		15.524		77		19		50		2.646

		302		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		678.305230157		CF (10245)		678.3052301568		18740.1034429086		1.874		Institutional		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.002

		76		C2-15		10245		C2-15 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		151.630291327		C2 (10245)		151.6302913272		923.3121500208		0.092		Commercial		0		9		Everett Street Trunk Sewer		7.163		77		19		50		0.092

		87		C2-27		10245		C2-27 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		163.273447416		C2 (10245)		163.2734474156		1275.4920176872		0.128		Commercial		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.128

		100		C2-33		10245		C2-33 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		138.601746523		C2 (10245)		138.6017465231		973.1087102894		0.097		Commercial		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.097

		102		C2-35		10245		C2-35 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		96.7021590093		C2 (10245)		96.7021590093		533.7071582746		0.053		Commercial		0		9		Everett Street Trunk Sewer		5.228		77		19		50		0.053

		122		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		247.554556476		C3 (10245)		247.5545564757		3001.5605949086		0.3		Commercial		0		9		Everett Street Trunk Sewer		7.163		77		19		50		0.3

		33		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		249.827380505		C2 (10245)		249.8273805047		2858.4879262797		0.286		Commercial		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.286

		37		C2-18		10245		C2-18 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		677.52291286		C2 (10245)		677.5229128599		24528.8792074356		2.453		Commercial		0		9		Everett Street Trunk Sewer		7.163		77		19		50		2.453

		38		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		101.564695135		C2 (10245)		101.5646951355		597.4982971867		0.06		Commercial		0		9		Everett Street Trunk Sewer		7.163		77		19		50		0.06

		45		R6-25		10245		R6-25 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		255.238869151		R6 (10245)		255.2388691514		2835.2438587437		0.284		Residential		0		9		Everett Street Trunk Sewer		7.163		77		19		50		0.284

		3627		R8-1-h		10245		R8-1-h (10245)		Residential  Eighth Density With Special Provisions (By-Law 10245)				R8		290.346511212		R8 (10245)		290.3465112119		4570.0880475761		0.457		Residential		0		9		Everett Street Trunk Sewer		7.163		77		19		50		0.456

		1419		R6-11		10245		R6-11 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		169.698355767		R6 (10245)		169.6983557669		994.5026533782		0.099		Residential		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.099

		1443		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		265.465995669		R7 (10245)		265.4659956693		3698.7825687704		0.37		Residential		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.37

		1444		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		267.567102672		R7 (10245)		267.5671026718		4148.7726750863		0.415		Residential		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.415

		1340		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		91.9544295409		R6 (10245)		91.9544295409		457.1436262188		0.046		Residential		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.045

		1344		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		249.716331349		R6 (10245)		249.7163313488		2589.1950758359		0.259		Residential		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.223

		1345		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		179.182825895		R6 (10245)		179.1828258948		1928.9923769113		0.193		Residential		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.111

		1284		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		122.766636606		R5 (10245)		122.7666366057		743.1552421677		0.074		Residential		0		9		Everett Street Trunk Sewer		5.228		77		19		50		0.074

		1328		R5-9		10245		R5-9 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		96.1552458542		R5 (10245)		96.1552458542		566.4313642943		0.057		Residential		0		9		Everett Street Trunk Sewer		5.228		77		19		50		0.057

		1224		R4-14		10245		R4-14 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		92.8182037431		R4 (10245)		92.8182037431		475.0919589056		0.048		Residential		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.048

		1259		R4-35		10245		R4-35 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		100.303490291		R4 (10245)		100.3034902907		505.121864916		0.051		Residential		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.051

		1094		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		537.588779182		R4 (10245)		537.5887791818		13264.219006605		1.326		Residential		0		9		Everett Street Trunk Sewer		5.228		77		19		50		0.745

		1111		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		373.554850345		R4 (10245)		373.554850345		6200.6568093246		0.62		Residential		0		9		Everett Street Trunk Sewer		5.228		77		19		50		0.62

		1116		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		467.606488196		R4 (10245)		467.6064881958		7171.7282064448		0.717		Residential		0		9		Everett Street Trunk Sewer		5.228		77		19		50		0.536

		1051		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		547.437613543		R4 (10245)		547.4376135431		10766.166594268		1.077		Residential		0		9		Everett Street Trunk Sewer		7.163		77		19		50		0.588

		1052		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		300.718057553		R4 (10245)		300.7180575525		4388.7153899644		0.439		Residential		0		9		Everett Street Trunk Sewer		7.163		77		19		50		0.23

		1067		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		475.352311893		R4 (10245)		475.352311893		6745.2780356063		0.675		Residential		0		9		Everett Street Trunk Sewer		5.228		77		19		50		0.232

		1068		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		364.417137173		R4 (10245)		364.4171371732		5854.9988803439		0.585		Residential		0		9		Everett Street Trunk Sewer		5.228		77		19		50		0.334

		1092		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		456.995939624		R4 (10245)		456.9959396242		8100.1785967682		0.81		Residential		0		9		Everett Street Trunk Sewer		5.228		77		19		50		0.81

		1005		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		452.028960642		R4 (10245)		452.0289606421		6250.8487831962		0.625		Residential		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.441

		1007		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1140.28495363		R4 (10245)		1140.2849536319		23646.6062384211		2.365		Residential		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.917

		1009		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		696.207082809		R4 (10245)		696.2070828088		18404.9560999274		1.84		Residential		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.575

		1012		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		383.824049993		R4 (10245)		383.8240499933		5642.5291196664		0.564		Residential		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.564

		1013		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		642.637353376		R4 (10245)		642.637353376		19155.8916442089		1.916		Residential		0		9		Everett Street Trunk Sewer		15.524		77		19		50		1.229

		1014		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		299.384977479		R4 (10245)		299.384977479		5369.3743888807		0.537		Residential		0		9		Everett Street Trunk Sewer		7.163		77		19		50		0.218

		1015		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		679.812313664		R4 (10245)		679.8123136636		21838.4302987697		2.184		Residential		0		9		Everett Street Trunk Sewer		15.524		77		19		50		1.29

		1017		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		233.307219265		R4 (10245)		233.3072192653		2557.7866894764		0.256		Residential		0		9		Everett Street Trunk Sewer		7.163		77		19		50		0.198

		1023		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		553.647634679		R4 (10245)		553.6476346787		10936.8534685828		1.094		Residential		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.727

		1025		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		215.645726825		R4 (10245)		215.6457268251		2818.0464546796		0.282		Residential		0		9		Everett Street Trunk Sewer		7.163		77		19		50		0.147

		1028		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		189.248369738		R4 (10245)		189.2483697378		1727.9147090267		0.173		Residential		0		9		Everett Street Trunk Sewer		7.163		77		19		50		0.173

		1040		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		271.703001212		R4 (10245)		271.703001212		4109.8998322775		0.411		Residential		0		9		Everett Street Trunk Sewer		7.163		77		19		50		0.188

		995		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		615.327254176		R4 (10245)		615.3272541759		14220.9611285481		1.422		Residential		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.731

		997		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		571.648423934		R4 (10245)		571.6484239343		12058.1896508155		1.206		Residential		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.237

		999		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		634.474698256		R4 (10245)		634.4746982555		13439.686735868		1.344		Residential		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.623

		1001		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		287.221179913		R4 (10245)		287.221179913		4118.0724970106		0.412		Residential		0		9		Everett Street Trunk Sewer		15.524		77		19		50		0.098

		3993		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		491.086257816		M1 (10245)		491.0862578156		13588.00334018		1.359		Industrial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.949

																								630.481		ROW		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		18.688

		3936		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		255.399081855		M1 (10245)		255.3990818549		3935.0231996563		0.394		Industrial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.394

		3937		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		214.836482382		R2 (10245)		214.8364823824		2761.5201926105		0.276		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.276

		3947		R7-9		10245		R7-9 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		316.000172163		R7 (10245)		316.0001721628		6040.0469652184		0.604		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.604

		3954		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		134.790573728		M1 (10245)		134.7905737282		1081.6037946273		0.108		Industrial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.108

		3955		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		185.124175848		M1 (10245)		185.1241758475		1939.4715294358		0.194		Industrial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.194

		3711		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1022.69406046		R2 (10245)		1022.6940604571		16250.051761527		1.625		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		1.625

		3712		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		147.150314948		R2 (10245)		147.1503149479		1353.0548981257		0.135		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.135

		849		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1492.89086152		R2 (10245)		1492.8908615201		45174.8572088652		4.517		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.986

		851		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		326.905888698		R2 (10245)		326.9058886983		4201.6449455778		0.42		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.42

		881		R2-10		10245		R2-10 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		178.836425466		R2 (10245)		178.8364254664		1969.0137757814		0.197		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.197

		795		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		281.146413123		R2 (10245)		281.1464131228		3910.3684878905		0.391		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.391

		798		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		194.533503936		R2 (10245)		194.5335039356		2310.9199737725		0.231		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.231

		805		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1119.05185314		R2 (10245)		1119.0518531426		32750.5222718162		3.275		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.435

		819		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		336.866265294		R2 (10245)		336.866265294		6211.1945614173		0.621		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.621

		822		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		707.890638808		R2 (10245)		707.8906388082		10498.8568027971		1.05		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		1.05

		825		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		687.43189543		R2 (10245)		687.4318954302		18861.397530901		1.886		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		1.887

		826		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1716.09683401		R2 (10245)		1716.0968340057		33993.5540893884		3.399		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		3.4

		833		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		887.47888247		R2 (10245)		887.4788824703		40029.0456920585		4.003		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		1.971

		837		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		529.854416513		R2 (10245)		529.854416513		11613.9413753104		1.161		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		1.162

		780		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		452.532859051		R2 (10245)		452.5328590511		7102.0231285675		0.71		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.71

		781		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		236.393480068		R2 (10245)		236.3934800685		3492.3481297424		0.349		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.349

		571		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		354.078074961		O1 (10245)		354.0780749614		4587.9474529665		0.459		Open Space		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.459

		585		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		625.59044747		O1 (10245)		625.5904474703		14941.1281231983		1.494		Open Space		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		1.495

		591		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		522.465836576		O2 (10245)		522.4658365764		10558.0261371916		1.056		Open Space		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		1.056

		593		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		392.481572774		O2 (10245)		392.4815727741		3244.3824706814		0.324		Open Space		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.324

		498		M1-9		10245		M1-9 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		141.928878532		M1 (10245)		141.9288785324		1232.3341943795		0.123		Industrial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.123

		525		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		398.177928774		M2 (10245)		398.1779287739		4471.2021868173		0.447		Industrial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.447

		526		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		654.812927107		M2 (10245)		654.8129271066		26432.1269464135		2.643		Industrial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		2.644

		527		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2373.17139831		M2 (10245)		2373.1713983063		32292.4676238847		3.229		Industrial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		2.449

		440		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		411.053902115		M1 (10245)		411.0539021151		8937.2262632703		0.894		Industrial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.894

		441		M2-8		10245		M2-8 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		409.891122031		M2 (10245)		409.8911220311		6706.3462424831		0.671		Industrial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.671

		442		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		398.019083367		M1 (10245)		398.0190833665		7841.7699857395		0.784		Industrial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.784

		445		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		624.805440278		M1 (10245)		624.8054402775		14308.4618834823		1.431		Industrial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		1.431

		446		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		518.205475306		O2 (10245)		518.2054753063		14243.3529223911		1.424		Open Space		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		1.425

		477		M1-1		10245		M1-1 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		270.609760413		M1 (10245)		270.6097604125		3616.2729610402		0.362		Industrial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.001

		494		M1-5		10245		M1-5 (10245)		General Industrial With Special Provisions (By-Law 10245)				M1		161.115662269		M1 (10245)		161.1156622685		1569.0976421709		0.157		Industrial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.157

		386		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		600.567765946		E (10245)		600.5677659465		7587.831516489		0.759		Open Space		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.365

		398		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		969.445980956		E (10245)		969.4459809558		43460.8405786502		4.346		Open Space		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		4.241

		424		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		158.057825723		H (10245)		158.0578257232		1344.5037965146		0.134		Open Space		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.134

		313		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		245.294502744		CF (10245)		245.2945027439		3231.4507259701		0.323		Institutional		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.323

		328		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		1045.07183764		CF (10245)		1045.0718376409		59993.9162846714		5.999		Institutional		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		6.001

		332		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		1063.51070056		CF (10245)		1063.5107005634		49152.0095868258		4.915		Institutional		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		4.917

		193		C3-23		10245		C3-23 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		681.849837373		C3 (10245)		681.849837373		25861.1032148981		2.586		Commercial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.166

		209		C3-40		10245		C3-40 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		393.078775469		C3 (10245)		393.078775469		5693.9163122002		0.569		Commercial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.57

		148		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		136.647083381		C3 (10245)		136.6470833806		1139.6496017202		0.114		Commercial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.114

		149		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		175.253170275		C3 (10245)		175.2531702747		1749.0172515183		0.175		Commercial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.175

		162		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		549.688965823		C3 (10245)		549.6889658227		9808.309256375		0.981		Commercial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.061

		78		C2-18		10245		C2-18 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		517.118161848		C2 (10245)		517.118161848		11962.68880397		1.196		Commercial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		1.197

		99		C2-32		10245		C2-32 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		291.171449017		C2 (10245)		291.1714490167		5132.5880529783		0.513		Commercial		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.513

		3637		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		120.628365447		R4 (10245)		120.6283654474		909.2474617889		0.091		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.091

		1467		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		262.562801449		RH (10245)		262.5628014491		3612.347381047		0.361		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.361

		1468		R7-8		10245		R7-8 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		465.665451221		R7 (10245)		465.6654512215		12204.4550863373		1.22		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		1.221

		1470		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		148.150035373		RH (10245)		148.1500353725		1324.2418333803		0.132		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.132

		1471		R4-32		10245		R4-32 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		120.002530292		R4 (10245)		120.0025302918		766.4007734079		0.077		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.077

		1407		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		220.893451972		R6 (10245)		220.8934519722		2691.5676248098		0.269		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.269

		1425		R6-17		10245		R6-17 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		298.220751514		R6 (10245)		298.2207515137		3458.2211194897		0.346		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.346

		1428		R5-38		10245		R5-38 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		447.43385383		R5 (10245)		447.4338538301		5021.9375227074		0.502		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.502

		1429		R6-21		10245		R6-21 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		248.469067357		R6 (10245)		248.469067357		3873.6365560991		0.387		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.387

		1344		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		249.716331349		R6 (10245)		249.7163313488		2589.1950758359		0.259		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.036

		1355		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		138.832879219		R6 (10245)		138.8328792189		980.2480539202		0.098		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.098

		1358		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		114.662833617		R6 (10245)		114.6628336173		817.2437416074		0.082		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.082

		1368		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		300.170171214		R6 (10245)		300.1701712138		4182.8686835993		0.418		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.316

		1380		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		140.797490855		R6 (10245)		140.7974908551		1231.2810818366		0.123		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.123

		1382		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		704.398952804		R6 (10245)		704.3989528039		14315.9359690354		1.432		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.693

		1313		R5-24		10245		R5-24 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		423.448708409		R5 (10245)		423.4487084089		6171.3500918393		0.617		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.617

		1314		R5-24		10245		R5-24 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		393.01209687		R5 (10245)		393.0120968698		5944.4567410155		0.594		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.595

		1315		R5-25		10245		R5-25 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		303.040196945		R5 (10245)		303.0401969453		5515.5515718346		0.552		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.552

		1316		R5-25		10245		R5-25 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		388.874422197		R5 (10245)		388.8744221973		8417.7806890532		0.842		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.842

		1317		R5-26		10245		R5-26 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		813.92146207		R5 (10245)		813.9214620703		14226.8190690447		1.423		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		1.423

		1322		R5-31		10245		R5-31 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		511.211814237		R5 (10245)		511.2118142366		9531.7344941987		0.953		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.305

		1323		R5-31		10245		R5-31 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		1173.20576132		R5 (10245)		1173.2057613154		22839.723792742		2.284		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		1.782

		1244		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		244.94462889		R4 (10245)		244.9446288897		3117.9071673762		0.312		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.312

		1245		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		507.24325551		R4 (10245)		507.24325551		7315.834378176		0.732		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.732

		1246		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		722.973353246		R4 (10245)		722.9733532464		14230.3658559893		1.423		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		1.423

		1247		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		169.859146728		R4 (10245)		169.8591467277		773.5866491177		0.077		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.077

		1248		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		470.350918523		R4 (10245)		470.3509185235		6744.3473869256		0.674		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.675

		1249		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		656.265368667		R4 (10245)		656.2653686673		14817.9393641862		1.482		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		1.482

		1250		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		408.598232902		R4 (10245)		408.5982329022		5761.430935812		0.576		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.576

		1260		R4-36		10245		R4-36 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		427.539838559		R4 (10245)		427.5398385589		6201.3198155627		0.62		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.62

		1261		R4-36		10245		R4-36 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		501.750053437		R4 (10245)		501.7500534374		7089.8313977393		0.709		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.709

		1102		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		230.95542634		R4 (10245)		230.95542634		3086.3763608764		0.309		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.309

		1108		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		615.473435813		R4 (10245)		615.4734358131		14250.2345417291		1.425		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.747

		1109		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1076.90486128		R4 (10245)		1076.904861281		38229.5231513007		3.823		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		2.041

		1118		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		120.61326928		R4 (10245)		120.6132692805		803.6384554071		0.08		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.08

		1120		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		465.228914235		R4 (10245)		465.2289142351		8136.5968904142		0.814		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.814

		1048		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		617.712610628		R4 (10245)		617.7126106279		13581.7133413454		1.358		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		1.076

		1051		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		547.437613543		R4 (10245)		547.4376135431		10766.166594268		1.077		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.489

		1065		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		463.013759485		R4 (10245)		463.0137594848		10716.920939618		1.072		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.669

		1066		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1036.02636568		R4 (10245)		1036.0263656755		32232.8919688995		3.223		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.695

		1067		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		475.352311893		R4 (10245)		475.352311893		6745.2780356063		0.675		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.414

		1077		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		262.712502312		R4 (10245)		262.7125023118		3606.5813127472		0.361		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.361

		1014		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		299.384977479		R4 (10245)		299.384977479		5369.3743888807		0.537		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.319

		1023		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		553.647634679		R4 (10245)		553.6476346787		10936.8534685828		1.094		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.367

		1043		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		551.805380396		R4 (10245)		551.8053803957		16666.5036309906		1.667		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.74

		963		R2-6		10245		R2-6 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		106.85325699		R2 (10245)		106.8532569901		613.1672318951		0.061		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.061

		983		R5-34		10245		R5-34 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		285.780848778		R5 (10245)		285.780848778		5030.8420969921		0.503		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.503

		996		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		77.4842295189		R4 (10245)		77.4842295189		371.2529630016		0.037		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.037

		998		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		100.304582826		R4 (10245)		100.3045828258		615.0791982778		0.062		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.062

		1001		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		287.221179913		R4 (10245)		287.221179913		4118.0724970106		0.412		Residential		0		10		Fahey Street Trunk Sewer		97.445		166		66		0		0.314

																								770.689		ROW		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		33.59

		3984		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		119.735653135		R4 (10245)		119.7356531345		594.716221334		0.059		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.059

		3985		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		68.6088159869		CF (10245)		68.6088159869		284.4050725605		0.028		Institutional		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.028

		3741		R4-39		10245		R4-39 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		131.206263715		R4 (10245)		131.206263715		1018.780462788		0.102		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.102

		3742		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		100.697443226		R4 (10245)		100.6974432256		550.8327770864		0.055		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.055

		3743		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		146.209487527		R4 (10245)		146.209487527		1272.3816319374		0.127		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.127

		3745		C2-48		10245		C2-48 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		174.407130725		C2 (10245)		174.4071307253		1398.8355966825		0.14		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.14

		3746		R4-44		10245		R4-44 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		89.6444455948		R4 (10245)		89.6444455948		470.2513146439		0.047		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.047

		900		R2-2		10245		R2-2 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		160.49217891		R2 (10245)		160.4921789099		1169.2410902256		0.117		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.117

		569		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		263.61694617		O1 (10245)		263.61694617		4140.6724955353		0.414		Open Space		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.414

		581		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		434.792954893		O1 (10245)		434.7929548927		6093.3406587924		0.609		Open Space		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.61

		587		O1-1		10245		O1-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O1		292.486317615		O1 (10245)		292.4863176148		4577.8559232479		0.458		Open Space		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.458

		594		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		304.688609816		O2 (10245)		304.6886098165		4144.3838080873		0.414		Open Space		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.415

		595		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		504.098716641		O2 (10245)		504.0987166413		15923.079088531		1.592		Open Space		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.593

		447		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		328.524746764		M1 (10245)		328.5247467642		5984.9995519257		0.598		Industrial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.599

		448		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		355.646225663		M1 (10245)		355.6462256629		4765.5679911136		0.477		Industrial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.477

		449		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		303.078157401		M1 (10245)		303.0781574008		5401.2811932791		0.54		Industrial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.54

		450		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		239.545832806		M1 (10245)		239.5458328061		3379.0469081663		0.338		Industrial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.338

		452		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		491.587790924		M1 (10245)		491.5877909242		7891.7894285238		0.789		Industrial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.789

		453		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		109.308879677		M1 (10245)		109.3088796769		737.3253137485		0.074		Industrial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.074

		454		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		167.478298676		M1 (10245)		167.4782986761		1720.8123159562		0.172		Industrial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.172

		457		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		298.888059594		M1 (10245)		298.8880595939		4982.6509002334		0.498		Industrial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.498

		458		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		459.956500593		M1 (10245)		459.9565005927		13446.7467902666		1.345		Industrial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.345

		394		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		140.786339706		E (10245)		140.7863397062		684.8864278712		0.068		Open Space		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.069

		396		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		863.703727111		E (10245)		863.7037271107		5070.6399425047		0.507		Open Space		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.507

		397		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		85.6317945607		E (10245)		85.6317945607		256.2210163502		0.026		Open Space		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.026

		399		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1052.95241382		E (10245)		1052.9524138188		21100.7121064787		2.11		Open Space		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		2.111

		400		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		194.062084112		E (10245)		194.0620841118		1184.0957822117		0.118		Open Space		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.118

		401		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		354.181503161		E (10245)		354.1815031609		1116.6492111934		0.112		Open Space		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.112

		404		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		210.700585915		E (10245)		210.7005859152		583.9473431723		0.058		Open Space		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.058

		413		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		2464.56404739		H (10245)		2464.5640473893		53700.786656103		5.37		Open Space		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		2.191

		420		E-1		10245		E-1 (10245)		Environmental Control With Special Provisions (By-Law 10245)				E		200.306821314		E (10245)		200.3068213141		1352.0738692614		0.135		Open Space		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.135

		312		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		395.724342219		CF (10245)		395.7243422194		5447.5145850174		0.545		Institutional		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.545

		314		R4-47-h		10245		R4-47-h (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		150.895371316		R4 (10245)		150.8953713158		1420.8566662136		0.142		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.142

		317		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		570.142181227		CF (10245)		570.1421812268		13601.3696200645		1.36		Institutional		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.361

		318		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		777.373112613		CF (10245)		777.3731126131		20692.8757496228		2.069		Institutional		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		2.07

		341		CF-1		10245		CF-1 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		253.789588135		CF (10245)		253.7895881351		2385.8678288138		0.239		Institutional		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.239

		350		CF-8		10245		CF-8 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		649.291486482		CF (10245)		649.2914864824		9161.0317804552		0.916		Institutional		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.916

		258		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		159.172805408		C7 (10245)		159.1728054081		1513.8741234214		0.151		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.151

		267		C7-10-h		10245		R7-10-h (10245)		Residential Seventh Density Holding With Special Provisions (By-Law 10245)				R7		347.999020539		R7 (10245)		347.9990205393		7490.2111570878		0.749		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.749

		268		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		114.026520109		C7 (10245)		114.0265201088		779.5072107797		0.078		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.078

		269		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		186.357748687		C7 (10245)		186.3577486866		1504.8753738306		0.15		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.151

		303		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		184.294974577		CF (10245)		184.2949745768		2037.5846930959		0.204		Institutional		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.204

		307		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		420.897251813		CF (10245)		420.8972518127		9772.1387887996		0.977		Institutional		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.978

		310		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		406.662017227		CF (10245)		406.662017227		10271.0764061001		1.027		Institutional		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.027

		192		C3-22		10245		C3-22 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		205.209435985		C3 (10245)		205.2094359846		2702.4162229897		0.27		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.27

		208		C3-4		10245		C3-4 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		372.167454637		C3 (10245)		372.1674546367		5930.5789237769		0.593		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.593

		232		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		112.652433861		C5 (10245)		112.6524338614		641.6174744671		0.064		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.064

		238		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		340.167661289		C5 (10245)		340.1676612894		5871.475394357		0.587		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.587

		246		C5-6		10245		C5-6 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		124.879809819		C5 (10245)		124.8798098193		888.9556026839		0.089		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.089

		138		C3-51		10245		C3-51 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		336.287413512		C3 (10245)		336.2874135115		3926.1549998121		0.393		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.393

		139		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		308.900281921		C3 (10245)		308.900281921		3309.0303477675		0.331		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.331

		140		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		63.1809723218		C3 (10245)		63.1809723218		231.9821472075		0.023		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.023

		141		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		242.626379083		C3 (10245)		242.626379083		3378.2282050753		0.338		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.338

		142		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		133.510561867		C3 (10245)		133.5105618673		1075.8518495776		0.108		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.108

		143		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		497.122747141		C3 (10245)		497.1227471412		9176.2157624124		0.918		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.918

		146		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		248.061236094		C3 (10245)		248.0612360937		3747.7458938109		0.375		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.375

		151		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		104.318107096		C3 (10245)		104.3181070962		545.8154702064		0.055		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.055

		64		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		183.539944356		C2 (10245)		183.5399443562		1712.9943734277		0.171		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.171

		65		C2-19		10245		C2-19 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		158.724070624		C2 (10245)		158.7240706244		1572.683059552		0.157		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.157

		66		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		403.331512309		C2 (10245)		403.3315123088		9364.3797456678		0.936		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.937

		67		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		252.677115249		C2 (10245)		252.677115249		3028.2955335374		0.303		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.303

		73		C2-12		10245		C2-12 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		125.831558264		C2 (10245)		125.8315582638		958.0394449791		0.096		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.096

		86		C2-26		10245		C2-26 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		43.5994247957		C2 (10245)		43.5994247957		115.1718245472		0.012		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.012

		89		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		126.400318042		C2 (10245)		126.4003180417		970.7958630998		0.097		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.097

		90		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		658.929814881		C2 (10245)		658.9298148807		11113.1506778047		1.111		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.111

		91		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		252.289194243		C2 (10245)		252.289194243		2913.6695124221		0.291		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.291

		92		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		345.982104122		C2 (10245)		345.9821041216		5115.6148112721		0.512		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.512

		93		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		440.629822871		C2 (10245)		440.6298228705		8690.7210414948		0.869		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.869

		94		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		438.221798058		C2 (10245)		438.2217980579		8319.4681640212		0.832		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.832

		95		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		455.293520641		C2 (10245)		455.2935206412		6219.0562899146		0.622		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.622

		96		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		89.1621611445		C2 (10245)		89.1621611445		387.2711099518		0.039		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.039

		105		C2-38		10245		C2-38 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		146.768551773		C2 (10245)		146.7685517731		1087.8792971217		0.109		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.109

		107		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		195.341540477		C2 (10245)		195.3415404768		1845.5840935397		0.185		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.185

		108		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		425.031402336		C2 (10245)		425.0314023361		7454.8726820076		0.745		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.746

		109		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		473.388170624		C2 (10245)		473.3881706244		9589.7314756581		0.959		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.959

		110		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		274.288552584		C2 (10245)		274.2885525843		4344.7516384514		0.434		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.435

		111		C2-5		10245		C2-5 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		580.658789014		C2 (10245)		580.6587890136		6098.1469685521		0.61		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.61

		112		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		272.153908731		C2 (10245)		272.1539087309		4028.4085349952		0.403		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.403

		113		C2-5		10245		C2-5 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		617.841505356		C2 (10245)		617.8415053556		7257.7953183849		0.726		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.726

		114		C2-6		10245		C2-6 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		531.254417828		C2 (10245)		531.2544178281		9760.8339991144		0.976		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.976

		115		C2-6		10245		C2-6 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		391.771939533		C2 (10245)		391.7719395327		6820.1100451974		0.682		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.682

		116		C2-6		10245		C2-6 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		678.833279139		C2 (10245)		678.8332791394		17315.8472811042		1.732		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.732

		117		C2-7		10245		C2-7 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		290.026724773		C2 (10245)		290.026724773		4311.458132823		0.431		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.431

		15		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		78.9210883364		C1 (10245)		78.9210883364		387.8647946144		0.039		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.039

		17		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		51.2091875535		C1 (10245)		51.2091875535		151.935341231		0.015		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.015

		22		C1-1		10245		C1-1 (10245)		Local Commercial With Special Provsions (By-Law 10245)				C1		166.89184926		C1 (10245)		166.8918492598		1731.6806647213		0.173		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.173

		36		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		449.477889259		C2 (10245)		449.4778892585		9249.1113983841		0.925		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.762

		46		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		467.122468305		C2 (10245)		467.1224683051		8024.7486174391		0.802		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.803

		47		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		183.415294877		C2 (10245)		183.4152948773		374.8022515677		0.037		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.037

		48		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		102.569052883		C2 (10245)		102.5690528829		617.5926054247		0.062		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.062

		49		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		132.004095052		C2 (10245)		132.0040950518		1020.1473270695		0.102		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.102

		50		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		220.264073553		C2 (10245)		220.2640735527		2840.7753875387		0.284		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.284

		56		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		509.09850261		C2 (10245)		509.0985026099		12406.8516932344		1.241		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.241

		3675		R4-43		10245		R4-43 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		144.241377346		R4 (10245)		144.2413773455		1060.361327796		0.106		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.106

		3676		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		62.5651072778		C3 (10245)		62.5651072778		235.3020832044		0.024		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.024

		3527		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		172.742627688		C3 (10245)		172.742627688		1408.9869920575		0.141		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.141

		2544		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		340.623475858		E (10245)		340.6234758582		2588.7419835402		0.259		Open Space		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.259

		1452		R7-1		10245		R7-1 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		165.343689438		R7 (10245)		165.3436894376		1708.2619454254		0.171		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.171

		1457		R7-7		10245		R7-7 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		397.119241184		R7 (10245)		397.1192411835		5382.7758729935		0.538		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.538

		1459		R8		10245		R8 (10245)		Residential  Eighth Density (By-Law 10245)				R8		220.53414553		R8 (10245)		220.5341455302		2513.0677183697		0.251		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.251

		1391		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		239.127909763		R6 (10245)		239.1279097633		3136.0335070749		0.314		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.081

		1404		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		165.007593728		R6 (10245)		165.0075937276		1513.7643191426		0.151		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.151

		1405		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		135.88772505		R6 (10245)		135.8877250503		1103.2357398272		0.11		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.11

		1406		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		203.832370424		R6 (10245)		203.8323704243		2522.175189997		0.252		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.252

		1420		R6-12		10245		R6-12 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		250.436065845		R6 (10245)		250.4360658447		3139.5437970859		0.314		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.314

		1421		R7-11		10245		R7-11 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		266.146608172		R7 (10245)		266.1466081717		3071.5908308767		0.307		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.307

		1431		R6-24		10245		R6-24 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		202.575865676		R6 (10245)		202.5758656764		1804.6293426573		0.18		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.181

		1434		R6-6		10245		R6-6 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		106.825545644		R6 (10245)		106.8255456444		660.9103921973		0.066		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.066

		1445		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		410.627590996		R7 (10245)		410.6275909958		6626.0143861706		0.663		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.16

		1447		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		240.768789875		R7 (10245)		240.7687898749		3617.9141087617		0.362		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.362

		1448		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		186.461889523		R7 (10245)		186.4618895229		2102.6858217194		0.21		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.21

		1363		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		138.308686104		R6 (10245)		138.3086861043		1176.9264787517		0.118		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.118

		1384		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		239.030919582		R6 (10245)		239.0309195817		2573.6795225298		0.257		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.257

		1283		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		133.203579882		R5 (10245)		133.2035798816		986.0063132039		0.099		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.099

		1302		R5-11		10245		R5-11 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		501.560228061		R5 (10245)		501.5602280612		10513.2836184618		1.051		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.052

		1305		R5-14		10245		R5-14 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		179.555307047		R5 (10245)		179.5553070466		1991.8318055294		0.199		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.199

		1310		R5-19		10245		R5-19 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		178.446150378		R5 (10245)		178.4461503775		1932.8598040204		0.193		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.193

		1318		R5-27		10245		R5-27 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		569.39937297		R5 (10245)		569.3993729703		15159.359911774		1.516		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.379

		1220		R4-10		10245		R4-10 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		196.947702816		R4 (10245)		196.9477028158		2423.7273456099		0.242		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.242

		1223		R4-13		10245		R4-13 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		89.905773937		R4 (10245)		89.905773937		502.7681998611		0.05		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.05

		1230		R4-19		10245		R4-19 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		86.7285905628		R4 (10245)		86.7285905628		417.8819712843		0.042		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.042

		1232		R4-21		10245		R4-21 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		133.776760792		R4 (10245)		133.776760792		647.3763312426		0.065		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.065

		1233		R4-22		10245		R4-22 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		124.338094704		R4 (10245)		124.3380947041		754.9502365652		0.075		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.076

		1149		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		303.776995965		R4 (10245)		303.7769959649		5065.8700289328		0.507		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.507

		1154		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		413.81969955		R4 (10245)		413.81969955		7590.0750175067		0.759		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.759

		1158		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		612.949720503		R4 (10245)		612.9497205031		12055.5814561937		1.206		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.206

		1161		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		533.419850214		R4 (10245)		533.4198502139		14859.925209323		1.486		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.367

		1165		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		631.232655076		R4 (10245)		631.2326550761		23896.2573819544		2.39		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		2.39

		1166		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		193.071854321		R4 (10245)		193.0718543209		1851.3238501887		0.185		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.185

		1171		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		251.877177455		R4 (10245)		251.877177455		3521.3566464379		0.352		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.352

		1173		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		330.957060135		R4 (10245)		330.9570601352		4856.2456236154		0.486		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.486

		1174		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		389.03150842		R4 (10245)		389.0315084201		9440.2894949597		0.944		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.944

		1175		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		357.622912529		R4 (10245)		357.6229125287		5291.8814161871		0.529		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.529

		1177		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		299.833838186		R4 (10245)		299.8338381856		3698.8022214964		0.37		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.37

		1180		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		509.73192094		R4 (10245)		509.7319209399		12196.6331376426		1.22		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.716

		1181		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		470.282489977		R4 (10245)		470.2824899768		10778.4124971914		1.078		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.078

		1185		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		479.84882539		R4 (10245)		479.8488253903		13013.9753176719		1.301		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.302

		1186		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		228.190641504		R4 (10245)		228.1906415041		2867.5622885792		0.287		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.287

		1187		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		685.118442217		R4 (10245)		685.1184422174		11303.8408152075		1.13		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.131

		1188		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		237.58764213		R4 (10245)		237.5876421297		3399.2102351221		0.34		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.34

		1189		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		576.889992304		R4 (10245)		576.8899923043		8689.2198304083		0.869		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.869

		1190		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		280.031903586		R4 (10245)		280.0319035857		4777.5289772726		0.478		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.478

		1192		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		376.659302003		R4 (10245)		376.6593020028		7164.476149414		0.716		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.717

		1193		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		364.897897096		R4 (10245)		364.8978970964		8176.0308349545		0.818		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.818

		1194		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		621.847195613		R4 (10245)		621.8471956128		16070.992643268		1.607		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.608

		1198		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		347.078774313		R4 (10245)		347.0787743127		6986.2314993296		0.699		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.699

		1201		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		310.449209018		R4 (10245)		310.4492090182		5450.1974055805		0.545		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.545

		1202		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		326.571660266		R4 (10245)		326.5716602662		4954.8309555398		0.495		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.496

		1204		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		289.855192263		R4 (10245)		289.8551922626		5009.2515833322		0.501		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.501

		1206		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		949.730159181		R4 (10245)		949.7301591809		27726.0186137952		2.773		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		2.765

		1095		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		442.093362115		R4 (10245)		442.0933621151		5172.499662491		0.517		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.517

		1099		C2-44		10245		C2-44 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		153.428884202		C2 (10245)		153.4288842016		1147.3566604028		0.115		Commercial		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.115

		1100		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		627.662225479		R4 (10245)		627.6622254788		18262.4263216459		1.826		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.827

		1103		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		133.220221138		R4 (10245)		133.2202211383		1100.4561465769		0.11		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.11

		1104		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1179.00161758		R4 (10245)		1179.0016175805		24766.4140227035		2.477		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		2.477

		1106		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		636.560688836		R4 (10245)		636.560688836		15561.5153199549		1.556		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.557

		1110		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		768.707689009		R4 (10245)		768.7076890089		18889.2954701935		1.889		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.889

		1112		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		726.288633852		R4 (10245)		726.2886338519		22986.582451314		2.299		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.145

		1115		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		306.467217165		R4 (10245)		306.4672171647		5153.3133924481		0.515		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.515

		1119		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		213.779297966		R4 (10245)		213.7792979657		1473.7319702801		0.147		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.147

		1121		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		251.130740959		R4 (10245)		251.1307409593		1652.9375500554		0.165		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.165

		1125		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		115.768933844		R4 (10245)		115.7689338439		735.3242993293		0.074		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.074

		1127		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		141.11729853		R4 (10245)		141.1172985298		987.401566347		0.099		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.099

		1128		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		393.829102501		R4 (10245)		393.8291025013		9423.6182072889		0.942		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.48

		1131		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		772.170685726		R4 (10245)		772.1706857261		13499.7718931342		1.35		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.35

		1133		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		155.235029937		R4 (10245)		155.2350299367		1270.2642558201		0.127		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.127

		1139		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		159.918931776		R4 (10245)		159.918931776		1595.1735727821		0.16		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.057

		1140		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		234.305871461		R4 (10245)		234.3058714613		2858.7021544788		0.286		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.286

		1141		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		489.655907569		R4 (10245)		489.6559075693		8705.3573730964		0.871		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.871

		1147		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		480.716189669		R4 (10245)		480.7161896687		13952.8417771185		1.395		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.396

		1148		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		140.355238499		R4 (10245)		140.3552384995		1211.9799057995		0.121		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.121

		1050		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		489.522931332		R4 (10245)		489.5229313318		13109.1434921776		1.311		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.311

		1053		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		289.667857816		R4 (10245)		289.6678578156		5178.9843155447		0.518		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.518

		1054		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		338.619196793		R4 (10245)		338.6191967927		3807.1054329785		0.381		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.381

		1055		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		455.775479829		R4 (10245)		455.7754798293		10222.6738755677		1.022		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.023

		1057		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		560.049298594		R4 (10245)		560.0492985941		11935.0944889297		1.194		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.694

		1059		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		325.84170996		R4 (10245)		325.8417099604		6127.8337096095		0.613		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.613

		1061		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		277.361598645		R4 (10245)		277.361598645		4696.0508926784		0.47		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.47

		1063		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		415.86424698		R4 (10245)		415.8642469798		8278.3212422362		0.828		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.828

		1070		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		288.876045068		R4 (10245)		288.8760450677		5088.7838997215		0.509		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.509

		1074		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		279.065780131		R4 (10245)		279.0657801315		4366.6042338943		0.437		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.437

		1081		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		407.770833239		R4 (10245)		407.7708332388		9838.81191847		0.984		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.495

		1089		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		501.202852185		R4 (10245)		501.2028521847		13791.575229927		1.379		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.38

		1024		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		518.193142249		R4 (10245)		518.1931422493		10959.0457009899		1.096		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.249

		1027		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		102.082682766		R4 (10245)		102.0826827659		647.0686720959		0.065		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.065

		1030		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		417.776472185		R4 (10245)		417.7764721848		10343.3927436753		1.034		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.099

		1033		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		867.874012809		R4 (10245)		867.8740128094		22732.1727444655		2.273		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.326

		1036		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		143.027656126		R4 (10245)		143.027656126		1132.4494744081		0.113		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.113

		1038		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1030.33624685		R4 (10245)		1030.3362468529		24324.4832448778		2.432		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.074

		1039		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		162.066113376		R4 (10245)		162.066113376		1556.775076005		0.156		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.156

		1046		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		487.670727849		R4 (10245)		487.6707278493		13052.5789135572		1.305		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		1.306

		950		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		419.824841317		R2 (10245)		419.8248413165		8052.5312189878		0.805		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.496

		951		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1167.20153735		R2 (10245)		1167.201537353		47283.4419584144		4.728		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.768

		952		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		996.582989368		R2 (10245)		996.5829893677		34705.116798233		3.471		Residential		0		11		Front/Station Street Trunk Sewer		138.662		134		170		179		0.989

																								630.481		ROW		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		9.834

		842		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		851.188577253		R2 (10245)		851.1885772529		25480.6112291542		2.548		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.392

		844		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		772.134747604		R2 (10245)		772.1347476038		16749.7991656293		1.675		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.993

		787		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		486.493002948		R2 (10245)		486.4930029477		7260.8141482245		0.726		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.726

		790		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		128.198831398		R2 (10245)		128.1988313985		844.7345826802		0.084		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.084

		793		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		401.971010447		R2 (10245)		401.9710104467		7765.0410696611		0.777		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.223

		803		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		478.726361356		R2 (10245)		478.7263613556		10316.133230196		1.032		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		1.032

		813		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		343.359644841		R2 (10245)		343.3596448415		6270.4358073677		0.627		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.627

		820		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1563.30063405		R2 (10245)		1563.3006340489		71699.2379862066		7.17		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		3.114

		831		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		488.884546423		R2 (10245)		488.8845464233		15163.5942312234		1.516		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		1.517

		743		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		130.903335122		R2 (10245)		130.9033351224		872.6570649083		0.087		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.087

		745		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		130.024136406		R2 (10245)		130.0241364057		846.1410660103		0.085		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.085

		747		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		197.310020486		R2 (10245)		197.310020486		2139.4729088241		0.214		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.214

		750		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		187.02478475		R2 (10245)		187.0247847504		1085.3162866371		0.109		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.109

		751		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		318.217545212		R2 (10245)		318.2175452118		5338.3199464676		0.534		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.534

		782		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		283.409227866		R2 (10245)		283.4092278658		3448.8551686319		0.345		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.345

		786		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		454.289808167		R2 (10245)		454.2898081669		10487.3847750254		1.049		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.688

		561		NH-2		10245		NH-2 (10245)		Nursing Home With Special Provisions (By-Law 10245)				NH		250.627041231		NH (10245)		250.627041231		3663.1505880029		0.366		Institutional		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.366

		527		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2373.17139831		M2 (10245)		2373.1713983063		32292.4676238847		3.229		Industrial		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.592

		529		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		262.294912034		M2 (10245)		262.2949120336		2920.655835126		0.292		Industrial		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.292

		530		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		247.863079373		M2 (10245)		247.8630793728		2330.0283660105		0.233		Industrial		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.233

		377		R6-29		10245		R6-29 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		110.826381623		R6 (10245)		110.8263816229		767.4669722752		0.077		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.077

		331		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		151.410474653		CF (10245)		151.4104746528		1295.2039703526		0.13		Institutional		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.13

		270		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		141.850835994		C7 (10245)		141.8508359944		1292.5876065354		0.129		Commercial		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.129

		271		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		231.568286613		C7 (10245)		231.568286613		3189.0513203618		0.319		Commercial		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.319

		193		C3-23		10245		C3-23 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		681.849837373		C3 (10245)		681.849837373		25861.1032148981		2.586		Commercial		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		2.417

		221		C3-8		10245		C3-8 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		162.354067828		C3 (10245)		162.3540678282		1303.4371121497		0.13		Commercial		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.13

		241		C5-11		10245		C5-11 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		173.854035608		C5 (10245)		173.8540356079		1681.2154474662		0.168		Commercial		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.168

		145		C3-53		10245		C3-53 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		307.962664102		C3 (10245)		307.9626641019		5127.7880356435		0.513		Commercial		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.513

		147		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		235.35879859		C3 (10245)		235.3587985898		3443.5158734783		0.344		Commercial		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.344

		150		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		328.969620602		C3 (10245)		328.9696206017		6497.3325753685		0.65		Commercial		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.65

		152		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		165.936567582		C3 (10245)		165.9365675822		1705.7329243021		0.171		Commercial		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.171

		153		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		418.024894339		C3 (10245)		418.0248943389		6898.7480083672		0.69		Commercial		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.69

		155		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		212.450990806		C3 (10245)		212.4509908059		2551.1524499781		0.255		Commercial		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.255

		156		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		282.053910635		C3 (10245)		282.0539106347		3615.3098905494		0.362		Commercial		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.362

		158		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		187.607514143		C3 (10245)		187.6075141427		1932.4021553716		0.193		Commercial		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.193

		159		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		269.276141363		C3 (10245)		269.2761413633		3379.1130949008		0.338		Commercial		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.106

		61		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		88.1087468758		C2 (10245)		88.1087468758		396.7368349838		0.04		Commercial		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.04

		1393		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		116.666914536		R6 (10245)		116.6669145356		821.2906205758		0.082		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.082

		1396		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		130.369292443		R6 (10245)		130.3692924428		865.4637633765		0.087		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.087

		1398		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		128.015856022		R6 (10245)		128.0158560224		800.1101537072		0.08		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.08

		1399		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		158.78826347		R6 (10245)		158.7882634699		1523.104681334		0.152		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.152

		1400		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		241.217658149		R6 (10245)		241.217658149		2835.6778890974		0.284		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.284

		1409		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		125.001153028		R6 (10245)		125.0011530277		872.4782789642		0.087		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.087

		1411		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		187.534642436		R6 (10245)		187.5346424362		2192.8064023022		0.219		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.219

		1423		R6-15		10245		R6-15 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		228.78898305		R6 (10245)		228.7889830498		3234.9426600889		0.323		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.324

		1424		R6-16		10245		R6-16 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		262.522112502		R6 (10245)		262.5221125019		4092.2571111707		0.409		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.409

		1433		R6-4		10245		R6-4 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		134.402626769		R6 (10245)		134.4026267692		839.8817266224		0.084		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.084

		1436		R6-9		10245		R6-9 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		104.809782401		R6 (10245)		104.8097824008		575.1434348634		0.058		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.058

		1208		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		124.644218019		R4 (10245)		124.6442180187		625.6315762774		0.063		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.063

		1153		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		520.749426442		R4 (10245)		520.7494264425		10297.0428063593		1.03		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.823

		1155		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		551.820673693		R4 (10245)		551.8206736928		13470.0928654073		1.347		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		1.347

		1156		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		263.982687778		R4 (10245)		263.9826877781		3318.0634986504		0.332		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.332

		1157		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		96.8239587272		R4 (10245)		96.8239587272		511.1469039599		0.051		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.051

		1159		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		560.333206707		R4 (10245)		560.3332067073		12186.3684380561		1.219		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.202

		1162		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		97.5625010281		R4 (10245)		97.5625010281		517.2896771481		0.052		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.052

		1163		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		300.419047211		R4 (10245)		300.4190472112		5007.5151781139		0.501		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.501

		1169		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		302.850300825		R4 (10245)		302.8503008252		5118.1988298879		0.512		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.512

		1172		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		375.339585804		R4 (10245)		375.3395858043		8742.9663184876		0.874		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.875

		1176		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		184.174916232		R4 (10245)		184.1749162315		2097.3527574119		0.21		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.21

		1178		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		337.076487336		R4 (10245)		337.0764873362		6792.4632920119		0.679		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.413

		1197		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		594.006849358		R4 (10245)		594.0068493581		16587.0017316447		1.659		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		1.659

		1200		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		564.556112914		R4 (10245)		564.5561129141		18190.4896117407		1.819		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.948

		1126		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		258.350258879		R4 (10245)		258.3502588792		3384.3305627912		0.338		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.133

		1130		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		106.675302389		R4 (10245)		106.6753023886		469.5195139253		0.047		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.047

		1138		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		406.936422333		R4 (10245)		406.9364223327		8003.449918534		0.8		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.418

		1143		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		325.507897764		R4 (10245)		325.5078977639		5630.611551033		0.563		Residential		0		12		Geddes Street Trunk Sewer		39.952		0		0		128		0.338

																								770.689		ROW		0		13		Haig Road Trunk Sewer		223.842		179		134		158		33.66

		3752		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		381.74439968		RH (10245)		381.7443996802		6829.7584760691		0.683		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.683

		901		R2-20		10245		R2-20 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		794.450873237		R2 (10245)		794.4508732373		14718.6410208103		1.472		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.472

		902		R2-20		10245		R2-20 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		469.804437543		R2 (10245)		469.804437543		6247.2634785619		0.625		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.625

		886		R2-15		10245		R2-15 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		524.91538422		R2 (10245)		524.9153842199		7487.2646614883		0.749		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.749

		887		R4-41		10245		R4-41 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		916.378926029		R4 (10245)		916.3789260286		14966.7220813512		1.497		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.497

		888		R4-41		10245		R4-41 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		789.671646311		R4 (10245)		789.671646311		22374.8805818443		2.237		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		2.238

		890		R2-15		10245		R2-15 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		183.393245254		R2 (10245)		183.3932452536		1846.5844231149		0.185		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.185

		891		R2-15		10245		R2-15 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		997.442983714		R2 (10245)		997.4429837136		16169.5433785916		1.617		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.617

		791		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1167.75447616		R2 (10245)		1167.7544761582		31025.5629290145		3.103		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.229

		794		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		87.7551635696		R2 (10245)		87.7551635696		428.0781158221		0.043		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.043

		804		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		882.968844918		R2 (10245)		882.9688449182		13854.9663549814		1.385		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.386

		807		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		458.15516905		R2 (10245)		458.1551690504		5970.9317107621		0.597		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.597

		809		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		302.160037715		R2 (10245)		302.1600377149		4116.3257096337		0.412		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.412

		810		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		627.228496849		R2 (10245)		627.228496849		9363.0877660992		0.936		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.937

		811		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		101.835243647		R2 (10245)		101.835243647		516.8194483699		0.052		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.052

		812		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		155.575484583		R2 (10245)		155.575484583		1471.4325849088		0.147		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.147

		815		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		296.373018812		R2 (10245)		296.3730188125		3962.3508692466		0.396		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.396

		821		R4-41		10245		R4-41 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		972.611089273		R4 (10245)		972.6110892731		19422.8776768344		1.942		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.943

		827		R2-20		10245		R2-20 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		382.340893679		R2 (10245)		382.3408936792		8328.6838712841		0.833		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.833

		735		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		445.824446515		R2 (10245)		445.8244465148		6182.8265701104		0.618		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.618

		742		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		350.271025485		R2 (10245)		350.2710254847		7113.5800705441		0.711		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.712

		749		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		370.345396848		R2 (10245)		370.3453968479		7494.6540082536		0.749		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.75

		756		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1479.62978761		R2 (10245)		1479.6297876077		39110.4926116254		3.911		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		3.218

		758		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		288.998058122		R2 (10245)		288.9980581222		5257.2426249453		0.526		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.526

		759		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		699.037934392		R2 (10245)		699.0379343917		17138.3410980575		1.714		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.714

		761		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		418.318225708		R2 (10245)		418.3182257083		10396.239603638		1.04		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.04

		766		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1429.89277473		R2 (10245)		1429.8927747308		30927.5318611325		3.093		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		3.094

		768		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		376.729764471		R2 (10245)		376.7297644705		5410.8708061196		0.541		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.541

		770		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2314.08746991		R2 (10245)		2314.0874699113		70345.8314654553		7.035		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.278

		772		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		968.686120894		R2 (10245)		968.6861208942		29464.4855933		2.946		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		2.947

		773		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		754.313956449		R2 (10245)		754.313956449		19708.4161118015		1.971		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.971

		774		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		868.070721934		R2 (10245)		868.0707219345		25266.3989449198		2.527		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		2.527

		777		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		435.633808225		R2 (10245)		435.6338082253		6421.7832005864		0.642		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.642

		778		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		951.709800023		R2 (10245)		951.7098000228		18891.4399513925		1.889		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.89

		783		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1037.20026931		R2 (10245)		1037.2002693139		23576.0304932274		2.358		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		2.358

		784		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2075.88991623		R2 (10245)		2075.8899162291		46706.2414797747		4.671		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.922

		713		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		39.3115441698		R2 (10245)		39.3115441698		78.342333418		0.008		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.008

		724		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		739.567167042		R2 (10245)		739.5671670415		16231.2473538483		1.623		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.624

		725		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		520.610438941		R2 (10245)		520.6104389415		14876.0177241474		1.488		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.186

		728		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		732.256945216		R2 (10245)		732.2569452159		10443.0675185448		1.044		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.045

		665		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		653.513762647		R1 (10245)		653.5137626466		9678.7738866267		0.968		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.716

		666		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		1334.22632464		R1 (10245)		1334.226324639		46164.4913896214		4.616		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.12

		668		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		454.994450332		R1 (10245)		454.9944503319		11415.7730167482		1.142		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.787

		669		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		381.214854075		R1 (10245)		381.2148540752		5897.0718377177		0.59		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.59

		670		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		411.831007508		R1 (10245)		411.8310075077		9770.3382513572		0.977		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.977

		579		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		537.571766863		O1 (10245)		537.5717668627		9184.5462230313		0.918		Open Space		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.919

		582		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		201.550419664		O1 (10245)		201.5504196639		1393.1168684992		0.139		Open Space		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.139

		596		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		244.457533407		O2 (10245)		244.4575334068		3258.8380649298		0.326		Open Space		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.326

		597		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		2019.25351925		O2 (10245)		2019.2535192488		80427.7667059331		8.043		Open Space		0		13		Haig Road Trunk Sewer		223.842		179		134		158		8.045

		598		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		510.170675356		O2 (10245)		510.1706753555		6023.0234224986		0.602		Open Space		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.602

		599		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		250.552562693		E (10245)		250.5525626931		2371.0087289284		0.237		Open Space		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.237

		522		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2981.13444283		M2 (10245)		2981.1344428288		327152.33921575		32.715		Industrial		0		13		Haig Road Trunk Sewer		223.842		179		134		158		4.658

		533		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		8499.61043982		M2 (10245)		8499.6104398224		493609.832409396		49.361		Industrial		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.001

		540		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		294.316714297		M2 (10245)		294.3167142965		2738.3836967195		0.274		Industrial		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.026

		541		M2		3014		M2 (3014)		General Industrial (By-Law 3014)				M2		3533.30520319		M2 (3014)		3533.3052031863		49593.2424290281		4.959		Industrial		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.488

		443		R5-42		10245		R5-42  (10245)		Residential Fifth Density With Special Provisions (By-Law 10245)				R5		443.709219916		R5 (10245)		443.709219916		7456.4790101067		0.746		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.746

		444		R4-41		10245		R4-41 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		486.032945637		R4 (10245)		486.0329456366		6798.3903743446		0.68		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.68

		456		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		2086.87048757		M1 (10245)		2086.8704875721		135508.699551844		13.551		Industrial		0		13		Haig Road Trunk Sewer		223.842		179		134		158		7.179

		460		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		110.219499442		M1 (10245)		110.2194994417		750.172857124		0.075		Industrial		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.075

		461		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		554.567784336		M1 (10245)		554.567784336		18688.2691053213		1.869		Industrial		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.867

		462		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		1203.02680926		M1 (10245)		1203.0268092614		82509.4703881496		8.251		Industrial		0		13		Haig Road Trunk Sewer		223.842		179		134		158		8.253

		467		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		2039.90065414		M1 (10245)		2039.9006541423		99042.4805700184		9.904		Industrial		0		13		Haig Road Trunk Sewer		223.842		179		134		158		9.907

		480		M1-10		10245		M1-10 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		810.723580169		M1 (10245)		810.7235801686		34466.2674269301		3.447		Industrial		0		13		Haig Road Trunk Sewer		223.842		179		134		158		3.448

		391		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1040.35488712		E (10245)		1040.3548871192		25645.7397363417		2.565		Open Space		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.199

		407		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		89.6937665373		O2 (10245)		89.6937665373		389.7158433899		0.039		Open Space		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.039

		408		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		441.975882367		E (10245)		441.9758823669		6212.8978146607		0.621		Open Space		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.621

		409		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		713.825568604		E (10245)		713.8255686045		24579.0364670069		2.458		Open Space		0		13		Haig Road Trunk Sewer		223.842		179		134		158		2.459

		410		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		264.399357042		O2 (10245)		264.3993570422		1550.3583439142		0.155		Open Space		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.155

		411		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		639.986314607		E (10245)		639.986314607		6533.4287044092		0.653		Open Space		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.654

		415		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		8345.66435504		E (10245)		8345.6643550371		368110.383797598		36.811		Open Space		0		13		Haig Road Trunk Sewer		223.842		179		134		158		4.513

		425		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		577.43137946		H (10245)		577.4313794605		17115.4534209935		1.712		Open Space		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.002

		315		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		689.122432971		O1 (10245)		689.122432971		12903.933648851		1.29		Open Space		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.291

		324		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		140.397605336		CF (10245)		140.3976053356		1183.3746466282		0.118		Institutional		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.118

		329		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		937.935603938		CF (10245)		937.9356039384		46842.3274225609		4.684		Institutional		0		13		Haig Road Trunk Sewer		223.842		179		134		158		4.686

		191		C3-21		10245		C3-21 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		447.837582734		C3 (10245)		447.8375827336		9397.6996610784		0.94		Commercial		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.94

		206		C3-38		10245		C3-38 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		437.607600362		C3 (10245)		437.6076003618		11990.669560434		1.199		Commercial		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.199

		3638		RH-1		10245		RH-1 (10245)		Residential  Holding With Special Provisions (By-Law 10245)				RH		1230.63356878		RH (10245)		1230.6335687758		81296.6710549298		8.13		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.012

		3639		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		911.837790052		O1 (10245)		911.8377900523		20338.3740385087		2.034		Open Space		0		13		Haig Road Trunk Sewer		223.842		179		134		158		2.035

		3640		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		167.993019454		O1 (10245)		167.9930194538		1744.5005564879		0.174		Open Space		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.175

		3647		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		124.459989165		R2 (10245)		124.4599891648		842.3970694127		0.084		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.084

		3648		R3		10245		R3 (10245)		Residential Third Density (By-Law 10245)				R3		124.840508218		R3 (10245)		124.8405082177		848.4036575783		0.085		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.085

		3656		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		128.567747036		R2 (10245)		128.5677470362		6.2444932803		0.001		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.001

		3658		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		357.221097903		R2 (10245)		357.2210979033		7629.5977287373		0.763		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.763

		3659		R4-50		10245		R4-50 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		804.643974981		R4 (10245)		804.6439749813		33629.2049695284		3.363		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		3.364

		3583		R5-39		10245		R5-39 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		1302.56343377		R5 (10245)		1302.5634337685		55757.230357737		5.576		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		5.578

		3584		R4-50		10245		R4-50 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		174.724188313		R4 (10245)		174.7241883131		1207.7652697717		0.121		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.121

		3585		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		276.045811195		C3 (10245)		276.045811195		4234.2231665222		0.423		Commercial		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.424

		2639		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		902.474036071		RR (3014)		902.4740360713		35712.0226682942		3.571		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.001

		3528		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		887.577048463		R2 (10245)		887.577048463		5670.6881736405		0.567		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.567

		3529		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1317.93948279		E (10245)		1317.939482786		36614.4313481249		3.661		Open Space		0		13		Haig Road Trunk Sewer		223.842		179		134		158		3.663

		3530		R2-26		10245		R2-26 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		446.338107589		R2 (10245)		446.3381075891		8364.1934975266		0.836		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.837

		3531		M1-13-h		10245		M1-13-h (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		1654.56644014		M1 (10245)		1654.5664401393		128260.22324885		12.826		Industrial		0		13		Haig Road Trunk Sewer		223.842		179		134		158		12.83

		3532		M2-6		10245		M2-6 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		815.141527811		M2 (10245)		815.1415278109		23159.9906714915		2.316		Industrial		0		13		Haig Road Trunk Sewer		223.842		179		134		158		2.315

		3533		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		191.547259702		O2 (10245)		191.5472597018		1342.1293981861		0.134		Open Space		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.134

		1466		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2057.69253568		R2 (10245)		2057.6925356763		90027.2048725792		9.003		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		9.006

		1472		R2-26		10245		R2-26 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1381.85441687		R2 (10245)		1381.8544168664		39971.2516814849		3.997		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		3.998

		1473		RH-1		10245		RH-1 (10245)		Residential  Holding With Special Provisions (By-Law 10245)				RH		3269.98100042		RH (10245)		3269.9810004213		230379.291209333		23.038		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.002

		1374		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		104.15540286		R6 (10245)		104.1554028605		664.9843157168		0.066		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.067

		1375		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		487.898346362		R6 (10245)		487.898346362		11135.3224408312		1.114		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.114

		1376		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		529.056275192		R6 (10245)		529.0562751923		15322.6501409603		1.532		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.533

		1377		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		168.879742181		R6 (10245)		168.8797421806		1713.0110035547		0.171		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.171

		1378		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		130.303302383		R6 (10245)		130.3033023831		1042.8589588756		0.104		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.104

		1277		R2-26		10245		R2-26 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1911.47657524		R2 (10245)		1911.4765752403		31736.7501409578		3.174		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		3.175

		1278		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		1244.52601946		RH (10245)		1244.5260194647		71361.1735985515		7.136		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		7.138

		1287		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		119.965067811		R5 (10245)		119.9650678112		894.367228632		0.089		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.089

		1288		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		136.04103083		R5 (10245)		136.0410308302		1152.083506495		0.115		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.115

		1293		R5-29-h		10245		R5-29-h (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		763.335245704		R5 (10245)		763.3352457035		28702.4476421627		2.87		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		2.871

		1320		R5-30		10245		R5-30 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		551.769831331		R5 (10245)		551.7698313308		14331.2826797582		1.433		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.434

		1327		R5-8		10245		R5-8 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		482.859290627		R5 (10245)		482.8592906271		7490.5083692792		0.749		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.749

		1196		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		538.546573772		R4 (10245)		538.5465737717		16775.8636721176		1.678		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.678

		967		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		89.8767761944		R2 (10245)		89.8767761944		457.0975005426		0.046		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.046

		968		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		127.285373329		R2 (10245)		127.2853733288		920.4835280485		0.092		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.092

		969		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		130.441975837		R2 (10245)		130.4419758369		1015.2174264178		0.102		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.102

		970		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		228.138139343		R2 (10245)		228.1381393428		2582.4133942641		0.258		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.258

		971		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		164.645396318		R2 (10245)		164.6453963181		1254.5176607902		0.125		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.125

		972		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		864.201645782		R2 (10245)		864.2016457817		11700.0857248198		1.17		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.17

		973		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		386.040174838		R2 (10245)		386.0401748381		5648.3943183498		0.565		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.565

		974		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		755.538223083		R2 (10245)		755.5382230831		21492.0539806851		2.149		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		2.15

		975		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		337.470102232		R2 (10245)		337.4701022315		7061.9736787978		0.706		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.706

		976		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		344.18871875		R2 (10245)		344.1887187498		6902.1086025902		0.69		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.69

		977		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		830.830068324		R2 (10245)		830.8300683242		15729.7082403918		1.573		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.573

		978		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		685.227194077		R2 (10245)		685.227194077		11785.795827089		1.179		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		1.179

		979		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		622.900795211		R2 (10245)		622.9007952113		8835.7087978432		0.884		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.884

		980		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		165.878565197		R2 (10245)		165.8785651974		1656.3545564451		0.166		Residential		0		13		Haig Road Trunk Sewer		223.842		179		134		158		0.166

																								630.481		ROW		0		14		Henry Street Trunk Sewer		4.157		255		140		64		0.939

																								630.481		ROW		0		14		Henry Street Trunk Sewer		0.15		255		140		64		0.121

		1282		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		131.035837299		R5 (10245)		131.0358372993		840.5253026957		0.084		Residential		0		14		Henry Street Trunk Sewer		4.157		255		140		64		0.012

		1048		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		617.712610628		R4 (10245)		617.7126106279		13581.7133413454		1.358		Residential		0		14		Henry Street Trunk Sewer		4.157		255		140		64		0.08

		1065		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		463.013759485		R4 (10245)		463.0137594848		10716.920939618		1.072		Residential		0		14		Henry Street Trunk Sewer		4.157		255		140		64		0.403

		1066		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1036.02636568		R4 (10245)		1036.0263656755		32232.8919688995		3.223		Residential		0		14		Henry Street Trunk Sewer		4.157		255		140		64		1.544

		1067		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		475.352311893		R4 (10245)		475.352311893		6745.2780356063		0.675		Residential		0		14		Henry Street Trunk Sewer		0.15		255		140		64		0.029

		1032		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		385.122777501		R4 (10245)		385.1227775011		8396.474319228		0.84		Residential		0		14		Henry Street Trunk Sewer		4.157		255		140		64		0.381

		1043		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		551.805380396		R4 (10245)		551.8053803957		16666.5036309906		1.667		Residential		0		14		Henry Street Trunk Sewer		4.157		255		140		64		0.798

																								770.689		ROW		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		41.598

		3736		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		100.07115355		O2 (10245)		100.0711535505		424.6989843465		0.042		Open Space		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.042

		3737		O2-3		10245		O2-3 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		332.992152576		O2 (10245)		332.9921525759		6225.965253968		0.623		Open Space		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.623

		3751		M2-5		10245		M2-5 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		548.342131677		M2 (10245)		548.3421316769		17361.2284630372		1.736		Industrial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.737

		903		R2-21		10245		R2-21 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		371.168166655		R2 (10245)		371.1681666549		4556.8042806497		0.456		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.456

		904		R2-21		10245		R2-21 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		227.533699581		R2 (10245)		227.533699581		2446.4931297765		0.245		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.245

		920		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		947.290045754		R2 (10245)		947.2900457541		14975.5349742101		1.498		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.001

		929		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		508.142780328		R2 (10245)		508.1427803279		11490.4365194232		1.149		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.57

		932		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		541.138030312		R2 (10245)		541.1380303117		15222.3030992246		1.522		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.808

		938		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		498.595301942		R2 (10245)		498.5953019424		10205.1083840776		1.021		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.242

		940		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		501.78173116		R2 (10245)		501.7817311602		8536.9608343934		0.854		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.273

		791		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1167.75447616		R2 (10245)		1167.7544761582		31025.5629290145		3.103		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		2.874

		734		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		350.381064384		R2 (10245)		350.3810643841		6931.5154226618		0.693		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.693

		736		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		431.927936352		R2 (10245)		431.9279363524		10732.7125600361		1.073		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.275

		739		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		349.042155072		R2 (10245)		349.0421550718		6857.4648161597		0.686		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.686

		740		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		347.934677722		R2 (10245)		347.9346777217		7226.2807088291		0.723		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.723

		744		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		3293.29528595		R2 (10245)		3293.2952859549		85152.887730826		8.515		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		8.518

		746		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		908.845471836		R2 (10245)		908.8454718358		21552.9697939539		2.155		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.183

		748		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		606.31207947		R2 (10245)		606.3120794702		8888.9130071728		0.889		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.889

		756		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1479.62978761		R2 (10245)		1479.6297876077		39110.4926116254		3.911		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.694

		770		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2314.08746991		R2 (10245)		2314.0874699113		70345.8314654553		7.035		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		3.114

		771		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		462.22409842		R2 (10245)		462.2240984198		12673.9244473966		1.267		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.268

		775		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		776.437526153		R2 (10245)		776.4375261529		20114.0187354185		2.011		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		2.012

		784		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2075.88991623		R2 (10245)		2075.8899162291		46706.2414797747		4.671		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		3.75

		671		R1-1		10245		R1-1 (10245)		Residential First Density With Special Provisions (By-Law 10245)				R1		104.568111029		R1 (10245)		104.5681110287		661.8248821198		0.066		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.066

		701		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		233.912529409		R2 (10245)		233.9125294091		3402.4700455047		0.34		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.34

		702		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		301.081342214		R2 (10245)		301.0813422142		3861.9463304388		0.386		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.386

		703		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		430.487823682		R2 (10245)		430.487823682		7261.5118501835		0.726		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.726

		704		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		210.40122379		R2 (10245)		210.4012237899		2572.7557514079		0.257		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.257

		706		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		793.227126202		R2 (10245)		793.2271262016		14038.9346597256		1.404		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.404

		707		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		571.820077043		R2 (10245)		571.8200770426		9188.7958297738		0.919		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.919

		709		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		456.515935169		R2 (10245)		456.5159351688		11837.6556162257		1.184		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.184

		710		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		546.489471432		R2 (10245)		546.4894714319		13788.2976324323		1.379		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.379

		712		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1472.35128857		R2 (10245)		1472.3512885728		38159.6160793142		3.816		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		3.817

		714		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		507.832542372		R2 (10245)		507.8325423724		13602.4662366189		1.36		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.361

		715		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		753.807200836		R2 (10245)		753.8072008359		22264.5929542368		2.226		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		2.227

		716		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		318.942468891		R2 (10245)		318.9424688911		6134.9717217002		0.613		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.614

		717		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		300.712793134		R2 (10245)		300.7127931342		4357.1503045426		0.436		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.436

		718		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		499.601659527		R2 (10245)		499.6016595272		14036.5760972938		1.404		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.404

		719		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		522.924827307		R2 (10245)		522.9248273066		15668.8509494576		1.567		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.567

		720		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		441.471197072		R2 (10245)		441.4711970724		9977.1568420737		0.998		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.998

		722		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		362.497195744		R2 (10245)		362.4971957436		8188.3382000247		0.819		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.819

		725		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		520.610438941		R2 (10245)		520.6104389415		14876.0177241474		1.488		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.302

		726		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1218.59573234		R2 (10245)		1218.5957323373		40373.7084813505		4.037		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		4.039

		729		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		347.227688782		R2 (10245)		347.2276887817		4845.5833517412		0.485		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.485

		730		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		664.428985875		R2 (10245)		664.4289858749		18684.0035545158		1.868		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.869

		731		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		543.993073518		R2 (10245)		543.9930735176		13728.1006941953		1.373		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.373

		612		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		2389.10644619		O2 (10245)		2389.106446193		72983.9341726786		7.298		Open Space		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.514

		613		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		97.7167094249		O2 (10245)		97.7167094249		587.2734267733		0.059		Open Space		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.059

		614		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		224.096713796		O2 (10245)		224.0967137962		2480.1646946974		0.248		Open Space		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.248

		617		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		1276.72007422		O2 (10245)		1276.7200742151		29320.2007046813		2.932		Open Space		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		2.933

		618		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		1097.60962078		O2 (10245)		1097.6096207826		28235.8525729818		2.824		Open Space		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		2.824

		619		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		488.20325741		O2 (10245)		488.2032574101		8041.3673348615		0.804		Open Space		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.803

		620		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		311.663563581		O2 (10245)		311.6635635806		5849.2133841175		0.585		Open Space		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.584

		621		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		148.77002175		O2 (10245)		148.7700217501		1135.9302254309		0.114		Open Space		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.114

		622		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		317.688346728		O2 (10245)		317.6883467279		4757.3076992904		0.476		Open Space		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.476

		623		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		310.016643688		O2 (10245)		310.0166436881		4640.0870054198		0.464		Open Space		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.464

		624		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		2752.19040623		O2 (10245)		2752.1904062293		112779.594500473		11.278		Open Space		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		11.282

		655		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		260.646344423		R1 (10245)		260.6463444226		4072.9806675837		0.407		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.407

		656		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		340.615696392		R1 (10245)		340.6156963916		4975.0912664232		0.498		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.498

		657		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		288.395929601		R1 (10245)		288.3959296011		3883.678021876		0.388		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.388

		658		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		571.447627156		R1 (10245)		571.4476271562		15095.4470863079		1.51		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.51

		659		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		654.531982799		R1 (10245)		654.531982799		20123.4552263863		2.012		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		2.013

		660		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		542.495243151		R1 (10245)		542.4952431507		16040.098380447		1.604		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.605

		661		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		474.604409391		R1 (10245)		474.6044093911		11640.5310685961		1.164		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.164

		662		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		151.936444292		R1 (10245)		151.9364442925		1326.485550196		0.133		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.133

		663		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		525.75294146		R1 (10245)		525.7529414602		14379.1989287251		1.438		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.438

		664		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		527.844118787		R1 (10245)		527.844118787		14445.9051616106		1.445		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.445

		665		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		653.513762647		R1 (10245)		653.5137626466		9678.7738866267		0.968		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.252

		666		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		1334.22632464		R1 (10245)		1334.226324639		46164.4913896214		4.616		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		3.498

		667		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		849.624366351		R1 (10245)		849.6243663511		14645.7719396429		1.465		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.465

		668		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		454.994450332		R1 (10245)		454.9944503319		11415.7730167482		1.142		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.355

		559		R6-26		10245		R6-26 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		236.024551186		R6 (10245)		236.0245511862		2595.732504991		0.26		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.26

		568		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		972.142324959		O1 (10245)		972.1423249588		15108.2367373286		1.511		Open Space		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.465

		577		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		311.630463171		O1 (10245)		311.6304631708		4222.3981908914		0.422		Open Space		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.422

		580		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		291.145783657		O1 (10245)		291.145783657		5016.0191581963		0.502		Open Space		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.502

		592		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		472.638155481		O2 (10245)		472.6381554814		12244.9081990336		1.224		Open Space		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.225

		510		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		120.341638218		M2 (10245)		120.3416382179		896.7358854819		0.09		Industrial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.09

		516		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		687.624574955		M2 (10245)		687.6245749547		16790.4591183807		1.679		Industrial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.125

		518		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		129.108671557		M2 (10245)		129.1086715573		901.7475459541		0.09		Industrial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.09

		519		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		3378.42740303		M2 (10245)		3378.4274030348		135939.383423296		13.594		Industrial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		13.358

		521		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1702.37687874		M2 (10245)		1702.3768787391		86563.1489186569		8.656		Industrial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		8.659

		522		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2981.13444283		M2 (10245)		2981.1344428288		327152.33921575		32.715		Industrial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		28.072

		539		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		387.776240235		M2 (10245)		387.7762402354		5641.8004067573		0.564		Industrial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.564

		540		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		294.316714297		M2 (10245)		294.3167142965		2738.3836967195		0.274		Industrial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.248

		543		M2-B7		10245		M2-B7 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		184.674904863		M2 (10245)		184.6749048632		2057.6782157209		0.206		Industrial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.206

		387		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		877.288005738		E (10245)		877.2880057376		11683.2801837338		1.168		Open Space		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.169

		391		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1040.35488712		E (10245)		1040.3548871192		25645.7397363417		2.565		Open Space		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.364

		316		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		671.214557727		CF (10245)		671.2145577266		13182.3902548214		1.318		Institutional		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.263

		321		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		365.811758751		CF (10245)		365.8117587514		7652.957352315		0.765		Institutional		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.766

		323		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		447.024568269		CF (10245)		447.0245682687		11109.5595172796		1.111		Institutional		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.111

		326		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		642.449876397		CF (10245)		642.449876397		25692.1373398465		2.569		Institutional		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		2.57

		344		CF-3		10245		CF-3 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		259.496440781		CF (10245)		259.4964407814		3871.2527738694		0.387		Institutional		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.387

		347		CF-6		10245		CF-6 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1780.35209063		CF (10245)		1780.3520906319		84394.1398257698		8.439		Institutional		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		8.442

		257		C3-56		10245		C3-56 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		194.441837425		C3 (10245)		194.4418374249		2270.4212868683		0.227		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.227

		266		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		166.641031822		C7 (10245)		166.6410318223		1732.3120715119		0.173		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.173

		276		C7-4		10245		C7-4 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		184.213045697		C7 (10245)		184.2130456973		2091.7982448007		0.209		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.209

		190		C3-20		10245		C3-20 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		584.394646268		C3 (10245)		584.394646268		19816.426311283		1.982		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.982

		195		C3-25		10245		C3-25 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		299.841803981		C3 (10245)		299.8418039807		4869.0535091938		0.487		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.487

		198		C3-29		10245		C3-29 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		317.63483777		C3 (10245)		317.6348377697		4930.0315240092		0.493		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.493

		215		C3-46		10245		C3-46 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		290.560873446		C3 (10245)		290.5608734462		4881.4202178185		0.488		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.488

		217		C3-48		10245		C3-48 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		190.384403252		C3 (10245)		190.3844032522		2221.2329571008		0.222		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.222

		227		C4-6		10245		C4-6 (10245)		Shopping Centre Commercial With Special Provisions (By-Law 10245)				C4		1042.31833803		C4 (10245)		1042.3183380286		62875.969660992		6.288		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		6.29

		236		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		226.433499862		C5 (10245)		226.4334998617		2952.3506012622		0.295		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.295

		237		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		444.950946019		C5 (10245)		444.9509460195		11676.7605437782		1.168		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.168

		239		C5-1		10245		C5-1 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		98.4513523387		C5 (10245)		98.4513523387		605.4697322906		0.061		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.061

		240		C3-55		10245		C3-55 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		658.82962644		C3 (10245)		658.8296264397		22745.632812301		2.275		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		2.275

		127		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		349.757824185		C3 (10245)		349.7578241848		5385.2911350492		0.539		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.13

		129		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		143.333007782		C3 (10245)		143.3330077822		1234.3187597604		0.123		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.123

		130		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		314.628842453		C3 (10245)		314.6288424531		6102.0021533044		0.61		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.61

		131		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		246.501199265		C3 (10245)		246.5011992651		3558.3021169277		0.356		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.356

		132		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		229.825293119		C3 (10245)		229.8252931191		3302.1301027186		0.33		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.33

		133		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		363.0085683		C3 (10245)		363.0085683005		6684.7539190725		0.668		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.669

		136		C3-54		10245		C3-54 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		594.441152098		C3 (10245)		594.4411520977		19440.785367542		1.944		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.945

		174		C3-1		10245		C3-1 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		161.779078357		C3 (10245)		161.779078357		1469.0729585801		0.147		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.147

		185		C3-15		10245		C3-15 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		285.711785256		C3 (10245)		285.7117852557		2221.3346345543		0.222		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.222

		103		C1-8		10245		C1-8 (10245)		Local Commercial With Special Provsions (By-Law 10245)				C1		159.683597374		C1 (10245)		159.6835973742		1483.657854367		0.148		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.148

		23		C1-3		10245		C1-3 (10245)		Local Commercial With Special Provsions (By-Law 10245)				C1		361.536773131		C1 (10245)		361.5367731312		6315.4642517549		0.632		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.632

		27		C1-7		10245		C1-7 (10245)		Local Commercial With Special Provsions (By-Law 10245)				C1		145.882160545		C1 (10245)		145.8821605452		1326.2883676734		0.133		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.133

		3646		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		685.509277465		R2 (10245)		685.5092774652		10070.1766626557		1.007		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.007

		3586		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		336.954159369		C3 (10245)		336.9541593692		6998.220945394		0.7		Commercial		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.7

		1450		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		311.439796252		R7 (10245)		311.439796252		5953.7215649246		0.595		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.596

		1456		R7-5		10245		R7-5 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		290.13888727		R7 (10245)		290.1388872695		3641.4086439612		0.364		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.364

		1449		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		529.308718956		R7 (10245)		529.3087189556		11588.7469800129		1.159		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.159

		1362		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		156.877294932		R6 (10245)		156.877294932		1534.6008218962		0.153		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.154

		1280		R5-3		10245		R5-3 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		493.835154659		R5 (10245)		493.8351546591		14486.6622240394		1.449		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.449

		1281		R5-4		10245		R5-4 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		349.888437242		R5 (10245)		349.8884372423		5164.3379821027		0.516		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.517

		1285		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		448.656399771		R5 (10245)		448.6563997706		11953.9801921927		1.195		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.196

		1303		R5-12		10245		R5-12 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		122.491202675		R5 (10245)		122.4912026748		862.1959262876		0.086		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.086

		1312		R5-23		10245		R5-23 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		782.368625466		R5 (10245)		782.3686254663		9843.2973614663		0.984		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.984

		1326		R5-7		10245		R5-7 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		481.539593126		R5 (10245)		481.539593126		10220.7994887131		1.022		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		1.022

		964		R2-7		10245		R2-7 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		159.850860742		R2 (10245)		159.8508607422		1512.1877797551		0.151		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.151

		965		R2-8		10245		R2-8 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		155.017006556		R2 (10245)		155.0170065562		1395.8892710358		0.14		Residential		0		15		Keegan Parkway Trunk Sewer		240.345		36		51		26		0.14

		3994		R4-53		10245		R4-53 (10245)		Residential Fourth Density With Special Provisions (By-Law 10245)				R4		170.455069386		R4 (10245)		170.4550693862		1671.4649205805		0.167		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.167

		3995		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		229.325832177		R2 (10245)		229.3258321771		3274.4934367506		0.327		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.267

																								770.689		ROW		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		28.366

		3986		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		330.645872943		C3 (10245)		330.6458729425		5003.6518128781		0.5		Commercial		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.501

		3747		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		492.124505325		R5 (10245)		492.1245053249		9283.1716148215		0.928		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.929

		3748		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		562.579168871		R2 (10245)		562.5791688706		8481.1519191316		0.848		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.848

		3749		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		488.459510464		O1 (10245)		488.4595104644		6867.7890692521		0.687		Open Space		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.687

		909		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		554.1662942		R2 (10245)		554.1662941997		7872.7295357409		0.787		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.788

		910		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		303.78899031		R2 (10245)		303.7889903101		3680.5979245429		0.368		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.368

		911		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		541.345337086		R2 (10245)		541.3453370862		8588.8635595236		0.859		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.859

		912		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		375.138673708		R2 (10245)		375.1386737082		7769.1475581454		0.777		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.777

		913		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		376.567555005		R2 (10245)		376.5675550047		7799.1750851818		0.78		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.78

		914		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		374.369260744		R2 (10245)		374.3692607438		7690.3878654231		0.769		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.769

		915		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		359.635798222		R2 (10245)		359.6357982225		7127.4341415474		0.713		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.713

		916		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		334.831795689		R2 (10245)		334.8317956893		4055.1135370674		0.406		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.406

		917		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		155.441184292		R2 (10245)		155.4411842918		1601.7259060934		0.16		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.16

		918		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		852.411921333		R2 (10245)		852.4119213326		16705.3505237654		1.671		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		1.671

		920		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		947.290045754		R2 (10245)		947.2900457541		14975.5349742101		1.498		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		1.497

		921		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		424.034289146		R2 (10245)		424.0342891457		9465.9173915068		0.947		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.947

		923		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		430.977766327		R2 (10245)		430.9777663266		9372.9592379444		0.937		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.938

		924		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1123.7426943		R2 (10245)		1123.7426943048		39013.8264840839		3.901		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		1.748

		925		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		454.916733811		R2 (10245)		454.9167338114		11280.8113034285		1.128		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		1.128

		926		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		431.67365229		R2 (10245)		431.6736522902		10540.0742369083		1.054		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		1.054

		927		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1263.2733943		R2 (10245)		1263.2733943012		39101.7049862958		3.91		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		3.911

		929		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		508.142780328		R2 (10245)		508.1427803279		11490.4365194232		1.149		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.579

		930		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		424.929213966		R2 (10245)		424.9292139655		9599.6984100194		0.96		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.175

		932		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		541.138030312		R2 (10245)		541.1380303117		15222.3030992246		1.522		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.715

		934		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		450.78799321		R2 (10245)		450.7879932096		11774.9481153065		1.177		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.523

		935		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		566.598322213		R2 (10245)		566.5983222134		13284.6197892264		1.328		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		1.329

		936		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1579.35992759		R2 (10245)		1579.2581333557		68430.7982370629		6.843		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		6.845

		937		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		553.67220655		R2 (10245)		553.6722065501		12479.4366794628		1.248		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		1.248

		938		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		498.595301942		R2 (10245)		498.5953019424		10205.1083840776		1.021		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.779

		939		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		628.961180183		R2 (10245)		628.961180183		10821.6988681917		1.082		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		1.083

		940		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		501.78173116		R2 (10245)		501.7817311602		8536.9608343934		0.854		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.581

		942		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		711.499783195		R2 (10245)		711.4997831946		13499.4271038007		1.35		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		1.35

		943		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		412.764235095		R2 (10245)		412.7642350949		6213.2332382074		0.621		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.622

		944		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		244.160876102		R2 (10245)		244.1608761022		2759.9959605131		0.276		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.276

		945		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		319.724162585		R2 (10245)		319.724162585		4902.6993436891		0.49		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.49

		946		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		397.879989395		R2 (10245)		397.8799893947		8751.5527376274		0.875		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.875

		792		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		149.296275252		R2 (10245)		149.2962752519		1102.7047452175		0.11		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.11

		736		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		431.927936352		R2 (10245)		431.9279363524		10732.7125600361		1.073		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.798

		746		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		908.845471836		R2 (10245)		908.8454718358		21552.9697939539		2.155		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		1.973

		752		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		223.100737596		R2 (10245)		223.1007375963		2676.8521646909		0.268		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.268

		754		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		724.629318389		R2 (10245)		724.6293183891		18682.0728715926		1.868		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		1.869

		763		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		437.197976236		R2 (10245)		437.1979762364		7775.6528593995		0.778		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.778

		770		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2314.08746991		R2 (10245)		2314.0874699113		70345.8314654553		7.035		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		3.645

		568		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		972.142324959		O1 (10245)		972.1423249588		15108.2367373286		1.511		Open Space		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.047

		519		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		3378.42740303		M2 (10245)		3378.4274030348		135939.383423296		13.594		Industrial		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.239

		456		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		2086.87048757		M1 (10245)		2086.8704875721		135508.699551844		13.551		Industrial		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		6.376

		459		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		1186.19815819		M1 (10245)		1186.1981581905		63027.642116958		6.303		Industrial		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		6.305

		316		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		671.214557727		CF (10245)		671.2145577266		13182.3902548214		1.318		Institutional		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.056

		320		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		178.773129591		CF (10245)		178.7731295905		1898.2387692605		0.19		Institutional		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.19

		322		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		776.795900506		CF (10245)		776.7959005063		25692.912844555		2.569		Institutional		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		2.57

		342		CF-10		10245		CF-10 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1044.63548614		CF (10245)		1044.6354861444		58859.3451670549		5.886		Institutional		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		5.887

		299		CF-11		10245		CF-11 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		305.254933071		CF (10245)		305.2549330709		3780.4872666152		0.378		Institutional		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.378

		308		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		715.320001659		CF (10245)		715.3200016586		25757.9560135566		2.576		Institutional		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		2.577

		189		C3-2		10245		C3-2 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		263.573288476		C3 (10245)		263.5732884757		3440.5613999216		0.344		Commercial		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.344

		178		C3-1		10245		C3-1 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		343.274157157		C3 (10245)		343.2741571567		5652.2171257952		0.565		Commercial		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.565

		1453		R7-2		10245		R7-2 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		530.5231122		R7 (10245)		530.5231122004		17170.9316780796		1.717		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		1.718

		1402		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		160.917238385		R6 (10245)		160.9172383846		1618.0191508978		0.162		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.162

		1292		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		282.912563426		R5 (10245)		282.912563426		4633.4873300787		0.463		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.463

		1307		R5-16		10245		R5-16 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		676.072531177		R5 (10245)		676.0725311767		28407.2439248843		2.841		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		2.842

		1312		R5-23		10245		R5-23 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		782.368625466		R5 (10245)		782.3686254663		9843.2973614663		0.984		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.001

		1150		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		293.647605691		R4 (10245)		293.6476056909		4293.6587992223		0.429		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.429

		1180		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		509.73192094		R4 (10245)		509.7319209399		12196.6331376426		1.22		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.504

		1183		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		546.623857177		R4 (10245)		546.6238571773		9518.5325999068		0.952		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.952

		1191		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		191.718690598		R4 (10245)		191.718690598		2113.2822102046		0.211		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.211

		1205		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		334.068620758		R4 (10245)		334.0686207582		2539.3722715261		0.254		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.254

		1016		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		161.988170918		R4 (10245)		161.9881709181		1170.5797349863		0.117		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.117

		948		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		610.759113141		R2 (10245)		610.7591131413		14817.0450898735		1.482		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		1.482

		949		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		570.719529592		R2 (10245)		570.7195295919		12109.7539052296		1.211		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		1.211

		950		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		419.824841317		R2 (10245)		419.8248413165		8052.5312189878		0.805		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.309

		952		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		996.582989368		R2 (10245)		996.5829893677		34705.116798233		3.471		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.806

		953		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		419.723707155		R2 (10245)		419.723707155		10140.4261397613		1.014		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		1.014

		954		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		598.643996844		R2 (10245)		598.6439968443		10929.3233994824		1.093		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		1.093

		955		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		428.547876548		R2 (10245)		428.547876548		7616.3149464618		0.762		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.762

		956		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		689.583212681		R2 (10245)		689.5832126808		19290.0784469081		1.929		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		1.93

		957		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		220.574739182		R2 (10245)		220.5747391819		2178.2065560235		0.218		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.218

		958		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		616.563648876		R2 (10245)		616.5636488761		10013.7475598876		1.001		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		1.002

		959		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		596.974919068		R2 (10245)		596.9749190681		12587.9681663406		1.259		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		1.259

		960		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		531.384741484		R2 (10245)		531.3847414836		8173.5071717974		0.817		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.818

		961		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		264.210603026		R2 (10245)		264.2106030256		3739.0222100278		0.374		Residential		0		16		McDonald Avenue Trunk Sewer		122.618		19		57		77		0.374

		3997		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		239.069975056		R1 (3014)		239.0699750562		2999.7317977598		0.3		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.3

																								630.481		ROW		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		40.408

		3898		SI-2		3014		SI-2 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		70.3736555095		SI (3014)		70.3736555095		194.8207352806		0.019		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.019

		3899		SI-2		3014		SI-2 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		99.0264693824		SI (3014)		99.0264693824		492.6054388401		0.049		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.049

		3915		SI-1-h		3014		SI-1-h (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		263.114039042		SI (3014)		263.1140390417		1768.1332167423		0.177		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.177

		3916		SI-1-h		3014		SI-1-h (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		405.452137015		SI (3014)		405.4521370152		3082.330755089		0.308		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.308

		3917		SI-8		3014		SI-8 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		331.119850525		SI (3014)		331.1198505246		6728.7446760027		0.673		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.673

		3931		CF-10		3014		CF-10 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		599.298572057		CF (3014)		599.2985720565		5592.3300871673		0.559		Institutional		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.559

		3932		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		1727.58760015		R1 (3014)		1727.5876001541		37122.2272012374		3.712		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		3.713

		3934		CF-9		3014		CF-9 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		1586.04025148		CF (3014)		1586.0402514762		23402.8578773086		2.34		Institutional		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		2.34

		3935		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		899.812548723		R1 (3014)		899.8125487233		31555.8420362596		3.156		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		3.156

		3960		R4-2		3014		R4-2 (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		319.307196953		R4 (3014)		319.3071969526		6638.1794865406		0.664		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.664

		3987		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		809.399576567		R1 (3014)		809.3995765671		18930.2212408365		1.893		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.894

		3756		D		3014		D (3014)		Development Zone (By-Law 3014)				D		329.689124831		D (3014)		329.6891248308		2401.5986180819		0.24		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.24

		3757		R4-2		3014		R4-2 (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		520.627558021		R4 (3014)		520.6275580208		6733.4832535131		0.673		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.674

		3758		R4-3		3014		R4-3 (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		467.93226274		R4 (3014)		467.9322627399		6812.8937564539		0.681		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.681

		3759		R4-2		3014		R4-2 (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		502.083280294		R4 (3014)		502.0832802941		7468.6173453058		0.747		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.747

		3760		R1-22		3014		R1-22 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		364.773696373		R1 (3014)		364.7736963729		5175.2259094867		0.518		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.518

		3761		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		135.663779442		D-r (3014)		135.6637794417		773.1396996721		0.077		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.077

		3762		D		3014		D (3014)		Development Zone (By-Law 3014)				D		366.491439948		D (3014)		366.4914399476		3046.9430414381		0.305		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.305

		3764		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		48.2341998231		RR (3014)		48.2341998231		67.8051110084		0.007		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.007

		3765		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		207.128471735		H (3014)		207.1284717346		2656.877459497		0.266		Open Space		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.266

		3695		CF-10		3014		CF-10 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		820.007008279		CF (3014)		820.0070082787		30309.0025593667		3.031		Institutional		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		3.032

		3696		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		1056.4134187		R1 (3014)		1056.413418699		26007.6756708292		2.601		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.903

		3697		CF-9		3014		CF-9 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		995.512884513		CF (3014)		995.5128845133		51421.2596525271		5.142		Institutional		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.036

		3698		C4		3014		C4 (3014)		Shopping Centre Commercial (By-Law 3014)				C4		192.72240035		C4 (3014)		192.7224003499		2168.5922611453		0.217		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.217

		3700		CF-10		3014		CF-10 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		80.084028772		CF (3014)		80.084028772		205.4275955463		0.021		Institutional		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.021

		3701		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		628.616958676		R1 (3014)		628.6169586757		9479.0215529496		0.948		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.948

		3702		CF-10		3014		CF-10 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		110.709333575		CF (3014)		110.7093335751		296.1622057318		0.03		Institutional		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.03

		3703		R1-22		3014		R1-22 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		327.680338283		R1 (3014)		327.6803382832		5621.7683057095		0.562		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.562

		3704		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		884.732437569		R1 (3014)		884.7324375685		23869.5370190265		2.387		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.381

		3632		C1-8		3014		C1-8 (3014)		Highway Commercial With Special Provsions (By-Law 3014)				C1		310.23036786		C1 (3014)		310.2303678597		5904.5714670197		0.59		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.591

		2613		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		390.35301273		R2 (3014)		390.3530127299		8198.2920496192		0.82		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.82

		2614		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		357.183674417		R2 (3014)		357.1836744172		5629.6360665845		0.563		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.563

		2615		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		385.883086415		R2 (3014)		385.8830864151		4841.5646334455		0.484		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.484

		2623		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		702.403067267		R1 (3014)		702.4030672668		12149.6357195773		1.215		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.215

		2624		R4-2		3014		R4-2 (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		451.411872054		R4 (3014)		451.4118720538		5956.0577326594		0.596		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.596

		2689		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		272.166827966		RR (3014)		272.1668279661		2870.9385059898		0.287		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.287

		2691		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		158.926171039		RR (3014)		158.9261710386		1503.2805625089		0.15		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.15

		2695		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		159.428611207		RR (3014)		159.4286112074		1188.6550856675		0.119		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.119

		2696		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		196.545408552		RR (3014)		196.545408552		2271.5275477223		0.227		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.227

		2699		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		270.305030177		RR (3014)		270.3050301769		4512.5817292322		0.451		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.439

		2700		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		133.859379725		RR (3014)		133.859379725		1017.3517425078		0.102		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.102

		3513		SI-2		3014		SI-2 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		616.651019955		SI (3014)		616.6510199546		17526.7395332278		1.753		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.753

		3514		SI-2		3014		SI-2 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		1033.16259017		SI (3014)		1033.1625901725		52166.6060325259		5.217		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		5.164

		3515		SI-2		3014		SI-2 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		716.162789318		SI (3014)		716.162789318		27663.609096852		2.766		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		2.767

		3516		SI-2		3014		SI-2 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		697.164806011		SI (3014)		697.164806011		15325.702866665		1.533		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.533

		3517		SI-2-h		3014		SI-2-h (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		610.313008216		SI (3014)		610.3130082157		15843.9156887504		1.584		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.585

		3518		SI-2-h		3014		SI-2-h (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		339.862080165		SI (3014)		339.8620801648		6232.0316776451		0.623		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.623

		3519		SI-3		3014		SI-3 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		225.80043		SI (3014)		225.8004300004		3026.5619817125		0.303		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.303

		3520		SI-4		3014		SI-4 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		325.454018479		SI (3014)		325.4540184788		5346.5514832877		0.535		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.535

		3521		SI-5-h		3014		SI-5-h (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		348.671027448		SI (3014)		348.671027448		7563.3319850635		0.756		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.757

		3522		R1-22		3014		R1-22 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		327.910142067		R1 (3014)		327.910142067		4205.9419967494		0.421		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.421

		3523		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		825.272301916		R1 (3014)		825.2723019162		12964.6536143221		1.296		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.297

		2499		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		276.255892388		R1 (3014)		276.2558923885		4762.6822385192		0.476		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.474

		2567		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		409.286421524		R1 (3014)		409.286421524		5336.1513412909		0.534		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.534

		2568		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		289.681474635		R1 (3014)		289.6814746352		3638.9870627639		0.364		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.364

		2569		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		1048.20531224		R1 (3014)		1048.2053122376		18242.6156222407		1.824		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.825

		2570		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		521.818836954		R1 (3014)		521.8188369537		7292.895285179		0.729		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.729

		2573		R1-2		3014		R1-2 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		198.197356337		R1 (3014)		198.1973563367		1829.0006581267		0.183		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.183

		2587		R1-22		3014		R1-22 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		140.45746918		R1 (3014)		140.4574691797		1264.4795788552		0.126		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.126

		2588		R1-22		3014		R1-22 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		294.834048417		R1 (3014)		294.8340484172		4139.1096557241		0.414		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.414

		2589		R1-22		3014		R1-22 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		277.504021996		R1 (3014)		277.504021996		3488.3341143964		0.349		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.349

		2590		R1-22		3014		R1-22 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		159.492312346		R1 (3014)		159.4923123455		1145.5373987547		0.115		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.115

		2591		R1-22		3014		R1-22 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		553.583965414		R1 (3014)		553.5839654141		11164.9477878738		1.116		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.117

		2592		R1-22		3014		R1-22 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		637.77372867		R1 (3014)		637.7208453419		7275.2218203615		0.728		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.728

		2593		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		572.2526449		R1 (3014)		572.2526448997		9729.3619397066		0.973		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.973

		2594		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		452.378992194		R1 (3014)		452.3789921943		7306.2092473528		0.731		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.731

		2595		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		462.759070284		R1 (3014)		462.7590702838		12015.6175855282		1.202		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.202

		2596		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		379.311382287		R1 (3014)		379.311382287		4761.6257337964		0.476		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.476

		2597		R1-3		3014		R1-3 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		415.860936385		R1 (3014)		415.8609363846		4452.3886311227		0.445		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.445

		2603		R1-h		3014		R1-h (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		918.535783128		R1 (3014)		918.5357831278		38241.168400443		3.824		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		3.825

		2609		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		349.663019062		R2 (3014)		349.6630190619		7078.8547560961		0.708		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.708

		2610		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		290.01260779		R2 (3014)		290.0126077899		3662.7247466526		0.366		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.366

		2611		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		624.518818365		R2 (3014)		624.5188183648		9387.7117135574		0.939		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.939

		2612		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		512.631630759		R2 (3014)		512.6316307591		7130.0567698961		0.713		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.713

		1843		CF		3014		CF (3014)		Community Facility (By-Law 3014)				CF		557.260934455		CF (3014)		557.2609344548		12463.0511871715		1.246		Institutional		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.246

		2124		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		501.702259811		M1 (3014)		501.7022598107		14541.7197214262		1.454		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.454

		2125		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		447.760813781		M1 (3014)		447.7608137814		9614.7616173219		0.961		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.962

		2126		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		294.24874179		M1 (3014)		294.2487417897		3490.0866873629		0.349		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.349

		2129		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		1919.88928429		M1 (3014)		1919.889284295		83917.3509040049		8.392		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		8.394

		2131		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		143.049105312		M1 (3014)		143.0491053122		1043.5413468296		0.104		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.104

		2132		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		158.522841775		M1 (3014)		158.5228417745		1128.5009487228		0.113		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.113

		2133		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		571.708583103		M1 (3014)		571.7085831029		13314.0341770668		1.331		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.332

		2134		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		1985.04670504		M1 (3014)		1985.0467050382		129899.937733406		12.99		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		12.994

		2136		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		695.99352896		M1 (3014)		695.9935289604		20254.2168236086		2.025		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		2.026

		2138		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		2710.8807737		M1 (3014)		2710.8807737031		127176.331692628		12.718		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		12.704

		2139		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		233.069610539		M1 (3014)		233.0696105387		2562.4584811521		0.256		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.221

		2142		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		550.327948848		M1 (3014)		550.3279488477		18908.2821425719		1.891		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.891

		2165		M1-1		3014		M1-1 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		302.395061202		M1 (3014)		302.3950612021		5541.4768632686		0.554		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.554

		2171		M1-16		3014		M1-16 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		310.36775414		M1 (3014)		310.3677541399		5337.3893974767		0.534		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.509

		2172		M1-17		3014		M1-17 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		330.287336624		M1 (3014)		330.2873366237		5921.0786728046		0.592		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.592

		2173		M1-2		3014		M1-2 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		298.872672869		M1 (3014)		298.8726728691		5664.0542920489		0.566		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.567

		2174		M1-20		3014		M1-20 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		313.496398598		M1 (3014)		313.4963985979		4077.1920303145		0.408		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.408

		2178		M1-25		3014		M1-25 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		478.444802447		M1 (3014)		478.4448024465		6217.2592386409		0.622		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.622

		2180		M1-3		3014		M1-3 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		145.428000592		M1 (3014)		145.4280005921		1291.0982507027		0.129		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.129

		2181		M1-4		3014		M1-4 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		158.074439007		M1 (3014)		158.0744390072		1532.5105200756		0.153		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.153

		2182		M1-5		3014		M1-5 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		143.061243269		M1 (3014)		143.0612432694		1249.855735494		0.125		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.125

		2225		OS		3014		OS (3014)		Open Space (By-Law 3014)				OS		851.939843922		OS (3014)		851.9398439223		5951.5518683949		0.595		Open Space		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.595

		2226		OS		3014		OS (3014)		Open Space (By-Law 3014)				OS		232.547784372		OS (3014)		232.5477843721		837.6891882923		0.084		Open Space		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.084

		2227		OS		3014		OS (3014)		Open Space (By-Law 3014)				OS		899.480030282		OS (3014)		899.4800302822		4691.3075899364		0.469		Open Space		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.469

		2253		PA		3014		PA (3014)		Prime Agriculture (By-Law 3014)				PA		4027.01858478		PA (3014)		4027.0185847818		736024.927957649		73.602		Open Space		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.001

		2473		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		215.652821623		R1 (3014)		215.652821623		2861.1854928497		0.286		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.286

		2474		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		272.094328791		R1 (3014)		272.094328791		4066.5164957868		0.407		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.407

		2475		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		213.170669039		R1 (3014)		213.1706690393		2773.6346721961		0.277		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.277

		2476		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		391.578854961		R1 (3014)		391.5788549611		5699.1190123138		0.57		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.57

		2477		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		114.968284538		R1 (3014)		114.9682845384		789.2380746599		0.079		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.079

		2478		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		139.431868994		R1 (3014)		139.431868994		1166.7140663663		0.117		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.117

		2479		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		754.802985531		R1 (3014)		754.8029855313		22240.4900128268		2.224		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		2.225

		2480		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		192.109712142		R1 (3014)		192.1097121421		1768.6597973251		0.177		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.177

		2481		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		697.218152184		R1 (3014)		697.2181521837		13118.6993682776		1.312		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.312

		2482		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		1134.21693088		R1 (3014)		1134.2169308838		34629.1773266955		3.463		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		3.464

		2483		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		565.226120046		R1 (3014)		565.2261200457		11911.4240262027		1.191		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.191

		2484		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		174.283650158		R1 (3014)		174.2836501584		1761.783080384		0.176		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.176

		2488		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		478.226109432		R1 (3014)		478.2261094317		11745.2875691298		1.175		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.175

		2489		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		714.53580194		R1 (3014)		714.5358019399		27697.7913967928		2.77		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		2.77

		2490		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		228.327438942		R1 (3014)		228.327438942		3180.1536239546		0.318		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.318

		2491		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		770.512454758		R1 (3014)		770.512454758		17515.5309988192		1.752		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.752

		2492		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		143.024920595		R1 (3014)		143.0249205952		1189.3995391958		0.119		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.119

		2494		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		622.301018706		R1 (3014)		622.3010187055		15792.5110733682		1.579		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.578

		2496		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		395.501581069		R1 (3014)		395.5015810686		8538.0918421664		0.854		Residential		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.854

		1533		C1		3014		C1 (3014)		Highway Commercial (By-Law 3014)				C1		411.009526407		C1 (3014)		411.0095264068		9273.3109215013		0.927		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.928

		1534		C1		3014		C1 (3014)		Highway Commercial (By-Law 3014)				C1		248.463797721		C1 (3014)		248.4637977209		3670.5304679715		0.367		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.367

		1535		C1		3014		C1 (3014)		Highway Commercial (By-Law 3014)				C1		1407.52948773		C1 (3014)		1407.5294877261		100814.516727519		10.081		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		10.084

		1538		C1		3014		C1 (3014)		Highway Commercial (By-Law 3014)				C1		481.075981891		C1 (3014)		481.0759818909		9772.3641563674		0.977		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.977

		1539		C1		3014		C1 (3014)		Highway Commercial (By-Law 3014)				C1		226.315501618		C1 (3014)		226.315501618		3151.540754611		0.315		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.315

		1541		C1		3014		C1 (3014)		Highway Commercial (By-Law 3014)				C1		628.395109526		C1 (3014)		628.3951095255		22445.774477582		2.245		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		2.245

		1542		C1		3014		C1 (3014)		Highway Commercial (By-Law 3014)				C1		925.154544879		C1 (3014)		925.1545448792		45613.1044359525		4.561		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		4.563

		1543		C1		3014		C1 (3014)		Highway Commercial (By-Law 3014)				C1		1779.09627063		C1 (3014)		1779.0962706268		78474.5503643552		7.847		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		4.978

		1561		C1-4		3014		C1-4 (3014)		Highway Commercial With Special Provsions (By-Law 3014)				C1		211.730983687		C1 (3014)		211.7309836873		2722.6734397072		0.272		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.272

		1562		C1-7		3014		C1-7 (3014)		Highway Commercial With Special Provsions (By-Law 3014)				C1		1101.49412366		C1 (3014)		1101.4941236604		65101.642227733		6.51		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		6.512

		1563		C1-9-h		3014		C1-9-h (3014)		Highway Commercial With Special Provsions (By-Law 3014)				C1		1372.73518339		C1 (3014)		1372.735183386		58756.8658051107		5.876		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		5.877

		1602		C3-1		3014		C3-1 (3014)		General Commercial With Special Provisions (By-Law 3014)				C3		156.961390356		C3 (3014)		156.9613903556		980.633275854		0.098		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.098

		1625		CF-5		3014		CF-5 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		987.990429619		CF (3014)		987.9904296187		29408.234380544		2.941		Institutional		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		2.942

		1631		CF-9		3014		CF-9 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		285.023285785		CF (3014)		285.0232857851		4824.1969883501		0.482		Institutional		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.483

		1634		D		3014		D (3014)		Development Zone (By-Law 3014)				D		242.968561336		D (3014)		242.9685613363		3870.4725445729		0.387		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.387

		1635		D		3014		D (3014)		Development Zone (By-Law 3014)				D		495.261894313		D (3014)		495.2618943126		13048.0921291737		1.305		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.305

		1637		D		3014		D (3014)		Development Zone (By-Law 3014)				D		857.032225921		D (3014)		857.0322259211		37610.0628113744		3.761		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		3.762

		1638		D		3014		D (3014)		Development Zone (By-Law 3014)				D		750.621931927		D (3014)		750.621931927		33778.0364068164		3.378		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		3.379

		1644		D		3014		D (3014)		Development Zone (By-Law 3014)				D		3352.23872695		D (3014)		3352.2387269544		318142.570386889		31.814		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.001

		1645		D		3014		D (3014)		Development Zone (By-Law 3014)				D		4582.4588941		D (3014)		4582.4588941047		285751.63229365		28.575		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		3.637

		1686		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		911.26189508		D-r (3014)		911.2618950805		49712.5213716566		4.971		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		4.973

		1687		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		1141.80584796		D-r (3014)		1141.805847956		66483.3380635482		6.648		Commercial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		6.282

		1777		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		871.509985453		H (3014)		871.5099854529		20747.1929392515		2.075		Open Space		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		2.075

		1787		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		857.124340612		H (3014)		857.1243406124		4106.2168992153		0.411		Open Space		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.411

		1789		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		211.77703571		H (3014)		211.7770357096		780.4363730694		0.078		Open Space		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.078

		1791		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		439.659799914		H (3014)		439.659799914		8502.1071479791		0.85		Open Space		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.85

		1800		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		1813.82622125		H (3014)		1813.8262212526		12522.0788112266		1.252		Open Space		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.909

		1808		SI-6		3014		SI-6 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		395.419214453		SI (3014)		395.4192144529		9403.9666831253		0.94		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.941

		1809		SI-7		3014		SI-7 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		378.238171438		SI (3014)		378.2381714379		6223.3464866549		0.622		Industrial		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		0.623

		1841		CF		3014		CF (3014)		Community Facility (By-Law 3014)				CF		540.81500242		CF (3014)		540.8150024196		11992.762356108		1.199		Institutional		0		17		Millenium Parkway Trunk Sewer		243.408		208		191		255		1.2

		3998		R2-5-h		3014		R2-5-h (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		115.668818233		R2 (3014)		115.6688182332		826.7170619289		0.083		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.083

		3999		R2-5-h		3014		R2-5-h (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		247.187866846		R2 (3014)		247.1878668464		2868.0830439373		0.287		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.287

		4001		R2-14		3014		R2-14 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		153.625825905		R2 (3014)		153.6258259055		1452.4001585981		0.145		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.145

																								770.689		ROW		0		18		Moira River Trunk Sewer		223.071		127		0		51		35.304

																								630.481		ROW		0		18		Moira River Trunk Sewer		223.071		127		0		51		16.552

		3921		R2-23		10245		R2-23 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		92.6535404573		R2 (10245)		92.6535404573		514.8216876316		0.051		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.051

		3977		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		192.281644935		R1 (3014)		192.2816449346		1160.9381921302		0.116		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.116

		3978		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		158.556894202		R1 (3014)		158.5568942023		1527.3560043437		0.153		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.153

		3979		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		137.200095285		R2 (3014)		137.2000952849		1171.20167248		0.117		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.117

		3980		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		187.357793094		R1 (3014)		187.3577930941		2003.1252793353		0.2		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.2

		3990		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		1020.80196119		R1 (3014)		1020.8019611916		27765.2915610632		2.777		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.97

		3716		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		446.885984598		E (10245)		446.8859845977		2139.801780481		0.214		Open Space		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.151

		3753		R2-9		3014		R2-9 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		101.476809357		R2 (3014)		101.4768093572		418.3570589694		0.042		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.042

		3754		R2-10		3014		R2-10 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		111.503586922		R2 (3014)		111.5035869217		620.6683883727		0.062		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.062

		3755		R2		3014		R2 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		120.379451115		R2 (3014)		120.379451115		868.3260287578		0.087		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.087

		3780		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		205.722327441		R1 (3014)		205.7223274413		2670.9475502086		0.267		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.267

		3783		M1-31		3014		M1-31 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		201.832080843		M1 (3014)		201.8320808429		2252.3036359602		0.225		Industrial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.225

		3784		R2-12		3014		R2-12 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		237.133227294		R2 (3014)		237.1332272939		3192.3724982915		0.319		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.319

		3785		R2-13-h		3014		R2-13-h (3014)		Residential Second Density With Special Provisions - Holding (By-Law 3014)				R2		177.643994074		R2 (3014)		177.6439940739		1231.7317563138		0.123		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.123

		3793		CF-4		3014		CF-4 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		810.463916385		CF (3014)		810.4639163846		17184.738660523		1.718		Institutional		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.719

		3794		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		310.987316741		R1 (3014)		310.9873167411		4807.0093271773		0.481		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.481

		898		R2-19		10245		R2-19 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		151.421760224		R2 (10245)		151.4217602244		1317.4496652519		0.132		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.132

		905		R2-22		10245		R2-22 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		479.035987931		R2 (10245)		478.9780625379		5752.3100558991		0.575		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.575

		906		R2-22		10245		R2-22 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		99.9644472499		R2 (10245)		99.9644472499		572.2457336537		0.057		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.057

		907		R2-23		10245		R2-23 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		583.798255394		R2 (10245)		583.7982553942		7774.5057421353		0.777		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.778

		908		R2-23		10245		R2-23 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		657.131044143		R2 (10245)		657.1310441427		11155.6399462718		1.116		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.116

		838		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		498.662997519		R2 (10245)		498.6629975187		13935.3275849124		1.394		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.233

		845		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		176.882411464		R2 (10245)		176.8824114641		1910.2341900769		0.191		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.191

		850		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1210.33347475		R2 (10245)		1210.3334747491		27538.512054836		2.754		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		2.755

		852		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		438.766493861		R2 (10245)		438.7664938608		7689.2351388883		0.769		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.769

		854		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		504.109438216		R2 (10245)		504.1094382156		7261.8165772868		0.726		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.726

		856		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		624.121204225		R2 (10245)		624.1212042247		20326.6552608951		2.033		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		2.033

		858		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		709.023607413		R2 (10245)		709.0236074133		10448.2896456001		1.045		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.045

		862		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		369.810559831		R2 (10245)		369.8105598315		6545.1912585722		0.655		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.655

		867		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		605.159323728		R2 (10245)		605.1593237283		8622.8943227614		0.862		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.863

		868		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		614.134251629		R2 (10245)		614.1342516293		21148.6465960637		2.115		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		2.115

		869		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		126.008803171		R2 (10245)		126.0088031713		951.0099464237		0.095		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.095

		870		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		390.00751836		R2 (10245)		390.0075183596		5134.6101712328		0.513		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.514

		871		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		961.951776653		R2 (10245)		961.9517766526		21835.1174921599		2.184		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		2.184

		872		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		599.16231942		R2 (10245)		599.1623194201		19896.162175699		1.99		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.99

		873		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		492.491742348		R2 (10245)		492.4917423485		8602.0286722208		0.86		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.86

		874		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		470.32816069		R2 (10245)		470.3281606899		6381.8687582817		0.638		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.638

		875		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		716.411616724		R2 (10245)		716.4116167239		16013.9609259892		1.601		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.153

		876		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		754.136929146		R2 (10245)		754.136929146		22699.1229348558		2.27		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.34

		877		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		660.751297157		R2 (10245)		660.7512971568		14240.3394234951		1.424		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.274

		883		R2-13		10245		R2-13 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		94.8398968698		R2 (10245)		94.8398968698		471.9743437472		0.047		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.047

		884		R2-13		10245		R2-13 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		595.301737568		R2 (10245)		595.3017375681		7605.2697806391		0.761		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.761

		823		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		896.354290284		R2 (10245)		896.3542902845		22030.940702305		2.203		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.455

		829		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		945.033399933		R2 (10245)		945.0333999334		19798.0907805848		1.98		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.55

		832		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		636.388139374		R2 (10245)		636.3881393741		23266.6297228034		2.327		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.406

		835		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		599.901957237		R2 (10245)		599.9019572369		21247.153341096		2.125		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.251

		836		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		747.551178654		R2 (10245)		747.551178654		11582.8126711372		1.158		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.159

		629		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		278.549504251		O3 (10245)		278.549504251		4705.3777761337		0.471		Open Space		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.471

		586		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		692.167294741		O1 (10245)		692.1672947407		22628.6669286212		2.263		Open Space		0		18		Moira River Trunk Sewer		223.071		127		0		51		2.264

		602		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		675.603571832		O2 (10245)		675.6035718324		15752.4484449684		1.575		Open Space		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.576

		605		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		1535.97791732		O2 (10245)		1535.9779173216		44242.1301270357		4.424		Open Space		0		18		Moira River Trunk Sewer		223.071		127		0		51		4.425

		533		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		8499.61043982		M2 (10245)		8499.6104398224		493609.832409396		49.361		Industrial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.438

		465		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		619.140049658		M1 (10245)		619.1400496582		21122.947127319		2.112		Industrial		0		18		Moira River Trunk Sewer		223.071		127		0		51		2.113

		466		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		505.275748452		M1 (10245)		505.275748452		9361.0959485634		0.936		Industrial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.936

		468		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		601.845935226		M1 (10245)		601.845935226		20161.4693175409		2.016		Industrial		0		18		Moira River Trunk Sewer		223.071		127		0		51		2.017

		469		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		488.698396822		M1 (10245)		488.6983968223		8760.3503744392		0.876		Industrial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.876

		380		CR		10245		CR (10245)		Commercial Recreation (By-Law 10245)				CR		1583.14865383		CR (10245)		1583.1486538282		91401.7433551702		9.14		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		9.143

		414		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		2127.43907388		E (10245)		2127.4390738819		13937.0644429421		1.394		Open Space		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.394

		337		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		671.433983277		CF (10245)		671.433983277		26121.0269842391		2.612		Institutional		0		18		Moira River Trunk Sewer		223.071		127		0		51		2.613

		348		CF-7		10245		CF-7 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		915.976386518		CF (10245)		915.9763865178		49369.0681182604		4.937		Institutional		0		18		Moira River Trunk Sewer		223.071		127		0		51		4.937

		259		C7-7		10245		C7-7 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		166.808056867		C7 (10245)		166.8080568666		1308.0610252657		0.131		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.131

		262		C7-1		10245		C7-1 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		132.197520163		C7 (10245)		132.1975201633		1039.8325997921		0.104		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.104

		126		R1-26		3014		R1-26 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		179.466192562		R1 (3014)		179.4661925616		1912.7343876466		0.191		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.191

		169		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		476.554536999		C3 (10245)		476.5545369993		11222.5300482993		1.122		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.123

		68		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		321.5303199		C2 (10245)		321.5303198996		5966.3806161406		0.597		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.597

		69		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		322.801512481		C2 (10245)		322.8015124811		5454.5297784232		0.545		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.546

		71		C2-10		10245		C2-10 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		374.591442373		C2 (10245)		374.5914423728		6877.3865481599		0.688		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.688

		72		C2-11		10245		C2-11 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		207.195802246		C2 (10245)		207.1958022462		2667.9688704497		0.267		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.267

		79		C2-2		10245		C2-2 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		383.525683669		C2 (10245)		383.5256836688		6670.5182939263		0.667		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.667

		21		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		186.532149286		C1 (10245)		186.5321492862		2227.9099912046		0.223		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.223

		3635		R1-25		3014		R1-25 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		483.925039598		R1 (3014)		483.9250395978		7171.7260469877		0.717		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.717

		3708		R5-32		10245		R5-32 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		546.789261717		R5 (10245)		546.7892617168		6844.5646569245		0.684		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.685

		3565		R1-17-h		3014		R1-17-h (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		410.842894254		R1 (3014)		410.8428942538		5540.7866687497		0.554		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.554

		3566		R1-17-h		3014		R1-17-h (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		842.59744083		R1 (3014)		842.5974408303		12336.4991609147		1.234		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.227

		3567		R4-2-h		3014		R4-2-h (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		247.204118865		R4 (3014)		247.2041188648		2855.9299756409		0.286		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.286

		3568		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		247.570182352		R2 (3014)		247.5701823525		2883.0426508327		0.288		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.288

		3569		R1-23-h		3014		R1-23-h (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		573.480387021		R1 (3014)		573.4803870209		8148.8121429324		0.815		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.815

		3576		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		309.472366355		O2 (10245)		309.4723663549		5906.7518501278		0.591		Open Space		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.591

		3577		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		241.411227841		R1 (3014)		241.4112278407		2047.0740208864		0.205		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.205

		3578		R4-2		3014		R4-2 (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		407.836741878		R4 (3014)		407.836741878		7931.9976980931		0.793		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.793

		3579		R4-2		3014		R4-2 (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		702.006952751		R4 (3014)		701.9953672149		11232.9949376357		1.123		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.124

		3580		CF-10		3014		CF-10 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		105.986765213		CF (3014)		105.9867652127		620.0413885041		0.062		Institutional		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.062

		3581		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		260.525368589		R2 (3014)		260.5253685889		4424.2200604671		0.442		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.443

		3582		CF-10		3014		CF-10 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		98.5806111993		CF (3014)		98.5806111993		565.249643871		0.057		Institutional		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.057

		3591		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		234.745515756		R1 (3014)		234.7455157558		2730.2189972856		0.273		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.273

		3592		CF-10		3014		CF-10 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		511.741282242		CF (3014)		511.7412822416		4308.1749488431		0.431		Institutional		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.431

		3593		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		374.902105648		R2 (3014)		374.9021056481		4894.4070688991		0.489		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.49

		3594		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		199.007932477		R1 (3014)		199.0079324774		2236.6641628844		0.224		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.224

		3598		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		251.008995643		R2 (3014)		251.0089956426		3131.4002379485		0.313		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.313

		3599		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		274.521394448		R1 (3014)		274.5213944478		4334.6819682056		0.433		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.434

		3600		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		171.513737309		R1 (3014)		171.513737309		1757.268340572		0.176		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.176

		3601		R4-2		3014		R4-2 (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		192.381688275		R4 (3014)		192.3816882751		2108.7110722028		0.211		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.211

		3615		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		181.859570161		R1 (3014)		181.8595701608		1971.8074332394		0.197		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.197

		3616		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		125.084224728		R1 (3014)		125.0842247277		1009.1079695778		0.101		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.101

		3617		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		109.478852581		R1 (3014)		109.4788525812		701.5420227707		0.07		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.07

		3618		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		139.066730004		R1 (3014)		139.0667300036		1191.7508966406		0.119		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.119

		3619		R2-11		3014		R2-11 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		417.575798851		R2 (3014)		417.575798851		5022.893437041		0.502		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.502

		3620		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		222.050787864		R2 (3014)		222.0507878644		2560.8113214564		0.256		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.256

		3621		CF-9		3014		CF-9 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		454.959819317		CF (3014)		454.9598193168		10727.090838984		1.073		Institutional		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.073

		3622		D		3014		D (3014)		Development Zone (By-Law 3014)				D		158.908263034		D (3014)		158.9082630344		972.3931323553		0.097		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.097

		3623		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		118.018356887		R2 (3014)		118.0183568873		897.7814461781		0.09		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.09

		3624		R4-2-h		3014		R4-2-h (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		190.962128		R4 (3014)		190.9621280003		2090.1441094029		0.209		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.209

		3625		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		185.113975213		R1 (3014)		185.1139752128		1974.3950512603		0.197		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.197

		3626		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		399.891362973		R2 (3014)		399.8913629727		5370.8109620778		0.537		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.537

		2616		R2-7		3014		R2-7 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		154.954451703		R2 (3014)		154.9544517029		1033.8458274931		0.103		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.103

		2617		R2-10		3014		R2-10 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		120.321474218		R2 (3014)		120.3214742177		798.6370088584		0.08		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.08

		2618		R2-10		3014		R2-10 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		101.770522594		R2 (3014)		101.7705225937		424.3036405442		0.042		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.042

		2619		R3		3014		R3 (3014)		Medium Density Residential (By-Law 3014)				R3		290.231634495		R3 (3014)		290.2316344947		4802.2932830537		0.48		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.48

		2620		R4		3014		R4 (3014)		High Density Residential (By-Law 3014)				R4		354.307864797		R4 (3014)		354.3078647971		5873.4867894456		0.587		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.588

		2621		R4-H		3014		R4-H (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		301.230737521		R4 (3014)		301.2307375212		5181.1485384489		0.518		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.518

		2698		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		268.235511179		RR (3014)		268.2355111785		4024.3204204358		0.402		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.403

		2699		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		270.305030177		RR (3014)		270.3050301769		4512.5817292322		0.451		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.012

		2702		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		280.715632197		RR (3014)		280.7156321968		4279.6105948211		0.428		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.428

		2703		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		169.78054052		RR (3014)		169.7805405203		1556.245514413		0.156		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.156

		2704		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		388.881642482		RR (3014)		388.8816424824		7424.4698462344		0.742		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.743

		2706		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		210.02842665		RR (3014)		210.0284266503		2698.8666047566		0.27		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.27

		2708		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		856.707598981		RR (3014)		856.7075989806		26793.236464845		2.679		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		2.68

		2711		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		529.461050267		RR (3014)		529.4610502668		10085.1735750176		1.009		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.009

		2713		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		891.668520851		RR (3014)		891.6685208508		29765.2291708459		2.977		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		2.972

		2716		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		273.643583375		RR (3014)		273.6435833749		4198.7121780584		0.42		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.42

		3215		RR-66		3014		RR-66 (3014)		Rural Residential With Special Provisions (By-Law 3014)				RR		206.799736659		RR (3014)		206.7997366587		2577.1700569004		0.258		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.258

		2498		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		655.259450472		R1 (3014)		655.259450472		9423.3002690408		0.942		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.941

		2500		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		207.584087517		R1 (3014)		207.5840875168		2507.7855201697		0.251		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.251

		2501		R1-7		3014		R1-7 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		160.865802804		R1 (3014)		160.8658028036		1103.0494815896		0.11		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.11

		2502		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		343.180899792		R1 (3014)		343.1808997916		5522.2356507394		0.552		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.552

		2503		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		361.404252758		R1 (3014)		361.4042527585		5500.0746603392		0.55		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.55

		2504		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		119.562745439		R1 (3014)		119.5627454392		795.9788992659		0.08		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.08

		2505		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		146.886936523		R1 (3014)		146.886936523		998.4403311246		0.1		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.1

		2506		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		133.054888152		R1 (3014)		133.054888152		1053.0164105905		0.105		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.105

		2507		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		546.862326705		R1 (3014)		546.8623267047		10497.1662326288		1.05		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.05

		2508		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		402.268167087		R1 (3014)		402.2681670871		5777.7790684968		0.578		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.578

		2509		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		118.6127343		R1 (3014)		118.6127343002		784.2499526726		0.078		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.078

		2510		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		198.875314575		R1 (3014)		198.8753145753		2008.2872737411		0.201		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.201

		2511		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		157.832486993		R1 (3014)		157.8324869926		1346.4027371412		0.135		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.135

		2512		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		259.581670871		R1 (3014)		259.5816708708		3463.1654189316		0.346		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.346

		2513		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		412.939197326		R1 (3014)		412.9391973259		6147.7211228933		0.615		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.615

		2514		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		747.532524444		R1 (3014)		747.5325244441		14804.2673133619		1.48		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.481

		2515		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		368.159914822		R1 (3014)		368.159914822		7139.0186162434		0.714		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.714

		2516		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		160.469409828		R1 (3014)		160.4694098281		1573.0144097036		0.157		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.157

		2517		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		446.661240095		R1 (3014)		446.6612400951		10191.0865442583		1.019		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.019

		2518		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		557.59258014		R1 (3014)		557.5925801395		8477.8654809282		0.848		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.848

		2543		CF-10		3014		CF-10 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		854.56819899		CF (3014)		854.5681989897		22287.9053754338		2.229		Institutional		0		18		Moira River Trunk Sewer		223.071		127		0		51		2.229

		2564		R1-14		3014		R1-14 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		178.081354372		R1 (3014)		178.0813543723		1955.7247857304		0.196		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.196

		2565		R1-14		3014		R1-14 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		614.313859922		R1 (3014)		614.3138599217		10951.1666801177		1.095		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.095

		2571		R1-18		3014		R1-18 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		208.901057309		R1 (3014)		208.9010573087		2594.0214301651		0.259		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.259

		2574		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		721.118950673		R1 (3014)		721.1189506732		12530.0291084631		1.253		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.253

		2575		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		392.427286516		R1 (3014)		392.4272865161		5542.3445554585		0.554		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.554

		2576		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		443.760248241		R1 (3014)		443.7602482415		10419.0007249521		1.042		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.042

		2577		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		1300.52002282		R1 (3014)		1300.520022819		37247.3393525184		3.725		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		3.726

		2578		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		885.34991751		R1 (3014)		885.3499175104		25955.9297051788		2.596		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		2.596

		2579		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		887.383535281		R1 (3014)		887.3835352809		14038.6632186755		1.404		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.404

		2580		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		765.64766345		R1 (3014)		765.6476634501		12734.3637391761		1.273		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.274

		2581		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		463.537474408		R1 (3014)		463.5374744076		10917.5486967765		1.092		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.092

		2582		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		433.813409049		R1 (3014)		433.8134090494		6806.5574025016		0.681		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.681

		2583		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		810.714422004		R1 (3014)		810.7144220043		13852.9780140038		1.385		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.386

		2584		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		1154.35110851		R1 (3014)		1154.351108514		20936.7044109781		2.094		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		2.094

		2585		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		412.94799005		R1 (3014)		412.9479900496		6268.6718371812		0.627		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.627

		2586		R1-21		3014		R1-21 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		268.818094		R1 (3014)		268.8180939996		3500.7764140229		0.35		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.35

		2604		R2		3014		R2 (3014)		Low Density Residential Type 2 (By-Law 3014)				R2		185.106534014		R2 (3014)		185.1065340137		1937.0519141561		0.194		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.194

		2605		R2		3014		R2 (3014)		Low Density Residential Type 2 (By-Law 3014)				R2		191.850101062		R2 (3014)		191.8501010617		2242.4508538528		0.224		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.224

		2607		R2-8		3014		R2-8 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		138.41694599		R2 (3014)		138.4169459898		1163.9364830491		0.116		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.116

		2608		R2-2		3014		R2-2 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		119.758716165		R2 (3014)		119.7587161649		797.939847054		0.08		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.08

		1842		CF		3014		CF (3014)		Community Facility (By-Law 3014)				CF		556.897678331		CF (3014)		556.8976783312		13369.8362267554		1.337		Institutional		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.337

		1845		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		127.770139677		C3 (3014)		127.7701396769		976.7344723789		0.098		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.098

		1846		CF		3014		CF (3014)		Community Facility (By-Law 3014)				CF		199.451765656		CF (3014)		199.4517656564		2450.0963450532		0.245		Institutional		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.245

		1847		CF		3014		CF (3014)		Community Facility (By-Law 3014)				CF		272.973156588		CF (3014)		272.973156588		4371.325915357		0.437		Institutional		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.437

		1848		CF		3014		CF (3014)		Community Facility (By-Law 3014)				CF		223.025437737		CF (3014)		223.0254377367		2212.0147154187		0.221		Institutional		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.221

		1874		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		2660.95907612		H (3014)		2660.9590761153		34126.1745873556		3.413		Open Space		0		18		Moira River Trunk Sewer		223.071		127		0		51		2.378

		1879		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		3570.7476591		H (3014)		3570.7476591014		32070.9205449707		3.207		Open Space		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.616

		2137		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		294.90316923		M1 (3014)		294.9031692298		5113.8724201775		0.511		Industrial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.512

		2138		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		2710.8807737		M1 (3014)		2710.8807737031		127176.331692628		12.718		Industrial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.017

		2139		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		233.069610539		M1 (3014)		233.0696105387		2562.4584811521		0.256		Industrial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.036

		2140		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		467.410201734		M1 (3014)		467.4102017336		10587.7355199372		1.059		Industrial		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.059

		2141		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		335.778906767		M1 (3014)		335.7789067674		6934.7419934482		0.693		Industrial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.694

		2171		M1-16		3014		M1-16 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		310.36775414		M1 (3014)		310.3677541399		5337.3893974767		0.534		Industrial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.025

		2485		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		284.179308394		R1 (3014)		284.179308394		3356.3353371622		0.336		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.336

		2486		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		190.854281217		R1 (3014)		190.8542812166		2041.734282438		0.204		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.204

		2487		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		391.80775808		R1 (3014)		391.8077580797		4140.8119708388		0.414		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.414

		2493		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		346.917641054		R1 (3014)		346.9176410539		3744.5069748047		0.374		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.375

		2495		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		558.118952474		R1 (3014)		558.1189524737		10716.7733622087		1.072		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.072

		2497		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		408.486335907		R1 (3014)		408.4863359067		9068.9613426114		0.907		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.907

		1536		C1		3014		C1 (3014)		Highway Commercial (By-Law 3014)				C1		1378.77660187		C1 (3014)		1378.7766018673		114394.462737341		11.439		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		4.678

		1540		C1		3014		C1 (3014)		Highway Commercial (By-Law 3014)				C1		121.443825622		C1 (3014)		121.4438256216		837.2270490308		0.084		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.084

		1587		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		146.982572322		C3 (3014)		146.9825723224		1210.8461119635		0.121		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.12

		1588		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		243.486515929		C3 (3014)		243.486515929		2231.6575912417		0.223		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.223

		1589		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		395.161267766		C3 (3014)		395.1612677661		8097.2227149082		0.81		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.81

		1590		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		134.856636065		C3 (3014)		134.8566360647		1127.4361800527		0.113		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.113

		1591		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		130.752131698		C3 (3014)		130.7521316981		945.7815327911		0.095		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.095

		1592		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		133.186398444		C3 (3014)		133.1863984443		1073.4315494655		0.107		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.107

		1593		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		521.376613187		C3 (3014)		521.3766131871		6685.3654769005		0.669		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.669

		1603		C3-1		3014		C3-1 (3014)		General Commercial With Special Provisions (By-Law 3014)				C3		133.061781515		C3 (3014)		133.0617815154		947.607944415		0.095		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.095

		1623		CF-4		3014		CF-4 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		371.17489155		CF (3014)		371.1748915503		7257.155088839		0.726		Institutional		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.726

		1624		CF-4		3014		CF-4 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		2008.38235968		CF (3014)		2008.3823596802		42599.0239306527		4.26		Institutional		0		18		Moira River Trunk Sewer		223.071		127		0		51		3.907

		1626		CF-5		3014		CF-5 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		105.209946384		CF (3014)		105.2099463841		658.5359834254		0.066		Institutional		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.066

		1627		CF-5		3014		CF-5 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		748.55822655		CF (3014)		748.5582265497		11036.9519839041		1.104		Institutional		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.104

		1688		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		1417.75297959		D-r (3014)		1417.7529795907		84524.8734811056		8.452		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.441

		1690		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		3645.41731583		R1 (3014)		3645.4173158276		220597.072298918		22.06		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.382

		1784		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		846.252615446		H (3014)		846.2526154455		39908.7783625855		3.991		Open Space		0		18		Moira River Trunk Sewer		223.071		127		0		51		3.992

		1793		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		1016.00799057		H (3014)		1016.0079905667		18747.5054647137		1.875		Open Space		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.108

		1797		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		348.054318912		H (3014)		348.0543189117		1615.2845918097		0.162		Open Space		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.162

		1799		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		595.909076162		H (3014)		595.9090761624		3537.2761541303		0.354		Open Space		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.354

		1800		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		1813.82622125		H (3014)		1813.8262212526		12522.0788112266		1.252		Open Space		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.017

		1818		C3-13		3014		C3-13 (3014)		General Commercial With Special Provisions (By-Law 3014)				C3		230.230995446		C3 (3014)		230.2309954464		3347.2247447079		0.335		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.335

		1819		C3-2		3014		C3-2 (3014)		General Commercial With Special Provisions (By-Law 3014)				C3		131.574815233		C3 (3014)		131.5748152331		1025.6331492228		0.103		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.103

		1825		C3-5		3014		C3-5 (3014)		General Commercial With Special Provisions (By-Law 3014)				C3		334.529823849		C3 (3014)		334.5298238491		7210.8103312507		0.721		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.721

		1828		C3-7		3014		C3-7 (3014)		General Commercial With Special Provisions (By-Law 3014)				C3		484.077081995		C3 (3014)		484.0770819952		8793.125412538		0.879		Commercial		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.862

		1451		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		405.216009991		R7 (10245)		405.2160099911		9171.2777301641		0.917		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.917

		1475		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		694.831805794		RH (10245)		694.8318057937		22485.5724638341		2.249		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		2.249

		1415		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		240.670773771		R6 (10245)		240.670773771		2381.6295035791		0.238		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.238

		1273		R4-37		10245		R4-37 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		257.785486476		R4 (10245)		257.7854864755		4414.4107316854		0.441		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.442

		1295		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		314.808842321		R5 (10245)		314.8088423215		5875.5883905501		0.588		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.588

		1306		R6-27		10245		R6-27 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		236.407287231		R6 (10245)		236.4072872314		3281.8737685851		0.328		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.328

		1209		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		375.806107386		R4 (10245)		375.8061073862		6145.8660673345		0.615		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.615

		1210		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1088.18892492		R4 (10245)		1088.188924924		15248.9580509393		1.525		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		1.525

		1212		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		286.894017755		R4 (10245)		286.894017755		3733.9257469432		0.373		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.374

		1213		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		119.170957178		R4 (10245)		119.1709571779		918.3882904052		0.092		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.092

		1214		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		110.055205932		R4 (10245)		110.0552059319		744.7396036911		0.074		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.074

		1215		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		110.057123982		R4 (10245)		110.0571239819		744.7553296216		0.074		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.074

		1216		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		261.074822075		R4 (10245)		261.0748220753		3054.8519041753		0.305		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.306

		1238		R4-28		10245		R4-28 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		86.0468173795		R4 (10245)		86.0468173795		372.4148512007		0.037		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.037

		1239		R4-28		10245		R4-28 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		86.0361021475		R4 (10245)		86.0361021475		372.3641453137		0.037		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.037

		1240		R4-28		10245		R4-28 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		86.0392051103		R4 (10245)		86.0392051103		372.3726364744		0.037		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.037

		1241		R4-28		10245		R4-28 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		86.0424228501		R4 (10245)		86.0424228501		372.3832606134		0.037		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.037

		1253		R4-33		10245		R4-33 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		100.348650012		R4 (10245)		100.3486500122		552.6496860421		0.055		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.055

		1254		R4-33		10245		R4-33 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		118.296009272		R4 (10245)		118.2960092721		893.2817353324		0.089		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.089

		1255		R4-33		10245		R4-33 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		162.041062446		R4 (10245)		162.0410624459		1130.0872805846		0.113		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.113

		1262		R4-36		10245		R4-36 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		510.975976206		R4 (10245)		510.902283614		6412.0477259819		0.641		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.641

		1263		R4-36		10245		R4-36 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		283.023431512		R4 (10245)		283.0234315123		3497.9993456603		0.35		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.35

		1264		R4-37		10245		R4-37 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		192.871632305		R4 (10245)		192.8716323053		2007.1692280573		0.201		Residential		0		18		Moira River Trunk Sewer		223.071		127		0		51		0.201

																								630.481		ROW		0		19		Moira Street Pressure Sewer		50.429		242		186		121		11.639

		3903		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		174.071275011		RR (2076-80)		174.0712750112		1839.483535967		0.184		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.181

		3724		R5-33		2076-80		R5-33 (2076-80)		Residential  Fifth Density With Special Provisions (By-Law 2076-80)				R5		604.264640808		R5 (2076-80)		604.264640808		18729.2465475091		1.873		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		1.871

		708		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		229.084623728		R2 (10245)		229.0846237281		3221.3244610985		0.322		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.322

		574		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		336.168906518		O1 (10245)		336.1689065177		3752.3396798796		0.375		Open Space		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.3

		524		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		5918.62768758		M2 (2076-80)		5918.6276875826		89188.2167996164		8.919		Industrial		0		19		Moira Street Pressure Sewer		50.429		242		186		121		2.211

		527		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2373.17139831		M2 (10245)		2373.1713983063		32292.4676238847		3.229		Industrial		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.189

		188		C3-19		10245		C3-19 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		290.942352496		C3 (10245)		290.9423524962		2903.3828314842		0.29		Commercial		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.29

		26		C1-6		10245		C1-6 (10245)		Local Commercial With Special Provsions (By-Law 10245)				C1		270.426354893		C1 (10245)		270.426354893		4553.3731739926		0.455		Commercial		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.455

		1518		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		585.971480722		UH (2076-80)		585.9714807216		15866.1033070865		1.587		Open Space		0		19		Moira Street Pressure Sewer		50.429		242		186		121		1.587

		1517		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		4486.46512749		UH (2076-80)		4486.4651274856		293678.403019087		29.368		Open Space		0		19		Moira Street Pressure Sewer		50.429		242		186		121		4.359

		1435		R6-7		10245		R6-7 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		180.243284591		R6 (10245)		180.2432845909		1372.5098047259		0.137		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.137

		1356		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		329.018858199		R6 (10245)		329.0188581991		4791.6433461326		0.479		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.479

		1357		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		298.749689713		R6 (10245)		298.7496897128		2704.3145932605		0.27		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.271

		1360		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		135.533545686		R6 (10245)		135.5335456863		966.6812758106		0.097		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.097

		1364		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		236.897252817		R6 (10245)		236.8972528174		3353.5706937114		0.335		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.335

		1367		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		592.282281541		R6 (10245)		592.2822815411		12845.7501430873		1.285		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.395

		1368		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		300.170171214		R6 (10245)		300.1701712138		4182.8686835993		0.418		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.102

		1382		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		704.398952804		R6 (10245)		704.3989528039		14315.9359690354		1.432		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.739

		1286		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		517.284954316		R5 (10245)		517.2849543159		15167.7903269457		1.517		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		1.517

		1096		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		448.473526445		R4 (10245)		448.4735264453		8846.1838366944		0.885		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.885

		1097		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		725.986763964		R4 (10245)		725.9867639645		19071.1520150631		1.907		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		1.908

		1098		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		290.627751383		R4 (10245)		290.6277513828		4649.3854921723		0.465		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.465

		1108		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		615.473435813		R4 (10245)		615.4734358131		14250.2345417291		1.425		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.678

		1109		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1076.90486128		R4 (10245)		1076.904861281		38229.5231513007		3.823		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		1.783

		1049		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		547.71867436		R4 (10245)		547.7186743596		9393.0932454706		0.939		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.237

		1060		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		495.043445709		R4 (10245)		495.0434457092		9866.9026360483		0.987		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.987

		1066		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1036.02636568		R4 (10245)		1036.0263656755		32232.8919688995		3.223		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.803

		1071		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		715.202920238		R4 (10245)		715.2029202381		22951.2391652328		2.295		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		2.067

		1072		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		697.288251441		R4 (10245)		697.2882514408		21611.4878975143		2.161		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		2.162

		1073		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		395.375423533		R4 (10245)		395.3754235328		9638.5500517349		0.964		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.964

		1075		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		137.908183556		R4 (10245)		137.9081835556		1019.1345342906		0.102		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.102

		1076		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		108.306163269		R4 (10245)		108.3061632687		623.4880007666		0.062		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.062

		1079		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		539.583006229		R4 (10245)		539.5830062288		9472.3244961606		0.947		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.947

		1080		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		463.808631485		R4 (10245)		463.8086314845		11517.2564239427		1.152		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		1.152

		1084		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		248.662499662		R4 (10245)		248.6624996624		3825.2188270604		0.383		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.383

		1085		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		504.656502884		R4 (10245)		504.5944916599		8488.2775265317		0.849		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.849

		1086		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		953.95373106		R4 (10245)		953.9537310603		20879.7703572088		2.088		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		1.986

		1088		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		497.628780628		R4 (10245)		497.628780628		10249.4666607009		1.025		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		1.025

		1090		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		710.196324545		R4 (10245)		710.1963245449		17043.002991195		1.704		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.878

		1091		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		859.71065259		R4 (10245)		859.7106525904		19265.6772730062		1.927		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		1.927

		1037		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		685.974893262		R4 (10245)		685.9748932615		13943.0506034279		1.394		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.347

		1047		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		289.685453694		R4 (10245)		289.6854536939		3667.0517588214		0.367		Residential		0		19		Moira Street Pressure Sewer		50.429		242		186		121		0.367

		3995		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		229.325832177		R2 (10245)		229.3258321771		3274.4934367506		0.327		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.061

																								770.689		ROW		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		25.15

		3890		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		254.094015035		O2 (10245)		254.0940150349		3876.107673538		0.388		Open Space		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.388

		3895		R4		10245		R4 (10245)		Residential Fourth Density With Special Provisions (By-Law 10245)				R4		126.968897225		R4 (10245)		126.9688972248		967.2776446383		0.097		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.097

		3896		R4-30		10245		R4-30 (10245)		Residential Fourth Density With Special Provisions (By-Law 10245)				R4		122.377756947		R4 (10245)		122.3777569469		878.0770652872		0.088		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.088

		3897		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		294.302921155		R2 (10245)		294.3029211555		3504.0349516095		0.35		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.351

		3733		R4-42		10245		R4-42 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		240.891153835		R4 (10245)		240.8911538353		3335.4939079792		0.334		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.334

		3734		R4-46		10245		R4-46 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		270.806851311		R4 (10245)		270.8068513107		4302.1993494219		0.43		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.43

		3735		R5-5		10245		R5-5 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		192.605992991		R5 (10245)		192.6059929913		2316.7542218909		0.232		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.232

		3738		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		171.492231755		M1 (10245)		171.4922317549		892.1833868944		0.089		Industrial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.089

		3750		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		256.932494577		CF (10245)		256.9324945771		3511.7423023999		0.351		Institutional		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.351

		897		R2-18		10245		R2-18 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		264.828989662		R2 (10245)		264.828989662		3995.0692073543		0.4		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.4

		919		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		960.613160296		R2 (10245)		960.6131602964		23101.3447622457		2.31		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		2.311

		922		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1311.92292883		R2 (10245)		1311.9229288285		48891.0518176178		4.889		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		4.891

		924		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1123.7426943		R2 (10245)		1123.7426943048		39013.8264840839		3.901		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		2.154

		928		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		573.627849151		R2 (10245)		573.6278491507		19474.0432447892		1.947		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		1.948

		930		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		424.929213966		R2 (10245)		424.9292139655		9599.6984100194		0.96		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.785

		931		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		436.555169062		R2 (10245)		436.5551690618		8804.3653529971		0.88		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.881

		933		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		676.323283702		R2 (10245)		676.3232837024		12211.5896262249		1.221		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		1.222

		934		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		450.78799321		R2 (10245)		450.7879932096		11774.9481153065		1.177		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.655

		941		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		598.9547075		R2 (10245)		598.9547074995		9735.0798076073		0.974		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.974

		947		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		355.525596605		R2 (10245)		355.5255966051		5520.25862035		0.552		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.552

		885		R2-14		10245		R2-14 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		103.758427878		R2 (10245)		103.7584278779		561.4913973544		0.056		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.056

		678		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		161.709015921		R2 (10245)		161.7090159207		849.9240101306		0.085		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.085

		681		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		412.42800623		R2 (10245)		412.4280062296		5120.1288805949		0.512		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.512

		682		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		312.518715175		R2 (10245)		312.5187151753		4995.28845403		0.5		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.5

		683		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		141.258274278		R2 (10245)		141.2582742777		1244.5730982143		0.124		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.124

		684		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		500.008816565		R2 (10245)		500.0088165646		14034.4879026385		1.403		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		1.404

		687		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		290.042999129		R2 (10245)		290.0429991295		4042.0279402445		0.404		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.404

		688		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		727.329071021		R2 (10245)		727.3290710211		19056.7380111423		1.906		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		1.906

		692		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		374.080418874		R2 (10245)		374.0804188742		6195.5780624288		0.62		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.62

		693		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		275.306114721		R2 (10245)		275.3061147214		4201.7590458998		0.42		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.42

		694		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		120.912389815		R2 (10245)		120.9123898154		666.8728937892		0.067		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.067

		695		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		331.241027564		R2 (10245)		331.2410275644		5499.1536249885		0.55		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.55

		700		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		138.39003711		R2 (10245)		138.3900371099		1113.1761336321		0.111		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.111

		615		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		1165.29691767		O2 (10245)		1165.2969176707		32188.1573628845		3.219		Open Space		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		3.218

		563		NH-4		10245		NH-4 (10245)		Nursing Home With Special Provisions (By-Law 10245)				NH		282.021875731		NH (10245)		282.0218757311		4926.3734656808		0.493		Institutional		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.493

		570		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		491.565368815		O1 (10245)		491.5653688151		13321.046258708		1.332		Open Space		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		1.333

		590		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		221.289108138		O2 (10245)		221.2891081375		3037.383478859		0.304		Open Space		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.304

		612		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		2389.10644619		O2 (10245)		2389.106446193		72983.9341726786		7.298		Open Space		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		5.781

		505		R5-35		10245		R5-35 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		448.192491345		R5 (10245)		448.1924913451		12448.2252096598		1.245		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		1.245

		507		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		767.630285108		M2 (10245)		767.6302851084		26564.1829516292		2.656		Industrial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		2.657

		514		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		319.19106255		M2 (10245)		319.1910625505		5856.3064592868		0.586		Industrial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.341

		515		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		454.752176178		M2 (10245)		454.7521761781		11125.5393816501		1.113		Industrial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.628

		516		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		687.624574955		M2 (10245)		687.6245749547		16790.4591183807		1.679		Industrial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		1.555

		517		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		880.319102016		M2 (10245)		880.3191020163		24812.9393554799		2.481		Industrial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		2.482

		432		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		183.512982703		M1 (10245)		183.512982703		2055.1373723821		0.206		Industrial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.206

		433		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		482.908003202		M1 (10245)		482.9080032022		13939.8482266124		1.394		Industrial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		1.166

		435		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		943.361337521		M1 (10245)		943.3613375212		31766.9769150776		3.177		Industrial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		3.178

		319		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		165.346931779		CF (10245)		165.3469317793		1533.333299242		0.153		Institutional		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.153

		325		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		626.732022459		CF (10245)		626.7320224587		21948.0216995548		2.195		Institutional		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		2.195

		342		CF-10		10245		CF-10 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1044.63548614		CF (10245)		1044.6354861444		58859.3451670549		5.886		Institutional		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.001

		251		C6-1		10245		C6-1 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)				C6		605.767494956		C6 (10245)		605.7674949557		7596.1243589971		0.76		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.76

		252		C6-6		10245		C6-6 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)				C6		89.045474679		C6 (10245)		89.045474679		414.4803723515		0.041		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.041

		253		C6-1		10245		C6-1 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)				C6		171.513337612		C6 (10245)		171.5133376122		1176.0961573815		0.118		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.118

		254		C6-1		10245		C6-1 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)				C6		385.895070971		C6 (10245)		385.8950709709		7374.9581716165		0.737		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.161

		255		C6-3		10245		C6-3 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)				C6		115.659734663		C6 (10245)		115.6597346628		749.8270322784		0.075		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.075

		291		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		314.391499872		CF (10245)		314.3914998723		4399.3960519738		0.44		Institutional		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.44

		295		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		428.544917814		CF (10245)		428.5449178138		9569.7180968821		0.957		Institutional		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.957

		296		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		188.977546287		CF (10245)		188.9775462871		1510.506874284		0.151		Institutional		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.151

		197		C3-28		10245		C3-28 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		108.897061668		C3 (10245)		108.8970616683		718.4203610636		0.072		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.072

		228		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		185.134781947		C5 (10245)		185.1347819467		1610.8714009191		0.161		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.161

		242		C5-2		10245		C5-2 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		225.042899247		C5 (10245)		225.0428992474		2797.7252402473		0.28		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.28

		243		C5-3		10245		C5-3 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		235.233032824		C5 (10245)		235.2330328238		2658.332706924		0.266		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.266

		245		C5-5		10245		C5-5 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		167.031553969		C5 (10245)		167.0315539688		1737.6881433224		0.174		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.174

		247		C5-8		10245		C5-8 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		244.349761387		C5 (10245)		244.3497613866		3157.9348290002		0.316		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.316

		249		C6-1		10245		C6-1 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)				C6		127.671751824		C6 (10245)		127.6717518243		986.9753913362		0.099		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.099

		127		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		349.757824185		C3 (10245)		349.7578241848		5385.2911350492		0.539		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.409

		128		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		321.492980972		C3 (10245)		321.4929809721		6135.6222555446		0.614		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.614

		175		C3-1		10245		C3-1 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		232.011951471		C3 (10245)		232.0119514709		3282.7597078426		0.328		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.328

		176		C3-1		10245		C3-1 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		276.647859022		C3 (10245)		276.647859022		2629.8768448038		0.263		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.263

		177		C3-1		10245		C3-1 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		161.705763587		C3 (10245)		161.7057635871		1059.8481952237		0.106		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.106

		180		C3-11		10245		C3-11 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		165.201716753		C3 (10245)		165.2017167526		1692.9228335276		0.169		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.169

		74		C2-13		10245		C2-13 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		336.527814934		C2 (10245)		336.527814934		6084.8099822427		0.608		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.609

		82		C2-22		10245		C2-22 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		175.669164085		C2 (10245)		175.6691640848		1958.3333900254		0.196		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.196

		83		C2-42		10245		C2-42 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		285.097973326		C2 (10245)		285.0979733256		3505.1529845477		0.351		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.351

		125		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		564.16287838		C3 (10245)		564.1628783796		19150.4434521602		1.915		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		1.916

		13		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		81.3267279777		C1 (10245)		81.3267279777		298.2115652561		0.03		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.03

		14		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		75.7974904961		C1 (10245)		75.7974904961		354.9310337024		0.035		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.036

		16		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		86.0421723931		C1 (10245)		86.0421723931		435.276132416		0.044		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.044

		18		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		85.102769246		C1 (10245)		85.102769246		399.7901496435		0.04		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.04

		3644		R6-30		10245		R6-30 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		121.73924635		R6 (10245)		121.7392463504		923.5707623042		0.092		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.092

		3692		C6-4		10245		C6-4 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)				C6		84.9644975593		C6 (10245)		84.9644975593		427.6080465675		0.043		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.043

		3605		R2-24		10245		R2-24 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		131.811612712		R2 (10245)		131.8116127117		1000.7652228794		0.1		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.1

		3606		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		246.427357919		R2 (10245)		246.4273579192		2729.9512026442		0.273		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.273

		3631		C5-12		10245		C5-12 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		150.953385071		C5 (10245)		150.953385071		1420.8263625254		0.142		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.142

		1391		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		239.127909763		R6 (10245)		239.1279097633		3136.0335070749		0.314		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.233

		1438		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		558.617790119		R7 (10245)		558.6177901186		14640.617005975		1.464		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		1.465

		1446		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		280.501883679		R7 (10245)		280.5018836788		4187.212869903		0.419		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.419

		1342		C3-52		10245		C3-52 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		752.757973019		C3 (10245)		752.757973019		22091.1463625607		2.209		Commercial		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		2.21

		1348		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		95.2455636074		R6 (10245)		95.2455636074		522.2628019977		0.052		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.052

		1353		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		141.165847538		R6 (10245)		141.1658475375		1174.9855371502		0.117		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.118

		1359		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		126.051489426		R6 (10245)		126.0514894258		965.0768370559		0.097		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.097

		1369		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		82.0016167804		R6 (10245)		82.0016167804		366.0976770571		0.037		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.037

		1370		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		120.246136105		R6 (10245)		120.2461361046		903.5147120005		0.09		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.09

		1371		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		121.996348277		R6 (10245)		121.9963482768		898.3300989542		0.09		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.09

		1372		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		250.582797593		R6 (10245)		250.5827975929		3091.0191314223		0.309		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.309

		1373		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		117.507234322		R6 (10245)		117.5072343221		766.3143482836		0.077		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.077

		1311		R5-2		10245		R5-2 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		184.71270167		R5 (10245)		184.7127016699		1567.3821806151		0.157		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.157

		1318		R5-27		10245		R5-27 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		569.39937297		R5 (10245)		569.3993729703		15159.359911774		1.516		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.138

		1324		R5-5		10245		R5-5 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		158.292330555		R5 (10245)		158.2923305547		1558.0728450999		0.156		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.156

		1219		R4-1		10245		R4-1 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		80.3645576999		R4 (10245)		80.3645576999		340.601460083		0.034		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.034

		1221		R4-11		10245		R4-11 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		122.134633486		R4 (10245)		122.1346334863		748.9330737126		0.075		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.075

		1225		R4-15		10245		R4-15 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		145.67262029		R4 (10245)		145.6726202904		1143.7596959329		0.114		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.114

		1231		R4-2		10245		R4-2 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		79.8870443884		R4 (10245)		79.8870443884		335.469450728		0.034		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.034

		1234		R4-24		10245		R4-24 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		106.062571573		R4 (10245)		106.062571573		578.9422062663		0.058		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.058

		1243		R4-3		10245		R4-3 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		79.6937433349		R4 (10245)		79.6937433349		334.2644225815		0.033		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.033

		1251		R4-31		10245		R4-31 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		114.496683598		R4 (10245)		114.4966835978		724.655364069		0.072		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.072

		1266		R4-4		10245		R4-4 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		110.589122365		R4 (10245)		110.5891223646		489.195837468		0.049		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.049

		1161		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		533.419850214		R4 (10245)		533.4198502139		14859.925209323		1.486		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.119

		1107		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		172.608396093		R4 (10245)		172.6083960929		1403.8690311092		0.14		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.14

		1112		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		726.288633852		R4 (10245)		726.2886338519		22986.582451314		2.299		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		1.155

		1114		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		724.183960334		R4 (10245)		724.1839603337		21897.2774195805		2.19		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		2.19

		1124		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		670.365210153		R4 (10245)		670.3652101535		11104.1204375029		1.11		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		1.111

		1128		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		393.829102501		R4 (10245)		393.8291025013		9423.6182072889		0.942		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.463

		1129		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		388.16533949		R4 (10245)		388.1653394901		9161.4255217198		0.916		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.916

		1134		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1006.99257907		R4 (10245)		1006.9925790673		26355.6201254601		2.636		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		2.636

		1135		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		717.767499896		R4 (10245)		717.767499896		9364.6828803427		0.936		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.937

		1139		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		159.918931776		R4 (10245)		159.918931776		1595.1735727821		0.16		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.103

		1057		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		560.049298594		R4 (10245)		560.0492985941		11935.0944889297		1.194		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.5

		1058		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		115.18156656		R4 (10245)		115.18156656		698.3734665785		0.07		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.07

		1062		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		489.31502516		R4 (10245)		489.3150251599		13189.0770406316		1.319		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		1.319

		1064		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		459.622537607		R4 (10245)		459.6225376075		10658.2667995033		1.066		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		1.066

		1069		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		247.096410091		R4 (10245)		247.0964100905		2518.3876081356		0.252		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.252

		1081		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		407.770833239		R4 (10245)		407.7708332388		9838.81191847		0.984		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.49

		1082		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		411.517744156		R4 (10245)		411.5177441556		9740.3285472735		0.974		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.974

		1083		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		384.207113475		R4 (10245)		384.2071134751		8291.3746545869		0.829		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.829

		1087		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		292.97295353		R4 (10245)		292.9729535298		3098.7857378536		0.31		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		0.31

		1038		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1030.33624685		R4 (10245)		1030.3362468529		24324.4832448778		2.432		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		1.116

		1041		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1131.7120174		R4 (10245)		1131.712017398		30761.3680579821		3.076		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		3.077

		1044		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		990.010007635		R4 (10245)		990.0100076355		26740.0050250566		2.674		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		2.675

		1045		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		758.133167656		R4 (10245)		758.1331676563		14182.0808868917		1.418		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		1.419

		951		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1167.20153735		R2 (10245)		1167.201537353		47283.4419584144		4.728		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		3.962

		952		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		996.582989368		R2 (10245)		996.5829893677		34705.116798233		3.471		Residential		0		20		Newberry Street Trunk Sewer		123.453		36		102		26		1.677

																								630.481		ROW		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		52.208

		3918		CH-31/MS		2076-80		CH-31/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		643.38047766		CH (2076-80)		643.3804776597		25789.4870139396		2.579		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.58

		3938		CH-28/MS-H		2076-80		CH-28/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1231.8141595		CH (2076-80)		1231.8141594975		89044.7725287968		8.904		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		8.907

		3991		CH-28/MS-H		2076-80		CH-28/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1240.27872948		CH (2076-80)		1240.2787294828		96097.992606551		9.61		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		9.612

		3714		C7-2-h		10245		C7-2-h (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		144.994709385		C7 (10245)		144.9947093853		1313.6487687827		0.131		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.131

		3786		CH-9/MS		2076-80		CH-9/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		474.259361228		CH (2076-80)		474.259361228		14041.827740965		1.404		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.405

		892		R2-16		10245		R2-16 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		152.35068155		R2 (10245)		152.3506815501		1441.7903573335		0.144		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.144

		893		R2-16		10245		R2-16 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		149.551312038		R2 (10245)		149.5513120381		1425.2914637019		0.143		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.143

		894		R2-17		10245		R2-17 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		204.094559486		R2 (10245)		204.0945594865		2108.934982662		0.211		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.211

		895		R2-17		10245		R2-17 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		107.170403627		R2 (10245)		107.1704036274		664.6287528232		0.066		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.066

		896		R2-17		10245		R2-17 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		182.839450451		R2 (10245)		182.8394504513		1917.4224450285		0.192		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.192

		839		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		628.144780334		R2 (10245)		628.1447803338		23851.4619527752		2.385		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.489

		840		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		328.186954826		R2 (10245)		328.1869548261		6013.4976973733		0.601		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.602

		841		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		438.196425678		R2 (10245)		438.1964256784		10215.3938131715		1.022		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.022

		842		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		851.188577253		R2 (10245)		851.1885772529		25480.6112291542		2.548		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.126

		844		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		772.134747604		R2 (10245)		772.1347476038		16749.7991656293		1.675		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.683

		846		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		510.475740785		R2 (10245)		510.4757407854		12453.3953039321		1.245		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.246

		849		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1492.89086152		R2 (10245)		1492.8908615201		45174.8572088652		4.517		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		3.148

		855		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		362.953243566		R2 (10245)		362.9532435655		7604.6855799564		0.76		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.761

		859		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1023.09287805		R2 (10245)		1023.092878046		19841.3263815694		1.984		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.985

		860		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		570.134916792		R2 (10245)		570.1349167924		8547.3752576854		0.855		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.855

		861		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		619.109566362		R2 (10245)		619.1095663621		19726.5599560472		1.973		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.973

		863		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		336.09553184		R2 (10245)		336.0955318403		6740.3661142928		0.674		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.674

		864		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2048.16392657		R2 (10245)		2048.1639265653		41379.7613977622		4.138		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.202

		865		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		860.045080951		R2 (10245)		860.0450809509		15265.0937850943		1.527		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.527

		866		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		505.964705132		R2 (10245)		505.9647051321		6323.3446159953		0.632		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.633

		879		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		765.657309881		R2 (10245)		765.6573098806		13552.3166933631		1.355		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.356

		788		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		525.166267513		R2 (10245)		525.1662675131		12652.3696911369		1.265		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.266

		801		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1396.17397704		R2 (10245)		1396.1739770399		47472.913313735		4.747		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		4.749

		806		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2394.08841594		R2 (10245)		2394.0884159395		74835.498940258		7.484		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		3.128

		830		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		663.699555897		R2 (10245)		663.6995558969		21693.8066843035		2.169		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.246

		834		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		703.72607768		R2 (10245)		703.7260776799		15741.5484021076		1.574		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.257

		753		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1102.47933709		R2 (10245)		1102.47933709		36128.6946032928		3.613		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.167

		755		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1030.80181176		R2 (10245)		1030.8018117605		32582.9298013942		3.258		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.092

		760		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		465.571980532		R2 (10245)		465.571980532		10902.7042131493		1.09		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.722

		769		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		553.328751512		R2 (10245)		553.3287515116		15132.3363110676		1.513		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.775

		776		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		519.776677427		R2 (10245)		519.7766774271		15257.919753835		1.526		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.526

		626		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		1429.70423807		O3 (10245)		1429.7042380675		14180.2032355471		1.418		Open Space		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.418

		627		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		2300.20308235		O3 (10245)		2300.2030823526		25057.3853313362		2.506		Open Space		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.506

		628		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		952.292346705		O3 (10245)		952.2923467052		8292.867419355		0.829		Open Space		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.83

		584		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		794.013896498		O1 (10245)		794.0138964978		20515.9158332462		2.052		Open Space		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.052

		601		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		3198.09236138		O2 (10245)		3198.0923613824		152320.77940102		15.232		Open Space		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		8.487

		604		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		1839.38832242		O2 (10245)		1839.3883224205		160949.097484127		16.095		Open Space		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		14.335

		497		M1-8		10245		M1-8 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		205.122475713		M1 (10245)		205.1224757125		2489.6442171819		0.249		Industrial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.249

		537		M2-3		10245		M2-3 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		641.900751933		M2 (10245)		641.9007519332		23287.5971981132		2.329		Industrial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.329

		538		M2-4		10245		M2-4 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		541.793313325		M2 (10245)		541.7933133252		17353.4006299654		1.735		Industrial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.736

		547		M4-1		10245		M4-1 (10245)		Industrial Mall With Special Provisions (By-Law 10245)				M4		1059.670921		M4 (10245)		1059.6709210045		44571.4028637061		4.457		Industrial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		4.458

		464		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		1360.36769682		M1 (10245)		1360.3676968225		43073.4080530352		4.307		Industrial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		4.309

		481		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		561.152634018		M1 (10245)		561.152634018		18682.1857867076		1.868		Industrial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.869

		482		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		433.024390893		M1 (10245)		433.0243908933		10913.254690447		1.091		Industrial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.092

		483		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		202.345648672		M1 (10245)		202.3456486723		2432.1388742316		0.243		Industrial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.243

		484		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		533.990723986		M1 (10245)		533.9907239857		17589.7590815051		1.759		Industrial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.759

		485		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		1230.54196275		M1 (10245)		1230.5419627545		77175.2668864199		7.718		Industrial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		7.72

		493		M1-4		10245		M1-4 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		571.887436671		M1 (10245)		571.8874366707		17314.6203593038		1.731		Industrial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.732

		495		M1-6		10245		M1-6 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		430.135080399		M1 (10245)		430.1350803991		11369.806112102		1.137		Industrial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.137

		496		M1-7		10245		M1-7 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		358.636062384		M1 (10245)		358.636062384		6811.7376634429		0.681		Industrial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.681

		374		CH-32/MS		2076-80		CH-32/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		516.544459573		CH (2076-80)		516.5444595728		14107.7268402396		1.411		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.411

		375		CH-9/MS		2076-80		CH-9/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		916.790195786		CH (2076-80)		916.7901957855		51560.5676154486		5.156		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		5.157

		376		CH-29/MS-H		2076-80		CH-29/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		637.730361726		CH (2076-80)		637.7303617256		24814.7189473562		2.481		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.482

		381		CR-6/MS		2076-80		CR-6/MS (2076-80)		Commercial Recreation With Special Provisions (By-Law 2076-80)				CR		577.879977083		CR (2076-80)		577.8799770825		19175.0099287824		1.918		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.918

		405		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		618.985170574		E (10245)		618.9851705735		5847.1532780486		0.585		Open Space		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.203

		412		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		831.244113937		E (10245)		831.2441139374		8348.8986675815		0.835		Open Space		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.783

		336		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		680.324667327		CF (10245)		680.324667327		25053.5392897194		2.505		Institutional		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.506

		338		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		716.838004162		CF (10245)		716.8380041618		25832.4107437957		2.583		Institutional		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.584

		339		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		441.564982866		CF (10245)		441.5649828661		11901.038658183		1.19		Institutional		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.19

		355		CH		2076-80		CH (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		1217.11529904		CH (2076-80)		1217.1152990447		84342.0289816122		8.434		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		8.436

		362		CH-24		2076-80		CH-24 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		462.839999364		CH (2076-80)		462.8399993636		11849.4677582234		1.185		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.185

		363		CH-28/MS-H		2076-80		CH-28/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		2260.80954359		CH (2076-80)		2260.8095435893		242286.169749466		24.229		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		24.234

		364		CH-28/MS-H		2076-80		CH-28/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		2148.01548096		CH (2076-80)		2148.0154809557		241508.207791085		24.151		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		24.141

		366		CH-8/MS		2076-80		CH-8/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		668.296813754		CH (2076-80)		668.2968137545		27545.3530003406		2.755		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.755

		272		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		168.908747131		C7 (10245)		168.9087471305		1679.5242598403		0.168		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.168

		273		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		163.326448647		C7 (10245)		163.326448647		1694.2850259226		0.169		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.169

		274		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		245.436697623		C7 (10245)		245.4366976228		3825.5625742416		0.383		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.383

		275		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		248.245998459		C7 (10245)		248.2459984587		2585.0283130449		0.259		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.259

		194		C3-24		10245		C3-24 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		621.499583592		C3 (10245)		621.4995835922		22965.9271746619		2.297		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.297

		196		C3-27		10245		C3-27 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		1030.21127323		C3 (10245)		1030.211273229		60942.6497288288		6.094		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		6.096

		199		C3-3		10245		C3-3 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		763.10662113		C3 (10245)		763.1066211304		29557.0955625461		2.956		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.957

		201		C3-32		10245		C3-32 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		194.220369112		C3 (10245)		194.220369112		2314.5017553741		0.231		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.232

		202		C3-33		10245		C3-33 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		564.494320013		C3 (10245)		564.4943200133		20952.8741126949		2.095		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.096

		203		C3-35		10245		C3-35 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		653.796501184		C3 (10245)		653.7965011836		24185.0040464389		2.419		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.419

		204		C3-36		10245		C3-36 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		232.483801147		C3 (10245)		232.4838011473		2894.2820534081		0.289		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.29

		210		C3-41		10245		C3-41 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		253.523682253		C3 (10245)		253.5236822525		3782.7412939113		0.378		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.378

		214		C3-45		10245		C3-45 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		879.800660087		C3 (10245)		879.8006600866		47214.0568129127		4.721		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		4.723

		220		C3-7		10245		C3-7 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		124.691020191		C3 (10245)		124.6910201905		969.0630652962		0.097		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.097

		222		C3-9		10245		C3-9 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		267.667990701		C3 (10245)		267.6679907011		4031.3522286116		0.403		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.403

		223		C4-1		10245		C4-1 (10245)		Shopping Centre Commercial With Special Provisions (By-Law 10245)				C4		612.343208632		C4 (10245)		612.3432086316		23060.8428399663		2.306		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.307

		224		C4-3		10245		C4-3 (10245)		Shopping Centre Commercial With Special Provisions (By-Law 10245)				C4		826.065181938		C4 (10245)		826.0651819384		36566.9680704997		3.657		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		3.658

		225		C4-4		10245		C4-4 (10245)		Shopping Centre Commercial With Special Provisions (By-Law 10245)				C4		710.340011615		C4 (10245)		710.3400116155		30947.0399508774		3.095		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		3.096

		226		C4-5		10245		C4-5 (10245)		Shopping Centre Commercial With Special Provisions (By-Law 10245)				C4		2144.57434895		C4 (10245)		2144.5743489491		208052.915437455		20.805		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		20.811

		159		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		269.276141363		C3 (10245)		269.2761413633		3379.1130949008		0.338		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.232

		160		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		128.167981973		C3 (10245)		128.1679819734		1011.970971124		0.101		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.101

		161		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		377.801464113		C3 (10245)		377.8014641128		4506.5130165341		0.451		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.451

		162		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		549.688965823		C3 (10245)		549.6889658227		9808.309256375		0.981		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.92

		163		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		667.110387619		C3 (10245)		667.1103876186		21090.2830193218		2.109		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.11

		164		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		569.746132272		C3 (10245)		569.7461322721		12632.1245396207		1.263		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.264

		165		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		599.586061181		C3 (10245)		599.5860611814		22967.6368836605		2.297		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.297

		166		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		394.508584539		C3 (10245)		394.5085845388		7659.5048460312		0.766		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.766

		167		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		334.215288871		C3 (10245)		334.2152888707		5886.1343095391		0.589		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.589

		168		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		1261.77649816		C3 (10245)		1261.7764981617		52331.2405167072		5.233		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		5.235

		170		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		444.418854507		C3 (10245)		444.4188545071		7377.2101176652		0.738		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.738

		171		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		1223.92206831		C3 (10245)		1223.9220683086		84954.907821933		8.495		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		8.498

		172		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		930.681970877		C3 (10245)		930.6819708768		27642.2048733316		2.764		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.765

		181		C3-12		10245		C3-12 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		210.370430065		C3 (10245)		210.3704300652		2029.465504384		0.203		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.203

		182		C3-12		10245		C3-12 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		323.29970044		C3 (10245)		323.2997004404		3654.5300347811		0.365		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.366

		24		C1-4		10245		C1-4 (10245)		Local Commercial With Special Provsions (By-Law 10245)				C1		251.484764924		C1 (10245)		251.4847649245		2391.3818260198		0.239		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.239

		3649		UH		2076-80		UH (2076-80)		Urban HoldIng (By-Law 2076-80)				UH		145.365014767		UH (2076-80)		145.3650147674		1235.0634398353		0.124		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.124

		3650		CH-9/MS		2076-80		CH-9/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		440.373480266		CH (2076-80)		440.3734802659		10181.9122519293		1.018		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.017

		3661		CH-28/MS		2076-80		CH-28/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		1125.47911298		CH (2076-80)		1125.4791129788		62535.9757977678		6.254		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		6.245

		3674		R6-31		10245		R6-31 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		197.471454046		R6 (10245)		197.4714540462		1306.2140791313		0.131		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.131

		3562		CH-9/MS		2076-80		CH-9/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		571.131516416		CH (2076-80)		571.1315164159		19368.9191810125		1.937		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.936

		3563		CH-9/MS		2076-80		CH-9/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		612.996986197		CH (2076-80)		612.9969861967		22513.6120057438		2.251		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.252

		3571		CH-26/MS		2076-80		CH-26/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		3061.12461856		CH (2076-80)		3061.1246185618		330023.3451059		33.002		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		32.995

		3572		CH-29/MS-H		2076-80		CH-29/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1053.59069098		CH (2076-80)		1053.5906909826		69773.268293265		6.977		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		6.979

		3575		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		1191.8609314		O2 (10245)		1191.8609314043		33050.2094107396		3.305		Open Space		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		3.306

		3587		CH-28/MS		2076-80		CH-28/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		1487.80569467		CH (2076-80)		1487.8056946736		123286.742127101		12.329		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		12.332

		3588		CH-25/MS-H		2076-80		CH-25/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1544.37651476		CH (2076-80)		1544.3765147584		108878.897098305		10.888		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		10.891

		3589		CH-25/MS-H		2076-80		CH-25/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1175.15182078		CH (2076-80)		1175.1518207796		76923.5380878238		7.692		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		7.694

		3610		M1-12		10245		M1-12 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		762.536710402		M1 (10245)		762.5367104016		28650.2361083111		2.865		Industrial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.866

		3611		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		1095.40436515		M1 (10245)		1095.4043651473		35536.679688897		3.554		Industrial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		3.555

		3612		C3-h		10245		C3-h (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		259.257264248		C3 (10245)		259.2572642483		3854.52677922		0.385		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.386

		3613		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		487.900559142		O1 (10245)		487.9005591422		2710.6369682183		0.271		Open Space		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.271

		3633		CH-26/MS		2076-80		CH-26/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		554.96006278		CH (2076-80)		554.9600627796		17297.8104010761		1.73		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.73

		3634		CH-29/MS-H		2076-80		CH-29/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1441.11313561		CH (2076-80)		1441.1131356074		103374.406842361		10.337		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		10.34

		3525		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		829.43843406		C3 (10245)		829.4384340597		22552.8949006288		2.255		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		2.256

		3526		C3-50		10245		C3-50 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		479.290714635		C3 (10245)		479.290714635		9504.7904259507		0.95		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.951

		3557		CH-25/MS		2076-80		CH-25/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		502.112609125		CH (2076-80)		502.1126091249		14151.0943253768		1.415		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.415

		1519		CH-30/MS		2076-80		CH-30/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		666.993403286		CH (2076-80)		666.9934032862		16932.7733897767		1.693		Commercial		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.694

		1521		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		1312.38756222		UH (2076-80)		1312.3875622184		102864.507918736		10.286		Open Space		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.272

		1455		R7-4		10245		R7-4 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		410.241353168		R7 (10245)		410.2413531679		5987.4818470988		0.599		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.599

		1474		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		883.61776435		RH (10245)		883.6177643504		32101.718443786		3.21		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		3.211

		1477		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		114.903496174		RH (10245)		114.9034961737		789.717073756		0.079		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.079

		1413		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		603.073074234		R6 (10245)		603.0730742338		19205.339934523		1.921		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.921

		1414		R5-36		10245		R5-36 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		566.368332233		R5 (10245)		566.3683322325		16072.0498707337		1.607		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.608

		1416		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		369.10706174		R6 (10245)		369.1070617397		7554.2106654374		0.755		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.756

		1417		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		536.3874515		R6 (10245)		536.3874515		13909.5892265284		1.391		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.391

		1427		R6-2		10245		R6-2 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		245.425501961		R6 (10245)		245.4255019615		2310.6755373357		0.231		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.231

		1432		R6-3		10245		R6-3 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		457.472534989		R6 (10245)		457.4725349886		8877.3576303971		0.888		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.888

		1294		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		434.472087947		R5 (10245)		434.4720879474		11099.6999399647		1.11		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.11

		1296		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		208.989070393		R5 (10245)		208.9890703929		2348.1551417736		0.235		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.235

		1297		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		403.170054653		R5 (10245)		403.1700546533		10154.6520249024		1.015		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.016

		1298		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		254.276101372		R5 (10245)		254.276101372		2975.9975857297		0.298		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.298

		1299		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		549.768560394		R5 (10245)		549.7685603943		16037.8773136072		1.604		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.604

		1309		R5-18		10245		R5-18 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		549.63332689		R5 (10245)		549.6333268899		15546.4812291365		1.555		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		1.555

		1211		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		112.020089712		R4 (10245)		112.0200897125		806.8033717308		0.081		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.081

		1242		R4-29		10245		R4-29 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		473.430672083		R4 (10245)		473.4306720833		6099.6148911569		0.61		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.61

		1256		R4-34		10245		R4-34 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		231.383982624		R4 (10245)		231.3839826242		3277.0792576948		0.328		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.328

		1257		R4-34		10245		R4-34 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		317.039046621		R4 (10245)		317.0390466214		4194.1661842268		0.419		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.418

		1258		R4-34		10245		R4-34 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		313.666792976		R4 (10245)		313.6667929756		4137.2345574391		0.414		Residential		0		21		Tracy Street Trunk Sewer		463.206		102		0		255		0.414

																								770.689		ROW		0		22		University Avenue Trunk Sewer		204.32		255		0		68		11.805

		3788		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		434.145044885		R4 (10245)		434.145044885		7191.8125961675		0.719		Residential		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.719

		3789		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		558.371137454		R4 (10245)		558.371137454		7511.4988084585		0.751		Residential		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.751

		875		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		716.411616724		R2 (10245)		716.4116167239		16013.9609259892		1.601		Residential		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.449

		876		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		754.136929146		R2 (10245)		754.136929146		22699.1229348558		2.27		Residential		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.931

		877		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		660.751297157		R2 (10245)		660.7512971568		14240.3394234951		1.424		Residential		0		22		University Avenue Trunk Sewer		204.32		255		0		68		1.151

		878		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		427.348560337		R2 (10245)		427.3485603369		6528.8844737019		0.653		Residential		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.653

		880		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		313.077944464		R2 (10245)		313.077944464		5385.588500819		0.539		Residential		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.539

		630		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		659.271924885		O3 (10245)		659.2719248853		10183.4299781164		1.018		Open Space		0		22		University Avenue Trunk Sewer		204.32		255		0		68		1.019

		631		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		1089.89666863		O3 (10245)		1089.8966686333		48680.5953637386		4.868		Open Space		0		22		University Avenue Trunk Sewer		204.32		255		0		68		4.869

		632		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		3249.1595642		O3 (10245)		3249.1595641956		113294.453147311		11.329		Open Space		0		22		University Avenue Trunk Sewer		204.32		255		0		68		5.434

		633		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		759.197205958		O3 (10245)		759.1972059579		28730.5923154937		2.873		Open Space		0		22		University Avenue Trunk Sewer		204.32		255		0		68		2.874

		634		O3-1		10245		O3-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O3		425.029794031		O3 (10245)		425.0297940308		6062.9631605615		0.606		Open Space		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.606

		550		M4-2		10245		M4-2 (10245)		Industrial Mall With Special Provisions (By-Law 10245)				M4		379.906932369		M4 (10245)		379.9069323692		7781.7614184172		0.778		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.778

		551		MCP		10245		MCP (10245)		Prestige Industrial Commercial With Special Provisions (By-Law 10245)				MCP		1963.92600205		MCP (10245)		1963.926002048		183321.089445721		18.332		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		18.337

		552		MCP-1		10245		MCP-1 (10245)		Prestige Industrial Commercial With Special Provisions (By-Law 10245)				MCP		1531.91261231		MCP (10245)		1531.9126123072		90450.128050325		9.045		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		9.048

		603		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		897.362466127		O2 (10245)		897.3624661274		11583.7101015207		1.158		Open Space		0		22		University Avenue Trunk Sewer		204.32		255		0		68		1.158

		535		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		603.558855203		M2 (10245)		603.5588552026		6653.0552881837		0.665		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.665

		536		M2-2		10245		M2-2 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		350.063001426		M2 (10245)		350.0630014264		7173.7979571607		0.717		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.718

		548		M4-2		10245		M4-2 (10245)		Industrial Mall With Special Provisions (By-Law 10245)				M4		461.026046987		M4 (10245)		461.0260469873		12823.2270283663		1.282		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		1.283

		549		M4-2		10245		M4-2 (10245)		Industrial Mall With Special Provisions (By-Law 10245)				M4		763.083538527		M4 (10245)		763.0835385267		33239.8694074162		3.324		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		3.325

		470		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		213.403794016		M1 (10245)		213.4037940156		2607.3696380581		0.261		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.261

		471		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		213.34100515		M1 (10245)		213.3410051504		2818.3902402508		0.282		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.282

		472		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		210.2730232		M1 (10245)		210.2730232001		2603.3545257269		0.26		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.26

		478		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		1598.67149756		M2 (10245)		1598.6714975606		162073.265994394		16.207		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		16.212

		479		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		1596.23619587		M2 (10245)		1596.236195872		110432.971407526		11.043		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		3.845

		486		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		200.73096811		M1 (10245)		200.7309681096		2474.7264162661		0.247		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.248

		487		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		335.462778731		M1 (10245)		335.462778731		4829.0795349023		0.483		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.483

		488		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		937.042391232		M1 (10245)		937.0423912319		49974.4500034708		4.997		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		4.999

		489		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		572.907232366		M1 (10245)		572.9072323657		14345.509745063		1.435		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		1.435

		490		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		1126.16221083		M1 (10245)		1126.162210835		69605.7224710028		6.961		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		6.963

		491		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		1453.5812635		M1 (10245)		1453.5812635029		122406.999931314		12.241		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		12.167

		492		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		1369.36068447		M1 (10245)		1369.3606844696		109799.811132096		10.98		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		10.983

		418		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		769.364879317		M2 (10245)		769.3648793172		9489.9093403839		0.949		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.949

		419		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		6125.55368155		E (10245)		6125.5536815528		574451.177128947		57.445		Open Space		0		22		University Avenue Trunk Sewer		204.32		255		0		68		1.358

		348		CF-7		10245		CF-7 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		915.976386518		CF (10245)		915.9763865178		49369.0681182604		4.937		Institutional		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.001

		349		CF-7		10245		CF-7 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		562.21916754		CF (10245)		562.2191675398		15926.3492069414		1.593		Institutional		0		22		University Avenue Trunk Sewer		204.32		255		0		68		1.593

		207		C3-39		10245		C3-39 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		667.287805531		C3 (10245)		667.2878055313		22560.0165414734		2.256		Commercial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		2.257

		216		C3-47		10245		C3-47 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		297.417799581		C3 (10245)		297.4177995811		5581.240852728		0.558		Commercial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.558

		3678		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		3364.5620491		M1 (10245)		3364.5620491049		699257.031254906		69.926		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		52.156

		3679		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		3840.63082434		O3 (10245)		3840.6308243428		43266.7189995087		4.327		Open Space		0		22		University Avenue Trunk Sewer		204.32		255		0		68		1.182

		3684		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		1531.92379058		M2 (10245)		1531.9237905772		105372.670413861		10.537		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		10.54

		3539		MCP-2		10245		MCP-2 (10245)		Prestige Industrial Commercial With Special Provisions (By-Law 10245)				MCP		892.611320021		MCP (10245)		892.6113200214		33553.4249553981		3.355		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		3.356

		3540		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		292.160118695		RH (10245)		292.1601186951		4473.7015752227		0.447		Residential		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.447

		1667		MCP-4		10245		MCP-4 (10245)		Prestige Industrial Commercial With Special Provisions (By-Law 10245)				MCP		577.502207133		MCP (10245)		577.5022071334		15693.0191137947		1.569		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		1.57

		1668		M4-3		10245		M4-3 (10245)		Industrial Mall With Special Provisions (By-Law 10245)				M4		361.172676485		M4 (10245)		361.1726764848		6118.8154832588		0.612		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.612

		1669		M4-2		10245		M4-2 (10245)		Industrial Mall With Special Provisions (By-Law 10245)				M4		401.044075443		M4 (10245)		401.0440754433		9307.8204283072		0.931		Industrial		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.931

		1217		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		507.998590063		R4 (10245)		507.9985900635		8455.4724069782		0.846		Residential		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.846

		1218		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		501.509275644		R4 (10245)		501.5092756445		7716.6223209165		0.772		Residential		0		22		University Avenue Trunk Sewer		204.32		255		0		68		0.772





Summary Table

		Sum of Area_3		Land Use Type

		Sewershed		Commercial		Industrial		Institutional		Open Space		Residential		ROW		Grand Total

		Catherine Street Trunk Sewer		0.164		11.254		5.533		0.076		21.367		8.435		46.829

		Coleman Street Trunk Sewer		6.869		1.894		4.076		8.911		44.722		21.545		88.017

		College Street East Trunk Sewer		2.817		218.176				96.239		8.868		11.178		337.278

		College Street West Trunk Sewer		2.914		5.356		3.018		4.81		83.326		26.084		125.508

		Dundas Street (Main) Trunk Sewer		14.292		21.596		24.651		61.106		41.821		22.365		185.831

		Dundas Street East Trunk Sewer		9.745		1.704		2.295		0.219		11.835		7.594		33.392

		Dundas Street West Trunk Sewer		35.418		20.536		134.145		499.1		138.068		56.996		884.263

		Everett Street Trunk Sewer		3.693		0.216		2.697		0.137		14.684		6.496		27.923

		Fahey Street Trunk Sewer		2.796		11.246		11.241		9.499		44.004		18.688		97.474

		Front/Station Street Trunk Sewer		22.505		4.832		7.368		9.076		60.385		33.59		137.756

		Geddes Street Trunk Sewer		6.487		1.117		0.496				21.637		9.834		39.571

		Haig Road Trunk Sewer		2.563		51.047		4.804		27.208		104.631		33.66		223.913

		Henry Street Trunk Sewer										3.247		1.06		4.307

		Jameson Bone Trunk Sewer				47.431				6.113				3.032		56.576

		Keegan Parkway Trunk Sewer		20.515		53.149		14.539		28.113		82.502		41.598		240.416

		McDonald Avenue Trunk Sewer		1.41		12.92		11.658		0.734		67.567		28.366		122.655

		Millenium Parkway Trunk Sewer		62.372		64.013		11.889		5.738		59.051		40.408		243.471

		Moira River Trunk Sewer		23.14		8.948		21.164		19.499		98.375		51.856		222.982

		Moira Street Pressure Sewer		0.745		2.4				6.246		29.41		11.639		50.44

		Newberry Street Trunk Sewer		10.029		12.302		4.741		11.024		60.248		25.15		123.494

		Tracy Street Trunk Sewer		275.08		35.735		6.28		34.463		59.574		52.208		463.34

		University Avenue Trunk Sewer		2.815		162.406		1.594		18.5		7.258		11.805		204.378

		Grand Total		506.369		748.278		272.189		846.811		1062.58		523.587		3959.814

		Sum of Area_3		Land Use Type

		Sewershed		Commercial		Industrial		Institutional		Open Space		Residential		ROW		Grand Total

		Catherine Street Trunk Sewer		0.35%		24.03%		11.82%		0.16%		45.63%		18.01%		100.00%

		Coleman Street Trunk Sewer		7.80%		2.15%		4.63%		10.12%		50.81%		24.48%		100.00%

		College Street East Trunk Sewer		0.84%		64.69%		0.00%		28.53%		2.63%		3.31%		100.00%

		College Street West Trunk Sewer		2.32%		4.27%		2.40%		3.83%		66.39%		20.78%		100.00%

		Dundas Street (Main) Trunk Sewer		7.69%		11.62%		13.27%		32.88%		22.50%		12.04%		100.00%

		Dundas Street East Trunk Sewer		29.18%		5.10%		6.87%		0.66%		35.44%		22.74%		100.00%

		Dundas Street West Trunk Sewer		4.01%		2.32%		15.17%		56.44%		15.61%		6.45%		100.00%

		Everett Street Trunk Sewer		13.23%		0.77%		9.66%		0.49%		52.59%		23.26%		100.00%

		Fahey Street Trunk Sewer		2.87%		11.54%		11.53%		9.75%		45.14%		19.17%		100.00%

		Front/Station Street Trunk Sewer		16.34%		3.51%		5.35%		6.59%		43.83%		24.38%		100.00%

		Geddes Street Trunk Sewer		16.39%		2.82%		1.25%		0.00%		54.68%		24.85%		100.00%

		Haig Road Trunk Sewer		1.14%		22.80%		2.15%		12.15%		46.73%		15.03%		100.00%

		Henry Street Trunk Sewer		0.00%		0.00%		0.00%		0.00%		75.39%		24.61%		100.00%

		Jameson Bone Trunk Sewer		0.00%		83.84%		0.00%		10.80%		0.00%		5.36%		100.00%

		Keegan Parkway Trunk Sewer		8.53%		22.11%		6.05%		11.69%		34.32%		17.30%		100.00%

		McDonald Avenue Trunk Sewer		1.15%		10.53%		9.50%		0.60%		55.09%		23.13%		100.00%

		Millenium Parkway Trunk Sewer		25.62%		26.29%		4.88%		2.36%		24.25%		16.60%		100.00%

		Moira River Trunk Sewer		10.38%		4.01%		9.49%		8.74%		44.12%		23.26%		100.00%

		Moira Street Pressure Sewer		1.48%		4.76%		0.00%		12.38%		58.31%		23.07%		100.00%

		Newberry Street Trunk Sewer		8.12%		9.96%		3.84%		8.93%		48.79%		20.37%		100.00%

		Tracy Street Trunk Sewer		59.37%		7.71%		1.36%		7.44%		12.86%		11.27%		100.00%

		University Avenue Trunk Sewer		1.38%		79.46%		0.78%		9.05%		3.55%		5.78%		100.00%

		Grand Total		12.79%		18.90%		6.87%		21.39%		26.83%		13.22%		100.00%






Census Data

		SubSwrshd		SwrshdName		Label		Area		DAUID		Geographic		Province_e		Province_f		ProvCode		CenDivCode		CenSubDivC		Pop2016		IndianRes_		Dwellings2		OccDwellin		Area_sqkm2		PopDenSqkm		OBJECTID		Zoning		By_Law		ZoneBylaw		Descriptio		Comments		BasicZone		Shape_Leng		Basic_By_L		Shape_Le_1		Shape_Area		Population

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1357		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		298.74969		R6 (10245)		298.74969		2698.5498870456		9.7

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1037		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		685.97489		R4 (10245)		685.97489		3473.2141389129		12.5

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		306		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		685.13099		CF (10245)		685.13099		1.06E-07		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		306		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		685.13099		CF (10245)		685.13099		0		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1047		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		289.68545		R4 (10245)		289.68545		3668.0995739012		13.2

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1049		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		547.71867		R4 (10245)		547.71867		2370.1997016067		8.5

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1049		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		547.71867		R4 (10245)		547.71867		0.0170256838		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1356		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		329.01886		R6 (10245)		329.01886		4789.7819515288		17.2

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		233		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		174.51984		C5 (10245)		174.51984		1723.8740663635		6.2

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1042		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		746.89015		R4 (10245)		746.89015		4677.0631918525		16.8

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1357		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		298.74969		R6 (10245)		298.74969		1.26E-08		0.0

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1056		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		633.41833		R4 (10245)		633.41833		8433.2045857081		30.3

		CAT238		Catherine Street Trunk Sewer		1		4.35561		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1035		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		211.8929		R4 (10245)		211.8929		0.115479387		0.0

		CAT238		Catherine Street Trunk Sewer		1		4.35561		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1042		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		746.89015		R4 (10245)		746.89015		11645.1686867302		41.8

		CAT238		Catherine Street Trunk Sewer		1		4.35561		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		306		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		685.13099		CF (10245)		685.13099		0.0155248876		0.0

		CAT238		Catherine Street Trunk Sewer		1		4.35561		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1049		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		547.71867		R4 (10245)		547.71867		7002.8297346724		25.1

		CAT238		Catherine Street Trunk Sewer		1		4.35561		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1056		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		633.41833		R4 (10245)		633.41833		11455.4292820777		41.1

		CAT86		Catherine Street Trunk Sewer		1		2.41987		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1006		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		222.64046		R4 (10245)		222.64046		3050.7216294926		11.0

		CAT86		Catherine Street Trunk Sewer		1		2.41987		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1349		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		213.35533		R6 (10245)		213.35533		1535.8815412656		5.5

		CAT86		Catherine Street Trunk Sewer		1		2.41987		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1350		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		143.64093		R6 (10245)		143.64093		1127.5481952271		4.0

		CAT88		Catherine Street Trunk Sewer		1		1.49934		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1018		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		170.89114		R4 (10245)		170.89114		1788.4344125005		6.4

		CAT88		Catherine Street Trunk Sewer		1		1.49934		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1021		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		628.14564		R4 (10245)		628.14564		3966.4884409083		14.2

		CAT88		Catherine Street Trunk Sewer		1		1.49934		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1042		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		746.89015		R4 (10245)		746.89015		5658.0329290037		20.3

		CAT88		Catherine Street Trunk Sewer		1		1.49934		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		3726		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		124.61909		R6 (10245)		124.61909		654.287664302		2.3

		CAT86		Catherine Street Trunk Sewer		1		2.41987		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1351		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		97.97169		R6 (10245)		97.97169		600.4585638728		2.2

		CAT86		Catherine Street Trunk Sewer		1		2.41987		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1021		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		628.14564		R4 (10245)		628.14564		3215.7177875994		11.5

		CAT86		Catherine Street Trunk Sewer		1		2.41987		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		3726		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		124.61909		R6 (10245)		124.61909		11.4426835		0.0

		CAT86		Catherine Street Trunk Sewer		1		2.41987		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		3727		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		144.97142		R4 (10245)		144.97142		1164.4291997705		4.2

		CAT120		Catherine Street Trunk Sewer		1		1.59882		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1349		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		213.35533		R6 (10245)		213.35533		819.94734603		2.9

		CAT120		Catherine Street Trunk Sewer		1		1.59882		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1019		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		456.2542		R4 (10245)		456.2542		5152.4967143369		18.5

		CAT120		Catherine Street Trunk Sewer		1		1.59882		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1021		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		628.14564		R4 (10245)		628.14564		7376.5635467565		26.5

		CAT119		Catherine Street Trunk Sewer		1		3.77882		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1019		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		456.2542		R4 (10245)		456.2542		10.4813046333		0.0

		CAT119		Catherine Street Trunk Sewer		1		3.77882		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1021		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		628.14564		R4 (10245)		628.14564		293.7058020268		1.1

		CAT119		Catherine Street Trunk Sewer		1		3.77882		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1035		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		211.8929		R4 (10245)		211.8929		1744.4723386045		6.3

		CAT119		Catherine Street Trunk Sewer		1		3.77882		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1037		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		685.97489		R4 (10245)		685.97489		11.3753120486		0.0

		CAT119		Catherine Street Trunk Sewer		1		3.77882		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1042		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		746.89015		R4 (10245)		746.89015		4006.7768690716		14.4

		CAT119		Catherine Street Trunk Sewer		1		3.77882		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		306		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		685.13099		CF (10245)		685.13099		28115.9571845665		100.9

		CAT121		Catherine Street Trunk Sewer		1		1.52334		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1019		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		456.2542		R4 (10245)		456.2542		4145.1442302188		14.9

		CAT85		Catherine Street Trunk Sewer		1		3.25991		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1019		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		456.2542		R4 (10245)		456.2542		3196.5711817919		11.5

		CAT85		Catherine Street Trunk Sewer		1		3.25991		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1037		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		685.97489		R4 (10245)		685.97489		5799.6705990952		20.8

		CAT84		Catherine Street Trunk Sewer		1		2.89872		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		305		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		308.45131		CF (10245)		308.45131		4011.8368279439		14.4

		CAT84		Catherine Street Trunk Sewer		1		2.89872		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		306		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		685.13099		CF (10245)		685.13099		11.4136961751		0.0

		CAT125		Catherine Street Trunk Sewer		1		2.05182		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1029		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		370.93701		R4 (10245)		370.93701		2630.9594983557		9.4

		CAT125		Catherine Street Trunk Sewer		1		2.05182		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		305		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		308.45131		CF (10245)		308.45131		0.0055105513		0.0

		CAT125		Catherine Street Trunk Sewer		1		2.05182		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		305		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		308.45131		CF (10245)		308.45131		0.4736989418		0.0

		CAT84		Catherine Street Trunk Sewer		1		2.89872		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1029		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		370.93701		R4 (10245)		370.93701		2.54E-07		0.0

		CAT84		Catherine Street Trunk Sewer		1		2.89872		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1029		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		370.93701		R4 (10245)		370.93701		4619.0627699219		16.6

		CAT84		Catherine Street Trunk Sewer		1		2.89872		35120092		35120092		Ontario		Ontario		35		3512		3512005		579		F		292		265		0.2		2846.6		1037		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		685.97489		R4 (10245)		685.97489		4651.8137257318		16.7

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1086		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		953.95373		R4 (10245)		953.95373		19860.1497706802		85.6

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1071		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		715.20292		R4 (10245)		715.20292		20674.2744247272		89.1

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1090		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		710.19632		R4 (10245)		710.19632		8777.9690237121		37.8

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1097		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		725.98676		R4 (10245)		725.98676		19076.5696690426		82.2

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1360		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		135.53355		R6 (10245)		135.53355		966.9599337294		4.2

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1435		R6-7		10245		R6-7 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		180.24328		R6 (10245)		180.24328		1372.9036715604		5.9

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1365		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		174.25134		R6 (10245)		174.25134		0		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1365		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		174.25134		R6 (10245)		174.25134		0		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1365		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		174.25134		R6 (10245)		174.25134		4.30E-09		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1366		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		195.56383		R6 (10245)		195.56383		0.0022302584		0.0

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1086		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		953.95373		R4 (10245)		953.95373		5.40E-09		0.0

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1086		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		953.95373		R4 (10245)		953.95373		567.1192932456		2.4

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1086		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		953.95373		R4 (10245)		953.95373		0		0.0

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1090		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		710.19632		R4 (10245)		710.19632		3879.1613994375		16.7

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1090		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		710.19632		R4 (10245)		710.19632		4390.6883229829		18.9

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1360		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		135.53355		R6 (10245)		135.53355		8.70E-09		0.0

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1361		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		172.56853		R6 (10245)		172.56853		1308.1667693401		5.6

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1365		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		174.25134		R6 (10245)		174.25134		1695.6388791161		7.3

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1078		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		767.62126		R4 (10245)		767.62126		19380.080572656		83.5

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1086		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		953.95373		R4 (10245)		953.95373		458.4856563119		2.0

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1366		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		195.56383		R6 (10245)		195.56383		2071.8004885107		8.9

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120093		35120093		Ontario		Ontario		35		3512		3512005		460		F		221		207		0.14		3214.5		1071		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		715.20292		R4 (10245)		715.20292		2283.5199575136		9.8

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120094		35120094		Ontario		Ontario		35		3512		3512005		476		F		207		198		0.14		3434.3		1080		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		463.80863		R4 (10245)		463.80863		11520.5524196453		54.2

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120094		35120094		Ontario		Ontario		35		3512		3512005		476		F		207		198		0.14		3434.3		1060		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		495.04345		R4 (10245)		495.04345		9869.7622594838		46.5

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120094		35120094		Ontario		Ontario		35		3512		3512005		476		F		207		198		0.14		3434.3		1066		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1036.02637		R4 (10245)		1036.02637		8024.191640264		37.8

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120094		35120094		Ontario		Ontario		35		3512		3512005		476		F		207		198		0.14		3434.3		1072		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		697.28825		R4 (10245)		697.28825		21617.7255160298		101.8

		FAH81		Fahey Street Trunk Sewer		10		1.74581		35120094		35120094		Ontario		Ontario		35		3512		3512005		476		F		207		198		0.14		3434.3		1043		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		551.80538		R4 (10245)		551.80538		7404.6472880641		34.9

		HEN80		Henry Street Trunk Sewer		14		4.15704		35120094		35120094		Ontario		Ontario		35		3512		3512005		476		F		207		198		0.14		3434.3		1066		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1036.02637		R4 (10245)		1036.02637		15442.50120336		72.7

		HEN80		Henry Street Trunk Sewer		14		4.15704		35120094		35120094		Ontario		Ontario		35		3512		3512005		476		F		207		198		0.14		3434.3		1032		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		385.12278		R4 (10245)		385.12278		3810.5070925125		17.9

		HEN80		Henry Street Trunk Sewer		14		4.15704		35120094		35120094		Ontario		Ontario		35		3512		3512005		476		F		207		198		0.14		3434.3		1043		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		551.80538		R4 (10245)		551.80538		7974.9965252312		37.5

		HEN80		Henry Street Trunk Sewer		14		4.15704		35120094		35120094		Ontario		Ontario		35		3512		3512005		476		F		207		198		0.14		3434.3		1282		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		131.03584		R5 (10245)		131.03584		124.889174005		0.6

		CAT125		Catherine Street Trunk Sewer		1		2.05182		35120094		35120094		Ontario		Ontario		35		3512		3512005		476		F		207		198		0.14		3434.3		1066		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1036.02637		R4 (10245)		1036.02637		1807.9675234052		8.5

		CAT125		Catherine Street Trunk Sewer		1		2.05182		35120094		35120094		Ontario		Ontario		35		3512		3512005		476		F		207		198		0.14		3434.3		1032		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		385.12278		R4 (10245)		385.12278		4576.9551867643		21.5

		CAT83		Catherine Street Trunk Sewer		1		3.3299		35120094		35120094		Ontario		Ontario		35		3512		3512005		476		F		207		198		0.14		3434.3		1043		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		551.80538		R4 (10245)		551.80538		1286.8870573899		6.1

		CAT83		Catherine Street Trunk Sewer		1		3.3299		35120094		35120094		Ontario		Ontario		35		3512		3512005		476		F		207		198		0.14		3434.3		1043		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		551.80538		R4 (10245)		551.80538		0.0154551779		0.0

		CAT83		Catherine Street Trunk Sewer		1		3.3299		35120094		35120094		Ontario		Ontario		35		3512		3512005		476		F		207		198		0.14		3434.3		1282		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		131.03584		R5 (10245)		131.03584		715.8516574515		3.4

		FAH11		Fahey Street Trunk Sewer		10		1.78572		35120094		35120094		Ontario		Ontario		35		3512		3512005		476		F		207		198		0.14		3434.3		1066		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1036.02637		R4 (10245)		1036.02637		6949.682633993		32.7

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		527		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2373.1714		M2 (10245)		2373.1714		0.003443726		0.0

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		446		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		518.20548		O2 (10245)		518.20548		1.40E-09		0.0

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		60		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		296.63362		C2 (10245)		296.63362		4397.1322644736		8.8

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		3993		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		491.08626		M1 (10245)		491.08626		4104.5000803296		8.2

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1116		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		467.60649		R4 (10245)		467.60649		1809.5989839707		3.6

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		593		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		392.48157		O2 (10245)		392.48157		3.0515620185		0.0

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		494		M1-5		10245		M1-5 (10245)		General Industrial With Special Provisions (By-Law 10245)				M1		161.11566		M1 (10245)		161.11566		0.0091437111		0.0

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1152		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		364.47863		R4 (10245)		364.47863		3238.0044376141		6.5

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		527		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2373.1714		M2 (10245)		2373.1714		1.60E-09		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		527		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2373.1714		M2 (10245)		2373.1714		384.4963017642		0.8

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1076		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		108.30616		R4 (10245)		108.30616		623.6712921106		1.3

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1088		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		497.62878		R4 (10245)		497.62878		10252.4066557454		20.6

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1382		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		704.39895		R6 (10245)		704.39895		1.00E-10		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1382		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		704.39895		R6 (10245)		704.39895		0.8632509012		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1382		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		704.39895		R6 (10245)		704.39895		1.73E-08		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1096		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		448.47353		R4 (10245)		448.47353		8848.6960716431		17.8

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1098		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		290.62775		R4 (10245)		290.62775		4650.6987232695		9.3

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1368		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		300.17017		R6 (10245)		300.17017		2.60E-08		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1368		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		300.17017		R6 (10245)		300.17017		0.0001173974		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1368		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		300.17017		R6 (10245)		300.17017		1023.2592574107		2.1

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1108		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		615.47344		R4 (10245)		615.47344		6779.5893480104		13.6

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1109		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1076.90486		R4 (10245)		1076.90486		17797.034909522		35.7

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1382		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		704.39895		R6 (10245)		704.39895		7389.513031551		14.8

		EVE33		Everett Street Trunk Sewer		9		4.23788		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		442		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		398.01908		M1 (10245)		398.01908		0.0015796488		0.0

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		527		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2373.1714		M2 (10245)		2373.1714		13.3626536265		0.0

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		3954		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		134.79057		M1 (10245)		134.79057		1081.9175704616		2.2

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		3955		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		185.12418		M1 (10245)		185.12418		1940.0367509267		3.9

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1076		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		108.30616		R4 (10245)		108.30616		6.07E-08		0.0

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		441		M2-8		10245		M2-8 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		409.89112		M2 (10245)		409.89112		0.0098065731		0.0

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1098		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		290.62775		R4 (10245)		290.62775		3.03E-06		0.0

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1098		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		290.62775		R4 (10245)		290.62775		7.32E-05		0.0

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1098		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		290.62775		R4 (10245)		290.62775		1.30E-08		0.0

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		527		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2373.1714		M2 (10245)		2373.1714		0.2455005404		0.0

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		527		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2373.1714		M2 (10245)		2373.1714		6.2085595368		0.0

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1118		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		120.61327		R4 (10245)		120.61327		803.853774449		1.6

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1120		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		465.22891		R4 (10245)		465.22891		8128.1437248042		16.3

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1382		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		704.39895		R6 (10245)		704.39895		4902.2598550362		9.8

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1382		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		704.39895		R6 (10245)		704.39895		2027.0891630188		4.1

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		498		M1-9		10245		M1-9 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		141.92888		M1 (10245)		141.92888		1232.6741753392		2.5

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		445		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		624.80544		M1 (10245)		624.80544		14312.0485215654		28.7

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1102		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		230.95543		R4 (10245)		230.95543		3086.9421409895		6.2

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1368		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		300.17017		R6 (10245)		300.17017		3160.7907523181		6.3

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1108		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		615.47344		R4 (10245)		615.47344		7470.9668760422		15.0

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1109		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1076.90486		R4 (10245)		1076.90486		20397.6162686609		41.0

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1109		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1076.90486		R4 (10245)		1076.90486		9.32E-08		0.0

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1109		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1076.90486		R4 (10245)		1076.90486		1.39E-07		0.0

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1380		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		140.79749		R6 (10245)		140.79749		1231.6138236219		2.5

		FAH130		Fahey Street Trunk Sewer		10		17.03617		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		525		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		398.17793		M2 (10245)		398.17793		4472.4204707526		9.0

		FAH130		Fahey Street Trunk Sewer		10		17.03617		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		526		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		654.81293		M2 (10245)		654.81293		26439.672217908		53.1

		FAH130		Fahey Street Trunk Sewer		10		17.03617		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		527		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2373.1714		M2 (10245)		2373.1714		6223.3080799221		12.5

		FAH130		Fahey Street Trunk Sewer		10		17.03617		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		3954		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		134.79057		M1 (10245)		134.79057		0.0002329828		0.0

		FAH130		Fahey Street Trunk Sewer		10		17.03617		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		3955		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		185.12418		M1 (10245)		185.12418		0.0003175008		0.0

		FAH130		Fahey Street Trunk Sewer		10		17.03617		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1120		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		465.22891		R4 (10245)		465.22891		0.0487977806		0.0

		FAH130		Fahey Street Trunk Sewer		10		17.03617		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1382		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		704.39895		R6 (10245)		704.39895		0.0054901882		0.0

		FAH130		Fahey Street Trunk Sewer		10		17.03617		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		494		M1-5		10245		M1-5 (10245)		General Industrial With Special Provisions (By-Law 10245)				M1		161.11566		M1 (10245)		161.11566		1569.5322148309		3.2

		FAH130		Fahey Street Trunk Sewer		10		17.03617		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		441		M2-8		10245		M2-8 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		409.89112		M2 (10245)		409.89112		6708.316859059		13.5

		FAH130		Fahey Street Trunk Sewer		10		17.03617		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		442		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		398.01908		M1 (10245)		398.01908		7843.3511865845		15.8

		FAH130		Fahey Street Trunk Sewer		10		17.03617		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		445		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		624.80544		M1 (10245)		624.80544		0.4724470222		0.0

		FAH130		Fahey Street Trunk Sewer		10		17.03617		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		446		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		518.20548		O2 (10245)		518.20548		14247.495572319		28.6

		FAH130		Fahey Street Trunk Sewer		10		17.03617		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		3993		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		491.08626		M1 (10245)		491.08626		9487.4134923878		19.1

		FAH130		Fahey Street Trunk Sewer		10		17.03617		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		591		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		522.46584		O2 (10245)		522.46584		10560.9454843451		21.2

		FAH130		Fahey Street Trunk Sewer		10		17.03617		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		593		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		392.48157		O2 (10245)		392.48157		3242.2840929583		6.5

		FAH130		Fahey Street Trunk Sewer		10		17.03617		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1120		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		465.22891		R4 (10245)		465.22891		10.7531515486		0.0

		EVE33		Everett Street Trunk Sewer		9		4.23788		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1111		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		373.55485		R4 (10245)		373.55485		6202.4566271942		12.5

		EVE33		Everett Street Trunk Sewer		9		4.23788		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1116		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		467.60649		R4 (10245)		467.60649		5364.1838359958		10.8

		EVE33		Everett Street Trunk Sewer		9		4.23788		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		494		M1-5		10245		M1-5 (10245)		General Industrial With Special Provisions (By-Law 10245)				M1		161.11566		M1 (10245)		161.11566		1.30E-09		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		527		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2373.1714		M2 (10245)		2373.1714		1521.3692492654		3.1

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1152		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		364.47863		R4 (10245)		364.47863		0.0048262099		0.0

		FAH11		Fahey Street Trunk Sewer		10		1.78572		35120095		35120095		Ontario		Ontario		35		3512		3512005		492		F		281		244		0.31		1573.9		1076		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		108.30616		R4 (10245)		108.30616		0.0031799948		0.0

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		85		C2-25		10245		C2-25 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		170.06163		C2 (10245)		170.06163		1803.9318083377		8.3

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1094		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		537.58878		R4 (10245)		537.58878		717.5345928748		3.3

		COL154		Coleman Street Trunk Sewer		2		2.34935		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1094		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		537.58878		R4 (10245)		537.58878		5103.6494540658		23.6

		COL154		Coleman Street Trunk Sewer		2		2.34935		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		52		C2-46		10245		C2-46 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		148.70087		C2 (10245)		148.70087		1458.9001029911		6.7

		FAH31		Fahey Street Trunk Sewer		10		9.50252		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		440		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		411.0539		M1 (10245)		411.0539		4515.329964091		20.9

		EVE33		Everett Street Trunk Sewer		9		4.23788		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		313		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		245.2945		CF (10245)		245.2945		0.0022971411		0.0

		EVE33		Everett Street Trunk Sewer		9		4.23788		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		3936		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		255.39908		M1 (10245)		255.39908		0.0147216825		0.0

		EVE33		Everett Street Trunk Sewer		9		4.23788		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1328		R5-9		10245		R5-9 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		96.15525		R5 (10245)		96.15525		566.5984410386		2.6

		EVE33		Everett Street Trunk Sewer		9		4.23788		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1067		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		475.35231		R4 (10245)		475.35231		4.51E-07		0.0

		EVE33		Everett Street Trunk Sewer		9		4.23788		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1284		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		122.76664		R5 (10245)		122.76664		743.3725547095		3.4

		EVE33		Everett Street Trunk Sewer		9		4.23788		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1092		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		456.99594		R4 (10245)		456.99594		8102.4229195298		37.4

		EVE33		Everett Street Trunk Sewer		9		4.23788		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1094		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		537.58878		R4 (10245)		537.58878		7446.8990233468		34.4

		EVE33		Everett Street Trunk Sewer		9		4.23788		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		571		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		354.07807		O1 (10245)		354.07807		0.001701962		0.0

		EVE33		Everett Street Trunk Sewer		9		4.23788		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		102		C2-35		10245		C2-35 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		96.70216		C2 (10245)		96.70216		533.86539583		2.5

		FAH81		Fahey Street Trunk Sewer		10		1.74581		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1355		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		138.83288		R6 (10245)		138.83288		979.6258151764		4.5

		EVE161		Everett Street Trunk Sewer		9		0.98829		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		439		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		193.78575		M1 (10245)		193.78575		2164.2902813588		10.0

		EVE161		Everett Street Trunk Sewer		9		0.98829		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1067		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		475.35231		R4 (10245)		475.35231		919.333873431		4.2

		EVE161		Everett Street Trunk Sewer		9		0.98829		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1067		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		475.35231		R4 (10245)		475.35231		1376.1307204232		6.4

		EVE159		Everett Street Trunk Sewer		9		1.6368		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1051		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		547.43761		R4 (10245)		547.43761		5880.9310370109		27.2

		FAH81		Fahey Street Trunk Sewer		10		1.74581		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1048		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		617.71261		R4 (10245)		617.71261		1218.5209687052		5.6

		FAH81		Fahey Street Trunk Sewer		10		1.74581		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1048		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		617.71261		R4 (10245)		617.71261		4777.4981858717		22.1

		EVE159		Everett Street Trunk Sewer		9		1.6368		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		311		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		94.45188		CF (10245)		94.45188		492.0050263729		2.3

		HEN80		Henry Street Trunk Sewer		14		4.15704		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1355		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		138.83288		R6 (10245)		138.83288		0.7891984515		0.0

		HEN80		Henry Street Trunk Sewer		14		4.15704		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1048		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		617.71261		R4 (10245)		617.71261		796.1103093136		3.7

		HEN80		Henry Street Trunk Sewer		14		4.15704		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1065		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		463.01376		R4 (10245)		463.01376		4026.5636086689		18.6

		FAH129		Fahey Street Trunk Sewer		10		1.78268		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1077		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		262.7125		R4 (10245)		262.7125		0.8357162472		0.0

		FAH129		Fahey Street Trunk Sewer		10		1.78268		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		571		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		354.07807		O1 (10245)		354.07807		4587.5388913712		21.2

		FAH129		Fahey Street Trunk Sewer		10		1.78268		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		440		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		411.0539		M1 (10245)		411.0539		1826.2577143701		8.4

		FAH129		Fahey Street Trunk Sewer		10		1.78268		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		440		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		411.0539		M1 (10245)		411.0539		2598.2611587032		12.0

		FAH129		Fahey Street Trunk Sewer		10		1.78268		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		313		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		245.2945		CF (10245)		245.2945		3227.1322451084		14.9

		FAH129		Fahey Street Trunk Sewer		10		1.78268		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		3936		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		255.39908		M1 (10245)		255.39908		3926.3111208008		18.1

		FAH158		Fahey Street Trunk Sewer		10		1.84052		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1048		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		617.71261		R4 (10245)		617.71261		1761.3816868534		8.1

		FAH158		Fahey Street Trunk Sewer		10		1.84052		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1051		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		547.43761		R4 (10245)		547.43761		1439.2755463574		6.6

		CAT127		Catherine Street Trunk Sewer		1		0.55313		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1048		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		617.71261		R4 (10245)		617.71261		2028.1653693435		9.4

		HEN80		Henry Street Trunk Sewer		14		0.15014		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1051		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		547.43761		R4 (10245)		547.43761		0.0134991613		0.0

		HEN80		Henry Street Trunk Sewer		14		0.15014		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1067		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		475.35231		R4 (10245)		475.35231		287.7808540796		1.3

		FAH11		Fahey Street Trunk Sewer		10		1.78572		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1077		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		262.7125		R4 (10245)		262.7125		3606.770445348		16.7

		FAH11		Fahey Street Trunk Sewer		10		1.78572		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1065		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		463.01376		R4 (10245)		463.01376		2424.1664522371		11.2

		FAH128		Fahey Street Trunk Sewer		10		2.41279		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1355		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		138.83288		R6 (10245)		138.83288		0.0174333024		0.0

		FAH128		Fahey Street Trunk Sewer		10		2.41279		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1358		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		114.66283		R6 (10245)		114.66283		817.4691536803		3.8

		FAH128		Fahey Street Trunk Sewer		10		2.41279		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		571		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		354.07807		O1 (10245)		354.07807		1.2156150329		0.0

		FAH128		Fahey Street Trunk Sewer		10		2.41279		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		439		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		193.78575		M1 (10245)		193.78575		0.0032506942		0.0

		FAH128		Fahey Street Trunk Sewer		10		2.41279		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1048		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		617.71261		R4 (10245)		617.71261		3003.8000573502		13.9

		FAH128		Fahey Street Trunk Sewer		10		2.41279		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		313		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		245.2945		CF (10245)		245.2945		5.1809791975		0.0

		FAH128		Fahey Street Trunk Sewer		10		2.41279		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1051		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		547.43761		R4 (10245)		547.43761		3446.4299426359		15.9

		FAH128		Fahey Street Trunk Sewer		10		2.41279		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1065		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		463.01376		R4 (10245)		463.01376		4259.5265699735		19.7

		FAH128		Fahey Street Trunk Sewer		10		2.41279		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1065		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		463.01376		R4 (10245)		463.01376		0.0013291799		0.0

		FAH128		Fahey Street Trunk Sewer		10		2.41279		35120096		35120096		Ontario		Ontario		35		3512		3512005		448		F		212		196		0.13		3321		1067		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		475.35231		R4 (10245)		475.35231		4126.2007801264		19.1

		EVE160		Everett Street Trunk Sewer		9		2.02749		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		38		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		101.5647		C2 (10245)		101.5647		597.6864551608		3.4

		EVE160		Everett Street Trunk Sewer		9		2.02749		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		260		C7-1		10245		C7-1 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		149.8948		C7 (10245)		149.8948		1385.4674098101		7.9

		EVE160		Everett Street Trunk Sewer		9		2.02749		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		45		R6-25		10245		R6-25 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		255.23887		R6 (10245)		255.23887		2836.0777761438		16.2

		EVE160		Everett Street Trunk Sewer		9		2.02749		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		3637		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		120.62837		R4 (10245)		120.62837		0.0091217319		0.0

		EVE160		Everett Street Trunk Sewer		9		2.02749		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		3637		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		120.62837		R4 (10245)		120.62837		0		0.0

		EVE160		Everett Street Trunk Sewer		9		2.02749		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1014		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		299.38498		R4 (10245)		299.38498		2183.5284826434		12.5

		EVE160		Everett Street Trunk Sewer		9		2.02749		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1028		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		189.24837		R4 (10245)		189.24837		1723.2214438854		9.8

		EVE159		Everett Street Trunk Sewer		9		1.6368		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1028		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		189.24837		R4 (10245)		189.24837		2.1334900706		0.0

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1015		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		679.81231		R4 (10245)		679.81231		12895.9098774405		73.7

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1022		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		268.17735		R4 (10245)		268.17735		0.0012918327		0.0

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1023		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		553.64763		R4 (10245)		553.64763		7273.2216444259		41.6

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1444		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		267.5671		R7 (10245)		267.5671		4140.125572542		23.7

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1259		R4-35		10245		R4-35 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		100.30349		R4 (10245)		100.30349		505.2695521467		2.9

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		302		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		678.30523		CF (10245)		678.30523		20.7264503614		0.1

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		302		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		678.30523		CF (10245)		678.30523		0.0009013922		0.0

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		302		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		678.30523		CF (10245)		678.30523		0.001398169		0.0

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		302		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		678.30523		CF (10245)		678.30523		0.0008396659		0.0

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1005		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		452.02896		R4 (10245)		452.02896		4403.5909225626		25.2

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1012		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		383.82405		R4 (10245)		383.82405		5644.1830909752		32.3

		FAH158		Fahey Street Trunk Sewer		10		1.84052		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		45		R6-25		10245		R6-25 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		255.23887		R6 (10245)		255.23887		0.0023098639		0.0

		FAH158		Fahey Street Trunk Sewer		10		1.84052		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		3637		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		120.62837		R4 (10245)		120.62837		909.4794541537		5.2

		FAH158		Fahey Street Trunk Sewer		10		1.84052		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1014		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		299.38498		R4 (10245)		299.38498		3187.3194437156		18.2

		FAH158		Fahey Street Trunk Sewer		10		1.84052		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1023		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		553.64763		R4 (10245)		553.64763		0.0082754101		0.0

		FAH158		Fahey Street Trunk Sewer		10		1.84052		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1023		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		553.64763		R4 (10245)		553.64763		3666.5543719629		21.0

		FAH158		Fahey Street Trunk Sewer		10		1.84052		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		38		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		101.5647		C2 (10245)		101.5647		0.0003072065		0.0

		FAH158		Fahey Street Trunk Sewer		10		1.84052		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		260		C7-1		10245		C7-1 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		149.8948		C7 (10245)		149.8948		0.0055684401		0.0

		CAT83		Catherine Street Trunk Sewer		1		3.3299		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1005		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		452.02896		R4 (10245)		452.02896		1845.4718620362		10.5

		CAT83		Catherine Street Trunk Sewer		1		3.3299		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1005		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		452.02896		R4 (10245)		452.02896		7.37E-08		0.0

		CAT83		Catherine Street Trunk Sewer		1		3.3299		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1012		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		383.82405		R4 (10245)		383.82405		0		0.0

		CAT83		Catherine Street Trunk Sewer		1		3.3299		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1012		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		383.82405		R4 (10245)		383.82405		6.94E-08		0.0

		CAT83		Catherine Street Trunk Sewer		1		3.3299		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1015		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		679.81231		R4 (10245)		679.81231		5299.1447570078		30.3

		CAT83		Catherine Street Trunk Sewer		1		3.3299		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1022		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		268.17735		R4 (10245)		268.17735		1656.0174189524		9.5

		CAT125		Catherine Street Trunk Sewer		1		2.05182		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1015		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		679.81231		R4 (10245)		679.81231		3646.9079971654		20.8

		CAT83		Catherine Street Trunk Sewer		1		3.3299		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1444		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		267.5671		R7 (10245)		267.5671		0.0102738613		0.0

		CAT83		Catherine Street Trunk Sewer		1		3.3299		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		302		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		678.30523		CF (10245)		678.30523		18717.4523983371		107.0

		CAT127		Catherine Street Trunk Sewer		1		0.55313		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		302		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		678.30523		CF (10245)		678.30523		0.0101299496		0.0

		CAT127		Catherine Street Trunk Sewer		1		0.55313		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1022		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		268.17735		R4 (10245)		268.17735		1443.7443914804		8.3

		CAT127		Catherine Street Trunk Sewer		1		0.55313		35120097		35120097		Ontario		Ontario		35		3512		3512005		480		F		246		223		0.11		4469.3		1023		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		553.64763		R4 (10245)		553.64763		0.0056006327		0.0

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1336		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		165.03157		R6 (10245)		165.03157		1610.643458636		8.8

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1338		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		114.67372		R6 (10245)		114.67372		609.1678203454		3.3

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		993		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		617.16038		R4 (10245)		617.16038		13261.0405430493		72.3

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		995		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		615.32725		R4 (10245)		615.32725		6917.7600280182		37.7

		CAT86		Catherine Street Trunk Sewer		1		2.41987		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1007		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1140.28495		R4 (10245)		1140.28495		1909.6033898307		10.4

		CAT86		Catherine Street Trunk Sewer		1		2.41987		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1345		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		179.18283		R6 (10245)		179.18283		815.508366158		4.4

		CAT86		Catherine Street Trunk Sewer		1		2.41987		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1346		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		92.46727		R6 (10245)		92.46727		0.0007042517		0.0

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1007		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1140.28495		R4 (10245)		1140.28495		9166.6697883331		50.0

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1009		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		696.20708		R4 (10245)		696.20708		5749.3383446835		31.3

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1343		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		102.39984		R6 (10245)		102.39984		0.0010156214		0.0

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1345		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		179.18283		R6 (10245)		179.18283		1114.0475712687		6.1

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1013		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		642.63735		R4 (10245)		642.63735		12282.3913343334		66.9

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		995		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		615.32725		R4 (10245)		615.32725		7301.4837636945		39.8

		CAT121		Catherine Street Trunk Sewer		1		1.52334		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1007		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1140.28495		R4 (10245)		1140.28495		2728.6552186008		14.9

		CAT121		Catherine Street Trunk Sewer		1		1.52334		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1007		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1140.28495		R4 (10245)		1140.28495		3956.0636340913		21.6

		CAT121		Catherine Street Trunk Sewer		1		1.52334		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1007		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1140.28495		R4 (10245)		1140.28495		3.00E-10		0.0

		CAT121		Catherine Street Trunk Sewer		1		1.52334		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1345		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		179.18283		R6 (10245)		179.18283		0.0112141652		0.0

		CAT121		Catherine Street Trunk Sewer		1		1.52334		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1346		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		92.46727		R6 (10245)		92.46727		494.6930702969		2.7

		CAT84		Catherine Street Trunk Sewer		1		2.89872		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1009		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		696.20708		R4 (10245)		696.20708		3663.5941637953		20.0

		CAT84		Catherine Street Trunk Sewer		1		2.89872		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1013		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		642.63735		R4 (10245)		642.63735		5826.9079376904		31.8

		CAT85		Catherine Street Trunk Sewer		1		3.25991		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1007		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1140.28495		R4 (10245)		1140.28495		5882.7541695991		32.1

		CAT85		Catherine Street Trunk Sewer		1		3.25991		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1341		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		156.11508		R6 (10245)		156.11508		1364.1438671139		7.4

		CAT85		Catherine Street Trunk Sewer		1		3.25991		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1009		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		696.20708		R4 (10245)		696.20708		8982.657028468		49.0

		CAT85		Catherine Street Trunk Sewer		1		3.25991		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1009		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		696.20708		R4 (10245)		696.20708		2.30E-07		0.0

		CAT85		Catherine Street Trunk Sewer		1		3.25991		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1343		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		102.39984		R6 (10245)		102.39984		553.5467658727		3.0

		CAT125		Catherine Street Trunk Sewer		1		2.05182		35120098		35120098		Ontario		Ontario		35		3512		3512005		519		F		250		219		0.12		4175.4		1013		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		642.63735		R4 (10245)		642.63735		1049.1342538869		5.7

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		991		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		382.50906		R4 (10245)		382.50906		7055.6520015582		34.4

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		992		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		286.15057		R4 (10245)		286.15057		4302.9919521548		21.0

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		994		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		467.00955		R4 (10245)		467.00955		10954.1778020158		53.4

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		1332		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		192.59006		R6 (10245)		192.59006		1311.4669074711		6.4

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		1334		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		134.16118		R6 (10245)		134.16118		1021.4359469471		5.0

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		999		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		634.4747		R4 (10245)		634.4747		7212.9323624371		35.2

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		1335		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		178.82374		R6 (10245)		178.82374		1886.4246356667		9.2

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		1339		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		180.08468		R6 (10245)		180.08468		1718.192020451		8.4

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		1274		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		237.52154		R5 (10245)		237.52154		2946.4835257357		14.4

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		1224		R4-14		10245		R4-14 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		92.8182		R4 (10245)		92.8182		1.12E-05		0.0

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		292		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		504.69564		CF (10245)		504.69564		12414.7096302423		60.6

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		1237		R4-27		10245		R4-27 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		154.97866		R4 (10245)		154.97866		1356.3591441659		6.6

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		1440		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		392.80066		R7 (10245)		392.80066		8049.3421473905		39.3

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		987		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		650.20183		R4 (10245)		650.20183		12832.6825748103		62.6

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		988		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		255.67053		R4 (10245)		255.67053		3927.0583198837		19.2

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		989		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		329.46837		R4 (10245)		329.46837		5707.012485392		27.8

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		1224		R4-14		10245		R4-14 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		92.8182		R4 (10245)		92.8182		475.2308541238		2.3

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		100		C2-33		10245		C2-33 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		138.60175		C2 (10245)		138.60175		973.3914134457		4.7

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		33		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		249.82738		C2 (10245)		249.82738		2859.2869096135		13.9

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		999		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		634.4747		R4 (10245)		634.4747		1221.1777908778		6.0

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		999		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		634.4747		R4 (10245)		634.4747		5006.8251135351		24.4

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120099		35120099		Ontario		Ontario		35		3512		3512005		457		F		290		271		0.12		3840.3		1340		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		91.95443		R6 (10245)		91.95443		453.4103284788		2.2

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		345		CF-4		10245		CF-4 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1374.88485		CF (10245)		1374.88485		0.1216086679		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		345		CF-4		10245		CF-4 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1374.88485		CF (10245)		1374.88485		0		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		1441		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		618.43526		R7 (10245)		618.43526		23761.515179572		39.1

		FAH231		Fahey Street Trunk Sewer		10		0.73571		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		1001		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		287.22118		R4 (10245)		287.22118		3137.6908702526		5.2

		FAH231		Fahey Street Trunk Sewer		10		0.73571		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		1425		R6-17		10245		R6-17 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		298.22075		R6 (10245)		298.22075		0.2147644111		0.0

		CAT86		Catherine Street Trunk Sewer		1		2.41987		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		297		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		702.05986		CF (10245)		702.05986		4436.2810211038		7.3

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		986		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		911.05537		R4 (10245)		911.05537		0.3272251379		0.0

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		986		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		911.05537		R4 (10245)		911.05537		0.0118837838		0.0

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		990		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		414.24844		R4 (10245)		414.24844		6688.2651855664		11.0

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		209		C3-40		10245		C3-40 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		393.07878		C3 (10245)		393.07878		0.0013797713		0.0

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		997		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		571.64842		R4 (10245)		571.64842		8113.9048336304		13.4

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		345		CF-4		10245		CF-4 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1374.88485		CF (10245)		1374.88485		95564.4780807779		157.3

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		121		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		445.01188		C3 (10245)		445.01188		1.20E-09		0.0

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		386		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		600.56777		E (10245)		600.56777		1869.1107612921		3.1

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		263		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		295.79516		C7 (10245)		295.79516		0		0.0

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		3943		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		300.74699		E (10245)		300.74699		2958.7070838529		4.9

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		3944		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		121.83102		H (10245)		121.83102		459.4189917636		0.8

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		3945		C3-14		10245		C3-14 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		165.26911		C3 (10245)		165.26911		189.566933643		0.3

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		691		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		392.55782		R2 (10245)		392.55782		5099.5734637042		8.4

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		434		C3-49		10245		C3-49 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		720.10691		C3 (10245)		720.10691		32197.0093619146		53.0

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		986		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		911.05537		R4 (10245)		911.05537		13772.5584169111		22.7

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		986		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		911.05537		R4 (10245)		911.05537		6.94E-08		0.0

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		1441		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		618.43526		R7 (10245)		618.43526		4.3988458882		0.0

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		1344		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		249.71633		R6 (10245)		249.71633		2230.3674924017		3.7

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		297		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		702.05986		CF (10245)		702.05986		26457.5351580518		43.5

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		434		C3-49		10245		C3-49 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		720.10691		C3 (10245)		720.10691		0.0256910449		0.0

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		997		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		571.64842		R4 (10245)		571.64842		2367.8664025508		3.9

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		1001		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		287.22118		R4 (10245)		287.22118		979.2541790578		1.6

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		87		C2-27		10245		C2-27 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		163.27345		C2 (10245)		163.27345		1275.875633703		2.1

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		1419		R6-11		10245		R6-11 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		169.69836		R6 (10245)		169.69836		994.8078460182		1.6

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		1425		R6-17		10245		R6-17 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		298.22075		R6 (10245)		298.22075		0.0044643454		0.0

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		1443		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		265.466		R7 (10245)		265.466		3699.8398970479		6.1

		FAH78		Fahey Street Trunk Sewer		10		3.21118		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		209		C3-40		10245		C3-40 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		393.07878		C3 (10245)		393.07878		5695.5902698289		9.4

		FAH78		Fahey Street Trunk Sewer		10		3.21118		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		1001		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		287.22118		R4 (10245)		287.22118		2.0925592818		0.0

		FAH78		Fahey Street Trunk Sewer		10		3.21118		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		87		C2-27		10245		C2-27 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		163.27345		C2 (10245)		163.27345		0.0019542519		0.0

		FAH78		Fahey Street Trunk Sewer		10		3.21118		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		87		C2-27		10245		C2-27 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		163.27345		C2 (10245)		163.27345		0.0005949225		0.0

		FAH78		Fahey Street Trunk Sewer		10		3.21118		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		1425		R6-17		10245		R6-17 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		298.22075		R6 (10245)		298.22075		3458.7635270212		5.7

		FAH78		Fahey Street Trunk Sewer		10		3.21118		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		121		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		445.01188		C3 (10245)		445.01188		0.0013234519		0.0

		FAH78		Fahey Street Trunk Sewer		10		3.21118		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		121		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		445.01188		C3 (10245)		445.01188		0.0165294771		0.0

		FAH78		Fahey Street Trunk Sewer		10		3.21118		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		386		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		600.56777		E (10245)		600.56777		3648.3377636463		6.0

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		1425		R6-17		10245		R6-17 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		298.22075		R6 (10245)		298.22075		3.47E-08		0.0

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		1425		R6-17		10245		R6-17 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		298.22075		R6 (10245)		298.22075		1.04E-07		0.0

		EVE77		Everett Street Trunk Sewer		9		15.52588		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		386		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		600.56777		E (10245)		600.56777		1369.5540538244		2.3

		FAH78		Fahey Street Trunk Sewer		10		3.21118		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		1443		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		265.466		R7 (10245)		265.466		0.0314822389		0.0

		FAH78		Fahey Street Trunk Sewer		10		3.21118		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		424		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		158.05783		H (10245)		158.05783		1344.9145805165		2.2

		FAH78		Fahey Street Trunk Sewer		10		3.21118		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		1344		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		249.71633		R6 (10245)		249.71633		0.0008002747		0.0

		FAH78		Fahey Street Trunk Sewer		10		3.21118		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		1344		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		249.71633		R6 (10245)		249.71633		359.5382173144		0.6

		FAH78		Fahey Street Trunk Sewer		10		3.21118		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		1344		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		249.71633		R6 (10245)		249.71633		0.00025358		0.0

		FAH78		Fahey Street Trunk Sewer		10		3.21118		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		386		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		600.56777		E (10245)		600.56777		3.13E-08		0.0

		DUN162		Dundas Street (Main) Trunk Sewer		5		3.29417		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		263		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		295.79516		C7 (10245)		295.79516		4895.9732464074		8.1

		DUN162		Dundas Street (Main) Trunk Sewer		5		3.29417		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		3943		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		300.74699		E (10245)		300.74699		0.7591397001		0.0

		DUN162		Dundas Street (Main) Trunk Sewer		5		3.29417		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		3945		C3-14		10245		C3-14 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		165.26911		C3 (10245)		165.26911		45.3870073621		0.1

		DUN162		Dundas Street (Main) Trunk Sewer		5		3.29417		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		422		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		92.56199		H (10245)		92.56199		361.4544884221		0.6

		DUN162		Dundas Street (Main) Trunk Sewer		5		3.29417		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		423		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		104.69238		H (10245)		104.69238		591.4467327376		1.0

		DUN162		Dundas Street (Main) Trunk Sewer		5		3.29417		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		184		C3-14		10245		C3-14 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		301.36218		C3 (10245)		301.36218		4030.5890555556		6.6

		DUN162		Dundas Street (Main) Trunk Sewer		5		3.29417		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		990		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		414.24844		R4 (10245)		414.24844		12.0959687745		0.0

		DUN162		Dundas Street (Main) Trunk Sewer		5		3.29417		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		209		C3-40		10245		C3-40 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		393.07878		C3 (10245)		393.07878		0		0.0

		DUN162		Dundas Street (Main) Trunk Sewer		5		3.29417		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		209		C3-40		10245		C3-40 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		393.07878		C3 (10245)		393.07878		6.07E-07		0.0

		DUN162		Dundas Street (Main) Trunk Sewer		5		3.29417		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		997		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		571.64842		R4 (10245)		571.64842		1557.7774413995		2.6

		DUN162		Dundas Street (Main) Trunk Sewer		5		3.29417		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		121		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		445.01188		C3 (10245)		445.01188		8606.2911491221		14.2

		DUN162		Dundas Street (Main) Trunk Sewer		5		3.29417		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		386		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		600.56777		E (10245)		600.56777		702.6570549434		1.2

		DUN109		Dundas Street (Main) Trunk Sewer		5		7.62244		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		286		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		447.90635		CF (10245)		447.90635		3324.5385242806		5.5

		DUN109		Dundas Street (Main) Trunk Sewer		5		7.62244		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		565		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		271.5448		O1 (10245)		271.5448		2978.5187247896		4.9

		DUN109		Dundas Street (Main) Trunk Sewer		5		7.62244		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		650		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		1031.50816		R1 (10245)		1031.50816		26887.8767523027		44.3

		DUN109		Dundas Street (Main) Trunk Sewer		5		7.62244		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		3719		E-2		10245		E-2 (10245)		Environmental Control With Special Provisions (By-Law 10245)				E		432.57794		E (10245)		432.57794		798.681085264		1.3

		DUN109		Dundas Street (Main) Trunk Sewer		5		7.62244		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		986		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		911.05537		R4 (10245)		911.05537		7499.6524916353		12.3

		DUN109		Dundas Street (Main) Trunk Sewer		5		7.62244		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		345		CF-4		10245		CF-4 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1374.88485		CF (10245)		1374.88485		0.0015036212		0.0

		DUN109		Dundas Street (Main) Trunk Sewer		5		7.62244		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		345		CF-4		10245		CF-4 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1374.88485		CF (10245)		1374.88485		1.7595113072		0.0

		DUN109		Dundas Street (Main) Trunk Sewer		5		7.62244		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		345		CF-4		10245		CF-4 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1374.88485		CF (10245)		1374.88485		0.8911250524		0.0

		DUN109		Dundas Street (Main) Trunk Sewer		5		7.62244		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		345		CF-4		10245		CF-4 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1374.88485		CF (10245)		1374.88485		0.0007738717		0.0

		DUN109		Dundas Street (Main) Trunk Sewer		5		7.62244		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		610		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		2652.06363		O2 (10245)		2652.06363		3883.4536226666		6.4

		DUN109		Dundas Street (Main) Trunk Sewer		5		7.62244		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		504		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1111.85397		M2 (10245)		1111.85397		12234.9813200965		20.1

		DUN230		Dundas Street (Main) Trunk Sewer		5		48.48477		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		610		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		2652.06363		O2 (10245)		2652.06363		176142.639776135		289.9

		DUN230		Dundas Street (Main) Trunk Sewer		5		48.48477		35120100		35120100		Ontario		Ontario		35		3512		3512005		834		F		510		481		0.57		1451.9		504		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1111.85397		M2 (10245)		1111.85397		0.0014683938		0.0

		COL154		Coleman Street Trunk Sewer		2		2.34935		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		134		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		462.6409		C3 (10245)		462.6409		0.0001523544		0.0

		COL154		Coleman Street Trunk Sewer		2		2.34935		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		135		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		194.59405		C3 (10245)		194.59405		2104.7617191334		2.8

		COL154		Coleman Street Trunk Sewer		2		2.34935		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		53		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		211.46944		C2 (10245)		211.46944		2249.7399963269		2.9

		COL154		Coleman Street Trunk Sewer		2		2.34935		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		134		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		462.6409		C3 (10245)		462.6409		1759.2606233988		2.3

		EVE33		Everett Street Trunk Sewer		9		4.23788		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		1068		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		364.41714		R4 (10245)		364.41714		5.60E-08		0.0

		EVE160		Everett Street Trunk Sewer		9		2.02749		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		1017		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		233.30722		R4 (10245)		233.30722		1982.4931391629		2.6

		EVE160		Everett Street Trunk Sewer		9		2.02749		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		1025		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		215.64573		R4 (10245)		215.64573		1474.8637991766		1.9

		EVE160		Everett Street Trunk Sewer		9		2.02749		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		37		C2-18		10245		C2-18 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		677.52291		C2 (10245)		677.52291		0.0183481644		0.0

		EVE160		Everett Street Trunk Sewer		9		2.02749		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		44		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		116.19471		C2 (10245)		116.19471		0.4446251021		0.0

		EVE160		Everett Street Trunk Sewer		9		2.02749		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		44		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		116.19471		C2 (10245)		116.19471		0		0.0

		EVE160		Everett Street Trunk Sewer		9		2.02749		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		3645		C2-47		10245		C2-47 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		115.14615		C2 (10245)		115.14615		0.0039198905		0.0

		FAH231		Fahey Street Trunk Sewer		10		0.73571		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		37		C2-18		10245		C2-18 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		677.52291		C2 (10245)		677.52291		2.6088391378		0.0

		FAH231		Fahey Street Trunk Sewer		10		0.73571		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		78		C2-18		10245		C2-18 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		517.11816		C2 (10245)		517.11816		25.1772482769		0.0

		FAH231		Fahey Street Trunk Sewer		10		0.73571		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		122		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		247.55456		C3 (10245)		247.55456		0.016391433		0.0

		FAH231		Fahey Street Trunk Sewer		10		0.73571		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		998		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		100.30458		R4 (10245)		100.30458		5.5494528999		0.0

		FRO209		Front/Station Street Trunk Sewer		11		1.37734		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		90		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		658.92981		C2 (10245)		658.92981		0.3462296579		0.0

		FRO207		Front/Station Street Trunk Sewer		11		0.55044		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		90		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		658.92981		C2 (10245)		658.92981		3416.5767167534		4.5

		COL157		Coleman Street Trunk Sewer		2		1.74316		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		218		C3-5		10245		C3-5 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		422.30145		C3 (10245)		422.30145		3988.7831890192		5.2

		COL157		Coleman Street Trunk Sewer		2		1.74316		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		1017		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		233.30722		R4 (10245)		233.30722		0.7808183001		0.0

		COL157		Coleman Street Trunk Sewer		2		1.74316		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		1017		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		233.30722		R4 (10245)		233.30722		576.0266982087		0.8

		COL157		Coleman Street Trunk Sewer		2		1.74316		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		1025		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		215.64573		R4 (10245)		215.64573		1344.0305707525		1.8

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		506		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		459.87761		M2 (10245)		459.87761		0.0040565086		0.0

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		506		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		459.87761		M2 (10245)		459.87761		1.19E-08		0.0

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		506		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		459.87761		M2 (10245)		459.87761		0		0.0

		DUN50		Dundas Street (Main) Trunk Sewer		5		32.60696		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		508		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		500.74564		M2 (10245)		500.74564		1.3731553913		0.0

		FRO205		Front/Station Street Trunk Sewer		11		2.80203		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		47		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		183.41529		C2 (10245)		183.41529		374.9356600877		0.5

		FRO204		Front/Station Street Trunk Sewer		11		4.79506		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		95		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		455.29352		C2 (10245)		455.29352		3619.6484285702		4.7

		FRO204		Front/Station Street Trunk Sewer		11		4.79506		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		96		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		89.16216		C2 (10245)		89.16216		387.3653944978		0.5

		FRO204		Front/Station Street Trunk Sewer		11		4.79506		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		113		C2-5		10245		C2-5 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		617.84151		C2 (10245)		617.84151		4025.7965920979		5.3

		FRO204		Front/Station Street Trunk Sewer		11		4.79506		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		113		C2-5		10245		C2-5 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		617.84151		C2 (10245)		617.84151		0		0.0

		FRO204		Front/Station Street Trunk Sewer		11		4.79506		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		114		C2-6		10245		C2-6 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		531.25442		C2 (10245)		531.25442		9760.8435546196		12.8

		FRO204		Front/Station Street Trunk Sewer		11		4.79506		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		115		C2-6		10245		C2-6 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		391.77194		C2 (10245)		391.77194		6809.9861087693		8.9

		FRO205		Front/Station Street Trunk Sewer		11		2.80203		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		86		C2-26		10245		C2-26 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		43.59942		C2 (10245)		43.59942		115.2047621433		0.2

		FRO205		Front/Station Street Trunk Sewer		11		2.80203		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		93		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		440.62982		C2 (10245)		440.62982		7101.3538365992		9.3

		FRO205		Front/Station Street Trunk Sewer		11		2.80203		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		95		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		455.29352		C2 (10245)		455.29352		2601.2489569366		3.4

		FRO205		Front/Station Street Trunk Sewer		11		2.80203		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		111		C2-5		10245		C2-5 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		580.65879		C2 (10245)		580.65879		2563.40501449		3.4

		FRO205		Front/Station Street Trunk Sewer		11		2.80203		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		113		C2-5		10245		C2-5 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		617.84151		C2 (10245)		617.84151		3233.7808010163		4.2

		COL157		Coleman Street Trunk Sewer		2		1.74316		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		39		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		109.824		C2 (10245)		109.824		718.6800497136		0.9

		COL157		Coleman Street Trunk Sewer		2		1.74316		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		42		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		257.71624		C2 (10245)		257.71624		0.0104272608		0.0

		COL157		Coleman Street Trunk Sewer		2		1.74316		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		44		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		116.19471		C2 (10245)		116.19471		837.8184464098		1.1

		COL157		Coleman Street Trunk Sewer		2		1.74316		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		304		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		218.95484		CF (10245)		218.95484		2902.2008629445		3.8

		COL157		Coleman Street Trunk Sewer		2		1.74316		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		3645		C2-47		10245		C2-47 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		115.14615		C2 (10245)		115.14615		0		0.0

		COL157		Coleman Street Trunk Sewer		2		1.74316		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		567		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		539.72309		O1 (10245)		539.72309		0.0073518999		0.0

		COL157		Coleman Street Trunk Sewer		2		1.74316		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		436		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		138		M1 (10245)		138		1108.5565436424		1.5

		EVE161		Everett Street Trunk Sewer		9		0.98829		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		51		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		138.50724		C2 (10245)		138.50724		9.00E-10		0.0

		EVE161		Everett Street Trunk Sewer		9		0.98829		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		51		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		138.50724		C2 (10245)		138.50724		1.60E-09		0.0

		EVE161		Everett Street Trunk Sewer		9		0.98829		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		1068		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		364.41714		R4 (10245)		364.41714		3336.1409760693		4.4

		EVE159		Everett Street Trunk Sewer		9		1.6368		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		1040		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		271.703		R4 (10245)		271.703		1877.7559405035		2.5

		EVE159		Everett Street Trunk Sewer		9		1.6368		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		1052		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		300.71806		R4 (10245)		300.71806		2300.3103790333		3.0

		EVE159		Everett Street Trunk Sewer		9		1.6368		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		76		C2-15		10245		C2-15 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		151.63029		C2 (10245)		151.63029		923.6047795509		1.2

		EVE159		Everett Street Trunk Sewer		9		1.6368		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		234		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		91.47622		C5 (10245)		91.47622		0.0136970768		0.0

		FRO208		Front/Station Street Trunk Sewer		11		1.85828		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		90		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		658.92981		C2 (10245)		658.92981		7038.1284717408		9.2

		COL152		Coleman Street Trunk Sewer		2		3.20584		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		573		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		89.04198		O1 (10245)		89.04198		3.22E-08		0.0

		FRO90		Front/Station Street Trunk Sewer		11		0.23238		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		90		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		658.92981		C2 (10245)		658.92981		613.4510468756		0.8

		FRO90		Front/Station Street Trunk Sewer		11		0.23238		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		91		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		252.28919		C2 (10245)		252.28919		368.079730903		0.5

		FRO90		Front/Station Street Trunk Sewer		11		0.23238		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		91		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		252.28919		C2 (10245)		252.28919		336.3923194888		0.4

		FRO90		Front/Station Street Trunk Sewer		11		0.23238		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		111		C2-5		10245		C2-5 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		580.65879		C2 (10245)		580.65879		0.0001534168		0.0

		COL155		Coleman Street Trunk Sewer		2		1.18553		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		546		M2C-2		10245		M2C-2 (10245)		General Industrial/Commercial With Special Provisions (By-Law 10245)				M2C		281.4275		M2C (10245)		281.4275		0		0.0

		COL155		Coleman Street Trunk Sewer		2		1.18553		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		546		M2C-2		10245		M2C-2 (10245)		General Industrial/Commercial With Special Provisions (By-Law 10245)				M2C		281.4275		M2C (10245)		281.4275		0		0.0

		COL155		Coleman Street Trunk Sewer		2		1.18553		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		1068		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		364.41714		R4 (10245)		364.41714		0.0027043792		0.0

		COL155		Coleman Street Trunk Sewer		2		1.18553		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		1068		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		364.41714		R4 (10245)		364.41714		2517.8564495829		3.3

		COL155		Coleman Street Trunk Sewer		2		1.18553		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		51		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		138.50724		C2 (10245)		138.50724		1140.7274858362		1.5

		COL155		Coleman Street Trunk Sewer		2		1.18553		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		53		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		211.46944		C2 (10245)		211.46944		0.0003147646		0.0

		COL155		Coleman Street Trunk Sewer		2		1.18553		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		84		C2-24		10245		C2-24 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		135.38223		C2 (10245)		135.38223		1.00E-10		0.0

		COL155		Coleman Street Trunk Sewer		2		1.18553		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		134		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		462.6409		C3 (10245)		462.6409		4392.7548163966		5.8

		COL89		Coleman Street Trunk Sewer		2		0.48394		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		42		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		257.71624		C2 (10245)		257.71624		3421.5453181512		4.5

		COL89		Coleman Street Trunk Sewer		2		0.48394		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		3645		C2-47		10245		C2-47 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		115.14615		C2 (10245)		115.14615		759.8048785715		1.0

		FAH78		Fahey Street Trunk Sewer		10		3.21118		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		78		C2-18		10245		C2-18 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		517.11816		C2 (10245)		517.11816		11941.07449268		15.6

		FAH78		Fahey Street Trunk Sewer		10		3.21118		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		996		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		77.48423		R4 (10245)		77.48423		371.3618475823		0.5

		FAH78		Fahey Street Trunk Sewer		10		3.21118		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		998		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		100.30458		R4 (10245)		100.30458		609.7094585123		0.8

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		135		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		194.59405		C3 (10245)		194.59405		0.0022984643		0.0

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		55		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		186.24844		C2 (10245)		186.24844		1265.9263253111		1.7

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		573		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		89.04198		O1 (10245)		89.04198		370.6315394643		0.5

		DUE220		Dundas Street East Trunk Sewer		6		1.14429		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		616		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		189.27318		O2 (10245)		189.27318		2185.6765135773		2.9

		DUE220		Dundas Street East Trunk Sewer		6		1.14429		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		512		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		739.13228		M2 (10245)		739.13228		0.0031939722		0.0

		FRO206		Front/Station Street Trunk Sewer		11		1.49863		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		91		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		252.28919		C2 (10245)		252.28919		2210.0617962873		2.9

		FRO206		Front/Station Street Trunk Sewer		11		1.49863		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		93		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		440.62982		C2 (10245)		440.62982		1591.9754724576		2.1

		FRO206		Front/Station Street Trunk Sewer		11		1.49863		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		93		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		440.62982		C2 (10245)		440.62982		0.0002999802		0.0

		FRO206		Front/Station Street Trunk Sewer		11		1.49863		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		111		C2-5		10245		C2-5 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		580.65879		C2 (10245)		580.65879		3531.2510705875		4.6

		EVE232		Everett Street Trunk Sewer		9		3.49957		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		264		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		116.51382		C7 (10245)		116.51382		844.3782448931		1.1

		EVE232		Everett Street Trunk Sewer		9		3.49957		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		3627		R8-1-h		10245		R8-1-h (10245)		Residential  Eighth Density With Special Provisions (By-Law 10245)				R8		290.34651		R8 (10245)		290.34651		4558.8796331577		6.0

		EVE232		Everett Street Trunk Sewer		9		3.49957		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		37		C2-18		10245		C2-18 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		677.52291		C2 (10245)		677.52291		24526.3967845412		32.1

		EVE232		Everett Street Trunk Sewer		9		3.49957		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		122		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		247.55456		C3 (10245)		247.55456		2998.2701004477		3.9

		DUN244		Dundas Street (Main) Trunk Sewer		5		0.76398		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		264		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		116.51382		C7 (10245)		116.51382		5.20E-09		0.0

		DUN244		Dundas Street (Main) Trunk Sewer		5		0.76398		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		3901		C6-5		10245		C6-5 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)		2014-159		C6		437.81942		C6 (10245)		437.81942		1.87E-06		0.0

		DUN244		Dundas Street (Main) Trunk Sewer		5		0.76398		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		3901		C6-5		10245		C6-5 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)		2014-159		C6		437.81942		C6 (10245)		437.81942		0.5869139426		0.0

		DUN244		Dundas Street (Main) Trunk Sewer		5		0.76398		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		3902				10245		C6 (10245)		Water-Oriented Commercial (By-Law 10245)		2014-159		C6		60.35884				60.35884		0.0506347965		0.0

		DUN244		Dundas Street (Main) Trunk Sewer		5		0.76398		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		122		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		247.55456		C3 (10245)		247.55456		1.58E-07		0.0

		DUN244		Dundas Street (Main) Trunk Sewer		5		0.76398		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		385		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		829.26378		E (10245)		829.26378		26.3819985636		0.0

		DUN244		Dundas Street (Main) Trunk Sewer		5		0.76398		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		509		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		219.67859		M2 (10245)		219.67859		0.008285815		0.0

		DUN244		Dundas Street (Main) Trunk Sewer		5		0.76398		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		512		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		739.13228		M2 (10245)		739.13228		2193.1783578106		2.9

		DUN162		Dundas Street (Main) Trunk Sewer		5		3.29417		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		3900		C6-5		10245		C6-2-h (10245)		Water-Oriented Commercial Holding With Special Provisions (By-Law 10245)		2014-159		C6		730.84966		C6 (10245)		730.84966		3.6184506311		0.0

		DUN162		Dundas Street (Main) Trunk Sewer		5		3.29417		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		3901		C6-5		10245		C6-5 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)		2014-159		C6		437.81942		C6 (10245)		437.81942		0.0030053563		0.0

		DUN162		Dundas Street (Main) Trunk Sewer		5		3.29417		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		508		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		500.74564		M2 (10245)		500.74564		4.8341122084		0.0

		DUN162		Dundas Street (Main) Trunk Sewer		5		3.29417		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		509		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		219.67859		M2 (10245)		219.67859		1779.100827709		2.3

		HEN80		Henry Street Trunk Sewer		14		0.15014		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		1052		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		300.71806		R4 (10245)		300.71806		0.0034694487		0.0

		COL156		Coleman Street Trunk Sewer		2		1.45274		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		546		M2C-2		10245		M2C-2 (10245)		General Industrial/Commercial With Special Provisions (By-Law 10245)				M2C		281.4275		M2C (10245)		281.4275		3218.9176116151		4.2

		COL156		Coleman Street Trunk Sewer		2		1.45274		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		304		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		218.95484		CF (10245)		218.95484		28.2445574846		0.0

		COL156		Coleman Street Trunk Sewer		2		1.45274		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		76		C2-15		10245		C2-15 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		151.63029		C2 (10245)		151.63029		0.0133380362		0.0

		COL156		Coleman Street Trunk Sewer		2		1.45274		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		84		C2-24		10245		C2-24 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		135.38223		C2 (10245)		135.38223		991.8596482661		1.3

		COL156		Coleman Street Trunk Sewer		2		1.45274		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		134		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		462.6409		C3 (10245)		462.6409		0.0130029286		0.0

		COL156		Coleman Street Trunk Sewer		2		1.45274		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		218		C3-5		10245		C3-5 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		422.30145		C3 (10245)		422.30145		8.6666071857		0.0

		COL156		Coleman Street Trunk Sewer		2		1.45274		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		219		C3-5		10245		C3-5 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		118.98883		C3 (10245)		118.98883		810.5659450652		1.1

		COL156		Coleman Street Trunk Sewer		2		1.45274		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		234		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		91.47622		C5 (10245)		91.47622		466.476513501		0.6

		COL156		Coleman Street Trunk Sewer		2		1.45274		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		1040		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		271.703		R4 (10245)		271.703		2231.8097135939		2.9

		COL156		Coleman Street Trunk Sewer		2		1.45274		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		1052		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		300.71806		R4 (10245)		300.71806		2089.7108358948		2.7

		COL163		Coleman Street Trunk Sewer		2		0.75168		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		3627		R8-1-h		10245		R8-1-h (10245)		Residential  Eighth Density With Special Provisions (By-Law 10245)				R8		290.34651		R8 (10245)		290.34651		7.0103540616		0.0

		COL163		Coleman Street Trunk Sewer		2		0.75168		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		37		C2-18		10245		C2-18 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		677.52291		C2 (10245)		677.52291		0		0.0

		COL163		Coleman Street Trunk Sewer		2		0.75168		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		37		C2-18		10245		C2-18 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		677.52291		C2 (10245)		677.52291		7.206338769		0.0

		COL163		Coleman Street Trunk Sewer		2		0.75168		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		39		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		109.824		C2 (10245)		109.824		0.0197516897		0.0

		COL163		Coleman Street Trunk Sewer		2		0.75168		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		39		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		109.824		C2 (10245)		109.824		4.00E-10		0.0

		COL163		Coleman Street Trunk Sewer		2		0.75168		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		567		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		539.72309		O1 (10245)		539.72309		2467.7382574106		3.2

		COL163		Coleman Street Trunk Sewer		2		0.75168		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		3627		R8-1-h		10245		R8-1-h (10245)		Residential  Eighth Density With Special Provisions (By-Law 10245)				R8		290.34651		R8 (10245)		290.34651		5.5457082529		0.0

		DUN230		Dundas Street (Main) Trunk Sewer		5		48.48477		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		611		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		3065.99868		O2 (10245)		3065.99868		208500.543650242		273.1

		DUN230		Dundas Street (Main) Trunk Sewer		5		48.48477		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		385		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		829.26378		E (10245)		829.26378		5450.9498683465		7.1

		DUN230		Dundas Street (Main) Trunk Sewer		5		48.48477		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		3732		M3		10245		M3 (10245)		Waterfront Industrial (By-Law 10245)				M3		266.49426		M3 (10245)		266.49426		3512.4651221616		4.6

		DUN230		Dundas Street (Main) Trunk Sewer		5		48.48477		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		506		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		459.87761		M2 (10245)		459.87761		4215.4020451345		5.5

		DUN230		Dundas Street (Main) Trunk Sewer		5		48.48477		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		250		C6		10245		C6 (10245)		Water-Oriented Commercial (By-Law 10245)				C6		737.33543		C6 (10245)		737.33543		28395.0612191622		37.2

		DUN230		Dundas Street (Main) Trunk Sewer		5		48.48477		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		508		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		500.74564		M2 (10245)		500.74564		3319.681051963		4.3

		DUN230		Dundas Street (Main) Trunk Sewer		5		48.48477		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		3900		C6-5		10245		C6-2-h (10245)		Water-Oriented Commercial Holding With Special Provisions (By-Law 10245)		2014-159		C6		730.84966		C6 (10245)		730.84966		28406.1931200009		37.2

		DUN230		Dundas Street (Main) Trunk Sewer		5		48.48477		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		3901		C6-5		10245		C6-5 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)		2014-159		C6		437.81942		C6 (10245)		437.81942		8640.2784352178		11.3

		DUN230		Dundas Street (Main) Trunk Sewer		5		48.48477		35120101		35120101		Ontario		Ontario		35		3512		3512005		600		F		442		392		0.55		1095.1		3902				10245		C6 (10245)		Water-Oriented Commercial (By-Law 10245)		2014-159		C6		60.35884				60.35884		230.3709048467		0.3

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		681		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		412.42801		R2 (10245)		412.42801		5121.6782321797		5.4

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		682		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		312.51872		R2 (10245)		312.51872		4996.8865607195		5.2

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		683		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		141.25827		R2 (10245)		141.25827		1244.9141150206		1.3

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		291		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		314.3915		CF (10245)		314.3915		4400.7674864497		4.6

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		684		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		500.00882		R2 (10245)		500.00882		14038.7766195427		14.7

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		1342		C3-52		10245		C3-52 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		752.75797		C3 (10245)		752.75797		22097.9496419168		23.1

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		687		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		290.043		R2 (10245)		290.043		4043.293741878		4.2

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		688		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		727.32907		R2 (10245)		727.32907		19062.6010945274		19.9

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		1311		R5-2		10245		R5-2 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		184.7127		R5 (10245)		184.7127		1567.8495896888		1.6

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		1324		R5-5		10245		R5-5 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		158.29233		R5 (10245)		158.29233		1558.5315310142		1.6

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		678		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		161.70902		R2 (10245)		161.70902		850.1809835907		0.9

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		3692		C6-4		10245		C6-4 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)				C6		84.9645		C6 (10245)		84.9645		427.7260118764		0.4

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		3734		R4-46		10245		R4-46 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		270.80685		R4 (10245)		270.80685		4303.5057425261		4.5

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		3735		R5-5		10245		R5-5 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		192.60599		R5 (10245)		192.60599		2317.4787841726		2.4

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		3605		R2-24		10245		R2-24 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		131.81161		R2 (10245)		131.81161		1001.0630852061		1.0

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		3606		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		246.42736		R2 (10245)		246.42736		2730.8031595872		2.9

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		1251		R4-31		10245		R4-31 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		114.49668		R4 (10245)		114.49668		724.8806488249		0.8

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		74		C2-13		10245		C2-13 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		336.52781		C2 (10245)		336.52781		6086.6871074906		6.4

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		83		C2-42		10245		C2-42 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		285.09797		C2 (10245)		285.09797		3506.2351936449		3.7

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		347		CF-6		10245		CF-6 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1780.35209		CF (10245)		1780.35209		6.42E-07		0.0

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		692		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		374.08042		R2 (10245)		374.08042		6197.4502634679		6.5

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		693		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		275.30611		R2 (10245)		275.30611		4203.0706860615		4.4

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		694		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		120.91239		R2 (10245)		120.91239		667.0760116908		0.7

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		432		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		183.51298		M1 (10245)		183.51298		2055.7704296804		2.1

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		695		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		331.24103		R2 (10245)		331.24103		5500.8120772575		5.8

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		433		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		482.908		M1 (10245)		482.908		11655.8951821043		12.2

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		1225		R4-15		10245		R4-15 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		145.67262		R4 (10245)		145.67262		1141.8312939264		1.2

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		3733		R4-42		10245		R4-42 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		240.89115		R4 (10245)		240.89115		3336.5354184244		3.5

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		3897		R2-1		10245		R2-1 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		294.30292		R2 (10245)		294.30292		3505.1281250616		3.7

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		505		R5-35		10245		R5-35 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		448.19249		R5 (10245)		448.19249		12452.0354892315		13.0

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		507		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		767.63029		M2 (10245)		767.63029		26572.3402853347		27.8

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		510		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		120.34164		M2 (10245)		120.34164		2.00E-10		0.0

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		249		C6-1		10245		C6-1 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)				C6		127.67175		C6 (10245)		127.67175		987.3094962436		1.0

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		512		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		739.13228		M2 (10245)		739.13228		0		0.0

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		251		C6-1		10245		C6-1 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)				C6		605.76749		C6 (10245)		605.76749		7592.5088479389		7.9

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		514		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		319.19106		M2 (10245)		319.19106		3405.2027518241		3.6

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		347		CF-6		10245		CF-6 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1780.35209		CF (10245)		1780.35209		0.0131987367		0.0

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		347		CF-6		10245		CF-6 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1780.35209		CF (10245)		1780.35209		0.0047004863		0.0

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		612		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		2389.10645		O2 (10245)		2389.10645		57799.9659682646		60.4

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		3890		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		254.09402		O2 (10245)		254.09402		3877.3221453881		4.1

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		615		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		1165.29692		O2 (10245)		1165.29692		32179.4070646141		33.7

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		3895		R4		10245		R4 (10245)		Residential Fourth Density With Special Provisions (By-Law 10245)				R4		126.9689		R4 (10245)		126.9689		967.5551423047		1.0

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		3896		R4-30		10245		R4-30 (10245)		Residential Fourth Density With Special Provisions (By-Law 10245)				R4		122.37776		R4 (10245)		122.37776		878.3316925398		0.9

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		228		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		185.13478		C5 (10245)		185.13478		1611.3863276401		1.7

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		517		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		880.3191		M2 (10245)		880.3191		12977.8650855506		13.6

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		255		C6-3		10245		C6-3 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)				C6		115.65973		C6 (10245)		115.65973		750.0658071124		0.8

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		1438		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		558.61779		R7 (10245)		558.61779		14645.0933455478		15.3

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		252		C6-6		10245		C6-6 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)				C6		89.04547		C6 (10245)		89.04547		205.7496054724		0.2

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		515		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		454.75218		M2 (10245)		454.75218		6276.9058234356		6.6

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		253		C6-1		10245		C6-1 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)				C6		171.51334		C6 (10245)		171.51334		1176.4634730477		1.2

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		516		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		687.62457		M2 (10245)		687.62457		4597.8729084066		4.8

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		516		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		687.62457		M2 (10245)		687.62457		2140.1935234743		2.2

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		254		C6-1		10245		C6-1 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)				C6		385.89507		C6 (10245)		385.89507		429.2984560468		0.4

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		254		C6-1		10245		C6-1 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)				C6		385.89507		C6 (10245)		385.89507		1175.0623815616		1.2

		NEW71		Newberry Street Trunk Sewer		20		40.0552		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		254		C6-1		10245		C6-1 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)				C6		385.89507		C6 (10245)		385.89507		0.0274309945		0.0

		DUE94		Dundas Street East Trunk Sewer		6		2.61457		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		1324		R5-5		10245		R5-5 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		158.29233		R5 (10245)		158.29233		0		0.0

		DUE94		Dundas Street East Trunk Sewer		6		2.61457		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		433		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		482.908		M1 (10245)		482.908		2288.1401922891		2.4

		DUE94		Dundas Street East Trunk Sewer		6		2.61457		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		511		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		169.91693		M2 (10245)		169.91693		623.8048188578		0.7

		DUE94		Dundas Street East Trunk Sewer		6		2.61457		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		513		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		335.74695		M2 (10245)		335.74695		5272.3165241795		5.5

		DUE94		Dundas Street East Trunk Sewer		6		2.61457		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		254		C6-1		10245		C6-1 (10245)		Water-Oriented Commercial With Special Provisions (By-Law 10245)				C6		385.89507		C6 (10245)		385.89507		5763.4071625895		6.0

		NEW221		Newberry Street Trunk Sewer		20		5.2082		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		231		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		363.22001		C5 (10245)		363.22001		0.0019546801		0.0

		NEW221		Newberry Street Trunk Sewer		20		5.2082		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		516		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		687.62457		M2 (10245)		687.62457		8799.3855077855		9.2

		NEW221		Newberry Street Trunk Sewer		20		5.2082		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		517		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		880.3191		M2 (10245)		880.3191		11842.6300462423		12.4

		NEW221		Newberry Street Trunk Sewer		20		5.2082		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		256		C7-3		10245		C7-3 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		173.1029		C7 (10245)		173.1029		0.0021196882		0.0

		NEW221		Newberry Street Trunk Sewer		20		5.2082		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		125		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		564.16288		C3 (10245)		564.16288		19156.3531203188		20.0

		KEE223		Keegan Parkway Trunk Sewer		15		10.28809		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		347		CF-6		10245		CF-6 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1780.35209		CF (10245)		1780.35209		81434.7774308697		85.2

		KEE223		Keegan Parkway Trunk Sewer		15		10.28809		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		347		CF-6		10245		CF-6 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1780.35209		CF (10245)		1780.35209		1.0486024653		0.0

		KEE223		Keegan Parkway Trunk Sewer		15		10.28809		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		612		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		2389.10645		O2 (10245)		2389.10645		15134.9886735589		15.8

		NEW212		Newberry Street Trunk Sewer		20		0.50809		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		125		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		564.16288		C3 (10245)		564.16288		0.0036504354		0.0

		NEW221		Newberry Street Trunk Sewer		20		5.2082		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		295		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		428.54492		CF (10245)		428.54492		9572.050661776		10.0

		NEW221		Newberry Street Trunk Sewer		20		5.2082		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		3738		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		171.49223		M1 (10245)		171.49223		892.4214898624		0.9

		NEW221		Newberry Street Trunk Sewer		20		5.2082		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		3609		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		379.35769		C5 (10245)		379.35769		0.0010754165		0.0

		NEW221		Newberry Street Trunk Sewer		20		5.2082		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		228		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		185.13478		C5 (10245)		185.13478		0.0003954069		0.0

		KEE223		Keegan Parkway Trunk Sewer		15		10.28809		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		613		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		97.71671		O2 (10245)		97.71671		0.0057053187		0.0

		KEE223		Keegan Parkway Trunk Sewer		15		10.28809		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		614		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		224.09671		O2 (10245)		224.09671		2480.9256591253		2.6

		KEE223		Keegan Parkway Trunk Sewer		15		10.28809		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		507		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		767.63029		M2 (10245)		767.63029		0.0002887045		0.0

		KEE223		Keegan Parkway Trunk Sewer		15		10.28809		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		510		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		120.34164		M2 (10245)		120.34164		897.0049072494		0.9

		KEE198		Keegan Parkway Trunk Sewer		15		5.94603		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		510		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		120.34164		M2 (10245)		120.34164		0.0011317185		0.0

		KEE198		Keegan Parkway Trunk Sewer		15		5.94603		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		516		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		687.62457		M2 (10245)		687.62457		1246.2037657424		1.3

		KEE198		Keegan Parkway Trunk Sewer		15		5.94603		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		347		CF-6		10245		CF-6 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1780.35209		CF (10245)		1780.35209		0.0023905284		0.0

		KEE198		Keegan Parkway Trunk Sewer		15		5.94603		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		613		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		97.71671		O2 (10245)		97.71671		319.339111591		0.3

		KEE198		Keegan Parkway Trunk Sewer		15		5.94603		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		614		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		224.09671		O2 (10245)		224.09671		0.0014550312		0.0

		DUE217		Dundas Street East Trunk Sewer		6		3.48514		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		32		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		264.49244		C2 (10245)		264.49244		1451.3767812286		1.5

		DUE217		Dundas Street East Trunk Sewer		6		3.48514		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		32		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		264.49244		C2 (10245)		264.49244		1.95E-08		0.0

		DUE217		Dundas Street East Trunk Sewer		6		3.48514		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		173		C3-1		10245		C3-1 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		120.48677		C3 (10245)		120.48677		0.0013687905		0.0

		DUE217		Dundas Street East Trunk Sewer		6		3.48514		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		229		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		281.16594		C5 (10245)		281.16594		2818.5629812563		2.9

		DUE217		Dundas Street East Trunk Sewer		6		3.48514		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		230		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		403.71553		C5 (10245)		403.71553		9389.8527438253		9.8

		DUE217		Dundas Street East Trunk Sewer		6		3.48514		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		101		C2-34		10245		C2-34 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		75.93004		C2 (10245)		75.93004		301.7127964351		0.3

		DUE216		Dundas Street East Trunk Sewer		6		4.11521		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		697		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		115.64736		R2 (10245)		115.64736		713.5241399356		0.7

		DUE216		Dundas Street East Trunk Sewer		6		4.11521		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		3738		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		171.49223		M1 (10245)		171.49223		0.0023862601		0.0

		DUE216		Dundas Street East Trunk Sewer		6		4.11521		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		3609		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		379.35769		C5 (10245)		379.35769		7478.3537822832		7.8

		DUE216		Dundas Street East Trunk Sewer		6		4.11521		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		517		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		880.3191		M2 (10245)		880.3191		0.0069062367		0.0

		DUE216		Dundas Street East Trunk Sewer		6		4.11521		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		517		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		880.3191		M2 (10245)		880.3191		0.0205182881		0.0

		DUE217		Dundas Street East Trunk Sewer		6		3.48514		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		514		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		319.19106		M2 (10245)		319.19106		2432.1322463234		2.5

		DUE217		Dundas Street East Trunk Sewer		6		3.48514		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		515		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		454.75218		M2 (10245)		454.75218		4783.3801517403		5.0

		DUE215		Dundas Street East Trunk Sewer		6		4.8388		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		3738		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		171.49223		M1 (10245)		171.49223		0.0208612128		0.0

		DUE215		Dundas Street East Trunk Sewer		6		4.8388		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		3608		C3-26		10245		C3-26 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		300.93915		C3 (10245)		300.93915		5211.495045289		5.5

		DUE215		Dundas Street East Trunk Sewer		6		4.8388		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		231		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		363.22001		C5 (10245)		363.22001		7166.3417651532		7.5

		DUE215		Dundas Street East Trunk Sewer		6		4.8388		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		517		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		880.3191		M2 (10245)		880.3191		3.82E-07		0.0

		DUE214		Dundas Street East Trunk Sewer		6		0.84575		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		295		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		428.54492		CF (10245)		428.54492		0.0011247082		0.0

		DUE214		Dundas Street East Trunk Sewer		6		0.84575		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		295		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		428.54492		CF (10245)		428.54492		0.0388657587		0.0

		DUE214		Dundas Street East Trunk Sewer		6		0.84575		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		231		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		363.22001		C5 (10245)		363.22001		524.1209990732		0.5

		DUE214		Dundas Street East Trunk Sewer		6		0.84575		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		256		C7-3		10245		C7-3 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		173.1029		C7 (10245)		173.1029		1723.4934388319		1.8

		DUE220		Dundas Street East Trunk Sewer		6		1.14429		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		511		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		169.91693		M2 (10245)		169.91693		0.0131737109		0.0

		DUE220		Dundas Street East Trunk Sewer		6		1.14429		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		512		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		739.13228		M2 (10245)		739.13228		0.0002869681		0.0

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		32		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		264.49244		C2 (10245)		264.49244		1958.6538764775		2.0

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		173		C3-1		10245		C3-1 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		120.48677		C3 (10245)		120.48677		873.0852962134		0.9

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		229		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		281.16594		C5 (10245)		281.16594		482.7451294148		0.5

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120102		35120102		Ontario		Ontario		35		3512		3512005		569		F		318		298		0.62		914.4		515		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		454.75218		M2 (10245)		454.75218		4.38E-07		0.0

		DUE73		Dundas Street East Trunk Sewer		6		3.42811		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1347		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		516.70958		R6 (10245)		516.70958		1.6850979372		0.0

		DUE73		Dundas Street East Trunk Sewer		6		3.42811		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1354		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		268.28363		R6 (10245)		268.28363		2147.6720080749		12.0

		DUE73		Dundas Street East Trunk Sewer		6		3.42811		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1024		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		518.19314		R4 (10245)		518.19314		6137.7331609689		34.2

		DUE73		Dundas Street East Trunk Sewer		6		3.42811		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1030		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		417.77647		R4 (10245)		417.77647		5092.2731514424		28.4

		DUE73		Dundas Street East Trunk Sewer		6		3.42811		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1003		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		453.90994		R4 (10245)		453.90994		5549.2478308268		30.9

		DUE73		Dundas Street East Trunk Sewer		6		3.42811		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1008		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		476.97135		R4 (10245)		476.97135		6294.2907892419		35.1

		DUE73		Dundas Street East Trunk Sewer		6		3.42811		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1347		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		516.70958		R6 (10245)		516.70958		1748.403232149		9.7

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1011		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		130.32343		R4 (10245)		130.32343		0.001311137		0.0

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1420		R6-12		10245		R6-12 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		250.43607		R6 (10245)		250.43607		3140.4870126788		17.5

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1020		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		158.7064		R4 (10245)		158.7064		0.0088107211		0.0

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1024		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		518.19314		R4 (10245)		518.19314		2493.9713816453		13.9

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1030		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		417.77647		R4 (10245)		417.77647		989.0137986038		5.5

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		232		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		112.65243		C5 (10245)		112.65243		641.8091324818		3.6

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		301		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		288.649		CF (10245)		288.649		0.0019489267		0.0

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		3741		R4-39		10245		R4-39 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		131.20626		R4 (10245)		131.20626		1019.10422418		5.7

		DUE216		Dundas Street East Trunk Sewer		6		4.11521		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1008		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		476.97135		R4 (10245)		476.97135		5379.3525472435		30.0

		DUE216		Dundas Street East Trunk Sewer		6		4.11521		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1008		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		476.97135		R4 (10245)		476.97135		0.0004600336		0.0

		DUE216		Dundas Street East Trunk Sewer		6		4.11521		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1354		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		268.28363		R6 (10245)		268.28363		1878.6663357692		10.5

		DUE217		Dundas Street East Trunk Sewer		6		3.48514		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		34		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		149.43335		C2 (10245)		149.43335		1363.1356906251		7.6

		DUE217		Dundas Street East Trunk Sewer		6		3.48514		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		3739		C2-29		10245		C2-29 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		141.2576		C2 (10245)		141.2576		1144.5656609721		6.4

		DUE217		Dundas Street East Trunk Sewer		6		3.48514		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		265		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		173.02533		C7 (10245)		173.02533		1718.3987964559		9.6

		DUE217		Dundas Street East Trunk Sewer		6		3.48514		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1003		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		453.90994		R4 (10245)		453.90994		2829.1085168061		15.8

		DUE217		Dundas Street East Trunk Sewer		6		3.48514		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1003		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		453.90994		R4 (10245)		453.90994		15.2749284216		0.1

		DUE217		Dundas Street East Trunk Sewer		6		3.48514		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1004		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		397.61173		R4 (10245)		397.61173		1.91E-08		0.0

		DUE216		Dundas Street East Trunk Sewer		6		4.11521		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1030		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		417.77647		R4 (10245)		417.77647		4263.1784348605		23.7

		DUE216		Dundas Street East Trunk Sewer		6		4.11521		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		3607		C2-45		10245		C2-45 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		122.35682		C2 (10245)		122.35682		832.9485158423		4.6

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1011		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		130.32343		R4 (10245)		130.32343		1055.1724989523		5.9

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1347		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		516.70958		R6 (10245)		516.70958		9846.3721374129		54.8

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1420		R6-12		10245		R6-12 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		250.43607		R6 (10245)		250.43607		0.0103529529		0.0

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1422		R6-14		10245		R6-14 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		164.99761		R6 (10245)		164.99761		1691.1431841193		9.4

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1267		R4-5		10245		R4-5 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		102.09302		R4 (10245)		102.09302		457.1189650367		2.5

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1269		R4-6		10245		R4-6 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		113.61586		R4 (10245)		113.61586		612.3906200782		3.4

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1270		R4-7		10245		R4-7 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		124.23089		R4 (10245)		124.23089		836.0808458662		4.7

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		265		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		173.02533		C7 (10245)		173.02533		0.0058724728		0.0

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1003		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		453.90994		R4 (10245)		453.90994		1.03E-08		0.0

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1003		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		453.90994		R4 (10245)		453.90994		24.9230214376		0.1

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1003		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		453.90994		R4 (10245)		453.90994		0.0104341641		0.0

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1271		R4-8		10245		R4-8 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		110.85999		R4 (10245)		110.85999		612.5604018467		3.4

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1020		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		158.7064		R4 (10245)		158.7064		1569.4571948622		8.7

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1024		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		518.19314		R4 (10245)		518.19314		2316.0886593431		12.9

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1024		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		518.19314		R4 (10245)		518.19314		6.50E-08		0.0

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		301		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		288.649		CF (10245)		288.649		3473.165350352		19.3

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		34		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		149.43335		C2 (10245)		149.43335		0.0068472028		0.0

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		40		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		107.93041		C2 (10245)		107.93041		693.2617346391		3.9

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		3739		C2-29		10245		C2-29 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		141.2576		C2 (10245)		141.2576		0.0032747333		0.0

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		3740		C2-41		10245		C2-41 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		98.40795		C2 (10245)		98.40795		417.4300861684		2.3

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1004		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		397.61173		R4 (10245)		397.61173		7103.5940412759		39.6

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120103		35120103		Ontario		Ontario		35		3512		3512005		478		F		266		251		0.11		4230.1		1272		R4-9		10245		R4-9 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		101.32355		R4 (10245)		101.32355		435.9005435389		2.4

		NEW67		Newberry Street Trunk Sewer		20		10.77038		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		1038		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1030.33625		R4 (10245)		1030.33625		11157.6630510879		77.6

		NEW67		Newberry Street Trunk Sewer		20		10.77038		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		13		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		81.32673		C1 (10245)		81.32673		298.3020260059		2.1

		NEW67		Newberry Street Trunk Sewer		20		10.77038		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		1348		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		95.24556		R6 (10245)		95.24556		522.4197889159		3.6

		DUE68		Dundas Street East Trunk Sewer		6		2.5725		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		1038		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1030.33625		R4 (10245)		1030.33625		10809.5426478045		75.2

		DUE68		Dundas Street East Trunk Sewer		6		2.5725		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		97		C2-30		10245		C2-30 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		122.54009		C2 (10245)		122.54009		0.013406721		0.0

		DUE68		Dundas Street East Trunk Sewer		6		2.5725		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		1033		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		867.87401		R4 (10245)		867.87401		8866.80569215		61.7

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		1038		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1030.33625		R4 (10245)		1030.33625		729.9401247212		5.1

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		1445		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		410.62759		R7 (10245)		410.62759		1596.043574871		11.1

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		1026		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		622.67841		R4 (10245)		622.67841		6.07E-08		0.0

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		1033		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		867.87401		R4 (10245)		867.87401		3258.241889474		22.7

		DUE215		Dundas Street East Trunk Sewer		6		4.8388		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		1445		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		410.62759		R7 (10245)		410.62759		5031.499115495		35.0

		DUE215		Dundas Street East Trunk Sewer		6		4.8388		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		298		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		409.5126		CF (10245)		409.5126		8468.9258454114		58.9

		DUE215		Dundas Street East Trunk Sewer		6		4.8388		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		1352		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		124.19782		R6 (10245)		124.19782		885.838177552		6.2

		DUE215		Dundas Street East Trunk Sewer		6		4.8388		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		244		C5-4		10245		C5-4 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		147.62431		C5 (10245)		147.62431		2.5318969276		0.0

		DUE216		Dundas Street East Trunk Sewer		6		4.11521		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		1445		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		410.62759		R7 (10245)		410.62759		0.0083985858		0.0

		DUE216		Dundas Street East Trunk Sewer		6		4.11521		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		1445		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		410.62759		R7 (10245)		410.62759		0.0002697543		0.0

		DUE216		Dundas Street East Trunk Sewer		6		4.11521		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		298		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		409.5126		CF (10245)		409.5126		1.00E-10		0.0

		DUE216		Dundas Street East Trunk Sewer		6		4.11521		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		1352		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		124.19782		R6 (10245)		124.19782		4.34E-08		0.0

		DUE216		Dundas Street East Trunk Sewer		6		4.11521		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		244		C5-4		10245		C5-4 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		147.62431		C5 (10245)		147.62431		1288.7390981188		9.0

		DUE216		Dundas Street East Trunk Sewer		6		4.11521		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		1026		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		622.67841		R4 (10245)		622.67841		8535.4889147635		59.4

		DUE214		Dundas Street East Trunk Sewer		6		0.84575		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		1038		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1030.33625		R4 (10245)		1030.33625		1615.7732534553		11.2

		DUE214		Dundas Street East Trunk Sewer		6		0.84575		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		97		C2-30		10245		C2-30 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		122.54009		C2 (10245)		122.54009		898.187904655		6.2

		DUE214		Dundas Street East Trunk Sewer		6		0.84575		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		1033		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		867.87401		R4 (10245)		867.87401		0.0593377179		0.0

		DUE215		Dundas Street East Trunk Sewer		6		4.8388		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		1026		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		622.67841		R4 (10245)		622.67841		0.7209301926		0.0

		DUE215		Dundas Street East Trunk Sewer		6		4.8388		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		1026		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		622.67841		R4 (10245)		622.67841		1313.2675314715		9.1

		DUE215		Dundas Street East Trunk Sewer		6		4.8388		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		1026		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		622.67841		R4 (10245)		622.67841		1139.3587764145		7.9

		DUE215		Dundas Street East Trunk Sewer		6		4.8388		35120104		35120104		Ontario		Ontario		35		3512		3512005		536		F		277		274		0.1		5124.3		1033		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		867.87401		R4 (10245)		867.87401		10613.9819179453		73.9

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		1220		R4-10		10245		R4-10 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		196.9477		R4 (10245)		196.9477		2424.4648009389		9.3

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		15		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		78.92109		C1 (10245)		78.92109		387.9805952755		1.5

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		350		CF-8		10245		CF-8 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		649.29149		CF (10245)		649.29149		9163.7377021469		35.2

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		1027		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		102.08268		R4 (10245)		102.08268		647.2616309025		2.5

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		1036		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		143.02766		R4 (10245)		143.02766		1132.7702420484		4.3

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		1305		R5-14		10245		R5-14 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		179.55531		R5 (10245)		179.55531		1992.4276496408		7.6

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		569		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		263.61695		O1 (10245)		263.61695		4141.92638295		15.9

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		1039		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		162.06611		R4 (10245)		162.06611		1557.2467355819		6.0

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		1074		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		279.06578		R4 (10245)		279.06578		4367.914505985		16.8

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		73		C2-12		10245		C2-12 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		125.83156		C2 (10245)		125.83156		958.3417253488		3.7

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		587		O1-1		10245		O1-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O1		292.48632		O1 (10245)		292.48632		4579.2753582909		17.6

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		1059		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		325.84171		R4 (10245)		325.84171		6129.6913884708		23.5

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		1061		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		277.3616		R4 (10245)		277.3616		4697.4677842207		18.0

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		1063		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		415.86425		R4 (10245)		415.86425		8280.8068097423		31.8

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		307		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		420.89725		CF (10245)		420.89725		9775.0718681316		37.5

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		1447		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		240.76879		R7 (10245)		240.76879		3618.9814740744		13.9

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		1448		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		186.46189		R7 (10245)		186.46189		2103.3041840598		8.1

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		1046		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		487.67073		R4 (10245)		487.67073		13056.5040191988		50.1

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		312		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		395.72434		CF (10245)		395.72434		5449.1388871543		20.9

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		1452		R7-1		10245		R7-1 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		165.34369		R7 (10245)		165.34369		1708.7740128254		6.6

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		1050		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		489.52293		R4 (10245)		489.52293		13113.0864990315		50.3

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120105		35120105		Ontario		Ontario		35		3512		3512005		401		F		238		221		0.15		2756		1053		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		289.66786		R4 (10245)		289.66786		5180.5870679318		19.9

		NEW66		Newberry Street Trunk Sewer		20		11.50849		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1082		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		411.51774		R4 (10245)		411.51774		5551.2227723968		23.8

		NEW66		Newberry Street Trunk Sewer		20		11.50849		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1082		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		411.51774		R4 (10245)		411.51774		0.0107977333		0.0

		NEW66		Newberry Street Trunk Sewer		20		11.50849		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1083		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		384.20711		R4 (10245)		384.20711		4691.0897970034		20.1

		NEW66		Newberry Street Trunk Sewer		20		11.50849		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		14		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		75.79749		C1 (10245)		75.79749		7.3319311825		0.0

		NEW66		Newberry Street Trunk Sewer		20		11.50849		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1062		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		489.31503		R4 (10245)		489.31503		6946.7554515688		29.8

		NEW66		Newberry Street Trunk Sewer		20		11.50849		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1064		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		459.62254		R4 (10245)		459.62254		6379.8535641231		27.4

		NEW67		Newberry Street Trunk Sewer		20		10.77038		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1081		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		407.77083		R4 (10245)		407.77083		4895.5523435474		21.0

		NEW67		Newberry Street Trunk Sewer		20		10.77038		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1082		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		411.51774		R4 (10245)		411.51774		4192.0544162452		18.0

		NEW67		Newberry Street Trunk Sewer		20		10.77038		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		14		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		75.79749		C1 (10245)		75.79749		347.7161178246		1.5

		NEW67		Newberry Street Trunk Sewer		20		10.77038		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1359		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		126.05149		R6 (10245)		126.05149		965.379853747		4.1

		NEW67		Newberry Street Trunk Sewer		20		10.77038		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1057		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		560.0493		R4 (10245)		560.0493		1734.3822517879		7.4

		NEW67		Newberry Street Trunk Sewer		20		10.77038		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1057		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		560.0493		R4 (10245)		560.0493		3263.7483200037		14.0

		NEW67		Newberry Street Trunk Sewer		20		10.77038		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1062		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		489.31503		R4 (10245)		489.31503		6246.3076158938		26.8

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		245		C5-5		10245		C5-5 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		167.03155		C5 (10245)		167.03155		0		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		931		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		436.55517		R2 (10245)		436.55517		8807.0616896979		37.8

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1266		R4-4		10245		R4-4 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		110.58912		R4 (10245)		110.58912		0.0132043261		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1266		R4-4		10245		R4-4 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		110.58912		R4 (10245)		110.58912		0.0039235008		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1069		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		247.09641		R4 (10245)		247.09641		0.0292258562		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1219		R4-1		10245		R4-1 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		80.36456		R4 (10245)		80.36456		0.0091475359		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1087		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		292.97295		R4 (10245)		292.97295		830.1707805701		3.6

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1231		R4-2		10245		R4-2 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		79.88704		R4 (10245)		79.88704		0.0207903972		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1369		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		82.00162		R6 (10245)		82.00162		0.0853691858		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1370		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		120.24614		R6 (10245)		120.24614		903.7983625779		3.9

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		570		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		491.56537		O1 (10245)		491.56537		13324.2148294794		57.2

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1243		R4-3		10245		R4-3 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		79.69374		R4 (10245)		79.69374		0.0252564156		0.0

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1081		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		407.77083		R4 (10245)		407.77083		4929.2625777751		21.2

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1283		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		133.20358		R5 (10245)		133.20358		986.3072358609		4.2

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1359		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		126.05149		R6 (10245)		126.05149		2.17E-08		0.0

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		22		C1-1		10245		C1-1 (10245)		Local Commercial With Special Provsions (By-Law 10245)				C1		166.89185		C1 (10245)		166.89185		1732.2217054638		7.4

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1055		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		455.77548		R4 (10245)		455.77548		10225.7622394247		43.9

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1057		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		560.0493		R4 (10245)		560.0493		6940.503584622		29.8

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1070		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		288.87605		R4 (10245)		288.87605		5090.2964548054		21.9

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1083		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		384.20711		R4 (10245)		384.20711		3602.7961100237		15.5

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1064		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		459.62254		R4 (10245)		459.62254		4281.6492828661		18.4

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		931		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		436.55517		R2 (10245)		436.55517		6.07E-08		0.0

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1266		R4-4		10245		R4-4 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		110.58912		R4 (10245)		110.58912		489.3336789621		2.1

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1069		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		247.09641		R4 (10245)		247.09641		2516.1888874596		10.8

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		3631		C5-12		10245		C5-12 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		150.95339		C5 (10245)		150.95339		1415.0727897396		6.1

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1219		R4-1		10245		R4-1 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		80.36456		R4 (10245)		80.36456		340.7112745296		1.5

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1087		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		292.97295		R4 (10245)		292.97295		2269.5336528591		9.7

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		16		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		86.04217		C1 (10245)		86.04217		435.4303616327		1.9

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1231		R4-2		10245		R4-2 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		79.88704		R4 (10245)		79.88704		335.5880235269		1.4

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1369		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		82.00162		R6 (10245)		82.00162		366.1208548249		1.6

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		1243		R4-3		10245		R4-3 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		79.69374		R4 (10245)		79.69374		334.3075414484		1.4

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120106		35120106		Ontario		Ontario		35		3512		3512005		503		F		277		247		0.17		2953.6		245		C5-5		10245		C5-5 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		167.03155		C5 (10245)		167.03155		1734.4610043049		7.4

		NEW67		Newberry Street Trunk Sewer		20		10.77038		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1112		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		726.28863		R4 (10245)		726.28863		11544.6218451788		35.7

		NEW67		Newberry Street Trunk Sewer		20		10.77038		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1128		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		393.8291		R4 (10245)		393.8291		4627.9309579993		14.3

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1095		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		442.09336		R4 (10245)		442.09336		894.537179284		2.8

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		318		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		777.37311		CF (10245)		777.37311		16580.5589117016		51.3

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		318		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		777.37311		CF (10245)		777.37311		1.70E-06		0.0

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1106		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		636.56069		R4 (10245)		636.56069		15566.1823730698		48.2

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1110		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		768.70769		R4 (10245)		768.70769		4801.1643615962		14.9

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1110		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		768.70769		R4 (10245)		768.70769		8525.4139554961		26.4

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1112		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		726.28863		R4 (10245)		726.28863		11436.881465955		35.4

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1115		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		306.46722		R4 (10245)		306.46722		5154.8639730113		15.9

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		394		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		140.78634		E (10245)		140.78634		23.7910990302		0.1

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		396		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		863.70373		E (10245)		863.70373		184.1329304618		0.6

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		396		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		863.70373		E (10245)		863.70373		1313.6486341289		4.1

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		17		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		51.20919		C1 (10245)		51.20919		151.9712877581		0.5

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1095		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		442.09336		R4 (10245)		442.09336		548.3763333257		1.7

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1141		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		489.65591		R4 (10245)		489.65591		0.0969802306		0.0

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1147		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		480.71619		R4 (10245)		480.71619		0.6122712967		0.0

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1119		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		213.7793		R4 (10245)		213.7793		42.8540709996		0.1

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1384		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		239.03092		R6 (10245)		239.03092		2574.4475537592		8.0

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		3742		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		100.69744		R4 (10245)		100.69744		550.9958101894		1.7

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		3743		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		146.20949		R4 (10245)		146.20949		1272.7684920108		3.9

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1128		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		393.8291		R4 (10245)		393.8291		4797.8245350787		14.8

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1131		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		772.17069		R4 (10245)		772.17069		8242.7594678546		25.5

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1131		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		772.17069		R4 (10245)		772.17069		2748.8959075423		8.5

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1141		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		489.65591		R4 (10245)		489.65591		0.7185614721		0.0

		FRO114		Front/Station Street Trunk Sewer		11		1.85917		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		396		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		863.70373		E (10245)		863.70373		534.4482172686		1.7

		FRO114		Front/Station Street Trunk Sewer		11		1.85917		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		208		C3-4		10245		C3-4 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		372.16745		C3 (10245)		372.16745		0.0657045589		0.0

		FRO114		Front/Station Street Trunk Sewer		11		1.85917		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1131		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		772.17069		R4 (10245)		772.17069		432.5846699294		1.3

		FRO114		Front/Station Street Trunk Sewer		11		1.85917		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1141		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		489.65591		R4 (10245)		489.65591		3947.1173490943		12.2

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		396		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		863.70373		E (10245)		863.70373		87.1979347625		0.3

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		396		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		863.70373		E (10245)		863.70373		545.3394479708		1.7

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1110		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		768.70769		R4 (10245)		768.70769		1242.597710475		3.8

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1119		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		213.7793		R4 (10245)		213.7793		1431.3239583184		4.4

		FRO202		Front/Station Street Trunk Sewer		11		2.4958		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1131		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		772.17069		R4 (10245)		772.17069		2026.197891604		6.3

		FRO202		Front/Station Street Trunk Sewer		11		2.4958		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1141		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		489.65591		R4 (10245)		489.65591		3847.848100364		11.9

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1141		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		489.65591		R4 (10245)		489.65591		912.1815643575		2.8

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1141		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		489.65591		R4 (10245)		489.65591		3.44E-05		0.0

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1099		C2-44		10245		C2-44 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		153.42888		C2 (10245)		153.42888		1147.6972991861		3.6

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1233		R4-22		10245		R4-22 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		124.33809		R4 (10245)		124.33809		755.1717030644		2.3

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		3984		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		119.73565		R4 (10245)		119.73565		594.8954815369		1.8

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		3985		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		68.60882		CF (10245)		68.60882		284.4889726787		0.9

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		318		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		777.37311		CF (10245)		777.37311		4118.4812187316		12.7

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1110		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		768.70769		R4 (10245)		768.70769		4325.730764372		13.4

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		3744		C2-44		10245		C2-44 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		0.24424		C2 (10245)		0.24424		0.0018585511		0.0

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		3745		C2-48		10245		C2-48 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		174.40713		C2 (10245)		174.40713		1399.253496174		4.3

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		394		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		140.78634		E (10245)		140.78634		661.2918069819		2.0

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		396		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		863.70373		E (10245)		863.70373		1331.4948152938		4.1

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1095		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		442.09336		R4 (10245)		442.09336		438.6430180428		1.4

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1095		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		442.09336		R4 (10245)		442.09336		3292.4678058872		10.2

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1095		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		442.09336		R4 (10245)		442.09336		0.000184175		0.0

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		208		C3-4		10245		C3-4 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		372.16745		C3 (10245)		372.16745		9.4641612187		0.0

		FRO202		Front/Station Street Trunk Sewer		11		2.4958		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		396		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		863.70373		E (10245)		863.70373		463.8783755063		1.4

		FRO202		Front/Station Street Trunk Sewer		11		2.4958		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		396		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		863.70373		E (10245)		863.70373		611.9853313119		1.9

		FRO202		Front/Station Street Trunk Sewer		11		2.4958		35120107		35120107		Ontario		Ontario		35		3512		3512005		421		F		217		192		0.18		2394.8		1131		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		772.17069		R4 (10245)		772.17069		53.2373882308		0.2

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1135		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		717.7675		R4 (10245)		717.7675		0.0405048036		0.0

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1139		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		159.91893		R4 (10245)		159.91893		568.3535219552		3.1

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		18		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		85.10277		C1 (10245)		85.10277		0.0031005367		0.0

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1391		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		239.12791		R6 (10245)		239.12791		811.6427285291		4.4

		NEW66		Newberry Street Trunk Sewer		20		11.50849		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1371		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		121.99635		R6 (10245)		121.99635		898.6175643368		4.8

		NEW66		Newberry Street Trunk Sewer		20		11.50849		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1373		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		117.50723		R6 (10245)		117.50723		765.944472913		4.1

		NEW66		Newberry Street Trunk Sewer		20		11.50849		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1114		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		724.18396		R4 (10245)		724.18396		12261.7250100826		66.1

		NEW66		Newberry Street Trunk Sewer		20		11.50849		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1129		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		388.16534		R4 (10245)		388.16534		4604.6662100105		24.8

		NEW66		Newberry Street Trunk Sewer		20		11.50849		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1134		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1006.99258		R4 (10245)		1006.99258		13054.691901313		70.4

		NEW66		Newberry Street Trunk Sewer		20		11.50849		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1134		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1006.99258		R4 (10245)		1006.99258		1391.8875780463		7.5

		NEW67		Newberry Street Trunk Sewer		20		10.77038		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1114		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		724.18396		R4 (10245)		724.18396		9637.1729317126		51.9

		NEW67		Newberry Street Trunk Sewer		20		10.77038		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1129		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		388.16534		R4 (10245)		388.16534		4559.5400795942		24.6

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1124		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		670.36521		R4 (10245)		670.36521		0.0104675886		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1124		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		670.36521		R4 (10245)		670.36521		0.0074581859		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1124		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		670.36521		R4 (10245)		670.36521		1309.8148185878		7.1

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		941		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		598.95471		R2 (10245)		598.95471		9725.4612741926		52.4

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		947		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		355.5256		R2 (10245)		355.5256		5521.9547926758		29.8

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1391		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		239.12791		R6 (10245)		239.12791		0.0802511745		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1139		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		159.91893		R4 (10245)		159.91893		1027.2930467767		5.5

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		885		R2-14		10245		R2-14 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		103.75843		R2 (10245)		103.75843		561.6179470133		3.0

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1373		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		117.50723		R6 (10245)		117.50723		0.5822783832		0.0

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1124		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		670.36521		R4 (10245)		670.36521		9797.6706941622		52.8

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		941		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		598.95471		R2 (10245)		598.95471		1.52E-08		0.0

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		941		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		598.95471		R2 (10245)		598.95471		2.17E-08		0.0

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		941		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		598.95471		R2 (10245)		598.95471		12.601967706		0.1

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		941		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		598.95471		R2 (10245)		598.95471		5.20E-08		0.0

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		18		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		85.10277		C1 (10245)		85.10277		399.8941927418		2.2

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1391		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		239.12791		R6 (10245)		239.12791		2325.028777431		12.5

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		319		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		165.34693		CF (10245)		165.34693		1533.7945380745		8.3

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1134		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1006.99258		R4 (10245)		1006.99258		11917.0256985264		64.2

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120108		35120108		Ontario		Ontario		35		3512		3512005		550		F		239		221		0.14		4050.1		1135		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		717.7675		R4 (10245)		717.7675		9367.5327074299		50.5

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1147		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		480.71619		R4 (10245)		480.71619		10291.2163434291		35.0

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1154		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		413.8197		R4 (10245)		413.8197		7592.3552821339		25.8

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1158		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		612.94972		R4 (10245)		612.94972		3648.5524542093		12.4

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1158		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		612.94972		R4 (10245)		612.94972		0		0.0

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1161		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		533.41985		R4 (10245)		533.41985		13673.8553485746		46.5

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1431		R6-24		10245		R6-24 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		202.57587		R6 (10245)		202.57587		1805.1726491026		6.1

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		325		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		626.73202		CF (10245)		626.73202		0.0001045559		0.0

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		325		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		626.73202		CF (10245)		626.73202		0		0.0

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		325		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		626.73202		CF (10245)		626.73202		4.00E-10		0.0

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		325		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		626.73202		CF (10245)		626.73202		0.0023796224		0.0

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		325		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		626.73202		CF (10245)		626.73202		1.30E-08		0.0

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		192		C3-22		10245		C3-22 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		205.20944		C3 (10245)		205.20944		2703.2391089135		9.2

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		397		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		85.63179		E (10245)		85.63179		256.2913389669		0.9

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		64		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		183.53994		C2 (10245)		183.53994		1713.4822557821		5.8

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1165		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		631.23266		R4 (10245)		631.23266		23903.5196520295		81.3

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1166		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		193.07185		R4 (10245)		193.07185		1851.8870391343		6.3

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1173		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		330.95706		R4 (10245)		330.95706		4857.6954600676		16.5

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1177		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		299.83384		R4 (10245)		299.83384		3699.8924417622		12.6

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1181		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		470.28249		R4 (10245)		470.28249		10781.6512967177		36.7

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1318		R5-27		10245		R5-27 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		569.39937		R5 (10245)		569.39937		13785.0145009937		46.9

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		448		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		355.64623		M1 (10245)		355.64623		4766.9727990567		16.2

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1185		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		479.84883		R4 (10245)		479.84883		13017.8754901062		44.3

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		65		C2-19		10245		C2-19 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		158.72407		C2 (10245)		158.72407		1573.1392725253		5.4

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		2544		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		340.62348		E (10245)		340.62348		770.9468283227		2.6

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		2544		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		340.62348		E (10245)		340.62348		241.9027189598		0.8

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1405		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		135.88773		R6 (10245)		135.88773		1103.5417658239		3.8

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		400		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		194.06208		E (10245)		194.06208		1184.454583558		4.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1161		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		533.41985		R4 (10245)		533.41985		1190.5701702959		4.0

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1147		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		480.71619		R4 (10245)		480.71619		2576.5008438541		8.8

		FRO114		Front/Station Street Trunk Sewer		11		1.85917		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1147		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		480.71619		R4 (10245)		480.71619		1088.5529697127		3.7

		FRO114		Front/Station Street Trunk Sewer		11		1.85917		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1158		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		612.94972		R4 (10245)		612.94972		4727.9166822916		16.1

		FRO114		Front/Station Street Trunk Sewer		11		1.85917		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		2544		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		340.62348		E (10245)		340.62348		1576.6526640105		5.4

		FRO114		Front/Station Street Trunk Sewer		11		1.85917		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1147		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		480.71619		R4 (10245)		480.71619		0.0905109524		0.0

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1154		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		413.8197		R4 (10245)		413.8197		2.14E-07		0.0

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1166		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		193.07185		R4 (10245)		193.07185		0.005492235		0.0

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1318		R5-27		10245		R5-27 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		569.39937		R5 (10245)		569.39937		1378.8884999611		4.7

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		325		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		626.73202		CF (10245)		626.73202		21954.5594822781		74.7

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		400		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		194.06208		E (10245)		194.06208		2.70E-09		0.0

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1154		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		413.8197		R4 (10245)		413.8197		0.0001870863		0.0

		FRO199		Front/Station Street Trunk Sewer		11		0.80619		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		1158		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		612.94972		R4 (10245)		612.94972		3682.6830450158		12.5

		FRO199		Front/Station Street Trunk Sewer		11		0.80619		35120109		35120109		Ontario		Ontario		35		3512		3512005		549		F		273		253		0.2		2680.7		448		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		355.64623		M1 (10245)		355.64623		0.0016758683		0.0

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		900		R2-2		10245		R2-2 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		160.49218		R2 (10245)		160.49218		0.0014657501		0.0

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		1180		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		509.73192		R4 (10245)		509.73192		5041.5581173838		13.4

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		447		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		328.52475		M1 (10245)		328.52475		0.0224101281		0.0

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		449		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		303.07816		M1 (10245)		303.07816		0.0146302606		0.0

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		322		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		776.7959		CF (10245)		776.7959		25700.8319272984		68.2

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		1402		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		160.91724		R6 (10245)		160.91724		1618.5057765464		4.3

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		942		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		711.49978		R2 (10245)		711.49978		13503.5795138436		35.8

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		945		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		319.72416		R2 (10245)		319.72416		4904.1617688827		13.0

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		1150		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		293.64761		R4 (10245)		293.64761		4294.9723349993		11.4

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		950		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		419.82484		R2 (10245)		419.82484		3093.1183932976		8.2

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		952		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		996.58299		R2 (10245)		996.58299		8057.2916302397		21.4

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		955		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		428.54788		R2 (10245)		428.54788		7618.6234278866		20.2

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		900		R2-2		10245		R2-2 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		160.49218		R2 (10245)		160.49218		0.0006305526		0.0

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		952		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		996.58299		R2 (10245)		996.58299		9885.689505783		26.2

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		900		R2-2		10245		R2-2 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		160.49218		R2 (10245)		160.49218		1169.5649167257		3.1

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		1174		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		389.03151		R4 (10245)		389.03151		9443.1803131437		25.1

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		1180		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		509.73192		R4 (10245)		509.73192		7158.460897824		19.0

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		447		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		328.52475		M1 (10245)		328.52475		5986.8316314468		15.9

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		449		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		303.07816		M1 (10245)		303.07816		5402.9235216748		14.3

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		322		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		776.7959		CF (10245)		776.7959		0.0217556827		0.0

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		595		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		504.09872		O2 (10245)		504.09872		15927.9042804764		42.3

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		1149		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		303.777		R4 (10245)		303.777		5067.4079785611		13.4

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		950		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		419.82484		R2 (10245)		419.82484		4961.1201571993		13.2

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		951		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1167.20154		R2 (10245)		1167.20154		7679.166547804		20.4

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		1107		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		172.6084		R4 (10245)		172.6084		1404.3062811288		3.7

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		951		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1167.20154		R2 (10245)		1167.20154		39618.5536072653		105.1

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120110		35120110		Ontario		Ontario		35		3512		3512005		542		F		257		249		0.26		2114.7		952		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		996.58299		R2 (10245)		996.58299		16772.6454423876		44.5

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		752		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		223.10074		R2 (10245)		223.10074		2677.6757235601		4.8

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		957		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		220.57474		R2 (10245)		220.57474		2178.8778461303		3.9

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		456		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		2086.87049		M1 (10245)		2086.87049		63757.7709930983		113.5

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		792		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		149.29628		R2 (10245)		149.29628		1103.0038117765		2.0

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		1196		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		538.54657		R4 (10245)		538.54657		0.0002655259		0.0

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		1196		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		538.54657		R4 (10245)		538.54657		6.94E-08		0.0

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		1196		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		538.54657		R4 (10245)		538.54657		7.17E-05		0.0

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		1196		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		538.54657		R4 (10245)		538.54657		6.50E-09		0.0

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		1196		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		538.54657		R4 (10245)		538.54657		7.81E-08		0.0

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		1196		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		538.54657		R4 (10245)		538.54657		0		0.0

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		1293		R5-29-h		10245		R5-29-h (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		763.33525		R5 (10245)		763.33525		0.0026785933		0.0

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		960		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		531.38474		R2 (10245)		531.38474		8175.9908757672		14.6

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		961		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		264.2106		R2 (10245)		264.2106		3740.1543799221		6.7

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		763		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		437.19798		R2 (10245)		437.19798		7778.0661002603		13.8

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		1307		R5-16		10245		R5-16 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		676.07253		R5 (10245)		676.07253		28415.9148221928		50.6

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		1183		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		546.62386		R4 (10245)		546.62386		9521.4279728364		16.9

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		1191		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		191.71869		R4 (10245)		191.71869		2113.9271927447		3.8

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		1193		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		364.8979		R4 (10245)		364.8979		0.000151448		0.0

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		459		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		1186.19816		M1 (10245)		1186.19816		63041.6110577509		112.2

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		3747		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		492.12451		R5 (10245)		492.12451		9286.0470248054		16.5

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		1205		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		334.06862		R4 (10245)		334.06862		2540.1438406003		4.5

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		1206		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		949.73016		R4 (10245)		949.73016		0.015411876		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		960		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		531.38474		R2 (10245)		531.38474		4.30E-09		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		960		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		531.38474		R2 (10245)		531.38474		4.30E-09		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		960		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		531.38474		R2 (10245)		531.38474		5.20E-08		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		961		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		264.2106		R2 (10245)		264.2106		0.0291681037		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		961		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		264.2106		R2 (10245)		264.2106		3.30E-09		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		763		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		437.19798		R2 (10245)		437.19798		0.0229818724		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		456		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		2086.87049		M1 (10245)		2086.87049		71792.2083249884		127.8

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		456		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		2086.87049		M1 (10245)		2086.87049		0.0003005417		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		206		C3-38		10245		C3-38 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		437.6076		C3 (10245)		437.6076		11994.3481140319		21.4

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		411		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		639.98631		E (10245)		639.98631		6535.4788101558		11.6

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		1293		R5-29-h		10245		R5-29-h (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		763.33525		R5 (10245)		763.33525		28711.1778832655		51.1

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		960		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		531.38474		R2 (10245)		531.38474		1.73E-08		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		456		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		2086.87049		M1 (10245)		2086.87049		0.0003041121		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		456		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		2086.87049		M1 (10245)		2086.87049		1.10E-09		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		1196		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		538.54657		R4 (10245)		538.54657		16781.0038321902		29.9

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		459		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		1186.19816		M1 (10245)		1186.19816		0.0008685961		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		461		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		554.56778		M1 (10245)		554.56778		18655.0218679901		33.2

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		3747		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		492.12451		R5 (10245)		492.12451		0.0169659735		0.0

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		1421		R7-11		10245		R7-11 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		266.14661		R7 (10245)		266.14661		3072.5297314482		5.5

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		1187		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		685.11844		R4 (10245)		685.11844		11307.2616764379		20.1

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		1193		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		364.8979		R4 (10245)		364.8979		8163.088363331		14.5

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		457		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		298.88806		M1 (10245)		298.88806		4984.1259659498		8.9

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		458		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		459.9565		M1 (10245)		459.9565		13450.7750504774		23.9

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		1201		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		310.44921		R4 (10245)		310.44921		5451.8378238417		9.7

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		1206		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		949.73016		R4 (10245)		949.73016		27649.7601537973		49.2

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120111		35120111		Ontario		Ontario		35		3512		3512005		776		F		317		305		0.51		1526.4		67		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		252.67712		C2 (10245)		252.67712		3029.207614664		5.4

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120112		35120112		Ontario		Ontario		35		3512		3512005		265		F		110		109		0.08		3251.5		959		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		596.97492		R2 (10245)		596.97492		12591.8377544223		54.4

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120112		35120112		Ontario		Ontario		35		3512		3512005		265		F		110		109		0.08		3251.5		1292		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		282.91256		R5 (10245)		282.91256		4634.9668933292		20.0

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120112		35120112		Ontario		Ontario		35		3512		3512005		265		F		110		109		0.08		3251.5		3748		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		562.57917		R2 (10245)		562.57917		8483.7570905671		36.7

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120112		35120112		Ontario		Ontario		35		3512		3512005		265		F		110		109		0.08		3251.5		3749		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		488.45951		O1 (10245)		488.45951		6869.8870306205		29.7

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120112		35120112		Ontario		Ontario		35		3512		3512005		265		F		110		109		0.08		3251.5		754		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		724.62932		R2 (10245)		724.62932		18687.83758899		80.8

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120112		35120112		Ontario		Ontario		35		3512		3512005		265		F		110		109		0.08		3251.5		958		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		616.56365		R2 (10245)		616.56365		10016.8197269705		43.3

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120113		35120113		Ontario		Ontario		35		3512		3512005		480		F		212		205		0.17		2833.5		746		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		908.84547		R2 (10245)		908.84547		19731.0163306099		80.7

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120113		35120113		Ontario		Ontario		35		3512		3512005		480		F		212		205		0.17		2833.5		943		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		412.76424		R2 (10245)		412.76424		6215.1751778386		25.4

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120113		35120113		Ontario		Ontario		35		3512		3512005		480		F		212		205		0.17		2833.5		944		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		244.16088		R2 (10245)		244.16088		2760.8583807089		11.3

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120113		35120113		Ontario		Ontario		35		3512		3512005		480		F		212		205		0.17		2833.5		946		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		397.87999		R2 (10245)		397.87999		8754.2462304075		35.8

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120113		35120113		Ontario		Ontario		35		3512		3512005		480		F		212		205		0.17		2833.5		948		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		610.75911		R2 (10245)		610.75911		14821.6248020277		60.6

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120113		35120113		Ontario		Ontario		35		3512		3512005		480		F		212		205		0.17		2833.5		949		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		570.71953		R2 (10245)		570.71953		12113.476781541		49.6

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120113		35120113		Ontario		Ontario		35		3512		3512005		480		F		212		205		0.17		2833.5		953		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		419.72371		R2 (10245)		419.72371		10143.5900233366		41.5

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120113		35120113		Ontario		Ontario		35		3512		3512005		480		F		212		205		0.17		2833.5		954		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		598.644		R2 (10245)		598.644		10932.7274344782		44.7

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120113		35120113		Ontario		Ontario		35		3512		3512005		480		F		212		205		0.17		2833.5		956		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		689.58321		R2 (10245)		689.58321		19296.0275025887		78.9

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120113		35120113		Ontario		Ontario		35		3512		3512005		480		F		212		205		0.17		2833.5		736		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		431.92794		R2 (10245)		431.92794		7982.7263869276		32.7

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120113		35120113		Ontario		Ontario		35		3512		3512005		480		F		212		205		0.17		2833.5		746		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		908.84547		R2 (10245)		908.84547		1828.6584594583		7.5

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120113		35120113		Ontario		Ontario		35		3512		3512005		480		F		212		205		0.17		2833.5		954		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		598.644		R2 (10245)		598.644		0.0009617314		0.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120113		35120113		Ontario		Ontario		35		3512		3512005		480		F		212		205		0.17		2833.5		736		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		431.92794		R2 (10245)		431.92794		2753.3353047284		11.3

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		937		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		553.67221		R2 (10245)		553.67221		9946.1803497734		33.2

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		938		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		498.5953		R2 (10245)		498.5953		0.2572691649		0.0

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		939		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		628.96118		R2 (10245)		628.96118		6209.3149122982		20.8

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		940		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		501.78173		R2 (10245)		501.78173		4741.6933292225		15.9

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		935		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		566.59832		R2 (10245)		566.59832		5106.5747376345		17.1

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		936		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1579.35993		R2 (10245)		1579.25813		10687.0238765406		35.7

		MCD179		McDonald Avenue Trunk Sewer		16		1.19807		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		936		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1579.35993		R2 (10245)		1579.25813		3458.103828967		11.6

		MCD179		McDonald Avenue Trunk Sewer		16		1.19807		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		936		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1579.35993		R2 (10245)		1579.25813		3.846355008		0.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		659		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		654.53198		R1 (10245)		654.53198		20129.7676688325		67.3

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		932		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		541.13803		R2 (10245)		541.13803		8078.7356910018		27.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		938		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		498.5953		R2 (10245)		498.5953		2422.3599158438		8.1

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		940		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		501.78173		R2 (10245)		501.78173		2733.4288570243		9.1

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		276		C7-4		10245		C7-4 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		184.21305		C7 (10245)		184.21305		2092.460766769		7.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		710		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		546.48947		R2 (10245)		546.48947		13792.6456420125		46.1

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		717		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		300.71279		R2 (10245)		300.71279		4358.4875132492		14.6

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		719		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		522.92483		R2 (10245)		522.92483		15673.7989123368		52.4

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		656		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		340.6157		R1 (10245)		340.6157		4976.6286784847		16.6

		MCD117		McDonald Avenue Trunk Sewer		16		1.08652		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		936		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1579.35993		R2 (10245)		1579.25813		8890.3755027513		29.7

		MCD180		McDonald Avenue Trunk Sewer		16		2.89595		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		936		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1579.35993		R2 (10245)		1579.25813		17792.8479415582		59.5

		MCD181		McDonald Avenue Trunk Sewer		16		11.33133		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		935		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		566.59832		R2 (10245)		566.59832		8175.9840898964		27.3

		MCD181		McDonald Avenue Trunk Sewer		16		11.33133		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		936		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1579.35993		R2 (10245)		1579.25813		27608.1904754142		92.3

		MCD181		McDonald Avenue Trunk Sewer		16		11.33133		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		937		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		553.67221		R2 (10245)		553.67221		2537.1343869624		8.5

		MCD181		McDonald Avenue Trunk Sewer		16		11.33133		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		938		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		498.5953		R2 (10245)		498.5953		7785.4067015752		26.0

		MCD181		McDonald Avenue Trunk Sewer		16		11.33133		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		939		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		628.96118		R2 (10245)		628.96118		4615.8031664273		15.4

		MCD181		McDonald Avenue Trunk Sewer		16		11.33133		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		940		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		501.78173		R2 (10245)		501.78173		1063.1347799932		3.6

		MCD181		McDonald Avenue Trunk Sewer		16		11.33133		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		320		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		178.77313		CF (10245)		178.77313		1898.8040982078		6.3

		MCD181		McDonald Avenue Trunk Sewer		16		11.33133		35120114		35120114		Ontario		Ontario		35		3512		3512005		675		F		277		276		0.27		2485.3		932		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		541.13803		R2 (10245)		541.13803		7147.4891952617		23.9

		MCD183		McDonald Avenue Trunk Sewer		16		10.88272		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		1016		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		161.98817		R4 (10245)		161.98817		1170.9442194627		3.4

		MCD183		McDonald Avenue Trunk Sewer		16		10.88272		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		924		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1123.74269		R2 (10245)		1123.74269		9647.8624723222		27.8

		MCD180		McDonald Avenue Trunk Sewer		16		2.89595		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		3995		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		229.32583		R2 (10245)		229.32583		2665.4297053709		7.7

		MCD180		McDonald Avenue Trunk Sewer		16		2.89595		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		590		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		221.28911		O2 (10245)		221.28911		0.0014954353		0.0

		MCD180		McDonald Avenue Trunk Sewer		16		2.89595		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		927		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1263.27339		R2 (10245)		1263.27339		0.0500638494		0.0

		MCD180		McDonald Avenue Trunk Sewer		16		2.89595		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		930		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		424.92921		R2 (10245)		424.92921		1753.7362091967		5.1

		MCD180		McDonald Avenue Trunk Sewer		16		2.89595		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		930		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		424.92921		R2 (10245)		424.92921		0.0240455403		0.0

		MCD179		McDonald Avenue Trunk Sewer		16		1.19807		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		934		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		450.78799		R2 (10245)		450.78799		5219.6525322445		15.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		1016		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		161.98817		R4 (10245)		161.98817		0.0001554679		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		1016		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		161.98817		R4 (10245)		161.98817		0.0157698309		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		1221		R4-11		10245		R4-11 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		122.13463		R4 (10245)		122.13463		749.1653474754		2.2

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		897		R2-18		10245		R2-18 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		264.82899		R2 (10245)		264.82899		3996.3454226059		11.5

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		563		NH-4		10245		NH-4 (10245)		Nursing Home With Special Provisions (By-Law 10245)				NH		282.02188		NH (10245)		282.02188		4927.899105122		14.2

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		700		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		138.39004		R2 (10245)		138.39004		1113.5042168109		3.2

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		1372		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		250.5828		R6 (10245)		250.5828		3091.9545139672		8.9

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		928		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		573.62785		R2 (10245)		573.62785		19480.0459589004		56.1

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		930		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		424.92921		R2 (10245)		424.92921		7841.6986710041		22.6

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		933		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		676.32328		R2 (10245)		676.32328		12215.3465944738		35.2

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		934		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		450.78799		R2 (10245)		450.78799		6553.3370723574		18.9

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		3750		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		256.93249		CF (10245)		256.93249		3512.730594257		10.1

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		3995		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		229.32583		R2 (10245)		229.32583		607.4744644739		1.7

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		177		C3-1		10245		C3-1 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		161.70576		C3 (10245)		161.70576		1060.1829206616		3.1

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		180		C3-11		10245		C3-11 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		165.20172		C3 (10245)		165.20172		1693.4400578511		4.9

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		922		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1311.92293		R2 (10245)		1311.92293		48906.1550636164		140.8

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		1058		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		115.18157		R4 (10245)		115.18157		698.5876648608		2.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		924		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1123.74269		R2 (10245)		1123.74269		2690.4738918078		7.7

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		924		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1123.74269		R2 (10245)		1123.74269		18849.6023267046		54.3

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		590		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		221.28911		O2 (10245)		221.28911		3038.0858816822		8.7

		MCD26		McDonald Avenue Trunk Sewer		16		13.20323		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		927		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1263.27339		R2 (10245)		1263.27339		14088.6631949258		40.6

		MCD180		McDonald Avenue Trunk Sewer		16		2.89595		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		3994		R4-53		10245		R4-53 (10245)		Residential Fourth Density With Special Provisions (By-Law 10245)				R4		170.45507		R4 (10245)		170.45507		1671.9803968325		4.8

		MCD181		McDonald Avenue Trunk Sewer		16		11.33133		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		924		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1123.74269		R2 (10245)		1123.74269		3299.4519787348		9.5

		MCD181		McDonald Avenue Trunk Sewer		16		11.33133		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		927		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1263.27339		R2 (10245)		1263.27339		16348.8107652255		47.1

		MCD181		McDonald Avenue Trunk Sewer		16		11.33133		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		927		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1263.27339		R2 (10245)		1263.27339		1.7576089042		0.0

		MCD182		McDonald Avenue Trunk Sewer		16		1.73107		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		924		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1123.74269		R2 (10245)		1123.74269		4535.8172692532		13.1

		MCD182		McDonald Avenue Trunk Sewer		16		1.73107		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		927		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1263.27339		R2 (10245)		1263.27339		8669.6889522187		25.0

		MCD182		McDonald Avenue Trunk Sewer		16		1.73107		35120115		35120115		Ontario		Ontario		35		3512		3512005		605		F		256		243		0.27		2225.1		927		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1263.27339		R2 (10245)		1263.27339		0.3305262343		0.0

		MCD183		McDonald Avenue Trunk Sewer		16		10.88272		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		917		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		155.44118		R2 (10245)		155.44118		8.70E-09		0.0

		MCD183		McDonald Avenue Trunk Sewer		16		10.88272		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		917		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		155.44118		R2 (10245)		155.44118		0.0055656305		0.0

		MCD183		McDonald Avenue Trunk Sewer		16		10.88272		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		178		C3-1		10245		C3-1 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		343.27416		C3 (10245)		343.27416		5653.9900171616		27.3

		MCD183		McDonald Avenue Trunk Sewer		16		10.88272		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		918		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		852.41192		R2 (10245)		852.41192		0.0021889387		0.0

		MCD183		McDonald Avenue Trunk Sewer		16		10.88272		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		189		C3-2		10245		C3-2 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		263.57329		C3 (10245)		263.57329		0.0013057513		0.0

		MCD183		McDonald Avenue Trunk Sewer		16		10.88272		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		189		C3-2		10245		C3-2 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		263.57329		C3 (10245)		263.57329		0.3098607642		0.0

		MCD183		McDonald Avenue Trunk Sewer		16		10.88272		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		308		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		715.32		CF (10245)		715.32		25752.4011463264		124.5

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		189		C3-2		10245		C3-2 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		263.57329		C3 (10245)		263.57329		3441.3154637789		16.6

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		1453		R7-2		10245		R7-2 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		530.52311		R7 (10245)		530.52311		17176.3474959195		83.1

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		308		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		715.32		CF (10245)		715.32		0.0005737882		0.0

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		3986		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		330.64587		C3 (10245)		330.64587		5005.1815855735		24.2

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		178		C3-1		10245		C3-1 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		343.27416		C3 (10245)		343.27416		0.0024163211		0.0

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		918		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		852.41192		R2 (10245)		852.41192		9.7875447762		0.0

		MCD26		McDonald Avenue Trunk Sewer		16		13.20323		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		921		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		424.03429		R2 (10245)		424.03429		9468.8802714633		45.8

		MCD26		McDonald Avenue Trunk Sewer		16		13.20323		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		923		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		430.97777		R2 (10245)		430.97777		9375.9106749341		45.3

		MCD26		McDonald Avenue Trunk Sewer		16		13.20323		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		925		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		454.91673		R2 (10245)		454.91673		11284.3372882503		54.6

		MCD26		McDonald Avenue Trunk Sewer		16		13.20323		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		926		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		431.67365		R2 (10245)		431.67365		10543.3784951779		51.0

		MCD26		McDonald Avenue Trunk Sewer		16		13.20323		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		308		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		715.32		CF (10245)		715.32		6.229333495		0.0

		MCD26		McDonald Avenue Trunk Sewer		16		13.20323		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		308		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		715.32		CF (10245)		715.32		6.13E-08		0.0

		MCD26		McDonald Avenue Trunk Sewer		16		13.20323		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		308		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		715.32		CF (10245)		715.32		2.20E-09		0.0

		MCD26		McDonald Avenue Trunk Sewer		16		13.20323		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		308		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		715.32		CF (10245)		715.32		0.0017886747		0.0

		MCD26		McDonald Avenue Trunk Sewer		16		13.20323		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		3986		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		330.64587		C3 (10245)		330.64587		0.0420837999		0.0

		MCD26		McDonald Avenue Trunk Sewer		16		13.20323		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		917		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		155.44118		R2 (10245)		155.44118		1602.2178231802		7.7

		MCD26		McDonald Avenue Trunk Sewer		16		13.20323		35120116		35120116		Ontario		Ontario		35		3512		3512005		561		F		351		322		0.15		3765.1		918		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		852.41192		R2 (10245)		852.41192		16700.8071423787		80.8

		MCD183		McDonald Avenue Trunk Sewer		16		10.88272		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		435		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		943.36134		M1 (10245)		943.36134		0.0023538995		0.0

		MCD183		McDonald Avenue Trunk Sewer		16		10.88272		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		342		CF-10		10245		CF-10 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1044.63549		CF (10245)		1044.63549		58865.3905026866		53.1

		MCD183		McDonald Avenue Trunk Sewer		16		10.88272		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		519		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		3378.4274		M2 (10245)		3378.4274		0.0419120743		0.0

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		568		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		972.14232		O1 (10245)		972.14232		465.0294350191		0.4

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		568		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		972.14232		O1 (10245)		972.14232		1.52E-08		0.0

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		568		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		972.14232		O1 (10245)		972.14232		0.014131778		0.0

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		568		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		972.14232		O1 (10245)		972.14232		0		0.0

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		568		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		972.14232		O1 (10245)		972.14232		0.0053390154		0.0

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		342		CF-10		10245		CF-10 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1044.63549		CF (10245)		1044.63549		0.0035475431		0.0

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		909		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		554.16629		R2 (10245)		554.16629		7875.1346530118		7.1

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		910		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		303.78899		R2 (10245)		303.78899		3681.7447885162		3.3

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		920		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		947.29005		R2 (10245)		947.29005		55.5191793646		0.1

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		299		CF-11		10245		CF-11 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		305.25493		CF (10245)		305.25493		3781.6972753883		3.4

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		568		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		972.14232		O1 (10245)		972.14232		0.0037149293		0.0

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		568		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		972.14232		O1 (10245)		972.14232		1.8273073205		0.0

		KEE184		Keegan Parkway Trunk Sewer		15		13.14276		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		3736		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		100.07115		O2 (10245)		100.07115		423.3656236347		0.4

		KEE184		Keegan Parkway Trunk Sewer		15		13.14276		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		3737		O2-3		10245		O2-3 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		332.99215		O2 (10245)		332.99215		6220.3667781525		5.6

		KEE184		Keegan Parkway Trunk Sewer		15		13.14276		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		342		CF-10		10245		CF-10 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1044.63549		CF (10245)		1044.63549		0.0007541939		0.0

		KEE184		Keegan Parkway Trunk Sewer		15		13.14276		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		342		CF-10		10245		CF-10 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1044.63549		CF (10245)		1044.63549		1.00E-10		0.0

		KEE184		Keegan Parkway Trunk Sewer		15		13.14276		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		618		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		1097.60962		O2 (10245)		1097.60962		28200.8509862764		25.5

		KEE184		Keegan Parkway Trunk Sewer		15		13.14276		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		619		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		488.20326		O2 (10245)		488.20326		7993.3371907787		7.2

		KEE184		Keegan Parkway Trunk Sewer		15		13.14276		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		622		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		317.68835		O2 (10245)		317.68835		0.5430133417		0.0

		KEE184		Keegan Parkway Trunk Sewer		15		13.14276		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		622		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		317.68835		O2 (10245)		317.68835		0.0183970341		0.0

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		911		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		541.34534		R2 (10245)		541.34534		8578.2243787431		7.7

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		912		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		375.13867		R2 (10245)		375.13867		7771.5751211614		7.0

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		519		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		3378.4274		M2 (10245)		3378.4274		2370.8830624668		2.1

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		913		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		376.56756		R2 (10245)		376.56756		7801.659880584		7.0

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		914		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		374.36926		R2 (10245)		374.36926		7692.8414347956		6.9

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		915		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		359.6358		R2 (10245)		359.6358		7129.7058038701		6.4

		MCD25		McDonald Avenue Trunk Sewer		16		13.36993		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		916		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		334.8318		R2 (10245)		334.8318		4056.3968272999		3.7

		KEE184		Keegan Parkway Trunk Sewer		15		13.14276		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		568		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		972.14232		O1 (10245)		972.14232		14646.5811308031		13.2

		KEE184		Keegan Parkway Trunk Sewer		15		13.14276		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		1280		R5-3		10245		R5-3 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		493.83515		R5 (10245)		493.83515		14491.2316339384		13.1

		KEE184		Keegan Parkway Trunk Sewer		15		13.14276		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		1281		R5-4		10245		R5-4 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		349.88844		R5 (10245)		349.88844		5165.9615434875		4.7

		KEE184		Keegan Parkway Trunk Sewer		15		13.14276		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		909		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		554.16629		R2 (10245)		554.16629		0.0135025826		0.0

		KEE184		Keegan Parkway Trunk Sewer		15		13.14276		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		909		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		554.16629		R2 (10245)		554.16629		0.0333825237		0.0

		KEE184		Keegan Parkway Trunk Sewer		15		13.14276		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		909		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		554.16629		R2 (10245)		554.16629		2.26E-05		0.0

		KEE184		Keegan Parkway Trunk Sewer		15		13.14276		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		911		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		541.34534		R2 (10245)		541.34534		0.2527001509		0.0

		KEE184		Keegan Parkway Trunk Sewer		15		13.14276		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		518		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		129.10867		M2 (10245)		129.10867		902.0134989537		0.8

		KEE184		Keegan Parkway Trunk Sewer		15		13.14276		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		519		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		3378.4274		M2 (10245)		3378.4274		35421.3982923309		32.0

		NEW210		Newberry Street Trunk Sewer		20		1.28126		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		435		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		943.36134		M1 (10245)		943.36134		0.002357372		0.0

		NEW210		Newberry Street Trunk Sewer		20		1.28126		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		175		C3-1		10245		C3-1 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		232.01195		C3 (10245)		232.01195		2137.3960369817		1.9

		NEW210		Newberry Street Trunk Sewer		20		1.28126		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		128		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		321.49298		C3 (10245)		321.49298		3374.1634883845		3.0

		KEE223		Keegan Parkway Trunk Sewer		15		10.28809		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		347		CF-6		10245		CF-6 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1780.35209		CF (10245)		1780.35209		0.864062549		0.0

		KEE223		Keegan Parkway Trunk Sewer		15		10.28809		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		347		CF-6		10245		CF-6 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1780.35209		CF (10245)		1780.35209		2931.3023967997		2.6

		KEE223		Keegan Parkway Trunk Sewer		15		10.28809		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		613		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		97.71671		O2 (10245)		97.71671		6.00E-09		0.0

		KEE198		Keegan Parkway Trunk Sewer		15		5.94603		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		435		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		943.36134		M1 (10245)		943.36134		6.57E-05		0.0

		KEE198		Keegan Parkway Trunk Sewer		15		5.94603		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		174		C3-1		10245		C3-1 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		161.77908		C3 (10245)		161.77908		1469.5261448559		1.3

		KEE198		Keegan Parkway Trunk Sewer		15		5.94603		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		175		C3-1		10245		C3-1 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		232.01195		C3 (10245)		232.01195		7.00E-09		0.0

		KEE198		Keegan Parkway Trunk Sewer		15		5.94603		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		347		CF-6		10245		CF-6 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1780.35209		CF (10245)		1780.35209		0		0.0

		KEE198		Keegan Parkway Trunk Sewer		15		5.94603		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		347		CF-6		10245		CF-6 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1780.35209		CF (10245)		1780.35209		0.002518927		0.0

		KEE198		Keegan Parkway Trunk Sewer		15		5.94603		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		613		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		97.71671		O2 (10245)		97.71671		268.1219157477		0.2

		KEE198		Keegan Parkway Trunk Sewer		15		5.94603		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		519		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		3378.4274		M2 (10245)		3378.4274		46054.0076005194		41.6

		KEE198		Keegan Parkway Trunk Sewer		15		5.94603		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		127		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		349.75782		C3 (10245)		349.75782		1300.8945607781		1.2

		KEE222		Keegan Parkway Trunk Sewer		15		6.44438		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		342		CF-10		10245		CF-10 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1044.63549		CF (10245)		1044.63549		0.0991088183		0.0

		KEE222		Keegan Parkway Trunk Sewer		15		6.44438		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		617		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		1276.72007		O2 (10245)		1276.72007		29325.9903963989		26.5

		KEE222		Keegan Parkway Trunk Sewer		15		6.44438		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		618		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		1097.60962		O2 (10245)		1097.60962		4.0323636214		0.0

		KEE222		Keegan Parkway Trunk Sewer		15		6.44438		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		519		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		3378.4274		M2 (10245)		3378.4274		25682.8070601379		23.2

		MCD26		McDonald Avenue Trunk Sewer		16		13.20323		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		920		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		947.29005		R2 (10245)		947.29005		14871.3894979392		13.4

		MCD26		McDonald Avenue Trunk Sewer		16		13.20323		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		929		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		508.14278		R2 (10245)		508.14278		5791.8797848558		5.2

		MCD26		McDonald Avenue Trunk Sewer		16		13.20323		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		316		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		671.21456		CF (10245)		671.21456		560.8828334694		0.5

		MCD26		McDonald Avenue Trunk Sewer		16		13.20323		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		240		C3-55		10245		C3-55 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		658.82963		C3 (10245)		658.82963		3.22E-07		0.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		1312		R5-23		10245		R5-23 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		782.36863		R5 (10245)		782.36863		9836.6140789632		8.9

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		920		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		947.29005		R2 (10245)		947.29005		7.0715164181		0.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		920		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		947.29005		R2 (10245)		947.29005		0.0096909642		0.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		929		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		508.14278		R2 (10245)		508.14278		5701.7219849888		5.1

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		23		C1-3		10245		C1-3 (10245)		Local Commercial With Special Provsions (By-Law 10245)				C1		361.53677		C1 (10245)		361.53677		6317.4511324091		5.7

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		519		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		3378.4274		M2 (10245)		3378.4274		26239.5448988637		23.7

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		519		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		3378.4274		M2 (10245)		3378.4274		0.4689592571		0.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		129		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		143.33301		C3 (10245)		143.33301		1234.7122701715		1.1

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		916		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		334.8318		R2 (10245)		334.8318		0.0058010849		0.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		916		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		334.8318		R2 (10245)		334.8318		0.0026067241		0.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		916		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		334.8318		R2 (10245)		334.8318		4.60E-07		0.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		916		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		334.8318		R2 (10245)		334.8318		0.0003214464		0.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		130		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		314.62884		C3 (10245)		314.62884		6103.9450609989		5.5

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		27		C1-7		10245		C1-7 (10245)		Local Commercial With Special Provsions (By-Law 10245)				C1		145.88216		C1 (10245)		145.88216		1326.7357536497		1.2

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		701		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		233.91253		R2 (10245)		233.91253		3403.580261708		3.1

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		704		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		210.40122		R2 (10245)		210.40122		2573.5886309377		2.3

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		316		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		671.21456		CF (10245)		671.21456		12625.3980103745		11.4

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		198		C3-29		10245		C3-29 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		317.63484		C3 (10245)		317.63484		4931.5875034448		4.5

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		622		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		317.68835		O2 (10245)		317.68835		4758.2693432896		4.3

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		240		C3-55		10245		C3-55 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		658.82963		C3 (10245)		658.82963		22752.8602357715		20.5

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		1303		R5-12		10245		R5-12 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		122.4912		R5 (10245)		122.4912		862.4768712075		0.8

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		296		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		188.97755		CF (10245)		188.97755		1510.9766469604		1.4

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		435		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		943.36134		M1 (10245)		943.36134		31769.66358726		28.7

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		174		C3-1		10245		C3-1 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		161.77908		C3 (10245)		161.77908		0		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		175		C3-1		10245		C3-1 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		232.01195		C3 (10245)		232.01195		0.0771579		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		342		CF-10		10245		CF-10 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1044.63549		CF (10245)		1044.63549		8.0492868949		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		342		CF-10		10245		CF-10 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1044.63549		CF (10245)		1044.63549		0.0001273125		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		342		CF-10		10245		CF-10 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		1044.63549		CF (10245)		1044.63549		0.0020482714		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		128		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		321.49298		C3 (10245)		321.49298		2763.3580292286		2.5

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		128		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		321.49298		C3 (10245)		321.49298		0.0051934148		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		128		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		321.49298		C3 (10245)		321.49298		0.0008621131		0.0

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		175		C3-1		10245		C3-1 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		232.01195		C3 (10245)		232.01195		1146.3181622473		1.0

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120117		35120117		Ontario		Ontario		35		3512		3512005		467		F		245		239		0.62		752.9		127		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		349.75782		C3 (10245)		349.75782		4086.06182128		3.7

		NEW66		Newberry Street Trunk Sewer		20		11.50849		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		1044		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		990.01001		R4 (10245)		990.01001		0.0008936377		0.0

		NEW66		Newberry Street Trunk Sewer		20		11.50849		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		1044		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		990.01001		R4 (10245)		990.01001		6638.4293771295		26.4

		NEW66		Newberry Street Trunk Sewer		20		11.50849		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		197		C3-28		10245		C3-28 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		108.89706		C3 (10245)		108.89706		717.8822882442		2.9

		NEW66		Newberry Street Trunk Sewer		20		11.50849		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		1234		R4-24		10245		R4-24 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		106.06257		R4 (10245)		106.06257		579.1375052476		2.3

		NEW66		Newberry Street Trunk Sewer		20		11.50849		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		3644		R6-30		10245		R6-30 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		121.73925		R6 (10245)		121.73925		923.8490526007		3.7

		NEW66		Newberry Street Trunk Sewer		20		11.50849		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		1353		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		141.16585		R6 (10245)		141.16585		1175.3349677092		4.7

		NEW66		Newberry Street Trunk Sewer		20		11.50849		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		1041		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1131.71202		R4 (10245)		1131.71202		14017.9973634846		55.8

		NEW66		Newberry Street Trunk Sewer		20		11.50849		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		1044		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		990.01001		R4 (10245)		990.01001		5155.9073229722		20.5

		NEW210		Newberry Street Trunk Sewer		20		1.28126		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		1045		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		758.13317		R4 (10245)		758.13317		0.5149375999		0.0

		NEW210		Newberry Street Trunk Sewer		20		1.28126		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		242		C5-2		10245		C5-2 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		225.0429		C5 (10245)		225.0429		2798.4904724366		11.1

		NEW210		Newberry Street Trunk Sewer		20		1.28126		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		243		C5-3		10245		C5-3 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		235.23303		C5 (10245)		235.23303		2658.7251193729		10.6

		NEW210		Newberry Street Trunk Sewer		20		1.28126		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		176		C3-1		10245		C3-1 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		276.64786		C3 (10245)		276.64786		6.07E-08		0.0

		NEW210		Newberry Street Trunk Sewer		20		1.28126		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		919		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		960.61316		R2 (10245)		960.61316		0.0909647274		0.0

		NEW212		Newberry Street Trunk Sewer		20		0.50809		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		1041		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1131.71202		R4 (10245)		1131.71202		2135.2832961916		8.5

		NEW67		Newberry Street Trunk Sewer		20		10.77038		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		1041		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1131.71202		R4 (10245)		1131.71202		14617.4771248558		58.2

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		1045		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		758.13317		R4 (10245)		758.13317		5.7957017373		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		242		C5-2		10245		C5-2 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		225.0429		C5 (10245)		225.0429		0.0214910755		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		242		C5-2		10245		C5-2 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		225.0429		C5 (10245)		225.0429		0.0092046554		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		243		C5-3		10245		C5-3 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		235.23303		C5 (10245)		235.23303		0.0008406572		0.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		176		C3-1		10245		C3-1 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		276.64786		C3 (10245)		276.64786		2630.6855168903		10.5

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		919		R2-3		10245		R2-3 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		960.61316		R2 (10245)		960.61316		23108.3981005577		92.0

		NEW27		Newberry Street Trunk Sewer		20		38.84568		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		1446		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		280.50188		R7 (10245)		280.50188		4188.4944425852		16.7

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		1044		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		990.01001		R4 (10245)		990.01001		14953.8989763097		59.5

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		82		C2-22		10245		C2-22 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		175.66916		C2 (10245)		175.66916		1958.927904317		7.8

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		1045		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		758.13317		R4 (10245)		758.13317		14160.1379665995		56.4

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		197		C3-28		10245		C3-28 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		108.89706		C3 (10245)		108.89706		0.7420360779		0.0

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		3644		R6-30		10245		R6-30 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		121.73925		R6 (10245)		121.73925		0.0004311606		0.0

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		3644		R6-30		10245		R6-30 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		121.73925		R6 (10245)		121.73925		3.72E-05		0.0

		NEW65		Newberry Street Trunk Sewer		20		15.27182		35120118		35120118		Ontario		Ontario		35		3512		3512005		460		F		251		236		0.15		3135.7		247		C5-8		10245		C5-8 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		244.34976		C5 (10245)		244.34976		3155.2637901242		12.6

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120119		35120119		Ontario		Ontario		35		3512		3512005		599		F		389		379		0.21		2872.9		227		C4-6		10245		C4-6 (10245)		Shopping Centre Commercial With Special Provisions (By-Law 10245)				C4		1042.31834		C4 (10245)		1042.31834		0.0008457679		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120119		35120119		Ontario		Ontario		35		3512		3512005		599		F		389		379		0.21		2872.9		237		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		444.95095		C5 (10245)		444.95095		11680.5021632676		40.7

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120119		35120119		Ontario		Ontario		35		3512		3512005		599		F		389		379		0.21		2872.9		1450		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		311.4398		R7 (10245)		311.4398		5936.7107711548		20.7

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120119		35120119		Ontario		Ontario		35		3512		3512005		599		F		389		379		0.21		2872.9		715		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		753.8072		R2 (10245)		753.8072		22271.7193030168		77.6

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120119		35120119		Ontario		Ontario		35		3512		3512005		599		F		389		379		0.21		2872.9		257		C3-56		10245		C3-56 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		194.44184		C3 (10245)		194.44184		2271.1178190318		7.9

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120119		35120119		Ontario		Ontario		35		3512		3512005		599		F		389		379		0.21		2872.9		1285		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		448.6564		R5 (10245)		448.6564		11917.7394401703		41.5

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120119		35120119		Ontario		Ontario		35		3512		3512005		599		F		389		379		0.21		2872.9		217		C3-48		10245		C3-48 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		190.3844		C3 (10245)		190.3844		2221.9381954021		7.7

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120119		35120119		Ontario		Ontario		35		3512		3512005		599		F		389		379		0.21		2872.9		1362		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		156.87729		R6 (10245)		156.87729		1535.1153505696		5.3

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120119		35120119		Ontario		Ontario		35		3512		3512005		599		F		389		379		0.21		2872.9		1326		R5-7		10245		R5-7 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		481.53959		R5 (10245)		481.53959		10224.012815781		35.6

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120119		35120119		Ontario		Ontario		35		3512		3512005		599		F		389		379		0.21		2872.9		266		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		166.64103		C7 (10245)		166.64103		1732.8771455122		6.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120119		35120119		Ontario		Ontario		35		3512		3512005		599		F		389		379		0.21		2872.9		133		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		363.00857		C3 (10245)		363.00857		6686.849574617		23.3

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120119		35120119		Ontario		Ontario		35		3512		3512005		599		F		389		379		0.21		2872.9		1285		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		448.6564		R5 (10245)		448.6564		40.052490116		0.1

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120119		35120119		Ontario		Ontario		35		3512		3512005		599		F		389		379		0.21		2872.9		227		C4-6		10245		C4-6 (10245)		Shopping Centre Commercial With Special Provisions (By-Law 10245)				C4		1042.31834		C4 (10245)		1042.31834		62895.9007386188		219.1

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120119		35120119		Ontario		Ontario		35		3512		3512005		599		F		389		379		0.21		2872.9		702		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		301.08134		R2 (10245)		301.08134		3863.154658004		13.5

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120119		35120119		Ontario		Ontario		35		3512		3512005		599		F		389		379		0.21		2872.9		703		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		430.48782		R2 (10245)		430.48782		7263.8482879425		25.3

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120119		35120119		Ontario		Ontario		35		3512		3512005		599		F		389		379		0.21		2872.9		707		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		571.82008		R2 (10245)		571.82008		9191.7048891648		32.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120119		35120119		Ontario		Ontario		35		3512		3512005		599		F		389		379		0.21		2872.9		239		C5-1		10245		C5-1 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		98.45135		C5 (10245)		98.45135		605.66738313		2.1

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120119		35120119		Ontario		Ontario		35		3512		3512005		599		F		389		379		0.21		2872.9		1449		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		529.30872		R7 (10245)		529.30872		11592.4456062123		40.4

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120119		35120119		Ontario		Ontario		35		3512		3512005		599		F		389		379		0.21		2872.9		1450		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		311.4398		R7 (10245)		311.4398		18.9302618531		0.1

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		744		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		3293.29529		R2 (10245)		3293.29529		3.4445706586		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		748		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		606.31208		R2 (10245)		606.31208		8891.7481564679		26.1

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		964		R2-7		10245		R2-7 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		159.85086		R2 (10245)		159.85086		858.1485192049		2.5

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		965		R2-8		10245		R2-8 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		155.01701		R2 (10245)		155.01701		0.1076085825		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		580		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		291.14578		O1 (10245)		291.14578		2945.9540419096		8.6

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		716		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		318.94247		R2 (10245)		318.94247		3762.883193771		11.0

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		1456		R7-5		10245		R7-5 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		290.13889		R7 (10245)		290.13889		3642.5379681777		10.7

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		722		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		362.4972		R2 (10245)		362.4972		0		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		739		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		349.04216		R2 (10245)		349.04216		6859.6835907917		20.1

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		740		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		347.93468		R2 (10245)		347.93468		7228.5721721367		21.2

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		744		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		3293.29529		R2 (10245)		3293.29529		53377.9833559772		156.4

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		729		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		347.22769		R2 (10245)		347.22769		1986.1188571022		5.8

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		662		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		151.93644		R1 (10245)		151.93644		1322.5152884696		3.9

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		730		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		664.42899		R2 (10245)		664.42899		18689.9627986825		54.8

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		665		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		653.51376		R1 (10245)		653.51376		5.4080162897		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		665		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		653.51376		R1 (10245)		653.51376		20.6284801134		0.1

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		734		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		350.38106		R2 (10245)		350.38106		4335.6701420437		12.7

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		722		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		362.4972		R2 (10245)		362.4972		3100.0370440899		9.1

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		321		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		365.81176		CF (10245)		365.81176		0.4029463727		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		321		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		365.81176		CF (10245)		365.81176		0.0083534541		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		321		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		365.81176		CF (10245)		365.81176		0		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		323		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		447.02457		CF (10245)		447.02457		11113.0486792109		32.6

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		658		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		571.44763		R1 (10245)		571.44763		6470.6655215035		19.0

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		324		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		140.39761		CF (10245)		140.39761		0.9855646664		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		592		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		472.63816		O2 (10245)		472.63816		12219.7358803972		35.8

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		580		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		291.14578		O1 (10245)		291.14578		2063.8926015905		6.0

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		580		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		291.14578		O1 (10245)		291.14578		7.7829313039		0.0

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		321		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		365.81176		CF (10245)		365.81176		7654.9835242474		22.4

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		657		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		288.39593		R1 (10245)		288.39593		3884.9309994414		11.4

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		661		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		474.60441		R1 (10245)		474.60441		11644.2512025715		34.1

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		729		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		347.22769		R2 (10245)		347.22769		2860.9982242768		8.4

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		665		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		653.51376		R1 (10245)		653.51376		2502.6385303385		7.3

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		734		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		350.38106		R2 (10245)		350.38106		2598.013241905		7.6

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		324		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		140.39761		CF (10245)		140.39761		1182.8016349291		3.5

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		665		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		653.51376		R1 (10245)		653.51376		7153.1593683307		21.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		744		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		3293.29529		R2 (10245)		3293.29529		31798.3873261216		93.2

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		344		CF-3		10245		CF-3 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		259.49644		CF (10245)		259.49644		3872.4935713953		11.3

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		964		R2-7		10245		R2-7 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		159.85086		R2 (10245)		159.85086		2.6996503747		0.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		964		R2-7		10245		R2-7 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		159.85086		R2 (10245)		159.85086		651.7896816946		1.9

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		965		R2-8		10245		R2-8 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		155.01701		R2 (10245)		155.01701		1396.2249709689		4.1

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		103		C1-8		10245		C1-8 (10245)		Local Commercial With Special Provsions (By-Law 10245)				C1		159.6836		C1 (10245)		159.6836		1484.0977563534		4.3

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		716		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		318.94247		R2 (10245)		318.94247		2374.0202925164		7.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		722		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		362.4972		R2 (10245)		362.4972		5090.8707073647		14.9

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		655		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		260.64634		R1 (10245)		260.64634		4074.2592762475		11.9

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		658		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		571.44763		R1 (10245)		571.44763		1330.5618020846		3.9

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		658		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		571.44763		R1 (10245)		571.44763		7298.9730825855		21.4

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		592		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		472.63816		O2 (10245)		472.63816		29.0128011342		0.1

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120120		35120120		Ontario		Ontario		35		3512		3512005		726		F		284		284		0.34		2162		662		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		151.93644		R1 (10245)		151.93644		4.3947974162		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120121		35120121		Ontario		Ontario		35		3512		3512005		472		F		207		205		0.17		2811.2		726		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1218.59573		R2 (10245)		1218.59573		14143.164181026		55.3

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120121		35120121		Ontario		Ontario		35		3512		3512005		472		F		207		205		0.17		2811.2		559		R6-26		10245		R6-26 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		236.02455		R6 (10245)		236.02455		2596.5880910683		10.2

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120121		35120121		Ontario		Ontario		35		3512		3512005		472		F		207		205		0.17		2811.2		709		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		456.51594		R2 (10245)		456.51594		11841.4574328043		46.3

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120121		35120121		Ontario		Ontario		35		3512		3512005		472		F		207		205		0.17		2811.2		712		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1472.35129		R2 (10245)		1472.35129		32701.5035400296		127.9

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120121		35120121		Ontario		Ontario		35		3512		3512005		472		F		207		205		0.17		2811.2		712		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1472.35129		R2 (10245)		1472.35129		0.0035913929		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120121		35120121		Ontario		Ontario		35		3512		3512005		472		F		207		205		0.17		2811.2		714		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		507.83254		R2 (10245)		507.83254		6185.8623477699		24.2

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120121		35120121		Ontario		Ontario		35		3512		3512005		472		F		207		205		0.17		2811.2		718		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		499.60166		R2 (10245)		499.60166		1644.5787884357		6.4

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120121		35120121		Ontario		Ontario		35		3512		3512005		472		F		207		205		0.17		2811.2		714		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		507.83254		R2 (10245)		507.83254		7421.0101776485		29.0

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120121		35120121		Ontario		Ontario		35		3512		3512005		472		F		207		205		0.17		2811.2		718		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		499.60166		R2 (10245)		499.60166		12393.8315405322		48.5

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120121		35120121		Ontario		Ontario		35		3512		3512005		472		F		207		205		0.17		2811.2		726		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1218.59573		R2 (10245)		1218.59573		26243.6209873375		102.7

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120121		35120121		Ontario		Ontario		35		3512		3512005		472		F		207		205		0.17		2811.2		712		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1472.35129		R2 (10245)		1472.35129		29.2653318285		0.1

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120121		35120121		Ontario		Ontario		35		3512		3512005		472		F		207		205		0.17		2811.2		712		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1472.35129		R2 (10245)		1472.35129		2773.6612610445		10.9

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120121		35120121		Ontario		Ontario		35		3512		3512005		472		F		207		205		0.17		2811.2		712		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1472.35129		R2 (10245)		1472.35129		2667.4746695209		10.4

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		667		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		849.62437		R1 (10245)		849.62437		14650.5278945631		54.8

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		671		R1-1		10245		R1-1 (10245)		Residential First Density With Special Provisions (By-Law 10245)				R1		104.56811		R1 (10245)		104.56811		662.0599592205		2.5

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		756		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1479.62979		R2 (10245)		1479.62979		0.0010019141		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		756		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1479.62979		R2 (10245)		1479.62979		1.04E-06		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		756		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1479.62979		R2 (10245)		1479.62979		0.0006093933		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		756		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1479.62979		R2 (10245)		1479.62979		0.0007903112		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		756		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1479.62979		R2 (10245)		1479.62979		0.022427111		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		756		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1479.62979		R2 (10245)		1479.62979		0.0104091049		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		756		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1479.62979		R2 (10245)		1479.62979		0.0009856249		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		756		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1479.62979		R2 (10245)		1479.62979		6938.6085625432		26.0

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		756		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1479.62979		R2 (10245)		1479.62979		0.8347487774		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		666		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		1334.22632		R1 (10245)		1334.22632		14481.800935107		54.2

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		660		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		542.49524		R1 (10245)		542.49524		16045.3207304411		60.0

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		663		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		525.75294		R1 (10245)		525.75294		14383.7933784542		53.8

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		664		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		527.84412		R1 (10245)		527.84412		14450.5296965845		54.1

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		666		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		1334.22632		R1 (10245)		1334.22632		20483.8319024645		76.7

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		667		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		849.62437		R1 (10245)		849.62437		0.0109936267		0.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		671		R1-1		10245		R1-1 (10245)		Residential First Density With Special Provisions (By-Law 10245)				R1		104.56811		R1 (10245)		104.56811		0.0169262534		0.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		756		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1479.62979		R2 (10245)		1479.62979		1.00E-10		0.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		761		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		418.31823		R2 (10245)		418.31823		0.0030714236		0.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		761		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		418.31823		R2 (10245)		418.31823		0.0154916632		0.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		666		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		1334.22632		R1 (10245)		1334.22632		11213.6900877587		42.0

		HAI191		Haig Road Trunk Sewer		13		1.96946		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		761		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		418.31823		R2 (10245)		418.31823		0		0.0

		HAI191		Haig Road Trunk Sewer		13		1.96946		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		667		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		849.62437		R1 (10245)		849.62437		0.0003504201		0.0

		HAI191		Haig Road Trunk Sewer		13		1.96946		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		667		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		849.62437		R1 (10245)		849.62437		1.30E-08		0.0

		HAI191		Haig Road Trunk Sewer		13		1.96946		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		756		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1479.62979		R2 (10245)		1479.62979		7466.9978222341		27.9

		HAI191		Haig Road Trunk Sewer		13		1.96946		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		761		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		418.31823		R2 (10245)		418.31823		8083.2857782189		30.2

		HAI193		Haig Road Trunk Sewer		13		1.25952		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		756		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1479.62979		R2 (10245)		1479.62979		4623.4957327663		17.3

		HAI190		Haig Road Trunk Sewer		13		4.27614		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		667		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		849.62437		R1 (10245)		849.62437		0.0014195994		0.0

		HAI194		Haig Road Trunk Sewer		13		3.50381		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		667		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		849.62437		R1 (10245)		849.62437		1.07E-08		0.0

		HAI194		Haig Road Trunk Sewer		13		3.50381		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		667		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		849.62437		R1 (10245)		849.62437		3.53E-05		0.0

		HAI194		Haig Road Trunk Sewer		13		3.50381		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		667		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		849.62437		R1 (10245)		849.62437		0		0.0

		HAI194		Haig Road Trunk Sewer		13		3.50381		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		742		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		350.27103		R2 (10245)		350.27103		2753.9783812858		10.3

		HAI194		Haig Road Trunk Sewer		13		3.50381		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		742		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		350.27103		R2 (10245)		350.27103		59.0601091055		0.2

		HAI194		Haig Road Trunk Sewer		13		3.50381		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		756		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1479.62979		R2 (10245)		1479.62979		9582.3814483908		35.9

		HAI190		Haig Road Trunk Sewer		13		4.27614		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		667		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		849.62437		R1 (10245)		849.62437		0.0003621005		0.0

		HAI190		Haig Road Trunk Sewer		13		4.27614		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		667		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		849.62437		R1 (10245)		849.62437		0.0019301584		0.0

		HAI190		Haig Road Trunk Sewer		13		4.27614		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		742		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		350.27103		R2 (10245)		350.27103		4302.8466823436		16.1

		HAI190		Haig Road Trunk Sewer		13		4.27614		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		756		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1479.62979		R2 (10245)		1479.62979		10497.880880178		39.3

		HAI190		Haig Road Trunk Sewer		13		4.27614		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		756		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1479.62979		R2 (10245)		1479.62979		9.2426356724		0.0

		HAI192		Haig Road Trunk Sewer		13		0.5061		35120122		35120122		Ontario		Ontario		35		3512		3512005		610		F		225		223		0.22		2744		761		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		418.31823		R2 (10245)		418.31823		2316.3199131229		8.7

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		668		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		454.99445		R1 (10245)		454.99445		3546.5656998531		7.2

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		768		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		376.72976		R2 (10245)		376.72976		5412.6110306686		10.9

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		772		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		968.68612		R2 (10245)		968.68612		29473.9045218557		59.6

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		773		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		754.31396		R2 (10245)		754.31396		19714.7641673889		39.8

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		774		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		868.07072		R2 (10245)		868.07072		25274.4187930008		51.1

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		777		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		435.63381		R2 (10245)		435.63381		6423.1039697473		13.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		778		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		951.7098		R2 (10245)		951.7098		18879.2809772681		38.2

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		597		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		2019.25352		O2 (10245)		2019.25352		124.5993954683		0.3

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		597		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		2019.25352		O2 (10245)		2019.25352		0.0012458175		0.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		758		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		288.99806		R2 (10245)		288.99806		5258.9282578686		10.6

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		597		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		2019.25352		O2 (10245)		2019.25352		0.0009685357		0.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		597		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		2019.25352		O2 (10245)		2019.25352		6.92E-05		0.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		329		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		937.9356		CF (10245)		937.9356		46857.262999212		94.7

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		668		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		454.99445		R1 (10245)		454.99445		1464.2787223142		3.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		669		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		381.21485		R1 (10245)		381.21485		1493.0212940652		3.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		597		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		2019.25352		O2 (10245)		2019.25352		2.46E-05		0.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		597		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		2019.25352		O2 (10245)		2019.25352		0.0003552523		0.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		597		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		2019.25352		O2 (10245)		2019.25352		152.7255371194		0.3

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		597		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		2019.25352		O2 (10245)		2019.25352		0.0061583449		0.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		597		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		2019.25352		O2 (10245)		2019.25352		0.0010837436		0.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		597		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		2019.25352		O2 (10245)		2019.25352		0.0002855171		0.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		597		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		2019.25352		O2 (10245)		2019.25352		0.0046341844		0.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		597		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		2019.25352		O2 (10245)		2019.25352		904.6844693615		1.8

		HAI195		Haig Road Trunk Sewer		13		6.97759		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		777		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		435.63381		R2 (10245)		435.63381		0.0010079198		0.0

		HAI195		Haig Road Trunk Sewer		13		6.97759		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		778		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		951.7098		R2 (10245)		951.7098		0.016857359		0.0

		HAI195		Haig Road Trunk Sewer		13		6.97759		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		597		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		2019.25352		O2 (10245)		2019.25352		11157.8882844619		22.6

		HAI195		Haig Road Trunk Sewer		13		6.97759		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		804		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		882.96884		R2 (10245)		882.96884		4.0190713815		0.0

		HAI195		Haig Road Trunk Sewer		13		6.97759		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		409		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		713.82557		E (10245)		713.82557		24578.7243924482		49.7

		HAI195		Haig Road Trunk Sewer		13		6.97759		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		970		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		228.13814		R2 (10245)		228.13814		501.7573215889		1.0

		HAI195		Haig Road Trunk Sewer		13		6.97759		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		970		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		228.13814		R2 (10245)		228.13814		30.6888018227		0.1

		HAI195		Haig Road Trunk Sewer		13		6.97759		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		777		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		435.63381		R2 (10245)		435.63381		0.0762249952		0.0

		HAI195		Haig Road Trunk Sewer		13		6.97759		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		777		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		435.63381		R2 (10245)		435.63381		1.69E-07		0.0

		HAI197		Haig Road Trunk Sewer		13		3.05575		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		968		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		127.28537		R2 (10245)		127.28537		920.7580665743		1.9

		HAI197		Haig Road Trunk Sewer		13		3.05575		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		794		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		87.75516		R2 (10245)		87.75516		428.2128467846		0.9

		HAI197		Haig Road Trunk Sewer		13		3.05575		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		597		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		2019.25352		O2 (10245)		2019.25352		0.077274237		0.0

		HAI197		Haig Road Trunk Sewer		13		3.05575		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		804		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		882.96884		R2 (10245)		882.96884		10399.6558644146		21.0

		HAI197		Haig Road Trunk Sewer		13		3.05575		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		967		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		89.87678		R2 (10245)		89.87678		457.2423270315		0.9

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		778		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		951.7098		R2 (10245)		951.7098		4.20E-05		0.0

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		778		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		951.7098		R2 (10245)		951.7098		8.295547126		0.0

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		778		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		951.7098		R2 (10245)		951.7098		1.6562158697		0.0

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		3533		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		191.54726		O2 (10245)		191.54726		1342.5393855773		2.7

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		597		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		2019.25352		O2 (10245)		2019.25352		68037.6733152852		137.5

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		599		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		250.55256		E (10245)		250.55256		2371.7501724447		4.8

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		668		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		454.99445		R1 (10245)		454.99445		6408.5328739729		13.0

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		669		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		381.21485		R1 (10245)		381.21485		4405.8970398825		8.9

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		809		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		302.16004		R2 (10245)		302.16004		4117.6663571		8.3

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		407		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		89.69377		O2 (10245)		89.69377		389.8362879597		0.8

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		410		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		264.39936		O2 (10245)		264.39936		1550.8276653112		3.1

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		969		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		130.44198		R2 (10245)		130.44198		1015.5311379273		2.1

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		971		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		164.6454		R2 (10245)		164.6454		1254.8806499257		2.5

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		670		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		411.83101		R1 (10245)		411.83101		9773.3927483489		19.8

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		804		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		882.96884		R2 (10245)		882.96884		0.8435272931		0.0

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		804		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		882.96884		R2 (10245)		882.96884		0.1968316905		0.0

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		804		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		882.96884		R2 (10245)		882.96884		2.7934661657		0.0

		HAI196		Haig Road Trunk Sewer		13		1.35722		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		970		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		228.13814		R2 (10245)		228.13814		2050.7969146108		4.1

		HAI196		Haig Road Trunk Sewer		13		1.35722		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		597		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		2019.25352		O2 (10245)		2019.25352		0.0719081562		0.0

		HAI196		Haig Road Trunk Sewer		13		1.35722		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		804		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		882.96884		R2 (10245)		882.96884		3439.0413900308		7.0

		HAI196		Haig Road Trunk Sewer		13		1.35722		35120123		35120123		Ontario		Ontario		35		3512		3512005		646		F		250		247		0.4		1622.7		409		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		713.82557		E (10245)		713.82557		1.0703768161		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		3532		M2-6		10245		M2-6 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		815.14153		M2 (10245)		815.14153		23159.6896896546		40.8

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		784		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2075.88992		R2 (10245)		2075.88992		8754.4042501782		15.4

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		770		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2314.08747		R2 (10245)		2314.08747		23258.8537140445		41.0

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		770		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2314.08747		R2 (10245)		2314.08747		7876.76350431		13.9

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		771		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		462.2241		R2 (10245)		462.2241		12677.900559939		22.3

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		775		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		776.43753		R2 (10245)		776.43753		20120.3135771361		35.4

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		784		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2075.88992		R2 (10245)		2075.88992		37497.7827515213		66.0

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		791		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1167.75448		R2 (10245)		1167.75448		28717.6604113316		50.6

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		326		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		642.44988		CF (10245)		642.44988		25700.2344555607		45.3

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		1278		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		1244.52602		RH (10245)		1244.52602		0		0.0

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		1278		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		1244.52602		RH (10245)		1244.52602		0.0039656727		0.0

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		770		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2314.08747		R2 (10245)		2314.08747		12132.1561027541		21.4

		MCD236		McDonald Avenue Trunk Sewer		16		66.94026		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		770		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2314.08747		R2 (10245)		2314.08747		24317.8883850884		42.8

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		978		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		685.22719		R2 (10245)		685.22719		1.17E-07		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		978		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		685.22719		R2 (10245)		685.22719		0		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		978		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		685.22719		R2 (10245)		685.22719		8.70E-09		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		460		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		110.2195		M1 (10245)		110.2195		750.3970118879		1.3

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		462		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		1203.02681		M1 (10245)		1203.02681		82534.9777481814		145.3

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		467		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		2039.90065		M1 (10245)		2039.90065		48583.9508280736		85.6

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		480		M1-10		10245		M1-10 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		810.72358		M1 (10245)		810.72358		34439.9127476021		60.6

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		1277		R2-26		10245		R2-26 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1911.47658		R2 (10245)		1911.47658		0.0652646371		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		533		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		8499.61044		M2 (10245)		8499.61044		11.1291344622		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		1472		R2-26		10245		R2-26 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1381.85442		R2 (10245)		1381.85442		25057.5360203701		44.1

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		902		R2-20		10245		R2-20 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		469.80444		R2 (10245)		469.80444		157.0504890881		0.3

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		902		R2-20		10245		R2-20 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		469.80444		R2 (10245)		469.80444		3.04E-08		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		902		R2-20		10245		R2-20 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		469.80444		R2 (10245)		469.80444		5.06E-08		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		902		R2-20		10245		R2-20 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		469.80444		R2 (10245)		469.80444		4.77E-08		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		3529		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1317.93948		E (10245)		1317.93948		0.0084642888		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		3529		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1317.93948		E (10245)		1317.93948		44.614803213		0.1

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		3529		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1317.93948		E (10245)		1317.93948		4046.503525101		7.1

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		3531		M1-13-h		10245		M1-13-h (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		1654.56644		M1 (10245)		1654.56644		128298.480193251		225.9

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		1277		R2-26		10245		R2-26 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1911.47658		R2 (10245)		1911.47658		0.0068253741		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		1278		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		1244.52602		RH (10245)		1244.52602		71382.6953407761		125.7

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		891		R2-15		10245		R2-15 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		997.44298		R2 (10245)		997.44298		0.2766112097		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		891		R2-15		10245		R2-15 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		997.44298		R2 (10245)		997.44298		1.17E-07		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		891		R2-15		10245		R2-15 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		997.44298		R2 (10245)		997.44298		4.30E-09		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		770		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2314.08747		R2 (10245)		2314.08747		2773.9316091626		4.9

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		770		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2314.08747		R2 (10245)		2314.08747		1.954666105		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		770		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2314.08747		R2 (10245)		2314.08747		1.83E-08		0.0

		HAI195		Haig Road Trunk Sewer		13		6.97759		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		815		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		296.37302		R2 (10245)		296.37302		717.187804437		1.3

		HAI195		Haig Road Trunk Sewer		13		6.97759		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		977		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		830.83007		R2 (10245)		830.83007		0.0025613947		0.0

		HAI197		Haig Road Trunk Sewer		13		3.05575		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		807		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		458.15517		R2 (10245)		458.15517		5968.8765842491		10.5

		HAI197		Haig Road Trunk Sewer		13		3.05575		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		810		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		627.2285		R2 (10245)		627.2285		4010.0584313162		7.1

		HAI197		Haig Road Trunk Sewer		13		3.05575		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		972		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		864.20165		R2 (10245)		864.20165		500.6815696167		0.9

		HAI197		Haig Road Trunk Sewer		13		3.05575		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		972		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		864.20165		R2 (10245)		864.20165		589.0356623904		1.0

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		810		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		627.2285		R2 (10245)		627.2285		5211.5350321699		9.2

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		1472		R2-26		10245		R2-26 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1381.85442		R2 (10245)		1381.85442		13886.4192647817		24.5

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		1472		R2-26		10245		R2-26 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1381.85442		R2 (10245)		1381.85442		1038.5236659252		1.8

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		973		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		386.04017		R2 (10245)		386.04017		3110.0179739579		5.5

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		974		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		755.53822		R2 (10245)		755.53822		2725.5179738947		4.8

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		975		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		337.4701		R2 (10245)		337.4701		7064.1854545073		12.4

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		978		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		685.22719		R2 (10245)		685.22719		11682.7881590193		20.6

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		979		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		622.9008		R2 (10245)		622.9008		3149.3394937985		5.5

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		791		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1167.75448		R2 (10245)		1167.75448		1.20E-05		0.0

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		791		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1167.75448		R2 (10245)		1167.75448		0.0008065266		0.0

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		791		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1167.75448		R2 (10245)		1167.75448		1.63E-07		0.0

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		791		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1167.75448		R2 (10245)		1167.75448		2291.2080604235		4.0

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		1277		R2-26		10245		R2-26 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1911.47658		R2 (10245)		1911.47658		31732.7389617164		55.9

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		1278		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		1244.52602		RH (10245)		1244.52602		0.0024424575		0.0

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		886		R2-15		10245		R2-15 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		524.91538		R2 (10245)		524.91538		1967.94459736		3.5

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		891		R2-15		10245		R2-15 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		997.44298		R2 (10245)		997.44298		2417.04266523		4.3

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		3528		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		887.57705		R2 (10245)		887.57705		5672.4723222935		10.0

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		3529		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1317.93948		E (10245)		1317.93948		32530.2736999415		57.3

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		3530		R2-26		10245		R2-26 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		446.33811		R2 (10245)		446.33811		8366.7355956202		14.7

		HAI235		Haig Road Trunk Sewer		13		28.9872		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		784		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2075.88992		R2 (10245)		2075.88992		468.587667532		0.8

		HAI20		Haig Road Trunk Sewer		13		11.61302		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		979		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		622.9008		R2 (10245)		622.9008		5681.6081673858		10.0

		HAI20		Haig Road Trunk Sewer		13		11.61302		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		467		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		2039.90065		M1 (10245)		2039.90065		0.192310322		0.0

		HAI20		Haig Road Trunk Sewer		13		11.61302		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		886		R2-15		10245		R2-15 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		524.91538		R2 (10245)		524.91538		5514.2718374504		9.7

		HAI20		Haig Road Trunk Sewer		13		11.61302		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		890		R2-15		10245		R2-15 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		183.39325		R2 (10245)		183.39325		1839.9191021741		3.2

		HAI20		Haig Road Trunk Sewer		13		11.61302		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		891		R2-15		10245		R2-15 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		997.44298		R2 (10245)		997.44298		13588.5972760603		23.9

		HAI20		Haig Road Trunk Sewer		13		11.61302		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		901		R2-20		10245		R2-20 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		794.45087		R2 (10245)		794.45087		5247.3667853068		9.2

		HAI20		Haig Road Trunk Sewer		13		11.61302		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		902		R2-20		10245		R2-20 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		469.80444		R2 (10245)		469.80444		5568.4484956727		9.8

		HAI20		Haig Road Trunk Sewer		13		11.61302		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		807		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		458.15517		R2 (10245)		458.15517		3.9456280767		0.0

		HAI20		Haig Road Trunk Sewer		13		11.61302		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		810		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		627.2285		R2 (10245)		627.2285		144.4453079468		0.3

		HAI20		Haig Road Trunk Sewer		13		11.61302		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		812		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		155.57548		R2 (10245)		155.57548		3.80E-09		0.0

		HAI20		Haig Road Trunk Sewer		13		11.61302		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		972		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		864.20165		R2 (10245)		864.20165		10614.0711842645		18.7

		HAI20		Haig Road Trunk Sewer		13		11.61302		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		973		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		386.04017		R2 (10245)		386.04017		2540.1489057464		4.5

		HAI20		Haig Road Trunk Sewer		13		11.61302		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		974		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		755.53822		R2 (10245)		755.53822		18766.6391179061		33.0

		HAI20		Haig Road Trunk Sewer		13		11.61302		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		976		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		344.18872		R2 (10245)		344.18872		6904.2644643211		12.2

		HAI20		Haig Road Trunk Sewer		13		11.61302		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		977		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		830.83007		R2 (10245)		830.83007		5630.70608125		9.9

		HAI21		Haig Road Trunk Sewer		13		5.15448		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		811		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		101.83524		R2 (10245)		101.83524		2.2223530752		0.0

		HAI21		Haig Road Trunk Sewer		13		5.15448		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		815		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		296.37302		R2 (10245)		296.37302		3246.429137054		5.7

		HAI21		Haig Road Trunk Sewer		13		5.15448		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		827		R2-20		10245		R2-20 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		382.34089		R2 (10245)		382.34089		8331.3393906255		14.7

		HAI21		Haig Road Trunk Sewer		13		5.15448		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		977		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		830.83007		R2 (10245)		830.83007		7747.6206204464		13.6

		HAI21		Haig Road Trunk Sewer		13		5.15448		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		980		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		165.87857		R2 (10245)		165.87857		1656.1240178368		2.9

		HAI21		Haig Road Trunk Sewer		13		5.15448		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		901		R2-20		10245		R2-20 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		794.45087		R2 (10245)		794.45087		9475.877919703		16.7

		HAI196		Haig Road Trunk Sewer		13		1.35722		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		977		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		830.83007		R2 (10245)		830.83007		0.0078670734		0.0

		HAI196		Haig Road Trunk Sewer		13		1.35722		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		977		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		830.83007		R2 (10245)		830.83007		579.3197455992		1.0

		HAI196		Haig Road Trunk Sewer		13		1.35722		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		811		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		101.83524		R2 (10245)		101.83524		514.7639731021		0.9

		HAI196		Haig Road Trunk Sewer		13		1.35722		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		812		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		155.57548		R2 (10245)		155.57548		1471.5177827202		2.6

		HAI196		Haig Road Trunk Sewer		13		1.35722		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		972		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		864.20165		R2 (10245)		864.20165		0.000291623		0.0

		HAI196		Haig Road Trunk Sewer		13		1.35722		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		977		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		830.83007		R2 (10245)		830.83007		715.5603270703		1.3

		HAI196		Haig Road Trunk Sewer		13		1.35722		35120124		35120124		Ontario		Ontario		35		3512		3512005		1557		F		608		605		1.14		1366.6		977		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		830.83007		R2 (10245)		830.83007		994.0949541855		1.8

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		725		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		520.61044		R2 (10245)		520.61044		13018.6719358887		11.7

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		731		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		543.99307		R2 (10245)		543.99307		13732.5362176145		12.4

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		3646		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		685.50928		R2 (10245)		685.50928		10073.4328016009		9.1

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		3648		R3		10245		R3 (10245)		Residential Third Density (By-Law 10245)				R3		124.84051		R3 (10245)		124.84051		0.0140072233		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		903		R2-21		10245		R2-21 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		371.16817		R2 (10245)		371.16817		4540.5382460712		4.1

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		904		R2-21		10245		R2-21 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		227.5337		R2 (10245)		227.5337		2447.2925637524		2.2

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		136		C3-54		10245		C3-54 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		594.44115		C3 (10245)		594.44115		27.4843208003		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		136		C3-54		10245		C3-54 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		594.44115		C3 (10245)		594.44115		4.60E-09		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		1320		R5-30		10245		R5-30 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		551.76983		R5 (10245)		551.76983		0.007608086		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		3586		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		336.95416		C3 (10245)		336.95416		0.0659552469		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		706		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		793.22713		R2 (10245)		793.22713		11021.5024640521		9.9

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		577		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		311.63046		O1 (10245)		311.63046		4223.7599363265		3.8

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		720		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		441.4712		R2 (10245)		441.4712		9980.3912327358		9.0

		KEE241		Keegan Parkway Trunk Sewer		15		16.25256		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		1376		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		529.05628		R6 (10245)		529.05628		0.0016420151		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		539		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		387.77624		M2 (10245)		387.77624		5643.6358681396		5.1

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		190		C3-20		10245		C3-20 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		584.39465		C3 (10245)		584.39465		19803.3781068533		17.8

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		3751		M2-5		10245		M2-5 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		548.34213		M2 (10245)		548.34213		17366.4600405547		15.6

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		215		C3-46		10245		C3-46 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		290.56087		C3 (10245)		290.56087		4882.9766698514		4.4

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		624		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		2752.19041		O2 (10245)		2752.19041		0.4625047545		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		236		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		226.4335		C5 (10245)		226.4335		2953.3417526199		2.7

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		521		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1702.37688		M2 (10245)		1702.37688		36900.606774802		33.2

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		521		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1702.37688		M2 (10245)		1702.37688		49.6327956557		0.0

		KEE241		Keegan Parkway Trunk Sewer		15		66.97545		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		522		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2981.13444		M2 (10245)		2981.13444		0.1616099966		0.0

		KEE186		Keegan Parkway Trunk Sewer		15		41.85015		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		136		C3-54		10245		C3-54 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		594.44115		C3 (10245)		594.44115		19419.7076473414		17.5

		KEE186		Keegan Parkway Trunk Sewer		15		41.85015		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		540		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		294.31671		M2 (10245)		294.31671		2478.8891468189		2.2

		KEE186		Keegan Parkway Trunk Sewer		15		41.85015		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		3585		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		276.04581		C3 (10245)		276.04581		0.0036223321		0.0

		KEE186		Keegan Parkway Trunk Sewer		15		41.85015		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		1376		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		529.05628		R6 (10245)		529.05628		0.0041069491		0.0

		KEE186		Keegan Parkway Trunk Sewer		15		41.85015		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		624		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		2752.19041		O2 (10245)		2752.19041		72209.2992393106		65.0

		KEE186		Keegan Parkway Trunk Sewer		15		41.85015		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		903		R2-21		10245		R2-21 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		371.16817		R2 (10245)		371.16817		17.7330884446		0.0

		KEE186		Keegan Parkway Trunk Sewer		15		41.85015		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		387		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		877.28801		E (10245)		877.28801		11687.0979744253		10.5

		KEE186		Keegan Parkway Trunk Sewer		15		41.85015		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		522		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2981.13444		M2 (10245)		2981.13444		275504.612455893		248.0

		KEE186		Keegan Parkway Trunk Sewer		15		41.85015		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		391		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1040.35489		E (10245)		1040.35489		13641.8929635818		12.3

		HAI186		Haig Road Trunk Sewer		13		11.83574		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		136		C3-54		10245		C3-54 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		594.44115		C3 (10245)		594.44115		0.000195253		0.0

		HAI186		Haig Road Trunk Sewer		13		11.83574		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		1320		R5-30		10245		R5-30 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		551.76983		R5 (10245)		551.76983		0.0567455206		0.0

		KEE186		Keegan Parkway Trunk Sewer		15		41.85015		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		3585		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		276.04581		C3 (10245)		276.04581		0.0073428284		0.0

		KEE186		Keegan Parkway Trunk Sewer		15		41.85015		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		3586		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		336.95416		C3 (10245)		336.95416		7000.4321781474		6.3

		KEE186		Keegan Parkway Trunk Sewer		15		41.85015		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		706		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		793.22713		R2 (10245)		793.22713		0		0.0

		KEE186		Keegan Parkway Trunk Sewer		15		41.85015		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		706		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		793.22713		R2 (10245)		793.22713		0.4887026776		0.0

		KEE186		Keegan Parkway Trunk Sewer		15		41.85015		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		185		C3-15		10245		C3-15 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		285.71179		C3 (10245)		285.71179		2222.0555388529		2.0

		KEE186		Keegan Parkway Trunk Sewer		15		41.85015		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		190		C3-20		10245		C3-20 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		584.39465		C3 (10245)		584.39465		0.0083055644		0.0

		KEE186		Keegan Parkway Trunk Sewer		15		41.85015		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		195		C3-25		10245		C3-25 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		299.8418		C3 (10245)		299.8418		0		0.0

		KEE186		Keegan Parkway Trunk Sewer		15		41.85015		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		195		C3-25		10245		C3-25 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		299.8418		C3 (10245)		299.8418		2.6656730617		0.0

		HAI186		Haig Road Trunk Sewer		13		11.83574		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		391		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1040.35489		E (10245)		1040.35489		11989.3462216166		10.8

		HAI186		Haig Road Trunk Sewer		13		11.83574		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		540		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		294.31671		M2 (10245)		294.31671		260.4454998509		0.2

		HAI186		Haig Road Trunk Sewer		13		11.83574		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		2639		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		902.47404		RR (3014)		902.47404		6.9082916724		0.0

		HAI186		Haig Road Trunk Sewer		13		11.83574		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		1748		H		3014		H (3014)		Holding Zone (By-Law 3014)				H		1561.16026		H (3014)		1561.16026		0.0004357413		0.0

		HAI186		Haig Road Trunk Sewer		13		11.83574		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		3585		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		276.04581		C3 (10245)		276.04581		4235.3725914171		3.8

		HAI186		Haig Road Trunk Sewer		13		11.83574		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		713		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		39.31154		R2 (10245)		39.31154		0.0028292219		0.0

		HAI186		Haig Road Trunk Sewer		13		11.83574		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		1376		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		529.05628		R6 (10245)		529.05628		15327.6162487594		13.8

		HAI186		Haig Road Trunk Sewer		13		11.83574		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		903		R2-21		10245		R2-21 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		371.16817		R2 (10245)		371.16817		0.0022141146		0.0

		HAI186		Haig Road Trunk Sewer		13		11.83574		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		522		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2981.13444		M2 (10245)		2981.13444		46539.8246980872		41.9

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		706		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		793.22713		R2 (10245)		793.22713		3021.5121215868		2.7

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		185		C3-15		10245		C3-15 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		285.71179		C3 (10245)		285.71179		0.001859025		0.0

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		190		C3-20		10245		C3-20 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		584.39465		C3 (10245)		584.39465		0.0009577709		0.0

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		195		C3-25		10245		C3-25 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		299.8418		C3 (10245)		299.8418		4861.1262626562		4.4

		KEE242		Keegan Parkway Trunk Sewer		15		22.44178		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		522		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2981.13444		M2 (10245)		2981.13444		5202.9498023407		4.7

		KEE185		Keegan Parkway Trunk Sewer		15		7.08023		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		621		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		148.77002		O2 (10245)		148.77002		1129.5043535462		1.0

		KEE185		Keegan Parkway Trunk Sewer		15		7.08023		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		623		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		310.01664		O2 (10245)		310.01664		3882.2132300432		3.5

		KEE185		Keegan Parkway Trunk Sewer		15		7.08023		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		624		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		2752.19041		O2 (10245)		2752.19041		40581.6113210935		36.5

		KEE185		Keegan Parkway Trunk Sewer		15		7.08023		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		521		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1702.37688		M2 (10245)		1702.37688		16749.3871414759		15.1

		KEE185		Keegan Parkway Trunk Sewer		15		7.08023		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		543		M2-B7		10245		M2-B7 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		184.6749		M2 (10245)		184.6749		2057.3223027579		1.9

		KEE185		Keegan Parkway Trunk Sewer		15		7.08023		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		3751		M2-5		10245		M2-5 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		548.34213		M2 (10245)		548.34213		0.3644916088		0.0

		KEE185		Keegan Parkway Trunk Sewer		15		7.08023		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		620		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		311.66356		O2 (10245)		311.66356		5826.5012263617		5.2

		KEE184		Keegan Parkway Trunk Sewer		15		13.14276		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		619		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		488.20326		O2 (10245)		488.20326		25.8532778404		0.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		132		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		229.82529		C3 (10245)		229.82529		3303.1933871261		3.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		543		M2-B7		10245		M2-B7 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		184.6749		M2 (10245)		184.6749		1.0295943924		0.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		620		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		311.66356		O2 (10245)		311.66356		0		0.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		621		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		148.77002		O2 (10245)		148.77002		5.7147461975		0.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		623		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		310.01664		O2 (10245)		310.01664		759.3478975592		0.7

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		624		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		2752.19041		O2 (10245)		2752.19041		10.4401672651		0.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		521		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1702.37688		M2 (10245)		1702.37688		32815.0000188883		29.5

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		521		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1702.37688		M2 (10245)		1702.37688		0		0.0

		KEE23		Keegan Parkway Trunk Sewer		15		49.94893		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		131		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		246.5012		C3 (10245)		246.5012		3559.4281965375		3.2

		HAI187		Haig Road Trunk Sewer		13		4.16375		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		3646		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		685.50928		R2 (10245)		685.50928		0.0007331981		0.0

		HAI187		Haig Road Trunk Sewer		13		4.16375		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		3646		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		685.50928		R2 (10245)		685.50928		0.0022700266		0.0

		HAI187		Haig Road Trunk Sewer		13		4.16375		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		3647		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		124.45999		R2 (10245)		124.45999		842.6665625384		0.8

		HAI187		Haig Road Trunk Sewer		13		4.16375		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		3648		R3		10245		R3 (10245)		Residential Third Density (By-Law 10245)				R3		124.84051		R3 (10245)		124.84051		848.6855504816		0.8

		HAI187		Haig Road Trunk Sewer		13		4.16375		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		1320		R5-30		10245		R5-30 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		551.76983		R5 (10245)		551.76983		14331.370471188		12.9

		HAI187		Haig Road Trunk Sewer		13		4.16375		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		577		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		311.63046		O1 (10245)		311.63046		1.52E-08		0.0

		HAI187		Haig Road Trunk Sewer		13		4.16375		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		713		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		39.31154		R2 (10245)		39.31154		78.3632521648		0.1

		HAI187		Haig Road Trunk Sewer		13		4.16375		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		725		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		520.61044		R2 (10245)		520.61044		1861.8703513988		1.7

		HAI187		Haig Road Trunk Sewer		13		4.16375		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		731		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		543.99307		R2 (10245)		543.99307		0.0001205079		0.0

		HAI187		Haig Road Trunk Sewer		13		4.16375		35120126		35120126		Ontario		Ontario		35		3512		3512005		703		F		304		288		0.95		739.5		3646		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		685.50928		R2 (10245)		685.50928		9.38E-05		0.0

		MTS55		Moira River Trunk Sewer		18		33.626		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		854		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		504.10944		R2 (10245)		504.10944		7263.9518503579		12.5

		MTS55		Moira River Trunk Sewer		18		33.626		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		856		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		624.1212		R2 (10245)		624.1212		20332.7000146668		34.9

		MTS55		Moira River Trunk Sewer		18		33.626		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		465		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		619.14005		M1 (10245)		619.14005		21129.2676704649		36.3

		MTS55		Moira River Trunk Sewer		18		33.626		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		466		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		505.27575		M1 (10245)		505.27575		9023.5796041601		15.5

		MTS55		Moira River Trunk Sewer		18		33.626		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		337		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		671.43398		CF (10245)		671.43398		26128.7482264634		44.8

		MTS55		Moira River Trunk Sewer		18		33.626		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		468		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		601.84594		M1 (10245)		601.84594		20167.4897452977		34.6

		MTS55		Moira River Trunk Sewer		18		33.626		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		469		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		488.6984		M1 (10245)		488.6984		8713.582914952		15.0

		MTS55		Moira River Trunk Sewer		18		33.626		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		868		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		614.13425		R2 (10245)		614.13425		18076.1054938904		31.0

		MTS55		Moira River Trunk Sewer		18		33.626		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		534		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		4424.9474		M2 (10245)		4424.9474		2.20E-09		0.0

		MTS55		Moira River Trunk Sewer		18		33.626		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		586		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		692.16729		O1 (10245)		692.16729		22617.6092662999		38.8

		MTS55		Moira River Trunk Sewer		18		33.626		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		898		R2-19		10245		R2-19 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		151.42176		R2 (10245)		151.42176		1317.8408796134		2.3

		COE52		College Street East Trunk Sewer		3		35.65932		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		534		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		4424.9474		M2 (10245)		4424.9474		24193.6481973251		41.5

		COE52		College Street East Trunk Sewer		3		35.65932		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		603		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		897.36247		O2 (10245)		897.36247		8.5689182056		0.0

		COE52		College Street East Trunk Sewer		3		35.65932		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		632		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		3249.15956		O3 (10245)		3249.15956		1180.214549924		2.0

		COE52		College Street East Trunk Sewer		3		35.65932		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		3789		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		558.37114		R4 (10245)		558.37114		0.0044707219		0.0

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		1213		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		119.17096		R4 (10245)		119.17096		918.6618925705		1.6

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		1214		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		110.05521		R4 (10245)		110.05521		744.9608541036		1.3

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		1215		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		110.05712		R4 (10245)		110.05712		744.9726303612		1.3

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		1216		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		261.07482		R4 (10245)		261.07482		3055.7111357948		5.2

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		1217		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		507.99859		R4 (10245)		507.99859		0.0013817974		0.0

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		1217		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		507.99859		R4 (10245)		507.99859		1.80E-09		0.0

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		1217		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		507.99859		R4 (10245)		507.99859		0.0020550003		0.0

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		1238		R4-28		10245		R4-28 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		86.04682		R4 (10245)		86.04682		372.526567473		0.6

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		3540		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		292.16012		RH (10245)		292.16012		0.00020504		0.0

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		1212		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		286.89402		R4 (10245)		286.89402		3735.0141086168		6.4

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		1262		R4-36		10245		R4-36 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		510.97598		R4 (10245)		510.90228		6413.9078696625		11.0

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		869		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		126.0088		R2 (10245)		126.0088		951.2885683608		1.6

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		1263		R4-36		10245		R4-36 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		283.02343		R4 (10245)		283.02343		3499.0031027324		6.0

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		871		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		961.95178		R2 (10245)		961.95178		21841.5650319945		37.5

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		872		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		599.16232		R2 (10245)		599.16232		19901.995106912		34.2

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		873		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		492.49174		R2 (10245)		492.49174		8604.573028001		14.8

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		874		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		470.32816		R2 (10245)		470.32816		6381.65289121		11.0

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		875		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		716.41162		R2 (10245)		716.41162		11526.663943919		19.8

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		1239		R4-28		10245		R4-28 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		86.0361		R4 (10245)		86.0361		372.4688129269		0.6

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		1240		R4-28		10245		R4-28 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		86.03921		R4 (10245)		86.03921		372.4776334826		0.6

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		1241		R4-28		10245		R4-28 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		86.04242		R4 (10245)		86.04242		372.4937241825		0.6

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		586		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		692.16729		O1 (10245)		692.16729		17.7415827663		0.0

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		1253		R4-33		10245		R4-33 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		100.34865		R4 (10245)		100.34865		552.8118634765		0.9

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		1254		R4-33		10245		R4-33 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		118.29601		R4 (10245)		118.29601		893.5425586258		1.5

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		1255		R4-33		10245		R4-33 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		162.04106		R4 (10245)		162.04106		1130.4219496688		1.9

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		868		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		614.13425		R2 (10245)		614.13425		3078.7875269263		5.3

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		906		R2-22		10245		R2-22 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		99.96445		R2 (10245)		99.96445		572.4435980871		1.0

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		875		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		716.41162		R2 (10245)		716.41162		0.0206547155		0.0

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		875		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		716.41162		R2 (10245)		716.41162		0.0005762497		0.0

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		876		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		754.13693		R2 (10245)		754.13693		13397.0630431494		23.0

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		877		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		660.7513		R2 (10245)		660.7513		2731.6158267405		4.7

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		883		R2-13		10245		R2-13 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		94.8399		R2 (10245)		94.8399		472.1150588107		0.8

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		884		R2-13		10245		R2-13 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		595.30174		R2 (10245)		595.30174		7607.5144844711		13.1

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		631		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		1089.89667		O3 (10245)		1089.89667		3.23E-05		0.0

		MTS54		Moira River Trunk Sewer		18		28.60142		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		905		R2-22		10245		R2-22 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		479.03599		R2 (10245)		478.97806		5753.9995865748		9.9

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		3540		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		292.16012		RH (10245)		292.16012		4474.6579642819		7.7

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		534		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		4424.9474		M2 (10245)		4424.9474		0.0001918808		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		1217		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		507.99859		R4 (10245)		507.99859		8456.9941434198		14.5

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		877		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		660.7513		R2 (10245)		660.7513		11507.0398777771		19.7

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		878		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		427.34856		R2 (10245)		427.34856		6530.8021015392		11.2

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		880		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		313.07794		R2 (10245)		313.07794		5387.1702190694		9.2

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		631		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		1089.89667		O3 (10245)		1089.89667		27317.6032463835		46.9

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		632		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		3249.15956		O3 (10245)		3249.15956		7846.9095691848		13.5

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		3788		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		434.14504		R4 (10245)		434.14504		7193.9414428757		12.3

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		3789		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		558.37114		R4 (10245)		558.37114		7513.6587886478		12.9

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		1218		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		501.50928		R4 (10245)		501.50928		7718.9178870872		13.2

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		471		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		213.34101		M1 (10245)		213.34101		2819.2235322265		4.8

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		603		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		897.36247		O2 (10245)		897.36247		11561.5031848393		19.8

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		874		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		470.32816		R2 (10245)		470.32816		0		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		874		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		470.32816		R2 (10245)		470.32816		0.0008823938		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		875		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		716.41162		R2 (10245)		716.41162		0.0056488433		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		875		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		716.41162		R2 (10245)		716.41162		4490.7597581766		7.7

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120129		35120129		Ontario		Ontario		35		3512		3512005		735		F		281		276		0.53		1387.8		876		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		754.13693		R2 (10245)		754.13693		9306.8122603525		16.0

		MTS55		Moira River Trunk Sewer		18		33.626		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		835		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		599.90196		R2 (10245)		599.90196		2509.9190570531		6.7

		MTS55		Moira River Trunk Sewer		18		33.626		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		838		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		498.663		R2 (10245)		498.663		2332.7037072142		6.2

		MTS55		Moira River Trunk Sewer		18		33.626		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		850		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1210.33347		R2 (10245)		1210.33347		27546.6335027008		73.8

		MTS55		Moira River Trunk Sewer		18		33.626		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		463		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		358.14869		M1 (10245)		358.14869		0.0243461458		0.0

		MTS55		Moira River Trunk Sewer		18		33.626		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		466		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		505.27575		M1 (10245)		505.27575		340.3864972549		0.9

		MTS55		Moira River Trunk Sewer		18		33.626		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		72		C2-11		10245		C2-11 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		207.1958		C2 (10245)		207.1958		2668.7539672183		7.2

		MTS55		Moira River Trunk Sewer		18		33.626		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		79		C2-2		10245		C2-2 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		383.52568		C2 (10245)		383.52568		5.6153626253		0.0

		MTS55		Moira River Trunk Sewer		18		33.626		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		823		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		896.35429		R2 (10245)		896.35429		4549.0993430478		12.2

		MTS55		Moira River Trunk Sewer		18		33.626		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		3708		R5-32		10245		R5-32 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		546.78926		R5 (10245)		546.78926		6846.6388534911		18.3

		MTS55		Moira River Trunk Sewer		18		33.626		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		829		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		945.0334		R2 (10245)		945.0334		5492.4152350101		14.7

		MTS55		Moira River Trunk Sewer		18		33.626		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		832		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		636.38814		R2 (10245)		636.38814		4057.6061784347		10.9

		MTS55		Moira River Trunk Sewer		18		33.626		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		1236		R4-26		10245		R4-26 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		432.34485		R4 (10245)		432.34485		9.99E-05		0.0

		COE52		College Street East Trunk Sewer		3		35.65932		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		463		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		358.14869		M1 (10245)		358.14869		0.4615882241		0.0

		COE52		College Street East Trunk Sewer		3		35.65932		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		534		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		4424.9474		M2 (10245)		4424.9474		367.8749314729		1.0

		COE175		College Street East Trunk Sewer		3		1.14843		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		835		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		599.90196		R2 (10245)		599.90196		0.0013023829		0.0

		COE175		College Street East Trunk Sewer		3		1.14843		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		838		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		498.663		R2 (10245)		498.663		2174.1084412216		5.8

		COE175		College Street East Trunk Sewer		3		1.14843		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		838		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		498.663		R2 (10245)		498.663		471.4579273355		1.3

		COE60		College Street East Trunk Sewer		3		2.16062		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		829		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		945.0334		R2 (10245)		945.0334		2808.1677088006		7.5

		COE60		College Street East Trunk Sewer		3		2.16062		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		829		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		945.0334		R2 (10245)		945.0334		0.0006180185		0.0

		COE60		College Street East Trunk Sewer		3		2.16062		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		829		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		945.0334		R2 (10245)		945.0334		0.004669649		0.0

		COE60		College Street East Trunk Sewer		3		2.16062		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		829		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		945.0334		R2 (10245)		945.0334		1260.6103922129		3.4

		COE60		College Street East Trunk Sewer		3		2.16062		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		829		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		945.0334		R2 (10245)		945.0334		0.0290561064		0.0

		COE60		College Street East Trunk Sewer		3		2.16062		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		832		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		636.38814		R2 (10245)		636.38814		9036.7820410643		24.2

		COE60		College Street East Trunk Sewer		3		2.16062		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		1236		R4-26		10245		R4-26 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		432.34485		R4 (10245)		432.34485		4761.1599508567		12.8

		COE57		College Street East Trunk Sewer		3		1.22241		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		838		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		498.663		R2 (10245)		498.663		3403.1040703389		9.1

		COE57		College Street East Trunk Sewer		3		1.22241		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		463		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		358.14869		M1 (10245)		358.14869		6882.895984169		18.4

		COE58		College Street East Trunk Sewer		3		2.09075		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		835		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		599.90196		R2 (10245)		599.90196		10329.967434935		27.7

		COE171		College Street East Trunk Sewer		3		5.71799		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		71		C2-10		10245		C2-10 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		374.59144		C2 (10245)		374.59144		0.0006657413		0.0

		COE171		College Street East Trunk Sewer		3		5.71799		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		71		C2-10		10245		C2-10 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		374.59144		C2 (10245)		374.59144		0.0015444606		0.0

		COE171		College Street East Trunk Sewer		3		5.71799		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		71		C2-10		10245		C2-10 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		374.59144		C2 (10245)		374.59144		1.13E-08		0.0

		COE171		College Street East Trunk Sewer		3		5.71799		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		71		C2-10		10245		C2-10 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		374.59144		C2 (10245)		374.59144		0.0006920038		0.0

		COE171		College Street East Trunk Sewer		3		5.71799		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		79		C2-2		10245		C2-2 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		383.52568		C2 (10245)		383.52568		0.0270181053		0.0

		COE171		College Street East Trunk Sewer		3		5.71799		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		823		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		896.35429		R2 (10245)		896.35429		17488.32539166		46.9

		COE171		College Street East Trunk Sewer		3		5.71799		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		829		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		945.0334		R2 (10245)		945.0334		5056.2720623388		13.5

		COE171		College Street East Trunk Sewer		3		5.71799		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		1236		R4-26		10245		R4-26 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		432.34485		R4 (10245)		432.34485		0.8248434806		0.0

		COE58		College Street East Trunk Sewer		3		2.09075		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		838		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		498.663		R2 (10245)		498.663		5558.1207563934		14.9

		COE59		College Street East Trunk Sewer		3		2.76383		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		832		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		636.38814		R2 (10245)		636.38814		9732.3666200071		26.1

		COE59		College Street East Trunk Sewer		3		2.76383		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		835		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		599.90196		R2 (10245)		599.90196		8413.4200386067		22.5

		MTS170		Moira River Trunk Sewer		18		2.64992		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		71		C2-10		10245		C2-10 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		374.59144		C2 (10245)		374.59144		6879.3708959141		18.4

		MTS170		Moira River Trunk Sewer		18		2.64992		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		79		C2-2		10245		C2-2 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		383.52568		C2 (10245)		383.52568		6666.8675913919		17.9

		MTS170		Moira River Trunk Sewer		18		2.64992		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		414		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		2127.43907		E (10245)		2127.43907		215.1170346728		0.6

		MTS170		Moira River Trunk Sewer		18		2.64992		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		823		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		896.35429		R2 (10245)		896.35429		0.0389199967		0.0

		MTS170		Moira River Trunk Sewer		18		2.64992		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		823		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		896.35429		R2 (10245)		896.35429		0.00327665		0.0

		MTS170		Moira River Trunk Sewer		18		2.64992		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		823		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		896.35429		R2 (10245)		896.35429		8.70E-09		0.0

		MTS170		Moira River Trunk Sewer		18		2.64992		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		823		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		896.35429		R2 (10245)		896.35429		5.86E-05		0.0

		COE172		College Street East Trunk Sewer		3		1.24529		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		829		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		945.0334		R2 (10245)		945.0334		5177.1234114698		13.9

		COE172		College Street East Trunk Sewer		3		1.24529		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		832		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		636.38814		R2 (10245)		636.38814		446.7315279347		1.2

		COE172		College Street East Trunk Sewer		3		1.24529		35120130		35120130		Ontario		Ontario		35		3512		3512005		438		F		178		171		0.21		2066		1236		R4-26		10245		R4-26 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		432.34485		R4 (10245)		432.34485		0.0021057779		0.0

		MTS166		Moira River Trunk Sewer		18		4.5889		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		605		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		1535.97792		O2 (10245)		1535.97792		24600.7631270344		21.3

		MTS55		Moira River Trunk Sewer		18		33.626		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1295		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		314.80884		R5 (10245)		314.80884		1.30E-05		0.0

		MTS55		Moira River Trunk Sewer		18		33.626		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1295		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		314.80884		R5 (10245)		314.80884		2.57E-08		0.0

		MTS55		Moira River Trunk Sewer		18		33.626		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1295		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		314.80884		R5 (10245)		314.80884		0.2331780747		0.0

		MTS55		Moira River Trunk Sewer		18		33.626		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1451		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		405.21601		R7 (10245)		405.21601		0.0623934465		0.0

		MTS55		Moira River Trunk Sewer		18		33.626		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1451		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		405.21601		R7 (10245)		405.21601		0.0001173585		0.0

		MTS55		Moira River Trunk Sewer		18		33.626		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1209		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		375.80611		R4 (10245)		375.80611		6147.6636711708		5.3

		MTS55		Moira River Trunk Sewer		18		33.626		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1210		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1088.18892		R4 (10245)		1088.18892		13669.0209083273		11.8

		MTS55		Moira River Trunk Sewer		18		33.626		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1475		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		694.83181		RH (10245)		694.83181		21269.8172810287		18.4

		MTS55		Moira River Trunk Sewer		18		33.626		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1306		R6-27		10245		R6-27 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		236.40729		R6 (10245)		236.40729		0.0249066332		0.0

		MTS55		Moira River Trunk Sewer		18		33.626		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		836		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		747.55118		R2 (10245)		747.55118		11576.0683536461		10.0

		MTS55		Moira River Trunk Sewer		18		33.626		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		845		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		176.88241		R2 (10245)		176.88241		1910.8172440831		1.7

		MTS55		Moira River Trunk Sewer		18		33.626		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		852		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		438.76649		R2 (10245)		438.76649		7691.4566845323		6.7

		MTS55		Moira River Trunk Sewer		18		33.626		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		858		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		709.02361		R2 (10245)		709.02361		4.8019201945		0.0

		MTS55		Moira River Trunk Sewer		18		33.626		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		862		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		369.81056		R2 (10245)		369.81056		0.0015449151		0.0

		MTS55		Moira River Trunk Sewer		18		33.626		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		862		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		369.81056		R2 (10245)		369.81056		16.8206587235		0.0

		MTS55		Moira River Trunk Sewer		18		33.626		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1415		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		240.67077		R6 (10245)		240.67077		0.0077475422		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		601		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		3198.09236		O2 (10245)		3198.09236		23546.2356408219		20.4

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		604		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		1839.38832		O2 (10245)		1839.38832		142234.703838137		123.3

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		628		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		952.29235		O3 (10245)		952.29235		3368.2520155304		2.9

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		172		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		930.68197		C3 (10245)		930.68197		90.3885008826		0.1

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		3575		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		1191.86093		O2 (10245)		1191.86093		19522.9339154179		16.9

		MTS167		Moira River Trunk Sewer		18		2.71172		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		605		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		1535.97792		O2 (10245)		1535.97792		15776.210921114		13.7

		MTS167		Moira River Trunk Sewer		18		2.71172		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		3576		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		309.47237		O2 (10245)		309.47237		0.0071697077		0.0

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		601		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		3198.09236		O2 (10245)		3198.09236		54680.6831448042		47.4

		MTS54		Moira River Trunk Sewer		18		28.60142		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1264		R4-37		10245		R4-37 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		192.87163		R4 (10245)		192.87163		2007.7225626656		1.7

		MTS54		Moira River Trunk Sewer		18		28.60142		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1273		R4-37		10245		R4-37 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		257.78549		R4 (10245)		257.78549		4415.7005808824		3.8

		MTS54		Moira River Trunk Sewer		18		28.60142		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		867		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		605.15932		R2 (10245)		605.15932		2026.0713476588		1.8

		MTS54		Moira River Trunk Sewer		18		28.60142		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		870		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		390.00752		R2 (10245)		390.00752		5136.0661761156		4.5

		MTS54		Moira River Trunk Sewer		18		28.60142		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		380		CR		10245		CR (10245)		Commercial Recreation (By-Law 10245)				CR		1583.14865		CR (10245)		1583.14865		141.2841598667		0.1

		MTS54		Moira River Trunk Sewer		18		28.60142		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		380		CR		10245		CR (10245)		Commercial Recreation (By-Law 10245)				CR		1583.14865		CR (10245)		1583.14865		0.0016478305		0.0

		MTS54		Moira River Trunk Sewer		18		28.60142		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		907		R2-23		10245		R2-23 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		583.79826		R2 (10245)		583.79826		7776.786122326		6.7

		MTS54		Moira River Trunk Sewer		18		28.60142		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		908		R2-23		10245		R2-23 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		657.13104		R2 (10245)		657.13104		11158.9087940707		9.7

		MTS54		Moira River Trunk Sewer		18		28.60142		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1475		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		694.83181		RH (10245)		694.83181		10.5949626204		0.0

		MTS54		Moira River Trunk Sewer		18		28.60142		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1475		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		694.83181		RH (10245)		694.83181		1210.5136115863		1.0

		UNI167		University Avenue Trunk Sewer		22		9.27994		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		349		CF-7		10245		CF-7 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		562.21917		CF (10245)		562.21917		396.6978603027		0.3

		UNI167		University Avenue Trunk Sewer		22		9.27994		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		630		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		659.27192		O3 (10245)		659.27192		6551.1846280045		5.7

		UNI167		University Avenue Trunk Sewer		22		9.27994		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		634		O3-1		10245		O3-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O3		425.02979		O3 (10245)		425.02979		5922.9362616544		5.1

		UNI167		University Avenue Trunk Sewer		22		9.27994		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		169		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		476.55454		C3 (10245)		476.55454		0.0373940848		0.0

		MTS54		Moira River Trunk Sewer		18		28.60142		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		259		C7-7		10245		C7-7 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		166.80806		C7 (10245)		166.80806		1295.8244619257		1.1

		MTS54		Moira River Trunk Sewer		18		28.60142		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		21		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		186.53215		C1 (10245)		186.53215		2228.5553650846		1.9

		MTS54		Moira River Trunk Sewer		18		28.60142		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		3921		R2-23		10245		R2-23 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		92.65354		R2 (10245)		92.65354		514.9724262978		0.4

		MTS54		Moira River Trunk Sewer		18		28.60142		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		858		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		709.02361		R2 (10245)		709.02361		3246.5765821865		2.8

		MTS54		Moira River Trunk Sewer		18		28.60142		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		858		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		709.02361		R2 (10245)		709.02361		0.0024215312		0.0

		MTS54		Moira River Trunk Sewer		18		28.60142		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		862		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		369.81056		R2 (10245)		369.81056		6530.2531738842		5.7

		MTS54		Moira River Trunk Sewer		18		28.60142		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		348		CF-7		10245		CF-7 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		915.97639		CF (10245)		915.97639		49371.1930580661		42.8

		MTS169		Moira River Trunk Sewer		18		3.87313		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1295		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		314.80884		R5 (10245)		314.80884		5877.075041396		5.1

		MTS169		Moira River Trunk Sewer		18		3.87313		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1306		R6-27		10245		R6-27 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		236.40729		R6 (10245)		236.40729		3282.8149665723		2.8

		MTS169		Moira River Trunk Sewer		18		3.87313		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1451		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		405.21601		R7 (10245)		405.21601		9167.7859542295		7.9

		MTS169		Moira River Trunk Sewer		18		3.87313		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1210		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1088.18892		R4 (10245)		1088.18892		4.374171042		0.0

		MTS169		Moira River Trunk Sewer		18		3.87313		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1210		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1088.18892		R4 (10245)		1088.18892		1580.0541522958		1.4

		MTS169		Moira River Trunk Sewer		18		3.87313		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		836		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		747.55118		R2 (10245)		747.55118		0.0040697293		0.0

		MTS169		Moira River Trunk Sewer		18		3.87313		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		836		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		747.55118		R2 (10245)		747.55118		2.43E-07		0.0

		MTS169		Moira River Trunk Sewer		18		3.87313		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		852		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		438.76649		R2 (10245)		438.76649		5.11E-07		0.0

		MTS169		Moira River Trunk Sewer		18		3.87313		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		858		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		709.02361		R2 (10245)		709.02361		4.6216941177		0.0

		MTS169		Moira River Trunk Sewer		18		3.87313		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		858		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		709.02361		R2 (10245)		709.02361		892.3935244154		0.8

		MTS169		Moira River Trunk Sewer		18		3.87313		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		867		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		605.15932		R2 (10245)		605.15932		4.512939744		0.0

		MTS169		Moira River Trunk Sewer		18		3.87313		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1415		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		240.67077		R6 (10245)		240.67077		2378.5286703522		2.1

		MTS169		Moira River Trunk Sewer		18		3.87313		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		414		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		2127.43907		E (10245)		2127.43907		5232.6100297477		4.5

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		348		CF-7		10245		CF-7 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		915.97639		CF (10245)		915.97639		12.265997576		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		349		CF-7		10245		CF-7 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		562.21917		CF (10245)		562.21917		0.8144725674		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		634		O3-1		10245		O3-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O3		425.02979		O3 (10245)		425.02979		2.1531223702		0.0

		MTS168		Moira River Trunk Sewer		18		15.36583		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		867		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		605.15932		R2 (10245)		605.15932		6584.9000948904		5.7

		MTS168		Moira River Trunk Sewer		18		15.36583		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		867		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		605.15932		R2 (10245)		605.15932		0.0010622782		0.0

		MTS168		Moira River Trunk Sewer		18		15.36583		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		629		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		278.5495		O3 (10245)		278.5495		4706.7265978689		4.1

		MTS168		Moira River Trunk Sewer		18		15.36583		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		380		CR		10245		CR (10245)		Commercial Recreation (By-Law 10245)				CR		1583.14865		CR (10245)		1583.14865		91284.3648403148		79.1

		MTS168		Moira River Trunk Sewer		18		15.36583		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		414		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		2127.43907		E (10245)		2127.43907		2279.9487168005		2.0

		MTS168		Moira River Trunk Sewer		18		15.36583		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		169		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		476.55454		C3 (10245)		476.55454		11216.0814033417		9.7

		MTS168		Moira River Trunk Sewer		18		15.36583		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		3576		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		309.47237		O2 (10245)		309.47237		5908.4322596255		5.1

		MTS168		Moira River Trunk Sewer		18		15.36583		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		1264		R4-37		10245		R4-37 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		192.87163		R4 (10245)		192.87163		0.0248403058		0.0

		MTS168		Moira River Trunk Sewer		18		15.36583		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		3921		R2-23		10245		R2-23 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		92.65354		R2 (10245)		92.65354		0.0004361668		0.0

		MTS168		Moira River Trunk Sewer		18		15.36583		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		602		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		675.60357		O2 (10245)		675.60357		15733.4047959114		13.6

		MTS170		Moira River Trunk Sewer		18		2.64992		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		414		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		2127.43907		E (10245)		2127.43907		6161.6840591295		5.3

		MTS56		Moira River Trunk Sewer		18		0.78196		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		259		C7-7		10245		C7-7 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		166.80806		C7 (10245)		166.80806		0.0016407713		0.0

		MTS56		Moira River Trunk Sewer		18		0.78196		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		858		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		709.02361		R2 (10245)		709.02361		2456.7290170128		2.1

		MTS56		Moira River Trunk Sewer		18		0.78196		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		858		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		709.02361		R2 (10245)		709.02361		0		0.0

		MTS56		Moira River Trunk Sewer		18		0.78196		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		858		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		709.02361		R2 (10245)		709.02361		3833.0855861914		3.3

		MTS229		Moira River Trunk Sewer		18		2.3168		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		414		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		2127.43907		E (10245)		2127.43907		3.834957381		0.0

		MTS229		Moira River Trunk Sewer		18		2.3168		35120131		35120131		Ontario		Ontario		35		3512		3512005		550		F		242		220		0.78		708.6		414		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		2127.43907		E (10245)		2127.43907		0.0021493101		0.0

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120132		35120132		Ontario		Ontario		35		3512		3512005		390		F		169		162		0.14		2777.8		1412		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		270.96473		R6 (10245)		270.96473		3976.8037621724		13.3

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120132		35120132		Ontario		Ontario		35		3512		3512005		390		F		169		162		0.14		2777.8		3709		NH-5		10245		NH-5 (10245)		Nursing Home With Special Provisions (By-Law 10245)				NH		366.36881		NH (10245)		366.36881		6418.3603780211		21.4

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120132		35120132		Ontario		Ontario		35		3512		3512005		390		F		169		162		0.14		2777.8		799		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		319.37152		R2 (10245)		319.37152		5012.5913131605		16.7

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120132		35120132		Ontario		Ontario		35		3512		3512005		390		F		169		162		0.14		2777.8		843		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		658.9724		R2 (10245)		658.9724		18168.2018491442		60.7

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120132		35120132		Ontario		Ontario		35		3512		3512005		390		F		169		162		0.14		2777.8		847		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1332.46948		R2 (10245)		1332.46948		48434.4477390403		161.7

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120132		35120132		Ontario		Ontario		35		3512		3512005		390		F		169		162		0.14		2777.8		334		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		637.52096		CF (10245)		637.52096		18939.0836064209		63.2

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120132		35120132		Ontario		Ontario		35		3512		3512005		390		F		169		162		0.14		2777.8		1300		R5-1		10245		R5-1 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		564.25649		R5 (10245)		564.25649		15833.4196949846		52.9

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120133		35120133		Ontario		Ontario		35		3512		3512005		563		F		258		253		0.25		2293.3		842		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		851.18858		R2 (10245)		851.18858		11264.179924482		33.3

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120133		35120133		Ontario		Ontario		35		3512		3512005		563		F		258		253		0.25		2293.3		786		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		454.28981		R2 (10245)		454.28981		6881.0079625304		20.3

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120133		35120133		Ontario		Ontario		35		3512		3512005		563		F		258		253		0.25		2293.3		793		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		401.97101		R2 (10245)		401.97101		2234.3591978895		6.6

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120133		35120133		Ontario		Ontario		35		3512		3512005		563		F		258		253		0.25		2293.3		820		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1563.30063		R2 (10245)		1563.30063		31137.1945075559		92.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120133		35120133		Ontario		Ontario		35		3512		3512005		563		F		258		253		0.25		2293.3		831		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		488.88455		R2 (10245)		488.88455		15167.9406634731		44.8

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120133		35120133		Ontario		Ontario		35		3512		3512005		563		F		258		253		0.25		2293.3		842		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		851.18858		R2 (10245)		851.18858		3918.2129813028		11.6

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120133		35120133		Ontario		Ontario		35		3512		3512005		563		F		258		253		0.25		2293.3		1418		R6-10-h		10245		R6-10-h (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		335.78895		R6 (10245)		335.78895		6293.2904038268		18.6

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120133		35120133		Ontario		Ontario		35		3512		3512005		563		F		258		253		0.25		2293.3		820		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1563.30063		R2 (10245)		1563.30063		40582.8054802927		119.9

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120133		35120133		Ontario		Ontario		35		3512		3512005		563		F		258		253		0.25		2293.3		3636		R2-27		10245		R2-27 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		126.87812		R2 (10245)		126.87812		770.687020439		2.3

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120133		35120133		Ontario		Ontario		35		3512		3512005		563		F		258		253		0.25		2293.3		333		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		360.58195		CF (10245)		360.58195		6845.8951707411		20.2

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120133		35120133		Ontario		Ontario		35		3512		3512005		563		F		258		253		0.25		2293.3		3710		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		433.94187		O1 (10245)		433.94187		4219.7873915372		12.5

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120133		35120133		Ontario		Ontario		35		3512		3512005		563		F		258		253		0.25		2293.3		831		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		488.88455		R2 (10245)		488.88455		0.0014039798		0.0

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120133		35120133		Ontario		Ontario		35		3512		3512005		563		F		258		253		0.25		2293.3		842		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		851.18858		R2 (10245)		851.18858		10290.5001654833		30.4

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120133		35120133		Ontario		Ontario		35		3512		3512005		563		F		258		253		0.25		2293.3		848		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1092.03815		R2 (10245)		1092.03815		22047.7768198184		65.1

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120133		35120133		Ontario		Ontario		35		3512		3512005		563		F		258		253		0.25		2293.3		583		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		115.84392		O1 (10245)		115.84392		838.3344609346		2.5

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120133		35120133		Ontario		Ontario		35		3512		3512005		563		F		258		253		0.25		2293.3		786		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		454.28981		R2 (10245)		454.28981		3605.8180839224		10.6

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120133		35120133		Ontario		Ontario		35		3512		3512005		563		F		258		253		0.25		2293.3		793		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		401.97101		R2 (10245)		401.97101		5532.9088428043		16.3

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120133		35120133		Ontario		Ontario		35		3512		3512005		563		F		258		253		0.25		2293.3		802		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		956.04563		R2 (10245)		956.04563		18990.8651825561		56.1

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1179		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		275.23729		R4 (10245)		275.23729		0.1304672332		0.0

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		786		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		454.28981		R2 (10245)		454.28981		3.5835821737		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		530		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		247.86308		M2 (10245)		247.86308		1905.2275094402		7.9

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		531		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		618.42606		M2 (10245)		618.42606		0.0033705386		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1197		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		594.00685		R4 (10245)		594.00685		16591.7679162804		69.2

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1200		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		564.55611		R4 (10245)		564.55611		9481.9311755059		39.5

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1409		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		125.00115		R6 (10245)		125.00115		872.72419215		3.6

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		377		R6-29		10245		R6-29 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		110.82638		R6 (10245)		110.82638		767.7187511201		3.2

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1172		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		375.33959		R4 (10245)		375.33959		8745.5118163581		36.5

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1178		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		337.07649		R4 (10245)		337.07649		0.0122363086		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1178		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		337.07649		R4 (10245)		337.07649		4126.0200223804		17.2

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1182		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		143.61071		R4 (10245)		143.61071		1087.5964840088		4.5

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1184		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		292.43675		R4 (10245)		292.43675		4839.5380281713		20.2

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		531		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		618.42606		M2 (10245)		618.42606		4618.0437360479		19.3

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		533		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		8499.61044		M2 (10245)		8499.61044		1315.2597435009		5.5

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		403		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1264.7672		E (10245)		1264.7672		100.3386420723		0.4

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		406		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		660.44825		E (10245)		660.44825		4901.8420336769		20.4

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		799		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		319.37152		R2 (10245)		319.37152		12.3325294909		0.1

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1207		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		389.37145		R4 (10245)		389.37145		7116.7347279452		29.7

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		451		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		149.02644		M1 (10245)		149.02644		1291.2316263945		5.4

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		455		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		272.14356		M1 (10245)		272.14356		2872.8286876504		12.0

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1408		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		106.89086		R6 (10245)		106.89086		682.8637115172		2.8

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1410		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		115.56218		R6 (10245)		115.56218		750.7879932371		3.1

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1178		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		337.07649		R4 (10245)		337.07649		2668.4343103946		11.1

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1179		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		275.23729		R4 (10245)		275.23729		9.7751140983		0.0

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1179		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		275.23729		R4 (10245)		275.23729		3.2457950627		0.0

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1195		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		348.38789		R4 (10245)		348.38789		6647.8728017246		27.7

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		20		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		132.43424		C1 (10245)		132.43424		905.432148518		3.8

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1199		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		367.49677		R4 (10245)		367.49677		7075.3433442637		29.5

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1200		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		564.55611		R4 (10245)		564.55611		8713.8906261463		36.3

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1200		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		564.55611		R4 (10245)		564.55611		0		0.0

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		154		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		171.82237		C3 (10245)		171.82237		1642.0189002951		6.8

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1203		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		424.30635		R4 (10245)		424.30635		9730.5169125006		40.6

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		25		C1-5		10245		C1-5 (10245)		Local Commercial With Special Provsions (By-Law 10245)				C1		120.32314		C1 (10245)		120.32314		806.2518162187		3.4

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		404		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		210.70059		E (10245)		210.70059		18.3885802473		0.1

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		1189		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		576.88999		R4 (10245)		576.88999		4.9624632566		0.0

		COE171		College Street East Trunk Sewer		3		5.71799		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		277		C7-5		10245		C7-5 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		139.19037		C7 (10245)		139.19037		1157.4596407193		4.8

		COE171		College Street East Trunk Sewer		3		5.71799		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		68		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		321.53032		C2 (10245)		321.53032		3.47E-07		0.0

		COE171		College Street East Trunk Sewer		3		5.71799		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		68		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		321.53032		C2 (10245)		321.53032		0.0005952277		0.0

		COE171		College Street East Trunk Sewer		3		5.71799		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		68		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		321.53032		C2 (10245)		321.53032		0.0007335305		0.0

		MTS229		Moira River Trunk Sewer		18		2.3168		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		533		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		8499.61044		M2 (10245)		8499.61044		4380.8715460477		18.3

		MTS229		Moira River Trunk Sewer		18		2.3168		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		3716		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		446.88598		E (10245)		446.88598		1481.0847426065		6.2

		MTS229		Moira River Trunk Sewer		18		2.3168		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		68		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		321.53032		C2 (10245)		321.53032		5945.3329318437		24.8

		MTS229		Moira River Trunk Sewer		18		2.3168		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		69		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		322.80151		C2 (10245)		322.80151		5456.1422762939		22.7

		MTS229		Moira River Trunk Sewer		18		2.3168		35120134		35120134		Ontario		Ontario		35		3512		3512005		541		F		261		245		0.2		2770.1		262		C7-1		10245		C7-1 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		132.19752		C7 (10245)		132.19752		1040.1079657576		4.3

		FAH47		Fahey Street Trunk Sewer		10		6.47608		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		1468		R7-8		10245		R7-8 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		465.66545		R7 (10245)		465.66545		12207.9586216568		68.3

		FAH47		Fahey Street Trunk Sewer		10		6.47608		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		781		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		236.39348		R2 (10245)		236.39348		3493.3376011097		19.5

		FAH47		Fahey Street Trunk Sewer		10		6.47608		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		3947		R7-9		10245		R7-9 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		316.00017		R7 (10245)		316.00017		6041.7365729062		33.8

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		147		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		235.3588		C3 (10245)		235.3588		3444.4913714977		19.3

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		150		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		328.96962		C3 (10245)		328.96962		6499.2057247148		36.3

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		1423		R6-15		10245		R6-15 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		228.78898		R6 (10245)		228.78898		3235.8576069659		18.1

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		1424		R6-16		10245		R6-16 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		262.52211		R6 (10245)		262.52211		4093.4471917829		22.9

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		152		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		165.93657		C3 (10245)		165.93657		1706.2550697823		9.5

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		153		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		418.02489		C3 (10245)		418.02489		6900.709637383		38.6

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		221		C3-8		10245		C3-8 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		162.35407		C3 (10245)		162.35407		1303.8167705123		7.3

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		156		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		282.05391		C3 (10245)		282.05391		3616.3422469785		20.2

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		270		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		141.85084		C7 (10245)		141.85084		1292.9559234667		7.2

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		1208		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		124.64422		R4 (10245)		124.64422		625.8093197717		3.5

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		271		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		231.56829		C7 (10245)		231.56829		3189.9237578815		17.8

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		1411		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		187.53464		R6 (10245)		187.53464		2193.4459822829		12.3

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		145		C3-53		10245		C3-53 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		307.96266		C3 (10245)		307.96266		5129.2775693653		28.7

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		529		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		262.29491		M2 (10245)		262.29491		1898.9245557661		10.6

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		3947		R7-9		10245		R7-9 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		316.00017		R7 (10245)		316.00017		0.0424108462		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		331		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		151.41047		CF (10245)		151.41047		1295.5433111179		7.2

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		803		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		478.72636		R2 (10245)		478.72636		10319.1227829143		57.7

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		561		NH-2		10245		NH-2 (10245)		Nursing Home With Special Provisions (By-Law 10245)				NH		250.62704		NH (10245)		250.62704		3664.2607296062		20.5

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		1433		R6-4		10245		R6-4 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		134.40263		R6 (10245)		134.40263		840.1253250465		4.7

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		1169		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		302.8503		R4 (10245)		302.8503		5119.6921994925		28.6

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		1176		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		184.17492		R4 (10245)		184.17492		2097.9774846943		11.7

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		781		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		236.39348		R2 (10245)		236.39348		0.0017441232		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		782		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		283.40923		R2 (10245)		283.40923		3449.813115754		19.3

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		787		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		486.493		R2 (10245)		486.493		7262.9708265601		40.6

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120135		35120135		Ontario		Ontario		35		3512		3512005		569		F		152		139		0.13		4278.2		790		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		128.19883		R2 (10245)		128.19883		844.9788456225		4.7

		GED30		Geddes Street Trunk Sewer		12		1.51142		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1153		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		520.74943		R4 (10245)		520.74943		1677.4690250597		8.6

		GED30		Geddes Street Trunk Sewer		12		1.51142		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1155		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		551.82067		R4 (10245)		551.82067		2075.4669515343		10.6

		GED30		Geddes Street Trunk Sewer		12		1.51142		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1156		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		263.98269		R4 (10245)		263.98269		3315.028216989		17.0

		GED30		Geddes Street Trunk Sewer		12		1.51142		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1163		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		300.41905		R4 (10245)		300.41905		3310.5761057384		17.0

		GED30		Geddes Street Trunk Sewer		12		1.51142		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1394		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		227.07016		R6 (10245)		227.07016		0.0002043539		0.0

		GED31		Geddes Street Trunk Sewer		12		2.39708		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1153		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		520.74943		R4 (10245)		520.74943		4111.105536847		21.1

		GED31		Geddes Street Trunk Sewer		12		2.39708		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1155		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		551.82067		R4 (10245)		551.82067		8611.4416124852		44.1

		GED31		Geddes Street Trunk Sewer		12		2.39708		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1163		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		300.41905		R4 (10245)		300.41905		1649.7604477471		8.5

		GED31		Geddes Street Trunk Sewer		12		2.39708		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1394		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		227.07016		R6 (10245)		227.07016		0.0006140363		0.0

		GED30		Geddes Street Trunk Sewer		12		1.51142		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		529		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		262.29491		M2 (10245)		262.29491		14.2623213176		0.1

		GED30		Geddes Street Trunk Sewer		12		1.51142		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		529		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		262.29491		M2 (10245)		262.29491		5.10E-09		0.0

		GED30		Geddes Street Trunk Sewer		12		1.51142		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		529		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		262.29491		M2 (10245)		262.29491		0.0251278745		0.0

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		75		C2-14		10245		C2-14 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		202.54019		C2 (10245)		202.54019		0.000623492		0.0

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1153		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		520.74943		R4 (10245)		520.74943		0.0003671802		0.0

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1153		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		520.74943		R4 (10245)		520.74943		2068.3836942295		10.6

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		81		C2-21		10245		C2-21 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		104.39758		C2 (10245)		104.39758		576.6275449591		3.0

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		98		C2-31		10245		C2-31 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		102.42919		C2 (10245)		102.42919		651.8545866651		3.3

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		3787		C2-47		10245		C2-47 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		104.86216		C2 (10245)		104.86216		599.3259540927		3.1

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1308		R5-17		10245		R5-17 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		135.7571		R5 (10245)		135.7571		1129.6751325636		5.8

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1454		R7-3		10245		R7-3 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		210.83831		R7 (10245)		210.83831		2312.4688994569		11.8

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		70		C2-1		10245		C2-1 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		130.88793		C2 (10245)		130.88793		1062.3637620014		5.4

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1144		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		479.95994		R4 (10245)		479.95994		12596.7888681773		64.5

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1146		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		317.45447		R4 (10245)		317.45447		4019.6830891355		20.6

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		75		C2-14		10245		C2-14 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		202.54019		C2 (10245)		202.54019		0		0.0

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		75		C2-14		10245		C2-14 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		202.54019		C2 (10245)		202.54019		3.0459522269		0.0

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		75		C2-14		10245		C2-14 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		202.54019		C2 (10245)		202.54019		1.19E-08		0.0

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1122		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		432.4881		R4 (10245)		432.4881		9521.4649018489		48.8

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1123		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		306.45867		R4 (10245)		306.45867		4069.9850594229		20.8

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1394		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		227.07016		R6 (10245)		227.07016		2348.1648252906		12.0

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		529		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		262.29491		M2 (10245)		262.29491		6.66E-08		0.0

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1132		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		161.58213		R4 (10245)		161.58213		1543.6971826241		7.9

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		62		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		428.02165		C2 (10245)		428.02165		5533.7304062139		28.3

		GED32		Geddes Street Trunk Sewer		12		1.89307		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1155		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		551.82067		R4 (10245)		551.82067		2239.7140686026		11.5

		GED32		Geddes Street Trunk Sewer		12		1.89307		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1393		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		116.66691		R6 (10245)		116.66691		821.5251743771		4.2

		GED32		Geddes Street Trunk Sewer		12		1.89307		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1126		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		258.35026		R4 (10245)		258.35026		1326.3190973995		6.8

		GED32		Geddes Street Trunk Sewer		12		1.89307		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1130		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		106.6753		R4 (10245)		106.6753		469.6466786179		2.4

		GED32		Geddes Street Trunk Sewer		12		1.89307		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		61		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		88.10875		C2 (10245)		88.10875		396.8593275633		2.0

		GED32		Geddes Street Trunk Sewer		12		1.89307		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1138		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		406.93642		R4 (10245)		406.93642		4180.0527789377		21.4

		GED32		Geddes Street Trunk Sewer		12		1.89307		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1153		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		520.74943		R4 (10245)		520.74943		2441.2111884753		12.5

		GED32		Geddes Street Trunk Sewer		12		1.89307		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1155		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		551.82067		R4 (10245)		551.82067		545.9306961864		2.8

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1156		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		263.98269		R4 (10245)		263.98269		1.6328815593		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1156		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		263.98269		R4 (10245)		263.98269		2.3924526366		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1163		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		300.41905		R4 (10245)		300.41905		48.663446001		0.2

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		529		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		262.29491		M2 (10245)		262.29491		1008.2741396774		5.2

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		530		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		247.86308		M2 (10245)		247.86308		425.461811573		2.2

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		70		C2-1		10245		C2-1 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		130.88793		C2 (10245)		130.88793		0.001449907		0.0

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		75		C2-14		10245		C2-14 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		202.54019		C2 (10245)		202.54019		2314.2792886848		11.9

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		81		C2-21		10245		C2-21 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		104.39758		C2 (10245)		104.39758		0.0135153341		0.0

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		98		C2-31		10245		C2-31 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		102.42919		C2 (10245)		102.42919		0.0006711573		0.0

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1454		R7-3		10245		R7-3 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		210.83831		R7 (10245)		210.83831		0.0345478934		0.0

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1123		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		306.45867		R4 (10245)		306.45867		0.0571942896		0.0

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1126		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		258.35026		R4 (10245)		258.35026		2057.1468526524		10.5

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		61		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		88.10875		C2 (10245)		88.10875		4.30E-09		0.0

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120136		35120136		Ontario		Ontario		35		3512		3512005		486		F		220		209		0.14		3456.6		1138		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		406.93642		R4 (10245)		406.93642		3791.5825261384		19.4

		GED31		Geddes Street Trunk Sewer		12		2.39708		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1167		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		340.1257		R4 (10245)		340.1257		1.41E-08		0.0

		GED31		Geddes Street Trunk Sewer		12		2.39708		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1167		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		340.1257		R4 (10245)		340.1257		4.28E-08		0.0

		GED31		Geddes Street Trunk Sewer		12		2.39708		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1397		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		132.81558		R6 (10245)		132.81558		853.6604806392		3.9

		GED31		Geddes Street Trunk Sewer		12		2.39708		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1159		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		560.33321		R4 (10245)		560.33321		1457.0863726287		6.6

		GED31		Geddes Street Trunk Sewer		12		2.39708		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1159		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		560.33321		R4 (10245)		560.33321		2095.9024613395		9.5

		GED34		Geddes Street Trunk Sewer		12		0.5754		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1143		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		325.5079		R4 (10245)		325.5079		2169.9258302189		9.8

		GED34		Geddes Street Trunk Sewer		12		0.5754		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1137		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		509.15051		R4 (10245)		509.15051		0.0259677543		0.0

		GED33		Geddes Street Trunk Sewer		12		0.43379		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1143		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		325.5079		R4 (10245)		325.5079		1208.0165866978		5.5

		GED33		Geddes Street Trunk Sewer		12		0.43379		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1159		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		560.33321		R4 (10245)		560.33321		2015.174982141		9.1

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1170		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		195.67859		R4 (10245)		195.67859		1378.6385277397		6.2

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1179		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		275.23729		R4 (10245)		275.23729		3797.3657743668		17.2

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		531		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		618.42606		M2 (10245)		618.42606		399.4791210454		1.8

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		531		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		618.42606		M2 (10245)		618.42606		0.763982023		0.0

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		531		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		618.42606		M2 (10245)		618.42606		2.2102938674		0.0

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		403		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1264.7672		E (10245)		1264.7672		5444.1889004106		24.6

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1142		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		537.35426		R4 (10245)		537.35426		4872.8401491852		22.0

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1143		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		325.5079		R4 (10245)		325.5079		2254.314839187		10.2

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1159		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		560.33321		R4 (10245)		560.33321		6621.785326778		29.9

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1167		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		340.1257		R4 (10245)		340.1257		6961.8437293994		31.5

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1168		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		566.93739		R4 (10245)		566.93739		13974.721789246		63.2

		COL152		Coleman Street Trunk Sewer		2		3.20584		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1117		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		265.62169		R4 (10245)		265.62169		678.4660014652		3.1

		COL152		Coleman Street Trunk Sewer		2		3.20584		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1386		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		192.96233		R6 (10245)		192.96233		1754.1759695648		7.9

		COL152		Coleman Street Trunk Sewer		2		3.20584		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1388		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		113.25661		R6 (10245)		113.25661		686.8015063585		3.1

		COL152		Coleman Street Trunk Sewer		2		3.20584		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1137		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		509.15051		R4 (10245)		509.15051		3962.7402809851		17.9

		COL152		Coleman Street Trunk Sewer		2		3.20584		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		403		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1264.7672		E (10245)		1264.7672		428.9176742495		1.9

		COL152		Coleman Street Trunk Sewer		2		3.20584		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1142		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		537.35426		R4 (10245)		537.35426		5540.0330351911		25.0

		COL152		Coleman Street Trunk Sewer		2		3.20584		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1113		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		304.48674		R4 (10245)		304.48674		4552.1390631874		20.6

		COL152		Coleman Street Trunk Sewer		2		3.20584		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1383		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		151.95561		R6 (10245)		151.95561		1431.6618672154		6.5

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1383		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		151.95561		R6 (10245)		151.95561		4.0549097389		0.0

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1117		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		265.62169		R4 (10245)		265.62169		2162.0400888107		9.8

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120137		35120137		Ontario		Ontario		35		3512		3512005		373		F		190		173		0.12		3022.7		1137		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		509.15051		R4 (10245)		509.15051		5797.3394634097		26.2

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		57		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		137.75322		C2 (10245)		137.75322		1171.6717512809		1.7

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		58		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		268.7117		C2 (10245)		268.7117		1.2637293361		0.0

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		58		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		268.7117		C2 (10245)		268.7117		3.04E-08		0.0

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		58		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		268.7117		C2 (10245)		268.7117		0		0.0

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		58		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		268.7117		C2 (10245)		268.7117		277.0302842459		0.4

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1101		C2-43		10245		C2-43 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		237.56201		C2 (10245)		237.56201		1422.8799783915		2.1

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		77		C2-17		10245		C2-17 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		106.18765		C2 (10245)		106.18765		570.1557312835		0.8

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		3728		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		119.26475		R4 (10245)		119.26475		889.9167423499		1.3

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1093		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		405.3561		R4 (10245)		405.3561		5498.7466339476		8.0

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		54		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		270.12691		C2 (10245)		270.12691		611.1357544106		0.9

		COL154		Coleman Street Trunk Sewer		2		2.34935		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		54		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		270.12691		C2 (10245)		270.12691		3210.3189852465		4.6

		COL154		Coleman Street Trunk Sewer		2		2.34935		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		261		C7-1		10245		C7-1 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		119.98322		C7 (10245)		119.98322		791.570012627		1.1

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		3730		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		167.97706		R4 (10245)		167.97706		1210.8644222059		1.8

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		3731		C2-39		10245		C2-39 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		114.957		C2 (10245)		114.957		639.2917564604		0.9

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		104		C2-37		10245		C2-37 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		236.95044		C2 (10245)		236.95044		2697.235766937		3.9

		COL34		Coleman Street Trunk Sewer		2		11.24585		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		261		C7-1		10245		C7-1 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		119.98322		C7 (10245)		119.98322		0.0438410727		0.0

		FRO207		Front/Station Street Trunk Sewer		11		0.55044		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		89		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		126.40032		C2 (10245)		126.40032		721.0518960306		1.0

		FRO209		Front/Station Street Trunk Sewer		11		1.37734		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		89		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		126.40032		C2 (10245)		126.40032		0.021532147		0.0

		FRO209		Front/Station Street Trunk Sewer		11		1.37734		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		92		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		345.9821		C2 (10245)		345.9821		2.44E-08		0.0

		FRO209		Front/Station Street Trunk Sewer		11		1.37734		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		92		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		345.9821		C2 (10245)		345.9821		0.0003889641		0.0

		FRO209		Front/Station Street Trunk Sewer		11		1.37734		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		92		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		345.9821		C2 (10245)		345.9821		10.3776855256		0.0

		FRO209		Front/Station Street Trunk Sewer		11		1.37734		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		107		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		195.34154		C2 (10245)		195.34154		1846.1519322335		2.7

		FRO209		Front/Station Street Trunk Sewer		11		1.37734		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		108		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		425.0314		C2 (10245)		425.0314		2150.4223883359		3.1

		DUE94		Dundas Street East Trunk Sewer		6		2.61457		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		511		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		169.91693		M2 (10245)		169.91693		366.1814626852		0.5

		DUE94		Dundas Street East Trunk Sewer		6		2.61457		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		513		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		335.74695		M2 (10245)		335.74695		1192.2362205417		1.7

		FRO209		Front/Station Street Trunk Sewer		11		1.37734		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		117		C2-7		10245		C2-7 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		290.02672		C2 (10245)		290.02672		4312.7544179635		6.2

		DUE94		Dundas Street East Trunk Sewer		6		2.61457		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		30		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		262.2089		C2 (10245)		262.2089		2295.3894834545		3.3

		DUE94		Dundas Street East Trunk Sewer		6		2.61457		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		31		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		330.15666		C2 (10245)		330.15666		4436.7689328609		6.4

		FRO92		Front/Station Street Trunk Sewer		11		2.27206		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		56		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		509.0985		C2 (10245)		509.0985		5756.0162832316		8.3

		FRO92		Front/Station Street Trunk Sewer		11		2.27206		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		110		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		274.28855		C2 (10245)		274.28855		3065.7777793657		4.4

		FRO92		Front/Station Street Trunk Sewer		11		2.27206		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		112		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		272.15391		C2 (10245)		272.15391		159.6550878903		0.2

		FRO92		Front/Station Street Trunk Sewer		11		2.27206		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		116		C2-6		10245		C2-6 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		678.83328		C2 (10245)		678.83328		0.0034394916		0.0

		FRO92		Front/Station Street Trunk Sewer		11		2.27206		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		116		C2-6		10245		C2-6 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		678.83328		C2 (10245)		678.83328		6768.8765150411		9.8

		FRO204		Front/Station Street Trunk Sewer		11		4.79506		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		94		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		438.2218		C2 (10245)		438.2218		0.0254928519		0.0

		FRO204		Front/Station Street Trunk Sewer		11		4.79506		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		110		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		274.28855		C2 (10245)		274.28855		1.04E-07		0.0

		FRO204		Front/Station Street Trunk Sewer		11		4.79506		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		110		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		274.28855		C2 (10245)		274.28855		4.66E-05		0.0

		FRO204		Front/Station Street Trunk Sewer		11		4.79506		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		110		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		274.28855		C2 (10245)		274.28855		3.63E-05		0.0

		FRO204		Front/Station Street Trunk Sewer		11		4.79506		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		110		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		274.28855		C2 (10245)		274.28855		0.0001334977		0.0

		FRO204		Front/Station Street Trunk Sewer		11		4.79506		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		112		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		272.15391		C2 (10245)		272.15391		3869.9122100402		5.6

		FRO204		Front/Station Street Trunk Sewer		11		4.79506		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		116		C2-6		10245		C2-6 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		678.83328		C2 (10245)		678.83328		10552.0896493054		15.3

		FRO205		Front/Station Street Trunk Sewer		11		2.80203		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		94		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		438.2218		C2 (10245)		438.2218		7904.242374551		11.4

		FRO205		Front/Station Street Trunk Sewer		11		2.80203		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		109		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		473.38817		C2 (10245)		473.38817		53.3462233104		0.1

		FRO205		Front/Station Street Trunk Sewer		11		2.80203		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		109		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		473.38817		C2 (10245)		473.38817		492.720256498		0.7

		COL152		Coleman Street Trunk Sewer		2		3.20584		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		58		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		268.7117		C2 (10245)		268.7117		2.510075969		0.0

		COL152		Coleman Street Trunk Sewer		2		3.20584		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		59		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		236.93246		C2 (10245)		236.93246		0.0015283409		0.0

		COL152		Coleman Street Trunk Sewer		2		3.20584		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		59		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		236.93246		C2 (10245)		236.93246		0		0.0

		COL152		Coleman Street Trunk Sewer		2		3.20584		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1113		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		304.48674		R4 (10245)		304.48674		351.2178140658		0.5

		FRO208		Front/Station Street Trunk Sewer		11		1.85828		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		36		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		449.47789		C2 (10245)		449.47789		7619.0243277146		11.0

		FRO208		Front/Station Street Trunk Sewer		11		1.85828		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		106		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		312.85424		C2 (10245)		312.85424		0.0011166		0.0

		COL152		Coleman Street Trunk Sewer		2		3.20584		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		80		C2-20		10245		C2-20 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		161.68312		C2 (10245)		161.68312		1620.8334825076		2.3

		COL152		Coleman Street Trunk Sewer		2		3.20584		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		118		C2-8		10245		C2-8 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		127.9303		C2 (10245)		127.9303		851.6127072292		1.2

		COL152		Coleman Street Trunk Sewer		2		3.20584		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		137		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		91.0191		C3 (10245)		91.0191		457.0641830735		0.7

		FRO203		Front/Station Street Trunk Sewer		11		2.56709		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1103		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		133.22022		R4 (10245)		133.22022		0.0026221838		0.0

		FRO203		Front/Station Street Trunk Sewer		11		2.56709		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1121		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		251.13074		R4 (10245)		251.13074		2.04E-05		0.0

		FRO203		Front/Station Street Trunk Sewer		11		2.56709		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		138		C3-51		10245		C3-51 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		336.28741		C3 (10245)		336.28741		2824.8654375767		4.1

		FRO203		Front/Station Street Trunk Sewer		11		2.56709		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		139		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		308.90028		C3 (10245)		308.90028		2327.5129027456		3.4

		FRO203		Front/Station Street Trunk Sewer		11		2.56709		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		267		C7-10-h		10245		R7-10-h (10245)		Residential Seventh Density Holding With Special Provisions (By-Law 10245)				R7		347.99902		R7 (10245)		347.99902		5609.2665639665		8.1

		FRO203		Front/Station Street Trunk Sewer		11		2.56709		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		268		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		114.02652		C7 (10245)		114.02652		779.7306063165		1.1

		FRO203		Front/Station Street Trunk Sewer		11		2.56709		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		399		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1052.95241		E (10245)		1052.95241		6509.2714257278		9.4

		FRO203		Front/Station Street Trunk Sewer		11		2.56709		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		3527		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		172.74263		C3 (10245)		172.74263		0.0163331834		0.0

		FRO203		Front/Station Street Trunk Sewer		11		2.56709		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		420		E-1		10245		E-1 (10245)		Environmental Control With Special Provisions (By-Law 10245)				E		200.30682		E (10245)		200.30682		1352.4701775038		2.0

		FRO75		Front/Station Street Trunk Sewer		11		0.65137		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		89		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		126.40032		C2 (10245)		126.40032		250.0075992345		0.4

		FRO75		Front/Station Street Trunk Sewer		11		0.65137		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		107		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		195.34154		C2 (10245)		195.34154		0.0002197355		0.0

		FRO75		Front/Station Street Trunk Sewer		11		0.65137		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		117		C2-7		10245		C2-7 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		290.02672		C2 (10245)		290.02672		0.0046152008		0.0

		FRO75		Front/Station Street Trunk Sewer		11		0.65137		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		341		CF-1		10245		CF-1 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		253.78959		CF (10245)		253.78959		2382.02239416		3.4

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1054		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		338.6192		R4 (10245)		338.6192		3808.2261079355		5.5

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		43		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		133.08175		C2 (10245)		133.08175		0.0109990831		0.0

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		46		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		467.12247		C2 (10245)		467.12247		8027.1396701574		11.6

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		48		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		102.56905		C2 (10245)		102.56905		617.7784304659		0.9

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		49		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		132.0041		C2 (10245)		132.0041		1020.4476215468		1.5

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		110		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		274.28855		C2 (10245)		274.28855		0.2797351904		0.0

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		246		C5-6		10245		C5-6 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		124.87981		C5 (10245)		124.87981		889.2318550209		1.3

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1310		R5-19		10245		R5-19 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		178.44615		R5 (10245)		178.44615		1933.4330640373		2.8

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		300		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		365.42554		CF (10245)		365.42554		0.0026161165		0.0

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		303		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		184.29497		CF (10245)		184.29497		2038.1917081407		2.9

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		310		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		406.66202		CF (10245)		406.66202		10274.1374468482		14.9

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		317		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		570.14218		CF (10245)		570.14218		13605.3804603763		19.7

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1459		R8		10245		R8 (10245)		Residential  Eighth Density (By-Law 10245)				R8		220.53415		R8 (10245)		220.53415		2513.841406163		3.6

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		50		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		220.26407		C2 (10245)		220.26407		2841.5972692743		4.1

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		56		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		509.0985		C2 (10245)		509.0985		0.0032079505		0.0

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		56		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		509.0985		C2 (10245)		509.0985		0.0002856241		0.0

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		56		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		509.0985		C2 (10245)		509.0985		5.00E-10		0.0

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		94		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		438.2218		C2 (10245)		438.2218		81.5195090313		0.1

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		94		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		438.2218		C2 (10245)		438.2218		0.5596220009		0.0

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		108		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		425.0314		C2 (10245)		425.0314		3732.968450573		5.4

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		109		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		473.38817		C2 (10245)		473.38817		6989.3830586067		10.1

		FRO114		Front/Station Street Trunk Sewer		11		1.85917		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1148		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		140.35524		R4 (10245)		140.35524		656.3589489786		0.9

		FRO114		Front/Station Street Trunk Sewer		11		1.85917		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		142		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		133.51056		C3 (10245)		133.51056		1076.1673466058		1.6

		FRO114		Front/Station Street Trunk Sewer		11		1.85917		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		208		C3-4		10245		C3-4 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		372.16745		C3 (10245)		372.16745		0.0004472787		0.0

		FRO114		Front/Station Street Trunk Sewer		11		1.85917		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		208		C3-4		10245		C3-4 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		372.16745		C3 (10245)		372.16745		0.4450508351		0.0

		FRO114		Front/Station Street Trunk Sewer		11		1.85917		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		208		C3-4		10245		C3-4 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		372.16745		C3 (10245)		372.16745		0.0004644826		0.0

		FRO202		Front/Station Street Trunk Sewer		11		2.4958		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1457		R7-7		10245		R7-7 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		397.11924		R7 (10245)		397.11924		0.002158722		0.0

		FRO202		Front/Station Street Trunk Sewer		11		2.4958		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1457		R7-7		10245		R7-7 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		397.11924		R7 (10245)		397.11924		0.0033455989		0.0

		FRO202		Front/Station Street Trunk Sewer		11		2.4958		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1457		R7-7		10245		R7-7 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		397.11924		R7 (10245)		397.11924		0.002561269		0.0

		FRO202		Front/Station Street Trunk Sewer		11		2.4958		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1457		R7-7		10245		R7-7 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		397.11924		R7 (10245)		397.11924		0.0032719039		0.0

		FRO202		Front/Station Street Trunk Sewer		11		2.4958		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1133		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		155.23503		R4 (10245)		155.23503		1270.6471734564		1.8

		FRO202		Front/Station Street Trunk Sewer		11		2.4958		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1140		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		234.30587		R4 (10245)		234.30587		2859.5783621707		4.1

		FRO202		Front/Station Street Trunk Sewer		11		2.4958		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		141		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		242.62638		C3 (10245)		242.62638		3379.2196288019		4.9

		FRO202		Front/Station Street Trunk Sewer		11		2.4958		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		143		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		497.12275		C3 (10245)		497.12275		5374.002786528		7.8

		FRO202		Front/Station Street Trunk Sewer		11		2.4958		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		208		C3-4		10245		C3-4 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		372.16745		C3 (10245)		372.16745		0.4385588973		0.0

		FRO202		Front/Station Street Trunk Sewer		11		2.4958		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		399		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1052.95241		E (10245)		1052.95241		1031.3991997386		1.5

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1133		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		155.23503		R4 (10245)		155.23503		8.70E-09		0.0

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		139		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		308.90028		C3 (10245)		308.90028		0.002570499		0.0

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		139		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		308.90028		C3 (10245)		308.90028		0.0028709649		0.0

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		139		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		308.90028		C3 (10245)		308.90028		982.5144844798		1.4

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		140		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		63.18097		C3 (10245)		63.18097		232.0397773906		0.3

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		143		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		497.12275		C3 (10245)		497.12275		2182.0019007603		3.2

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		267		C7-10-h		10245		R7-10-h (10245)		Residential Seventh Density Holding With Special Provisions (By-Law 10245)				R7		347.99902		R7 (10245)		347.99902		1883.1728916181		2.7

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		268		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		114.02652		C7 (10245)		114.02652		0.0016052952		0.0

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		3675		R4-43		10245		R4-43 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		144.24138		R4 (10245)		144.24138		1060.678163329		1.5

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		3676		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		62.56511		C3 (10245)		62.56511		235.3660663275		0.3

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1121		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		251.13074		R4 (10245)		251.13074		1653.4455941799		2.4

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1125		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		115.76893		R4 (10245)		115.76893		735.534657689		1.1

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1127		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		141.1173		R4 (10245)		141.1173		987.6834609326		1.4

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1133		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		155.23503		R4 (10245)		155.23503		0.0052529906		0.0

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		268		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		114.02652		C7 (10245)		114.02652		0.0008505397		0.0

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		399		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1052.95241		E (10245)		1052.95241		1482.0837613332		2.1

		FRO201		Front/Station Street Trunk Sewer		11		2.65209		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1457		R7-7		10245		R7-7 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		397.11924		R7 (10245)		397.11924		5384.3764124207		7.8

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		317		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		570.14218		CF (10245)		570.14218		0.0197218129		0.0

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		3527		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		172.74263		C3 (10245)		172.74263		1409.4427108435		2.0

		DUE219		Dundas Street East Trunk Sewer		6		3.73878		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		30		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		262.2089		C2 (10245)		262.2089		613.270096964		0.9

		DUE219		Dundas Street East Trunk Sewer		6		3.73878		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		31		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		330.15666		C2 (10245)		330.15666		0.0147572745		0.0

		DUE219		Dundas Street East Trunk Sewer		6		3.73878		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		35		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		439.6395		C2 (10245)		439.6395		7221.1923793451		10.4

		DUE219		Dundas Street East Trunk Sewer		6		3.73878		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		36		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		449.47789		C2 (10245)		449.47789		0.000174259		0.0

		DUE219		Dundas Street East Trunk Sewer		6		3.73878		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		36		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		449.47789		C2 (10245)		449.47789		2.69E-07		0.0

		DUE219		Dundas Street East Trunk Sewer		6		3.73878		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		36		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		449.47789		C2 (10245)		449.47789		0.0011348616		0.0

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		56		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		509.0985		C2 (10245)		509.0985		6632.0634067149		9.6

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1103		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		133.22022		R4 (10245)		133.22022		1100.7818091756		1.6

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		105		C2-38		10245		C2-38 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		146.76855		C2 (10245)		146.76855		1088.1917981525		1.6

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		116		C2-6		10245		C2-6 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		678.83328		C2 (10245)		678.83328		0.0079696911		0.0

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		138		C3-51		10245		C3-51 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		336.28741		C3 (10245)		336.28741		1102.4391353052		1.6

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		238		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		340.16766		C5 (10245)		340.16766		5873.1924566673		8.5

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		317		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		570.14218		CF (10245)		570.14218		0.0075022293		0.0

		FRO76		Front/Station Street Trunk Sewer		11		5.3745		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		317		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		570.14218		CF (10245)		570.14218		0.0018957339		0.0

		DUE219		Dundas Street East Trunk Sewer		6		3.73878		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		341		CF-1		10245		CF-1 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		253.78959		CF (10245)		253.78959		0.0014527594		0.0

		DUE219		Dundas Street East Trunk Sewer		6		3.73878		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1002		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		137.91641		R4 (10245)		137.91641		0.0113665636		0.0

		DUE219		Dundas Street East Trunk Sewer		6		3.73878		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		41		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		289.68563		C2 (10245)		289.68563		2888.3363024703		4.2

		DUE219		Dundas Street East Trunk Sewer		6		3.73878		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		88		C2-28		10245		C2-28 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		212.8394		C2 (10245)		212.8394		0.0081060619		0.0

		DUE219		Dundas Street East Trunk Sewer		6		3.73878		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		106		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		312.85424		C2 (10245)		312.85424		4812.1943873182		7.0

		DUE219		Dundas Street East Trunk Sewer		6		3.73878		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		123		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		118.26195		C3 (10245)		118.26195		842.4413245249		1.2

		DUE219		Dundas Street East Trunk Sewer		6		3.73878		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		200		C3-30		10245		C3-30 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		128.01172		C3 (10245)		128.01172		980.7134671152		1.4

		DUE219		Dundas Street East Trunk Sewer		6		3.73878		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		248		C5-9		10245		C5-9 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		497.8179		C5 (10245)		497.8179		7243.6327838181		10.5

		DUE219		Dundas Street East Trunk Sewer		6		3.73878		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		248		C5-9		10245		C5-9 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		497.8179		C5 (10245)		497.8179		760.4191983018		1.1

		DUE219		Dundas Street East Trunk Sewer		6		3.73878		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		340		CF-1		10245		CF-1 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		252.48406		CF (10245)		252.48406		3863.1419443211		5.6

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1140		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		234.30587		R4 (10245)		234.30587		1.10E-05		0.0

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1148		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		140.35524		R4 (10245)		140.35524		555.9885436866		0.8

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		141		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		242.62638		C3 (10245)		242.62638		0		0.0

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		142		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		133.51056		C3 (10245)		133.51056		4.34E-08		0.0

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		143		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		497.12275		C3 (10245)		497.12275		1622.9257684159		2.3

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		208		C3-4		10245		C3-4 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		372.16745		C3 (10245)		372.16745		5921.9425556203		8.6

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		269		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		186.35775		C7 (10245)		186.35775		1505.3168353754		2.2

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		399		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1052.95241		E (10245)		1052.95241		12053.4264797656		17.4

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		80		C2-20		10245		C2-20 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		161.68312		C2 (10245)		161.68312		6.7067676561		0.0

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		3728		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		119.26475		R4 (10245)		119.26475		0.0016438332		0.0

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		3729		C2		10245		C2 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		176.45669		C2 (10245)		176.45669		1843.0835790791		2.7

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		3730		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		167.97706		R4 (10245)		167.97706		0		0.0

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		3730		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		167.97706		R4 (10245)		167.97706		0		0.0

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		3730		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		167.97706		R4 (10245)		167.97706		0.0001229806		0.0

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1379		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		126.55208		R6 (10245)		126.55208		935.8001891455		1.4

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		58		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		268.7117		C2 (10245)		268.7117		3119.058243667		4.5

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		59		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		236.93246		C2 (10245)		236.93246		2071.1703717492		3.0

		COL35		Coleman Street Trunk Sewer		2		4.58965		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1101		C2-43		10245		C2-43 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		237.56201		C2 (10245)		237.56201		580.8571487725		0.8

		FRO206		Front/Station Street Trunk Sewer		11		1.49863		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		108		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		425.0314		C2 (10245)		425.0314		81.169627442		0.1

		FRO206		Front/Station Street Trunk Sewer		11		1.49863		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		108		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		425.0314		C2 (10245)		425.0314		9.3323520134		0.0

		FRO206		Front/Station Street Trunk Sewer		11		1.49863		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		108		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		425.0314		C2 (10245)		425.0314		0.0139449893		0.0

		DUE220		Dundas Street East Trunk Sewer		6		1.14429		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		30		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		262.2089		C2 (10245)		262.2089		1222.3899922847		1.8

		FRO206		Front/Station Street Trunk Sewer		11		1.49863		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		92		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		345.9821		C2 (10245)		345.9821		5106.6744333913		7.4

		FRO206		Front/Station Street Trunk Sewer		11		1.49863		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		108		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		425.0314		C2 (10245)		425.0314		0.0100904593		0.0

		DUE220		Dundas Street East Trunk Sewer		6		1.14429		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		36		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		449.47789		C2 (10245)		449.47789		1632.7959296002		2.4

		DUE220		Dundas Street East Trunk Sewer		6		1.14429		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		106		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		312.85424		C2 (10245)		312.85424		0.0032846412		0.0

		DUE220		Dundas Street East Trunk Sewer		6		1.14429		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		106		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		312.85424		C2 (10245)		312.85424		700.1363347554		1.0

		DUE220		Dundas Street East Trunk Sewer		6		1.14429		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		511		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		169.91693		M2 (10245)		169.91693		1.9363766271		0.0

		FRO91		Front/Station Street Trunk Sewer		11		0.21781		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		92		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		345.9821		C2 (10245)		345.9821		1.73E-08		0.0

		FRO91		Front/Station Street Trunk Sewer		11		0.21781		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		108		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		425.0314		C2 (10245)		425.0314		1474.5381824543		2.1

		FRO93		Front/Station Street Trunk Sewer		11		0.467		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		94		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		438.2218		C2 (10245)		438.2218		335.6044478411		0.5

		FRO93		Front/Station Street Trunk Sewer		11		0.467		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		109		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		473.38817		C2 (10245)		473.38817		2057.1486407561		3.0

		FRO93		Front/Station Street Trunk Sewer		11		0.467		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		110		C2-4		10245		C2-4 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		274.28855		C2 (10245)		274.28855		1279.9642045159		1.9

		FRO93		Front/Station Street Trunk Sewer		11		0.467		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		112		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		272.15391		C2 (10245)		272.15391		0.0025541459		0.0

		FRO93		Front/Station Street Trunk Sewer		11		0.467		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		112		C2-3		10245		C2-3 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		272.15391		C2 (10245)		272.15391		0.0028413781		0.0

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		200		C3-30		10245		C3-30 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		128.01172		C3 (10245)		128.01172		0.0029827417		0.0

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		248		C5-9		10245		C5-9 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		497.8179		C5 (10245)		497.8179		0.0044236383		0.0

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		248		C5-9		10245		C5-9 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		497.8179		C5 (10245)		497.8179		0.0678761814		0.0

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		248		C5-9		10245		C5-9 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		497.8179		C5 (10245)		497.8179		0		0.0

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		300		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		365.42554		CF (10245)		365.42554		7149.8698853433		10.3

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		1002		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		137.91641		R4 (10245)		137.91641		865.5807928553		1.3

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		31		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		330.15666		C2 (10245)		330.15666		0.0492278022		0.0

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		35		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		439.6395		C2 (10245)		439.6395		1169.222102211		1.7

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		41		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		289.68563		C2 (10245)		289.68563		1242.1695498079		1.8

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		43		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		133.08175		C2 (10245)		133.08175		1042.9116860558		1.5

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		88		C2-28		10245		C2-28 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		212.8394		C2 (10245)		212.8394		2831.3747020338		4.1

		DUE96		Dundas Street East Trunk Sewer		6		6.59274		35120138		35120138		Ontario		Ontario		35		3512		3512005		442		F		337		258		0.42		1059.7		124		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		182.52846		C3 (10245)		182.52846		2021.6660671183		2.9

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		258		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		159.17281		C7 (10245)		159.17281		0.0252079424		0.0

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		1302		R5-11		10245		R5-11 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		501.56023		R5 (10245)		501.56023		10516.4476837401		40.3

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		533		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		8499.61044		M2 (10245)		8499.61044		0.00324699		0.0

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		66		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		403.33151		C2 (10245)		403.33151		9367.1559905959		35.9

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		581		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		434.79295		O1 (10245)		434.79295		6093.9825392214		23.3

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		1404		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		165.00759		R6 (10245)		165.00759		1514.1517530438		5.8

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		1406		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		203.83237		R6 (10245)		203.83237		40.9004395342		0.2

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		1171		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		251.87718		R4 (10245)		251.87718		3522.4254043688		13.5

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		1202		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		326.57166		R4 (10245)		326.57166		4956.3140402789		19.0

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		1204		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		289.85519		R4 (10245)		289.85519		5010.731343443		19.2

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		450		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		239.54583		M1 (10245)		239.54583		3380.0541252047		12.9

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		452		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		491.58779		M1 (10245)		491.58779		70.7269658365		0.3

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		453		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		109.30888		M1 (10245)		109.30888		737.5357161084		2.8

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		454		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		167.4783		M1 (10245)		167.4783		1721.3384229176		6.6

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		1230		R4-19		10245		R4-19 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		86.72859		R4 (10245)		86.72859		417.9826171746		1.6

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		1232		R4-21		10245		R4-21 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		133.77676		R4 (10245)		133.77676		647.5465026489		2.5

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		146		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		248.06124		C3 (10245)		248.06124		8.1730773922		0.0

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		1434		R6-6		10245		R6-6 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		106.82555		R6 (10245)		106.82555		661.109002758		2.5

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		413		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		2464.56405		H (10245)		2464.56405		21909.4624622283		83.9

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		1186		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		228.19064		R4 (10245)		228.19064		2868.4149911433		11.0

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		1188		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		237.58764		R4 (10245)		237.58764		3400.2311532092		13.0

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		1190		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		280.0319		R4 (10245)		280.0319		4778.9717999368		18.3

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		1192		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		376.6593		R4 (10245)		376.6593		7166.6070502608		27.5

		FRO28		Front/Station Street Trunk Sewer		11		48.85831		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		1198		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		347.07877		R4 (10245)		347.07877		6988.2742201537		26.8

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		151		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		104.31811		C3 (10245)		104.31811		545.9775511188		2.1

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		1189		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		576.88999		R4 (10245)		576.88999		8686.7813300962		33.3

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		1194		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		621.8472		R4 (10245)		621.8472		16075.6952023657		61.6

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		1223		R4-13		10245		R4-13 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		89.90577		R4 (10245)		89.90577		502.9343241742		1.9

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		452		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		491.58779		M1 (10245)		491.58779		7814.9512339265		29.9

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		258		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		159.17281		C7 (10245)		159.17281		1514.295436846		5.8

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		594		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		304.68861		O2 (10245)		304.68861		4145.5948720554		15.9

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		1406		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		203.83237		R6 (10245)		203.83237		2482.0228146422		9.5

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		401		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		354.1815		E (10245)		354.1815		1116.9910726436		4.3

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		146		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		248.06124		C3 (10245)		248.06124		3740.6824312832		14.3

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		404		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		210.70059		E (10245)		210.70059		559.9785505667		2.1

		FRO200		Front/Station Street Trunk Sewer		11		9.24477		35120139		35120139		Ontario		Ontario		35		3512		3512005		568		F		295		275		0.28		2032.9		1175		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		357.62291		R4 (10245)		357.62291		5293.4476739609		20.3

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120140		35120140		Ontario		Ontario		35		3512		3512005		346		F		190		165		0.08		4481.9		3746		R4-44		10245		R4-44 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		89.64445		R4 (10245)		89.64445		470.3992824821		2.7

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120140		35120140		Ontario		Ontario		35		3512		3512005		346		F		190		165		0.08		4481.9		1089		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		501.20285		R4 (10245)		501.20285		13795.6990061011		79.7

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120140		35120140		Ontario		Ontario		35		3512		3512005		346		F		190		165		0.08		4481.9		314		R4-47-h		10245		R4-47-h (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		150.89537		R4 (10245)		150.89537		1421.2845791446		8.2

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120140		35120140		Ontario		Ontario		35		3512		3512005		346		F		190		165		0.08		4481.9		1100		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		627.66223		R4 (10245)		627.66223		18267.8919342416		105.5

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120140		35120140		Ontario		Ontario		35		3512		3512005		346		F		190		165		0.08		4481.9		1363		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		138.30869		R6 (10245)		138.30869		1177.2743760324		6.8

		FRO70		Front/Station Street Trunk Sewer		11		48.09806		35120140		35120140		Ontario		Ontario		35		3512		3512005		346		F		190		165		0.08		4481.9		1104		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1179.00162		R4 (10245)		1179.00162		24773.7997850885		143.1

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		527		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2373.1714		M2 (10245)		2373.1714		1508.509994272		2.5

		FAH47		Fahey Street Trunk Sewer		10		6.47608		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		148		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		136.64708		C3 (10245)		136.64708		1139.9803842931		1.9

		FAH47		Fahey Street Trunk Sewer		10		6.47608		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		149		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		175.25317		C3 (10245)		175.25317		1749.5059334584		2.9

		FAH47		Fahey Street Trunk Sewer		10		6.47608		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		193		C3-23		10245		C3-23 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		681.84984		C3 (10245)		681.84984		1661.6180999492		2.7

		FAH47		Fahey Street Trunk Sewer		10		6.47608		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		328		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		1045.07184		CF (10245)		1045.07184		0.0124474887		0.0

		FAH130		Fahey Street Trunk Sewer		10		17.03617		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		527		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2373.1714		M2 (10245)		2373.1714		18249.1336829703		30.1

		FAH130		Fahey Street Trunk Sewer		10		17.03617		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		398		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		969.44598		E (10245)		969.44598		42332.4984810939		69.8

		FAH130		Fahey Street Trunk Sewer		10		17.03617		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		328		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		1045.07184		CF (10245)		1045.07184		51.3804886988		0.1

		FAH130		Fahey Street Trunk Sewer		10		17.03617		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1151		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		498.34357		R4 (10245)		498.34357		0.6099607225		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1398		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		128.01586		R6 (10245)		128.01586		800.3357428886		1.3

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1399		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		158.78826		R6 (10245)		158.78826		1523.5294664431		2.5

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		745		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		130.02414		R2 (10245)		130.02414		846.4128736156		1.4

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1400		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		241.21766		R6 (10245)		241.21766		2836.5161536555		4.7

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		747		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		197.31002		R2 (10245)		197.31002		2140.095413539		3.5

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		750		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		187.02478		R2 (10245)		187.02478		1085.6435238083		1.8

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		751		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		318.21755		R2 (10245)		318.21755		5339.860254905		8.8

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1157		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		96.82396		R4 (10245)		96.82396		511.2935217609		0.8

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		527		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2373.1714		M2 (10245)		2373.1714		4379.7922785845		7.2

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		149		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		175.25317		C3 (10245)		175.25317		0.002561243		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		193		C3-23		10245		C3-23 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		681.84984		C3 (10245)		681.84984		24172.6801253622		39.9

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		328		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		1045.07184		CF (10245)		1045.07184		5.10E-09		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		328		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		1045.07184		CF (10245)		1045.07184		0.0013937694		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1396		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		130.36929		R6 (10245)		130.36929		865.7201450657		1.4

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		743		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		130.90334		R2 (10245)		130.90334		872.9162695977		1.4

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		241		C5-11		10245		C5-11 (10245)		Non-Retail Commercial With Special Provisions (By-Law 10245)				C5		173.85404		C5 (10245)		173.85404		1681.6904276087		2.8

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1162		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		97.5625		R4 (10245)		97.5625		517.4198576099		0.9

		FAH48		Fahey Street Trunk Sewer		10		2.92247		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1323		R5-31		10245		R5-31 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		1173.20576		R5 (10245)		1173.20576		17818.7936361803		29.4

		FAH48		Fahey Street Trunk Sewer		10		2.92247		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		183		C3-13		10245		C3-13 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		263.50956		C3 (10245)		263.50956		0		0.0

		FAH48		Fahey Street Trunk Sewer		10		2.92247		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		211		C3-42		10245		C3-42 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		344.74865		C3 (10245)		344.74865		0.0014519465		0.0

		FAH48		Fahey Street Trunk Sewer		10		2.92247		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		211		C3-42		10245		C3-42 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		344.74865		C3 (10245)		344.74865		0.0001227811		0.0

		FAH48		Fahey Street Trunk Sewer		10		2.92247		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		475		M1-1		10245		M1-1 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		308.59119		M1 (10245)		308.59119		1.24E-08		0.0

		FAH48		Fahey Street Trunk Sewer		10		2.92247		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		475		M1-1		10245		M1-1 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		308.59119		M1 (10245)		308.59119		0.0019081703		0.0

		FAH48		Fahey Street Trunk Sewer		10		2.92247		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		476		M1-1		10245		M1-1 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		259.74487		M1 (10245)		259.74487		2.20E-09		0.0

		FAH48		Fahey Street Trunk Sewer		10		2.92247		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		477		M1-1		10245		M1-1 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		270.60976		M1 (10245)		270.60976		3.30E-09		0.0

		FAH48		Fahey Street Trunk Sewer		10		2.92247		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		398		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		969.44598		E (10245)		969.44598		16.0423411618		0.0

		FAH48		Fahey Street Trunk Sewer		10		2.92247		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		398		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		969.44598		E (10245)		969.44598		3.86E-07		0.0

		FAH48		Fahey Street Trunk Sewer		10		2.92247		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1322		R5-31		10245		R5-31 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		511.21181		R5 (10245)		511.21181		3051.3268371015		5.0

		COW12		College Street West Trunk Sewer		4		52.377		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		527		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2373.1714		M2 (10245)		2373.1714		0.0183121215		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		3946		C2-40		10245		C2-40 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		478.09193		C2 (10245)		478.09193		11462.1219198746		18.9

		COW30		College Street West Trunk Sewer		4		19.50563		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		398		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		969.44598		E (10245)		969.44598		1047.6439127762		1.7

		COW30		College Street West Trunk Sewer		4		19.50563		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		3946		C2-40		10245		C2-40 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		478.09193		C2 (10245)		478.09193		0.0153796141		0.0

		COW30		College Street West Trunk Sewer		4		19.50563		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		3953		C3-57		10245		C3-57 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		103.81584		C3 (10245)		103.81584		655.8586115702		1.1

		COW30		College Street West Trunk Sewer		4		19.50563		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1222		R4-12		10245		R4-12 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		181.62498		R4 (10245)		181.62498		1984.0844272317		3.3

		COW30		College Street West Trunk Sewer		4		19.50563		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1229		R4-19		10245		R4-19 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		148.68349		R4 (10245)		148.68349		1357.5680984507		2.2

		COW30		College Street West Trunk Sewer		4		19.50563		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		63		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		273.04235		C2 (10245)		273.04235		3966.9458466398		6.5

		COW30		College Street West Trunk Sewer		4		19.50563		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		473		M1-1		10245		M1-1 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		204.807		M1 (10245)		204.807		2132.0285862118		3.5

		COW30		College Street West Trunk Sewer		4		19.50563		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1390		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		703.96752		R6 (10245)		703.96752		16915.2588260346		27.9

		COW30		College Street West Trunk Sewer		4		19.50563		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		527		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2373.1714		M2 (10245)		2373.1714		0.0022392089		0.0

		COW30		College Street West Trunk Sewer		4		19.50563		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		528		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		780.75193		M2 (10245)		780.75193		36660.4608972072		60.4

		FAH131		Fahey Street Trunk Sewer		10		6.78039		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		477		M1-1		10245		M1-1 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		270.60976		M1 (10245)		270.60976		2.8267187513		0.0

		FAH48		Fahey Street Trunk Sewer		10		2.92247		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1151		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		498.34357		R4 (10245)		498.34357		0.0002972542		0.0

		FAH131		Fahey Street Trunk Sewer		10		6.78039		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		398		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		969.44598		E (10245)		969.44598		0.00069862		0.0

		FAH131		Fahey Street Trunk Sewer		10		6.78039		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1323		R5-31		10245		R5-31 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		1173.20576		R5 (10245)		1173.20576		0.0009257401		0.0

		FAH131		Fahey Street Trunk Sewer		10		6.78039		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1323		R5-31		10245		R5-31 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		1173.20576		R5 (10245)		1173.20576		0.0011473397		0.0

		FAH131		Fahey Street Trunk Sewer		10		6.78039		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1323		R5-31		10245		R5-31 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		1173.20576		R5 (10245)		1173.20576		0		0.0

		FAH131		Fahey Street Trunk Sewer		10		6.78039		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		148		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		136.64708		C3 (10245)		136.64708		0.0001291697		0.0

		FAH131		Fahey Street Trunk Sewer		10		6.78039		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		193		C3-23		10245		C3-23 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		681.84984		C3 (10245)		681.84984		0.0001854704		0.0

		FAH131		Fahey Street Trunk Sewer		10		6.78039		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		328		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		1045.07184		CF (10245)		1045.07184		59959.738150036		98.9

		COW132		College Street West Trunk Sewer		4		2.74963		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1323		R5-31		10245		R5-31 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		1173.20576		R5 (10245)		1173.20576		0.0192805163		0.0

		COW132		College Street West Trunk Sewer		4		2.74963		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1323		R5-31		10245		R5-31 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		1173.20576		R5 (10245)		1173.20576		0.0278993016		0.0

		COW132		College Street West Trunk Sewer		4		2.74963		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1323		R5-31		10245		R5-31 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		1173.20576		R5 (10245)		1173.20576		3.69E-08		0.0

		COW132		College Street West Trunk Sewer		4		2.74963		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		19		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		84.40706		C1 (10245)		84.40706		445.1213675736		0.7

		COW132		College Street West Trunk Sewer		4		2.74963		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1464		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		73.49124		RH (10245)		73.49124		330.9514299471		0.5

		COW132		College Street West Trunk Sewer		4		2.74963		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		183		C3-13		10245		C3-13 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		263.50956		C3 (10245)		263.50956		3290.786997854		5.4

		COW132		College Street West Trunk Sewer		4		2.74963		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		211		C3-42		10245		C3-42 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		344.74865		C3 (10245)		344.74865		4833.8886572076		8.0

		COW132		College Street West Trunk Sewer		4		2.74963		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		475		M1-1		10245		M1-1 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		308.59119		M1 (10245)		308.59119		5460.35160771		9.0

		COW132		College Street West Trunk Sewer		4		2.74963		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1323		R5-31		10245		R5-31 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		1173.20576		R5 (10245)		1173.20576		656.5725328709		1.1

		COW132		College Street West Trunk Sewer		4		2.74963		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		476		M1-1		10245		M1-1 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		259.74487		M1 (10245)		259.74487		3103.6499253918		5.1

		COW132		College Street West Trunk Sewer		4		2.74963		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		477		M1-1		10245		M1-1 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		270.60976		M1 (10245)		270.60976		3610.6869647158		6.0

		COW133		College Street West Trunk Sewer		4		1.93404		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1322		R5-31		10245		R5-31 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		511.21181		R5 (10245)		511.21181		6479.2398714793		10.7

		COW133		College Street West Trunk Sewer		4		1.93404		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		144		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		133.66289		C3 (10245)		133.66289		1062.4631492725		1.8

		COW133		College Street West Trunk Sewer		4		1.93404		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1323		R5-31		10245		R5-31 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		1173.20576		R5 (10245)		1173.20576		4368.5145988237		7.2

		COW133		College Street West Trunk Sewer		4		1.93404		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1222		R4-12		10245		R4-12 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		181.62498		R4 (10245)		181.62498		2.3186553139		0.0

		COW133		College Street West Trunk Sewer		4		1.93404		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		475		M1-1		10245		M1-1 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		308.59119		M1 (10245)		308.59119		1.22E-08		0.0

		COW133		College Street West Trunk Sewer		4		1.93404		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1164		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		433.26508		R4 (10245)		433.26508		449.3860866599		0.7

		COW133		College Street West Trunk Sewer		4		1.93404		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1164		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		433.26508		R4 (10245)		433.26508		21.9332269225		0.0

		COW30		College Street West Trunk Sewer		4		19.50563		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1164		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		433.26508		R4 (10245)		433.26508		4803.7610346208		7.9

		COW30		College Street West Trunk Sewer		4		19.50563		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		474		M1-1		10245		M1-1 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		293.14415		M1 (10245)		293.14415		2598.8293759503		4.3

		COW30		College Street West Trunk Sewer		4		19.50563		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		212		C3-43		10245		C3-43 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		293.71021		C3 (10245)		293.71021		3406.5722787258		5.6

		COW30		College Street West Trunk Sewer		4		19.50563		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1392		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		110.44366		R6 (10245)		110.44366		611.2154963132		1.0

		COW30		College Street West Trunk Sewer		4		19.50563		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1395		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		681.30773		R6 (10245)		681.30773		12359.1066540888		20.4

		COW30		College Street West Trunk Sewer		4		19.50563		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1136		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		389.34039		R4 (10245)		389.34039		6164.7033003716		10.2

		COW30		College Street West Trunk Sewer		4		19.50563		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1145		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		477.2303		R4 (10245)		477.2303		8208.1595057771		13.5

		COW30		College Street West Trunk Sewer		4		19.50563		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1151		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		498.34357		R4 (10245)		498.34357		6869.5547695586		11.3

		COW30		College Street West Trunk Sewer		4		19.50563		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1160		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		390.76331		R4 (10245)		390.76331		8383.8381141491		13.8

		COW134		College Street West Trunk Sewer		4		0.85493		35120141		35120141		Ontario		Ontario		35		3512		3512005		595		F		326		304		0.43		1378.9		1164		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		433.26508		R4 (10245)		433.26508		2071.3157165946		3.4

		COW15		College Street West Trunk Sewer		4		38.5642		35120142		35120142		Ontario		Ontario		35		3512		3512005		432		F		186		182		0.2		2178.5		764		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		745.8232		R2 (10245)		745.8232		3094.1295209717		8.4

		COW15		College Street West Trunk Sewer		4		38.5642		35120142		35120142		Ontario		Ontario		35		3512		3512005		432		F		186		182		0.2		2178.5		767		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		746.42284		R2 (10245)		746.42284		13564.1355934507		36.7

		COW15		College Street West Trunk Sewer		4		38.5642		35120142		35120142		Ontario		Ontario		35		3512		3512005		432		F		186		182		0.2		2178.5		330		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		639.32114		CF (10245)		639.32114		20060.8885076051		54.2

		COW15		College Street West Trunk Sewer		4		38.5642		35120142		35120142		Ontario		Ontario		35		3512		3512005		432		F		186		182		0.2		2178.5		1403		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		128.2272		R6 (10245)		128.2272		8.3716312795		0.0

		COW15		College Street West Trunk Sewer		4		38.5642		35120142		35120142		Ontario		Ontario		35		3512		3512005		432		F		186		182		0.2		2178.5		789		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		979.72184		R2 (10245)		979.72184		21090.1426569502		57.0

		COW15		College Street West Trunk Sewer		4		38.5642		35120142		35120142		Ontario		Ontario		35		3512		3512005		432		F		186		182		0.2		2178.5		796		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1466.07963		R2 (10245)		1466.07963		44950.1514559886		121.5

		COW15		College Street West Trunk Sewer		4		38.5642		35120142		35120142		Ontario		Ontario		35		3512		3512005		432		F		186		182		0.2		2178.5		762		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		730.67274		R2 (10245)		730.67274		12083.0756562734		32.7

		COW30		College Street West Trunk Sewer		4		19.50563		35120142		35120142		Ontario		Ontario		35		3512		3512005		432		F		186		182		0.2		2178.5		762		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		730.67274		R2 (10245)		730.67274		10955.2591295484		29.6

		COW30		College Street West Trunk Sewer		4		19.50563		35120142		35120142		Ontario		Ontario		35		3512		3512005		432		F		186		182		0.2		2178.5		764		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		745.8232		R2 (10245)		745.8232		19829.3101684793		53.6

		COW30		College Street West Trunk Sewer		4		19.50563		35120142		35120142		Ontario		Ontario		35		3512		3512005		432		F		186		182		0.2		2178.5		767		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		746.42284		R2 (10245)		746.42284		10143.7776579021		27.4

		COW30		College Street West Trunk Sewer		4		19.50563		35120142		35120142		Ontario		Ontario		35		3512		3512005		432		F		186		182		0.2		2178.5		1401		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		179.76429		R6 (10245)		179.76429		1959.2937664955		5.3

		COW30		College Street West Trunk Sewer		4		19.50563		35120142		35120142		Ontario		Ontario		35		3512		3512005		432		F		186		182		0.2		2178.5		1403		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		128.2272		R6 (10245)		128.2272		1003.1031868033		2.7

		COW30		College Street West Trunk Sewer		4		19.50563		35120142		35120142		Ontario		Ontario		35		3512		3512005		432		F		186		182		0.2		2178.5		962		R2-5		10245		R2-5 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		130.01291		R2 (10245)		130.01291		1048.4719117907		2.8

		COW15		College Street West Trunk Sewer		4		38.5642		35120143		35120143		Ontario		Ontario		35		3512		3512005		359		F		147		143		0.14		2571.6		1235		R4-25		10245		R4-25 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		124.26846		R4 (10245)		124.26846		835.9070268116		2.7

		COW15		College Street West Trunk Sewer		4		38.5642		35120143		35120143		Ontario		Ontario		35		3512		3512005		359		F		147		143		0.14		2571.6		828		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		752.59501		R2 (10245)		752.59501		12290.8966465293		39.1

		COW15		College Street West Trunk Sewer		4		38.5642		35120143		35120143		Ontario		Ontario		35		3512		3512005		359		F		147		143		0.14		2571.6		800		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1163.21954		R2 (10245)		1163.21954		20307.0068119661		64.6

		COW46		College Street West Trunk Sewer		4		9.47923		35120143		35120143		Ontario		Ontario		35		3512		3512005		359		F		147		143		0.14		2571.6		1235		R4-25		10245		R4-25 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		124.26846		R4 (10245)		124.26846		3.6899001613		0.0

		COW46		College Street West Trunk Sewer		4		9.47923		35120143		35120143		Ontario		Ontario		35		3512		3512005		359		F		147		143		0.14		2571.6		828		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		752.59501		R2 (10245)		752.59501		11581.716220783		36.9

		COW46		College Street West Trunk Sewer		4		9.47923		35120143		35120143		Ontario		Ontario		35		3512		3512005		359		F		147		143		0.14		2571.6		833		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		887.47888		R2 (10245)		887.47888		20321.0957465324		64.7

		COW46		College Street West Trunk Sewer		4		9.47923		35120143		35120143		Ontario		Ontario		35		3512		3512005		359		F		147		143		0.14		2571.6		800		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1163.21954		R2 (10245)		1163.21954		18384.7763489175		58.5

		COW46		College Street West Trunk Sewer		4		9.47923		35120143		35120143		Ontario		Ontario		35		3512		3512005		359		F		147		143		0.14		2571.6		1290		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		166.83103		R5 (10245)		166.83103		0.3568414438		0.0

		FAH45		Fahey Street Trunk Sewer		10		4.19537		35120143		35120143		Ontario		Ontario		35		3512		3512005		359		F		147		143		0.14		2571.6		819		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		336.86627		R2 (10245)		336.86627		6212.941252575		19.8

		FAH45		Fahey Street Trunk Sewer		10		4.19537		35120143		35120143		Ontario		Ontario		35		3512		3512005		359		F		147		143		0.14		2571.6		833		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		887.47888		R2 (10245)		887.47888		11055.4790176517		35.2

		FAH44		Fahey Street Trunk Sewer		10		3.85539		35120143		35120143		Ontario		Ontario		35		3512		3512005		359		F		147		143		0.14		2571.6		828		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		752.59501		R2 (10245)		752.59501		1.00E-10		0.0

		FAH44		Fahey Street Trunk Sewer		10		3.85539		35120143		35120143		Ontario		Ontario		35		3512		3512005		359		F		147		143		0.14		2571.6		833		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		887.47888		R2 (10245)		887.47888		8657.9262764006		27.6

		COW134		College Street West Trunk Sewer		4		0.85493		35120143		35120143		Ontario		Ontario		35		3512		3512005		359		F		147		143		0.14		2571.6		800		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1163.21954		R2 (10245)		1163.21954		1588.5007287631		5.1

		COW134		College Street West Trunk Sewer		4		0.85493		35120143		35120143		Ontario		Ontario		35		3512		3512005		359		F		147		143		0.14		2571.6		1290		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		166.83103		R5 (10245)		166.83103		1548.5383447955		4.9

		TRA40		Tracy Street Trunk Sewer		21		2.32162		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		859		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1023.09288		R2 (10245)		1023.09288		270.4698840668		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		273		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		163.32645		C7 (10245)		163.32645		1694.766262999		0.1

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		3714		C7-2-h		10245		C7-2-h (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		144.99471		C7 (10245)		144.99471		1314.0063442847		0.1

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		167		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		334.21529		C3 (10245)		334.21529		5883.0525068878		0.4

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		168		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		1261.7765		C3 (10245)		1261.7765		30672.124748515		2.3

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		170		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		444.41885		C3 (10245)		444.41885		7379.3099552784		0.6

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		172		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		930.68197		C3 (10245)		930.68197		26994.6986028043		2.1

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		182		C3-12		10245		C3-12 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		323.2997		C3 (10245)		323.2997		1451.5029190916		0.1

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		199		C3-3		10245		C3-3 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		763.10662		C3 (10245)		763.10662		0.0006854792		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		224		C4-3		10245		C4-3 (10245)		Shopping Centre Commercial With Special Provisions (By-Law 10245)				C4		826.06518		C4 (10245)		826.06518		36577.0058630031		2.8

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		274		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		245.4367		C7 (10245)		245.4367		3826.6306632119		0.3

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		275		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		248.246		C7 (10245)		248.246		2585.7289362593		0.2

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		339		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		441.56498		CF (10245)		441.56498		11904.364288581		0.9

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		604		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		1839.38832		O2 (10245)		1839.38832		0.408605123		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		879		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		765.65731		R2 (10245)		765.65731		13556.0440423502		1.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		627		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		2300.20308		O3 (10245)		2300.20308		0.0007674291		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		627		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		2300.20308		O3 (10245)		2300.20308		0.0711612064		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		627		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		2300.20308		O3 (10245)		2300.20308		91.4157274808		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		226		C4-5		10245		C4-5 (10245)		Shopping Centre Commercial With Special Provisions (By-Law 10245)				C4		2144.57435		C4 (10245)		2144.57435		72.6460905046		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		226		C4-5		10245		C4-5 (10245)		Shopping Centre Commercial With Special Provisions (By-Law 10245)				C4		2144.57435		C4 (10245)		2144.57435		0.0029868909		0.0

		TRA146		Tracy Street Trunk Sewer		21		9.14194		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		859		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1023.09288		R2 (10245)		1023.09288		0.1337738098		0.0

		TRA146		Tracy Street Trunk Sewer		21		9.14194		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		859		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1023.09288		R2 (10245)		1023.09288		377.6757139363		0.0

		TRA146		Tracy Street Trunk Sewer		21		9.14194		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		627		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		2300.20308		O3 (10245)		2300.20308		16955.9752339042		1.3

		TRA146		Tracy Street Trunk Sewer		21		9.14194		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		167		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		334.21529		C3 (10245)		334.21529		3.7258001955		0.0

		TRA146		Tracy Street Trunk Sewer		21		9.14194		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		167		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		334.21529		C3 (10245)		334.21529		0.9982678078		0.0

		TRA146		Tracy Street Trunk Sewer		21		9.14194		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		1474		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		883.61776		RH (10245)		883.61776		1620.041338319		0.1

		TRA146		Tracy Street Trunk Sewer		21		9.14194		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		1474		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		883.61776		RH (10245)		883.61776		309.5032212958		0.0

		TRA146		Tracy Street Trunk Sewer		21		9.14194		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		194		C3-24		10245		C3-24 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		621.49958		C3 (10245)		621.49958		0.0005593821		0.0

		TRA146		Tracy Street Trunk Sewer		21		9.14194		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		196		C3-27		10245		C3-27 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		1030.21127		C3 (10245)		1030.21127		36770.3697420841		2.8

		TRA146		Tracy Street Trunk Sewer		21		9.14194		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		214		C3-45		10245		C3-45 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		879.80066		C3 (10245)		879.80066		13.1606589965		0.0

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		626		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		1429.70424		O3 (10245)		1429.70424		60.340475781		0.0

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		627		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		2300.20308		O3 (10245)		2300.20308		66.7837926446		0.0

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		627		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		2300.20308		O3 (10245)		2300.20308		1.6303677612		0.0

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		627		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		2300.20308		O3 (10245)		2300.20308		595.2980719748		0.0

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		165		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		599.58606		C3 (10245)		599.58606		22973.7858889734		1.8

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		171		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		1223.92207		C3 (10245)		1223.92207		2.91E-05		0.0

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		171		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		1223.92207		C3 (10245)		1223.92207		301.728620854		0.0

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		171		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		1223.92207		C3 (10245)		1223.92207		14.9414241761		0.0

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		3610		M1-12		10245		M1-12 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		762.53671		M1 (10245)		762.53671		28657.9164450553		2.2

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		3611		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		1095.40437		M1 (10245)		1095.40437		4213.6085407252		0.3

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		3611		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		1095.40437		M1 (10245)		1095.40437		0.006626097		0.0

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		3612		C3-h		10245		C3-h (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		259.25726		C3 (10245)		259.25726		3855.5694273691		0.3

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		537		M2-3		10245		M2-3 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		641.90075		M2 (10245)		641.90075		23214.7942185139		1.8

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		547		M4-1		10245		M4-1 (10245)		Industrial Mall With Special Provisions (By-Law 10245)				M4		1059.67092		M4 (10245)		1059.67092		44576.7131747107		3.4

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		626		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		1429.70424		O3 (10245)		1429.70424		178.8995186194		0.0

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		483		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		202.34565		M1 (10245)		202.34565		2432.7917103325		0.2

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		484		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		533.99072		M1 (10245)		533.99072		17546.3281341824		1.3

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		485		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		1230.54196		M1 (10245)		1230.54196		77147.4774398084		5.9

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		493		M1-4		10245		M1-4 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		571.88744		M1 (10245)		571.88744		17319.2825017366		1.3

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		495		M1-6		10245		M1-6 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		430.13508		M1 (10245)		430.13508		11372.8800537806		0.9

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		496		M1-7		10245		M1-7 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		358.63606		M1 (10245)		358.63606		6813.5477555181		0.5

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		497		M1-8		10245		M1-8 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		205.12248		M1 (10245)		205.12248		2490.2949944319		0.2

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		1474		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		883.61776		RH (10245)		883.61776		2342.362333725		0.2

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		202		C3-33		10245		C3-33 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		564.49432		C3 (10245)		564.49432		20957.4050625421		1.6

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		203		C3-35		10245		C3-35 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		653.7965		C3 (10245)		653.7965		1165.5661450845		0.1

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		464		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		1360.3677		M1 (10245)		1360.3677		42914.9926688954		3.3

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		210		C3-41		10245		C3-41 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		253.52368		C3 (10245)		253.52368		3783.7287664532		0.3

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		214		C3-45		10245		C3-45 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		879.80066		C3 (10245)		879.80066		47209.3566140102		3.6

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		222		C3-9		10245		C3-9 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		267.66799		C3 (10245)		267.66799		4032.4144529539		0.3

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		482		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		433.02439		M1 (10245)		433.02439		10916.1688594931		0.8

		TRA107		Tracy Street Trunk Sewer		21		56.79063		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		3588		CH-25/MS-H		2076-80		CH-25/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1544.37651		CH (2076-80)		1544.37651		1577.5957486739		0.1

		TRA151		Tracy Street Trunk Sewer		21		0.84899		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		626		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		1429.70424		O3 (10245)		1429.70424		6.9400528147		0.0

		TRA151		Tracy Street Trunk Sewer		21		0.84899		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		626		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		1429.70424		O3 (10245)		1429.70424		1116.8535137939		0.1

		TRA107		Tracy Street Trunk Sewer		21		56.79063		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		537		M2-3		10245		M2-3 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		641.90075		M2 (10245)		641.90075		54.1627273412		0.0

		TRA107		Tracy Street Trunk Sewer		21		56.79063		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		538		M2-4		10245		M2-4 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		541.79331		M2 (10245)		541.79331		1.00E-09		0.0

		TRA107		Tracy Street Trunk Sewer		21		56.79063		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		362		CH-24		2076-80		CH-24 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		462.84		CH (2076-80)		462.84		767.8624728997		0.1

		TRA107		Tracy Street Trunk Sewer		21		56.79063		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		626		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		1429.70424		O3 (10245)		1429.70424		0		0.0

		TRA107		Tracy Street Trunk Sewer		21		56.79063		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		3557		CH-25/MS		2076-80		CH-25/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		502.11261		CH (2076-80)		502.11261		3135.0548167859		0.2

		TRA107		Tracy Street Trunk Sewer		21		56.79063		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		484		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		533.99072		M1 (10245)		533.99072		48.0966956064		0.0

		TRA107		Tracy Street Trunk Sewer		21		56.79063		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		3587		CH-28/MS		2076-80		CH-28/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		1487.80569		CH (2076-80)		1487.80569		327.3553659069		0.0

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		626		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		1429.70424		O3 (10245)		1429.70424		1529.8465813666		0.1

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		1521		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		1312.38756		UH (2076-80)		1312.38756		205.0682347271		0.0

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		3588		CH-25/MS-H		2076-80		CH-25/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1544.37651		CH (2076-80)		1544.37651		2492.2405467286		0.2

		TRA36		Tracy Street Trunk Sewer		21		7.37048		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		3611		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		1095.40437		M1 (10245)		1095.40437		31332.5947966855		2.4

		TRA36		Tracy Street Trunk Sewer		21		7.37048		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		538		M2-4		10245		M2-4 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		541.79331		M2 (10245)		541.79331		17358.0382682158		1.3

		TRA36		Tracy Street Trunk Sewer		21		7.37048		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		626		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		1429.70424		O3 (10245)		1429.70424		0.0014657061		0.0

		TRA36		Tracy Street Trunk Sewer		21		7.37048		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		3557		CH-25/MS		2076-80		CH-25/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		502.11261		CH (2076-80)		502.11261		43.5310719308		0.0

		TRA36		Tracy Street Trunk Sewer		21		7.37048		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		481		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		561.15263		M1 (10245)		561.15263		18687.1288892057		1.4

		TRA36		Tracy Street Trunk Sewer		21		7.37048		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		482		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		433.02439		M1 (10245)		433.02439		0.0004819689		0.0

		TRA36		Tracy Street Trunk Sewer		21		7.37048		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		482		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		433.02439		M1 (10245)		433.02439		0		0.0

		TRA36		Tracy Street Trunk Sewer		21		7.37048		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		3588		CH-25/MS-H		2076-80		CH-25/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1544.37651		CH (2076-80)		1544.37651		46.3638596971		0.0

		TRA18		Tracy Street Trunk Sewer		21		13.68624		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		194		C3-24		10245		C3-24 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		621.49958		C3 (10245)		621.49958		22964.9314025966		1.8

		TRA18		Tracy Street Trunk Sewer		21		13.68624		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		202		C3-33		10245		C3-33 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		564.49432		C3 (10245)		564.49432		1.1550460989		0.0

		TRA18		Tracy Street Trunk Sewer		21		13.68624		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		202		C3-33		10245		C3-33 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		564.49432		C3 (10245)		564.49432		0.0145339984		0.0

		TRA18		Tracy Street Trunk Sewer		21		13.68624		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		203		C3-35		10245		C3-35 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		653.7965		C3 (10245)		653.7965		23025.9852982711		1.8

		TRA18		Tracy Street Trunk Sewer		21		13.68624		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		214		C3-45		10245		C3-45 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		879.80066		C3 (10245)		879.80066		0.0016091785		0.0

		TRA17		Tracy Street Trunk Sewer		21		31.54483		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		627		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		2300.20308		O3 (10245)		2300.20308		30.2786989418		0.0

		TRA17		Tracy Street Trunk Sewer		21		31.54483		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		171		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		1223.92207		C3 (10245)		1223.92207		1.00E-10		0.0

		TRA17		Tracy Street Trunk Sewer		21		31.54483		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		1477		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		114.9035		RH (10245)		114.9035		789.9503506401		0.1

		TRA17		Tracy Street Trunk Sewer		21		31.54483		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		196		C3-27		10245		C3-27 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		1030.21127		C3 (10245)		1030.21127		24189.0580042782		1.8

		TRA17		Tracy Street Trunk Sewer		21		31.54483		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		199		C3-3		10245		C3-3 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		763.10662		C3 (10245)		763.10662		29565.212907146		2.3

		TRA17		Tracy Street Trunk Sewer		21		31.54483		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		225		C4-4		10245		C4-4 (10245)		Shopping Centre Commercial With Special Provisions (By-Law 10245)				C4		710.34001		C4 (10245)		710.34001		30955.4540315769		2.4

		TRA17		Tracy Street Trunk Sewer		21		31.54483		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		226		C4-5		10245		C4-5 (10245)		Shopping Centre Commercial With Special Provisions (By-Law 10245)				C4		2144.57435		C4 (10245)		2144.57435		207997.450997417		15.9

		TRA18		Tracy Street Trunk Sewer		21		13.68624		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		171		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		1223.92207		C3 (10245)		1223.92207		84660.9824561938		6.5

		TRA41		Tracy Street Trunk Sewer		21		1.47052		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		627		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		2300.20308		O3 (10245)		2300.20308		0.1029722941		0.0

		TRA41		Tracy Street Trunk Sewer		21		1.47052		35120146		35120146		Ontario		Ontario		35		3512		3512005		84		F		42		42		1.33		63.2		859		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1023.09288		R2 (10245)		1023.09288		152.0705019692		0.0

		TRA40		Tracy Street Trunk Sewer		21		2.32162		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		849		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1492.89086		R2 (10245)		1492.89086		7811.0105811603		20.7

		TRA39		Tracy Street Trunk Sewer		21		0.95621		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		849		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1492.89086		R2 (10245)		1492.89086		6.50E-09		0.0

		TRA39		Tracy Street Trunk Sewer		21		0.95621		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		849		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1492.89086		R2 (10245)		1492.89086		3798.0121980947		10.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1260		R4-36		10245		R4-36 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		427.53984		R4 (10245)		427.53984		0.0003352988		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1261		R4-36		10245		R4-36 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		501.75005		R4 (10245)		501.75005		0.0010141236		0.0

		TRA147		Tracy Street Trunk Sewer		21		0.8354		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		849		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1492.89086		R2 (10245)		1492.89086		1331.2061623522		3.5

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		822		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		707.89064		R2 (10245)		707.89064		0.011055745		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		822		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		707.89064		R2 (10245)		707.89064		0.0102417231		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		822		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		707.89064		R2 (10245)		707.89064		0.6989191517		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		822		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		707.89064		R2 (10245)		707.89064		0.0011694201		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		844		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		772.13475		R2 (10245)		772.13475		6825.4367558971		18.1

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		844		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		772.13475		R2 (10245)		772.13475		0.0059985018		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		3674		R6-31		10245		R6-31 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		197.47145		R6 (10245)		197.47145		1306.6016045847		3.5

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1428		R5-38		10245		R5-38 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		447.43385		R5 (10245)		447.43385		0.0111057998		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1297		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		403.17005		R5 (10245)		403.17005		10157.5456923026		26.9

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		272		C7-2		10245		C7-2 (10245)		Motor Vehicle Commercial With Special Provisions (By-Law 10245)				C7		168.90875		C7 (10245)		168.90875		1679.9980198426		4.4

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1317		R5-26		10245		R5-26 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		813.92146		R5 (10245)		813.92146		0.0125892767		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1317		R5-26		10245		R5-26 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		813.92146		R5 (10245)		813.92146		1.04E-08		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		813		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		343.35964		R2 (10245)		343.35964		0.0189560731		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		813		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		343.35964		R2 (10245)		343.35964		0		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1455		R7-4		10245		R7-4 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		410.24135		R7 (10245)		410.24135		0.0009980731		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		181		C3-12		10245		C3-12 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		210.37043		C3 (10245)		210.37043		2030.0366023588		5.4

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		182		C3-12		10245		C3-12 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		323.2997		C3 (10245)		323.2997		2204.0467289403		5.8

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		3525		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		829.43843		C3 (10245)		829.43843		22559.1973755521		59.7

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		3526		C3-50		10245		C3-50 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		479.29071		C3 (10245)		479.29071		9507.4909245644		25.2

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		204		C3-36		10245		C3-36 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		232.4838		C3 (10245)		232.4838		2895.1220806839		7.7

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		220		C3-7		10245		C3-7 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		124.69102		C3 (10245)		124.69102		969.3436979621		2.6

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		223		C4-1		10245		C4-1 (10245)		Shopping Centre Commercial With Special Provisions (By-Law 10245)				C4		612.34321		C4 (10245)		612.34321		23067.3361086514		61.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		158		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		187.60751		C3 (10245)		187.60751		0.0063176156		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		159		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		269.27614		C3 (10245)		269.27614		2320.9468793776		6.1

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		160		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		128.16798		C3 (10245)		128.16798		1012.2611108274		2.7

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		161		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		377.80146		C3 (10245)		377.80146		4507.3469680434		11.9

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		162		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		549.68897		C3 (10245)		549.68897		9199.0184926282		24.3

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		163		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		667.11039		C3 (10245)		667.11039		21096.203061792		55.8

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		164		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		569.74613		C3 (10245)		569.74613		12634.1404857162		33.4

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		168		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		1261.7765		C3 (10245)		1261.7765		21673.8522397933		57.3

		FAH135		Fahey Street Trunk Sewer		10		8.91593		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		780		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		452.53286		R2 (10245)		452.53286		7104.0484171447		18.8

		FAH135		Fahey Street Trunk Sewer		10		8.91593		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1315		R5-25		10245		R5-25 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		303.0402		R5 (10245)		303.0402		5517.1018200077		14.6

		FAH135		Fahey Street Trunk Sewer		10		8.91593		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1316		R5-25		10245		R5-25 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		388.87442		R5 (10245)		388.87442		8420.1727668247		22.3

		FAH135		Fahey Street Trunk Sewer		10		8.91593		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		805		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1119.05185		R2 (10245)		1119.05185		1784.4309425064		4.7

		FAH135		Fahey Street Trunk Sewer		10		8.91593		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		805		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1119.05185		R2 (10245)		1119.05185		0.0001454697		0.0

		FAH135		Fahey Street Trunk Sewer		10		8.91593		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		826		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1716.09683		R2 (10245)		1716.09683		6.158570266		0.0

		FAH135		Fahey Street Trunk Sewer		10		8.91593		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		332		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		1063.5107		CF (10245)		1063.5107		49161.2991697986		130.1

		FAH135		Fahey Street Trunk Sewer		10		8.91593		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		99		C2-32		10245		C2-32 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		291.17145		C2 (10245)		291.17145		5126.4489136139		13.6

		FAH47		Fahey Street Trunk Sewer		10		6.47608		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1315		R5-25		10245		R5-25 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		303.0402		R5 (10245)		303.0402		0.000734287		0.0

		FAH47		Fahey Street Trunk Sewer		10		6.47608		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1316		R5-25		10245		R5-25 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		388.87442		R5 (10245)		388.87442		0.0023126974		0.0

		FAH47		Fahey Street Trunk Sewer		10		6.47608		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		826		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1716.09683		R2 (10245)		1716.09683		14079.7147148326		37.3

		FAH135		Fahey Street Trunk Sewer		10		8.91593		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		3711		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1022.69406		R2 (10245)		1022.69406		0.000111147		0.0

		FAH135		Fahey Street Trunk Sewer		10		8.91593		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		3711		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1022.69406		R2 (10245)		1022.69406		0.002010519		0.0

		FAH135		Fahey Street Trunk Sewer		10		8.91593		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		3712		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		147.15031		R2 (10245)		147.15031		0.0001595117		0.0

		FAH135		Fahey Street Trunk Sewer		10		8.91593		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1407		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		220.89345		R6 (10245)		220.89345		0		0.0

		FAH135		Fahey Street Trunk Sewer		10		8.91593		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1429		R6-21		10245		R6-21 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		248.46907		R6 (10245)		248.46907		3874.7397421169		10.3

		FAH135		Fahey Street Trunk Sewer		10		8.91593		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1465		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		171.8598		RH (10245)		171.8598		0.0035109293		0.0

		TRA142		Tracy Street Trunk Sewer		21		1.75703		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1455		R7-4		10245		R7-4 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		410.24135		R7 (10245)		410.24135		5987.846105971		15.8

		TRA142		Tracy Street Trunk Sewer		21		1.75703		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1261		R4-36		10245		R4-36 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		501.75005		R4 (10245)		501.75005		0.0007515596		0.0

		TRA142		Tracy Street Trunk Sewer		21		1.75703		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1261		R4-36		10245		R4-36 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		501.75005		R4 (10245)		501.75005		0.0107049894		0.0

		FAH47		Fahey Street Trunk Sewer		10		6.47608		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1407		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		220.89345		R6 (10245)		220.89345		2692.3562153232		7.1

		FAH47		Fahey Street Trunk Sewer		10		6.47608		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1429		R6-21		10245		R6-21 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		248.46907		R6 (10245)		248.46907		0.0114174616		0.0

		FAH47		Fahey Street Trunk Sewer		10		6.47608		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1467		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		262.5628		RH (10245)		262.5628		3613.3577241983		9.6

		FAH47		Fahey Street Trunk Sewer		10		6.47608		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1470		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		148.15004		RH (10245)		148.15004		0.3442585901		0.0

		FAH47		Fahey Street Trunk Sewer		10		6.47608		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		963		R2-6		10245		R2-6 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		106.85326		R2 (10245)		106.85326		613.3463201359		1.6

		FAH47		Fahey Street Trunk Sewer		10		6.47608		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		983		R5-34		10245		R5-34 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		285.78085		R5 (10245)		285.78085		5028.7593844494		13.3

		FAH47		Fahey Street Trunk Sewer		10		6.47608		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1245		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		507.24326		R4 (10245)		507.24326		0.2171802987		0.0

		TRA142		Tracy Street Trunk Sewer		21		1.75703		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		164		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		569.74613		C3 (10245)		569.74613		0.0017818804		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		159		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		269.27614		C3 (10245)		269.27614		1057.9735077873		2.8

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		163		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		667.11039		C3 (10245)		667.11039		2.03E-08		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		163		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		667.11039		C3 (10245)		667.11039		0.0217156432		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		181		C3-12		10245		C3-12 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		210.37043		C3 (10245)		210.37043		0.0090540093		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		181		C3-12		10245		C3-12 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		210.37043		C3 (10245)		210.37043		1.42E-07		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		181		C3-12		10245		C3-12 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		210.37043		C3 (10245)		210.37043		0.0016323518		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		204		C3-36		10245		C3-36 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		232.4838		C3 (10245)		232.4838		0.0003426077		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		204		C3-36		10245		C3-36 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		232.4838		C3 (10245)		232.4838		0.0028529399		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		813		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		343.35964		R2 (10245)		343.35964		6272.2496666708		16.6

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		822		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		707.89064		R2 (10245)		707.89064		0.0011723217		0.0

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		844		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		772.13475		R2 (10245)		772.13475		9926.6247153756		26.3

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1436		R6-9		10245		R6-9 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		104.80978		R6 (10245)		104.80978		575.3020921844		1.5

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		155		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		212.45099		C3 (10245)		212.45099		2550.2668817639		6.7

		GED19		Geddes Street Trunk Sewer		12		33.59186		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		158		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		187.60751		C3 (10245)		187.60751		1932.9611028961		5.1

		COW15		College Street West Trunk Sewer		4		38.5642		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		849		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1492.89086		R2 (10245)		1492.89086		3844.949958403		10.2

		COW46		College Street West Trunk Sewer		4		9.47923		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1291		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		169.17706		R5 (10245)		169.17706		3.4105113123		0.0

		COW46		College Street West Trunk Sewer		4		9.47923		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		805		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1119.05185		R2 (10245)		1119.05185		28404.5799142902		75.2

		COW46		College Street West Trunk Sewer		4		9.47923		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1465		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		171.8598		RH (10245)		171.8598		0.7089076051		0.0

		FAH111		Fahey Street Trunk Sewer		10		1.17141		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		825		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		687.4319		R2 (10245)		687.4319		2364.4297260634		6.3

		FAH111		Fahey Street Trunk Sewer		10		1.17141		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		825		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		687.4319		R2 (10245)		687.4319		4.84E-08		0.0

		FAH111		Fahey Street Trunk Sewer		10		1.17141		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		825		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		687.4319		R2 (10245)		687.4319		5.6541492408		0.0

		FAH111		Fahey Street Trunk Sewer		10		1.17141		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		3937		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		214.83648		R2 (10245)		214.83648		2757.3633556161		7.3

		FAH111		Fahey Street Trunk Sewer		10		1.17141		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		3711		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1022.69406		R2 (10245)		1022.69406		20.1216242782		0.1

		FAH111		Fahey Street Trunk Sewer		10		1.17141		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		3711		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1022.69406		R2 (10245)		1022.69406		0.4003877203		0.0

		FAH111		Fahey Street Trunk Sewer		10		1.17141		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		3711		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1022.69406		R2 (10245)		1022.69406		0.4673397255		0.0

		FAH111		Fahey Street Trunk Sewer		10		1.17141		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1244		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		244.94463		R4 (10245)		244.94463		3116.7712118009		8.2

		FAH111		Fahey Street Trunk Sewer		10		1.17141		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1247		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		169.85915		R4 (10245)		169.85915		773.7730098441		2.0

		FAH99		Fahey Street Trunk Sewer		10		0.88331		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1314		R5-24		10245		R5-24 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		393.0121		R5 (10245)		393.0121		2.1242314921		0.0

		FAH99		Fahey Street Trunk Sewer		10		0.88331		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1314		R5-24		10245		R5-24 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		393.0121		R5 (10245)		393.0121		1.200335326		0.0

		FAH99		Fahey Street Trunk Sewer		10		0.88331		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1314		R5-24		10245		R5-24 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		393.0121		R5 (10245)		393.0121		1.0023455771		0.0

		FAH99		Fahey Street Trunk Sewer		10		0.88331		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1249		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		656.26537		R4 (10245)		656.26537		7387.8481498193		19.5

		TRA42		Tracy Street Trunk Sewer		21		1.04924		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		849		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1492.89086		R2 (10245)		1492.89086		8936.5944714357		23.6

		FAH139		Fahey Street Trunk Sewer		10		1.88836		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		825		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		687.4319		R2 (10245)		687.4319		4.16E-08		0.0

		FAH139		Fahey Street Trunk Sewer		10		1.88836		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		837		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		529.85442		R2 (10245)		529.85442		0.0118723781		0.0

		FAH139		Fahey Street Trunk Sewer		10		1.88836		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		585		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		625.59045		O1 (10245)		625.59045		14927.0837984564		39.5

		FAH139		Fahey Street Trunk Sewer		10		1.88836		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1249		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		656.26537		R4 (10245)		656.26537		1027.087327446		2.7

		FAH102		Fahey Street Trunk Sewer		10		1.36545		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		164		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		569.74613		C3 (10245)		569.74613		9.12E-05		0.0

		FAH102		Fahey Street Trunk Sewer		10		1.36545		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		164		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		569.74613		C3 (10245)		569.74613		4.00E-10		0.0

		FAH102		Fahey Street Trunk Sewer		10		1.36545		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		164		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		569.74613		C3 (10245)		569.74613		4.11E-05		0.0

		FAH102		Fahey Street Trunk Sewer		10		1.36545		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1455		R7-4		10245		R7-4 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		410.24135		R7 (10245)		410.24135		0		0.0

		FAH102		Fahey Street Trunk Sewer		10		1.36545		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1455		R7-4		10245		R7-4 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		410.24135		R7 (10245)		410.24135		2.207147483		0.0

		FAH102		Fahey Street Trunk Sewer		10		1.36545		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1260		R4-36		10245		R4-36 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		427.53984		R4 (10245)		427.53984		4048.5520692521		10.7

		FAH102		Fahey Street Trunk Sewer		10		1.36545		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1261		R4-36		10245		R4-36 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		501.75005		R4 (10245)		501.75005		5870.2808705223		15.5

		FAH102		Fahey Street Trunk Sewer		10		1.36545		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1317		R5-26		10245		R5-26 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		813.92146		R5 (10245)		813.92146		4.3499815825		0.0

		FAH102		Fahey Street Trunk Sewer		10		1.36545		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1317		R5-26		10245		R5-26 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		813.92146		R5 (10245)		813.92146		7.7701471742		0.0

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1428		R5-38		10245		R5-38 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		447.43385		R5 (10245)		447.43385		5023.2887260828		13.3

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		159		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		269.27614		C3 (10245)		269.27614		0.0011758727		0.0

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		159		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		269.27614		C3 (10245)		269.27614		0		0.0

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		160		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		128.16798		C3 (10245)		128.16798		0		0.0

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		161		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		377.80146		C3 (10245)		377.80146		4.00E-10		0.0

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		162		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		549.68897		C3 (10245)		549.68897		0.0022135776		0.0

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		162		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		549.68897		C3 (10245)		549.68897		610.1013683366		1.6

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1470		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		148.15004		RH (10245)		148.15004		1322.3028559376		3.5

		COW132		College Street West Trunk Sewer		4		2.74963		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		99		C2-32		10245		C2-32 (10245)		General Commercial With Special Provisions (By-Law 10245)				C2		291.17145		C2 (10245)		291.17145		7.5582423127		0.0

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1313		R5-24		10245		R5-24 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		423.44871		R5 (10245)		423.44871		6167.8465731186		16.3

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1314		R5-24		10245		R5-24 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		393.0121		R5 (10245)		393.0121		5935.4976991984		15.7

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1317		R5-26		10245		R5-26 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		813.92146		R5 (10245)		813.92146		0.5654552892		0.0

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		822		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		707.89064		R2 (10245)		707.89064		10500.9499865481		27.8

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		826		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1716.09683		R2 (10245)		1716.09683		14549.9486238576		38.5

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1249		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		656.26537		R4 (10245)		656.26537		4.5620452897		0.0

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1249		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		656.26537		R4 (10245)		656.26537		2.6283968298		0.0

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1249		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		656.26537		R4 (10245)		656.26537		0.0166847634		0.0

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1250		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		408.59823		R4 (10245)		408.59823		0		0.0

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1250		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		408.59823		R4 (10245)		408.59823		0		0.0

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1250		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		408.59823		R4 (10245)		408.59823		600.953520215		1.6

		FAH138		Fahey Street Trunk Sewer		10		1.00109		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1313		R5-24		10245		R5-24 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		423.44871		R5 (10245)		423.44871		5.0144656557		0.0

		FAH138		Fahey Street Trunk Sewer		10		1.00109		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		825		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		687.4319		R2 (10245)		687.4319		6279.2100818315		16.6

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1471		R4-32		10245		R4-32 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		120.00253		R4 (10245)		120.00253		0		0.0

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1471		R4-32		10245		R4-32 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		120.00253		R4 (10245)		120.00253		1.10E-09		0.0

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1245		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		507.24326		R4 (10245)		507.24326		0.0020580595		0.0

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1246		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		722.97335		R4 (10245)		722.97335		1150.4842754708		3.0

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1248		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		470.35092		R4 (10245)		470.35092		6746.2266334548		17.9

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		220		C3-7		10245		C3-7 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		124.69102		C3 (10245)		124.69102		1.00E-10		0.0

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		220		C3-7		10245		C3-7 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		124.69102		C3 (10245)		124.69102		0		0.0

		FAH98		Fahey Street Trunk Sewer		10		7.26742		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1249		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		656.26537		R4 (10245)		656.26537		3242.5827885022		8.6

		FAH100		Fahey Street Trunk Sewer		10		1.08965		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1317		R5-26		10245		R5-26 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		813.92146		R5 (10245)		813.92146		7.4222762448		0.0

		FAH100		Fahey Street Trunk Sewer		10		1.08965		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1428		R5-38		10245		R5-38 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		447.43385		R5 (10245)		447.43385		0.0004180066		0.0

		FAH100		Fahey Street Trunk Sewer		10		1.08965		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1249		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		656.26537		R4 (10245)		656.26537		3122.8676263081		8.3

		FAH100		Fahey Street Trunk Sewer		10		1.08965		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1250		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		408.59823		R4 (10245)		408.59823		5149.7904096188		13.6

		TRA103		Tracy Street Trunk Sewer		21		0.74918		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		849		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1492.89086		R2 (10245)		1492.89086		4.1217304595		0.0

		TRA103		Tracy Street Trunk Sewer		21		0.74918		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		851		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		326.90589		R2 (10245)		326.90589		0.000362947		0.0

		TRA103		Tracy Street Trunk Sewer		21		0.74918		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		881		R2-10		10245		R2-10 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		178.83643		R2 (10245)		178.83643		0.0356159329		0.0

		TRA103		Tracy Street Trunk Sewer		21		0.74918		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1242		R4-29		10245		R4-29 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		473.43067		R4 (10245)		473.43067		6086.6414025012		16.1

		FAH101		Fahey Street Trunk Sewer		10		1.72463		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1317		R5-26		10245		R5-26 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		813.92146		R5 (10245)		813.92146		14202.3130358591		37.6

		FAH101		Fahey Street Trunk Sewer		10		1.72463		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		162		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		549.68897		C3 (10245)		549.68897		0.2393729201		0.0

		FAH101		Fahey Street Trunk Sewer		10		1.72463		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		162		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		549.68897		C3 (10245)		549.68897		1.4969366415		0.0

		FAH101		Fahey Street Trunk Sewer		10		1.72463		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		164		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		569.74613		C3 (10245)		569.74613		0		0.0

		FAH101		Fahey Street Trunk Sewer		10		1.72463		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1250		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		408.59823		R4 (10245)		408.59823		1.2687615028		0.0

		FAH101		Fahey Street Trunk Sewer		10		1.72463		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1250		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		408.59823		R4 (10245)		408.59823		10.4447919449		0.0

		FAH101		Fahey Street Trunk Sewer		10		1.72463		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1260		R4-36		10245		R4-36 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		427.53984		R4 (10245)		427.53984		0.4224051234		0.0

		FAH100		Fahey Street Trunk Sewer		10		1.08965		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1317		R5-26		10245		R5-26 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		813.92146		R5 (10245)		813.92146		0.0454904118		0.0

		FAH141		Fahey Street Trunk Sewer		10		0.61117		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		851		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		326.90589		R2 (10245)		326.90589		2483.6792489934		6.6

		FAH141		Fahey Street Trunk Sewer		10		0.61117		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1242		R4-29		10245		R4-29 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		473.43067		R4 (10245)		473.43067		0.0090634274		0.0

		FAH141		Fahey Street Trunk Sewer		10		0.61117		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1242		R4-29		10245		R4-29 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		473.43067		R4 (10245)		473.43067		9.91E-06		0.0

		FAH141		Fahey Street Trunk Sewer		10		0.61117		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1260		R4-36		10245		R4-36 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		427.53984		R4 (10245)		427.53984		0.0083061195		0.0

		FAH141		Fahey Street Trunk Sewer		10		0.61117		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1261		R4-36		10245		R4-36 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		501.75005		R4 (10245)		501.75005		1218.6112580692		3.2

		FAH45		Fahey Street Trunk Sewer		10		4.19537		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		805		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1119.05185		R2 (10245)		1119.05185		809.6875339817		2.1

		FAH45		Fahey Street Trunk Sewer		10		4.19537		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		825		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		687.4319		R2 (10245)		687.4319		10217.3853127482		27.0

		FAH45		Fahey Street Trunk Sewer		10		4.19537		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		837		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		529.85442		R2 (10245)		529.85442		3350.0740793136		8.9

		FAH45		Fahey Street Trunk Sewer		10		4.19537		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		585		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		625.59045		O1 (10245)		625.59045		11.6401765479		0.0

		FAH45		Fahey Street Trunk Sewer		10		4.19537		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		3711		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1022.69406		R2 (10245)		1022.69406		0.5148477071		0.0

		FAH45		Fahey Street Trunk Sewer		10		4.19537		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1247		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		169.85915		R4 (10245)		169.85915		0.0216315269		0.0

		TRA43		Tracy Street Trunk Sewer		21		1.10437		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		849		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1492.89086		R2 (10245)		1492.89086		9559.4222109122		25.3

		TRA43		Tracy Street Trunk Sewer		21		1.10437		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1242		R4-29		10245		R4-29 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		473.43067		R4 (10245)		473.43067		6.1121560448		0.0

		TRA144		Tracy Street Trunk Sewer		21		2.88993		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		849		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1492.89086		R2 (10245)		1492.89086		10.0104420885		0.0

		TRA144		Tracy Street Trunk Sewer		21		2.88993		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		849		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1492.89086		R2 (10245)		1492.89086		5.2786140963		0.0

		FAH140		Fahey Street Trunk Sewer		10		0.51418		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1317		R5-26		10245		R5-26 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		813.92146		R5 (10245)		813.92146		0.5373352634		0.0

		FAH140		Fahey Street Trunk Sewer		10		0.51418		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		851		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		326.90589		R2 (10245)		326.90589		1719.1262249429		4.5

		FAH140		Fahey Street Trunk Sewer		10		0.51418		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		881		R2-10		10245		R2-10 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		178.83643		R2 (10245)		178.83643		5.6916389778		0.0

		FAH140		Fahey Street Trunk Sewer		10		0.51418		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1242		R4-29		10245		R4-29 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		473.43067		R4 (10245)		473.43067		0.0044545261		0.0

		FAH140		Fahey Street Trunk Sewer		10		0.51418		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1260		R4-36		10245		R4-36 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		427.53984		R4 (10245)		427.53984		2143.8640258219		5.7

		FAH136		Fahey Street Trunk Sewer		10		4.05026		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		3711		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1022.69406		R2 (10245)		1022.69406		0.0015851069		0.0

		FAH136		Fahey Street Trunk Sewer		10		4.05026		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		3712		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		147.15031		R2 (10245)		147.15031		1353.4662271812		3.6

		FAH136		Fahey Street Trunk Sewer		10		4.05026		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1470		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		148.15004		RH (10245)		148.15004		0.0130949007		0.0

		FAH136		Fahey Street Trunk Sewer		10		4.05026		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1471		R4-32		10245		R4-32 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		120.00253		R4 (10245)		120.00253		766.6055730962		2.0

		FAH136		Fahey Street Trunk Sewer		10		4.05026		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1245		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		507.24326		R4 (10245)		507.24326		7312.4239322821		19.3

		FAH136		Fahey Street Trunk Sewer		10		4.05026		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1246		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		722.97335		R4 (10245)		722.97335		10071.1799337847		26.6

		FAH136		Fahey Street Trunk Sewer		10		4.05026		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1248		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		470.35092		R4 (10245)		470.35092		0.0201160915		0.0

		FAH136		Fahey Street Trunk Sewer		10		4.05026		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		795		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		281.14641		R2 (10245)		281.14641		3911.4885002323		10.3

		FAH136		Fahey Street Trunk Sewer		10		4.05026		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		798		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		194.5335		R2 (10245)		194.5335		2311.6271134294		6.1

		FAH136		Fahey Street Trunk Sewer		10		4.05026		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1313		R5-24		10245		R5-24 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		423.44871		R5 (10245)		423.44871		0.0512867727		0.0

		FAH136		Fahey Street Trunk Sewer		10		4.05026		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		826		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1716.09683		R2 (10245)		1716.09683		10.9916432739		0.0

		FAH136		Fahey Street Trunk Sewer		10		4.05026		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		826		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1716.09683		R2 (10245)		1716.09683		1.45E-06		0.0

		FAH136		Fahey Street Trunk Sewer		10		4.05026		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		826		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1716.09683		R2 (10245)		1716.09683		5321.4453167858		14.1

		FAH136		Fahey Street Trunk Sewer		10		4.05026		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		826		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1716.09683		R2 (10245)		1716.09683		0.0006475358		0.0

		FAH136		Fahey Street Trunk Sewer		10		4.05026		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		332		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		1063.5107		CF (10245)		1063.5107		0.0021321069		0.0

		COW133		College Street West Trunk Sewer		4		1.93404		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1291		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		169.17706		R5 (10245)		169.17706		1554.1739106363		4.1

		COW133		College Street West Trunk Sewer		4		1.93404		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1465		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		171.8598		RH (10245)		171.8598		1649.6595758171		4.4

		FAH44		Fahey Street Trunk Sewer		10		3.85539		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		837		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		529.85442		R2 (10245)		529.85442		8267.11156057		21.9

		FAH44		Fahey Street Trunk Sewer		10		3.85539		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		585		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		625.59045		O1 (10245)		625.59045		4.2832348124		0.0

		FAH44		Fahey Street Trunk Sewer		10		3.85539		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		585		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		625.59045		O1 (10245)		625.59045		0.0238371992		0.0

		FAH44		Fahey Street Trunk Sewer		10		3.85539		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		849		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1492.89086		R2 (10245)		1492.89086		9852.3229799		26.1

		FAH44		Fahey Street Trunk Sewer		10		3.85539		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		881		R2-10		10245		R2-10 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		178.83643		R2 (10245)		178.83643		1963.8918784245		5.2

		FAH44		Fahey Street Trunk Sewer		10		3.85539		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1242		R4-29		10245		R4-29 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		473.43067		R4 (10245)		473.43067		0.0127736663		0.0

		FAH110		Fahey Street Trunk Sewer		10		2.67768		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1313		R5-24		10245		R5-24 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		423.44871		R5 (10245)		423.44871		0.0335541376		0.0

		FAH110		Fahey Street Trunk Sewer		10		2.67768		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		805		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1119.05185		R2 (10245)		1119.05185		1758.6208048473		4.7

		FAH110		Fahey Street Trunk Sewer		10		2.67768		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		3937		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		214.83648		R2 (10245)		214.83648		0.0257477307		0.0

		FAH110		Fahey Street Trunk Sewer		10		2.67768		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		3937		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		214.83648		R2 (10245)		214.83648		0.4253575588		0.0

		FAH110		Fahey Street Trunk Sewer		10		2.67768		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		3937		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		214.83648		R2 (10245)		214.83648		0.7402740702		0.0

		FAH110		Fahey Street Trunk Sewer		10		2.67768		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		3711		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1022.69406		R2 (10245)		1022.69406		16211.020661749		42.9

		FAH110		Fahey Street Trunk Sewer		10		2.67768		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1244		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		244.94463		R4 (10245)		244.94463		0.5742528455		0.0

		FAH110		Fahey Street Trunk Sewer		10		2.67768		35120147		35120147		Ontario		Ontario		35		3512		3512005		1548		F		695		689		0.73		2127		1246		R4-30		10245		R4-30 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		722.97335		R4 (10245)		722.97335		3012.6714052834		8.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		1432		R6-3		10245		R6-3 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		457.47253		R6 (10245)		457.47253		8879.815141891		27.1

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		628		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		952.29235		O3 (10245)		952.29235		4926.9430600261		15.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		1298		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		254.2761		R5 (10245)		254.2761		2976.8689015614		9.1

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		1299		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		549.76856		R5 (10245)		549.76856		16042.4831297041		48.9

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		860		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		570.13492		R2 (10245)		570.13492		8549.8032360075		26.1

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		863		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		336.09553		R2 (10245)		336.09553		6742.284417927		20.6

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		864		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2048.16393		R2 (10245)		2048.16393		22024.0513207005		67.2

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		864		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2048.16393		R2 (10245)		2048.16393		0.0059876611		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		338		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		716.838		CF (10245)		716.838		25839.6359446412		78.8

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		1211		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		112.02009		R4 (10245)		112.02009		807.0062203454		2.5

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		1416		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		369.10706		R6 (10245)		369.10706		7556.3239418377		23.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		1417		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		536.38745		R6 (10245)		536.38745		13913.4256916388		42.4

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		1296		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		208.98907		R5 (10245)		208.98907		2348.8176204558		7.2

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		3575		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		1191.86093		O2 (10245)		1191.86093		13536.8028536894		41.3

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		864		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2048.16393		R2 (10245)		2048.16393		2.17E-08		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		864		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2048.16393		R2 (10245)		2048.16393		2.60E-08		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		864		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2048.16393		R2 (10245)		2048.16393		0		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		866		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		505.96471		R2 (10245)		505.96471		6325.1633886878		19.3

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		601		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		3198.09236		O2 (10245)		3198.09236		61319.9464797212		187.0

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		3792		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		219.07162		O2 (10245)		219.07162		2722.8550924812		8.3

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		853		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		653.85356		R2 (10245)		653.85356		16067.9930109363		49.0

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		857		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		593.29066		R2 (10245)		593.29066		18073.7622420866		55.1

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		864		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2048.16393		R2 (10245)		2048.16393		19367.1032213378		59.1

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		601		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		3198.09236		O2 (10245)		3198.09236		12763.2217777595		38.9

		COL32		Coleman Street Trunk Sewer		2		60.85824		35120148		35120148		Ontario		Ontario		35		3512		3512005		843		F		404		396		0.33		2573.3		335		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		323.04205		CF (10245)		323.04205		5620.4289486721		17.1

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		892		R2-16		10245		R2-16 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		152.35068		R2 (10245)		152.35068		1431.0178893104		5.9

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		1294		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		434.47209		R5 (10245)		434.47209		11087.7096794261		45.7

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		893		R2-16		10245		R2-16 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		149.55131		R2 (10245)		149.55131		1425.6883864002		5.9

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		894		R2-17		10245		R2-17 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		204.09456		R2 (10245)		204.09456		2109.5029661176		8.7

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		895		R2-17		10245		R2-17 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		107.1704		R2 (10245)		107.1704		664.8309608121		2.7

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		896		R2-17		10245		R2-17 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		182.83945		R2 (10245)		182.83945		1915.3264285926		7.9

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		830		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		663.69956		R2 (10245)		663.69956		959.2987539211		4.0

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		3715		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		914.87266		R2 (10245)		914.87266		0		0.0

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		405		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		618.98517		E (10245)		618.98517		2026.6393019031		8.4

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		808		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1035.42842		R2 (10245)		1035.42842		0.0002781102		0.0

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		808		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1035.42842		R2 (10245)		1035.42842		0.0095809793		0.0

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		808		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1035.42842		R2 (10245)		1035.42842		0.0014274238		0.0

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		1413		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		603.07307		R6 (10245)		603.07307		19189.4857472849		79.1

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		412		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		831.24411		E (10245)		831.24411		7823.0462843446		32.3

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		3715		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		914.87266		R2 (10245)		914.87266		0		0.0

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		584		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		794.0139		O1 (10245)		794.0139		20521.4659222063		84.6

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		1256		R4-34		10245		R4-34 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		231.38398		R4 (10245)		231.38398		3277.9670702401		13.5

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		1257		R4-34		10245		R4-34 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		317.03905		R4 (10245)		317.03905		4182.4227972499		17.2

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		1258		R4-34		10245		R4-34 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		313.66679		R4 (10245)		313.66679		4138.3347937144		17.1

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		3613		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		487.90056		O1 (10245)		487.90056		2711.3702257033		11.2

		COW15		College Street West Trunk Sewer		4		38.5642		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		1294		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		434.47209		R5 (10245)		434.47209		0.010455748		0.0

		COW15		College Street West Trunk Sewer		4		38.5642		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		830		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		663.69956		R2 (10245)		663.69956		9243.5892282585		38.1

		TRA148		Tracy Street Trunk Sewer		21		2.25		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		830		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		663.69956		R2 (10245)		663.69956		0.0051549955		0.0

		TRA148		Tracy Street Trunk Sewer		21		2.25		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		830		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		663.69956		R2 (10245)		663.69956		0		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		892		R2-16		10245		R2-16 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		152.35068		R2 (10245)		152.35068		0.0005296013		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		894		R2-17		10245		R2-17 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		204.09456		R2 (10245)		204.09456		1.4180632442		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		896		R2-17		10245		R2-17 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		182.83945		R2 (10245)		182.83945		0.0017738515		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		3715		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		914.87266		R2 (10245)		914.87266		15732.2459585915		64.9

		COW12		College Street West Trunk Sewer		4		52.377		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		779		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		558.13868		R2 (10245)		558.13868		7511.189893475		31.0

		COW12		College Street West Trunk Sewer		4		52.377		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		785		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		364.27586		R2 (10245)		364.27586		8541.8591787434		35.2

		COW12		College Street West Trunk Sewer		4		52.377		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		584		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		794.0139		O1 (10245)		794.0139		0		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		584		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		794.0139		O1 (10245)		794.0139		3.88E-05		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		405		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		618.98517		E (10245)		618.98517		0.0015319849		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		405		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		618.98517		E (10245)		618.98517		3822.0980678046		15.8

		COW12		College Street West Trunk Sewer		4		52.377		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		808		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		1035.42842		R2 (10245)		1035.42842		17692.3018743732		73.0

		COW12		College Street West Trunk Sewer		4		52.377		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		412		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		831.24411		E (10245)		831.24411		525.4957230581		2.2

		COW12		College Street West Trunk Sewer		4		52.377		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		814		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		634.07495		R2 (10245)		634.07495		17975.3032167052		74.1

		COW12		College Street West Trunk Sewer		4		52.377		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		1257		R4-34		10245		R4-34 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		317.03905		R4 (10245)		317.03905		12.8743049805		0.1

		TRA14		Tracy Street Trunk Sewer		21		1.87003		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		1413		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		603.07307		R6 (10245)		603.07307		6.1158213879		0.0

		TRA14		Tracy Street Trunk Sewer		21		1.87003		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		412		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		831.24411		E (10245)		831.24411		0.62380362		0.0

		TRA14		Tracy Street Trunk Sewer		21		1.87003		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		1294		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		434.47209		R5 (10245)		434.47209		0.3016098648		0.0

		TRA14		Tracy Street Trunk Sewer		21		1.87003		35120155		35120155		Ontario		Ontario		35		3512		3512005		726		F		270		266		0.22		3268.8		830		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		663.69956		R2 (10245)		663.69956		11496.8461647079		47.4

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		817		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1167.05262		R2 (10245)		1167.05262		1.10E-09		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		817		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1167.05262		R2 (10245)		1167.05262		6.50E-09		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		817		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1167.05262		R2 (10245)		1167.05262		0.0001790831		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		817		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1167.05262		R2 (10245)		1167.05262		3.00E-10		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		1521		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		1312.38756		UH (2076-80)		1312.38756		3765.5510366965		21.5

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		2		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		5705.64622		A2 (2076-80)		5705.64622		3.5764806282		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		817		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1167.05262		R2 (10245)		1167.05262		0.0016266561		0.0

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		1414		R5-36		10245		R5-36 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		566.36833		R5 (10245)		566.36833		0.3772297883		0.0

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		1427		R6-2		10245		R6-2 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		245.4255		R6 (10245)		245.4255		2307.6974517602		13.2

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		626		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		1429.70424		O3 (10245)		1429.70424		89.8911569036		0.5

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		626		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		1429.70424		O3 (10245)		1429.70424		199.9648284268		1.1

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		840		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		328.18695		R2 (10245)		328.18695		6009.6231648423		34.4

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		464		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		1360.3677		M1 (10245)		1360.3677		170.0746167096		1.0

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		1427		R6-2		10245		R6-2 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		245.4255		R6 (10245)		245.4255		3.615811059		0.0

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		626		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		1429.70424		O3 (10245)		1429.70424		20.0647266243		0.1

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		626		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		1429.70424		O3 (10245)		1429.70424		0.0004973558		0.0

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		1309		R5-18		10245		R5-18 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		549.63333		R5 (10245)		549.63333		15550.6758279125		89.0

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		840		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		328.18695		R2 (10245)		328.18695		1.0583452353		0.0

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		840		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		328.18695		R2 (10245)		328.18695		4.4472972584		0.0

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		1414		R5-36		10245		R5-36 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		566.36833		R5 (10245)		566.36833		16075.1784355176		92.0

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		817		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1167.05262		R2 (10245)		1167.05262		0.0019364451		0.0

		TRA151		Tracy Street Trunk Sewer		21		0.84899		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		1414		R5-36		10245		R5-36 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		566.36833		R5 (10245)		566.36833		0.8059868249		0.0

		TRA151		Tracy Street Trunk Sewer		21		0.84899		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		626		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		1429.70424		O3 (10245)		1429.70424		7357.1879704669		42.1

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		817		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1167.05262		R2 (10245)		1167.05262		0.0084818579		0.0

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		817		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1167.05262		R2 (10245)		1167.05262		0.0030657084		0.0

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		626		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		1429.70424		O3 (10245)		1429.70424		3535.8733978894		20.2

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		1521		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		1312.38756		UH (2076-80)		1312.38756		210.9994515536		1.2

		COW12		College Street West Trunk Sewer		4		52.377		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		2		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		5705.64622		A2 (2076-80)		5705.64622		4.28E-08		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		817		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1167.05262		R2 (10245)		1167.05262		23519.5523881033		134.6

		COW12		College Street West Trunk Sewer		4		52.377		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		626		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		1429.70424		O3 (10245)		1429.70424		4.30E-09		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		1521		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		1312.38756		UH (2076-80)		1312.38756		0.0002238767		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120156		35120156		Ontario		Ontario		35		3512		3512005		451		F		163		161		0.09		5084.6		1521		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		1312.38756		UH (2076-80)		1312.38756		9.2608166026		0.1

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120157		35120157		Ontario		Ontario		35		3512		3512005		509		F		215		215		0.23		2188.3		788		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		525.16627		R2 (10245)		525.16627		12655.8482775343		35.5

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120157		35120157		Ontario		Ontario		35		3512		3512005		509		F		215		215		0.23		2188.3		801		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1396.17398		R2 (10245)		1396.17398		47486.1103497682		133.1

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120157		35120157		Ontario		Ontario		35		3512		3512005		509		F		215		215		0.23		2188.3		769		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		553.32875		R2 (10245)		553.32875		7717.9191631939		21.6

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120157		35120157		Ontario		Ontario		35		3512		3512005		509		F		215		215		0.23		2188.3		806		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2394.08842		R2 (10245)		2394.08842		31368.3884902197		88.0

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120157		35120157		Ontario		Ontario		35		3512		3512005		509		F		215		215		0.23		2188.3		776		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		519.77668		R2 (10245)		519.77668		15262.0515377344		42.8

		COW15		College Street West Trunk Sewer		4		38.5642		35120157		35120157		Ontario		Ontario		35		3512		3512005		509		F		215		215		0.23		2188.3		327		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		405.24496		CF (10245)		405.24496		10097.6041549258		28.3

		COW15		College Street West Trunk Sewer		4		38.5642		35120157		35120157		Ontario		Ontario		35		3512		3512005		509		F		215		215		0.23		2188.3		3713		R6-28		10245		R6-28 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		332.02389		R6 (10245)		332.02389		6392.6308791912		17.9

		COW15		College Street West Trunk Sewer		4		38.5642		35120157		35120157		Ontario		Ontario		35		3512		3512005		509		F		215		215		0.23		2188.3		806		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2394.08842		R2 (10245)		2394.08842		26331.2053172221		73.8

		COW15		College Street West Trunk Sewer		4		38.5642		35120157		35120157		Ontario		Ontario		35		3512		3512005		509		F		215		215		0.23		2188.3		806		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2394.08842		R2 (10245)		2394.08842		0.5154242315		0.0

		COW15		College Street West Trunk Sewer		4		38.5642		35120157		35120157		Ontario		Ontario		35		3512		3512005		509		F		215		215		0.23		2188.3		806		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2394.08842		R2 (10245)		2394.08842		3811.7679426469		10.7

		COW15		College Street West Trunk Sewer		4		38.5642		35120157		35120157		Ontario		Ontario		35		3512		3512005		509		F		215		215		0.23		2188.3		806		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2394.08842		R2 (10245)		2394.08842		500.834076415		1.4

		COW15		College Street West Trunk Sewer		4		38.5642		35120157		35120157		Ontario		Ontario		35		3512		3512005		509		F		215		215		0.23		2188.3		806		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2394.08842		R2 (10245)		2394.08842		0.0129640758		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120157		35120157		Ontario		Ontario		35		3512		3512005		509		F		215		215		0.23		2188.3		806		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2394.08842		R2 (10245)		2394.08842		12526.4633501991		35.1

		COW12		College Street West Trunk Sewer		4		52.377		35120157		35120157		Ontario		Ontario		35		3512		3512005		509		F		215		215		0.23		2188.3		3713		R6-28		10245		R6-28 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		332.02389		R6 (10245)		332.02389		4.61E-08		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120157		35120157		Ontario		Ontario		35		3512		3512005		509		F		215		215		0.23		2188.3		769		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		553.32875		R2 (10245)		553.32875		7381.1857602359		20.7

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120158		35120158		Ontario		Ontario		35		3512		3512005		380		F		139		139		0.12		3201.3		2		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		5705.64622		A2 (2076-80)		5705.64622		2938.2395033071		12.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120158		35120158		Ontario		Ontario		35		3512		3512005		380		F		139		139		0.12		3201.3		741		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		718.54818		R2 (10245)		718.54818		1.10E-09		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120158		35120158		Ontario		Ontario		35		3512		3512005		380		F		139		139		0.12		3201.3		741		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		718.54818		R2 (10245)		718.54818		0.0005026319		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120158		35120158		Ontario		Ontario		35		3512		3512005		380		F		139		139		0.12		3201.3		741		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		718.54818		R2 (10245)		718.54818		0.0006504848		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120158		35120158		Ontario		Ontario		35		3512		3512005		380		F		139		139		0.12		3201.3		765		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		686.84067		R2 (10245)		686.84067		0.0006028483		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120158		35120158		Ontario		Ontario		35		3512		3512005		380		F		139		139		0.12		3201.3		765		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		686.84067		R2 (10245)		686.84067		0.000185697		0.0

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120158		35120158		Ontario		Ontario		35		3512		3512005		380		F		139		139		0.12		3201.3		753		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1102.47934		R2 (10245)		1102.47934		21658.3585488419		88.1

		COW12		College Street West Trunk Sewer		4		52.377		35120158		35120158		Ontario		Ontario		35		3512		3512005		380		F		139		139		0.12		3201.3		2		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		5705.64622		A2 (2076-80)		5705.64622		0.0010137815		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120158		35120158		Ontario		Ontario		35		3512		3512005		380		F		139		139		0.12		3201.3		2		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		5705.64622		A2 (2076-80)		5705.64622		0.0022858454		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120158		35120158		Ontario		Ontario		35		3512		3512005		380		F		139		139		0.12		3201.3		753		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1102.47934		R2 (10245)		1102.47934		11123.7574432907		45.3

		COW12		College Street West Trunk Sewer		4		52.377		35120158		35120158		Ontario		Ontario		35		3512		3512005		380		F		139		139		0.12		3201.3		753		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1102.47934		R2 (10245)		1102.47934		3342.5103444363		13.6

		COW12		College Street West Trunk Sewer		4		52.377		35120158		35120158		Ontario		Ontario		35		3512		3512005		380		F		139		139		0.12		3201.3		757		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		700.03896		R2 (10245)		700.03896		22027.35008488		89.6

		COW12		College Street West Trunk Sewer		4		52.377		35120158		35120158		Ontario		Ontario		35		3512		3512005		380		F		139		139		0.12		3201.3		741		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		718.54818		R2 (10245)		718.54818		15643.21858065		63.7

		COW12		College Street West Trunk Sewer		4		52.377		35120158		35120158		Ontario		Ontario		35		3512		3512005		380		F		139		139		0.12		3201.3		765		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		686.84067		R2 (10245)		686.84067		16658.4346544857		67.8

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120159		35120159		Ontario		Ontario		35		3512		3512005		462		F		213		208		0.14		3330.9		755		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1030.80181		R2 (10245)		1030.80181		20920.2100847925		97.3

		TRA13		Tracy Street Trunk Sewer		21		34.8074		35120159		35120159		Ontario		Ontario		35		3512		3512005		462		F		213		208		0.14		3330.9		760		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		465.57198		R2 (10245)		465.57198		7219.4974003341		33.6

		COW12		College Street West Trunk Sewer		4		52.377		35120159		35120159		Ontario		Ontario		35		3512		3512005		462		F		213		208		0.14		3330.9		1381		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		263.53745		R6 (10245)		263.53745		3998.96860504		18.6

		COW12		College Street West Trunk Sewer		4		52.377		35120159		35120159		Ontario		Ontario		35		3512		3512005		462		F		213		208		0.14		3330.9		755		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1030.80181		R2 (10245)		1030.80181		11645.1425508893		54.2

		COW12		College Street West Trunk Sewer		4		52.377		35120159		35120159		Ontario		Ontario		35		3512		3512005		462		F		213		208		0.14		3330.9		1385		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		242.80289		R6 (10245)		242.80289		3038.0592219693		14.1

		COW12		College Street West Trunk Sewer		4		52.377		35120159		35120159		Ontario		Ontario		35		3512		3512005		462		F		213		208		0.14		3330.9		721		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		231.15141		R2 (10245)		231.15141		2799.5380098264		13.0

		COW12		College Street West Trunk Sewer		4		52.377		35120159		35120159		Ontario		Ontario		35		3512		3512005		462		F		213		208		0.14		3330.9		1387		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		238.94519		R6 (10245)		238.94519		3544.9977531844		16.5

		COW12		College Street West Trunk Sewer		4		52.377		35120159		35120159		Ontario		Ontario		35		3512		3512005		462		F		213		208		0.14		3330.9		760		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		465.57198		R2 (10245)		465.57198		3686.2150008729		17.1

		COW12		College Street West Trunk Sewer		4		52.377		35120159		35120159		Ontario		Ontario		35		3512		3512005		462		F		213		208		0.14		3330.9		732		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		346.80828		R2 (10245)		346.80828		7094.6627726319		33.0

		COW12		College Street West Trunk Sewer		4		52.377		35120159		35120159		Ontario		Ontario		35		3512		3512005		462		F		213		208		0.14		3330.9		737		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1164.51815		R2 (10245)		1164.51815		35364.409530791		164.5

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		2		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		5705.64622		A2 (2076-80)		5705.64622		2314.9904160239		7.4

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		711		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		807.19952		R2 (10245)		807.19952		3.24E-05		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		723		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		651.97934		R2 (10245)		651.97934		0.000383247		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		1228		R4-18		10245		R4-18 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		254.51888		R4 (10245)		254.51888		3.00E-10		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		1301		R5-10		10245		R5-10 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		379.0948		R5 (10245)		379.0948		0		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		1304		R5-13		10245		R5-13 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		396.99354		R5 (10245)		396.99354		0		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		576		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		243.91041		O1 (10245)		243.91041		1.30E-08		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		711		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		807.19952		R2 (10245)		807.19952		4.30E-09		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		1325		R5-6		10245		R5-6 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		433.9675		R5 (10245)		433.9675		0		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		524		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		5918.62769		M2 (2076-80)		5918.62769		8719.4606500984		28.0

		COW12		College Street West Trunk Sewer		4		52.377		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		738		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		752.96018		R2 (10245)		752.96018		13196.7495481008		42.3

		COW12		College Street West Trunk Sewer		4		52.377		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		2		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		5705.64622		A2 (2076-80)		5705.64622		0.5782976557		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		2		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		5705.64622		A2 (2076-80)		5705.64622		0.0005708828		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		1289		R6-33		10245		R6-33 (10245)		Residential Sixth Density With Special Provisions (By-Law 10245)				R6		393.98976		R6 (10245)		393.98976		8607.5036854725		27.6

		COW12		College Street West Trunk Sewer		4		52.377		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		1227		R4-17		10245		R4-17 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		239.64523		R4 (10245)		239.64523		3302.9275333009		10.6

		COW12		College Street West Trunk Sewer		4		52.377		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		1228		R4-18		10245		R4-18 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		254.51888		R4 (10245)		254.51888		3877.9742760954		12.4

		COW12		College Street West Trunk Sewer		4		52.377		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		1301		R5-10		10245		R5-10 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		379.0948		R5 (10245)		379.0948		8485.9313149811		27.2

		COW12		College Street West Trunk Sewer		4		52.377		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		1304		R5-13		10245		R5-13 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		396.99354		R5 (10245)		396.99354		8376.9384924064		26.9

		COW12		College Street West Trunk Sewer		4		52.377		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		1461		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		156.53293		RH (10245)		156.53293		1497.8876873108		4.8

		COW12		College Street West Trunk Sewer		4		52.377		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		524		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		5918.62769		M2 (2076-80)		5918.62769		0.0094070867		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		727		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		193.70412		R2 (10245)		193.70412		1963.8486811689		6.3

		COW12		College Street West Trunk Sewer		4		52.377		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		733		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		759.23655		R2 (10245)		759.23655		20608.9758001059		66.1

		COW12		College Street West Trunk Sewer		4		52.377		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		1105		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		122.95469		R4 (10245)		122.95469		977.3926139617		3.1

		COW12		College Street West Trunk Sewer		4		52.377		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		576		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		243.91041		O1 (10245)		243.91041		3458.6566531704		11.1

		COW12		College Street West Trunk Sewer		4		52.377		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		711		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		807.19952		R2 (10245)		807.19952		15418.228386967		49.4

		COW12		College Street West Trunk Sewer		4		52.377		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		578		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		524.39983		O1 (10245)		524.39983		12691.8457939863		40.7

		COW12		College Street West Trunk Sewer		4		52.377		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		3996		R6-33-h		10245		R6-33-h (10245)		Residential Sixth Density With Special Provisions Holding (By-Law 10245)				R6		347.23112		R6 (10245)		347.23112		6157.148783789		19.7

		COW12		College Street West Trunk Sewer		4		52.377		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		1389		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		181.15113		R6 (10245)		181.15113		1944.1780011512		6.2

		COW12		College Street West Trunk Sewer		4		52.377		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		1325		R5-6		10245		R5-6 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		433.9675		R5 (10245)		433.9675		10722.6540068405		34.4

		COW12		College Street West Trunk Sewer		4		52.377		35120160		35120160		Ontario		Ontario		35		3512		3512005		454		F		192		188		0.18		2586.9		723		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		651.97934		R2 (10245)		651.97934		9295.5148641959		29.8

		TRA40		Tracy Street Trunk Sewer		21		2.32162		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		855		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		362.95324		R2 (10245)		362.95324		4037.1480136807		8.1

		TRA40		Tracy Street Trunk Sewer		21		2.32162		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		859		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1023.09288		R2 (10245)		1023.09288		4097.1993080843		8.2

		TRA39		Tracy Street Trunk Sewer		21		0.95621		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		839		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		628.14478		R2 (10245)		628.14478		3781.6269058374		7.6

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		627		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		2300.20308		O3 (10245)		2300.20308		2.54E-08		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		627		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		2300.20308		O3 (10245)		2300.20308		0.0077781887		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		627		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		2300.20308		O3 (10245)		2300.20308		9.33E-08		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		166		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		394.50858		C3 (10245)		394.50858		7638.3902826024		15.3

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		201		C3-32		10245		C3-32 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		194.22037		C3 (10245)		194.22037		2315.1209182667		4.6

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		865		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		860.04508		R2 (10245)		860.04508		0.7369447446		0.0

		TRA147		Tracy Street Trunk Sewer		21		0.8354		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		846		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		510.47574		R2 (10245)		510.47574		0.0003647326		0.0

		TRA147		Tracy Street Trunk Sewer		21		0.8354		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		859		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1023.09288		R2 (10245)		1023.09288		3765.254215214		7.5

		TRA142		Tracy Street Trunk Sewer		21		1.75703		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		861		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		619.10957		R2 (10245)		619.10957		5859.3523992161		11.7

		TRA142		Tracy Street Trunk Sewer		21		1.75703		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		865		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		860.04508		R2 (10245)		860.04508		5.5762974854		0.0

		TRA146		Tracy Street Trunk Sewer		21		9.14194		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		1474		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		883.61776		RH (10245)		883.61776		427.6676019309		0.9

		TRA146		Tracy Street Trunk Sewer		21		9.14194		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		166		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		394.50858		C3 (10245)		394.50858		0		0.0

		TRA146		Tracy Street Trunk Sewer		21		9.14194		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		846		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		510.47574		R2 (10245)		510.47574		1344.0091367065		2.7

		TRA146		Tracy Street Trunk Sewer		21		9.14194		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		201		C3-32		10245		C3-32 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		194.22037		C3 (10245)		194.22037		0		0.0

		TRA146		Tracy Street Trunk Sewer		21		9.14194		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		859		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1023.09288		R2 (10245)		1023.09288		4575.8035443631		9.2

		TRA146		Tracy Street Trunk Sewer		21		9.14194		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		336		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		680.32467		CF (10245)		680.32467		0.0082383351		0.0

		TRA146		Tracy Street Trunk Sewer		21		9.14194		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		865		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		860.04508		R2 (10245)		860.04508		0.7384517231		0.0

		TRA146		Tracy Street Trunk Sewer		21		9.14194		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		627		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		2300.20308		O3 (10245)		2300.20308		7148.8966026679		14.3

		TRA146		Tracy Street Trunk Sewer		21		9.14194		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		1474		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		883.61776		RH (10245)		883.61776		10991.2711372715		22.0

		TRA146		Tracy Street Trunk Sewer		21		9.14194		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		627		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		2300.20308		O3 (10245)		2300.20308		94.7462401845		0.2

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		627		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		2300.20308		O3 (10245)		2300.20308		0.0013975396		0.0

		TRA149		Tracy Street Trunk Sewer		21		2.43179		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		1474		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		883.61776		RH (10245)		883.61776		0.0883361052		0.0

		TRA149		Tracy Street Trunk Sewer		21		2.43179		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		1474		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		883.61776		RH (10245)		883.61776		7.7935825281		0.0

		TRA149		Tracy Street Trunk Sewer		21		2.43179		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		839		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		628.14478		R2 (10245)		628.14478		8264.2788878937		16.6

		TRA149		Tracy Street Trunk Sewer		21		2.43179		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		839		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		628.14478		R2 (10245)		628.14478		0		0.0

		TRA149		Tracy Street Trunk Sewer		21		2.43179		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		841		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		438.19643		R2 (10245)		438.19643		0.0001808584		0.0

		TRA149		Tracy Street Trunk Sewer		21		2.43179		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		846		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		510.47574		R2 (10245)		510.47574		11112.8092877756		22.3

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		1474		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		883.61776		RH (10245)		883.61776		16365.9067925302		32.8

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		841		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		438.19643		R2 (10245)		438.19643		1720.0911436878		3.4

		TRA37		Tracy Street Trunk Sewer		21		48.80734		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		841		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		438.19643		R2 (10245)		438.19643		0.0004968701		0.0

		COW15		College Street West Trunk Sewer		4		38.5642		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		797		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		460.1941		R2 (10245)		460.1941		7732.7741334089		15.5

		COW15		College Street West Trunk Sewer		4		38.5642		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		24		C1-4		10245		C1-4 (10245)		Local Commercial With Special Provsions (By-Law 10245)				C1		251.48476		C1 (10245)		251.48476		0.0075901773		0.0

		COW15		College Street West Trunk Sewer		4		38.5642		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		24		C1-4		10245		C1-4 (10245)		Local Commercial With Special Provsions (By-Law 10245)				C1		251.48476		C1 (10245)		251.48476		0.0134169719		0.0

		COW15		College Street West Trunk Sewer		4		38.5642		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		816		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		346.4653		R2 (10245)		346.4653		7166.3006633597		14.4

		COW15		College Street West Trunk Sewer		4		38.5642		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		818		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		729.77231		R2 (10245)		729.77231		14772.1626414023		29.6

		COW15		College Street West Trunk Sewer		4		38.5642		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		824		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		919.33673		R2 (10245)		919.33673		30015.436782558		60.2

		COW15		College Street West Trunk Sewer		4		38.5642		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		834		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		703.72608		R2 (10245)		703.72608		997.6744007375		2.0

		COW15		College Street West Trunk Sewer		4		38.5642		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		834		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		703.72608		R2 (10245)		703.72608		2177.3677363154		4.4

		COW15		College Street West Trunk Sewer		4		38.5642		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		834		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		703.72608		R2 (10245)		703.72608		0.0032919049		0.0

		COW15		College Street West Trunk Sewer		4		38.5642		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		839		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		628.14478		R2 (10245)		628.14478		8965.1552719971		18.0

		COW15		College Street West Trunk Sewer		4		38.5642		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		600		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		740.26686		O2 (10245)		740.26686		26447.1436965923		53.0

		COW15		College Street West Trunk Sewer		4		38.5642		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		3887		R2-29		10245		R2-29 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		146.09065		R2 (10245)		146.09065		1313.4434236943		2.6

		TRA148		Tracy Street Trunk Sewer		21		2.25		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		24		C1-4		10245		C1-4 (10245)		Local Commercial With Special Provsions (By-Law 10245)				C1		251.48476		C1 (10245)		251.48476		1.00E-10		0.0

		TRA148		Tracy Street Trunk Sewer		21		2.25		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		1474		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		883.61776		RH (10245)		883.61776		14.648153987		0.0

		TRA148		Tracy Street Trunk Sewer		21		2.25		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		834		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		703.72608		R2 (10245)		703.72608		7810.2676036394		15.7

		TRA148		Tracy Street Trunk Sewer		21		2.25		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		841		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		438.19643		R2 (10245)		438.19643		8497.8883271858		17.0

		TRA14		Tracy Street Trunk Sewer		21		1.87003		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		24		C1-4		10245		C1-4 (10245)		Local Commercial With Special Provsions (By-Law 10245)				C1		251.48476		C1 (10245)		251.48476		2392.0047696627		4.8

		TRA14		Tracy Street Trunk Sewer		21		1.87003		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		834		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		703.72608		R2 (10245)		703.72608		1991.4791984817		4.0

		TRA14		Tracy Street Trunk Sewer		21		1.87003		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		834		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		703.72608		R2 (10245)		703.72608		14.1721866952		0.0

		TRA14		Tracy Street Trunk Sewer		21		1.87003		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		834		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		703.72608		R2 (10245)		703.72608		0.0006401193		0.0

		TRA14		Tracy Street Trunk Sewer		21		1.87003		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		834		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		703.72608		R2 (10245)		703.72608		0.0321957082		0.0

		TRA14		Tracy Street Trunk Sewer		21		1.87003		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		3887		R2-29		10245		R2-29 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		146.09065		R2 (10245)		146.09065		0.0004348096		0.0

		TRA38		Tracy Street Trunk Sewer		21		0.75163		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		834		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		703.72608		R2 (10245)		703.72608		2741.7010312499		5.5

		TRA38		Tracy Street Trunk Sewer		21		0.75163		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		839		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		628.14478		R2 (10245)		628.14478		2845.1149806194		5.7

		TRA143		Tracy Street Trunk Sewer		21		0.82681		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		861		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		619.10957		R2 (10245)		619.10957		5054.4438805165		10.1

		TRA105		Tracy Street Trunk Sewer		21		2.55577		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		861		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		619.10957		R2 (10245)		619.10957		8134.5424816392		16.3

		TRA105		Tracy Street Trunk Sewer		21		2.55577		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		865		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		860.04508		R2 (10245)		860.04508		11639.9405142421		23.3

		TRA105		Tracy Street Trunk Sewer		21		2.55577		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		627		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		2300.20308		O3 (10245)		2300.20308		0.2028697997		0.0

		TRA105		Tracy Street Trunk Sewer		21		2.55577		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		627		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		2300.20308		O3 (10245)		2300.20308		0.0016089035		0.0

		TRA144		Tracy Street Trunk Sewer		21		2.88993		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		859		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1023.09288		R2 (10245)		1023.09288		0.6620608057		0.0

		TRA144		Tracy Street Trunk Sewer		21		2.88993		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		336		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		680.32467		CF (10245)		680.32467		25057.5357604028		50.2

		TRA41		Tracy Street Trunk Sewer		21		1.47052		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		855		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		362.95324		R2 (10245)		362.95324		3569.6142465448		7.2

		TRA41		Tracy Street Trunk Sewer		21		1.47052		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		859		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1023.09288		R2 (10245)		1023.09288		6583.095657402		13.2

		TRA41		Tracy Street Trunk Sewer		21		1.47052		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		336		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		680.32467		CF (10245)		680.32467		2.1555289977		0.0

		TRA41		Tracy Street Trunk Sewer		21		1.47052		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		336		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		680.32467		CF (10245)		680.32467		0.0115441594		0.0

		TRA41		Tracy Street Trunk Sewer		21		1.47052		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		627		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		2300.20308		O3 (10245)		2300.20308		4.462513747		0.0

		TRA104		Tracy Street Trunk Sewer		21		0.61597		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		861		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		619.10957		R2 (10245)		619.10957		676.5567531769		1.4

		TRA104		Tracy Street Trunk Sewer		21		0.61597		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		865		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		860.04508		R2 (10245)		860.04508		3617.2250553181		7.3

		TRA104		Tracy Street Trunk Sewer		21		0.61597		35120231		35120231		Ontario		Ontario		35		3512		3512005		569		F		233		227		0.35		1620.2		166		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		394.50858		C3 (10245)		394.50858		23.2701750744		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2616		R2-7		3014		R2-7 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		154.95445		R2 (3014)		154.95445		1034.1440187314		4.1

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2621		R4-H		3014		R4-H (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		301.23074		R4 (3014)		301.23074		5182.5818900403		20.7

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		1603		C3-1		3014		C3-1 (3014)		General Commercial With Special Provisions (By-Law 3014)				C3		133.06178		C3 (3014)		133.06178		947.8724584972		3.8

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2141		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		335.77891		M1 (3014)		335.77891		6936.6192838081		27.7

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		1623		CF-4		3014		CF-4 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		371.17489		CF (3014)		371.17489		7259.1347248493		29.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		1624		CF-4		3014		CF-4 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		2008.38236		CF (3014)		2008.38236		39065.8162928789		156.2

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		1626		CF-5		3014		CF-5 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		105.20995		CF (3014)		105.20995		658.7099702835		2.6

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		1627		CF-5		3014		CF-5 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		748.55823		CF (3014)		748.55823		11039.9572628037		44.1

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		1690		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		3645.41732		R1 (3014)		3645.41732		1.10E-09		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		1690		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		3645.41732		R1 (3014)		3645.41732		4.67E-08		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		3776		CF-9		3014		CF-9 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		630.13258		CF (3014)		630.13258		0.0004547304		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		3777		CF-4		3014		CF-4 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		1746.86875		CF (3014)		1746.86875		0.0244358476		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		3780		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		205.72233		R1 (3014)		205.72233		2671.6478066644		10.7

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		3793		CF-4		3014		CF-4 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		810.46392		CF (3014)		810.46392		17189.1633024884		68.7

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		3794		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		310.98732		R1 (3014)		310.98732		4806.7416329444		19.2

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		1825		C3-5		3014		C3-5 (3014)		General Commercial With Special Provisions (By-Law 3014)				C3		334.52982		C3 (3014)		334.52982		7201.0081852754		28.8

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		3215		RR-66		3014		RR-66 (3014)		Rural Residential With Special Provisions (By-Law 3014)				RR		206.79974		RR (3014)		206.79974		2577.8727765811		10.3

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2702		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		280.71563		RR (3014)		280.71563		4280.7565479717		17.1

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2703		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		169.78054		RR (3014)		169.78054		1556.6528846499		6.2

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2706		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		210.02843		RR (3014)		210.02843		2699.5923087146		10.8

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2711		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		529.46105		RR (3014)		529.46105		10087.8596390086		40.3

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		126		R1-26		3014		R1-26 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		179.46619		R1 (3014)		179.46619		1913.2463113098		7.6

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		1690		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		3645.41732		R1 (3014)		3645.41732		10899.366755458		43.6

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		1690		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		3645.41732		R1 (3014)		3645.41732		2936.4225876445		11.7

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2564		R1-14		3014		R1-14 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		178.08135		R1 (3014)		178.08135		1956.2788540574		7.8

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2565		R1-14		3014		R1-14 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		614.31386		R1 (3014)		614.31386		10954.1555903734		43.8

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2571		R1-18		3014		R1-18 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		208.90106		R1 (3014)		208.90106		2594.7420723003		10.4

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2574		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		721.11895		R1 (3014)		721.11895		12533.4428737803		50.1

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2575		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		392.42729		R1 (3014)		392.42729		5543.838762035		22.2

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2576		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		443.76025		R1 (3014)		443.76025		10421.8126013387		41.7

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2577		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		1300.52002		R1 (3014)		1300.52002		37257.4226312795		148.9

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2578		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		885.34992		R1 (3014)		885.34992		25962.9904814857		103.8

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		1847		CF		3014		CF (3014)		Community Facility (By-Law 3014)				CF		272.97316		CF (3014)		272.97316		4372.4966663407		17.5

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		1874		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		2660.95908		H (3014)		2660.95908		23700.6354370716		94.7

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		1879		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		3570.74766		H (3014)		3570.74766		16138.7534774457		64.5

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		3990		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		1020.80196		R1 (3014)		1020.80196		19702.5070074146		78.8

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2514		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		747.53252		R1 (3014)		747.53252		14808.3359054043		59.2

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2515		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		368.15991		R1 (3014)		368.15991		7140.9936938403		28.5

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2517		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		446.66124		R1 (3014)		446.66124		10193.8699600674		40.7

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2518		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		557.59258		R1 (3014)		557.59258		8480.2463862853		33.9

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2579		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		887.38354		R1 (3014)		887.38354		14042.4970208282		56.1

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2580		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		765.64766		R1 (3014)		765.64766		12737.7598506871		50.9

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2581		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		463.53747		R1 (3014)		463.53747		10920.5236758048		43.7

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2582		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		433.81341		R1 (3014)		433.81341		6808.4090347069		27.2

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2583		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		810.71442		R1 (3014)		810.71442		13856.7396534494		55.4

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2584		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		1154.35111		R1 (3014)		1154.35111		20942.4482679402		83.7

		MTS234		Moira River Trunk Sewer		18		90.99965		35120271		35120271		Ontario		Ontario		35		3512		3512005		1752		F		616		611		6.29		278.6		2585		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		412.94799		R1 (3014)		412.94799		6270.3770993814		25.1

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3701		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		628.61696		R1 (3014)		628.61696		9480.819475643		10.5

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3702		CF-10		3014		CF-10 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		110.70933		CF (3014)		110.70933		296.2414066631		0.3

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3703		R1-22		3014		R1-22 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		327.68034		R1 (3014)		327.68034		5623.2294750404		6.2

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3704		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		884.73244		R1 (3014)		884.73244		13806.8974129694		15.3

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1625		CF-5		3014		CF-5 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		987.99043		CF (3014)		987.99043		29416.0306413315		32.6

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1631		CF-9		3014		CF-9 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		285.02329		CF (3014)		285.02329		4825.4654460311		5.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1637		D		3014		D (3014)		Development Zone (By-Law 3014)				D		857.03223		D (3014)		857.03223		0.0007728859		0.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2180		M1-3		3014		M1-3 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		145.428		M1 (3014)		145.428		1291.4464438597		1.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1843		CF		3014		CF (3014)		Community Facility (By-Law 3014)				CF		557.26093		CF (3014)		557.26093		12463.7850831317		13.8

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3931		CF-10		3014		CF-10 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		599.29857		CF (3014)		599.29857		5593.5990125709		6.2

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3932		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		1727.5876		R1 (3014)		1727.5876		37131.8505939113		41.2

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3933		CF-9		3014		CF-9 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		549.31736		CF (3014)		549.31736		0		0.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3933		CF-9		3014		CF-9 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		549.31736		CF (3014)		549.31736		0		0.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3934		CF-9		3014		CF-9 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		1586.04025		CF (3014)		1586.04025		23396.5076310721		26.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3935		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		899.81255		R1 (3014)		899.81255		31564.0578682918		35.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3960		R4-2		3014		R4-2 (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		319.3072		R4 (3014)		319.3072		6639.8842034307		7.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1687		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		1141.80585		D-r (3014)		1141.80585		0.0014446037		0.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1687		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		1141.80585		D-r (3014)		1141.80585		0.0009561412		0.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1687		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		1141.80585		D-r (3014)		1141.80585		0.0002032534		0.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1687		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		1141.80585		D-r (3014)		1141.80585		0.0004173908		0.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2253		PA		3014		PA (3014)		Prime Agriculture (By-Law 3014)				PA		4027.01858		PA (3014)		4027.01858		0.0217303589		0.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2253		PA		3014		PA (3014)		Prime Agriculture (By-Law 3014)				PA		4027.01858		PA (3014)		4027.01858		5.39E-08		0.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2253		PA		3014		PA (3014)		Prime Agriculture (By-Law 3014)				PA		4027.01858		PA (3014)		4027.01858		0.0124615989		0.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1841		CF		3014		CF (3014)		Community Facility (By-Law 3014)				CF		540.815		CF (3014)		540.815		11995.9773003796		13.3

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2133		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		571.70858		M1 (3014)		571.70858		13317.5826825614		14.8

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2136		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		695.99353		M1 (3014)		695.99353		20259.6817678401		22.5

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2142		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		550.32795		M1 (3014)		550.32795		18913.2376732215		21.0

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1637		D		3014		D (3014)		Development Zone (By-Law 3014)				D		857.03223		D (3014)		857.03223		37620.3136133826		41.7

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1638		D		3014		D (3014)		Development Zone (By-Law 3014)				D		750.62193		D (3014)		750.62193		33787.1412346291		37.5

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1644		D		3014		D (3014)		Development Zone (By-Law 3014)				D		3352.23873		D (3014)		3352.23873		2.62E-06		0.0

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1644		D		3014		D (3014)		Development Zone (By-Law 3014)				D		3352.23873		D (3014)		3352.23873		6.7081368001		0.0

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1645		D		3014		D (3014)		Development Zone (By-Law 3014)				D		4582.45889		D (3014)		4582.45889		36365.2067212528		40.3

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2624		R4-2		3014		R4-2 (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		451.41187		R4 (3014)		451.41187		0.000156579		0.0

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2624		R4-2		3014		R4-2 (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		451.41187		R4 (3014)		451.41187		0.0020340476		0.0

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1602		C3-1		3014		C3-1 (3014)		General Commercial With Special Provisions (By-Law 3014)				C3		156.96139		C3 (3014)		156.96139		980.8884924235		1.1

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2131		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		143.04911		M1 (3014)		143.04911		1043.8322759206		1.2

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2132		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		158.52284		M1 (3014)		158.52284		1128.812922863		1.3

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1687		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		1141.80585		D-r (3014)		1141.80585		62817.4676359661		69.7

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1841		CF		3014		CF (3014)		Community Facility (By-Law 3014)				CF		540.815		CF (3014)		540.815		0.0006975301		0.0

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2496		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		395.50158		R1 (3014)		395.50158		0		0.0

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1534		C1		3014		C1 (3014)		Highway Commercial (By-Law 3014)				C1		248.4638		C1 (3014)		248.4638		3671.50651234		4.1

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3621		CF-9		3014		CF-9 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		454.95982		CF (3014)		454.95982		0.0006017362		0.0

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1538		C1		3014		C1 (3014)		Highway Commercial (By-Law 3014)				C1		481.07598		C1 (3014)		481.07598		9774.9803880898		10.8

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1539		C1		3014		C1 (3014)		Highway Commercial (By-Law 3014)				C1		226.3155		C1 (3014)		226.3155		3152.3978654867		3.5

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1541		C1		3014		C1 (3014)		Highway Commercial (By-Law 3014)				C1		628.39511		C1 (3014)		628.39511		22451.7425591052		24.9

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2689		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		272.16683		RR (3014)		272.16683		2871.7184861066		3.2

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2695		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		159.42861		RR (3014)		159.42861		1188.9518220422		1.3

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2698		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		268.23551		RR (3014)		268.23551		0.0048341211		0.0

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2178		M1-25		3014		M1-25 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		478.4448		M1 (3014)		478.4448		6218.9133112125		6.9

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2700		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		133.85938		RR (3014)		133.85938		1017.6284772137		1.1

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3764		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		48.2342		RR (3014)		48.2342		67.8215092647		0.1

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3765		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		207.12847		H (3014)		207.12847		2657.5838701172		2.9

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1686		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		911.2619		D-r (3014)		911.2619		0.0004416361		0.0

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1542		C1		3014		C1 (3014)		Highway Commercial (By-Law 3014)				C1		925.15454		C1 (3014)		925.15454		45625.1955621635		50.6

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1543		C1		3014		C1 (3014)		Highway Commercial (By-Law 3014)				C1		1779.09627		C1 (3014)		1779.09627		49776.7330856102		55.2

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2596		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		379.31138		R1 (3014)		379.31138		0.0004355207		0.0

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2596		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		379.31138		R1 (3014)		379.31138		0.0001806182		0.0

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1562		C1-7		3014		C1-7 (3014)		Highway Commercial With Special Provsions (By-Law 3014)				C1		1101.49412		C1 (3014)		1101.49412		65092.0357300256		72.2

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2137		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		294.90317		M1 (3014)		294.90317		5115.2711309577		5.7

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2140		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		467.4102		M1 (3014)		467.4102		10590.5753912771		11.7

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1645		D		3014		D (3014)		Development Zone (By-Law 3014)				D		4582.45889		D (3014)		4582.45889		3.47E-08		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2698		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		268.23551		RR (3014)		268.23551		4025.4293735031		4.5

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2704		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		388.88164		RR (3014)		388.88164		7426.462609357		8.2

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2708		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		856.7076		RR (3014)		856.7076		26800.3826885082		29.7

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2713		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		891.66852		RR (3014)		891.66852		29766.7649987628		33.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2716		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		273.64358		RR (3014)		273.64358		4199.8520656152		4.7

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2136		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		695.99353		M1 (3014)		695.99353		0.0002840406		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1818		C3-13		3014		C3-13 (3014)		General Commercial With Special Provisions (By-Law 3014)				C3		230.231		C3 (3014)		230.231		3348.1426178172		3.7

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3978		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		158.55689		R1 (3014)		158.55689		1527.7484254587		1.7

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3979		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		137.2001		R2 (3014)		137.2001		1171.5342954157		1.3

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3980		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		187.35779		R1 (3014)		187.35779		2003.6810169572		2.2

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3998		R2-5-h		3014		R2-5-h (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		115.66882		R2 (3014)		115.66882		826.9561693347		0.9

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3999		R2-5-h		3014		R2-5-h (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		247.18787		R2 (3014)		247.18787		2868.8417787784		3.2

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3565		R1-17-h		3014		R1-17-h (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		410.84289		R1 (3014)		410.84289		5542.2259719285		6.1

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3566		R1-17-h		3014		R1-17-h (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		842.59744		R1 (3014)		842.59744		12231.3233777677		13.6

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1689		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		4934.02271		D-r (3014)		4934.02271		0.0080307324		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1689		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		4934.02271		D-r (3014)		4934.02271		0.0021310713		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1689		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		4934.02271		D-r (3014)		4934.02271		0.0170065436		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1689		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		4934.02271		D-r (3014)		4934.02271		0.4081612956		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1689		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		4934.02271		D-r (3014)		4934.02271		0.0101443286		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1689		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		4934.02271		D-r (3014)		4934.02271		0.0007532091		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1689		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		4934.02271		D-r (3014)		4934.02271		0.0015048211		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3783		M1-31		3014		M1-31 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		201.83208		M1 (3014)		201.83208		2252.9268975436		2.5

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3582		CF-10		3014		CF-10 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		98.58061		CF (3014)		98.58061		565.3823810709		0.6

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2543		CF-10		3014		CF-10 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		854.5682		CF (3014)		854.5682		22293.8868053786		24.7

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3591		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		234.74552		R1 (3014)		234.74552		2730.9787593304		3.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3592		CF-10		3014		CF-10 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		511.74128		CF (3014)		511.74128		4309.3434765991		4.8

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3593		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		374.90211		R2 (3014)		374.90211		4895.6942883066		5.4

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3594		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		199.00793		R1 (3014)		199.00793		2237.2719437147		2.5

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3598		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		251.009		R2 (3014)		251.009		3132.2364307613		3.5

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3599		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		274.52139		R1 (3014)		274.52139		4335.8710320641		4.8

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3567		R4-2-h		3014		R4-2-h (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		247.20412		R4 (3014)		247.20412		2856.6862571936		3.2

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3568		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		247.57018		R2 (3014)		247.57018		2883.8098801425		3.2

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3569		R1-23-h		3014		R1-23-h (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		573.48039		R1 (3014)		573.48039		8151.0054571818		9.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3577		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		241.41123		R1 (3014)		241.41123		2047.6516392286		2.3

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3578		R4-2		3014		R4-2 (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		407.83674		R4 (3014)		407.83674		7934.0992913869		8.8

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3579		R4-2		3014		R4-2 (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		702.00695		R4 (3014)		701.99537		11236.0782163318		12.5

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3580		CF-10		3014		CF-10 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		105.98677		CF (3014)		105.98677		614.2864305375		0.7

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3581		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		260.52537		R2 (3014)		260.52537		4425.4140893202		4.9

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3621		CF-9		3014		CF-9 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		454.95982		CF (3014)		454.95982		10729.9730322278		11.9

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3622		D		3014		D (3014)		Development Zone (By-Law 3014)				D		158.90826		D (3014)		158.90826		972.6626633973		1.1

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3623		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		118.01836		R2 (3014)		118.01836		898.0133838139		1.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3624		R4-2-h		3014		R4-2-h (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		190.96213		R4 (3014)		190.96213		2090.7253953417		2.3

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3625		R1-20		3014		R1-20 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		185.11398		R1 (3014)		185.11398		1974.9285963367		2.2

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3626		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		399.89136		R2 (3014)		399.89136		5372.2184155308		6.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3600		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		171.51374		R1 (3014)		171.51374		1757.7539306127		1.9

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3601		R4-2		3014		R4-2 (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		192.38169		R4 (3014)		192.38169		2109.2775665265		2.3

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3615		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		181.85957		R1 (3014)		181.85957		1972.3599975991		2.2

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3616		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		125.08422		R1 (3014)		125.08422		1007.3684607746		1.1

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3617		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		109.47885		R1 (3014)		109.47885		698.466533836		0.8

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3618		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		139.06673		R1 (3014)		139.06673		1176.9716977625		1.3

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3619		R2-11		3014		R2-11 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		417.5758		R2 (3014)		417.5758		5008.9333963138		5.6

		MTS234		Moira River Trunk Sewer		18		90.99965		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3620		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		222.05079		R2 (3014)		222.05079		2561.4841469477		2.8

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2482		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		1134.21693		R1 (3014)		1134.21693		34638.3042419998		38.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2483		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		565.22612		R1 (3014)		565.22612		11914.5748319939		13.2

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2484		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		174.28365		R1 (3014)		174.28365		1762.2354568323		2.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2488		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		478.22611		R1 (3014)		478.22611		11748.3842907386		13.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2489		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		714.5358		R1 (3014)		714.5358		27633.1189366831		30.7

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2490		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		228.32744		R1 (3014)		228.32744		3181.0041759167		3.5

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2491		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		770.51245		R1 (3014)		770.51245		17520.1267193073		19.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2492		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		143.02492		R1 (3014)		143.02492		1189.7229148366		1.3

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3987		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		809.39958		R1 (3014)		809.39958		18935.0336203989		21.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3997		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		239.06998		R1 (3014)		239.06998		3000.473662383		3.3

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2476		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		391.57885		R1 (3014)		391.57885		5700.6381949429		6.3

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2477		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		114.96828		R1 (3014)		114.96828		789.4177918472		0.9

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2478		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		139.43187		R1 (3014)		139.43187		1167.0232598744		1.3

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3522		R1-22		3014		R1-22 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		327.91014		R1 (3014)		327.91014		4207.0705040678		4.7

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2481		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		697.21815		R1 (3014)		697.21815		13122.2037874185		14.6

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3523		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		825.2723		R1 (3014)		825.2723		12967.8728794942		14.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2587		R1-22		3014		R1-22 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		140.45747		R1 (3014)		140.45747		1264.8025123587		1.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2588		R1-22		3014		R1-22 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		294.83405		R1 (3014)		294.83405		4140.1947412335		4.6

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2589		R1-22		3014		R1-22 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		277.50402		R1 (3014)		277.50402		3489.2726096491		3.9

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2590		R1-22		3014		R1-22 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		159.49231		R1 (3014)		159.49231		1145.8444796826		1.3

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2591		R1-22		3014		R1-22 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		553.58397		R1 (3014)		553.58397		11167.8659764699		12.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2592		R1-22		3014		R1-22 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		637.77373		R1 (3014)		637.72085		7277.1584426997		8.1

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2593		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		572.25264		R1 (3014)		572.25264		9731.950903692		10.8

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2594		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		452.37899		R1 (3014)		452.37899		7308.1344858018		8.1

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2494		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		622.30102		R1 (3014)		622.30102		15782.3636955614		17.5

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2496		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		395.50158		R1 (3014)		395.50158		8493.0162481976		9.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2499		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		276.25589		R1 (3014)		276.25589		4743.2924521463		5.3

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2567		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		409.28642		R1 (3014)		409.28642		5337.5652300601		5.9

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2568		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		289.68147		R1 (3014)		289.68147		3639.9300497966		4.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2569		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		1048.20531		R1 (3014)		1048.20531		18247.4619959045		20.2

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2570		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		521.81884		R1 (3014)		521.81884		7294.8232455209		8.1

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2573		R1-2		3014		R1-2 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		198.19736		R1 (3014)		198.19736		1829.495094148		2.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2595		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		462.75907		R1 (3014)		462.75907		12018.742776052		13.3

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2596		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		379.31138		R1 (3014)		379.31138		4748.0889363731		5.3

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2597		R1-3		3014		R1-3 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		415.86094		R1 (3014)		415.86094		4453.5662121813		4.9

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2603		R1-h		3014		R1-h (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		918.53578		R1 (3014)		918.53578		38251.3694235312		42.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1562		C1-7		3014		C1-7 (3014)		Highway Commercial With Special Provsions (By-Law 3014)				C1		1101.49412		C1 (3014)		1101.49412		0.0022268246		0.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2624		R4-2		3014		R4-2 (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		451.41187		R4 (3014)		451.41187		5957.6002311577		6.6

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3695		CF-10		3014		CF-10 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		820.00701		CF (3014)		820.00701		30316.7383124926		33.6

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3696		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		1056.41342		R1 (3014)		1056.41342		4900.0209033646		5.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3696		R1-17		3014		R1-17 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		1056.41342		R1 (3014)		1056.41342		4117.6339839943		4.6

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3697		CF-9		3014		CF-9 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		995.51288		CF (3014)		995.51288		357.8794208464		0.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3698		C4		3014		C4 (3014)		Shopping Centre Commercial (By-Law 3014)				C4		192.7224		C4 (3014)		192.7224		2169.1724809129		2.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3699		R4-2		3014		R4-2 (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		469.51295		R4 (3014)		469.51295		0.0091098845		0.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3700		CF-10		3014		CF-10 (3014)		Community Facility With Special Provisions (By-Law 3014)				CF		80.08403		CF (3014)		80.08403		205.4794225684		0.2

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2609		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		349.66302		R2 (3014)		349.66302		7080.7125623752		7.9

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2610		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		290.01261		R2 (3014)		290.01261		3663.7306038509		4.1

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2611		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		624.51882		R2 (3014)		624.51882		9390.2173095018		10.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2612		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		512.63163		R2 (3014)		512.63163		7131.9436215799		7.9

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2613		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		390.35301		R2 (3014)		390.35301		8200.4833603197		9.1

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2614		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		357.18367		R2 (3014)		357.18367		5631.127137783		6.2

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2615		R2-5		3014		R2-5 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		385.88309		R2 (3014)		385.88309		4842.8601788227		5.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2623		R1-23		3014		R1-23 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		702.40307		R1 (3014)		702.40307		12152.8022642639		13.5

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		2182		M1-5		3014		M1-5 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		143.06124		M1 (3014)		143.06124		1250.1881288409		1.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3757		R4-2		3014		R4-2 (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		520.62756		R4 (3014)		520.62756		6735.2243800347		7.5

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3758		R4-3		3014		R4-3 (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		467.93226		R4 (3014)		467.93226		6814.6597634981		7.6

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3759		R4-2		3014		R4-2 (3014)		High Density Residential With Special Provisions (By-Law 3014)				R4		502.08328		R4 (3014)		502.08328		7470.5623256446		8.3

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3760		R1-22		3014		R1-22 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		364.7737		R1 (3014)		364.7737		5176.6015439358		5.7

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		3761		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		135.66378		D-r (3014)		135.66378		773.3388304406		0.9

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1686		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		911.2619		D-r (3014)		911.2619		49725.8769837095		55.2

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120272		35120272		Ontario		Ontario		35		3512		3512005		1553		F		595		589		5.87		264.6		1687		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		1141.80585		D-r (3014)		1141.80585		0.5082350871		0.0

		MTS166		Moira River Trunk Sewer		18		4.5889		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		605		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		1535.97792		O2 (10245)		1535.97792		3835.9979191701		1.8

		MTS166		Moira River Trunk Sewer		18		4.5889		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1784		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		846.25262		H (3014)		846.25262		79.3358537852		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2513		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		412.9392		R1 (3014)		412.9392		6149.1210833066		2.8

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2516		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		160.46941		R1 (3014)		160.46941		1573.4648956869		0.7

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3635		R1-25		3014		R1-25 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		483.92504		R1 (3014)		483.92504		7173.7149409539		3.3

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2134		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		1985.04671		M1 (3014)		1985.04671		129935.277646642		60.2

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2138		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		2710.88077		M1 (3014)		2710.88077		127016.488839512		58.8

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2139		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		233.06961		M1 (3014)		233.06961		2201.6084635583		1.0

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1635		D		3014		D (3014)		Development Zone (By-Law 3014)				D		495.26189		D (3014)		495.26189		85.020182704		0.0

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2691		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		158.92617		RR (3014)		158.92617		1503.6677881162		0.7

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2171		M1-16		3014		M1-16 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		310.36775		M1 (3014)		310.36775		5075.2762083602		2.4

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2172		M1-17		3014		M1-17 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		330.28734		M1 (3014)		330.28734		5922.720584873		2.7

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2174		M1-20		3014		M1-20 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		313.4964		M1 (3014)		313.4964		4078.3041037942		1.9

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2125		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		447.76081		M1 (3014)		447.76081		0.0080235863		0.0

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2126		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		294.24874		M1 (3014)		294.24874		3491.0500423202		1.6

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2129		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		1919.88928		M1 (3014)		1919.88928		83939.5546809273		38.9

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1800		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		1813.82622		H (3014)		1813.82622		9092.1844566293		4.2

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2480		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		192.10971		R1 (3014)		192.10971		0.0013181242		0.0

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1535		C1		3014		C1 (3014)		Highway Commercial (By-Law 3014)				C1		1407.52949		C1 (3014)		1407.52949		100794.091439508		46.7

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1561		C1-4		3014		C1-4 (3014)		Highway Commercial With Special Provsions (By-Law 3014)				C1		211.73098		C1 (3014)		211.73098		2723.3695507229		1.3

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1562		C1-7		3014		C1-7 (3014)		Highway Commercial With Special Provsions (By-Law 3014)				C1		1101.49412		C1 (3014)		1101.49412		27.2397552547		0.0

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1563		C1-9-h		3014		C1-9-h (3014)		Highway Commercial With Special Provsions (By-Law 3014)				C1		1372.73518		C1 (3014)		1372.73518		29772.082048468		13.8

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1563		C1-9-h		3014		C1-9-h (3014)		Highway Commercial With Special Provsions (By-Law 3014)				C1		1372.73518		C1 (3014)		1372.73518		8.2876756557		0.0

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1563		C1-9-h		3014		C1-9-h (3014)		Highway Commercial With Special Provsions (By-Law 3014)				C1		1372.73518		C1 (3014)		1372.73518		9.6846907427		0.0

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2696		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		196.54541		RR (3014)		196.54541		2272.1507403444		1.1

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2699		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		270.30503		RR (3014)		270.30503		4344.8535907413		2.0

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2225		OS		3014		OS (3014)		Open Space (By-Law 3014)				OS		851.93984		OS (3014)		851.93984		5944.3208726758		2.8

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2226		OS		3014		OS (3014)		Open Space (By-Law 3014)				OS		232.54778		OS (3014)		232.54778		837.9227798759		0.4

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2227		OS		3014		OS (3014)		Open Space (By-Law 3014)				OS		899.48003		OS (3014)		899.48003		4692.5947356799		2.2

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1787		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		857.12434		H (3014)		857.12434		4057.6502113999		1.9

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1789		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		211.77704		H (3014)		211.77704		761.8508260027		0.4

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1791		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		439.6598		H (3014)		439.6598		8504.4083396566		3.9

		MIL227		Millenium Parkway Trunk Sewer		17		119.74381		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1563		C1-9-h		3014		C1-9-h (3014)		Highway Commercial With Special Provsions (By-Law 3014)				C1		1372.73518		C1 (3014)		1372.73518		11.9893397588		0.0

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		604		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		1839.38832		O2 (10245)		1839.38832		1117.3264017658		0.5

		TRA189		Tracy Street Trunk Sewer		21		89.27405		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		172		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		930.68197		C3 (10245)		930.68197		562.1574970226		0.3

		MTS228		Moira River Trunk Sewer		18		13.21042		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		551		MCP		10245		MCP (10245)		Prestige Industrial Commercial With Special Provisions (By-Law 10245)				MCP		1963.926		MCP (10245)		1963.926		0.0261399018		0.0

		MTS228		Moira River Trunk Sewer		18		13.21042		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1842		CF		3014		CF (3014)		Community Facility (By-Law 3014)				CF		556.89768		CF (3014)		556.89768		2.63E-08		0.0

		MTS228		Moira River Trunk Sewer		18		13.21042		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1842		CF		3014		CF (3014)		Community Facility (By-Law 3014)				CF		556.89768		CF (3014)		556.89768		4.6999341303		0.0

		MTS228		Moira River Trunk Sewer		18		13.21042		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2485		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		284.17931		R1 (3014)		284.17931		0.00132647		0.0

		MTS228		Moira River Trunk Sewer		18		13.21042		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1536		C1		3014		C1 (3014)		Highway Commercial (By-Law 3014)				C1		1378.7766		C1 (3014)		1378.7766		46782.9454562852		21.7

		MTS165		Moira River Trunk Sewer		18		6.75468		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3784		R2-12		3014		R2-12 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		237.13323		R2 (3014)		237.13323		1600.7404092436		0.7

		MTS165		Moira River Trunk Sewer		18		6.75468		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3785		R2-13-h		3014		R2-13-h (3014)		Residential Second Density With Special Provisions - Holding (By-Law 3014)				R2		177.64399		R2 (3014)		177.64399		1232.0701203662		0.6

		MTS165		Moira River Trunk Sewer		18		6.75468		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1784		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		846.25262		H (3014)		846.25262		39833.6406891351		18.4

		MTS165		Moira River Trunk Sewer		18		6.75468		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3977		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		192.28164		R1 (3014)		192.28164		1159.2660907208		0.5

		MTS165		Moira River Trunk Sewer		18		6.75468		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		4001		R2-14		3014		R2-14 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		153.62583		R2 (3014)		153.62583		0.2341239795		0.0

		MTS165		Moira River Trunk Sewer		18		6.75468		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2486		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		190.85428		R1 (3014)		190.85428		2042.3046990804		0.9

		MTS165		Moira River Trunk Sewer		18		6.75468		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2487		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		391.80776		R1 (3014)		391.80776		2281.4030643033		1.1

		MTS165		Moira River Trunk Sewer		18		6.75468		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2586		R1-21		3014		R1-21 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		268.81809		R1 (3014)		268.81809		3498.8760753508		1.6

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1589		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		395.16127		C3 (3014)		395.16127		9.52E-05		0.0

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1589		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		395.16127		C3 (3014)		395.16127		0.0087004193		0.0

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1590		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		134.85664		C3 (3014)		134.85664		0		0.0

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3753		R2-9		3014		R2-9 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		101.47681		R2 (3014)		101.47681		0.0046888148		0.0

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3754		R2-10		3014		R2-10 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		111.50359		R2 (3014)		111.50359		0.0124694524		0.0

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3755		R2		3014		R2 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		120.37945		R2 (3014)		120.37945		1.23E-07		0.0

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3784		R2-12		3014		R2-12 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		237.13323		R2 (3014)		237.13323		1592.5184917421		0.7

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2250		PA		3014		PA (3014)		Prime Agriculture (By-Law 3014)				PA		3159.84428		PA (3014)		3159.84428		3.30E-07		0.0

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2607		R2-8		3014		R2-8 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		138.41695		R2 (3014)		138.41695		0.0289602756		0.0

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2608		R2-2		3014		R2-2 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		119.75872		R2 (3014)		119.75872		798.1600075776		0.4

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2617		R2-10		3014		R2-10 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		120.32147		R2 (3014)		120.32147		0.0175394174		0.0

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2618		R2-10		3014		R2-10 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		101.77052		R2 (3014)		101.77052		0.0017708717		0.0

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2619		R3		3014		R3 (3014)		Medium Density Residential (By-Law 3014)				R3		290.23163		R3 (3014)		290.23163		4803.6024476762		2.2

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2620		R4		3014		R4 (3014)		High Density Residential (By-Law 3014)				R4		354.30786		R4 (3014)		354.30786		5859.9811901494		2.7

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1588		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		243.48652		C3 (3014)		243.48652		2212.4511909135		1.0

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2487		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		391.80776		R1 (3014)		391.80776		0		0.0

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2487		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		391.80776		R1 (3014)		391.80776		855.2904371437		0.4

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2493		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		346.91764		R1 (3014)		346.91764		2051.7599183129		1.0

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2493		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		346.91764		R1 (3014)		346.91764		7.37E-08		0.0

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2495		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		558.11895		R1 (3014)		558.11895		10719.7909808787		5.0

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2497		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		408.48634		R1 (3014)		408.48634		5158.5790353287		2.4

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2502		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		343.1809		R1 (3014)		343.1809		3422.6404872464		1.6

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2503		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		361.40425		R1 (3014)		361.40425		5501.5717347025		2.5

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1819		C3-2		3014		C3-2 (3014)		General Commercial With Special Provisions (By-Law 3014)				C3		131.57482		C3 (3014)		131.57482		1025.9179252276		0.5

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1842		CF		3014		CF (3014)		Community Facility (By-Law 3014)				CF		556.89768		CF (3014)		556.89768		13320.4454651984		6.2

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1845		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		127.77014		C3 (3014)		127.77014		8.74E-05		0.0

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1845		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		127.77014		C3 (3014)		127.77014		0.1012236677		0.0

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3977		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		192.28164		R1 (3014)		192.28164		1.9947288217		0.0

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		4001		R2-14		3014		R2-14 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		153.62583		R2 (3014)		153.62583		1452.5690773326		0.7

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2485		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		284.17931		R1 (3014)		284.17931		3357.2763493377		1.6

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2487		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		391.80776		R1 (3014)		391.80776		1005.2681930088		0.5

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2504		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		119.56275		R1 (3014)		119.56275		796.1992239856		0.4

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2506		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		133.05489		R1 (3014)		133.05489		1053.3077975145		0.5

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2507		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		546.86233		R1 (3014)		546.86233		4309.2032111314		2.0

		MTS64		Moira River Trunk Sewer		18		8.88035		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2605		R2		3014		R2 (3014)		Low Density Residential Type 2 (By-Law 3014)				R2		191.8501		R2 (3014)		191.8501		2243.0688712388		1.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		535		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		603.55886		M2 (10245)		603.55886		180.1316624942		0.1

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		551		MCP		10245		MCP (10245)		Prestige Industrial Commercial With Special Provisions (By-Law 10245)				MCP		1963.926		MCP (10245)		1963.926		1933.7397579054		0.9

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		552		MCP-1		10245		MCP-1 (10245)		Prestige Industrial Commercial With Special Provisions (By-Law 10245)				MCP		1531.91261		MCP (10245)		1531.91261		557.5545294474		0.3

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		490		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		1126.16221		M1 (10245)		1126.16221		1126.6757747923		0.5

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		491		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		1453.58126		M1 (10245)		1453.58126		866.4363823994		0.4

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2618		R2-10		3014		R2-10 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		101.77052		R2 (3014)		101.77052		424.4188197062		0.2

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1587		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		146.98257		C3 (3014)		146.98257		1202.5632849973		0.6

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1588		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		243.48652		C3 (3014)		243.48652		1.02E-07		0.0

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1588		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		243.48652		C3 (3014)		243.48652		2.08E-07		0.0

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1588		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		243.48652		C3 (3014)		243.48652		19.8325133962		0.0

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1589		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		395.16127		C3 (3014)		395.16127		8099.4576756408		3.8

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1590		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		134.85664		C3 (3014)		134.85664		1127.7482689206		0.5

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1591		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		130.75213		C3 (3014)		130.75213		946.0412138675		0.4

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2607		R2-8		3014		R2-8 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		138.41695		R2 (3014)		138.41695		1164.2288699871		0.5

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2617		R2-10		3014		R2-10 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		120.32147		R2 (3014)		120.32147		798.8397170908		0.4

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1793		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		1016.00799		H (3014)		1016.00799		0.0022979663		0.0

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1793		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		1016.00799		H (3014)		1016.00799		23.4942178885		0.0

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1797		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		348.05432		H (3014)		348.05432		1599.3084603398		0.7

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1799		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		595.90908		H (3014)		595.90908		3513.2455065816		1.6

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1845		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		127.77014		C3 (3014)		127.77014		976.9021557549		0.5

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2493		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		346.91764		R1 (3014)		346.91764		2.45E-07		0.0

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2493		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		346.91764		R1 (3014)		346.91764		1693.7852893694		0.8

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2497		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		408.48634		R1 (3014)		408.48634		3912.8860473458		1.8

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1592		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		133.1864		C3 (3014)		133.1864		1073.7268146108		0.5

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1593		C3		3014		C3 (3014)		General Commercial (By-Law 3014)				C3		521.37661		C3 (3014)		521.37661		6679.1560644959		3.1

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3753		R2-9		3014		R2-9 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		101.47681		R2 (3014)		101.47681		418.4676791251		0.2

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3754		R2-10		3014		R2-10 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		111.50359		R2 (3014)		111.50359		620.827062671		0.3

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3755		R2		3014		R2 (3014)		Low Density Residential Type 2 With Special Provisions (By-Law 3014)				R2		120.37945		R2 (3014)		120.37945		863.1796805449		0.4

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2250		PA		3014		PA (3014)		Prime Agriculture (By-Law 3014)				PA		3159.84428		PA (3014)		3159.84428		0.0003897168		0.0

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1793		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		1016.00799		H (3014)		1016.00799		1038.9658861006		0.5

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1793		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		1016.00799		H (3014)		1016.00799		0.0016562831		0.0

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2508		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		402.26817		R1 (3014)		402.26817		5779.3684993197		2.7

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2509		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		118.61273		R1 (3014)		118.61273		784.4653009409		0.4

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2510		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		198.87531		R1 (3014)		198.87531		2008.8400766525		0.9

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2511		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		157.83249		R1 (3014)		157.83249		1346.7753836216		0.6

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1540		C1		3014		C1 (3014)		Highway Commercial (By-Law 3014)				C1		121.44383		C1 (3014)		121.44383		837.4576605042		0.4

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2604		R2		3014		R2 (3014)		Low Density Residential Type 2 (By-Law 3014)				R2		185.10653		R2 (3014)		185.10653		1937.5855506498		0.9

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2498		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		655.25945		R1 (3014)		655.25945		9383.1358116293		4.3

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2500		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		207.58409		R1 (3014)		207.58409		2508.4742685052		1.2

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2501		R1-7		3014		R1-7 (3014)		Low Density Residential Type 1 With Special Provisions (By-Law 3014)				R1		160.8658		R1 (3014)		160.8658		1103.353068459		0.5

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2502		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		343.1809		R1 (3014)		343.1809		2101.1210371625		1.0

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2505		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		146.88694		R1 (3014)		146.88694		998.7155773226		0.5

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2507		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		546.86233		R1 (3014)		546.86233		5375.4954225401		2.5

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2507		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		546.86233		R1 (3014)		546.86233		2.06E-08		0.0

		MTS164		Moira River Trunk Sewer		18		8.71422		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2507		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		546.86233		R1 (3014)		546.86233		808.3194237046		0.4

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2134		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		1985.04671		M1 (3014)		1985.04671		56.9746360953		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2138		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		2710.88077		M1 (3014)		2710.88077		194.6053350286		0.1

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2250		PA		3014		PA (3014)		Prime Agriculture (By-Law 3014)				PA		3159.84428		PA (3014)		3159.84428		0.0070172318		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2250		PA		3014		PA (3014)		Prime Agriculture (By-Law 3014)				PA		3159.84428		PA (3014)		3159.84428		2.68E-07		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1799		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		595.90908		H (3014)		595.90908		0.0019229093		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1800		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		1813.82622		H (3014)		1813.82622		174.340522144		0.1

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1828		C3-7		3014		C3-7 (3014)		General Commercial With Special Provisions (By-Law 3014)				C3		484.07708		C3 (3014)		484.07708		8603.8340440084		4.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1846		CF		3014		CF (3014)		Community Facility (By-Law 3014)				CF		199.45177		CF (3014)		199.45177		2450.7811099945		1.1

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1848		CF		3014		CF (3014)		Community Facility (By-Law 3014)				CF		223.02544		CF (3014)		223.02544		2212.6024204556		1.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2512		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		259.58167		R1 (3014)		259.58167		3464.1106483297		1.6

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2139		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		233.06961		M1 (3014)		233.06961		361.5302591618		0.2

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2171		M1-16		3014		M1-16 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		310.36775		M1 (3014)		310.36775		263.531233715		0.1

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2699		RR		3014		RR (3014)		Rural Residential (By-Law 3014)				RR		270.30503		RR (3014)		270.30503		168.8192551632		0.1

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1688		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		1417.75298		D-r (3014)		1417.75298		4410.31810595		2.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1688		D-r		3014		D-r (3014)		Development Zone (By-Law 3014)				D-r		1417.75298		D-r (3014)		1417.75298		0		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3262		RU		3014		RU (3014)		Rural (By-Law 3014)				RU		1606.26894		RU (3014)		1606.26894		0.0008567925		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2250		PA		3014		PA (3014)		Prime Agriculture (By-Law 3014)				PA		3159.84428		PA (3014)		3159.84428		4.30E-09		0.0

		MTS234		Moira River Trunk Sewer		18		90.99965		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2250		PA		3014		PA (3014)		Prime Agriculture (By-Law 3014)				PA		3159.84428		PA (3014)		3159.84428		0.0014719688		0.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1635		D		3014		D (3014)		Development Zone (By-Law 3014)				D		495.26189		D (3014)		495.26189		12963.5322296744		6.0

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2165		M1-1		3014		M1-1 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		302.39506		M1 (3014)		302.39506		5542.9438840075		2.6

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2173		M1-2		3014		M1-2 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		298.87267		M1 (3014)		298.87267		5665.597037094		2.6

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2181		M1-4		3014		M1-4 (3014)		General Industrial With Special Provisions (By-Law 3014)				M1		158.07444		M1 (3014)		158.07444		1532.8881326472		0.7

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3756		D		3014		D (3014)		Development Zone (By-Law 3014)				D		329.68912		D (3014)		329.68912		2402.2432411613		1.1

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3762		D		3014		D (3014)		Development Zone (By-Law 3014)				D		366.49144		D (3014)		366.49144		3047.6920575104		1.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1777		H		3014		H (3014)		Hazard Zone (By-Law 3014)				H		871.50999		H (3014)		871.50999		20753.2494664808		9.6

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1808		SI-6		3014		SI-6 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		395.41921		SI (3014)		395.41921		9406.4972319394		4.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2124		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		501.70226		M1 (3014)		501.70226		14544.7481979134		6.7

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2125		M1		3014		M1 (3014)		General Industrial (By-Law 3014)				M1		447.76081		M1 (3014)		447.76081		9617.3538205395		4.5

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1634		D		3014		D (3014)		Development Zone (By-Law 3014)				D		242.96856		D (3014)		242.96856		3871.2153712855		1.8

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2473		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		215.65282		R1 (3014)		215.65282		2861.9576500409		1.3

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3515		SI-2		3014		SI-2 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		716.16279		SI (3014)		716.16279		27671.0067139018		12.8

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2474		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		272.09433		R1 (3014)		272.09433		4067.6139214801		1.9

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3516		SI-2		3014		SI-2 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		697.16481		SI (3014)		697.16481		15329.8315055521		7.1

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2475		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		213.17067		R1 (3014)		213.17067		2774.3939193275		1.3

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3517		SI-2-h		3014		SI-2-h (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		610.31301		SI (3014)		610.31301		15848.0883536265		7.3

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3518		SI-2-h		3014		SI-2-h (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		339.86208		SI (3014)		339.86208		6233.7211978875		2.9

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3519		SI-3		3014		SI-3 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		225.80043		SI (3014)		225.80043		3027.3618880255		1.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1809		SI-7		3014		SI-7 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		378.23817		SI (3014)		378.23817		6225.017037381		2.9

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3898		SI-2		3014		SI-2 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		70.37366		SI (3014)		70.37366		194.8728522987		0.1

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3899		SI-2		3014		SI-2 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		99.02647		SI (3014)		99.02647		492.7186583007		0.2

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3915		SI-1-h		3014		SI-1-h (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		263.11404		SI (3014)		263.11404		1768.6396759907		0.8

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3916		SI-1-h		3014		SI-1-h (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		405.45214		SI (3014)		405.45214		3083.2137788028		1.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3917		SI-8		3014		SI-8 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		331.11985		SI (3014)		331.11985		6730.576153231		3.1

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3513		SI-2		3014		SI-2 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		616.65102		SI (3014)		616.65102		17531.3811070146		8.1

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3514		SI-2		3014		SI-2 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		1033.16259		SI (3014)		1033.16259		51643.6483232445		23.9

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3520		SI-4		3014		SI-4 (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		325.45402		SI (3014)		325.45402		5347.9845351352		2.5

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2479		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		754.80299		R1 (3014)		754.80299		22246.4484784733		10.3

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3521		SI-5-h		3014		SI-5-h (3014)		Service Industrial With Special Provisions (By-Law 3014)				SI		348.67103		SI (3014)		348.67103		7565.3656328919		3.5

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		2480		R1		3014		R1 (3014)		Low Density Residential Type 1 (By-Law 3014)				R1		192.10971		R1 (3014)		192.10971		1769.1585530181		0.8

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1533		C1		3014		C1 (3014)		Highway Commercial (By-Law 3014)				C1		411.00953		C1 (3014)		411.00953		9275.7333863043		4.3

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		3632		C1-8		3014		C1-8 (3014)		Highway Commercial With Special Provsions (By-Law 3014)				C1		310.23037		C1 (3014)		310.23037		5906.1476119557		2.7

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1563		C1-9-h		3014		C1-9-h (3014)		Highway Commercial With Special Provsions (By-Law 3014)				C1		1372.73518		C1 (3014)		1372.73518		28970.7791172285		13.4

		MIL63		Millenium Parkway Trunk Sewer		17		123.65143		35120273		35120273		Ontario		Ontario		35		3512		3512005		538		F		200		188		4.02		133.8		1563		C1-9-h		3014		C1-9-h (3014)		Highway Commercial With Special Provsions (By-Law 3014)				C1		1372.73518		C1 (3014)		1372.73518		0.0052017404		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		402		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		7895.98202		E (2076-80)		7895.98202		767990.919244715		4.2

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		10		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		1095.55029		A2 (2076-80)		1095.55029		47758.5627293682		0.3

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		11		A2-19		2076-80		A2-19 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		269.00788		A2 (2076-80)		269.00788		4523.8694075978		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		817		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1167.05262		R2 (10245)		1167.05262		0		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		555		MW		2076-80		MW (2076-80)		Industrial Waste Disposal (By-Law 2076-80)				MW		769.73121		MW (2076-80)		769.73121		33384.7418776951		0.2

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		556		MW-4		2076-80		MW-4 (2076-80)		Industrial Waste Disposal (By-Law 2076-80)				MW		1279.86846		MW (2076-80)		1279.86846		24281.7663784129		0.1

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		3571		CH-26/MS		2076-80		CH-26/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		3061.12462		CH (2076-80)		3061.12462		113.1136181109		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		3589		CH-25/MS-H		2076-80		CH-25/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1175.15182		CH (2076-80)		1175.15182		8.36E-08		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		2		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		5705.64622		A2 (2076-80)		5705.64622		794702.08723924		4.4

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		9		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		2046.8911		A2 (2076-80)		2046.8911		220094.055570149		1.2

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		3589		CH-25/MS-H		2076-80		CH-25/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1175.15182		CH (2076-80)		1175.15182		0.0011218246		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		727		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		193.70412		R2 (10245)		193.70412		3.1383099556		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		1520		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		6841.50177		UH (2076-80)		6841.50177		593069.930260887		3.3

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		1521		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		1312.38756		UH (2076-80)		1312.38756		94425.4460738799		0.5

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		779		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		558.13868		R2 (10245)		558.13868		1.73E-08		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		779		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		558.13868		R2 (10245)		558.13868		5.73E-05		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		779		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		558.13868		R2 (10245)		558.13868		2.20E-09		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		524		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		5918.62769		M2 (2076-80)		5918.62769		49882.5313022789		0.3

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		524		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		5918.62769		M2 (2076-80)		5918.62769		3251.8381987927		0.0

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		1520		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		6841.50177		UH (2076-80)		6841.50177		3.69E-08		0.0

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		1520		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		6841.50177		UH (2076-80)		6841.50177		6.16E-08		0.0

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		1521		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		1312.38756		UH (2076-80)		1312.38756		523.5411745612		0.0

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		1521		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		1312.38756		UH (2076-80)		1312.38756		0		0.0

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		2		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		5705.64622		A2 (2076-80)		5705.64622		0.0015240039		0.0

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		3571		CH-26/MS		2076-80		CH-26/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		3061.12462		CH (2076-80)		3061.12462		17800.0585449246		0.1

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		3589		CH-25/MS-H		2076-80		CH-25/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1175.15182		CH (2076-80)		1175.15182		73768.1847065668		0.4

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		1520		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		6841.50177		UH (2076-80)		6841.50177		0.0001913157		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		2		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		5705.64622		A2 (2076-80)		5705.64622		0.0006561365		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		2		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		5705.64622		A2 (2076-80)		5705.64622		0.0024964889		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		2		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		5705.64622		A2 (2076-80)		5705.64622		0.0016380219		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		2		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		5705.64622		A2 (2076-80)		5705.64622		0.0002654158		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		2		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		5705.64622		A2 (2076-80)		5705.64622		9.7822699989		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		817		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1167.05262		R2 (10245)		1167.05262		18.8345505585		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		578		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		524.39983		O1 (10245)		524.39983		74.3008444191		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		727		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		193.70412		R2 (10245)		193.70412		172.6686491991		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		741		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		718.54818		R2 (10245)		718.54818		48.6143539953		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120362		35120362		Ontario		Ontario		35		3512		3512005		15		F		7		7		2.74		5.5		779		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		558.13868		R2 (10245)		558.13868		2400.2921809454		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3564		CH-9/MS-7		2076-80		CH-9/MS-7 (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		601.49181		CH (2076-80)		601.49181		22171.753442414		0.4

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3571		CH-26/MS		2076-80		CH-26/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		3061.12462		CH (2076-80)		3061.12462		0		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3571		CH-26/MS		2076-80		CH-26/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		3061.12462		CH (2076-80)		3061.12462		0.0019490783		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3571		CH-26/MS		2076-80		CH-26/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		3061.12462		CH (2076-80)		3061.12462		40.9084592434		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		1499		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		487.62765		RR (2076-80)		487.62765		10847.6230690074		0.2

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		1500		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		807.35652		RR (2076-80)		807.35652		25121.9838672744		0.4

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		363		CH-28/MS-H		2076-80		CH-28/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		2260.80954		CH (2076-80)		2260.80954		0.0011022639		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3650		CH-9/MS		2076-80		CH-9/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		440.37348		CH (2076-80)		440.37348		14.1429509676		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3589		CH-25/MS-H		2076-80		CH-25/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1175.15182		CH (2076-80)		1175.15182		0.0018267807		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		374		CH-32/MS		2076-80		CH-32/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		516.54446		CH (2076-80)		516.54446		0.0003707841		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		379		CR		2076-80		CR (2076-80)		Commercial Recreation (By-Law 2076-80)				CR		446.50714		CR (2076-80)		446.50714		12086.2877540196		0.2

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		1520		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		6841.50177		UH (2076-80)		6841.50177		56550.3497488036		1.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		1520		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		6841.50177		UH (2076-80)		6841.50177		67836.26205382		1.1

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		1521		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		1312.38756		UH (2076-80)		1312.38756		1985.0164658843		0.0

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3786		CH-9/MS		2076-80		CH-9/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		474.25936		CH (2076-80)		474.25936		14045.3378075928		0.2

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3588		CH-25/MS-H		2076-80		CH-25/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1544.37651		CH (2076-80)		1544.37651		104714.52774447		1.8

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3991		CH-28/MS-H		2076-80		CH-28/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1240.27873		CH (2076-80)		1240.27873		67.8695668363		0.0

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3589		CH-25/MS-H		2076-80		CH-25/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1175.15182		CH (2076-80)		1175.15182		3175.5940227711		0.1

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		374		CH-32/MS		2076-80		CH-32/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		516.54446		CH (2076-80)		516.54446		13978.274248326		0.2

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		375		CH-9/MS		2076-80		CH-9/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		916.7902		CH (2076-80)		916.7902		0.0093520249		0.0

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		1520		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		6841.50177		UH (2076-80)		6841.50177		1.14E-07		0.0

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		1520		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		6841.50177		UH (2076-80)		6841.50177		0.0148370096		0.0

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3634		CH-29/MS-H		2076-80		CH-29/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1441.11314		CH (2076-80)		1441.11314		103400.760239089		1.7

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3571		CH-26/MS		2076-80		CH-26/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		3061.12462		CH (2076-80)		3061.12462		312061.397900633		5.3

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3572		CH-29/MS-H		2076-80		CH-29/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1053.59069		CH (2076-80)		1053.59069		74.9621343645		0.0

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		363		CH-28/MS-H		2076-80		CH-28/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		2260.80954		CH (2076-80)		2260.80954		242343.469327077		4.1

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		1520		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		6841.50177		UH (2076-80)		6841.50177		0		0.0

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		1520		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		6841.50177		UH (2076-80)		6841.50177		0.0105664465		0.0

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		1520		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		6841.50177		UH (2076-80)		6841.50177		2.55E-06		0.0

		TRA150		Tracy Street Trunk Sewer		21		92.81447		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		1521		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		1312.38756		UH (2076-80)		1312.38756		1776.9564057629		0.0

		TRA107		Tracy Street Trunk Sewer		21		56.79063		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3588		CH-25/MS-H		2076-80		CH-25/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1544.37651		CH (2076-80)		1544.37651		2.70E-06		0.0

		TRA107		Tracy Street Trunk Sewer		21		56.79063		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3661		CH-28/MS		2076-80		CH-28/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		1125.47911		CH (2076-80)		1125.47911		62445.1600225706		1.1

		TRA107		Tracy Street Trunk Sewer		21		56.79063		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3938		CH-28/MS-H		2076-80		CH-28/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1231.81416		CH (2076-80)		1231.81416		89068.0260868563		1.5

		TRA107		Tracy Street Trunk Sewer		21		56.79063		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3557		CH-25/MS		2076-80		CH-25/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		502.11261		CH (2076-80)		502.11261		10973.0724962642		0.2

		TRA107		Tracy Street Trunk Sewer		21		56.79063		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		362		CH-24		2076-80		CH-24 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		462.84		CH (2076-80)		462.84		11084.7507249791		0.2

		TRA107		Tracy Street Trunk Sewer		21		56.79063		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		363		CH-28/MS-H		2076-80		CH-28/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		2260.80954		CH (2076-80)		2260.80954		0.0008839028		0.0

		TRA107		Tracy Street Trunk Sewer		21		56.79063		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		364		CH-28/MS-H		2076-80		CH-28/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		2148.01548		CH (2076-80)		2148.01548		199289.917286329		3.4

		TRA107		Tracy Street Trunk Sewer		21		56.79063		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3918		CH-31/MS		2076-80		CH-31/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		643.38048		CH (2076-80)		643.38048		25796.327605237		0.4

		TRA107		Tracy Street Trunk Sewer		21		56.79063		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3587		CH-28/MS		2076-80		CH-28/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		1487.80569		CH (2076-80)		1487.80569		122991.605614213		2.1

		TRA107		Tracy Street Trunk Sewer		21		56.79063		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3588		CH-25/MS-H		2076-80		CH-25/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1544.37651		CH (2076-80)		1544.37651		76.9731239508		0.0

		TRA106		Tracy Street Trunk Sewer		21		53.70974		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3563		CH-9/MS		2076-80		CH-9/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		612.99699		CH (2076-80)		612.99699		22519.2965220552		0.4

		TRA106		Tracy Street Trunk Sewer		21		53.70974		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3633		CH-26/MS		2076-80		CH-26/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		554.96006		CH (2076-80)		554.96006		17302.14501122		0.3

		TRA106		Tracy Street Trunk Sewer		21		53.70974		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		355		CH		2076-80		CH (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		1217.1153		CH (2076-80)		1217.1153		84362.7415635837		1.4

		TRA106		Tracy Street Trunk Sewer		21		53.70974		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3572		CH-29/MS-H		2076-80		CH-29/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1053.59069		CH (2076-80)		1053.59069		69714.5312158994		1.2

		TRA106		Tracy Street Trunk Sewer		21		53.70974		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		364		CH-28/MS-H		2076-80		CH-28/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		2148.01548		CH (2076-80)		2148.01548		42109.1566770852		0.7

		TRA106		Tracy Street Trunk Sewer		21		53.70974		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3649		UH		2076-80		UH (2076-80)		Urban HoldIng (By-Law 2076-80)				UH		145.36501		UH (2076-80)		145.36501		1235.3788282986		0.0

		TRA106		Tracy Street Trunk Sewer		21		53.70974		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		366		CH-8/MS		2076-80		CH-8/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		668.29681		CH (2076-80)		668.29681		27531.6582862311		0.5

		TRA106		Tracy Street Trunk Sewer		21		53.70974		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3650		CH-9/MS		2076-80		CH-9/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		440.37348		CH (2076-80)		440.37348		10154.446604902		0.2

		TRA106		Tracy Street Trunk Sewer		21		53.70974		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3562		CH-9/MS		2076-80		CH-9/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		571.13152		CH (2076-80)		571.13152		19362.4481998214		0.3

		TRA106		Tracy Street Trunk Sewer		21		53.70974		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		3991		CH-28/MS-H		2076-80		CH-28/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		1240.27873		CH (2076-80)		1240.27873		96048.9434300929		1.6

		TRA106		Tracy Street Trunk Sewer		21		53.70974		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		375		CH-9/MS		2076-80		CH-9/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		916.7902		CH (2076-80)		916.7902		51478.8052425572		0.9

		TRA106		Tracy Street Trunk Sewer		21		53.70974		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		376		CH-29/MS-H		2076-80		CH-29/MS-H (2076-80)		Commercial Holding With Special Provisions and Special Industrial Holding(By-Law 2076-80)				CH		637.73036		CH (2076-80)		637.73036		24820.9160287473		0.4

		TRA106		Tracy Street Trunk Sewer		21		53.70974		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		1519		CH-30/MS		2076-80		CH-30/MS (2076-80)		Commercial Holding With Special Provisions and Special Industrial (By-Law 2076-80)				CH		666.9934		CH (2076-80)		666.9934		16926.8328202545		0.3

		TRA106		Tracy Street Trunk Sewer		21		53.70974		35120363		35120363		Ontario		Ontario		35		3512		3512005		34		F		12		12		2.24		15.2		381		CR-6/MS		2076-80		CR-6/MS (2076-80)		Commercial Recreation With Special Provisions (By-Law 2076-80)				CR		577.87998		CR (2076-80)		577.87998		19179.6724304256		0.3

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120365		35120365		Ontario		Ontario		35		3512		3512005		791		F		530		524		0.11		7171.4		1276		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		513.89263		R5 (10245)		513.89263		0.0015823959		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120365		35120365		Ontario		Ontario		35		3512		3512005		791		F		530		524		0.11		7171.4		689		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		459.82853		R2 (10245)		459.82853		0.0225207547		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120365		35120365		Ontario		Ontario		35		3512		3512005		791		F		530		524		0.11		7171.4		654		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		1082.09664		R1 (10245)		1082.09664		0.0024758038		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120365		35120365		Ontario		Ontario		35		3512		3512005		791		F		530		524		0.11		7171.4		1442		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		992.0096		R7 (10245)		992.0096		37004.9442402385		356.2

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120365		35120365		Ontario		Ontario		35		3512		3512005		791		F		530		524		0.11		7171.4		677		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		223.64993		R2 (10245)		223.64993		2507.4958540339		24.1

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120365		35120365		Ontario		Ontario		35		3512		3512005		791		F		530		524		0.11		7171.4		1276		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		513.89263		R5 (10245)		513.89263		6822.2372341576		65.7

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120365		35120365		Ontario		Ontario		35		3512		3512005		791		F		530		524		0.11		7171.4		3720		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		190.53815		R2 (10245)		190.53815		2147.5204029306		20.7

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120365		35120365		Ontario		Ontario		35		3512		3512005		791		F		530		524		0.11		7171.4		689		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		459.82853		R2 (10245)		459.82853		6499.5625429282		62.6

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120365		35120365		Ontario		Ontario		35		3512		3512005		791		F		530		524		0.11		7171.4		653		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		421.44835		R1 (10245)		421.44835		9408.4595590154		90.6

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120365		35120365		Ontario		Ontario		35		3512		3512005		791		F		530		524		0.11		7171.4		654		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		1082.09664		R1 (10245)		1082.09664		17790.1697636476		171.2

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120365		35120365		Ontario		Ontario		35		3512		3512005		791		F		530		524		0.11		7171.4		1442		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		992.0096		R7 (10245)		992.0096		0.0017147898		0.0

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120366		35120366		Ontario		Ontario		35		3512		3512005		617		F		301		291		0.08		8139.8		675		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		272.32468		R2 (10245)		272.32468		3375.4932093324		35.3

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120366		35120366		Ontario		Ontario		35		3512		3512005		617		F		301		291		0.08		8139.8		1275		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		526.63192		R5 (10245)		526.63192		7512.8442617043		78.6

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120366		35120366		Ontario		Ontario		35		3512		3512005		617		F		301		291		0.08		8139.8		287		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		393.34495		CF (10245)		393.34495		9667.9083519335		101.2

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120366		35120366		Ontario		Ontario		35		3512		3512005		617		F		301		291		0.08		8139.8		1439		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		612.79936		R7 (10245)		612.79936		16003.6112322905		167.4

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120366		35120366		Ontario		Ontario		35		3512		3512005		617		F		301		291		0.08		8139.8		674		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		869.98446		R2 (10245)		869.98446		4243.9466101477		44.4

		DUW3		Dundas Street West Trunk Sewer		7		26.20339		35120366		35120366		Ontario		Ontario		35		3512		3512005		617		F		301		291		0.08		8139.8		674		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		869.98446		R2 (10245)		869.98446		18168.7943489198		190.1

		DUW3		Dundas Street West Trunk Sewer		7		26.20339		35120366		35120366		Ontario		Ontario		35		3512		3512005		617		F		301		291		0.08		8139.8		287		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		393.34495		CF (10245)		393.34495		0.0183260589		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		676		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		907.45952		R2 (10245)		907.45952		0.0008184347		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		676		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		907.45952		R2 (10245)		907.45952		0.0002753914		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		676		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		907.45952		R2 (10245)		907.45952		3.68E-05		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		676		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		907.45952		R2 (10245)		907.45952		0.0007693909		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		676		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		907.45952		R2 (10245)		907.45952		2.22E-06		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		1279		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		277.31684		R5 (10245)		277.31684		0.0067296382		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		278		CC		10245		CC (10245)		Community Commercial (By-Law 10245)				CC		688.97847		CC (10245)		688.97847		25519.7315141233		76.6

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		690		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		423.22134		R2 (10245)		423.22134		0.0008445249		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		1337		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		297.54926		R6 (10245)		297.54926		3860.2093833755		11.6

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		690		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		423.22134		R2 (10245)		423.22134		0.0026054449		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		290		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		836.9005		CF (10245)		836.9005		39379.1155579767		118.2

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		566		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		485.1734		O1 (10245)		485.1734		9651.2485979886		29.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		651		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		2103.46382		R1 (10245)		2103.46382		13863.3517256438		41.6

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		652		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		264.27804		R1 (10245)		264.27804		3669.3440704669		11.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		1458		R7 C1		10245		R7 C1 (10245)		Residential  Seventh  Density With Special Provisions (By-Law 10245)				R7		427.41187		R7 (10245)		427.41187		10766.9086465027		32.3

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		1331		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		232.45886		R6 (10245)		232.45886		2214.6516875438		6.6

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		1333		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		316.56761		R6 (10245)		316.56761		6053.5170321606		18.2

		DUW10		Dundas Street West Trunk Sewer		7		9.84413		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		651		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		2103.46382		R1 (10245)		2103.46382		10.648548518		0.0

		DUW10		Dundas Street West Trunk Sewer		7		9.84413		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		651		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		2103.46382		R1 (10245)		2103.46382		9.4035033543		0.0

		DUW10		Dundas Street West Trunk Sewer		7		9.84413		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		651		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		2103.46382		R1 (10245)		2103.46382		0.0051551784		0.0

		DUW10		Dundas Street West Trunk Sewer		7		9.84413		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		651		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		2103.46382		R1 (10245)		2103.46382		14.8076254242		0.0

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		676		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		907.45952		R2 (10245)		907.45952		8634.8794504309		25.9

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		1279		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		277.31684		R5 (10245)		277.31684		3717.9862951813		11.2

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		690		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		423.22134		R2 (10245)		423.22134		5776.6195408662		17.3

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		566		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		485.1734		O1 (10245)		485.1734		1.60E-09		0.0

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		566		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		485.1734		O1 (10245)		485.1734		0.003953531		0.0

		DUW3		Dundas Street West Trunk Sewer		7		26.20339		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		676		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		907.45952		R2 (10245)		907.45952		12690.5849918238		38.1

		DUW3		Dundas Street West Trunk Sewer		7		26.20339		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		645		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		770.08928		R1 (10245)		770.08928		28392.4752719845		85.2

		DUW3		Dundas Street West Trunk Sewer		7		26.20339		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		648		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		784.14545		R1 (10245)		784.14545		27197.263881687		81.7

		DUW3		Dundas Street West Trunk Sewer		7		26.20339		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		649		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		668.68178		R1 (10245)		668.68178		20188.2207648088		60.6

		DUW3		Dundas Street West Trunk Sewer		7		26.20339		35120367		35120367		Ontario		Ontario		35		3512		3512005		897		F		415		404		0.37		2419.7		651		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		2103.46382		R1 (10245)		2103.46382		77169.8959932878		231.7

		DUW10		Dundas Street West Trunk Sewer		7		9.84413		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		642		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		1242.3239		R1 (10245)		1242.3239		0.0087695267		0.0

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		673		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		329.7935		R2 (10245)		329.7935		5395.0752407518		6.5

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		882		R2-12		10245		R2-12 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		118.92096		R2 (10245)		118.92096		663.4099534547		0.8

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		289		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		2555.49209		CF (10245)		2555.49209		110502.54990825		132.4

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		642		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		1242.3239		R1 (10245)		1242.3239		26570.8912617983		31.8

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		647		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		2347.59923		R1 (10245)		2347.59923		9.6581687824		0.0

		DUW9		Dundas Street West Trunk Sewer		7		27.83315		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		289		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		2555.49209		CF (10245)		2555.49209		225013.813403371		269.6

		DUW9		Dundas Street West Trunk Sewer		7		27.83315		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		29		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		195.08083		C2 (10245)		195.08083		7.7302365577		0.0

		DUW9		Dundas Street West Trunk Sewer		7		27.83315		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		647		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		2347.59923		R1 (10245)		2347.59923		88.3328495899		0.1

		DUW9		Dundas Street West Trunk Sewer		7		27.83315		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		1330		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		156.23396		R6 (10245)		156.23396		13.6401654606		0.0

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		679		R2		2076-80		R2 (2076-80)		R2 Residential (By-Law 2076-80)				R2		796.33409		R2 (2076-80)		796.33409		24223.2504264342		29.0

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		1437		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		373.38882		R7 (10245)		373.38882		3127.4026715407		3.7

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		637		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		151.25905		R1 (10245)		151.25905		1312.5652062508		1.6

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		646		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		523.8903		R1 (10245)		523.8903		15150.182172683		18.1

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		647		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		2347.59923		R1 (10245)		2347.59923		36319.4678447168		43.5

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		985		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		114.73924		R4 (10245)		114.73924		820.2854019448		1.0

		DUW3		Dundas Street West Trunk Sewer		7		26.20339		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		642		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		1242.3239		R1 (10245)		1242.3239		27044.7815090695		32.4

		DUW8		Dundas Street West Trunk Sewer		7		6.80527		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		29		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		195.08083		C2 (10245)		195.08083		2177.5065794623		2.6

		DUW8		Dundas Street West Trunk Sewer		7		6.80527		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		1437		R7		10245		R7 (10245)		Residential  Seventh  Density (By-Law 10245)				R7		373.38882		R7 (10245)		373.38882		3581.7378756502		4.3

		DUW8		Dundas Street West Trunk Sewer		7		6.80527		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		647		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		2347.59923		R1 (10245)		2347.59923		21413.226340475		25.7

		DUW8		Dundas Street West Trunk Sewer		7		6.80527		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		1329		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		170.40101		R6 (10245)		170.40101		1778.852861594		2.1

		DUW8		Dundas Street West Trunk Sewer		7		6.80527		35120368		35120368		Ontario		Ontario		35		3512		3512005		607		F		267		261		0.57		1062.5		1330		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		156.23396		R6 (10245)		156.23396		1486.6396520675		1.8

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		285		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		246.055		CF (10245)		246.055		3784.2426984336		3.3

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		644		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		2791.79849		R1 (10245)		2791.79849		62125.2897709769		54.8

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		1226		R4-16		10245		R4-16 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		132.68829		R4 (10245)		132.68829		2.1597742284		0.0

		DUW10		Dundas Street West Trunk Sewer		7		9.84413		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		641		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		601.13028		R1 (10245)		601.13028		15474.1230748153		13.7

		DUW10		Dundas Street West Trunk Sewer		7		9.84413		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		672		R1-3		10245		R1-3 (10245)		Residential First Density With Special Provisions (By-Law 10245)				R1		309.32301		R1 (10245)		309.32301		4489.3929608712		4.0

		DUW10		Dundas Street West Trunk Sewer		7		9.84413		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		503		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2371.13094		M2 (10245)		2371.13094		14349.0503768171		12.7

		DUW10		Dundas Street West Trunk Sewer		7		9.84413		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		283		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		283.55037		CF (10245)		283.55037		3294.1137703185		2.9

		DUW10		Dundas Street West Trunk Sewer		7		9.84413		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		1319		R5-28		10245		R5-28 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		653.18363		R5 (10245)		653.18363		0.0001163194		0.0

		DUW10		Dundas Street West Trunk Sewer		7		9.84413		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		564		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		321.04607		O1 (10245)		321.04607		4405.1047918883		3.9

		DUW10		Dundas Street West Trunk Sewer		7		9.84413		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		3673		R1-4		10245		R1-4 (10245)		Residential First Density With Special Provisions (By-Law 10245)				R1		281.15522		R1 (10245)		281.15522		2979.0512226623		2.6

		DUW10		Dundas Street West Trunk Sewer		7		9.84413		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		609		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		788.495		O2 (10245)		788.495		0.0048187859		0.0

		DUW10		Dundas Street West Trunk Sewer		7		9.84413		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		609		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		788.495		O2 (10245)		788.495		0.0093952332		0.0

		DUW10		Dundas Street West Trunk Sewer		7		9.84413		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		638		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		427.58794		R1 (10245)		427.58794		11266.9175700076		9.9

		DUW10		Dundas Street West Trunk Sewer		7		9.84413		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		639		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		620.78566		R1 (10245)		620.78566		21620.5171923747		19.1

		DUW7		Dundas Street West Trunk Sewer		7		9.88636		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		607		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		672.14846		O2 (10245)		672.14846		3.30E-09		0.0

		DUW7		Dundas Street West Trunk Sewer		7		9.88636		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		372		CH-9		2076-80		CH-9 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		532.1293		CH (2076-80)		532.1293		3415.7397258228		3.0

		DUW7		Dundas Street West Trunk Sewer		7		9.88636		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		119		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		319.4278		C3 (10245)		319.4278		6281.7113005671		5.5

		DUW7		Dundas Street West Trunk Sewer		7		9.88636		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		501		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		952.8094		M2 (2076-80)		952.8094		0.005448236		0.0

		DUW7		Dundas Street West Trunk Sewer		7		9.88636		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		501		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		952.8094		M2 (2076-80)		952.8094		0		0.0

		DUW9		Dundas Street West Trunk Sewer		7		27.83315		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		281		CF-12		10245		CF-12 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		510.26391		CF (10245)		510.26391		15138.00400098		13.4

		DUW9		Dundas Street West Trunk Sewer		7		27.83315		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		282		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		123.49326		CF (10245)		123.49326		945.3078661455		0.8

		DUW9		Dundas Street West Trunk Sewer		7		27.83315		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		1319		R5-28		10245		R5-28 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		653.18363		R5 (10245)		653.18363		18721.0623770714		16.5

		DUW9		Dundas Street West Trunk Sewer		7		27.83315		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		562		NH		10245		NH (10245)		Nursing Home (By-Law 10245)				NH		464.55089		NH (10245)		464.55089		6417.3006151779		5.7

		DUW9		Dundas Street West Trunk Sewer		7		27.83315		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		503		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2371.13094		M2 (10245)		2371.13094		0.0102071176		0.0

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		644		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		2791.79849		R1 (10245)		2791.79849		30563.9408310549		27.0

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		644		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		2791.79849		R1 (10245)		2791.79849		14295.3310751565		12.6

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		644		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		2791.79849		R1 (10245)		2791.79849		3.8592430708		0.0

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		1426		R6-19		10245		R6-19 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		264.36955		R6 (10245)		264.36955		3983.263466731		3.5

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		1430		R6-22		10245		R6-22 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		237.88402		R6 (10245)		237.88402		2842.6842040654		2.5

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		186		C3-16		10245		C3-16 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		164.39584		C3 (10245)		164.39584		1578.6816597015		1.4

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		1226		R4-16		10245		R4-16 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		132.68829		R4 (10245)		132.68829		952.3390462236		0.8

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		502		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		502.67348		M2 (10245)		502.67348		0.2148979548		0.0

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		28		C2		10245		C2 (10245)		General Commercial (By-Law 10245)				C2		227.41609		C2 (10245)		227.41609		2343.8617008695		2.1

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		120		C3		10245		C3 (10245)		Highway Commercial (By-Law 10245)				C3		167.73853		C3 (10245)		167.73853		1703.0767630212		1.5

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		635		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		354.22215		R1 (10245)		354.22215		7830.2477247592		6.9

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		636		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		222.72961		R1 (10245)		222.72961		1.8806973146		0.0

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		502		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		502.67348		M2 (10245)		502.67348		0.0142889153		0.0

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		502		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		502.67348		M2 (10245)		502.67348		0.005077948		0.0

		DUW8		Dundas Street West Trunk Sewer		7		6.80527		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		607		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		672.14846		O2 (10245)		672.14846		4810.7333168507		4.2

		DUW8		Dundas Street West Trunk Sewer		7		6.80527		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		608		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		1447.31668		O2 (10245)		1447.31668		12798.9823492566		11.3

		DUW8		Dundas Street West Trunk Sewer		7		6.80527		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		636		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		222.72961		R1 (10245)		222.72961		2146.1421495265		1.9

		DUW8		Dundas Street West Trunk Sewer		7		6.80527		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		502		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		502.67348		M2 (10245)		502.67348		0.0102026513		0.0

		DUW8		Dundas Street West Trunk Sewer		7		6.80527		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		502		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		502.67348		M2 (10245)		502.67348		0.0021321207		0.0

		DUW8		Dundas Street West Trunk Sewer		7		6.80527		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		503		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2371.13094		M2 (10245)		2371.13094		27.6271528015		0.0

		DUW8		Dundas Street West Trunk Sewer		7		6.80527		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		503		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2371.13094		M2 (10245)		2371.13094		0.0035321596		0.0

		DUW8		Dundas Street West Trunk Sewer		7		6.80527		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		503		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		2371.13094		M2 (10245)		2371.13094		8.70E-09		0.0

		DUW8		Dundas Street West Trunk Sewer		7		6.80527		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		562		NH		10245		NH (10245)		Nursing Home (By-Law 10245)				NH		464.55089		NH (10245)		464.55089		6342.1559634535		5.6

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		280		CF		2076-80		CF (2076-80)		Community Facility (By-Law 2076-80)				CF		2546.12936		CF (2076-80)		2546.12936		1.52E-08		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		280		CF		2076-80		CF (2076-80)		Community Facility (By-Law 2076-80)				CF		2546.12936		CF (2076-80)		2546.12936		8.00E-10		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		280		CF		2076-80		CF (2076-80)		Community Facility (By-Law 2076-80)				CF		2546.12936		CF (2076-80)		2546.12936		36312.2668711106		32.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		3677		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		384.07561		M2 (2076-80)		384.07561		0.0001428679		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		3677		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		384.07561		M2 (2076-80)		384.07561		8.70E-09		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		3677		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		384.07561		M2 (2076-80)		384.07561		3.61E-05		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		3677		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		384.07561		M2 (2076-80)		384.07561		0.0051386391		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		606		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		218.86849		O2 (10245)		218.86849		2882.3711142802		2.5

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		3		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		795.51189		A2 (2076-80)		795.51189		35305.089881494		31.2

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		280		CF		2076-80		CF (2076-80)		Community Facility (By-Law 2076-80)				CF		2546.12936		CF (2076-80)		2546.12936		71317.3076180772		62.9

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		280		CF		2076-80		CF (2076-80)		Community Facility (By-Law 2076-80)				CF		2546.12936		CF (2076-80)		2546.12936		1.74E-05		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		280		CF		2076-80		CF (2076-80)		Community Facility (By-Law 2076-80)				CF		2546.12936		CF (2076-80)		2546.12936		0.0017807862		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		372		CH-9		2076-80		CH-9 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		532.1293		CH (2076-80)		532.1293		11575.3588623416		10.2

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		372		CH-9		2076-80		CH-9 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		532.1293		CH (2076-80)		532.1293		3.46E-08		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		382		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		3093.30345		E (2076-80)		3093.30345		19015.5689244886		16.8

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		382		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		3093.30345		E (2076-80)		3093.30345		2806.0149467648		2.5

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		421		H-4		2076-80		H-4 (2076-80)		Holding Zone With Special Provisions (By-Law 2076-80)				H		496.15025		H (2076-80)		496.15025		12272.1657141418		10.8

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		1478		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		366.97356		RR (2076-80)		366.97356		7744.7298659882		6.8

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		1479		CH-27		2076-80		CH-27 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		321.42954		CH (2076-80)		321.42954		4074.6628730611		3.6

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		1481		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		217.46056		RR (2076-80)		217.46056		2013.8265014841		1.8

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		607		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		672.14846		O2 (10245)		672.14846		0.0034251321		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		607		O2-1		10245		O2-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O2		672.14846		O2 (10245)		672.14846		0.0082677788		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		354		CH		2076-80		CH (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		358.0593		CH (2076-80)		358.0593		1832.659809302		1.6

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		357		CH-12		2076-80		CH-12 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		189.07496		CH (2076-80)		189.07496		1991.9509579988		1.8

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		360		CH-17		2076-80		CH-17 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		311.63831		CH (2076-80)		311.63831		5783.6726693281		5.1

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		361		CH-2		2076-80		CH-2 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		326.50832		CH (2076-80)		326.50832		6550.3716004583		5.8

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		369		CH-9		2076-80		CH-9 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		464.7458		CH (2076-80)		464.7458		7766.1919967356		6.9

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		370		CH-9		2076-80		CH-9 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		315.68819		CH (2076-80)		315.68819		4112.433948309		3.6

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		984		R4-4		2076-80		R4-4 (2076-80)		Residential  Fourth Density With Special Provisions (By-Law 2076-80)				R4		1243.37892		R4 (2076-80)		1243.37892		38512.8891453403		34.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		3558		E-1		2076-80		E-1 (2076-80)		Environmental Control With Special Provisions (By-Law 2076-80)				E		192.36435		E (2076-80)		192.36435		1053.3023190623		0.9

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		3559		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		257.57281		E (2076-80)		257.57281		127.7452966029		0.1

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		500		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		419.36537		M2 (2076-80)		419.36537		4138.7603089277		3.7

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		501		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		952.8094		M2 (2076-80)		952.8094		13765.728110872		12.1

		DUN109		Dundas Street (Main) Trunk Sewer		5		7.62244		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		286		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		447.90635		CF (10245)		447.90635		1744.8134544353		1.5

		DUN109		Dundas Street (Main) Trunk Sewer		5		7.62244		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		3719		E-2		10245		E-2 (10245)		Environmental Control With Special Provisions (By-Law 10245)				E		432.57794		E (10245)		432.57794		602.4371454075		0.5

		DUN109		Dundas Street (Main) Trunk Sewer		5		7.62244		35120369		35120369		Ontario		Ontario		35		3512		3512005		512		F		213		204		1		511.4		504		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1111.85397		M2 (10245)		1111.85397		25.0334472626		0.0

		JAM52		Jameson Bone Trunk Sewer		8		43.71401		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		534		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		4424.9474		M2 (10245)		4424.9474		211256.753278545		0.8

		JAM52		Jameson Bone Trunk Sewer		8		43.71401		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3679		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		3840.63082		O3 (10245)		3840.63082		3943.5328472913		0.0

		JAM52		Jameson Bone Trunk Sewer		8		43.71401		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3683		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		9702.21934		M2 (10245)		9702.21934		71674.3176415533		0.3

		JAM52		Jameson Bone Trunk Sewer		8		43.71401		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		632		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		3249.15956		O3 (10245)		3249.15956		57193.0552401019		0.2

		JAM52		Jameson Bone Trunk Sewer		8		43.71401		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		478		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		1598.6715		M2 (10245)		1598.6715		0.0713431067		0.0

		JAM52		Jameson Bone Trunk Sewer		8		43.71401		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		479		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		1596.2362		M2 (10245)		1596.2362		72018.2038294849		0.3

		MTS228		Moira River Trunk Sewer		18		13.21042		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		551		MCP		10245		MCP (10245)		Prestige Industrial Commercial With Special Provisions (By-Law 10245)				MCP		1963.926		MCP (10245)		1963.926		0		0.0

		MTS228		Moira River Trunk Sewer		18		13.21042		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		551		MCP		10245		MCP (10245)		Prestige Industrial Commercial With Special Provisions (By-Law 10245)				MCP		1963.926		MCP (10245)		1963.926		0.003988438		0.0

		COE52		College Street East Trunk Sewer		3		35.65932		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		632		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		3249.15956		O3 (10245)		3249.15956		589.3045457054		0.0

		COE52		College Street East Trunk Sewer		3		35.65932		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		632		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		3249.15956		O3 (10245)		3249.15956		4.30E-09		0.0

		UNI167		University Avenue Trunk Sewer		22		9.27994		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		548		M4-2		10245		M4-2 (10245)		Industrial Mall With Special Provisions (By-Law 10245)				M4		461.02605		M4 (10245)		461.02605		12826.8860003028		0.0

		UNI167		University Avenue Trunk Sewer		22		9.27994		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		551		MCP		10245		MCP (10245)		Prestige Industrial Commercial With Special Provisions (By-Law 10245)				MCP		1963.926		MCP (10245)		1963.926		0.1625540656		0.0

		COE52		College Street East Trunk Sewer		3		35.65932		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		534		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		4424.9474		M2 (10245)		4424.9474		206501.518947999		0.8

		COE52		College Street East Trunk Sewer		3		35.65932		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		534		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		4424.9474		M2 (10245)		4424.9474		10.5541625437		0.0

		COE52		College Street East Trunk Sewer		3		35.65932		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		545		M2C-1		10245		M2C-1 (10245)		General Industrial/Commercial With Special Provisions (By-Law 10245)				M2C		774.34386		M2C (10245)		774.34386		34360.0428534851		0.1

		COE52		College Street East Trunk Sewer		3		35.65932		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3683		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		9702.21934		M2 (10245)		9702.21934		65268.5264231699		0.2

		UNI167		University Avenue Trunk Sewer		22		9.27994		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		551		MCP		10245		MCP (10245)		Prestige Industrial Commercial With Special Provisions (By-Law 10245)				MCP		1963.926		MCP (10245)		1963.926		0.0083437582		0.0

		UNI167		University Avenue Trunk Sewer		22		9.27994		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		1668		M4-3		10245		M4-3 (10245)		Industrial Mall With Special Provisions (By-Law 10245)				M4		361.17268		M4 (10245)		361.17268		6120.5859536787		0.0

		UNI167		University Avenue Trunk Sewer		22		9.27994		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		630		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		659.27192		O3 (10245)		659.27192		3623.9463078884		0.0

		UNI167		University Avenue Trunk Sewer		22		9.27994		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		634		O3-1		10245		O3-1 (10245)		Open Space With Special Provisions (By-Law 10245)				O3		425.02979		O3 (10245)		425.02979		127.0894007487		0.0

		UNI167		University Avenue Trunk Sewer		22		9.27994		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		207		C3-39		10245		C3-39 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		667.28781		C3 (10245)		667.28781		22566.4335296272		0.1

		UNI167		University Avenue Trunk Sewer		22		9.27994		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		216		C3-47		10245		C3-47 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		297.4178		C3 (10245)		297.4178		5582.8606954553		0.0

		UNI167		University Avenue Trunk Sewer		22		9.27994		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		349		CF-7		10245		CF-7 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		562.21917		CF (10245)		562.21917		15531.8378206886		0.1

		COE175		College Street East Trunk Sewer		3		1.14843		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		533		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		8499.61044		M2 (10245)		8499.61044		0.0209293827		0.0

		COE175		College Street East Trunk Sewer		3		1.14843		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		542		M2-7		10245		M2-7 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		353.24192		M2 (10245)		353.24192		4962.0901980015		0.0

		COE62		College Street East Trunk Sewer		3		266.36107		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3678		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		3364.56205		M1 (10245)		3364.56205		177620.205980173		0.7

		COE62		College Street East Trunk Sewer		3		266.36107		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3679		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		3840.63082		O3 (10245)		3840.63082		22300.931815585		0.1

		COE62		College Street East Trunk Sewer		3		266.36107		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3681		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		1709.51119		H (10245)		1709.51119		103683.146691832		0.4

		COE62		College Street East Trunk Sewer		3		266.36107		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3683		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		9702.21934		M2 (10245)		9702.21934		949501.499850021		3.5

		COE62		College Street East Trunk Sewer		3		266.36107		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3683		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		9702.21934		M2 (10245)		9702.21934		13.6053940366		0.0

		COE62		College Street East Trunk Sewer		3		266.36107		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3683		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		9702.21934		M2 (10245)		9702.21934		438442.828678877		1.6

		COE62		College Street East Trunk Sewer		3		266.36107		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3685		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		1041.85558		M2 (10245)		1041.85558		40339.2873973801		0.1

		COE62		College Street East Trunk Sewer		3		266.36107		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		431		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		3421.34785		H (10245)		3421.34785		3696.3720815987		0.0

		COE178		College Street East Trunk Sewer		3		7.54887		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3683		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		9702.21934		M2 (10245)		9702.21934		110.2565587534		0.0

		COE178		College Street East Trunk Sewer		3		7.54887		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3683		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		9702.21934		M2 (10245)		9702.21934		68387.4381160587		0.3

		COE62		College Street East Trunk Sewer		3		266.36107		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3686		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		1210.2972		M2 (10245)		1210.2972		57028.8865880712		0.2

		COE62		College Street East Trunk Sewer		3		266.36107		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		416		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1696.21897		E (10245)		1696.21897		66535.0203774193		0.2

		COE62		College Street East Trunk Sewer		3		266.36107		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		417		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		1282.65741		E (10245)		1282.65741		2202.4340229941		0.0

		COE62		College Street East Trunk Sewer		3		266.36107		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		419		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		6125.55368		E (10245)		6125.55368		523803.695744811		1.9

		COE62		College Street East Trunk Sewer		3		266.36107		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		429		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		1336.63239		H (10245)		1336.63239		96.1021325296		0.0

		COE62		College Street East Trunk Sewer		3		266.36107		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		430		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		2915.38811		H (10245)		2915.38811		205261.475856322		0.8

		COE62		College Street East Trunk Sewer		3		266.36107		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		431		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		3421.34785		H (10245)		3421.34785		21697.8963728966		0.1

		COE62		College Street East Trunk Sewer		3		266.36107		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		431		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		3421.34785		H (10245)		3421.34785		10562.6169243873		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		536		M2-2		10245		M2-2 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		350.063		M2 (10245)		350.063		7175.9183859447		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		549		M4-2		10245		M4-2 (10245)		Industrial Mall With Special Provisions (By-Law 10245)				M4		763.08354		M4 (10245)		763.08354		33249.4421784622		0.1

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		550		M4-2		10245		M4-2 (10245)		Industrial Mall With Special Provisions (By-Law 10245)				M4		379.90693		M4 (10245)		379.90693		7784.0202065578		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		551		MCP		10245		MCP (10245)		Prestige Industrial Commercial With Special Provisions (By-Law 10245)				MCP		1963.926		MCP (10245)		1963.926		181439.427822919		0.7

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		552		MCP-1		10245		MCP-1 (10245)		Prestige Industrial Commercial With Special Provisions (By-Law 10245)				MCP		1531.91261		MCP (10245)		1531.91261		89918.6555140698		0.3

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3678		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		3364.56205		M1 (10245)		3364.56205		521560.787767113		1.9

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3679		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		3840.63082		O3 (10245)		3840.63082		11821.5533693163		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3683		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		9702.21934		M2 (10245)		9702.21934		0.0027577213		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		535		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		603.55886		M2 (10245)		603.55886		6474.7726937487		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		349		CF-7		10245		CF-7 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		562.21917		CF (10245)		562.21917		1.6244605135		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3539		MCP-2		10245		MCP-2 (10245)		Prestige Industrial Commercial With Special Provisions (By-Law 10245)				MCP		892.61132		MCP (10245)		892.61132		33563.1007751389		0.1

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		418		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		769.36488		M2 (10245)		769.36488		9492.6628813796		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		419		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		6125.55368		E (10245)		6125.55368		13582.9026024291		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		470		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		213.40379		M1 (10245)		213.40379		2608.0787926846		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		472		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		210.27302		M1 (10245)		210.27302		2604.1166086102		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		478		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		1598.6715		M2 (10245)		1598.6715		162120.719851089		0.6

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		479		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		1596.2362		M2 (10245)		1596.2362		38447.9167626093		0.1

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3684		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		1531.92379		M2 (10245)		1531.92379		105403.489328873		0.4

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		1667		MCP-4		10245		MCP-4 (10245)		Prestige Industrial Commercial With Special Provisions (By-Law 10245)				MCP		577.50221		MCP (10245)		577.50221		15697.4974249975		0.1

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		1668		M4-3		10245		M4-3 (10245)		Industrial Mall With Special Provisions (By-Law 10245)				M4		361.17268		M4 (10245)		361.17268		0.0004278926		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		1669		M4-2		10245		M4-2 (10245)		Industrial Mall With Special Provisions (By-Law 10245)				M4		401.04408		M4 (10245)		401.04408		9310.5303023809		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		631		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		1089.89667		O3 (10245)		1089.89667		21377.0795432109		0.1

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		632		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		3249.15956		O3 (10245)		3249.15956		39978.9645514012		0.1

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		632		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		3249.15956		O3 (10245)		3249.15956		6514.9747097646		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		633		O3		10245		O3 (10245)		Open Space (By-Law 10245)				O3		759.19721		O3 (10245)		759.19721		28731.8066199043		0.1

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		479		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		1596.2362		M2 (10245)		1596.2362		0		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		486		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		200.73097		M1 (10245)		200.73097		2475.3968481657		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		487		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		335.46278		M1 (10245)		335.46278		4830.4868242912		0.0

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		488		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		937.04239		M1 (10245)		937.04239		49989.0717810274		0.2

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		489		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		572.90723		M1 (10245)		572.90723		14349.6770339376		0.1

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		490		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		1126.16221		M1 (10245)		1126.16221		68498.9927961463		0.3

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		491		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		1453.58126		M1 (10245)		1453.58126		120801.14331881		0.4

		UNI51		University Avenue Trunk Sewer		22		195.09119		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		492		M1-2		10245		M1-2 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		1369.36068		M1 (10245)		1369.36068		109805.545717373		0.4

		COE58		College Street East Trunk Sewer		3		2.09075		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		533		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		8499.61044		M2 (10245)		8499.61044		0.0052240981		0.0

		COE58		College Street East Trunk Sewer		3		2.09075		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		533		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		8499.61044		M2 (10245)		8499.61044		0.0089379643		0.0

		COE59		College Street East Trunk Sewer		3		2.76383		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		532		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		119.22904		M2 (10245)		119.22904		0		0.0

		COE59		College Street East Trunk Sewer		3		2.76383		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		533		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		8499.61044		M2 (10245)		8499.61044		0.0025910356		0.0

		COE59		College Street East Trunk Sewer		3		2.76383		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		213		C3-44-h		10245		C3-44-h (10245)		Highway Commercial With Special Provisions Holding (By-Law 10245)				C3		615.73971		C3 (10245)		615.73971		4980.6935735649		0.0

		COE171		College Street East Trunk Sewer		3		5.71799		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		205		C3-37		10245		C3-37 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		352.92692		C3 (10245)		352.92692		7384.1481171625		0.0

		COE171		College Street East Trunk Sewer		3		5.71799		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3912		C3-44		10245		C3-44 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		302.75114		C3 (10245)		302.75114		5403.4122269845		0.0

		COE171		College Street East Trunk Sewer		3		5.71799		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		533		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		8499.61044		M2 (10245)		8499.61044		0.0002042161		0.0

		COE171		College Street East Trunk Sewer		3		5.71799		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		533		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		8499.61044		M2 (10245)		8499.61044		0.0004261154		0.0

		COE171		College Street East Trunk Sewer		3		5.71799		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		157		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		234.71759		R2 (10245)		234.71759		2556.6940848501		0.0

		COE171		College Street East Trunk Sewer		3		5.71799		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		187		C3-18		10245		C3-18 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		346.88946		C3 (10245)		346.88946		5559.7130071463		0.0

		JAM177		Jameson Bone Trunk Sewer		8		12.8523		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		534		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		4424.9474		M2 (10245)		4424.9474		32639.2031257993		0.1

		JAM177		Jameson Bone Trunk Sewer		8		12.8523		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		534		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		4424.9474		M2 (10245)		4424.9474		0.0015111211		0.0

		JAM177		Jameson Bone Trunk Sewer		8		12.8523		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		544		M2C		10245		M2C (10245)		General Industrial/Commercial (By-Law 10245)				M2C		545.08436		M2C (10245)		545.08436		18518.4110954195		0.1

		JAM177		Jameson Bone Trunk Sewer		8		12.8523		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3683		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		9702.21934		M2 (10245)		9702.21934		68092.5574844615		0.2

		COE53		College Street East Trunk Sewer		3		11.20838		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		534		M2-1		10245		M2-1 (10245)		General Industrial With Special Provisions (By-Law 10245)				M2		4424.9474		M2 (10245)		4424.9474		106427.266657193		0.4

		COE53		College Street East Trunk Sewer		3		11.20838		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		544		M2C		10245		M2C (10245)		General Industrial/Commercial (By-Law 10245)				M2C		545.08436		M2C (10245)		545.08436		0.0070190834		0.0

		COE172		College Street East Trunk Sewer		3		1.24529		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		532		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		119.22904		M2 (10245)		119.22904		838.6430015423		0.0

		COE172		College Street East Trunk Sewer		3		1.24529		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		533		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		8499.61044		M2 (10245)		8499.61044		0.0354534533		0.0

		COE172		College Street East Trunk Sewer		3		1.24529		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		213		C3-44-h		10245		C3-44-h (10245)		Highway Commercial With Special Provisions Holding (By-Law 10245)				C3		615.73971		C3 (10245)		615.73971		3658.0816638522		0.0

		COE172		College Street East Trunk Sewer		3		1.24529		35120375		35120375		Ontario		Ontario		35		3512		3512005		20		F		11		8		8.38		2.4		3912		C3-44		10245		C3-44 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		302.75114		C3 (10245)		302.75114		0.0019522612		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		533		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		8499.61044		M2 (10245)		8499.61044		0.4378991963		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		3925		H		10245		H (10245)		Holding Zone (By-Law 10245)				H		250.70301		H (10245)		250.70301		0.0002303334		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		902		R2-20		10245		R2-20 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		469.80444		R2 (10245)		469.80444		36.2863879237		0.1

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		443		R5-42		10245		R5-42  (10245)		Residential Fifth Density With Special Provisions (By-Law 10245)				R5		443.70922		R5 (10245)		443.70922		9.1429913956		0.0

		HAI153		Haig Road Trunk Sewer		15		67.09084		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		467		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		2039.90065		M1 (10245)		2039.90065		50489.313729407		99.0

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		783		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1037.20027		R2 (10245)		1037.20027		0.0001492497		0.0

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		3658		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		357.2211		R2 (10245)		357.2211		7632.1407748927		15.0

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		3659		R4-50		10245		R4-50 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		804.64397		R4 (10245)		804.64397		33639.9641955791		65.9

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		579		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		537.57177		O1 (10245)		537.57177		1.36E-05		0.0

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1375		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		487.89835		R6 (10245)		487.89835		0.0008029817		0.0

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1378		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		130.3033		R6 (10245)		130.3033		0.0008083457		0.0

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		415		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		8345.66436		E (10245)		8345.66436		45280.2379627717		88.7

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1466		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2057.69254		R2 (10245)		2057.69254		90056.6251335036		176.5

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1473		RH-1		10245		RH-1 (10245)		Residential  Holding With Special Provisions (By-Law 10245)				RH		3269.981		RH (10245)		3269.981		9.8462840497		0.0

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		541		M2		3014		M2 (3014)		General Industrial (By-Law 3014)				M2		3533.3052		M2 (3014)		3533.3052		0.4210657735		0.0

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		3638		RH-1		10245		RH-1 (10245)		Residential  Holding With Special Provisions (By-Law 10245)				RH		1230.63357		RH (10245)		1230.63357		5.0346232192		0.0

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		3638		RH-1		10245		RH-1 (10245)		Residential  Holding With Special Provisions (By-Law 10245)				RH		1230.63357		RH (10245)		1230.63357		113.6807522171		0.2

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		3639		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		911.83779		O1 (10245)		911.83779		20345.0105112624		39.9

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		3640		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		167.99302		O1 (10245)		167.99302		1745.0755013057		3.4

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		315		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		689.12243		O1 (10245)		689.12243		12908.1572120158		25.3

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		3656		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		128.56775		R2 (10245)		128.56775		6.2399078243		0.0

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		3657		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		19.96952		R2 (10245)		19.96952		0.3022517458		0.0

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		766		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1429.89277		R2 (10245)		1429.89277		0.0001757502		0.0

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		766		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1429.89277		R2 (10245)		1429.89277		0.0003656495		0.0

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		766		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1429.89277		R2 (10245)		1429.89277		0.0030019231		0.0

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		728		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		732.25695		R2 (10245)		732.25695		0.0009973415		0.0

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		728		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		732.25695		R2 (10245)		732.25695		8.51E-05		0.0

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		728		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		732.25695		R2 (10245)		732.25695		0		0.0

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		3583		R5-39		10245		R5-39 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		1302.56343		R5 (10245)		1302.56343		55771.5482642863		109.3

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		3584		R4-50		10245		R4-50 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		174.72419		R4 (10245)		174.72419		1208.164468021		2.4

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		766		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1429.89277		R2 (10245)		1429.89277		0.2417622112		0.0

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		766		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1429.89277		R2 (10245)		1429.89277		0.1853364051		0.0

		HAI246		Haig Road Trunk Sewer		13		26.87052		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		766		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1429.89277		R2 (10245)		1429.89277		0.0015646582		0.0

		HAI186		Haig Road Trunk Sewer		13		11.83574		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		541		M2		3014		M2 (3014)		General Industrial (By-Law 3014)				M2		3533.3052		M2 (3014)		3533.3052		4879.077062758		9.6

		HAI186		Haig Road Trunk Sewer		13		11.83574		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1327		R5-8		10245		R5-8 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		482.85929		R5 (10245)		482.85929		1.34E-05		0.0

		HAI186		Haig Road Trunk Sewer		13		11.83574		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1375		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		487.89835		R6 (10245)		487.89835		11116.2895198458		21.8

		HAI186		Haig Road Trunk Sewer		13		11.83574		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		191		C3-21		10245		C3-21 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		447.83758		C3 (10245)		447.83758		9400.8384365565		18.4

		HAI113		Haig Road Trunk Sewer		13		4.70455		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1287		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		119.96507		R5 (10245)		119.96507		894.6752623954		1.8

		HAI113		Haig Road Trunk Sewer		13		4.70455		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1288		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		136.04103		R5 (10245)		136.04103		1152.4536714928		2.3

		HAI113		Haig Road Trunk Sewer		13		4.70455		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1327		R5-8		10245		R5-8 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		482.85929		R5 (10245)		482.85929		7487.8477543989		14.7

		HAI113		Haig Road Trunk Sewer		13		4.70455		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		579		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		537.57177		O1 (10245)		537.57177		0.0201647964		0.0

		HAI113		Haig Road Trunk Sewer		13		4.70455		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1374		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		104.1554		R6 (10245)		104.1554		665.183421703		1.3

		HAI113		Haig Road Trunk Sewer		13		4.70455		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1375		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		487.89835		R6 (10245)		487.89835		0		0.0

		HAI113		Haig Road Trunk Sewer		13		4.70455		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1375		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		487.89835		R6 (10245)		487.89835		3.19E-05		0.0

		HAI113		Haig Road Trunk Sewer		13		4.70455		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1377		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		168.87974		R6 (10245)		168.87974		1713.5716271895		3.4

		HAI113		Haig Road Trunk Sewer		13		4.70455		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1378		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		130.3033		R6 (10245)		130.3033		1037.9513275289		2.0

		HAI113		Haig Road Trunk Sewer		13		4.70455		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		724		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		739.56717		R2 (10245)		739.56717		13228.4776104809		25.9

		HAI113		Haig Road Trunk Sewer		13		4.70455		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		728		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		732.25695		R2 (10245)		732.25695		9815.4515338524		19.2

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		783		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1037.20027		R2 (10245)		1037.20027		23454.2972507302		46.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		582		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		201.55042		O1 (10245)		201.55042		0.0005459696		0.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		3752		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		381.7444		RH (10245)		381.7444		0.0001174931		0.0

		HAI195		Haig Road Trunk Sewer		13		6.97759		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		783		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1037.20027		R2 (10245)		1037.20027		126.6574691496		0.2

		HAI195		Haig Road Trunk Sewer		13		6.97759		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		582		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		201.55042		O1 (10245)		201.55042		1389.165468431		2.7

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		3752		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		381.7444		RH (10245)		381.7444		0.0051917553		0.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		415		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		8345.66436		E (10245)		8345.66436		2.2627323462		0.0

		KEE242		Keegan Parkway Trunk Sewer		15		28.25431		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		766		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1429.89277		R2 (10245)		1429.89277		5444.1303896769		10.7

		HAI195		Haig Road Trunk Sewer		13		6.97759		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		596		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		244.45753		O2 (10245)		244.45753		3259.8924915505		6.4

		HAI195		Haig Road Trunk Sewer		13		6.97759		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		598		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		510.17068		O2 (10245)		510.17068		6024.5398764935		11.8

		HAI195		Haig Road Trunk Sewer		13		6.97759		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		408		E		10245		E (10245)		Environmental Control (By-Law 10245)				E		441.97588		E (10245)		441.97588		6214.8841521248		12.2

		HAI195		Haig Road Trunk Sewer		13		6.97759		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		3752		RH		10245		RH (10245)		Residential  Holding (By-Law 10245)				RH		381.7444		RH (10245)		381.7444		6813.7050681796		13.4

		HAI195		Haig Road Trunk Sewer		13		6.97759		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		444		R4-41		10245		R4-41 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		486.03295		R4 (10245)		486.03295		0.00166842		0.0

		HAI195		Haig Road Trunk Sewer		13		6.97759		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		444		R4-41		10245		R4-41 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		486.03295		R4 (10245)		486.03295		2.3084501877		0.0

		HAI195		Haig Road Trunk Sewer		13		6.97759		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1473		RH-1		10245		RH-1 (10245)		Residential  Holding With Special Provisions (By-Law 10245)				RH		3269.981		RH (10245)		3269.981		0.3426417914		0.0

		HAI20		Haig Road Trunk Sewer		13		11.61302		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		902		R2-20		10245		R2-20 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		469.80444		R2 (10245)		469.80444		463.4053905194		0.9

		HAI22		Haig Road Trunk Sewer		13		5.60903		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		821		R4-41		10245		R4-41 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		972.61109		R4 (10245)		972.61109		19418.6453192532		38.1

		HAI22		Haig Road Trunk Sewer		13		5.60903		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		887		R4-41		10245		R4-41 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		916.37893		R4 (10245)		916.37893		4038.6532522919		7.9

		HAI22		Haig Road Trunk Sewer		13		5.60903		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		888		R4-41		10245		R4-41 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		789.67165		R4 (10245)		789.67165		11216.9374933032		22.0

		HAI22		Haig Road Trunk Sewer		13		5.60903		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		902		R2-20		10245		R2-20 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		469.80444		R2 (10245)		469.80444		0.8609260414		0.0

		HAI22		Haig Road Trunk Sewer		13		5.60903		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		443		R5-42		10245		R5-42  (10245)		Residential Fifth Density With Special Provisions (By-Law 10245)				R5		443.70922		R5 (10245)		443.70922		7449.6494780689		14.6

		HAI22		Haig Road Trunk Sewer		13		5.60903		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1473		RH-1		10245		RH-1 (10245)		Residential  Holding With Special Provisions (By-Law 10245)				RH		3269.981		RH (10245)		3269.981		5.5886412258		0.0

		HAI245		Haig Road Trunk Sewer		13		3.88391		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		598		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		510.17068		O2 (10245)		510.17068		0.0004727388		0.0

		HAI245		Haig Road Trunk Sewer		13		3.88391		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		598		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		510.17068		O2 (10245)		510.17068		0.4051800833		0.0

		HAI245		Haig Road Trunk Sewer		13		3.88391		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		887		R4-41		10245		R4-41 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		916.37893		R4 (10245)		916.37893		10932.7453494765		21.4

		HAI245		Haig Road Trunk Sewer		13		3.88391		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		888		R4-41		10245		R4-41 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		789.67165		R4 (10245)		789.67165		11150.3635639697		21.9

		HAI245		Haig Road Trunk Sewer		13		3.88391		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		888		R4-41		10245		R4-41 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		789.67165		R4 (10245)		789.67165		14.7425266403		0.0

		HAI245		Haig Road Trunk Sewer		13		3.88391		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		444		R4-41		10245		R4-41 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		486.03295		R4 (10245)		486.03295		6797.8854222453		13.3

		HAI245		Haig Road Trunk Sewer		13		3.88391		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1473		RH-1		10245		RH-1 (10245)		Residential  Holding With Special Provisions (By-Law 10245)				RH		3269.981		RH (10245)		3269.981		2.7703921956		0.0

		HAI245		Haig Road Trunk Sewer		13		3.88391		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1473		RH-1		10245		RH-1 (10245)		Residential  Holding With Special Provisions (By-Law 10245)				RH		3269.981		RH (10245)		3269.981		0.0614958392		0.0

		HAI245		Haig Road Trunk Sewer		13		3.88391		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1473		RH-1		10245		RH-1 (10245)		Residential  Holding With Special Provisions (By-Law 10245)				RH		3269.981		RH (10245)		3269.981		1.7113505209		0.0

		HAI21		Haig Road Trunk Sewer		13		5.15448		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		821		R4-41		10245		R4-41 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		972.61109		R4 (10245)		972.61109		0.336585212		0.0

		HAI21		Haig Road Trunk Sewer		13		5.15448		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		821		R4-41		10245		R4-41 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		972.61109		R4 (10245)		972.61109		8.854049889		0.0

		HAI112		Haig Road Trunk Sewer		13		1.33644		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		579		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		537.57177		O1 (10245)		537.57177		1.73E-08		0.0

		HAI112		Haig Road Trunk Sewer		13		1.33644		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		579		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		537.57177		O1 (10245)		537.57177		16.838800326		0.0

		HAI112		Haig Road Trunk Sewer		13		1.33644		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		735		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		445.82445		R2 (10245)		445.82445		4721.0683438415		9.3

		HAI112		Haig Road Trunk Sewer		13		1.33644		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		766		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1429.89277		R2 (10245)		1429.89277		4766.816501691		9.3

		HAI193		Haig Road Trunk Sewer		13		1.25952		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		759		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		699.03793		R2 (10245)		699.03793		4476.7131331817		8.8

		HAI187		Haig Road Trunk Sewer		13		4.16375		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		728		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		732.25695		R2 (10245)		732.25695		607.4624581387		1.2

		HAI187		Haig Road Trunk Sewer		13		4.16375		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		735		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		445.82445		R2 (10245)		445.82445		0.0024187971		0.0

		HAI187		Haig Road Trunk Sewer		13		4.16375		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		735		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		445.82445		R2 (10245)		445.82445		1463.7641781534		2.9

		HAI187		Haig Road Trunk Sewer		13		4.16375		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		579		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		537.57177		O1 (10245)		537.57177		9167.952076481		18.0

		HAI187		Haig Road Trunk Sewer		13		4.16375		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		724		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		739.56717		R2 (10245)		739.56717		2.533647514		0.0

		HAI187		Haig Road Trunk Sewer		13		4.16375		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		724		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		739.56717		R2 (10245)		739.56717		3005.6103827484		5.9

		HAI187		Haig Road Trunk Sewer		13		4.16375		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		728		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		732.25695		R2 (10245)		732.25695		6.3869418156		0.0

		HAI189		Haig Road Trunk Sewer		13		1.44357		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		3639		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		911.83779		O1 (10245)		911.83779		0.0001954516		0.0

		HAI189		Haig Road Trunk Sewer		13		1.44357		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1466		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2057.69254		R2 (10245)		2057.69254		0.0065338909		0.0

		HAI189		Haig Road Trunk Sewer		13		1.44357		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		759		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		699.03793		R2 (10245)		699.03793		3103.7225150004		6.1

		HAI189		Haig Road Trunk Sewer		13		1.44357		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		766		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1429.89277		R2 (10245)		1429.89277		7247.3298781246		14.2

		HAI194		Haig Road Trunk Sewer		13		3.50381		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		1466		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		2057.69254		R2 (10245)		2057.69254		0.0332101076		0.0

		HAI194		Haig Road Trunk Sewer		13		3.50381		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		749		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		370.3454		R2 (10245)		370.3454		3805.8976945288		7.5

		HAI190		Haig Road Trunk Sewer		13		4.27614		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		749		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		370.3454		R2 (10245)		370.3454		3691.2036071458		7.2

		HAI190		Haig Road Trunk Sewer		13		4.27614		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		759		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		699.03793		R2 (10245)		699.03793		9562.2720809651		18.7

		HAI190		Haig Road Trunk Sewer		13		4.27614		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		766		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1429.89277		R2 (10245)		1429.89277		2969.9027053342		5.8

		HAI194		Haig Road Trunk Sewer		13		3.50381		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		766		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1429.89277		R2 (10245)		1429.89277		9271.1487460006		18.2

		HAI192		Haig Road Trunk Sewer		13		0.5061		35120376		35120376		Ontario		Ontario		35		3512		3512005		1125		F		483		471		4.1		274.2		766		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1429.89277		R2 (10245)		1429.89277		1228.9686344358		2.4

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		7		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		1822.14148		A2 (2076-80)		1822.14148		1304.5332503816		0.2

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		8		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		2203.18151		A2 (2076-80)		2203.18151		139024.737845494		20.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		553		MR		2076-80		MR (2076-80)		Rural Industrial (By-Law 2076-80)				MR		470.33876		MR (2076-80)		470.33876		13233.4287591775		1.9

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		554		MR-6		2076-80		MR-6 (2076-80)		Rural Industrial With Special Provisions (By-Law 2076-80)				MR		241.35934		MR (2076-80)		241.35934		3638.4702574758		0.5

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1490		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		300.43395		RR (2076-80)		300.43395		5359.846239256		0.8

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1491		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		147.7664		RR (2076-80)		147.7664		1314.1697352047		0.2

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1492		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		451.97336		RR (2076-80)		451.97336		9171.3851368276		1.3

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1493		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		277.67364		RR (2076-80)		277.67364		4242.1167217216		0.6

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1		A1-2		2076-80		A1-2 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A1		286.6188		A1 (2076-80)		286.6188		4957.8618926916		0.7

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		7		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		1822.14148		A2 (2076-80)		1822.14148		143187.24147861		20.6

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		524		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		5918.62769		M2 (2076-80)		5918.62769		9134.7942903418		1.3

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1494		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		166.17757		RR (2076-80)		166.17757		1433.4777872796		0.2

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1495		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		178.22749		RR (2076-80)		178.22749		1759.1229823917		0.3

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1496		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		548.98908		RR (2076-80)		548.98908		14320.4022399346		2.1

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1497		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		204.91269		RR (2076-80)		204.91269		2595.2006644059		0.4

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3603		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		1863.18473		A2 (2076-80)		1863.18473		34712.9490889454		5.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		343		CF-2		2076-80		CF-2 (2076-80)		Community Facility With Special Provisions (By-Law 2076-80)				CF		4473.75675		CF (2076-80)		4473.75675		59025.7659204622		8.5

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		343		CF-2		2076-80		CF-2 (2076-80)		Community Facility With Special Provisions (By-Law 2076-80)				CF		4473.75675		CF (2076-80)		4473.75675		0.0114255541		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		389		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		5332.59044		E (2076-80)		5332.59044		57249.0566011003		8.2

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		8		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		2203.18151		A2 (2076-80)		2203.18151		46.7111039916		0.0

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1489		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		227.71448		RR (2076-80)		227.71448		0.0042279449		0.0

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3603		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		1863.18473		A2 (2076-80)		1863.18473		0.0195909963		0.0

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3603		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		1863.18473		A2 (2076-80)		1863.18473		0.0042657678		0.0

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1511		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		483.23925		UH (2076-80)		483.23925		14721.7061963142		2.1

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1514		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		4823.27495		UH (2076-80)		4823.27495		29465.6403553419		4.2

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1516		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		3631.42625		UH (2076-80)		3631.42625		144607.146814684		20.8

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		346		CF-5		2076-80		CF-5 (2076-80)		Community Facility With Special Provisions (By-Law 2076-80)				CF		758.01049		CF (2076-80)		758.01049		29469.4825049011		4.2

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		388		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		3184.98909		E (2076-80)		3184.98909		27894.6926882664		4.0

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		389		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		5332.59044		E (2076-80)		5332.59044		0.0010084135		0.0

		DUW58		Dundas Street West Trunk Sewer		7		57.97032		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		389		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		5332.59044		E (2076-80)		5332.59044		71251.3329535819		10.2

		DUW58		Dundas Street West Trunk Sewer		7		57.97032		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		6		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		1126.85526		A2 (2076-80)		1126.85526		0.0062364816		0.0

		DUW58		Dundas Street West Trunk Sewer		7		57.97032		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		7		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		1822.14148		A2 (2076-80)		1822.14148		11790.0942945837		1.7

		DUW58		Dundas Street West Trunk Sewer		7		57.97032		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1488		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		911.79223		RR (2076-80)		911.79223		0.0001486209		0.0

		DUW58		Dundas Street West Trunk Sewer		7		57.97032		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1488		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		911.79223		RR (2076-80)		911.79223		0.0020367274		0.0

		DUW58		Dundas Street West Trunk Sewer		7		57.97032		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1489		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		227.71448		RR (2076-80)		227.71448		3073.6220824597		0.4

		DUW58		Dundas Street West Trunk Sewer		7		57.97032		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1501		RR-44		2076-80		RR-44 (2076-80)		Rural Residential With Special Provisions (By-Law 2076-80)				RR		945.64644		RR (2076-80)		945.64644		0.0278994144		0.0

		DUW58		Dundas Street West Trunk Sewer		7		57.97032		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3603		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		1863.18473		A2 (2076-80)		1863.18473		34666.427019853		5.0

		DUW58		Dundas Street West Trunk Sewer		7		57.97032		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		343		CF-2		2076-80		CF-2 (2076-80)		Community Facility With Special Provisions (By-Law 2076-80)				CF		4473.75675		CF (2076-80)		4473.75675		458810.246835094		65.9

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		6		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		1126.85526		A2 (2076-80)		1126.85526		40729.5058494503		5.8

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		279		CD		2076-80		CD (2076-80)		District Commercial  (By-Law 2076-80)				CD		854.29111		CD (2076-80)		854.29111		45355.2178315814		6.5

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3690		R4-51		10245		R4-51 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		569.36279		R4 (10245)		569.36279		7997.1335828473		1.1

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3691		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		212.78899		O1 (10245)		212.78899		1524.778657347		0.2

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3560		CH-13		2076-80		CH-13 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		343.58682		CH (2076-80)		343.58682		5304.378976746		0.8

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3561		CF-h		2076-80		CF-h (2076-80)		Community Facility With Special Provisions (By-Law 2076-80)				CF		381.87074		CF (2076-80)		381.87074		4960.909642282		0.7

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		557		NH		2076-80		NH (2076-80)		Nursing Home (By-Law 2076-80)				NH		272.00558		NH (2076-80)		272.00558		4440.2581084805		0.6

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3964		R5-41		2076-80		R5-41 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		779.19113		R5 (10245)		779.19113		495.137563233		0.1

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		4		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		1702.85536		A2 (2076-80)		1702.85536		135385.413718685		19.4

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3672		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		376.88015		UH (2076-80)		376.88015		1177.1523225761		0.2

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		5		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		2320.98234		A2 (2076-80)		2320.98234		236259.549706569		33.9

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3974		R6-32		10245		R6-32 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		40.71761		R6 (10245)		40.71761		3.2269039398		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1486		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		389.52262		RR (2076-80)		389.52262		5587.9502340388		0.8

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3975		R4-51		10245		R4-51 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		1.12725		R4 (10245)		1.12725		0.0087773868		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1487		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		323.37534		RR (2076-80)		323.37534		6280.9521702184		0.9

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3976		R4-51		10245		R4-51 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		171.57013		R4 (10245)		171.57013		1776.6593254297		0.3

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1488		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		911.79223		RR (2076-80)		911.79223		23316.5403324076		3.3

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1501		RR-44		2076-80		RR-44 (2076-80)		Rural Residential With Special Provisions (By-Law 2076-80)				RR		945.64644		RR (2076-80)		945.64644		0.0065867504		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1504		SPR		2076-80		SPR (2076-80)		Residential Special (By-Law 2076-80)				SPR		468.68447		SPR (2076-80)		468.68447		6549.8133923917		0.9

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3965		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		561.23879		R4 (10245)		561.23879		8921.6136049346		1.3

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3966		R2-28		10245		R2-28 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		429.93366		R2 (10245)		429.93366		5039.9161408895		0.7

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1480		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		381.64594		RR (2076-80)		381.64594		6545.062070812		0.9

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1482		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		274.34922		RR (2076-80)		274.34922		4332.309035609		0.6

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1483		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		274.28617		RR (2076-80)		274.28617		4180.9971268216		0.6

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1484		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		428.68947		RR (2076-80)		428.68947		8172.1417264165		1.2

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3973		CD		2076-80		CD (2076-80)		District Commercial  (By-Law 2076-80)				CD		131.17367		CD (2076-80)		131.17367		1071.8880928164		0.2

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1485		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		473.28038		RR (2076-80)		473.28038		4746.4946947489		0.7

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		353		CF		2076-80		CF (2076-80)		Community Facility (By-Law 2076-80)				CF		1183.19333		CF (2076-80)		1183.19333		55233.5466962285		7.9

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3891		CD		2076-80		CD (2076-80)		District Commercial  (By-Law 2076-80)				CD		4.29005		CD (2076-80)		4.29005		0.0109598985		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3892		R4-52		10245		R4-52 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		214.73291		R4 (10245)		214.73291		1743.9942107852		0.3

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		358		CH-9/MR		2076-80		CH-9/MR (2076-80)		Commercial Holding With Special Provisions (By-Law 2076-80)				CH		912.57285		CH (2076-80)		912.57285		27774.8212186487		4.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		359		CH-14		2076-80		CH-14 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		432.46147		CH (2076-80)		432.46147		9468.0915106422		1.4

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		367		CH-33		2076-80		CH-33 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		714.07265		CH (2076-80)		714.07265		31589.522183567		4.5

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		368		CH-9		2076-80		CH-9 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		1109.4661		CH (2076-80)		1109.4661		53275.2009307712		7.7

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		499		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		1599.33129		M2 (2076-80)		1599.33129		31404.9405735044		4.5

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1505		SPR-1		2076-80		SPR-1 (2076-80)		Residential Special With Special Provisions (By-Law 2076-80)				SPR		1003.11995		SPR (2076-80)		1003.11995		25770.4882034568		3.7

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1506		SPR-1		2076-80		SPR-1 (2076-80)		Residential Special With Special Provisions (By-Law 2076-80)				SPR		251.54813		SPR (2076-80)		251.54813		4028.5321939625		0.6

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1507		SPR-1		2076-80		SPR-1 (2076-80)		Residential Special With Special Provisions (By-Law 2076-80)				SPR		720.49047		SPR (2076-80)		720.49047		30004.7971856373		4.3

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1508		SPR-1		2076-80		SPR-1 (2076-80)		Residential Special With Special Provisions (By-Law 2076-80)				SPR		511.20736		SPR (2076-80)		511.20736		12189.5352299447		1.8

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1509		SPR-1		2076-80		SPR-1 (2076-80)		Residential Special With Special Provisions (By-Law 2076-80)				SPR		380.52024		SPR (2076-80)		380.52024		8756.158516299		1.3

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1510		R6-32		10245		R6-32 (10245)		Residential  Sixth  Density With Special Provisions (By-Law 10245)				R6		790.1236		R6 (10245)		790.1236		20076.0549874863		2.9

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		1514		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		4823.27495		UH (2076-80)		4823.27495		152614.477527728		21.9

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		352		CF-h		2076-80		CF-h (2076-80)		Community Facility With Special Provisions (By-Law 2076-80)				CF		539.75305		CF (2076-80)		539.75305		15216.0444977435		2.2

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		388		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		3184.98909		E (2076-80)		3184.98909		3211.2655632592		0.5

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3663		R5-41		10245		R5-41 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		137.62808		R5 (10245)		137.62808		1234.2443036789		0.2

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		389		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		5332.59044		E (2076-80)		5332.59044		3.04E-08		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		389		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		5332.59044		E (2076-80)		5332.59044		0.001397921		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		389		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		5332.59044		E (2076-80)		5332.59044		0		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		389		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		5332.59044		E (2076-80)		5332.59044		0.0003554713		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		389		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		5332.59044		E (2076-80)		5332.59044		55516.8830495991		8.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3664		R5-40		10245		R5-40 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		443.21698		R5 (10245)		443.21698		6317.3455249927		0.9

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3913		R2-28		10245		R2-28 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		272.44783		R2 (10245)		272.44783		3619.9800985828		0.5

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3914		CD		2076-80		CD (2076-80)		District Commercial  (By-Law 2076-80)				CD		135.31243		CD (2076-80)		135.31243		562.3681709678		0.1

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3919		CH-9		2076-80		CH-9 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		479.66367		CH (2076-80)		479.66367		13530.5894210312		1.9

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		383		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		1613.31282		E (2076-80)		1613.31282		26275.8303843832		3.8

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3922		R2-28		10245		R2-28 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		675.84448		R2 (10245)		675.84448		8644.0579441321		1.2

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3923		R2-28		10245		R2-28 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		352.09318		R2 (10245)		352.09318		4731.0092993464		0.7

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3924		R2-28		10245		R2-28 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		197.07984		R2 (10245)		197.07984		2251.013082493		0.3

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3662		CD		2076-80		CD (2076-80)		District Commercial  (By-Law 2076-80)				CD		850.14671		CD (2076-80)		850.14671		38382.1373120764		5.5

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3665		R4-52		10245		R4-52 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		197.03986		R4 (10245)		197.03986		1833.3460008062		0.3

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120404		35120404		Ontario		Ontario		35		3512		3512005		366		F		103		98		2.8		130.8		3666		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		226.12588		R4 (10245)		226.12588		1910.1619382242		0.3

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1034		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1647.81557		R4 (10245)		1647.81557		0.0013267898		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1034		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1647.81557		R4 (10245)		1647.81557		0		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1034		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1647.81557		R4 (10245)		1647.81557		0.0003502938		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1034		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1647.81557		R4 (10245)		1647.81557		5.00E-10		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1034		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1647.81557		R4 (10245)		1647.81557		0		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		8		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		2203.18151		A2 (2076-80)		2203.18151		87192.3394992828		86.8

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		524		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		5918.62769		M2 (2076-80)		5918.62769		8085.8282482747		8.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1000		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		496.67346		R4 (10245)		496.67346		1.19E-08		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1515		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		986.85592		UH (2076-80)		986.85592		34523.8569827827		34.4

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1516		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		3631.42625		UH (2076-80)		3631.42625		50137.4078899335		49.9

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3573		R2		2076-80		R2 (2076-80)		Residential Second Density (By-Law 2076-80)				R2		909.19036		R2 (2076-80)		909.19036		39206.5292055368		39.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1517		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		4486.46513		UH (2076-80)		4486.46513		231884.066127151		230.8

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3574		R2		2076-80		R2 (2076-80)		Residential Second Density (By-Law 2076-80)				R2		158.68411		R2 (2076-80)		158.68411		1464.2272439741		1.5

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1537		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		549.09335		UH (2076-80)		549.09335		8.67E-08		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		388		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		3184.98909		E (2076-80)		3184.98909		6617.4670524255		6.6

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		392		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		1183.5668		E (2076-80)		1183.5668		71047.2257612966		70.7

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		698		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		831.77013		R2 (10245)		831.77013		0.0257472081		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1513		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		464.69159		UH (2076-80)		464.69159		11564.5799179782		11.5

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1514		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		4823.27495		UH (2076-80)		4823.27495		4692.432833523		4.7

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1514		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		4823.27495		UH (2076-80)		4823.27495		0.0531276082		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1514		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		4823.27495		UH (2076-80)		4823.27495		0.0001985833		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1000		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		496.67346		R4 (10245)		496.67346		6.50E-09		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		524		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		5918.62769		M2 (2076-80)		5918.62769		1635.9290006147		1.6

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1517		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		4486.46513		UH (2076-80)		4486.46513		43590.2827527856		43.4

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1031		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		382.02568		R4 (10245)		382.02568		7975.7017703657		7.9

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1034		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		1647.81557		R4 (10245)		1647.81557		29649.6242961763		29.5

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		293		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		2023.78429		CF (10245)		2023.78429		22772.4455398349		22.7

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		293		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		2023.78429		CF (10245)		2023.78429		4724.4715595081		4.7

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		293		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		2023.78429		CF (10245)		2023.78429		0		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		588		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		966.2347		O2 (10245)		966.2347		54056.8226123945		53.8

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		351		CF-9		10245		CF-9 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		308.11973		CF (10245)		308.11973		0.0255860381		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		699		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		598.86764		R2 (10245)		598.86764		12628.1333891559		12.6

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3534		R4		2076-80		R4 (2076-80)		Residential  Fourth Density (By-Law 2076-80)				R4		50.41893		R4 (2076-80)		50.41893		0.7589830547		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		966		R2-9		10245		R2-9 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		175.85644		R2 (10245)		175.85644		1880.3266318584		1.9

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1498		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		297.7138		RR (2076-80)		297.7138		4049.7354331674		4.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1252		R4-32		10245		R4-32 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		805.97658		R4 (10245)		805.97658		79.960524906		0.1

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1252		R4-32		10245		R4-32 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		805.97658		R4 (10245)		805.97658		13051.7038168378		13.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1512		CF		2076-80		CF (2076-80)		Community Facility (By-Law 2076-80)				CF		667.86343		CF (2076-80)		667.86343		19506.7440003184		19.4

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1514		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		4823.27495		UH (2076-80)		4823.27495		0.2607877871		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		685		R2		2076-80		R2 (2076-80)		R2 Residential (By-Law 2076-80)				R2		886.0065		R2 (2076-80)		886.0065		7.02E-05		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		685		R2		2076-80		R2 (2076-80)		R2 Residential (By-Law 2076-80)				R2		886.0065		R2 (2076-80)		886.0065		4.10E-09		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		685		R2		2076-80		R2 (2076-80)		R2 Residential (By-Law 2076-80)				R2		886.0065		R2 (2076-80)		886.0065		4.51E-08		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		686		R2		2076-80		R2 (2076-80)		R2 Residential (By-Law 2076-80)				R2		471.29666		R2 (2076-80)		471.29666		0.0051403129		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		696		R2-3		2076-80		R2-3 (2076-80)		R2 Residential With Special Provisions (By-Law 2076-80)				R2		3015.41485		R2 (2076-80)		3015.41485		4.50E-05		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		696		R2-3		2076-80		R2-3 (2076-80)		R2 Residential With Special Provisions (By-Law 2076-80)				R2		3015.41485		R2 (2076-80)		3015.41485		3.72E-05		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		696		R2-3		2076-80		R2-3 (2076-80)		R2 Residential With Special Provisions (By-Law 2076-80)				R2		3015.41485		R2 (2076-80)		3015.41485		6.50E-08		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		698		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		831.77013		R2 (10245)		831.77013		15467.2710100864		15.4

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1000		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		496.67346		R4 (10245)		496.67346		8375.197749021		8.3

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1517		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		4486.46513		UH (2076-80)		4486.46513		15318.1241242473		15.2

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1517		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		4486.46513		UH (2076-80)		4486.46513		0.0006882541		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1517		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		4486.46513		UH (2076-80)		4486.46513		2966.8090675195		3.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1010		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		379.79407		R4 (10245)		379.79407		7770.6597449964		7.7

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1537		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		549.09335		UH (2076-80)		549.09335		12554.4698980983		12.5

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		8		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		2203.18151		A2 (2076-80)		2203.18151		68.3165670403		0.1

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		12		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		106.17982		C1 (10245)		106.17982		0.0039852726		0.0

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		288		CF		2076-80		CF (2076-80)		Community Facility (By-Law 2076-80)				CF		311.61643		CF (2076-80)		311.61643		6026.3228068448		6.0

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3894		R5-41		10245		R5-41 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		375.89886		R5 (10245)		375.89886		1.050618924		0.0

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		560		NH-2		2076-80		NH-2 (2076-80)		Nursing Home With Special Provisions (By-Law 2076-80)				NH		1171.30011		NH (2076-80)		1171.30011		15.52786809		0.0

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3668		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		605.38975		O1 (10245)		605.38975		0		0.0

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3668		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		605.38975		O1 (10245)		605.38975		0.1006641917		0.0

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3671		UH		10245		UH (2076-80)		Urban Holding (By-Law 10245)				UH		188.65697		UH (2076-80)		188.65697		1515.1230398697		1.5

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		696		R2-3		2076-80		R2-3 (2076-80)		R2 Residential With Special Provisions (By-Law 2076-80)				R2		3015.41485		R2 (2076-80)		3015.41485		56877.5100873824		56.6

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1514		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		4823.27495		UH (2076-80)		4823.27495		170871.171626881		170.1

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1516		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		3631.42625		UH (2076-80)		3631.42625		103965.083944671		103.5

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1265		R4-4		2076-80		R4-4 (2076-80)		Residential  Fourth Density With Special Provisions (By-Law 2076-80)				R4		547.22927		R4 (2076-80)		547.22927		17062.863414778		17.0

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1268		R4-5-H		2076-80		R4-5-H (2076-80)		Residential  Fourth Density With Special Provisions (By-Law 2076-80)				R4		1096.93677		R4 (2076-80)		1096.93677		42131.2685759429		41.9

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		889		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		309.73907		UH (2076-80)		309.73907		4535.6585574026		4.5

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		640		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		1176.86888		R1 (10245)		1176.86888		30460.40049803		30.3

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		899		R2-2		2076-80		R2-2 (2076-80)		R2 Residential With Special Provisions (By-Law 2076-80)				R2		422.89738		R2 (2076-80)		422.89738		5904.7766872786		5.9

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		643		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		690.98423		R1 (10245)		690.98423		19911.466554546		19.8

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		388		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		3184.98909		E (2076-80)		3184.98909		35237.0574250656		35.1

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		680		R2-1		2076-80		R2-1 (2076-80)		R2 Residential With Special Provisions (By-Law 2076-80)				R2		352.04115		R2 (2076-80)		352.04115		36.0407336196		0.0

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		686		R2		2076-80		R2 (2076-80)		R2 Residential (By-Law 2076-80)				R2		471.29666		R2 (2076-80)		471.29666		5.8794328609		0.0

		DUW5		Dundas Street West Trunk Sewer		7		87.78245		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		179		C3-10		10245		C3-10 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		333.17657		C3 (10245)		333.17657		6142.7238490012		6.1

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		351		CF-9		10245		CF-9 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		308.11973		CF (10245)		308.11973		5803.9484988359		5.8

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		685		R2		2076-80		R2 (2076-80)		R2 Residential (By-Law 2076-80)				R2		886.0065		R2 (2076-80)		886.0065		3.3712192651		0.0

		DUW7		Dundas Street West Trunk Sewer		7		9.88636		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		12		C1		10245		C1 (10245)		Local Commercial (By-Law 10245)				C1		106.17982		C1 (10245)		106.17982		693.7784862995		0.7

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		293		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		2023.78429		CF (10245)		2023.78429		124429.654252851		123.8

		DUW1		Dundas Street West Trunk Sewer		7		44.11614		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		588		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		966.2347		O2 (10245)		966.2347		0.0010294195		0.0

		DUW7		Dundas Street West Trunk Sewer		7		9.88636		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		179		C3-10		10245		C3-10 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		333.17657		C3 (10245)		333.17657		17.888487175		0.0

		DUW7		Dundas Street West Trunk Sewer		7		9.88636		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		179		C3-10		10245		C3-10 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		333.17657		C3 (10245)		333.17657		7.1423600499		0.0

		DUW7		Dundas Street West Trunk Sewer		7		9.88636		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3556		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		135.60205		UH (2076-80)		135.60205		991.1863480904		1.0

		DUW7		Dundas Street West Trunk Sewer		7		9.88636		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1268		R4-5-H		2076-80		R4-5-H (2076-80)		Residential  Fourth Density With Special Provisions (By-Law 2076-80)				R4		1096.93677		R4 (2076-80)		1096.93677		11.5764409447		0.0

		DUW7		Dundas Street West Trunk Sewer		7		9.88636		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		560		NH-2		2076-80		NH-2 (2076-80)		Nursing Home With Special Provisions (By-Law 2076-80)				NH		1171.30011		NH (2076-80)		1171.30011		73564.9975204508		73.2

		DUW7		Dundas Street West Trunk Sewer		7		9.88636		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3670		CF-13		10245		CF-13 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		569.6002		CF (10245)		569.6002		1.11E-06		0.0

		DUW7		Dundas Street West Trunk Sewer		7		9.88636		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3671		UH		10245		UH (2076-80)		Urban Holding (By-Law 10245)				UH		188.65697		UH (2076-80)		188.65697		15.6151162021		0.0

		DUW7		Dundas Street West Trunk Sewer		7		9.88636		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3942		CH-9		2076-80		CH-9 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		119.24104		CH (2076-80)		119.24104		775.6450025948		0.8

		DUW7		Dundas Street West Trunk Sewer		7		9.88636		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		356		CH-11		2076-80		CH-11 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		600.19626		CH (2076-80)		600.19626		1.56E-07		0.0

		DUW7		Dundas Street West Trunk Sewer		7		9.88636		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		373		CH-34		2076-80		CH-34 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		215.41582		CH (2076-80)		215.41582		0.1394603344		0.0

		DUW7		Dundas Street West Trunk Sewer		7		9.88636		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		640		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		1176.86888		R1 (10245)		1176.86888		6436.5840672817		6.4

		DUW7		Dundas Street West Trunk Sewer		7		9.88636		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		640		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		1176.86888		R1 (10245)		1176.86888		2.1680404299		0.0

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		686		R2		2076-80		R2 (2076-80)		R2 Residential (By-Law 2076-80)				R2		471.29666		R2 (2076-80)		471.29666		6649.2610435406		6.6

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		696		R2-3		2076-80		R2-3 (2076-80)		R2 Residential With Special Provisions (By-Law 2076-80)				R2		3015.41485		R2 (2076-80)		3015.41485		0.0003067751		0.0

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		696		R2-3		2076-80		R2-3 (2076-80)		R2 Residential With Special Provisions (By-Law 2076-80)				R2		3015.41485		R2 (2076-80)		3015.41485		620.0904328728		0.6

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		696		R2-3		2076-80		R2-3 (2076-80)		R2 Residential With Special Provisions (By-Law 2076-80)				R2		3015.41485		R2 (2076-80)		3015.41485		7.4975860208		0.0

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1512		CF		2076-80		CF (2076-80)		Community Facility (By-Law 2076-80)				CF		667.86343		CF (2076-80)		667.86343		1.95E-08		0.0

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1512		CF		2076-80		CF (2076-80)		Community Facility (By-Law 2076-80)				CF		667.86343		CF (2076-80)		667.86343		8.70E-09		0.0

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		288		CF		2076-80		CF (2076-80)		Community Facility (By-Law 2076-80)				CF		311.61643		CF (2076-80)		311.61643		0.0078562848		0.0

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		293		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		2023.78429		CF (10245)		2023.78429		5.6831148348		0.0

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		293		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		2023.78429		CF (10245)		2023.78429		33.0415142855		0.0

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		588		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		966.2347		O2 (10245)		966.2347		6.00E-10		0.0

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		680		R2-1		2076-80		R2-1 (2076-80)		R2 Residential With Special Provisions (By-Law 2076-80)				R2		352.04115		R2 (2076-80)		352.04115		4876.024807095		4.9

		DUW237		Dundas Street West Trunk Sewer		7		22.28355		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		685		R2		2076-80		R2 (2076-80)		R2 Residential (By-Law 2076-80)				R2		886.0065		R2 (2076-80)		886.0065		14848.8277193985		14.8

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3652		R5-37		10245		R5-37 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		195.4202		R5 (10245)		195.4202		2168.3780276756		2.2

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3653		R5-37		10245		R5-37 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		197.8138		R5 (10245)		197.8138		2289.8496212087		2.3

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3654		R2-25		10245		R2-25 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		199.49753		R2 (10245)		199.49753		2254.1255781016		2.2

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3655		R2-25		10245		R2-25 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		102.17182		R2 (10245)		102.17182		619.5523818666		0.6

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3913		R2-28		10245		R2-28 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		272.44783		R2 (10245)		272.44783		918.7704618749		0.9

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3665		R4-52		10245		R4-52 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		197.03986		R4 (10245)		197.03986		440.4735223923		0.4

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3923		R2-28		10245		R2-28 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		352.09318		R2 (10245)		352.09318		177.7499292		0.2

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3666		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		226.12588		R4 (10245)		226.12588		780.9418413169		0.8

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3892		R4-52		10245		R4-52 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		214.73291		R4 (10245)		214.73291		778.7234786534		0.8

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3893		R5-41		10245		R5-41 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		280.86558		R5 (10245)		280.86558		3600.6254096662		3.6

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3894		R5-41		10245		R5-41 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		375.89886		R5 (10245)		375.89886		5301.1720644358		5.3

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		560		NH-2		2076-80		NH-2 (2076-80)		Nursing Home With Special Provisions (By-Law 2076-80)				NH		1171.30011		NH (2076-80)		1171.30011		7.8550427102		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		560		NH-2		2076-80		NH-2 (2076-80)		Nursing Home With Special Provisions (By-Law 2076-80)				NH		1171.30011		NH (2076-80)		1171.30011		0.1113147969		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3651		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		286.80265		R4 (10245)		286.80265		3718.5248536554		3.7

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		356		CH-11		2076-80		CH-11 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		600.19626		CH (2076-80)		600.19626		16685.1240633161		16.6

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3963		R5-41		10245		R5-41 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		248.84836		R5 (10245)		248.84836		3023.6207650922		3.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		365		CH-6		2076-80		CH-6 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		145.62238		CH (2076-80)		145.62238		1339.3850463992		1.3

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3964		R5-41		2076-80		R5-41 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		779.19113		R5 (10245)		779.19113		23196.5308524387		23.1

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3965		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		561.23879		R4 (10245)		561.23879		831.1922038837		0.8

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3966		R2-28		10245		R2-28 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		429.93366		R2 (10245)		429.93366		5455.9699277186		5.4

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3967		R2-28		10245		R2-28 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		253.22455		R2 (10245)		253.22455		3459.3284056229		3.4

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3968		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		244.5137		R4 (10245)		244.5137		2757.0162103096		2.7

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3924		R2-28		10245		R2-28 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		197.07984		R2 (10245)		197.07984		26.9469118536		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3667		R5-41		10245		R5-41 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		302.08673		R5 (10245)		302.08673		5870.9567269112		5.8

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3668		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		605.38975		O1 (10245)		605.38975		16368.3686256176		16.3

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3669		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		255.81341		R4 (10245)		255.81341		3308.9694682096		3.3

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3670		CF-13		10245		CF-13 (10245)		Community Facility With Special Provisions (By-Law 10245)				CF		569.6002		CF (10245)		569.6002		15383.0187310792		15.3

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3671		UH		10245		UH (2076-80)		Urban Holding (By-Law 10245)				UH		188.65697		UH (2076-80)		188.65697		0.004182555		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3672		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		376.88015		UH (2076-80)		376.88015		2307.8831689278		2.3

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3942		CH-9		2076-80		CH-9 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		119.24104		CH (2076-80)		119.24104		0.5720784636		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		696		R2-3		2076-80		R2-3 (2076-80)		R2 Residential With Special Provisions (By-Law 2076-80)				R2		3015.41485		R2 (2076-80)		3015.41485		0.5166788877		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3549		R5-37		10245		R5-37 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		230.47994		R5 (10245)		230.47994		2741.7357448422		2.7

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3550		R5-37		10245		R5-37 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		430.43309		R5 (10245)		430.43309		10097.8633120293		10.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3551		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		108.85294		R4 (10245)		108.85294		616.557642312		0.6

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3552		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		393.0739		R4 (10245)		393.0739		5965.6223859543		5.9

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3553		R5-37		10245		R5-37 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		186.71859		R5 (10245)		186.71859		2074.8253674085		2.1

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3554		R2-25		10245		R2-25 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		759.0829		R2 (10245)		759.0829		12392.5141509056		12.3

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3555		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		381.48579		R4 (10245)		381.48579		8286.5874032073		8.2

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3969		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		384.38321		R4 (10245)		384.38321		5572.0703368586		5.5

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		371		CH-9		2076-80		CH-9 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		249.51794		CH (2076-80)		249.51794		3857.6429706149		3.8

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3970		R4-48		10245		R4-48 (10245)		Residential  Fourth Density With Special Provisions (By-Law 10245)				R4		247.39468		R4 (10245)		247.39468		3544.4608443139		3.5

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		3971		R2-28		10245		R2-28 (10245)		Residential Second Density With Special Provisions (By-Law 10245)				R2		407.35719		R2 (10245)		407.35719		5086.8522390521		5.1

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		373		CH-34		2076-80		CH-34 (2076-80)		Highway Commercial With Special Provisions (By-Law 2076-80)				CH		215.41582		CH (2076-80)		215.41582		2657.943852193		2.6

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		899		R2-2		2076-80		R2-2 (2076-80)		R2 Residential With Special Provisions (By-Law 2076-80)				R2		422.89738		R2 (2076-80)		422.89738		3.7154559983		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		643		R1		10245		R1 (10245)		Residential First Density (By-Law 10245)				R1		690.98423		R1 (10245)		690.98423		20.4211175265		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		388		E		2076-80		E (2076-80)		Environmental Control (By-Law 2076-80)				E		3184.98909		E (2076-80)		3184.98909		107.6977156987		0.1

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1503		SPR		2076-80		SPR (2076-80)		Residential Special (By-Law 2076-80)				SPR		365.6287		SPR (2076-80)		365.6287		4989.9864526827		5.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1504		SPR		2076-80		SPR (2076-80)		Residential Special (By-Law 2076-80)				SPR		468.68447		SPR (2076-80)		468.68447		250.6586168635		0.2

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1514		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		4823.27495		UH (2076-80)		4823.27495		35492.2257050925		35.3

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1514		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		4823.27495		UH (2076-80)		4823.27495		737.8665924428		0.7

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1265		R4-4		2076-80		R4-4 (2076-80)		Residential  Fourth Density With Special Provisions (By-Law 2076-80)				R4		547.22927		R4 (2076-80)		547.22927		0.5879141221		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1268		R4-5-H		2076-80		R4-5-H (2076-80)		Residential  Fourth Density With Special Provisions (By-Law 2076-80)				R4		1096.93677		R4 (2076-80)		1096.93677		2.2758224829		0.0

		DUW240		Dundas Street West Trunk Sewer		7		192.59068		35120405		35120405		Ontario		Ontario		35		3512		3512005		1784		F		638		629		1.99		894.9		1268		R4-5-H		2076-80		R4-5-H (2076-80)		Residential  Fourth Density With Special Provisions (By-Law 2076-80)				R4		1096.93677		R4 (2076-80)		1096.93677		0.0139413892		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		2		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		5705.64622		A2 (2076-80)		5705.64622		164.9629993406		0.2

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		711		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		807.19952		R2 (10245)		807.19952		0		0.0

		DUW2		Dundas Street West Trunk Sewer		7		398.99906		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		524		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		5918.62769		M2 (2076-80)		5918.62769		1.73E-08		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		1075		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		137.90818		R4 (10245)		137.90818		1019.4006933589		1.4

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		1079		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		539.58301		R4 (10245)		539.58301		9474.9436244445		13.1

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		1084		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		248.6625		R4 (10245)		248.6625		3826.3184889934		5.3

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		1085		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		504.6565		R4 (10245)		504.59449		8490.6285649588		11.7

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		1091		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		859.71065		R4 (10245)		859.71065		19271.0944229454		26.6

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		705		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		145.54272		R2 (10245)		145.54272		5.64E-08		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		574		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		336.16891		O1 (10245)		336.16891		2995.3268046271		4.1

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		708		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		229.08462		R2 (10245)		229.08462		3222.248260074		4.5

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		1073		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		395.37542		R4 (10245)		395.37542		9641.2499169852		13.3

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		26		C1-6		10245		C1-6 (10245)		Local Commercial With Special Provsions (By-Law 10245)				C1		270.42635		C1 (10245)		270.42635		4554.6593584048		6.3

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		523		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1275.5404		M2 (10245)		1275.5404		2.60E-08		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		523		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1275.5404		M2 (10245)		1275.5404		0		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		523		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1275.5404		M2 (10245)		1275.5404		0		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		523		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1275.5404		M2 (10245)		1275.5404		6.94E-08		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		523		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1275.5404		M2 (10245)		1275.5404		3.90E-09		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		523		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1275.5404		M2 (10245)		1275.5404		0.0072935761		0.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		524		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		5918.62769		M2 (2076-80)		5918.62769		8497.8366011656		11.7

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		1364		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		236.89725		R6 (10245)		236.89725		3354.5014917634		4.6

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		3724		R5-33		2076-80		R5-33 (2076-80)		Residential  Fifth Density With Special Provisions (By-Law 2076-80)				R5		604.26464		R5 (2076-80)		604.26464		18709.1730847755		25.8

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		1367		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		592.28228		R6 (10245)		592.28228		3952.5097857989		5.5

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		188		C3-19		10245		C3-19 (10245)		Highway Commercial With Special Provisions (By-Law 10245)				C3		290.94235		C3 (10245)		290.94235		2904.1812026409		4.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		1518		UH		2076-80		UH (2076-80)		Urban Holding (By-Law 2076-80)				UH		585.97148		UH (2076-80)		585.97148		15870.5402763758		21.9

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		3903		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		174.07128		RR (2076-80)		174.07128		1813.5574389608		2.5

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		1286		R5		10245		R5 (10245)		Residential  Fifth Density (By-Law 10245)				R5		517.28495		R5 (10245)		517.28495		15172.0765593642		21.0

		MPS239		Moira Street Pressure Sewer		19		50.43776		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		523		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1275.5404		M2 (10245)		1275.5404		2.20E-09		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		558		NH-7		10245		NH-7 (10245)		Nursing Home With Special Provisions(By-Law 10245)				NH		488.90281		NH (10245)		488.90281		13531.5611550207		18.7

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		437		M1-11		10245		M1-11 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		1343.15987		M1 (10245)		1343.15987		80232.0582618605		110.8

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		309		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		601.92298		CF (10245)		601.92298		20282.4557406745		28.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		3721		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		684.17961		M1 (10245)		684.17961		21881.951857313		30.2

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		3722		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		566.13273		M2 (10245)		566.13273		0.0017847986		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		3722		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		566.13273		M2 (10245)		566.13273		6.87E-05		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		3723		MCP-3		10245		MCP-3 (10245)		Prestige Industrial Commercial With Special Provisions (By-Law 10245)				MCP		578.96439		MCP (10245)		578.96439		0.0029690879		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		3724		R5-33		2076-80		R5-33 (2076-80)		Residential  Fifth Density With Special Provisions (By-Law 2076-80)				R5		604.26464		R5 (2076-80)		604.26464		25.2668081171		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		1321		R5-31		10245		R5-31 (10245)		Residential  Fifth Density With Special Provisions (By-Law 10245)				R5		337.70596		R5 (10245)		337.70596		4859.1062912222		6.7

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		294		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		469.25061		CF (10245)		469.25061		13214.3482633433		18.3

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		3725		UH		10245		UH (10245)		Urban Holding (By-Law 10245)				UH		577.87644		UH (10245)		577.87644		19508.6963543089		26.9

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		981		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		565.66235		R2 (10245)		565.66235		14073.0458771643		19.4

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		982		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		1219.17248		R2 (10245)		1219.17248		29995.5095490149		41.4

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		589		O2		10245		O2 (10245)		Open Space (By-Law 10245)				O2		1264.36296		O2 (10245)		1264.36296		91426.9474294816		126.3

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		3903		RR		2076-80		RR (2076-80)		Rural Residential (By-Law 2076-80)				RR		174.07128		RR (2076-80)		174.07128		26.4103827022		0.0

		DUN79		Dundas Street (Main) Trunk Sewer		5		93.01851		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		520		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1203.60312		M2 (10245)		1203.60312		86553.503020377		119.5

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		438		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		593.29327		M1 (10245)		593.29327		15812.0288340207		21.8

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		705		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		145.54272		R2 (10245)		145.54272		1290.4230286913		1.8

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		574		O1		10245		O1 (10245)		Open Space (By-Law 10245)				O1		336.16891		O1 (10245)		336.16891		758.0296262674		1.0

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		3721		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		684.17961		M1 (10245)		684.17961		0		0.0

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		1364		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		236.89725		R6 (10245)		236.89725		0		0.0

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		3722		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		566.13273		M2 (10245)		566.13273		16748.2028478012		23.1

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		3723		MCP-3		10245		MCP-3 (10245)		Prestige Industrial Commercial With Special Provisions (By-Law 10245)				MCP		578.96439		MCP (10245)		578.96439		17984.7649650841		24.8

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		3724		R5-33		2076-80		R5-33 (2076-80)		Residential  Fifth Density With Special Provisions (By-Law 2076-80)				R5		604.26464		R5 (2076-80)		604.26464		2.40E-09		0.0

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		1075		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		137.90818		R4 (10245)		137.90818		0.0018133537		0.0

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		1079		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		539.58301		R4 (10245)		539.58301		8.70E-09		0.0

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		1079		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		539.58301		R4 (10245)		539.58301		0		0.0

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		1079		R4		10245		R4 (10245)		Residential  Fourth Density (By-Law 10245)				R4		539.58301		R4 (10245)		539.58301		1.30E-08		0.0

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		437		M1-11		10245		M1-11 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		1343.15987		M1 (10245)		1343.15987		1.65E-07		0.0

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		437		M1-11		10245		M1-11 (10245)		Restricted Industrial With Special Provisions (By-Law 10245)				M1		1343.15987		M1 (10245)		1343.15987		0.0045363242		0.0

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		1367		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		592.28228		R6 (10245)		592.28228		4.30E-09		0.0

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		1367		R6		10245		R6 (10245)		Residential  Sixth  Density (By-Law 10245)				R6		592.28228		R6 (10245)		592.28228		8896.8907700506		12.3

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		3725		UH		10245		UH (10245)		Urban Holding (By-Law 10245)				UH		577.87644		UH (10245)		577.87644		0.0021866801		0.0

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		520		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1203.60312		M2 (10245)		1203.60312		0.0014756336		0.0

		MPS239		Moira Street Pressure Sewer		19		19.53557		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		523		M2		10245		M2 (10245)		General Industrial (By-Law 10245)				M2		1275.5404		M2 (10245)		1275.5404		60059.2279134653		83.0

		CAT238		Catherine Street Trunk Sewer		1		4.35561		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		438		M1		10245		M1 (10245)		Restricted Industrial (By-Law 10245)				M1		593.29327		M1 (10245)		593.29327		1931.1398776463		2.7

		CAT238		Catherine Street Trunk Sewer		1		4.35561		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		309		CF		10245		CF (10245)		Community Facility (By-Law 10245)				CF		601.92298		CF (10245)		601.92298		0.0227918749		0.0

		CAT238		Catherine Street Trunk Sewer		1		4.35561		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		235		C5		10245		C5 (10245)		Non-Retail Commercial (By-Law 10245)				C5		166.4763		C5 (10245)		166.4763		1635.4667918532		2.3

		COW12		College Street West Trunk Sewer		4		52.377		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		524		M2		2076-80		M2 (2076-80)		General Industrial (By-Law 2076-80)				M2		5918.62769		M2 (2076-80)		5918.62769		10.1526198524		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		2		A2-8		2076-80		A2-8 (2076-80)		Agricultural With Special Provsions (By-Law 2076-80)				A2		5705.64622		A2 (2076-80)		5705.64622		8.53E-08		0.0

		COW12		College Street West Trunk Sewer		4		52.377		35120406		35120406		Ontario		Ontario		35		3512		3512005		905		F		316		282		0.74		1228.8		711		R2		10245		R2 (10245)		Residential Second Density (By-Law 10245)				R2		807.19952		R2 (10245)		807.19952		1548.8182355496		2.1





Population Summary

		Sewershed		Sum of Population (Sum)		Sum of Population (%)

		Catherine Street Trunk Sewer		915		2.06%

		Coleman Street Trunk Sewer		2090		4.70%

		College Street East Trunk Sewer		310		0.70%

		College Street West Trunk Sewer		2964		6.67%

		Dundas Street (Main) Trunk Sewer		3149		7.09%

		Dundas Street East Trunk Sewer		996		2.24%

		Dundas Street West Trunk Sewer		4653		10.47%

		Everett Street Trunk Sewer		774		1.74%

		Fahey Street Trunk Sewer		2036		4.58%

		Front/Station Street Trunk Sewer		3095		6.97%

		Geddes Street Trunk Sewer		1183		2.66%

		Haig Road Trunk Sewer		3147		7.08%

		Henry Street Trunk Sewer		152		0.34%

		Jameson Bone Trunk Sewer		2		0.00%

		Keegan Parkway Trunk Sewer		4172		9.39%

		McDonald Avenue Trunk Sewer		2664		6.00%

		Millenium Parkway Trunk Sewer		1688		3.80%

		Moira River Trunk Sewer		3226		7.26%

		Moira Street Pressure Sewer		1334		3.00%

		Newberry Street Trunk Sewer		2594		5.84%

		Tracy Street Trunk Sewer		3051		6.87%

		University Avenue Trunk Sewer		229		0.52%

		Grand Total		44425		100.00%







population for all the subsewersheds (as spreadsheet).
3.       In the assessment, what Fig 2-1 sewersheds do the Cascade, West Moira, RoblinPlace, and

Centennial SPS discharge/contribute into?
 
What’s expected timeframe for provision of the fully functional model, raw data, GIS info/layers, and
other associated electronic files? – hoping it can be expedited.
 
Thanks,
 
Cameron Smith
Environmental Project Manager
csmith@city.belleville.on.ca
P: 613-967-3200 x2284
C: 613-403-5164
 
 
 
This e-mail and any attachments may contain confidential and
privileged information. If you are not the intended recipient,
please notify the sender immediately by return e-mail, delete this
e-mail and destroy any copies. Any dissemination or use of this
information by a person other than the intended recipient is
unauthorized and may be illegal.

mailto:csmith@city.belleville.on.ca


Sum of Area_3 Land Use Type
Sewershed Commercial Industrial Institutional Open Space Residential ROW Grand Total
Catherine Street Trunk Sewer 0.164 11.254 5.533 0.076 21.367 8.435 46.829
Coleman Street Trunk Sewer 6.869 1.894 4.076 8.911 44.722 21.545 88.017
College Street East Trunk Sewer 2.817 218.176 96.239 8.868 11.178 337.278
College Street West Trunk Sewer 2.914 5.356 3.018 4.81 83.326 26.084 125.508
Dundas Street (Main) Trunk Sewer 14.292 21.596 24.651 61.106 41.821 22.365 185.831
Dundas Street East Trunk Sewer 9.745 1.704 2.295 0.219 11.835 7.594 33.392
Dundas Street West Trunk Sewer 35.418 20.536 134.145 499.1 138.068 56.996 884.263
Everett Street Trunk Sewer 3.693 0.216 2.697 0.137 14.684 6.496 27.923
Fahey Street Trunk Sewer 2.796 11.246 11.241 9.499 44.004 18.688 97.474
Front/Station Street Trunk Sewer 22.505 4.832 7.368 9.076 60.385 33.59 137.756
Geddes Street Trunk Sewer 6.487 1.117 0.496 21.637 9.834 39.571
Haig Road Trunk Sewer 2.563 51.047 4.804 27.208 104.631 33.66 223.913
Henry Street Trunk Sewer 3.247 1.06 4.307
Jameson Bone Trunk Sewer 47.431 6.113 3.032 56.576
Keegan Parkway Trunk Sewer 20.515 53.149 14.539 28.113 82.502 41.598 240.416
McDonald Avenue Trunk Sewer 1.41 12.92 11.658 0.734 67.567 28.366 122.655
Millenium Parkway Trunk Sewer 62.372 64.013 11.889 5.738 59.051 40.408 243.471
Moira River Trunk Sewer 23.14 8.948 21.164 19.499 98.375 51.856 222.982
Moira Street Pressure Sewer 0.745 2.4 6.246 29.41 11.639 50.44
Newberry Street Trunk Sewer 10.029 12.302 4.741 11.024 60.248 25.15 123.494
Tracy Street Trunk Sewer 275.08 35.735 6.28 34.463 59.574 52.208 463.34
University Avenue Trunk Sewer 2.815 162.406 1.594 18.5 7.258 11.805 204.378
Grand Total 506.369 748.278 272.189 846.811 1062.58 523.59 3959.814

Sum of Area_3 Land Use Type
Sewershed Commercial Industrial Institutional Open Space Residential ROW Grand Total
Catherine Street Trunk Sewer 0.35% 24.03% 11.82% 0.16% 45.63% 18.01% 100.00%
Coleman Street Trunk Sewer 7.80% 2.15% 4.63% 10.12% 50.81% 24.48% 100.00%
College Street East Trunk Sewer 0.84% 64.69% 0.00% 28.53% 2.63% 3.31% 100.00%
College Street West Trunk Sewer 2.32% 4.27% 2.40% 3.83% 66.39% 20.78% 100.00%
Dundas Street (Main) Trunk Sewer 7.69% 11.62% 13.27% 32.88% 22.50% 12.04% 100.00%
Dundas Street East Trunk Sewer 29.18% 5.10% 6.87% 0.66% 35.44% 22.74% 100.00%
Dundas Street West Trunk Sewer 4.01% 2.32% 15.17% 56.44% 15.61% 6.45% 100.00%
Everett Street Trunk Sewer 13.23% 0.77% 9.66% 0.49% 52.59% 23.26% 100.00%
Fahey Street Trunk Sewer 2.87% 11.54% 11.53% 9.75% 45.14% 19.17% 100.00%
Front/Station Street Trunk Sewer 16.34% 3.51% 5.35% 6.59% 43.83% 24.38% 100.00%
Geddes Street Trunk Sewer 16.39% 2.82% 1.25% 0.00% 54.68% 24.85% 100.00%
Haig Road Trunk Sewer 1.14% 22.80% 2.15% 12.15% 46.73% 15.03% 100.00%
Henry Street Trunk Sewer 0.00% 0.00% 0.00% 0.00% 75.39% 24.61% 100.00%
Jameson Bone Trunk Sewer 0.00% 83.84% 0.00% 10.80% 0.00% 5.36% 100.00%
Keegan Parkway Trunk Sewer 8.53% 22.11% 6.05% 11.69% 34.32% 17.30% 100.00%
McDonald Avenue Trunk Sewer 1.15% 10.53% 9.50% 0.60% 55.09% 23.13% 100.00%
Millenium Parkway Trunk Sewer 25.62% 26.29% 4.88% 2.36% 24.25% 16.60% 100.00%
Moira River Trunk Sewer 10.38% 4.01% 9.49% 8.74% 44.12% 23.26% 100.00%
Moira Street Pressure Sewer 1.48% 4.76% 0.00% 12.38% 58.31% 23.07% 100.00%
Newberry Street Trunk Sewer 8.12% 9.96% 3.84% 8.93% 48.79% 20.37% 100.00%
Tracy Street Trunk Sewer 59.37% 7.71% 1.36% 7.44% 12.86% 11.27% 100.00%
University Avenue Trunk Sewer 1.38% 79.46% 0.78% 9.05% 3.55% 5.78% 100.00%
Grand Total 12.79% 18.90% 6.87% 21.39% 26.83% 13.22% 100.00%



Sewershed Sum of Population (Sum) Sum of Population (%)
Catherine Street Trunk Sewer 915 2.06%
Coleman Street Trunk Sewer 2090 4.70%
College Street East Trunk Sewer 310 0.70%
College Street West Trunk Sewer 2964 6.67%
Dundas Street (Main) Trunk Sewer 3149 7.09%
Dundas Street East Trunk Sewer 996 2.24%
Dundas Street West Trunk Sewer 4653 10.47%
Everett Street Trunk Sewer 774 1.74%
Fahey Street Trunk Sewer 2036 4.58%
Front/Station Street Trunk Sewer 3095 6.97%
Geddes Street Trunk Sewer 1183 2.66%
Haig Road Trunk Sewer 3147 7.08%
Henry Street Trunk Sewer 152 0.34%
Jameson Bone Trunk Sewer 2 0.00%
Keegan Parkway Trunk Sewer 4172 9.39%
McDonald Avenue Trunk Sewer 2664 6.00%
Millenium Parkway Trunk Sewer 1688 3.80%
Moira River Trunk Sewer 3226 7.26%
Moira Street Pressure Sewer 1334 3.00%
Newberry Street Trunk Sewer 2594 5.84%
Tracy Street Trunk Sewer 3051 6.87%
University Avenue Trunk Sewer 229 0.52%
Grand Total 44425 100.00%
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Purpose of Master Plan

Belleville Wet Weather and Wastewater 
Servicing Master Plan 

 In July 2017, the City of Belleville initiated a formal 
Master Planning process of the City’s wastewater 
conveyance and treatment system in accordance 
with the Municipal Engineers Association (MEA). 

 The City and Ontario Clean Water Agency 
(OCWA) have made efforts in recent years to 
ensure effective operation, maintenance and 
compliance of the system, however, a number of 
challenges have been identified, including, but not 
limited to relatively high wet weather flows, 
capacity limitations within the existing treatment 
plant, periodic odour generation, challenging 
operational conditions, insufficient emergency 
power and aging equipment. The communal 
system must also be able to accommodate future 
developments.

 The ultimate objective of this Master Plan is to 
identify what infrastructure and other measures 
are required and timing for the implementation of 
those measures that will be needed to ensure the 
continued performance and reliability of the City’s 
communal wastewater system in accommodating 
current and future predicted flows.
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Overview of the Master Planning Process

Belleville Wet Weather and Wastewater 
Servicing Master Plan 

Belleville Wet 
Weather and 
Wastewater 
Servicing 
Master Plan
(Approach 1)

Class EA Process
The Ontario Environmental Assessment (EA) Act, R.S.O., 1990 
requires that projects corresponding to municipal infrastructure 
projects, including roads, water, and wastewater projects follow 
an approved planning process set out in the Municipal Class EA 
document prepared by the Municipal Engineers Association 
(MEA).  

Master Plan Process
Master Plans are conducted under the framework of the MEA 
Class EA Process.  They are a planning tool that identifies 
infrastructure and other requirements for the existing and future 
land use, through the application of environmental assessment 
principles.  The current Master Plan is intended to satisfy Phases 
1 and 2 of the Municipal Class EA process (i.e., Approach 1). 

Master Plan Approach 1
This approach concludes at the end of Phases 1 and 2. With this 
approach, the Master Plan is being completed at a broad level of 
assessment and may require further detailed assessment at the 
project-specific level. 
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The City of Belleville is serviced by a communal wastewater system that consists of approximately 200km of 
gravity sewer, one major pressure sewer, three main larger capacity pumping stations, several smaller 
capacity sub-area pumping stations, and a single wastewater treatment plant (WWTP) that provides 
secondary treatment and disinfection to wastewater prior to the discharging of treated effluent to the Bay of 
Quinte. Although the WWTP has been able to historically meet its Environmental Compliance Approval 
treated effluent requirements, there have been a number of significant challenges and associated risks in 
achieving these requirements with the current treatment facility and more challenges are predicted moving 
into the future including, accommodation of increased average day flows, continued high peak flows leading 
to bypassing of the secondary treatment process, treatment process and equipment capacity constraints, 
aging plant equipment and components and changing legislative requirements. The conveyance portion of 
the communal wastewater system (i.e. the gravity collection sewers, pressure sewers, pump stations and 
forcemains) will also need to be appropriately expanded and renewed as needed to accommodate current 
and future flows generated within the community. There is an opportunity through the Master Planning 
process to review the wastewater system holistically and develop a strategic plan of actions that can be 
implemented over a logical time period and in a prioritized fashion with the intended goal of addressing the 
identified problems (including management of wet weather events) and ensuring appropriate performance 
and reliability of the wastewater system in both the short and long term. 

Problem and Opportunity Statement

Belleville Wet Weather and Wastewater 
Servicing Master Plan 
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Summary of Work Completed

Belleville Wet Weather and Wastewater 
Servicing Master Plan 

Notice of Study 
Commencement

Issued August, 2017

Public Information 
Centre

July 2019

30-day Public Review 
Period

Sept. to Oct. 2019

Ongoing Public and 
Agency Consultation 

throughout Study

Phase 1 – Identify Problem or 
Opportunity
• TM1: Population Projections
• TM 2A: WWTP Condition 

Assessment
• Ministry of the Environment, 

Conservation and Parks (MECP) 
Pre-Consultation Meeting

• TM 2B: WWTP Needs 
Assessment

• TM 3: Conveyance Condition and 
Needs Assessment

• Phase 1 Report
• Public and Agency Consultations

Phase 2 – Identify and Evaluate 
Alternative Solutions
• Flow monitoring to calibrate 

modeling
• TM 4: WWTP Liquid Train
• TM 5: WWTP Solids Train
• TM 6: Odour Control
• TM 7: Back-Up Power
• TM 8: Conveyance System
• Draft Master Plan Report with 

Recommended Solution
• Selection of Preferred Solutions 

Following Consultation Activities
• Final Master Plan Report
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Conveyance System - Gravity Sewer Projects

Belleville Wet Weather and Wastewater 
Servicing Master Plan 

Project Trunk Sewer Opinion of Probable
Costs

COL001 Coleman Street Trunk Sewer $    1,900,000 

COL002 Coleman Street Trunk Sewer $    1,400,000 

Subtotal $    3,300,000 

FAH002 Fahey Street Trunk Sewer $   1,000,000 

FAH003 Fahey Street Trunk Sewer $    2,300,000 

TRA001 Tracey Street Trunk Sewer $    2,000,000 

Subtotal $    5,300,000 

CAT001 Catherine Street Trunk Sewer $       700,000 

DUN001 Dundas Street (Main) Trunk Sewer $ 2,300,000 

MIL001 Millennium Parkway Trunk Sewer $   600,000 

NEW001 Newberry Street Trunk Sewer $       500,000 

Subtotal $    4,100,000 

TOTAL $  12,700,000 
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Wastewater Treatment Plant – Recommended Servicing Option

Belleville Wet Weather and Wastewater 
Servicing Master Plan 

• Various condition upgrades
• New preliminary treatment 

facility
• New wet weather treatment 

system and building
• Expand disinfection
• New sludge handling 

facility
• Expand digester building
• Retrofit existing secondary 

into primary digester
• New biosolids storage
• Site-wide electrical, 

instrumentation and control 
upgrades

• New odour control systems
• Opinion of Probable Costs: 

$73,200,000
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Recommended Implementation Plan – Short Term Projects

Belleville Wet Weather and Wastewater 
Servicing Master Plan 

Potential
Timeframe

Project Description OPC

2019-2022 Belleville Wastewater Treatment Plant Upgrades Phase 1a
 Sludge thickening process upgrades
 Primary clarifier sludge collectors replacement
 Generator and automatic transfer switch replacement
 Headworks odor control system 
 Other immediate condition upgrades

$8,330,000

2020-2022 Schedule ‘C’ Class EA for Belleville Wastewater Treatment Plant and Front 
Street Pump Station, Forcemain and River Crossing

$350,000

2020-2023 Inflow and Infiltration (I&I) Study and Sanitary Sewer Asset Condition 
Assessment

TOTAL

$600,000

$9,280,000

9



www.jlrichards.ca

Recommended Implementation Plan – Mid Term Projects (2022-2030)

Belleville Wet Weather and Wastewater 
Servicing Master Plan 

Project 
Duration

Project Description OPC

6 Years Various Small Sewage Pump Station Condition Upgrades $2,373,000

3 Years Belleville Wastewater Treatment Plant Upgrades Phase 1b:
 Digester capacity expansion
 Condition Upgrades

$11,700,000

4 Years Belleville Wastewater Treatment Plant Upgrades Phase 1c:
 New wet weather treatment system
 New headworks facility
 Site-wide civil, electrical, instrumentation/control upgrades

$29,925,000

3 Years Belleville Wastewater Treatment Plant Upgrades Phase 1d:
 Condition upgrades

$12,417,500

2 Years Coleman Street Trunk Sewer Expansion $3,300,000

3 Years Belleville Wastewater Treatment Plant Upgrades Phase 2:
 Disinfection upgrades
 Site-wide civil, electrical, instrumentation/control upgrades

$2,627,500

4 Years Front Street Sewage Pump Station, Forcemain and River Crossing $32,000,000

2 Years Fahey and Tracey Street Trunk Sewer Expansion

TOTAL

$5,300,000

$99,643,000
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Recommended Implementation Plan – Long Term Projects (2030 – 2040)

Belleville Wet Weather and Wastewater 
Servicing Master Plan 

Potential
Duration

Project Description OPC

2 Years Catherine, Dundas, Millennium, Newberry Trunk Sewer Expansion $4,100,000

3 Years Belleville Wastewater Treatment Plant Upgrades Phase 3a:
 Condition Upgrades

$3,491,000

3 Years Belleville Wastewater Treatment Plant Upgrades Phase 3b:
 Biosolids Storage Upgrades

TOTAL

$5,708,750

$13,299,750
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Recommended Implementation Plan – Ongoing Projects

Belleville Wet Weather and Wastewater 
Servicing Master Plan 

Potential
Duration

Project Description OPC

Ongoing Potter Creek Drainage Area $34,080,000

Ongoing Combined Sewer Separation Program

12
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Questions?

Belleville Wet Weather and Wastewater 
Servicing Master Plan 
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List of Abbreviations

ADF Average Daily Flow
BQRAP Bay of Quinte Remedial Action Plan
BOD Biochemical Oxygen Demand
BUI Beneficial Use Impairments
CAS Conventional Activated Sludge
CBOD Carbonaceous Biochemical Oxygen Demand
CSS Combined Sewer System
EA Environmental Assessment
ECA Environmental Compliance Approval
EOP End of Pipe
F/Mv Food to Micro-Organism Ratio
FST Final Settling Tanks
HDPE High Density Polytheylene
LOS Level of Service
MDF Maximum Day Flow
MEA Municipal Engineers Association
MLSS/MLVSS Mixed Liquor Suspended Solids/ Mixed Liquor Volatile Suspended Solids
MECP Ministry of the Environment, Conservation and Parks
OCWA Ontario Clean Water Agency
OLR Organic Loading Rate
OPC Opinion of Probable Cost
PDF Peak Daily Flow
PHF Peak Hourly Flow
PST Primary Settling Tank
PVC Polyvinyl Chloride
RAS Return Activated Sludge
RDII Rainfall Dependent Inflow and Infiltration
SPS Sewage Pump Station
SRT Solids Retention Time
SVI Sludge Volume Index
TAN Total Ammonia Nitrogen
TKN Total Kjeldahl Nitrogen
TM Technical Memorandum
TP Total Phosphorus
TRC Total Residual Chlorine
TSS Total Suspended Solids
WAS Waste Activated Sludge
WWTP Wastewater Treatment Plant
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1.0 INTRODUCTION

1.1 Background

The Corporation of the City of Belleville (the City) initiated a formal Master Planning process of
the City’s wastewater conveyance and treatment system in accordance with the Municipal
Engineers Association (MEA) Approach #1 of the Class Environmental Assessment process
which includes a broad level assessment and identifies future Class EA requirements for specific
projects. The ultimate objective of this Master Plan is to identify the measures required and the
timing for implementation of those measures that will be needed to ensure the continued
performance and reliability of the City’s communal wastewater system in accommodating current
and future predicted flows. It also includes the additional Class EA requirements for future
projects. J.L. Richards & Associates Limited (JLR) was retained by the City in July 2017 to assist
in the completion of this Master Plan.

The City of Belleville is located along the Highway 401 corridor, on the Moira River and Bay of
Quinte. It borders the City of Quinte West and the Township of Tyendinaga in Hastings County
(refer to Figure 1). The communal wastewater system consists of approximately 200km of gravity
sewer, one major pressure sewer, three main pumping stations, 10 smaller sub-area pumping
stations, and a single wastewater treatment plant (WWTP) that provides secondary level
treatment and disinfection to wastewater prior to discharging to the Bay of Quinte. Refer to Figure
2 for an overview of key wastewater conveyance and treatment infrastructure.

The WWTP, which is owned by the City and currently operated by the Ontario Clean Water
Agency (OCWA), has a rated average daily flow (ADF) capacity of 54,500m3/d, a rated peak daily
flow (PDF) capacity through primary treatment of 163,440m3/d, and a rated peak daily flow
capacity through secondary treatment of 92,000m3/d. The plant provides treatment of wastewater
through a conventional activated sludge system that includes preliminary treatment (grit removal
and screening), primary treatment, secondary treatment (aeration and secondary clarification
through two independent treatment trains – ‘Plant 1’ and ‘Plant 2’), disinfection (chlorination and
dechlorination), as well as chemical feed systems for phosphorus removal. Solids are removed
from the primary treatment tanks, stabilized in an anaerobic digester, and stored as liquid
biosolids in five on-site biosolids storage tanks prior to being hauled off-site for seasonal land
application.

The City and OCWA have made efforts in recent years to ensure overall compliance of the
system, however, a number of challenges have been identified, including but not limited to,
relatively high wet weather flows sometimes leading to plant upset and secondary treatment
bypasses, capacity limitations within the solids treatment train, periodic generation of odours
leading to some complaints, less than ideal operating conditions (e.g., sludge bulking reported to
be related to filamentous bacteria growth), insufficient emergency power, and aging equipment
and  components.
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1.2 Class Environmental Assessment and Master Planning

The Ontario Environmental Assessment Act (EA Act), enacted in 1976, formally recognizes the
Municipal Class Environmental Assessment (Class EA) process and outlines requirements for EA
approval. The Municipal Class EA process and Master Planning process applies to municipal
infrastructure projects, including roads, water, and wastewater projects. This Master Plan Report
has been carried out following the planning process of the Municipal Class EA, as approved under
the Environmental Assessment Act (EA Act) R.S.O. 1990, Chapter E. 18.

To ensure that environmental impacts and effects are considered for each project as per the EA
Act, proponents are required to generally follow the planning process set out in the Municipal
Class EA Guidelines, prepared by the Municipal Engineers Association (MEA) (2010, as amended
in 2007, 2011 and 2015) (www.municipalclassea.ca). The Class EA process includes the
following stages:

Phase 1: Problem and/or opportunity identification.

Phase 2: Identification and evaluation of alternative solutions to determine a
preferred solution to the problem or opportunity. This Phase also compiles
an environmental ‘inventory’, identifies impacts, and outlines mitigation
measures.

Phase 3: Identification and evaluation of design concepts for the preferred solution.
A detailed evaluation of the environmental effects and mitigation measures
are addressed during this project Phase.

Phase 4: Complete and place Environmental Study Report on Public Record. The
Report will document Phases 1 through 3 and summarize the consultation
undertaken throughout the planning process and is considered valid for a
10 year period.

Phase 5: Implementation and monitoring.

Since projects may vary in their environmental impact, they are classified in terms of the following
schedules:

· Schedule ‘A’ projects usually have minimal environmental effects and generally include
normal or emergency operational and maintenance activities. These projects are pre-
approved under the Class EA planning process. Projects within this category are subject to
Phases 1 and 5.

· Schedule ‘A+’ projects are pre-approved projects similar to Schedule ‘A’, however, the
public is to be advised prior to project implementation.

· Schedule ‘B’ projects have the potential for some adverse environmental impacts and,
therefore, the proponent is required to proceed through a screening process, including
consultation with affected parties. Generally, these projects include improvements and
minor expansions to existing facilities. Projects within this category are subject to
Phases 1, 2 and 5.
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· Schedule ‘C’ projects have the potential for greater environmental impacts and are subject
to all five Class EA Phases. Generally, these projects include the construction of new
facilities and major expansions to existing facilities.

A Master Plan is conducted under the framework of the MEA Class EA Process. It is a planning
tool that identifies infrastructure requirements for existing and future land use, through the
application of environmental assessment principles, and is intended to satisfy Phases 1 and 2 of
the Class EA process. The Municipal Class EA guideline identifies four (4) basic approaches of
the Master Planning process, including

· Approach No.1: This approach concludes at the end of Phases 1 and 2 of the Municipal
Class EA Process. With this approach, the Master Plan is being completed at a broad level
of assessment and may require further detailed assessment at the project-specific level
depending on the nature of the project.

· Approach No.2: This approach also concludes at the end of Phases 1 and 2 of the Municipal
Class EA Process. However, the level of detail (i.e., investigation, consultation and
documentation) fulfills the requirements for Schedule ‘B’ projects.

· Approach No.3: This approach involves the preparation of a Master Plan document at the
conclusion of Phase 4 of the Municipal Class EA Process. The level of detail of the Master
Plan document can fulfill requirements for Schedule ‘B’ and/or Schedule ‘C’ projects.

· Approach No.4: This approach involves integration with the approvals under the Planning
Act.

The Belleville Wet Weather and Wastewater Servicing Master Plan has followed Approach No. 1,
which involves the preparation of a Report at the conclusion of Phases 1 and 2. In this case, the
Master Plan has been completed at a broad level of assessment thereby requiring more detailed
investigations at a project-specific level in order to fulfill the Municipal Class EA documentation
requirements for any specific Schedule ‘B’ and ‘C’ projects identified within the Master Plan.

This Master Plan should be reviewed every five years to determine the need for detailed formal
review and/or updates. Potential changes, which may trigger the need for an update, include:

· Major changes to the original assumptions
· Major changes to components of the Master Plan
· Significant new environmental effects
· Major changes in the proposed timing of projects within the Master Plan based on changed

conditions relative to the original projections/predictions

1.3 Study Area

This Master Plan considers the Study Area to be within the boundary of the City of Belleville, as
illustrated in Figure 2. Future development areas are considered as part of this Master Plan.
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1.4 Methodology

As part of the Master Plan process, the following key technical issues were reviewed through the
preparation of a number of Technical Memoranda (TMs), and have been used as reference
documents for the preparation of this Master Plan, including:

· TM 1 Population and Development Projections, dated September 2017 (revised March,
2018) was prepared to summarize the population and development projections for the
Master Plan planning horizon.

· TM 2A Wastewater Treatment Plant Condition Assessment, dated October 2017
(revised March 2018), was prepared to summarize a “general” condition assessment (i.e.
based on site observations and discussions with operators) of the WWTP buildings,
treatment process infrastructure and other ancillary systems and components.

· TM 2B Wastewater Treatment Plant Needs Assessment, dated December 2017
(revised March 2018 and May 2018), was prepared to summarize a process assessment
of the WWTP.

· TM 3 Belleville Wastewater Conveyance Needs Assessment, dated December 2017
(revised March 2018 and May 2018), was prepared to summarize key findings from a
desktop condition assessment of the wastewater conveyance system, as well as the
overall approach for assessing future servicing requirements for related infrastructure.

· Phase 1 Report – Belleville Wet Weather and Wastewater Servicing Master Plan,
dated March 2018 (revised May 2018), was prepared to summarize findings from the first
phase of the Master Plan process This generally included  a summary of existing
conditions and constraints and presentation of  a formal problem identification statement.

· TM 4 Belleville Wastewater Treatment Plant Liquid Train Approaches, dated January
2019, was prepared to review and identify potential approaches for addressing both the
short and long-term needs of the liquid treatment train.

· TM 5 Belleville Wastewater Treatment Plant Solids Train Approaches, dated January
2019, was prepared to review and identify potential approaches for addressing both the
short and long-term needs of the solids treatment train.

· TM 6 Belleville Wastewater Treatment Plant Odour Control, dated January 2019, was
prepared to review and identify potential approaches for odour mitigation for the WWTP
and collection system.

· TM 7 Belleville Wastewater Treatment Plant Backup Power, dated January 2019, was
prepared to review and identify potential approaches for backup power for the WWTP.

· TM 8 Conveyance System Assessment and Alternatives, dated February 2019
(revised May 2019), was prepared to summarize the conveyance system hydraulic
capacity modelling, assess the system under various servicing scenario/conditions, and
evaluate and identify a preferred long-term servicing strategy for the conveyance system.
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A summary of the findings and recommendations from these TMs can be found in the subsequent
sections of this Report.

2.0 Problem and Opportunity Statement

The following is the Problem and Opportunity Statement that was developed at the conclusion of
Phase 1:

The City of Belleville is serviced by a communal wastewater system that consists of
approximately 200km of gravity sewer, one major pressure sewer, three main larger
capacity pumping stations, several smaller capacity sub-area pumping stations, and a
single wastewater treatment plant (WWTP) that provides secondary treatment and
disinfection to wastewater prior to the discharging of treated effluent to the Bay of Quinte.
Although the WWTP has been able to historically meet its Environmental Compliance
Approval treated effluent requirements, there have been a number of significant
challenges and associated risks in achieving these requirements with the current
treatment facility and more challenges are predicted moving into the future including,
accommodation of increased average day flows, continued high peak flows leading to
bypassing of the secondary treatment process, treatment process and equipment capacity
constraints, aging plant equipment and components and changing legislative
requirements. The conveyance portion of the communal wastewater system (i.e. the
gravity collection sewers, pressure sewers, pump stations and forcemains) will also need
to be appropriately expanded and renewed as needed to accommodate current and future
flows generated within the community. There is an opportunity through the Master
Planning process to review the wastewater system holistically and develop a strategic plan
of actions that can be implemented over a logical time period and in a prioritized fashion
with the intended goal of addressing the identified problems (including management of wet
weather events) and ensuring appropriate performance and reliability of the wastewater
system in both the short and long term.

3.0 Existing Conditions and Needs Assessment

3.1 Conveyance System

TM 3 - Belleville Wastewater Conveyance Needs Assessment (Appendix A) summarizes key
findings from a desktop condition assessment of the wastewater conveyance system, as well as
the approach for assessing future servicing requirements for this infrastructure.

For linear infrastructure, the desktop condition assessment was based on pipe type, age and
typical life spans. For the pumping stations, the desktop condition assessment was based on a
meeting with City staff to identify if any new upgrades had been undertaken at the City-operated
SPSs since the completion of a 2011 condition assessment of related infrastructure; a meeting
with OCWA staff to identify if any new upgrades had been undertaken at the OCWA-operated
SPSs since their most recent major upgrade and/or reconstruction, and; a site walk through visual
inspection of the East End SPS and Front Street SPS on September 11, 2017.
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TM 3 also summarized (i.e. at the time it was completed) the status of the hydraulic model for the
conveyance system and identified next steps for advancing the model and assessing future
servicing requirements.

3.1.1 Physical Description of Existing Infrastructure

3.1.1.1 Linear Infrastructure

The City’s wastewater collection system generally consists of over 196km of sanitary
sewer ranging in diameters from 100mm to 1500mm and ages from 0 to 100 years. The
various sewer materials present in the system include asbestos cement (AC), vitrified clay,
concrete (CON) and polyvinyl chloride (PVC). Although the City has been making
significant efforts in recent years to reduce stormwater connections, the collection system
still consists of “sanitary sewers” (i.e., pipes that collect and convey wastewater, and some
infiltration and inflow from extraneous sources), “nominally separate sewers” (i.e., sanitary
sewers that also have connections from roof leaders and foundation drains), as well as
“combined sewers” (i.e., pipes that collect and convey both wastewater and stormwater
runoff through a direct stormwater collection connection, such as a catch basin). Given
this, the City’s collection system can be classified as a Partially Separated Sewer System,
in accordance with Ministry of the Environment, Conservation and Parks (MECP)
definitions.

3.1.1.2 Sewage Pumping Stations and Pressurized Sewers

Like many communities, the City has topographical and natural constraints, which make
conveying sewage solely by gravity unfeasible at several locations. As a result, pumping
stations and pressurized sewers have been constructed to overcome these constraints.
All wastewater generated within the system is ultimately conveyed to the Belleville
Wastewater Treatment Plant (WWTP) as follows:

· Through the Moira River Trunk Sewer (which receives flows from three small
pressure sewers, several gravity systems and generally operates under pressure);

· Pumped by the Front Street Sewage Pump Station (SPS); and

· Pumped by the East End SPS.

The Dundas/Palmer SPS, Front Street SPS, East End SPS, and the WWTP are owned
by the City but operated by the Ontario Clean Water Agency (OCWA). There are 10
smaller sub-area SPSs that are owned and operated by the City. Refer to Figure 3 for a
schematic representation of the collection system, Table 1 for a summary of each SPS,
Table 2 for a summary of key operational characteristics for the three primary SPSs.

There are four (4) large raw sewage pumps located in the basement of the pump gallery
in the Belleville WWTP. These pumps are currently being used by the operator daily to
improve velocities through the Moira River Trunk Sewer and to reduce potential solids
settlement and odour issues. These pumps are being used as an operational “tool” by staff
in this regard, but are not being relied on for any increased collection system hydraulic
capacity and have not been considered in the collection system modelling work in TM 8.
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Figure 3: Existing Collection System Schematic
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Table 1: Sewage Pumping Station Inventory

Station
No.(1),(2)

Pumping
Station

Year of
Construction

(Major
Upgrade)(3)

Address / Description Operated
By

1 Thurlow Bridge 1996
9 Moira Lee Court
Brick and masonry genset
building and wet well

City

2 Symington 1978
311 Herchimer Avenue
Aluminum sided building and
packaged Mono-O-Ject Air-Lift

City

3 Roblin Place 1988
1 Sherwood Crescent
Masonry genset building and
pre-cast concrete

City

4 West Moira 1979
331 Moira Street West
Aluminum sided building and
package Flygt steel wet well

City

5 Millennium 2002

145 Millennium Parkway
Brick and masonry genset
building and pre-cast concrete
wet well

City

6 Forest Hill 1967 331 Farley Avenue
Packaged Mon-O-Ject Air-Lift City

7 Centennial 1991

356 Bridge Street West
Brick and masonry genset
building and pre-cast concrete
wet well

City

8 Cascade 1977
100 Cascade Boulevard
Masonry genset building and
pre-cast wet well

City

9 Avonlough 1968 (2007) 320 Avonlough Road
Underground wet well station City

10 College St. E 2013 Concession 2 College St. E
Underground wet well station City

11 Dundas/Palmer (2011)(4)
325 Dundas Street West
Brick genset building and wet
well

OCWA

12 Front Street 1962 (2007-2014)

90 South Front Street
Brick genset, screening and
pumphouse building with
concrete dry pit and wet well

OCWA
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Station
No.(1),(2)

Pumping
Station

Year of
Construction

(Major
Upgrade)(3)

Address / Description Operated
By

13 East End 1961 (1995)

131 St. Paul Street
(Belleville WWTP)
Brick genset, screening and
pumphouse building with dry pit
and wet well

OCWA

(1) Details for Stations 1 through 9 from XCG, 2011 Condition Assessment Report
(2) Details for Stations 10, 11 and 12 from related Environmental Compliance Approvals
(3) Major upgrade generally includes replacement of pumps and associated electrical updates
(4) Original construction date unknown

Table 2: Primary Sewage Pumping Station Operational Characteristics

Station
No. Pumping Station ECA No. Pumping Infrastructure / Rated Capacity

11 Dundas/Palmer 8053-
8B3MNH

3 submersible pumps each rated for 173L/s at
14.3m TDH
Firm Capacity: 289L/s

12 Front Street 2748-9Q3PVQ

3 submersible pumps each rated for 325L/s at
20.0m TDH
1 submersible pump rated for 315.5L/s at
12.6m TDH
Firm Capacity: 975L/s

13 East End 3-1605-94-956 4 pumps each, rated for 175 L/s at 11 m TDH
Firm Capacity: 550L/s

3.1.2 Conveyance System Condition Assessment

With respect to linear infrastructure, the proposed service life for various pipe materials was
identified as 75 years for asbestos cement, PVC/HDPE, and concrete/RC and 40 years for vitrified
clay, consistent with the City of Belleville’s Asset Management Plan. It was noted that pipes that
will be approaching or exceeding their typical life span within the 10 and 20-year Master Plan
timeframes could require replacement. TM 3 summarized the City’s existing linear infrastructure
based on age alone, as illustrated in Figure 4 and 5 below. It should be noted that the City advises
there are several gaps and assumptions in the sanitary sewer database comprising the City’s
Asset Management Plan, most notably the date of construction of the asset. As Figures 4 and 5
rely on the Asset Management Plan database, it is recommended that the actual replacement
needs should be based on a variety of factors and a visual assessment of pipes should be
completed before replacement is considered. It is further recommended that the City initiate a
program to update the sanitary sewer database to better reflect the actual age and condition of
these assets so as to provide better information in prioritizing replacement needs.
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Figure 4: Potential Replacement Timeframe of Sanitary Network Inventory

Existing Deficit
44  km
23%

0 to 10 Year
12 km
6%

10 to 20 Year
13 km
6%

20 + Years
129 km
65%
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With respect to the secondary SPSs (i.e., City operated), several are at or nearing their anticipated
useful life, and were therefore recommended for replacement in a 2011 Condition Assessment
by XCG Consultants. Notwithstanding this, a number of the smaller SPSs in the City’s west end
were recommended for decommissioning in the 2010 Loyalist Secondary Plan Area Master Plan
and proposed to be replaced with a single larger SPS. Since minimal upgrades were noted by the
City to have been undertaken at the SPSs since 2011, it is recommended that the 2011 Condition
Assessment recommendations for replacement and/or rehabilitation, in addition to the 2010
Loyalist Secondary Plan Area Master Plan recommendations be carried forward.

With respect to the three primary SPSs (i.e., OCWA-operated), OCWA has indicated that minimal
upgrades have been undertaken since their last major upgrade and noted minimal concerns with
the stations in general. Some commentary related to condition following a site walk-through of the
Front Street SPS and East End SPS was also provided.

A summary of TM 3’s desktop condition assessment for the SPSs is presented in Table 3 below.

Table 3: TM 3 Desktop Condition Assessment Summary – Sewage Pumping Stations

Station
No.

Pumping
Station Future Considerations

1 Thurlow Bridge
· Replace Pump 1 (XCG, 2011)
· Minor upgrades related to best practices, safety, code, etc.

(XCG, 2011)

2 Symington · Replace station
· Some rehabilitation options (XCG, 2011)

3 Roblin Place

· Minor upgrades (e.g., replace concrete apron around wet well
and manhole) (XCG, 2011)

· Recommended to be decommissioned and flow diverted to
proposed sanitary sewer routes for Potter Creek Drain Area
(AECOM, 2010)

4 West Moira

· Replace wet well and both sewage pumps (XCG, 2011)
· Other minor upgrades (XCG, 2011)
· Recommended to be decommissioned and flow diverted to

proposed sanitary sewer routes for Potter Creek Drain Area
(AECOM, 2010)

5 Millennium · Minor improvement recommendations (XCG, 2011)
6 Forest Hill · Replace station (XCG, 2011)

7 Centennial

· Minor improvement recommendations (e.g., install flow meter)
(XCG, 2011)

· XCG, 2011 communication upgrades complete
· Recommended to be decommissioned and flow diverted to

proposed sanitary sewer routes for Potter Creek Drain Area
(AECOM, 2010)
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Station
No.

Pumping
Station Future Considerations

8 Cascade

· Minor recommendations (e.g., install flow meter, replace wet
well lid) (XCG, 2011)

· New pump recently installed and City is replacing generator
set in near term

· Recommended to be decommissioned and flow diverted to
proposed sanitary sewer routes for Potter Creek Drain Area
(AECOM, 2010)

9 Avonlough
· Recommended to be upgraded to receive flows from the

Cascade, West Moira, Roblin Place and Centennial SPSs
(AECOM, 2010)

10 College St. E · Nothing to note

11 Dundas/Palmer · Grinder replacement may be needed in the near term (OCWA,
2017)

12 Front Street

· Screen replacement may be required in near term (OCWA,
2017 and JLR observations)

· Ventilation review required (currently no ventilation apparent in
screening room) (JLR observation)

13 East End

· Muffin monster bar screen grinder replacement (OCWA, 2017)
· Periodic rebuild/maintenance required on pumps (OCWA,

2017)
· Control system should be upgraded as part of the next major

upgrades (JLR observation)

3.1.3 Hydraulic Model Development and Approach

A computer simulated model of the sanitary system including major gravity trunk sewers and
pressure sewers, maintenance holes, primary pumping stations and forcemains and other system
infrastructure was developed using PCSWMM hydraulic modelling software. The model was
developed based on information provided by the City and OCWA to reflect current system
conditions. Both “static” and “dynamic” model simulations were undertaken for different purposes,
as a part of the hydraulic modeling work in TM8.  The static simulations utilize current City sanitary
sewer standard design flow criterion and has been used to evaluate the hydraulic capacity of the
trunk sewers.  The dynamic simulations utilize collected sewer flow data and has been used for
assessment of pump stations and major pressure sewers.  The results of the modelling work have
been used to identify the recommended preferred servicing strategy for the conveyance system
in order to meet the desired level of service and a prioritized list of projects has been developed.
Refer to Appendix A - TM 3 and TM 8 for further details on the hydraulic model development.
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3.2 Belleville Wastewater Treatment Plant (WWTP)

A broad-based site observation type condition assessment of key components of the WWTP was
undertaken on September 12, 2017 for the purpose of generally establishing the facility’s existing
condition and to identify replacement and/or repair needs. Key findings from the condition
assessment are detailed in TM 2A – Belleville Wastewater Treatment Plant Condition
Assessment.

A process review of the major WWTP unit operations was undertaken at the site on September
12, 2017 in order to better understand the current process and operational practices and
constraints. The key findings from the process review are detailed in TM 2B – Belleville
Wastewater Treatment Plant Needs Assessment, as well as a review of historical documentation
and data related to the WWTP.

The following sections provide a summary of TM 2A and 2B. Refer to Appendix A for further
details.

3.2.1 Physical Description of Existing Infrastructure

The Belleville WWTP is a conventional activated sludge (CAS) treatment system that has a rated
ADF of 54,500m3/d, a rated PDF capacity through primary treatment of 163,440m3/d, and a rated
PDF capacity through secondary treatment of 92,000m3/d. The WWTP was originally constructed
in 1961 as only a primary treatment system. It was expanded to include secondary treatment and
a secondary digester in 1969, additional primary clarifiers, chlorine contact tank and new primary
and secondary digesters in 1982, two new sludge storage tanks in 1992, and a second treatment
train for additional primary and secondary treatment capacity in 1996 (this was the time when the
MECP turned the WWTP over to the City to own). Since 1996, relatively minor upgrades have
been undertaken in 2005/2006, 2009 (new screens), and 2012-2014. A summary of historical
upgrades is presented in Table 4.

Table 4: Summary of Historical WWTP Upgrades

Year Description of Upgrade

1961/1962 Original construction of the Belleville WWTP (primary treatment only – currently
Plant 2 FST Tank 4)

1969

Upgrade to secondary treatment (new primary settling tanks – currently Plant 2
FST Tank 5, aeration tanks, and secondary settling tanks – currently Plant 1
aeration and FST Tanks 1-3), and addition of a secondary digester (currently
Biosolids Storage Tank 3)

1982
Expansion to include additional primary clarifiers (currently PST Tanks 1 and 2),
chlorine contact tank, a new primary and secondary digestion process (currently
Primary and Secondary Digestion Tanks 4 and 5), and a new outfall

1992 Addition of two new sludge (biosolids) storage tanks (currently Biosolids Storage
Tanks 6 and 7)

1996

Addition of a second treatment train (“Plant 2”), including some new tanks
(currently Plant 2 Aeration Tanks 4 and 5) and modification of existing tanks
(currently Plant 2 FST Tank 4 modified from 1961 primary treatment tank and
Plant 2 FST Tank 5 modified from 1969 primary treatment tank)
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Year Description of Upgrade

2005 New screen bypass channel in south grit tank; modification to influent chamber
bypass weir to raise elevation

2006 New/modified channels to improve hydraulics

2009
Replacement of screens
(3 new mechanical screens with 1 new manual screen for bypass) and addition
of dechlorination

2012/2013 Tank 5 (secondary digester) piping modifications (optional bottom inlet for
sludge transfer)

2013 FST 4 & 5 modifications to improve flow hydraulics (adjustable flow wedge and
widening of inlet ports)

2014 Biosolids Storage Tank modifications (enhanced multi-level supernating
capabilities in Tanks 1, 2, 3, 6, and 7)

The WWTP liquid treatment train generally consists of the following:

· Preliminary Treatment: Raw sewage is conveyed through a series of forcemains and a
pressure sewer to two open aerated grit removal units (settled grit is removed by a clamshell
bucket type system), followed by three automated 12mm screens. A fourth manual ‘bypass’
screen (25mm) is available for peak flows. Screenings are washed and compacted prior to
disposal. The south grit tank side wall provides a hydraulic screening bypass for flows in
excess of 136,000m3/d.

· Primary Treatment: Screened sewage is aerated in two open flocculation tanks, followed by
settling in two primary settling tanks (PSTs), each equipped with a travelling bridge type
sludge collection system. The PSTs are also used for co-thickening waste activated sludge
(WAS).

· Secondary Treatment: Primary effluent is split 60:40 (Plant 1:Plant 2) and conveyed through
two independent treatment trains. Plant 1 consists of three aeration tanks (No. 1, 2, and 3),
three final settling tanks (FST No. 1, 2, and 3) complete with chain and flight sludge
collection systems and an activated sludge pumping system for returning activated sludge
(RAS) to the aeration tanks and wasting (WAS) to the south grit removal tank for co-
thickening in the PSTs. Plant 2 consists of two aeration tanks (No. 4 and 5), two final settling
tanks (FST No. 4 and 5) complete with chain and flight sludge collection systems and two
activated sludge pumping systems for returning activated sludge to each aeration tank, and
wasting WAS to grit tanks for co-thickening in the PSTs.

· Disinfection: Secondary effluent is disinfected with chlorine gas in a single chlorine contact
tank, and dechlorinated with sulphur dioxide gas prior to being conveyed through an outfall
sewer(s) to the Bay of Quinte.

The solids treatment train generally consists of the following:

· Digestion: Co-thickened sludge from the PSTs is stabilized in a single primary mesophilic
digestion tank (No. 4). A secondary digestion tank (No. 5) operates strictly as additional
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storage (allowing for some decant of supernatant) prior to conveyance to the biosolids
storage tanks. A polymer dosing system doses digested sludge leaving the secondary
digester to aid in thickening.

· Biosolids Storage: Storage of digested sludge (i.e., biosolids) is achieved through three
shorter term storage tanks (No. 1, 2, and 3) and two longer term storage tanks (No. 6 and
7) prior to land application of biosolids in the spring, summer, and fall seasons.

Refer to Figure 6 for a block flow diagram of the WWTP systems and Figure 7 for a general
arrangement (site plan) of the WWTP site.

The WWTP is operated in accordance with Environmental Compliance Approval (ECA) Number
2178-B2ZLM8, dated May 30, 2019. Table 5 provides a summary of key ECA compliance
requirements for treated effluent quality.

Table 5: WWTP ECA Compliance Requirements

Parameter Objectives
Limits

Concentration Loading
cBOD5

(1) 10.0mg/L 15.0mg/L 817.5kg/d
Total Suspended Solids(1) 10.0mg/L 15.0mg/L 817.5kg/d
Total Phosphorus(2) 0.2mg/L 0.3mg/L 16.35kg/d
Total Residual Chlorine Non-detect 0.02 mg/L -
E. Coli(3) 100CFU/100mL 200CFU/100mL -

pH (4) 6.5 – 8.5
inclusive 6.0 – 9.5 inclusive

(1) Annual average concentration and loading.
(2) Monthly average concentration.
(3) Monthly geometric mean density.
(4) Single sample result.
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3.2.2 Historical Wastewater Flows

Annual reports and daily and minutely flow data for the WWTP were reviewed for 2012 to present.
As summarized in Table 6, the WWTP is currently operating at approximately 50% its rated
average day flow (ADF) capacity of 54,500m3/d (based on an average of the last several years of
flow), but periodically exceeds its primary treatment rated peak flow capacity of 163,440 m3/d.

Table 6: WWTP Flow Summary (2012-2017)

Year
Annual

Average Day
Flow(1) (m3/d)

Annual
Maximum Day
Flow(1) (m3/d)

Peak Hourly
Flow(2)

(m3/d)

Peak
Instantaneous
Flow(3) (m3/d)

Annual
Prec.

(mm)(4)

2012 24,972 71,853 - - 665
2013 25,383 107,571 - - 802

2014 28,042 151,610
(150,690)(5)

193,159
(172,037)(5) 218,591 827

2015 22,311 87,010 164,469 168,939 769
2016 21,348 86,628 134,243 150,637 758

2017 34,406 250,000
(130,620)(5)

250,000
(147,403)(5) 250,000 1110

Overall
(2012-2017)(6) 26,077 151,610 193,159 -

ECA Rated
Capacity(7) 54,500

163,440
(Primary)
92,000

(Secondary)

-

(1) Calculated from daily average flow data provided directly by OCWA (WWTP effluent).
(2) Calculated using minutely flow data provided directly by OCWA for the top 5 ‘highest flow’ days in

each year (WWTP effluent). Data for 2012 to 2013 not available.
(3) From ‘PCP Summary Results’ spreadsheets provided by City (using data extracted from

WWTP/OCWA monitoring data); represents maximum flow meter reading reached. It is noted that
250,000m3/d is the maximum flow meter reading registered.

(4) Environment Canada.
(5) Value in parenthesis represents second highest peak flow that was a result of a separate rain event

from the first highest peak flow for that year.
(6) Overall Maximum Day and Peak Hourly Flows exclude flows that resulted from a significant rain event

on May 5/6, 2017.
(7) Rated peak flow capacity of primary and secondary treatment not defined in ECA. Assumed to

represent the rated peak hour flow capacity.

It is noted that flows have fluctuated considerably over the past few years, ranging from a very
dry summer and low ADF in 2016 (drought conditions) to very wet years and higher ADFs in 2014
and 2017. Annual precipitation data for the review period has been provided for reference. It has
been reported by the City that there have been no raw sewage overflows in the collection system



Belleville Wet Weather and Wastewater Servicing Master Plan

J.L. Richards & Associates Limited December 2019 Final After 30d Review
JLR No.: 27613-000.1 -28-

or bypasses of the primary treatment system at the WWTP during the review period. For the
purpose of this Study, it has been assumed that a flow of 251,395 m3/d, which is the rated capacity
of the grit tanks, is the threshold flow at which a bypass around the primary treatment system
would occur. It has also been noted by the City that in general, ADF between 2012 and present
have been on the low end compared to the last 15 years, where ADF was in the order of
30,000m3/d between 2006 and 2011. This reduction in ADF could be due to below normal wet
weather conditions during the review period (with the exception of 2014 and 2017), but also due
to City efforts to “tighten up” the collection system (i.e. reduce inflow and infiltration) and success
with water use reduction measures.

Based on the flow data reviewed, the Belleville wastewater collection system appears to be
heavily influenced by wet weather events, as evidenced by very high maximum day and peak
hour peaking factors (maximum peaking factors of 5.4 and 7.4, respectively) that exceed typical
values (range of 1.5 to 2.6 based on MECP, 2008 and CCO, 2012). It is also understood that
while the City has been making efforts to identify and separate combined sewers, some storm
outlets, including catch basins, roof leaders and foundation drains are still directly connected to
the sanitary system, making the system a Partially Separated Sewer System, in accordance with
recent definitions circulated through the final ECA from the MECP on May 30, 2019.

It is noted that the ‘overall’ historic maximum flows, which were carried forward as design flows,
exclude data from a significant precipitation event on May 5/6, 2017 for the following reasons:

· The MDF and PHF flows far exceed the second highest peak flows recorded in the past 6
years (151,610 m3/d MDF and 193,159m3/d PHF in 2014).

· The 99.5th percentile of daily flow data in 2017 was only 154,933m3/d compared to the
250,000m3/d maximum daily registered reading.

3.2.3 WWTP Condition Assessment Recommendations

A detailed summary of condition assessment observations, condition rating, estimated remaining
life, and estimated cost to replace is contained in TM 2A. The following tables summarize
estimated costs and key recommendations made within TM 2A for the near to medium term (2017
to 2027) and medium to long term (2027 to 2037) timeframes. Refer to Appendix A - TM 2A for a
complete description and limitations associated with the related recommendations and costs.
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Table 7: Summary of Condition Assessment Recommendations and Estimated Costs for the Near
to Medium Term Timeframe (2017 to 2027)

Facility/Class
Opinion of
Probable

Cost(1)
Description(2)(3)

Headworks

Architectural and Structural $90,000 Replace exterior overhead conveyor
and misc. repairs to walls and tanks

Building Electrical $20,000 Lighting and power system upgrades
Building Mechanical $20,000 Replace heaters

Process Piping and Equipment $120,000 Replace blowers and sluice gates
Process Electrical $130,000 Misc. replacements, including MCC

Instrumentation and Controls $120,000 Replace ICP
Headworks Subtotal $500,000

Primary Treatment
Architectural and Structural $120,000 Misc. repairs to walls and tanks

Building Electrical $20,000 Lighting and power system upgrades
Building Mechanical $80,000 Replace heaters and sink

Process Piping and Equipment $1,840,000
Replace slide gates, blowers,

travelling bridge, one raw sewage
pump and misc. piping replacements

Process Electrical $280,000 Misc. replacements, including MCC
and panels

Instrumentation and Controls $120,000 Replace ICP
Primary Treatment Subtotal $2,460,000

Secondary Treatment
Architectural and Structural $160,000 Misc. repairs to walls and tanks

Building Electrical $60,000 Lighting and power system upgrades

Building Mechanical $1,330,000

Replace heaters, glycol system,
boilers and related equipment, and
Boiler Room & Chemical Storage

Building exhaust system

Process Piping and Equipment $500,000 Replace scum troughs, RAS pumps,
scum pumps, and automatic sampler

Process Electrical $150,000 Replace MCC No.4
Instrumentation and Controls $250,000 Replace ICPs

Secondary Treatment Subtotal $2,450,000
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Facility/Class
Opinion of
Probable

Cost(1)
Description(2)(3)

Disinfection
Architectural and Structural $50,000 Misc. repairs to walls and tanks

Building Electrical - -

Building Mechanical $90,000
Replace ventilation, misc. unit
heaters, sink/piping and safety

shower

Process Piping and Equipment $370,000

Replace sluice gates, mixer, and
misc. sample pumps, chlorine tonner

weigh scales, and effluent
pumps/piping

Process Electrical - -
Instrumentation and Controls - -

Disinfection Subtotal $510,000
Digestion

Architectural and Structural $50,000 Misc. repairs to walls and tanks
Building Electrical $40,000 Lighting and power system upgrades

Building Mechanical $60,000 Replace heaters and misc. piping

Process Piping and Equipment $890,000

Replace lances on gas mixing
system, heat exchanger, gas

compressors, sludge transfer pumps
and misc. piping

Process Electrical $200,000 Replace MCC
Instrumentation and Controls $200,000 Replace ICP and misc. control panels

Digestion Subtotal $1,440,000
Biosolids Storage

Architectural and Structural $120,000 Misc. repairs to walls and tanks
Building Electrical $40,000 Lighting upgrades

Building Mechanical $50,000 Replace misc. piping, heaters, and
water tank

Process Piping and Equipment $1,520,00

Replace electric mixers with hydraulic
mixing system in all tanks, heat

exchanger, process piping, sample
sink

Process Electrical $300,000 Replace MCCs
Instrumentation and Controls - -
Biosolids Storage Subtotal $2,030,000
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Facility/Class
Opinion of
Probable

Cost(1)
Description(2)(3)

Other Buildings
Architectural and Structural $10,000 Misc. repairs to walls and tanks

Building Electrical - -
Building Mechanical - -

Process Piping and Equipment - -

Process Electrical $450,000 Replace generator
(assumed with 750kW for reference)

Instrumentation and Controls - -
Other Buildings Subtotal $460,000

Site Wide
Process Electrical $1,000,000 Replace substation

Instrumentation and Controls $350,000 Instrument Replacement(4)

Site Wide Subtotal $1,350,000
Overall Subtotal

(No markup) $11,200,000

Includes assets/recommendations with a condition rating of 1 or 2.
(1) All costs are order of magnitude only and based on a Class D level estimate as defined in

Section 2.7 of TM 2A. All costs are tallied directly from Appendix A in TM 2A and are not
inclusive of assets listed in the inventory for which there is no cost listed either because the
scope of work has not been determined or because the asset could not be reviewed (e.g.,
roofing assessments, submerged assets or assets covered in sludge, miscellaneous piping,
tunnel concrete work, inaccessible tanks/structures, electrical code reviews), nor it is
inclusive of a complete inventory of all assets such as piping, HVAC systems, and lighting.

(2) Descriptions are general and may not be inclusive of all recommendations; refer to
Appendix A in TM 2A for complete inventory.

(3) Immediate term (0-2 years) works include miscellaneous outdoor corroded electrical
brackets, panels, and wiring at the Headworks and Primary Treatment Facilities, and an
apparent leaking pipe near an MCC in Building 1 and 2.

(4) Instruments should be reviewed on a case by case basis. An allowance of $350,000 has
been carried for the replacement of all instruments (like for like) based on existing
instrument inventory.
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Table 8: Summary of Condition Assessment Recommendations and Estimated Costs for the
Medium to Long Term Timeframe (2027 to 2037)

Facility Opinion of
Probable Cost(1) Description(2)

Headworks $1,050,000
Replace grit sluice gate actuators, blowers,

screens and level meters, gas detection system,
grit panel wiring and misc. tank upgrades

Primary Treatment $120,000 Replace raw sludge pumps and piping and misc.
raw sewage piping

Secondary Treatment $1,630,000

Replace sump pumps, aeration blowers, sludge
and scum collectors, scum pumps, coagulant
pumps, MCCs 7A, 7B, 6, 5A, 5B, CP01, misc.

heating and ventilation upgrades in related
buildings, and other minor replacements (misc.

piping, safety shower)

Disinfection $220,000
Replace chlorinators, misc. sample pumps and
piping, gas detection system and lighting and

power  upgrades

Digestion $210,000

Replace ventilation in control building,
condensate trap, gas boosters, sediment traps,
sludge transfer/recirculation pumps and misc.

process and gas piping

Biosolids Storage $200,000

Replace exhaust fan in Building 1 & 2, unit
heaters in Buildings 3 and 6 & 7, safety shower in

Building 6 & 7, sludge pumps/grinders in all
buildings and misc. process piping

Other Buildings $60,000
Replace unit heaters/dampers in Generator

Building, diesel day tank and pump, and misc.
lighting and power upgrades

Site Wide - -
Overall Subtotal

(No Markup) $3,500,000

Includes assets/recommendations with a condition rating of 3 only.
(1) All costs are order of magnitude only and based on a Class D level estimate as defined in

Section 2.7 of TM 2A. All costs are tallied directly from Appendix A of TM 2A and are not
inclusive of assets listed in the inventory for which there is no cost listed either because the
scope of work has not been determined or because the asset could not be reviewed (e.g.,
roofing assessments, submerged assets or assets covered in sludge, miscellaneous piping,
tunnel concrete work, inaccessible tanks/structures), nor it is inclusive of a complete
inventory of all assets such as piping, HVAC systems and lighting.

(2) Descriptions are general and may not be inclusive of all recommendations; refer to
Appendix A of TM 2A for complete inventory.
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3.2.4 WWTP Needs Assessment Recommendations

Overall, the needs of the Belleville WWTP were generally grouped into the following broad
categories in order to allow for a systematic review of somewhat different problems (and
opportunities) and potential solutions and actions moving forward. It is noted that all five
categories need to not only consider the current operating conditions but also consider that future
growth within the City will ultimately result in additional flow to be treated at the WWTP over the
next 20-year planning horizon and beyond. Refer to Appendix A – TM 2B for further details.

1. Treatment Capacity, Operation and Solids Management: Despite meeting its monthly
and annual effluent requirement limits, there are sludge bulking, filamentous bacteria, and
solids settling issues in the primary and secondary treatment train that may be significantly
constraining the liquid and solids treatment processes and that can be exacerbated by
capacity and operational limitations in the solids treatment train. Solids settling issues may
be due in part to actual operating conditions occasionally exceeding originally intended
design limits for the infrastructure during peak events in the PSTs and FSTs. The
infrastructure may also be less than ideal in its current configuration considering the
conversion and repurposing of old tanks during the last major upgrade in the 1990s.
Notwithstanding current operational difficulties, 20-year design maximum day and peak
flows are on occasion in excess of the current ECA rated capacity. It was also noted that
it is likely that the current Belleville WWTP would have difficulty meeting possible future
ECA compliance requirements without any modifications, particularly under an increased
flow throughput closer to its current ECA limits (i.e. the ADF is only at about 50% of the
ECA capacity and challenges are currently being experienced). Refer to Figure 8 for an
illustrative summary of the WWTP capacity assessment and Table 9 for a summary of the
WWTP capacity and operations assessment.

2. Wet Weather Management: It is evident that wet weather flows are in excess of the
WWTP’s peak flow capacity, leading to periodic plant upset, secondary treatment
bypasses when flows exceed 92,000 m3/d, and the potential for deteriorated effluent
quality.

3. Odour: Given the frequency of odour complaints from nearby residents in recent years,
odour has been included as a concern to be investigated as part of this Master Plan. It is
noted that there is currently no odour treatment system at the WWTP although the City
did recently apply for an ECA amendment to establish a mist-based system at the
headworks area which was not approved by the MECP.

4. Emergency Power: The plant’s electrical transformers and MCCs are past or
approaching their anticipated operational life and in need of replacement. The existing
emergency power system is considered undersized based on current standards and is
also past its anticipated operational life. The level of service for an upgraded emergency
power system needs to be reviewed. The condition and constraints associated with these
critical systems poses a significant risk to the continued operation of the plant.

5. Condition (under TM 2A WWTP Condition Assessment): Various equipment/systems
are past their originally intended operational life and are in need of near-term replacement.
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Figure 8: TM 2B WWTP Capacity Assessment Summary
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* it shall be noted that outfall capacity is based on maximum water level of 75.591 m. Higher water levels have been
experienced recently. Outfall capacity should be revisited in further study.
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Table 9: TM 2B WWTP Capacity and Operations Assessment Summary

Infrastructure Capacity Assessment Historical Performance and Operations Assessment
Preliminary Treatment

Grit Tanks · Sufficient for existing flows and 20-
year design flows

· Open configuration of tanks and grit removal could be a source of odour
· Observations of grit accumulation downstream (in digesters)
· May need to be located downstream of screening if automated in the future

Screens

· Sufficient with respect to maximum
allowable hydraulic throughput of
136,000 m3/d

· Insufficient with respect to existing
and 20-year peak flows

· Periodic observations of rags in primary treatment
· Efficiency and capacity of preliminary treatment may need to be reviewed

depending on servicing strategies assessed downstream; for example, a biological
aerated filter would require 100% of flow to be screened with 6mm perforated plate
screening.

Primary Treatment

Primary
Treatment

· Sufficient for existing and 20-year
design average daily flows

· Insufficient for existing and 20-year
design maximum day flows

· Additional capacity would be available
if WAS co-thickening was
discontinued

· Occasionally operating above design values for maximum day surface overflow
rates

· BOD5 and TSS average removal rates generally consistent with typical values, but
daily removals fluctuate

· Deep (and/or stratified) sludge blanket depths during high flows
· Periodic observations of sludge bulking, filamentous bacteria, black colouring, and

possible septic conditions
· Travelling bridge sludge collection system in need of replacement

Secondary Treatment

Aeration
Tanks

· Sufficient for existing flows and 20-
year design flows

· Plant 2 operating at low F/Mv ratios, organic loading rates below design guidelines,
and on the low end of typical values for MLSS concentrations

· Both plants periodically experience poor settling sludge with SVIs significantly
higher than 150mL/g, which is typically associated with the growth of filamentous
bacteria

· Influent TP is low, due in part to low raw sewage TP and ferric sulphate dosing
upstream of the PSTs, which could lead to nutrient deficient conditions and the
development of filamentous and/or viscous sludge bulking
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Infrastructure Capacity Assessment Historical Performance and Operations Assessment

Final Settling
Tanks

· Insufficient for existing and 20-year
design flows leading to secondary
treatment bypasses

· OCWA notes that Plant 2 FSTs have, on occasion, shown signs of settling
sensitivities at flows as low as 7,200m3/d through Plant 2

· Both Plants have operated above peak hourly surface overflow rate design values
· Deep sludge blanket depths can occur in both plants
· Both Plant FSTs are shallow compared to best practices, particularly for WWTPs

with very high peak flow events
· No inlet baffling and configuration of Plant 2 may lead to solids settling

inefficiencies
Tertiary Treatment

None · Not applicable

· May need to be considered in the future for various reasons:
§ TP limit/objective changes; and/or changes to the operation of the primary and

secondary treatment system
§ To accommodate future flow increases (i.e., the plant can currently meet a

relatively low TP requirement but the plant is also only currently operating at
50% of the ECA ADF)

§ The primary/secondary treatment process should not necessarily be relied on for
tertiary level TP removal, which could currently be leading to sludge bulking due
to lack of nutrients in the biological process

Disinfection

Chlorine
Contact Tank

· Sufficient for existing flows with
respect to average day flows

· Insufficient for 20-year design flows
with respect to average day flows and
existing and 20-year design flows with
respect to peak hourly flows

· Meeting typical minimum contact time requirements at average daily flows
· Occasionally less than minimum contact time requirements at peak hourly flows
· Maximum monthly geometric mean has not exceeded ECA compliance

requirements for E-Coli, however, daily samples have exceeded these
requirements on occasion

· No concerns noted with current method of disinfection, however, alternative
methods may need to be considered to meet design peak flow projections
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Infrastructure Capacity Assessment Historical Performance and Operations Assessment
Outfall

Outfalls · Appears to be sufficient for existing
and 20-year design flows

· No known hydraulic back-ups or overland overflows of treated effluent during
review period

Digestion

Anaerobic
Digester

· Marginally sufficient for existing flows
· Insufficient for 20-year design flows

with respect to average daily flow

· No performance issues noted, with the exception of adverse conditions observed
during a trial program to increase co-thickened sludge flows; OCWA has since
established an ideal operating range for removing co-thickened sludge from the
PSTs to maintain digester performance. OCWA has established an ideal operating
range for removing co-thickened sludge.

· The digestion system may operate more effectively if the quality of sludge is
improved

· The “secondary digester” cannot be used as a digester under its current
configuration and is relied on as a holding tank

Biosolids Storage

Biosolids
Storage Tanks

· Marginally sufficient for existing flows
· Insufficient for 20-year design flows

with respect to average daily flow

· Minimal operational flexibility available as storage tanks are generally operating at
their capacity even though average daily flows are well below the existing ECA
rated capacity
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4.0 Future Servicing Requirements

4.1 Planning Periods

In general, the population and flow projections have been categorized for the near to medium
term (2017 to 2027), and near to long term (2017 to 2037) planning periods in order to consider
some potential phasing.

4.2 Growth Projections

TM 1 - Population and Development Projections (refer to Appendix A) was prepared to summarize
population and development projections for the Master Plan planning horizon based on a 2014
Development Charges Background Study by Watson & Associates Economists Limited (Watson,
2014), and input from City planning staff regarding potential development opportunities within the
City boundaries. Tables 10 and 11 summarize residential and industrial, commercial and
institutional growth projections for the 10-year and 20-year timeframes. It is noted that typical
planning ratios were applied to the ICI growth areas from TM 1 to estimate land areas occupied
by the proposed developments.

Table 10: Growth Projections

Timeframe

Residential Growth ICI Growth(3)(4) (ha)

Population(1)
New Land

Area(2)

(ha)
Industrial Commercial Institutional

Near to Medium
Term (2017-2027) 6,878 187 7.7 (25.7) 4.8 (15.9) 4.1 (11.7)

Near to Long Term
(2017-2037) 11,308 209 13.5 (44.9) 9.3 (31.0) 5.9 (16.9)

(1) Existing population is 50,716 (2016 Census).
(2) New land area allocated for future residential growth was calculated based on Figure 2

from TM 1.
(3) Presented as gross floor area with estimated plan area in parenthesis.
(4) Plan area estimated using GFA:Total Plan Area ratios of 30%, 30%, 35% for industrial,

commercial and institutional areas, respectively, which are based on a review of the
Belleville Zoning Bylaw for maximum lot coverage percentages and experience with new
development patterns in similar municipalities.
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Table 11: ICI Growth Projections by Plan Area

ICI Ratios
(GFA: Total Plan Area)(1)

Growth (by Plan Area in m²)(2)

Near to Medium
Term (2017-2027)

Near to Long Term
(2017-2037)

Industrial 30% 257,330 (25.7) 449,047 (44.9)
Commercial 30% 158,567 (15.9) 309,537 (31.0)
Institutional 35% 117,460 (11.7) 169,331 (16.9)

(1) Based on a review of the Belleville Zoning Bylaw for maximum lot coverage percentages
and experience with new development patterns in similar municipalities.

(2) Values in parenthesis represent units in hectares.

4.3 Design Criteria for Conveyance System

4.3.1 Conveyance System Flow

Peak flows through the conveyance system were established using a hydraulic model of the
conveyance system.  The model was run under both a semi-steady state simulation using the
design flows specified in the City of Belleville guidelines as well as a dynamic simulation, which
used calibrated dry weather and wet weather flows following a field flow monitoring program
between March and June 2018. The general approach for establishing flows through the
conveyance system was as follows:

· The base flow or dry weather flow for the existing system was established based on design
flows for the steady state model simulation and the flow monitoring program results for the
dynamic model simulation.

· The base flow or dry weather flow for future development was established based on the
projected ADF that has been spatially assigned in accordance with figures from TM 1 and
typical diurnal usage patterns.

· Wet weather flows for existing and future development are established based on the
calibration of the results of the flow monitoring data.

Related design criteria were applied to the future development areas for the 10 and 20-year
planning horizons and added to existing flows to develop the overall design flows.

4.3.2 Level of Service for Conveyance System

In order to develop a systematic process for reviewing the conveyance system, a proposed level
of service (LOS) was identified. Table 12 provides the proposed LOS for gravity sewers, pump
stations, and pressurized sewers under dry and wet weather flow conditions as originally
summarized in TM 3 and subsequently updated in TM 8 (refer to Appendix A).
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Table 12: Level of Service Discussion for Conveyance System Infrastructure

Component Dry Weather Criteria Wet Weather Criteria
Gravity
Sewers

Flow to be less than sewer capacity HGL to be within 300 mm above pipe
obvert or greater than 2 m below

finished ground during the 1:100 year
storm where basements are present.

Pumping
Stations

Flow to be less than pump station firm
capacity

1:10 year storm flow to be less than
firm capacity and 1:100 year storm
flow to be less than peak capacity

Pressurized
Sewers

Velocity to be greater than 0.9 m/s

Note:
· For the purposes of assessment of the Level of Service criteria for gravity sewers it has

been assumed that ICI land use areas (Industrial, Commercial and Institutional land
use) outside of the downtown core do not have any basements.  All manholes which
have been identified as receiving flows from only ICI areas were not subject to the 2m
criteria however manholes within ICI only sewersheds have the criteria applied if they
receive flows directly from non-ICI areas.  The ICI sewersheds and associated
manholes are shown in TM 8, Figure 3-1.

· No specific RDII event has been defined for the gravity system Level of Service.  A
range of RDII events will be assessed and information provided on the level of
basement and surface flood risk associated with each event.  This will allow the City to
make an informed judgement on the level of service it wishes to provide residents

TM 3 provides a summary of three key reports related to the conveyance system infrastructure,
including:

· Municipal Servicing Review and Study Update – Cannifton Secondary Plan (GG, 2013)
which proposed a sanitary servicing strategy for the lands north of Highway 401, including
the construction of new trunk sewers in the related drainage area.

· Loyalist Secondary Plan Area Trunk Sanitary Sewer Route Selection Master Plan
(AECOM, 2010) which proposed a sanitary servicing strategy for the annexed land on the
City’s western boundary for the Bell Boulevard, Potter Creek and Dundas drainage areas,
which included:

o Construction of the Bell Boulevard trunk sewer to discharge to the existing Fahey
Street trunk sewer;

o Construction of the Potter Creek trunk sewer and upgrade of the Avonlough SPS
to serve the Potter Creek Drainage Area;

o Diversion of flows from the Cascade, West Moira, Roblin Place and Centennial
SPSs to an upgraded Avonlough SPS and decommissioning of those pumping
stations; and

o Construction of the Dundas St. trunk sewer and upgrade of the Dundas/Palmer
SPS to serve the Dundas St. Drainage Area.

It is noted that some of the above noted upgrades have since been completed including
the Dundas/Palmer SPS upgrades and some of the sewers along Hwy 2/Dundas St.
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· Hydraulic Assessment of the Moira River Trunk Sewer (XCG, 2003) which assessed the
hydraulic throughput capacity of the WWTP preliminary and primary treatment processes,
proposed strategies to maximize the hydraulic throughput and minimize raw sewage
bypasses (work since completed) and assessed the impact these recommendations would
have on the Moira River Trunk Sewer.

Based on a review of the above noted documents with the City, particularly the GG, 2013 and
AECOM, 2010 reports, it was established that the proposed strategies described therein would
be incorporated for future conveyance system infrastructure for this Master Plan.

4.4 Design Criteria for WWTP

4.4.1 WWTP Flow

Table 13 summarizes the design criteria used to develop flow projections. It is acknowledged that
the peaking factors presented below are much lower than historical peaking factors. It is
reasonable to assume that new development would be much less influenced by wet weather than
the existing infrastructure, and more in line with typical flow patterns. As such, the design criteria
below were applied to future development areas only.

Table 13: Design Criteria for Future Growth

Parameter Average Day Flow Maximum Day
Peaking Factor

Peak Hour Peaking
Factor

Residential Growth 350L/c/d(1) 1.75(2) 2.62(2)

Extraneous Flows 0.28L/ha-s(3) - -

Industrial Growth
90,720L/ha/d(4) 1.5(5) 1.8(5)Commercial Growth

Institutional Growth
(1) City of Belleville Design Criteria for Sanitary Sewer Design (2000). MECP Design

Guidelines for Sewage Works (2008) typical range is 225 to 450L/c/d.
(2) MECP Design Guidelines for Water Works (2008) typical peaking factors for populations

between 50,000 and 75,000. It is noted that the Harmon Peaking Factor is 2.18.
(3) City of Belleville Design Criteria for Sanitary Sewer Design (2000).
(4) City of Belleville Design Criteria for Sanitary Sewer Design (2000). Includes extraneous

flows.
(5) City of Ottawa Design Guidelines for Water Distribution Systems.

Related design criteria were applied to the future development areas for the 10 and 20-year
planning horizons and added to existing flows to develop the overall design flows summarized in
Table 14.
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Table 14: Design Population and Flows

Parameter Existing 2027 2037 WWTP ECA Rated
Capacity

Population 50,716 57,594 62,024 -
Average Day Flow (m3/d) 26,077 37,900 43,500 54,500
Maximum Day Flow (m3/d) 151,610 168,000 176,000 -

Peak Hour Flow (m3/d) 193,159 213,000 224,000 163,440 (Primary)
92,000 (Secondary)

Note:
Upon completion of the conveyance system TM 8, the sewer SWMM model results were
compared against the 2037 WWTP design flows. The SWMM model was able to project
conveyance system flows that are very close to the WWTP flows presented in this table.
Specifically, the dry weather flow projected by SWMM and the WWTP ADF are 45,000 m3/d
and 43,500 m3/d, respectively. Whereas the 1:10 year storm flow (i.e., wet weather flow)
projected by the SWMM and WWTP PHF are 233,000 m3/d and 224,000 m3/d, respectively.

4.4.2 WWTP Influent and Effluent Quality

It is assumed that future raw sewage quality will be consistent with historical raw sewage quality.
Table 15 provides a summary of the raw sewage design basis for the 20-year planning horizon.

Table 15: Design Raw Sewage Quality for WWTP (2037)

BOD5 TSS TP TKN
Average Concentration (mg/L) 152 183 2.0 18
Average Loading (kg/d) 6,615 7,963 88 772
Maximum Monthly Concentration (mg/L) 283 308 5 48
Maximum Monthly Loading (kg/d) 12,311 13,407 204 2,072
BOD5: 5-day Biochemical Oxygen Demand; TSS: Total Suspended Solids; TP: Total
Phosphorus; TKN: Total Kjeldahl Nitrogen

In preparing for the 20-year planning horizon and beyond, it is important to recognize and plan for
changes in compliance requirements that may be adopted by the MECP in a future ECA for the
Belleville WWTP. In order to understand current trends in compliance requirements for secondary
WWTPs in Ontario, and to introduce the MECP to the Master Plan process for Belleville, JLR and
the City met with the MECP for a pre-consultation meeting on October 25, 2017. Refer to TM 2B
(Appendix A) for related meeting minutes.

TM 2B provided a summary of potential compliance requirement changes that may be issued in
a future amended ECA and, therefore, should be given some consideration as part of the Master
Plan. Since then, the amended ECA was issued to the City on May 30, 2019. The following is a
summary of the considerations that have not been incorporated to the new ECA, however, should
be considered as part of the Master Plan still.
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· Revision of the compliance analytical results averaging basis for carbonaceous biochemical
oxygen demand (cBOD5) and total suspended solids (TSS) from annual averages to
monthly averages (not in place in the new ECA)

· Although it is not anticipated that total phosphorus (TP) requirements will be adjusted in the
short-term, it is possible that long-term limits of 0.1-0.2 mg TP/L (relative to the current 0.3
mg TP/L limit) may be imposed on Bay of Quinte point-sources, based on ongoing modelling
work for the Bay in accordance with the Bay of Quinte Remedial Action Plan (not in place
in the new ECA)

· Addition of total ammonia nitrogen (TAN) limits based on an end of pipe unionized ammonia
limit of 0.1 mg/L (relative to the current ECA that does not have any TAN limits) (not in place
in the new ECA)

· Addition of a Total Residual Chlorine (TRC) limit to meet the federal Wastewater Systems
Effluent Regulations (WSER) (at minimum) of 0.02 mg/L TRC (relative to the current ECA
that has a ‘non-detect’ TRC objective) (in place in the new ECA)

· Inclusion of sampling results (by a weighted average) from combined effluent during a
secondary treatment bypass in the assessment of compliance for the WWTP (in place in
the new ECA)

Table 16 provides a summary of possible future effluent requirement considerations.

Table 16: Possible Future WWTP Effluent Requirements

Parameter Objectives
Limits

Concentration Loading
5-Day Carbonaceous Biochemical

Oxygen Demand(1) 10.0mg/L 15.0mg/L 817.5kg/d

Total Suspended Solids(1) 10.0mg/L 15.0mg/L 817.5kg/d

Total Phosphorus(1) 0.08 – 0.16mg/L(3) 0.1 – 0.2mg/L(3)
)

5.45-10.9kg/d(3)

Total Ammonia Nitrogen(1) TBD. Likely seasonal limits between 9 and 23mg/L.
Total Residual Chlorine Non-detect 0.02mg/L 2.7kg/d

E. Coli(2) 100CFU/100mL 200 CFU/100mL -
pH 6.5 – 8.5 6.0 – 9.5

(1) Monthly average concentration and loading.
(2) Monthly geometric mean.
(3) Possible long-term requirements.
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5.0 Identification And Evaluation of Integrated Wet Weather and
Wastewater Servicing Strategies

5.1 Wastewater Conveyance System

Various servicing strategies for the conveyance system were identified, reviewed and evaluated
in TM 8 Belleville Conveyance System Assessment and Alternatives. The objectives of this TM
were to summarize the basis of development of a sanitary trunk sewer system hydraulic computer
model and to present the results of a hydraulic capacity evaluation of the system under various
scenarios including existing, near to medium term and medium to long-term populations.  The
results of the modelling work have been used to identify the recommended preferred servicing
strategy for the conveyance system in order to meet the desired level of service and to develop a
list of upgrade projects.  Refer to Appendix A for details on TM 3 - Belleville Wastewater
Conveyance Needs Assessment and TM 8 – Belleville Conveyance System Assessment and
Alternatives.

The evaluation of the wastewater conveyance system identified capacity constraints in the system
under the existing population hydraulic loading as well as future potential population hydraulic
loading scenarios in the near to medium term and medium to long term.  The level of service for
the trunk sewer sections identified were not met in the existing population loading and were only
more severe with the future population scenarios; meaning that certain identified works should be
considered for implementation in the near term and would not be linked to future development.

The alternatives were split into the pressure sewer system, gravity sewer system and pump
station infrastructure.

5.1.1 Pressure Sewer Infrastructure

The modelling of the growth scenarios has shown that some sections of the pressure sewer
system are not achieving the level of service criteria of a maximum velocity of 0.9 m/s.  The slow
moving sections of the pressure sewer system will therefore be more susceptible to sedimentation
in the sewers and blockages.  Increasing the size of the pressure sewers will reduce velocities
further and so the sewers would either need to have flows increased to induce a self-cleansing
velocity or be reduced in size, both of which have the potential impact of increasing the HGL in
the system.  The increase in flow would only have to be for short periods to induce self-cleansing
velocities and would not have to be permanently above 0.9 m/s.

It is recommended that the City implement a regular cleaning program for the pressure sewers to
ensure operation in the long term.  The cleaning program should involve flushing of the sewers
on a regular interval of around 10 years.  It is recommended that this be started in the near term.
The City has also been using pumps on the Moira River Pressure Sewer on a daily basis and this
should continue as it will temporarily induce increased velocities which should help move
sediment through the system.
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5.1.2 Gravity Sewer Infrastructure Improvements

Hydraulic grade line (HGL) issues which affect Level of Service in the gravity sewer system can
be attributed to two types of constraints in the system - localized constraints and downstream
capacity constraints.

The localized constraints are where sewers in the trunk network are undersized and, even if free
flow conditions existed downstream, there are resulting HGL issues in the network.  These
localized constraints can be solved through sewer upgrades where deemed required.
Downstream capacity constraints are due to capacity restrictions at the pump stations or the
crossings under the Moira River, which can cause backwater in the system and result in HGL
level of service issues.  Downstream capacity constraints will require greater investment to reduce
HGL issues.

5.1.2.1 Downstream Capacity Improvements

Five alternatives to improve the downstream capacity constraints are as follows:

· Alternative 1: Reduce network inflow and infiltration

· Alternative 2: Utilize the existing overflow at Front Street Pump Station to act
as a relief for higher wet weather flows

· Alternative 3: Provide Equalizations Storage at Front Street Pump Station

· Alternative 4: Provide Equalization Storage at the Dundas Junction Chamber

· Alternative 5: Expand Capacity of the Front Street Pump Station
Each potential option is discussed in Table 17 with their estimated costs.

A further alternative of increasing the catchment areas of the Moira Pressure Sewer to
accept flows from Dundas Street West Trunk Sewer was given consideration.  By
redirecting some of the flow from the gravity system to the pressure system the HGL in
the gravity system could reduce due to the reduced flow and the increased flow in the
pressure sewer may increase velocities to the self-cleansing flow rate.

The HGL in the pressure sewer is around 79.5 m in the 1:10 year RDII event and 80 m in
the 1:100 year RDII event.  These are above the HGLs in the immediate surrounding
gravity sewer systems in the respective events.  In the 1:100 year RDII event the HGL is
above the surrounding ground elevations and so a connection close to the pressure sewer
is not feasible as the pressure sewer would overflow to the surface.

A new connection to the pressure sewer from the Dundas Street West Trunk would have
to start close to the end of the forcemain from the Dundas Street PS around Sidney Street,
which is  where the HGLs of the pressure sewer and gravity system are similar thus
ensuring that the pressure sewer does not relieve pressure via the gravity system.
However, redirection of only the forcemain from the Dundas Street pump station would
not reduce flows sufficiently in the gravity system for the HGLs to drop below flooding
levels or basement flood risk levels in the 1:10 year RDII event.
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Connection from Dundas Street Forcemain to the Moira Pressure Sewer would likely
require construction within the bed of the Moira River.  While some tunneling would be
possible under the Moira River the connection will require excavation.  At this stage
redirection of flow to the Moira Pressure Sewer has not been assessed further however
should additional information or changes occur in the system, this alternative could be re-
assessed.

Table 17 provides a descriptive summary and evaluation of each alternative listed above.
The recommended strategy is Alternative 5 - to upgrade the Front Street Pump Station,
and provide increased conveyance capacity to the pump station from the western side of
the river via a new additional crossing under the Moira River. It is recommended that the
City continue with inflow and infiltration reduction (Alternative 1) within the city sewer
network.
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Table 17: Evaluation of Downstream Capacity Improvement Alternatives

Alternative Description Capital
Cost

Natural Environment Considerations Social and Cultural Environment
Considerations

Technical Feasibility

Natural features, natural heritage areas, Areas
of Natural and Significant Interest, designated

natural areas, watercourses and aquatic
habitat

Proximity of facilities to residential, commercial
and institutions, archeological and cultural

features, designated heritage features, well or
wellhead protection areas, land-use and

planning designations

Constructability, maintaining, or enhancing drinking water
source quality, maintaining or enhancing wastewater treatment,

reliability and security of systems, ease of connection to
existing infrastructure and operating and maintenance

requirements
1 Reduce inflow and

infiltration
Inspection and targeted
upgrading of linear
infrastructure system to
reduce inflow and infiltration
thus reducing flow in the
system during rainfall events.
Combined sewer separation
program currently being
implemented by the City.

>$50M · Could create some disruption to the
environment during construction without
appropriate mitigation measures

· Will create disruption to public spaces during
construction which will be widely spread and
long term.

· Extensive area of construction could affect
cultural and heritage features.

· Would improve groundwater quality, enhance reliability of the
system and reduce pressures on the WWTP.

· Can be completed as part of the City’s ongoing combined
sewer separation program

· Would require a 60% reduction in inflow and infiltration to
achieve the HGL level of service.

· Is very difficult to achieve the required reduction in inflow and
infiltration without significant attention to detail during
construction of new sewers and rehabilitation of old systems.

· Can be difficult to identify specific locations within the existing
system to reduce inflow and infiltration with guaranteed
results as inflow sources are often resulting from historic
design practices on private property.

2 Open Existing Overflow
at Front Street Pump
Station to act as a relief
for higher wet weather
flows

Open the blocked overflow at
the Front Street Pump Station
to provide relief and alleviate
HGL pressures in the system.

$6M · Would increase the occurrence of Combined
Sewer Overflows into the Moira River which
would affect aquatic habitat and could cause
compliance issues.

· Would increase the occurrence of Combined
Sewer Overflows into the Moira River which
would affect cultural and recreational use of
the river.

· Additional capacity would have to be provided under the
Moira River to get flows from the west side to the overflow.

· Would increase Combined Sewer Overflows.

3 Provide Equalization
Storage at Front Street
Pump Station

Store and release the
equivalent of the overflow
volume to reduce the HGL.

$45M · Would contain flows and reduce overflow
discharges into the Moira River.

· Installation of a new storage tank near the
Moira River would impact the natural
environment

· The large storage facility would take up a
large proportion of public land near the
waterfront.

· There would be risks to the environment
during construction.

· Size of storage required to accommodate 1:100 year RDII
event, 43,600m³, (or 19,800 m3 for the 1:10 year RDII event)
means that there is insufficient space to construct.

· Additional capacity across the Moira River would have to be
constructed with technical challenges of drilling

4 Provide Equalization
Storage at Dundas
Junction Chamber

Store and release on the
west side of the Moira River
as this would avoid having to
upgrade the connection
under the Moira River.

$40M · Would contain flows and reduce overflow
discharges into the Moira River.

· Installation of a new storage tank near the
Moira River would impact the natural
environment

· The large storage facility would take up a
large proportion of public land near the
waterfront.

· Size of storage required to accommodate 1:100 year RDII
event, 43,600m³, (or 19,800 m3 for the 1:10 year RDII event)
means that there is insufficient space to construct.

5 Expand the Capacity of
the  Front Street Pump
Station
(Recommended
Preferred Alternative
with Concurrent
Implementation of
Alternative 1 )

An upgrade of the Front
Street Pump Station to
improve capacity.  Includes
upgrades of one forcemain
and an increase in capacity
under the Moira River. Pump
station does not currently
achieve 1:10 year level of
service and requires
upgrades.

$32M · Would contain flows and reduce overflow
discharges into the Moira River.

· Some impact on existing land uses and
function along the Moira River waterfront.

· A connection across the Moira River would have to be
constructed with some technical challenges of drilling but
these could be overcome

· It is technically feasible to upgrade the Front Street Pump
Station on the existing site, however, additional land may be
beneficial.
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Under the existing condition, the Front Street pump station was found to be operating above
capacity in a simulated 1:10 year event.  As indicated above, the preferred option to alleviate the
upstream capacity issues is to expand the capacity of the Front Street pumping station.   Table
18 illustrates the current capacity and the required capacity to meet the level of service.

Table 18: Recommended Pump Station Level of Service with Linear Upgrades and No Capacity
Constraints

Pump
Station

Firm
Capacity (l/s)

Peak
Capacity (l/s)

Dry Weather
Flow
 (l/s)

1:10 year
Storm (l/s)

1:100 year
Storm (l/s)

East End 550 800 110 380 700
Front Street 975 1,290 340 1,880 2,130
Dundas 289 519 50 160 200

In order to achieve the desired level of service for the pump stations the Front Street Pump Station
the firm and peak capacities of the pump station would need to be upgraded to accommodate the
1:10 year and 1:100 year flows respectively.
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5.1.2.2 Localised System Improvements

The level of service of the Belleville sanitary network, assuming that the downstream
constraint is alleviated through the implementation of Alternative 5, is shown in Figures 9
to 11.  The figure highlights the localized network HGL surface and basement flood risk
which exists once the downstream improvements to the Front Street Pump Station and
associated infrastructure are in place.

In order to reduce the sanitary flood risk with these rainfall dependent inflow and infiltration
(RDII) flows across the network, seven (7) trunk sewers have sections that have been
identified for upgrade.  These have been grouped into nine (9) upgrade projects based on
their trunk sewersheds and streets.  The nine projects are listed in Table 19, and shown
in Figure 12.  The total cost of all projects is estimated at $12.7 million.  The upgrades
identified will provide a 1:100 year level of service once implemented.

Since the level of service issues are at the same extents under the existing population and
short to medium and medium to long population projections, all projects should be
undertaken to accommodate current and future conditions.  The projects have been split
based on the RDII return period event which would trigger the required upgrade.  The City
could prioritize upgrades based on the level of risk associated with the potential for
flooding resulting from the RDII return period event. The projects listed in Table 19 are in
order of priority based on level of risk of flooding.

Table 19: Gravity Sewer Upgrade Projects (Downstream Front Street Pump Station Constraints
Removed)

Project RDII Event Trunk Sewer Length
(m)

Size
(mm) Estimated Cost

COL001 1:5 year Coleman Street Trunk Sewer 910 900  $    1,900,000
COL002 1:5 year Coleman Street Trunk Sewer 700 600  $    1,400,000

1:5 year Subtotal  $    3,300,000
FAH002 1:10 year Fahey Street Trunk Sewer 440 750  $       1,000,000

FAH003 1:10 year Fahey Street Trunk Sewer 1000 750  $    2,300,000
TRA001 1:10 year Tracey Street Trunk Sewer 930 675  $    2,000,000

1:10 year Subtotal  $    5,300,000
CAT001 1:100 year Catherine Street Trunk Sewer 350 450  $       700,000

DUN001 1:100 year Dundas Street (Main) Trunk Sewer 1120 750  $    2,300,000
MIL001 1:100 year Millennium Parkway Trunk Sewer 260 1200  $       600,000

NEW001 1:100 year Newberry Street Trunk Sewer 230 450  $       500,000
1:100 year Subtotal  $    4,100,000

TOTAL 5940 $  12,700,000
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Upgrade ID Name Length New Diameter Old Diameter

DUN001 275 115.03 0.6 0.525

DUN001 276 108.16 0.6 0.525

DUN001 277 159.2 0.75 0.6

DUN001 278 141.8 0.75 0.6

NEW001 1929 89.86 0.45 0.375

NEW001 1931 115.74 0.45 0.375

NEW001 1934 20.26 0.45 0.375

DUN001 391 105.8 0.75 0.6

DUN001 392 47.22 0.75 0.6

DUN001 393 118.37 0.75 0.6

DUN001 394 99.75 0.75 0.6

DUN001 395 49.47 0.75 0.6

DUN001 396 42.11 0.75 0.6

COL001 413 121.32 0.675 0.5

COL001 414 44.23 0.675 0.5

COL001 415 103.51 0.6 0.5

COL001 417 144.186 0.675 0.5

FAH003 886 52.87 0.75 0.6

CAT001 235 94.45 0.45 0.375

FAH003 779 62.65 0.75 0.6

FAH003 780 74.94 0.75 0.6

FAH003 781 94.97 0.75 0.6

FAH003 782 66.75 0.75 0.6

CAT001 210 92.94 0.45 0.375

CAT001 216 64.62 0.45 0.4

CAT001 219 97.02 0.45 0.4

DUN001 283 123.47 0.75 0.6

FAH002 476 74.54 0.75 0.6

FAH002 477 41.57 0.75 0.6

TRA001 670 103.15 0.675 0.6

TRA001 672 30.54 0.675 0.6

TRA001 673 73.04 0.675 0.6

TRA001 675 79.43 0.675 0.6

COL001 412 136.37 0.675 0.5

COL002 499 39.27 0.6 0.45

COL002 500 109.56 0.6 0.45

COL001 502 13.81 0.6 0.45

COL002 505 113.08 0.6 0.375

COL002 506 83.79 0.6 0.375

COL002 507 73.19 0.6 0.45

TRA001 646 102.38 0.675 0.6

TRA001 647 100.67 0.675 0.6

TRA001 649 96.46 0.675 0.6

TRA001 650 22.38 0.675 0.6

TRA001 651 78.78 0.675 0.6

TRA001 551 83.51 0.675 0.6

TRA001 552 88.07 0.675 0.6

TRA001 2264 30.39 0.675 0.6

COL001 446 106.31 0.6 0.5

COL001 447 91.75 0.6 0.5

COL001 461 127.23 0.6 0.45

COL002 510 143.56 0.525 0.3

COL002 511 131.07 0.525 0.375

FAH003 683 74.03 0.75 0.6

FAH003 684 59.71 0.75 0.6

FAH003 688 51.3 0.75 0.6

FAH003 3690 52.5 0.75 0.6

Upgrade ID Name Length New Diameter Old Diameter

FAH003 887 67.25 0.75 0.6

FAH003 888 56.96 0.75 0.6

FAH003 889 31.07 0.75 0.6

FAH002 890 102.88 0.75 0.6

FAH002 891 102.06 0.75 0.6

FAH002 892 115.35 0.75 0.6

TRA001 2099 31.43 0.675 0.6

COL001 2136 7.07 0.9 0.525

COL001 2138 7.86 0.9 0.525

FAH003 2219 9.47 0.75 0.6

FAH003 2220 8.48 0.75 0.6

FAH003 2221 25.97 0.75 0.6

FAH003 2222 31.15 0.75 0.6

FAH003 2223 32.36 0.75 0.6

FAH003 2224 30.39 0.75 0.6

FAH003 2225 36.55 0.75 0.6

FAH003 2226 28.72 0.75 0.6

MIL001 3340 130.19 1.2 0.6

MIL001 3341 124.99 0.75 0.6

FAH003 689 44.63 0.75 0.6

ALT5 9907 1027.205 0.9 0.45

ALT5 9906_1 51.968 0.6 0.45

ALT5 9906_2 4.87 0.6 0.45

ALT5 9904 518.159 0.6 0.6

ALT5 2292_1 165.113 1.2
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5.2 Belleville Wastewater Treatment Plant

5.2.1 Liquid Treatment Train

Various servicing strategies for the WWTP liquid treatment train were identified and reviewed in
TM 4 Belleville WWTP Liquid Treatment Train. Refer to Appendix A for details.

The key constraints associated with the liquid treatment train include insufficient treatment
capacity, operational constraints, solids management, and wet weather management. These
constraints form the objectives for identifying and evaluating the liquid train approaches in the
longer term.

The following broad approaches were identified and reviewed for implementation at the Belleville
WWTP to address the issues identified in Phase 1 associated with the liquid treatment train:

Approach 1 – Maintain Treatment Status Quo and Optimize Existing Infrastructure
This approach would involve opportunities to optimize existing infrastructure to meet its maximum
potential treatment capacity and improve overall performance.

Approach 2 – Provide Expanded Treatment Capacity
This approach would involve new infrastructure for additional treatment capacity to reliably treat
the 20-year flow projection. It may also include optimization of existing infrastructure, as required,
per Approach 1. Within Approach 2, there are two variations for capacity expansion, including (a)
expansion using existing conventional activated sludge process; and (b) expansion using a new
treatment technology process.

Approach 3 – Provide Wet Weather Specific Treatment Capacity
This approach would involve new infrastructure to provide “flow through” wet weather specific
treatment to reliably treat the 20-year flow projection. It may also include expanded capacity of
treatment units, per Approach 2, that are not benefited by the wet weather system (e.g.,
screening) and/or optimization of existing infrastructure, as required, per Approach 1.

Approach 4 – Reduce Peak Hour Flow Through WWTP
This approach would involve opportunities to reduce peak hour flow through the plant, such as
wet weather storage, collection system improvements, or a combination of both to reduce
treatment capacity requirements of the WWTP and sufficiently manage 20-year flow projections.
Depending on the peak hour flow reduction potential, it may also include expanded capacity of
treatment units, per Approach 2 and/or optimization of existing infrastructure, as required, per
Approach 1.

Table 20 provides a descriptive summary of each liquid treatment train approach. Further
evaluation of each approach is presented in Section 5.3 – Preliminary Screening of Proposed
Strategies.
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Table 20: Liquid Treatment Train Alternative Approaches Summary

Component Approach 1 Approach 2(1) Approach 3(1) Approach 4(1)

Description Maintain treatment status quo and
optimize existing infrastructure

Provide expanded
treatment capacity

Provide wet weather specific
treatment capacity

Reduce peak hour flow
through the WWTP

Objective
Ensure existing infrastructure
meets its maximum treatment

potential

Provide sufficient treatment and/or management of 2037 design flows that will meet
potential future ECA compliance criteria

Preliminary
Treatment Maintain status quo Automate grit removal

Expand and/or improve screening

Primary
Treatment

Discontinue waste activated sludge
co-thickening and implement
chemically enhanced primary

treatment (CEPT) under high flows

Expand capacity

Provide wet weather treatment
system

Expand capacity

Secondary
Treatment

Improve flow patterns in Plant 2
FSTs

Relocate coagulant dose upstream
of aeration tanks

Expand capacity Expand capacity(2)

Tertiary
Treatment Maintain status quo Provide new

Provide new, unless wet weather
treatment system can also provide
tertiary level treatment under low

flows

Provide new(2)

Disinfection Maintain status quo Expand capacity Provide wet weather treatment
system or expand capacity Expand capacity(2)

Other NA NA NA Add wet weather storage

Advantages

· Increases PST and FST capacity
· Improves secondary treatment

bypass quality
· Reduces potential for filamentous

bacteria

· Satisfies Phase 1
constraints

· Satisfies Phase 1 constraints(3)

· Possibly the lowest cost and
footprint option(4)

· Satisfies Phase 1
constraints

· Optimizes size of new
infrastructure
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Component Approach 1 Approach 2(1) Approach 3(1) Approach 4(1)

Disadvantages

· Does not expand secondary
treatment beyond original design
intent

· Does not address secondary
treatment bypass frequency or
duration

· Does not address potential TP
limitations

· Does not ensure adequate
disinfection at all times

· Scale of new
infrastructure and/or
demolition of existing
infrastructure may be
significant

· Spatial limitations
onsite

· Level of treatment potential to be
confirmed

· Spatial limitations on
site

· Storage tank
requirements are
significant and would
need to be located off
site

(1) Includes some or all of the process improvements considered under Approach 1
(2) With the implementation of wet weather storage, capacity requirements for these unit processes would be reduced relative to Approach 2
(3) Overall level of treatment potential with wet weather treatment to be confirmed to ensure future ECA compliance criteria can be met
(4) Would require additional review as smaller footprint technologies are available for Approach 2 and 4 (through new or retrofitted infrastructure)
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5.2.2 Solids Treatment Train

Various servicing strategies for the WWTP solids treatment train were identified and reviewed in
TM 5 Belleville WWTP Solids Treatment Train. Refer to Appendix A for details.

The following broad approaches were identified and reviewed for implementation at the Belleville
WWTP to address the issues identified in Phase 1 associated with the solids treatment train.

The key constraint with the existing solids treatment train is insufficient capacity for the next 20
years. When developing the list of approaches, the main objective is to increase sludge handling,
digestion and biosolids handling (i.e., storage/disposal) capacities and reduce operational
Biosolids management issues and their impact on the treatment process, in order to meet the
future requirements.

Approach 1 – Maintain Sludge Handling, Digestion and Biosolids Handling Status Quo and
Optimize Existing Infrastructure
This approach would involve opportunities to optimize the existing infrastructure (e.g. pre-
thickening prior to digestion, improve digester mixing, new sidestream process, etc.) to meet its
maximum potential capacity and improve overall performance.

Approach 2 – Provide Expanded Sludge Handling, Digestion and Biosolids Handling
Capacity
This approach would involve new infrastructure and processes (e.g., new sludge thickening
process, another anaerobic digester, and more liquid biosolids tanks) to provide sufficient capacity
for the handling, digestion and storage/disposal of biosolids for the next 20 years. It may also
include some optimization of existing infrastructure per Approach 1.

Approach 3 – Modify Sludge Handling, Digestion and Biosolids Handling Practices
This approach would involve significant and fundamental changes to one or all of the existing
sludge handling, treatment and/or biosolids handling practices.

Table 21 provides a descriptive summary of each solids train approach discussed above.

For biosolids storage, it should be noted that not all WWTPs are designed to meet the best
practice 240 days (O. Reg. 267/03) by providing onsite storage. For example, Ravensview WPCP
and Cataraqui Bay WWTP in Kingston are both designed to provide 180 d biosolids (cake) storage
onsite. Further discussions on the onsite biosolids storage capacity are provided in Section 5.7.6.
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Table 21: Solids Treatment Train Alternative Approaches Summary

Component Approach 1 Approach 2 Approach 3
Description Maintain Sludge Handling, Digestion and

Biosolids Handling Status Quo and
Optimize Existing Infrastructure

Provide Expanded Sludge Handling,
Digestion and Biosolids Handling
Capacity

Modify Sludge Handling, Digestion and
Biosolids Handling Practices

Objectives Ensure existing infrastructure meets its
maximum treatment potential; Optimize
existing process

Provide sufficient capacity and/or
management for 2037 design
requirements; utilize as much existing
infrastructure and processes as possible

Provide sufficient capacity and/or
management for 2037 design requirements;
involves fundamental changes to existing
process, infrastructure and operation

Sludge Handling Option A – Continue Co-thickening
Option B – Implement Separate Pre-
Thickening

Per Approach 1 Per Approach 1

Digestion Option A – Status Quo
Option B – Add a Sidestream Process
Option C – Implement Extended Solids
Retention

Option A – Convert Existing Secondary
Digester to Primary Digester
Option B – Enhanced Anaerobic Digestion

Option A – Convert Anaerobic Digestion to
Alkaline Stabilization
Option B – Dispose Untreated Sludge Offsite

Biosolids Handling Option A – Maintain Existing Biosolids
Storage Volume with no Expansion
Option B – Implement Post Digestion
Thickening

Option A – Increase Storage to 240d Best
Practice
Option B – Maintain Storage at 193d
(Existing)
Option C – Implement Post Digestion
Thickening

Option A – Replace Biosolids Storage Tanks
with a Dewatering and Biosolids Cake
Storage Facility
Option B – Provide Offsite Biosolids Storage
Option C – Implement Post Digestion
Thickening

Advantages · Minimum interruption to operation
· Optimize use of existing infrastructure
· Lower cost

· Addresses future capacity requirements
· Maintains existing philosophy for sludge

and biosolids management

· Addresses future capacity requirements
· Addresses spatial limitations constraints

Disadvantages · Will not address future capacity
requirements on its own

· Significant new infrastructure and
higher costs

· Limited space available onsite to
accommodate all new infrastructure

· Significant new infrastructure and/or
demolition of existing infrastructure

· Potentially the highest in O&M cost
· Fundamental change to current

management  philosophy
· Potentially eliminates gas production
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5.2.3 Odour Control

Various servicing strategies for the WWTP’s odour control were identified and reviewed in TM 6
Belleville WWTP Odour Control. Refer to Appendix A for details.

The following broad approaches were considered for implementation at the Belleville WWTP to
address the issues identified in Phase 1 associated with the odour complaints.

Approach 1 – Status Quo with Improved Housekeeping and Operational Adjustments

Approach 2 – Implement Odour Treatment Systems

Approach 3 – Implement Odour Modification, Counteraction and Masking

Approach 4 – Change Treatment Process Technology

Table 22 provides a descriptive summary of each odour control approach discussed above.
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Table 22: Odour Control Approaches Summary

Component Approach 1 Approach 2 Approach 3 Approach 4
Description Status Quo with Improved

Housekeeping and Operational
Adjustments

Implement Odour Control
Systems

Odour Modification,
Counteraction and Masking

Change Treatment Process
Technology

Objectives Maintain odour control status quo
with increased housekeeping to
reduce odour emissions and
operational adjustments

Implement new odour control
systems in specific treatment
areas to reduce odour emissions
to the environment

Provides an interim solution to
odour issues

Implement new WWTP treatment
processes to minimize or avoid
odour issues

Proposed
Implementation

This approach involves good
housekeeping practices
(particularly in and around the
high-risk areas), removal of
sludge/scum, containment of
grit/screening bins and trucks,
and activity planning according to
favorable wind direction and
during colder season.

This approach involves
implementation of odour control
systems at the WWTP
headworks, future sludge
thickening and handling areas,
and larger sewage pump stations
equipped with mechanical
screens and/or onsite storage.

This approach involves
installation of new odour control
systems to modify, counteract
and mask the odour generated
from the WWTP and conveyance
system.

This approach involves drastic
changes to the treatment
technology to reduce odour
generation.

Advantages · Minimum interruption to
operation

· No capital cost
· Easy to implement

· Addresses odour complaints
· Targets odour-potent area
· Proven effectiveness

· Possible lower cost alternative
compared to Approach 2

· Possible elimination of some
odour sources

Disadvantages · May not address odour
complaints

· Increased operator hours

· Tank/channel coverage can
lead to confined space entry

· Additional systems to maintain
· Increased O&M cost
· Capital and operating cost

implications

· May not be suitable · Fundamental change to current
treatment process – would not
necessarily change only to
address odours

· Highest potential costs
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5.2.4 Backup Power

Various servicing strategies for the WWTP’s backup power were identified and reviewed in TM 7
Belleville WWTP Backup Power. Refer to Appendix A for details.

The key constraints associated with the backup power system is the service life remaining and
condition of the WWTP generator and some MCCs. The existing standby power system at the
Belleville WWTP does not have the capacity for the entire plant load; however, instead it only
serves the critical plant loads.

The following broad approaches were considered for implementation at the Belleville WWTP to
address the backup power requirements.

Approach 1: Status Quo
The existing WWTP generator is dated and requires replacement. The new replacement
generator should be sized to meet the current MECP minimum standby power requirements plus
additional requirements currently realized by the existing generator. The loads will be identified to
meet the peak demand.

Approach 2: Enhanced Level of Service
A new standby generator will be provided to meet the MECP standby power requirements, plus
additional load requirements that may be desired as part of the generator replacement. Such
requirements would go beyond the minimum requirements per the MECP guidelines and could
include all plant loads for complete operation flexibility.

Depending on the backup power approaches selected, modifications may be required to the
existing electrical distribution system. If Approach 1 is preferred, very little, if any modification
would be required for the distribution system. However, if additional loads are required to be
added to the backup power, modifications will be required to the distribution system. The extent
of such modifications would be contingent on the selection of the additional loads.
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5.3 WWTP Servicing Options

A preliminary screening of the WWTP liquid and solids treatment train approaches has been
completed, such that approaches not meeting the future servicing requirements and not feasible
are eliminated.  The preliminary screening is focused on the overall practicality, and the space
requirements of each approach. Table 23 presents the screening results.

Table 23: Preliminary Screening of Liquid and Solids Train Approaches

Description Screening Result
Liquid Train Approach 1 Maintain Treatment Status Quo

and Optimize Existing
Infrastructure

û Does not meet future
servicing requirements.
Carried forward as baseline
option.

Liquid Train Approach 2 Provide Expanded Treatment
Capacity

ü Feasible approach. Carried
forward.

Liquid Train Approach 3 Provide Wet Weather Specific
Treatment Capacity

ü Feasible approach. Carried
forward.

Liquid Train Approach 4 Reduce Peak Hour Flow through
WWTP

û Not technically and
financially feasible. Not
carried forward.

Solids Train Approach 1 Maintain Status Quo and
Optimize Existing Infrastructure

û Does not meet future
servicing requirements.
Carried forward as baseline
option.

Solids Train Approach 2 Provide Expanded Treatment
Capacity

ü Feasible approach. Carried
forward.

Solids Train Approach 3 Fundamentally Modify Treatment
Practices

ü Feasible approach. Carried
forward.

The feasible liquid and solids train approaches were then carried forward and consolidated into
the following WWTP servicing options. The development of these options focused on the various
combinations of the liquid/solids treatment approaches, taking into consideration the nature of the
change (i.e., continuing with the existing treatment technology vs. fundamentally changing the
technology).

· Option 1: Status Quo, No Capacity Expansion, Allow for Optimization of Existing
Systems, with No Fundamental Changes to Both Treatment Trains
(Combination of Liquid Train Approach 1 and Solids Train Approach 1)

· Option 2: Expand the Liquid and Solids Train Capacity to Accommodate Future Flows,
Allow for Optimization of Existing Systems, with No Fundamental Changes
to Both Treatment Trains

· Option 3: Add a Dedicated Wet Weather Specific Treatment System and Expand
Solids Treatment Capacity to Accommodate Future Flow, Allow for
Optimization of Existing Systems, with No Fundamental Changes to Both
Treatment Trains
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· Option 4: Fundamentally Modify Liquid Train and Expand Existing Solids Train
Capacity to Accommodate Future Flows, Allow for Optimization of Existing
Systems

· Option 5: Expand the Liquid Train and Fundamentally Modify Solids Train

· Option 6: Fundamentally Modify the Liquid and Solids Train with New Technology to
Accommodate Future Flows

· Option 7: New WWTP Elsewhere or Expand WWTP Beyond Existing Site Boundary

Figure 13 demonstrates the development of the WWTP servicing options, deriving from liquid and
solids train approaches.

Figure 13: WWTP Servicing Option Development
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Table 24 provides a summary of the secondary screening for the proposed servicing options. It
should be noted that Options 1 and 7 are screened out and will not be carried forward into the
detailed evaluation.

Table 24: Secondary Screening of WWTP Servicing Options

Description Screening Result
Option 1 Status Quo û Per Table 23, this option does not

meet future servicing requirements.
Not carried forward.

Option 2 Expand Liquid and Solids Train with No
Fundamental Changes to Both

ü Feasible option. Carried forward.

Option 3 Add a Dedicated Wet Weather
Treatment System and Expand Solids
Train

ü Feasible option. Carried forward.

Option 4 Fundamentally Modify Liquid Train and
Expand Solids Train

ü Feasible option. Carried forward.

Option 5 Expand Liquid Train and Fundamentally
Modify Solids Train

ü Feasible option. Carried forward.

Option 6 Fundamentally Modify Both Liquid and
Solids Train

ü Feasible option. Carried forward.

Option 7 New WWTP Elsewhere or Expand
WWTP Beyond Existing Site Boundary

û Financially prohibitive (>$200
million in capital cost for a new
WWTP), and technically challenging
for influent flow re-direction

The detailed scope of work for each of the options is outlined in Table 25: Opinion of Probable
Costs – WWTP Servicing Options. Refer to Section 3.2.3, Tables 7 and 8 for detailed descriptions
of condition upgrades for each unit treatment process.

The proposed approaches for odour control and backup power are not being pre-screened at this
stage, as the approaches identified for these two aspects can be accommodated once the
preferred WWTP servicing strategies are selected and the design concept further developed. The
evaluation and selection of the preferred odour control and backup power approaches should be
completed during the subsequent Class EA and preliminary design stage, as the selection hinges
on the process equipment selection and regulatory requirements. For the purpose of developing
costs at the Master Plan level, odour control approach 2 – implement odour control treatment
system and backup power approach 2 – enhanced level of service have been carried.



Belleville Wet Weather and Wastewater Servicing Master Plan

J.L. Richards & Associates Limited December 2019 Final After 30d Review
JLR No.: 27613-000.1 -65-

5.4 Opinion of Probable Costs

All opinion of probable costs referred to in this Master Plan are based on a Class ‘D’ estimate
class, which is generally defined as follows:

· Work Definition:  A description of the intended solutions with such supporting documentation
as is available (definition of project typically in the order of 1% to 5%).

· Intended Purpose:  To aid in the screening of various options prior to recommending a
preferred solution.

· Level of Effort:  Limited and expected accuracy could range from -25% to +50%.

· Opinion of Probable Costs:  Completed using 2019 dollar value.
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Table 25: Opinion of Probable Costs – WWTP Servicing Options

Option 2:
Expand Liquid and Solids Train with No
Fundamental Changes to Both Treatment
Trains

Option 3:
Add a Dedicated Wet Weather
Treatment System and Expand
Solids Train

Option 4:
Fundamentally Modify Liquid Train and
Expand Solids Train

Option 5:
Expand Liquid Train and Fundamentally Modify
Solids Train

Option 6:
Fundamentally Modify Both Liquid and
Solids Train

Unit Process Proposed Upgrades OPC Proposed Upgrades OPC Proposed Upgrades OPC Proposed Upgrades OPC Proposed Upgrades OPC
Preliminary
Treatment

1) New screens, grit removal
and auxiliary equipment

2) New Headworks Building
3) New odour control system

$6,000,000 Same as Option 2 $6,000,000 Same as Option 2 $6,000,000 Same as Option 2 $6,000,000 Same as Option 2 $6,000,000

Primary
Treatment

1) Condition upgrades
2) New primary clarifiers
3) New sludge/scum

collection systems
4) Expanded chemical

dosing system

$6,100,000 Condition upgrades $2,580,000 Same as Option 2 $6,100,000 Same as Option 2 $6,100,000 Same as Option 2 $6,100,000

Wet Weather
Treatment

Not applicable - 1) New wet weather
treatment system
(incl. concrete
tanks, chemical
dosing system,
controls, etc.) and
effluent pumping
station

2) New building to
house the system

$10,000,000 Not applicable - Not applicable - Not applicable -

Secondary
Treatment

1) Condition upgrades
2) New secondary clarifiers
3) New sludge/scum

collection systems

$12,000,000 Condition upgrades $4,080,000 1) Convert conventional
activated sludge plant to
a different secondary
treatment system

2) Proprietary equipment
supply and install

3) New secondary treatment
building

$35,800,000 Same as Option 2 $12,000,000 Same as Option 4 $35,800,000

Tertiary
Treatment

1) New tertiary treatment
tanks and equipment

2) New Tertiary Treatment
Building

$9,900,000 Not required since wet
weather treatment can
potentially provide
tertiary level equivalent
treatment.

- Same as Option 2 $9,900,000 Same as Option 2 $9,900,000 Same as Option 2 $9,900,000

Disinfection 1) Condition upgrades
2) New chlorine channels

and chlorination/
dechlorination equipment

$3,900,000 Same as Option 2 $3,900,000 1) Convert chlorination/
dechlorination to UV
disinfection

2) New UV Building
3) Electrical upgrades

$3,500,000 Same as Option 2 $3,900,000 Same as Option 4 $3,500,000
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Sludge
Handling and
Thickening

1) Condition Upgrades
2) New sludge and scum

pumping equipment and
associated piping

3) New sludge thickening
equipment, sludge feed
tanks, chemical system

4) New Sludge Thickening
Building

5) New odour control system

$4,000,000 Similar scope as Option
2. Reduced new sludge
and scum pumping and
associated piping.

$3,100,000 Similar scope as Option 2.
Reduced sludge and scum
pumping requirements and
associated piping.

$3,500,000 Same as Option 2 $4,000,000 Same as Option 4 $3,500,000

Anaerobic
Digestion

1) Condition upgrades
2) Convert secondary

digester to primary
digester (incl. digester gas
proofing, new mixers, heat
exchangers, piping retrofit)

3) Control Building addition

$8,200,000 Same as Option 2 $8,200,000 Same as Option 2 $8,200,000 1) Convert anaerobic digesters to
alkaline stabilization

2) New proprietary equipment
supply and installation

3) New Sludge Treatment Building
4) New odour control system

$9,000,000 Same as Option 5 $9,000,000

Biosolids
Storage

1) Condition upgrades
2) New liquid biosolids

storage tank for 180d
storage

3) New digested sludge
pumping station, mixers,
decanting system, etc.

$3,500,000 Same as Option 2 $3,500,000 Same as Option 2 $3,500,000 1) New Biosolids Cake Storage and
Dewatering Facility for 180d

2) New centrifuges and associated
equipment

3) New enclosed dewatered
biosolids cake storage bunkers

4) Truck unloading area

$17,000,000 Same as Option 5 $17,000,000

Site-wide
Upgrades

1) Civil site works
2) Electrical site works (incl.

new substation, backup
power, site lighting,
grounding, etc.)

3) Instrumentation and
SCADA upgrades

4) Various building upgrades

$11,900,000 Similar scope as Option
2. Fewer civil works and
electrical requirements.

$10,000,000 1) Similar scope as Option 2
2) Demolition of existing

liquid treatment tanks

$14,000,000 1) Similar scope as Option 2
2) Demolition of existing digesters

and biosolids storage tanks

$14,000,000 1) Similar scope of Option
2

2) Demolition of existing
liquid treatment trains

3) Demolition of existing
solids trains

$15,000,000

SUBTOTAL $65,500,000 $51,360,000 $90,500,000 $81,900,000 $105,800,000
Construction Phasing and Commissioning 1% $655,000 $513,600 $905,000 $819,000 $1,058,000

Permits and Approvals 1% $655,000 $513,600 $905,000 $819,000 $1,058,000

General Contractor’s Fees 12% $7,860,000 $6,163,200 $10,860,000 $9,828,000 $12,696,000

TOTAL – OPINION OF PROBABLE COST
(CONSTRUCTION)

$74,670,000 $58,550,400 $103,170,000 $93,366,000 $120,612,000

Project Management, Engineering and
Contingency 25%

$18,667,500 $14,637,600 $25,792,500 $23,341,500 $30,153,000

TOTAL – OPINION OF PROBABLE COST
(Excl. HST)

$93,400,000 $73,200,000 $129,000,000 $116,800,000 $150,800,000
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5.5 Evaluation Methodology

The evaluation process consisted of a review of the short-listed combinations in consideration of
the criteria described in Table 26.

Table 26:  Summary of Evaluation Criteria

Criteria Description
Natural Environment
Considerations

Natural features, natural heritage areas, Areas of Natural and
Significant Interest, designated natural areas, watercourses
and aquatic habitat

Social and Cultural
Environment
Considerations

Proximity of facilities to residential, commercial and institutions,
archeological and cultural features, designated heritage
features, well or wellhead protection areas, land-use and
planning designations

Technical Feasibility Constructability, maintaining or enhancing wastewater
treatment, reliability and security of conveyance system, ease
of connection to existing infrastructure and operating and
maintenance requirements, ability to mitigate odour, addresses
aging infrastructure, expandability

Financial Considerations Capital costs, Operation and Maintenance costs

The relative impact for each criterion to each potential servicing strategy was assessed based on
whether the alternative is ‘Preferred’, ‘Less Preferred’, ‘Least Preferred’ or ‘Not Feasible’ with
respect to that criterion.  The four evaluation criteria were assigned equal weights as they were
considered to have equal importance in this evaluation at the Master Plan stage.

5.6 Evaluation of WWTP Servicing Options

An evaluation of the overall WWTP servicing options was undertaken to determine the
recommended servicing strategy. In addition to the evaluation of the options, a preliminary review
of the environmental impacts are discussed. The evaluation is summarized in Table 27 below.
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Table 27:  Evaluation of WWTP Servicing Options

Option 2:
Expand Liquid and Solids Train
with No Fundamental Changes to
Both

Option 3:
Add a Dedicated Wet Weather
Treatment System and Expand
Solids Train

Option 4:
Fundamentally Modify Liquid Train
and Expand Solids Train

Option 5:
Expand Liquid Train and
Fundamentally Modify Solids Train

Option 6:
Fundamentally Modify Both Liquid
and Solids Train

Natural Environment · Improved WWTP effluent quality to
the Bay of Quinte.

· Construction staging area
necessary outside of the existing
site, causing disturbance to the
surrounding area.

· Improved WWTP effluent quality to
the Bay of Quinte.

· Dedicated wet weather treatment
system sized to significantly reduce
or eliminate plant bypasses.

· Improved WWTP effluent quality to
the Bay of Quinte.

· New liquid train designed for the
future flows can significantly reduce
plant bypasses.

· Improved WWTP effluent quality to
the Bay of Quinte.

· Substantial reduction in biosolids
disposal quantity to the
environment

· Improved WWTP effluent quality to
the Bay of Quinte.

· New liquid train designed for the
future flows can significantly reduce
plant bypasses.

· Substantial reduction in biosolids
disposal quantity to the
environment

Evaluation Less Preferred Preferred Preferred Preferred Preferred
Social and Cultural Environment · Increased reliability of WWTP

treatment and drinking water
source quality.

· Reduced odour emissions
· Increased air emission from

blowers, pumps, etc.
· Require laydown area outside of

the existing site and may impact
the use of the recreational
pathway.

· Significantly increased reliability of
WWTP liquid train treatment
performance and drinking water
source quality.

· Reduced odour emissions
· Less impact anticipated on the use

of recreational pathway.

· Significantly increased reliability of
WWTP liquid train treatment
performance and drinking water
source quality.

· Reduced odour emissions

· Increased reliability of WWTP
treatment and drinking water
source quality.

· Reduced odour emissions

· Significantly increased reliability of
WWTP liquid train treatment
performance and drinking water
source quality.

· Reduced odour emissions
· Require laydown area outside of

existing site and may impact use of
the recreational pathway.

Evaluation Least Preferred Preferred Preferred Preferred Preferred
Technical Suitability · Existing site not able to

accommodate all the new
infrastructure

· This option provides a solution to
address the high wet weather flows
and associated operational
challenges/plant bypasses, and F-
5-5 requirements.

· The wet weather treatment system
can achieve tertiary level treatment.

· Proprietary process equipment
supplier can potentially guarantee
the effluent quality.

· Fully automated treatment system,
resulting in less time required to
operate the wet weather train

· Smaller footprint proprietary liquid
train technology with proven
performance.

· Significant demolition work,
complex construction sequencing,
and potentially long construction
period.

· Future expansion highly viable at
existing site.

· Entirely new liquid treatment
technology that the operators are
not familiar with.

· Smaller footprint solids treatment
train (e.g., alkaline stabilization)
technology with limited installations

· May involve significant demolition
work and complex construction
sequencing

· Entirely new solids train technology
that the operators are not familiar
with

· Future expansion may be viable at
existing site.

· This option involves the most
significant changes to the plant
treatment and operations.

· Significant new infrastructure and
demolition of the existing
infrastructure

· Future expansion highly viable at
existing site.

Evaluation Not Feasible Preferred Less Preferred Less Preferred Least Preferred
Financial Suitability Capital Cost:

$93,400,000
Capital Cost:
$73,200,000

Capital Cost:
$129,000,000

Capital Cost:
$116,800,000

Capital Cost:
$150,800,000

Evaluation Less Preferred Preferred Less Preferred Less Preferred Least Preferred
Overall Evaluation Not Feasible Preferred Less Preferred Less Preferred Least Preferred
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Based on a consideration of all evaluated factors, the recommended preferred WWTP servicing
strategy is Option 3 – Add a Dedicated Wet Weather Treatment System and Expand the Solids
Treatment Train.

5.7 Discussion of the Recommended Preferred WWTP Servicing Option

The recommended WWTP servicing option will treat an ADF of 54,500 m3/d, MDF of 176,000
m3/d and PHF of 224,000 m3/d, as presented in Table 14.

Specifically, the recommended WWTP servicing option will involve:
· Condition upgrades to existing process equipment
· Condition upgrades to existing buildings services, lighting and power systems, concrete

tanks
· Construction of a new preliminary treatment facility enclosed in a building
· Construction of a new wet weather treatment system enclosed in a building and an effluent

pumping station to convey flow to disinfection
· Expansion of existing disinfection system
· Expansion of existing sludge handling system and addition of a new sludge thickening

facility
· Retrofit of existing secondary digester into a primary digester and expansion of the existing

control building to house new process equipment
· Construction of a new biosolids storage tank and expand digested sludge pumping station
· Site-wide electrical system upgrades (including new backup power system)
· Site-wide instrumentation and control upgrades
· Implementation of odour control systems at preliminary treatment area (i.e. headworks),

and sludge handling/treatment area

Refer to Figure 14 for a potential conceptual site layout of the recommended preferred option.
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Figure 14: Recommended Preferred WWTP Servicing Option Potential Site Layout

5.7.1 Preliminary Treatment

It has been noted in TM 2B and TM 4 that there are limited opportunities to improve the existing
preliminary treatment system, considering the existing grit channel and screening building
configuration. It is proposed that a new preliminary treatment facility be constructed to house the
new grit removal equipment and/or screens. The new facility can be constructed to the east of the
Screening Building or other options may also be available. It is also proposed that the preliminary
treatment sequence be reversed, i.e., screening first followed by grit removal, for the upgraded
WWTP which is more typical for sewage treatment. It should be noted that, with the proposed wet
weather treatment system, fine screening (e.g. 6 mm) is likely required. The requirements for
screening and grit removal should be further evaluated and confirmed during the Class EA and
preliminary design stage.

It is noted that if the preliminary treatment upgrades occur within the near to medium term, the
headworks condition upgrades (up to $1.55 million identified in TM 2A) would not be required.
This is what has been assumed in the overall cost evaluation for the recommended preferred
Master Plan alternative.
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5.7.2 Dry Weather and Wet Weather Treatment Modes

The proposed wet weather treatment system is a physical and chemical process that would be
designed to start up relatively quickly in response to flow increases.

The wet weather treatment system would be designed to treat up to 224,000 m3/d flow (i.e., future
PHF). The system would be configured to operate in “dry weather” and “wet weather” modes.
Refer to Figure 15 for a representative block flow diagram of the wet weather treatment train
option. The flow path and design capacity of the wet weather treatment system need to be
confirmed during Class EA and detailed design stage.

Dry Weather Mode: Under dry weather conditions (with flow up to 92,000 m3/d – which is the
rated capacity of the existing secondary treatment), the wastewater would flow through the
existing conventional activated sludge process as is currently the case. The effluent from the
secondary clarifiers would then be conveyed into the wet weather treatment system, designed to
achieve tertiary level treatment effluent. The effluent from the wet weather treatment system
would then be disinfected and discharged into the Bay of Quinte.

Wet Weather Mode: Under wet weather conditions, 92,000 m3/d flow would continue to be
treated by the conventional activated sludge process. All flows above 92,000 m3/d would receive
preliminary treatment, bypass the conventional activated sludge process, and receive treatment
in the wet weather treatment system. The combined effluent from the wet weather treatment
system is anticipated to meet the current ECA compliance limits (possibly in the future) under wet
weather mode (based on discussion with one proprietary supplier). Minor variations of the wet
weather treatment system (e.g., addition of an aeration section) and/or expanded capacity of the
treatment train may be considered to further reduce cBOD5, TSS and TP levels such that more
stringent effluent criteria can be accommodated. It is recommended that the performance of the
wet weather treatment system be verified through a pilot testing program.
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5.7.3 Level of Treatment under Procedure F-5-5

Procedure F-5-5 outlines the treatment requirements for the combined sewer system with
combine sewer overflows. During wet weather events, the minimum level of treatment required
for flow above the dry weather flow is primary treatment or equivalent.

It is anticipated that the proposed system would provide chemically enhanced primary treatment
(CEPT) level of treatment under wet weather flow conditions, as such, meeting the minimum
treatment requirements under Procedure F-5-5.

5.7.4 Wet Weather Flow Management

The proposed conveyance system servicing option is to upgrade the Front Street Pump Station
and convey all flow to the Belleville WWTP. Refer to Section 5.1.2.2 for details. Due to the
conveyance system recommendation, the Belleville WWTP will need to be expanded for the peak
flow capacity to accommodate increased flow from the Front Street Pump Station.

The Belleville WWTP historically experiences high peak flows during wet weather periods, leading
to secondary treatment bypasses and often process upsets. The challenges associated with the
high peak flows are clearly defined in the Problem and Opportunity statement, and presented in
detail in TM 2B – WWTP Needs Assessment.

The proposed wet weather treatment system is a “flow through” process and would divert high
peak flow away from the existing conventional activated sludge (CAS) process. Under wet
weather flow conditions, the treatment performance of the CAS process can be sustained as the
flow is maintained at its design rated capacity. The wet weather flow above 92,000 m3/d receives
preliminary treatment, bypasses the CAS process, and receives treatment in the wet weather
system after which time it would be combined with the secondary treatment flows and disinfected
prior to discharge.

The rated capacity of the wet weather system needs to be re-confirmed during a Class EA and
preliminary design phase. At the Master Plan level, the conceptual design and costing for the wet
weather system is based on 224,000 m3/d future plant PHF.

5.7.5 Tertiary Treatment

Under dry weather conditions with flow less than 92,000 m3/d, the wet weather treatment system
would receive only secondary effluent and be able to produce effluent equivalent to tertiary level
treatment, meeting potential future effluent requirements as shown in Section 4.4.2, Table 15.

Under wet weather flow conditions with flows higher than 92,000 m3/d, the secondary effluent
would continue to receive tertiary level treatment, whereas the wet weather flow portion would
receive CEPT level treatment.

5.7.6 Biosolids Storage

The MECP Design Guidelines for Sewage Works states that “a minimum of 240 days storage
should be provided for the ultimate design capacity of a STP unless a different period is justified
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on the basis of the site specific conditions. The minimum 240 days storage requirements under
O.Reg. 267/03 can be a combination of a permanent biosolids nutrient storage facility, a
temporary field nutrient storage site (dewatered municipal sewage biosolids only) or a
combination of such facilities and sites that is capable of storing generated sewage biosolids
during a period of at least 240 days.” It is important to note that alternative disposal plans are
acceptable in place of providing the full 240 days storage.

The City/OCWA currently maintains 193 days liquid biosolids storage onsite and has not raised
concerns over the storage capacity. Based on the strategy currently employed by the City/OCWA,
the proposed future biosolids requirements were developed based on providing 180 days of
storage for biosolids generated at the Belleville WWTP (approx.. 1200 m3 new tank volume
required). With this approach, the City/OCWA can continue to haul biosolids at the planned
interval. Provisions of 180 days of storage would allow sufficient storage for the restricted land
application period (i.e., December 1 to March 31), while providing some buffering capacity in the
event that land application is not possible outside the restricted period.

The overall biosolids management strategy, including storage requirement, should be re-
confirmed during the subsequent Class EA and preliminary design. It should be noted that the
193 days storage (presented in TM 5 – Solids Train as existing storage capacity) can be
accommodated via larger storage tank volume (approx.. 2,450 m3 new tank volume required).
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6.0 Recommended Servicing Strategy, Implementation and Timing

6.1 Conveyance System

6.1.1 Overall Recommended Servicing Strategy

TM 8 – Conveyance System Assessment and Alternatives concludes with the recommended
servicing strategy for the pressure sewer system, gravity sewer system and pump station
infrastructure. In summary, the recommended servicing strategy for the conveyance system is as
follows:

· Pressure Sewer System: No capital infrastructure work is recommended as there are
current mitigative measures that are being implemented to maintain the system. A formal
maintenance program in the immediate term is recommended to ensure that the capacity
of the system is not reduced through the collection of sediments due to low velocities.

· Gravity Sewer System: Annual sewer inspection is recommended per TM 3 to confirm
the requirements for sewer condition upgrades. Nine (9) linear upgrade projects with a
combined cost of $12.7 million were identified in TM 8. These projects will alleviate HGL
level of service constraints where the issue is due to localized capacity constraints in the
sewer network. Though not the preferred alternative, the ongoing effort by the City to
separate combined sewer and I&I reduction shall continue to reduce flow.

· Pump Stations: The recommended strategy is to upgrade the Front Street Pump Station,
permanently remove the overflow at the pump station and provide increased conveyance
capacity to the pump station from the western side of Moira River via a new crossing under
the River. No capacity upgrade is required at other pump stations.

6.1.2 Condition and Maintenance Related Upgrades

Table 28 presents a summary of the proposed condition-related upgrades, EA schedule and OPC.
It is recommended that the City complete these condition upgrade projects in the near-to-mid
term.

Table 28:  Summary of Condition Related Projects

Project Description EA
Schedule

OPC

Pressure Sewer System
Maintenance
Program

Flushing of sewers every 10 years. A -

Gravity Sewer System

Inspection
Program

Annual sewer inspection program to
confirm sewer conditions and
requirements for condition related
upgrades

A $50,000/year
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Combined Sewer
Separation
Program

Ongoing effort by the City of Belleville to
improve I&I and separate combined
sewers.

A Ongoing

Pump Station
Dundas/Palmer
Pump Station

· Grinder replacement
· New odour control system

A or A+ $500,000

East End Pump
Station

· Muffin monster bar screen grinder
replacement

· Control system upgrades
· New odour control system

A or A+ $650,000

Thurlow Bridge
Pump Station

· Pump 1 replacement (XCG, 2011)
· Minor upgrades related to best

practices, safety, code (XCG, 2011)

A $30,000 (1)

Symington Pump
Station

· Station replacement
· Some rehabilitation options (XCG,

2011)

B $352,000 (1)

Roblin Place
Pump Station

· Minor upgrades (e.g., replace
concrete apron around wet well and
manhole) (XCG, 2011)

· Recommended to be
decommissioned and flow diverted to
proposal sanitary sewer routes for
Potter Creek Drain Area (AECOM,
2010)

A/A+ $2,000 (1)

West Moira Pump
Station

· Replace wet well and both sewage
pumps (XCG, 2011)

· Other minor upgrades (XCG, 2011)
· Recommended to be

decommissioned and flow diverted to
proposed sanitary sewer routes for
Potter Creek Drainage Area
(AECOM, 2010)

A/A+ $504,000 (1)

Millennium Pump
Station

· Minor improvement recommendation
(XCG, 2011)

A -

Forest Hill Pump
Station

· Replace station (XCG, 2011) A or A+ $329,000 (1)

Centennial Pump
Station

· Minor improvement recommendations
(e.g., install flow meter) (XCG, 2011)

· XCG, 2011 communication upgrades
complete

· Recommended to be
decommissioned and flow diverted to
proposed sanitary sewer routes for
Potter Creek Drainage Area
(AECOM, 2010)

A or A+ $3,000 (1)
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Cascade Pump
Station

· Minor improvement recommendations
(e.g., install flow meter, replace wet
well lid) (XCG, 2011)

· New pump recently installed and City
is replacing generator set in the near
term

· Recommended to be
decommissioned and flow diverted to
proposed sanitary sewer routes for
Potter Creek Drain Area (AECOM,
2010)

A or A+ $3,000 (1)

Note:
(1) 2% per annum inflation rate applied to 2011 XCG Condition Assessment OPC.

6.1.3 Capacity Related Upgrades

Table 29 provides a summary of the capacity related upgrades, EA schedule and their OPCs.
The projects are listed in the order of priority. It is recommended that the planning for the Front
Street Pumping Station project be initiated in the immediate future as the pumping station
upgrades need to be completed prior to the gravity sewer linear upgrades are complete. The
Coleman Street Trunk Sewer upgrades should commence in the near to mid-term as the risk of
not completing this upgrade is the greatest.

Table 29:  Summary of Capacity Related Projects

Project Description EA
Schedule

OPC

Front Street Pump
Station, River
Crossing and
Forcemain
Upgrades

· Upgrade the Front Street Pump
Station to a firm capacity of 1,880 L/s,
and a peak capacity of 2,130 L/s.

· Permanently remove the overflow at
the pump station and provide
increased conveyance capacity to the
pump station from the western side of
the river.

· Construct a new crossing under the
Moira River.

· Upgrades of one forcemains
downstream of the pump station.

· Condition upgrades including screen
replacement, building ventilation
system upgrades.

· New odour control system at PS

B $32,000,000

COL001
Coleman Street Trunk Sewer Expansion
(910m Length, 900mm diameter)

A or A+ $1,900,000

COL002
Coleman Street Trunk Sewer Expansion
(700m Length, 600mm diameter)

A or A+ $1,400,000
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FAH002
Fahey Street Trunk Sewer Expansion
(440m Length, 750mm diameter)

A or A+ $1,000,000

FAH003
Fahey Street Trunk Sewer Expansion
(1000m Length, 750mm diameter)

A or A+ $2,300,000

TRA001
Tracey Street Trunk Sewer Expansion
(930mm Length, 675mmm diameter)

A or A+ $2,000,000

CAT001
Catherine Street Trunk Sewer Expansion
(350m Length, 450mm diameter)

A or A+ $700,000

DUN001

Dundas Street (Main) Trunk Sewer
Expansion
(350m Length, 450mm diameter)

A or A+ $2,300,000

MIL001

Millenium Parkway Trunk Sewer
Expansion
(260m Length, 1200mm diameter)

A or A+ $600,000

NEW001
Newberry Street Trunk Sewer Expansion
(230m Length, 450mm diameter)

A or A+ $500,000

Pump Station
Potter Creek
Drainage Area

Construction of Potter Creek Trunk Sewer,
Dundas Street Trunk Sewer and Dundas
Street Pump Station to serve both the
Potter Creek and Dundas Street Drainage
Area (AECOM, 2010)

B $34,080,000 (1)

Note:
(1) It should be noted that the Potter Creek Drainage Area recommendation is being

adopted from the 2010 AECOM Loyalist Secondary Plan Area Trunk Sanitary Sewer
Route Selection and Master Plan. 2% per annum inflation rate applied to 2010 AECOM
Loyalist Secondary Plan Area Trunk Sanitary Sewer Route Selection and Master Plan
OPC.

6.2 Belleville Wastewater Treatment Plant

6.2.1 Overall Recommended Servicing Strategy

The recommended servicing strategy for the Belleville WWTP is Option 2 - Construct a dedicated
wet weather servicing treatment train and expand the solids treatment train with anaerobic
digestion and onsite biosolids storage.

Specifically, the WWTP upgrades will include:
· Condition upgrades to existing process equipment
· Condition upgrades to existing buildings services, lighting and power systems, concrete

tanks
· Construction of a new preliminary treatment facility enclosed in a building
· Construction of a new wet weather treatment system enclosed in a building and an effluent

pumping station to convey flow to disinfection
· Expansion of existing disinfection system
· Expansion of existing sludge handling system and addition of a new sludge thickening

facility
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· Retrofit of existing secondary digester into a primary digester and expansion of the existing
control building to house new process equipment

· Construction of a new biosolids storage tank and expand digested sludge pumping station
· Site-wide electrical system upgrades (including new backup power system)
· Site-wide instrumentation and control upgrades
· Implementation of odour control systems at preliminary treatment area (i.e. headworks),

and sludge handling/treatment area

6.2.2 Near to Mid-Term Servicing Strategy (10 Years)

According to TM 2B – WWTP Needs Assessment, many of the existing WWTP unit processes
are approaching or are at their rated capacities, including preliminary treatment, primary settling,
secondary settling, and anaerobic digestion. TM 2A – WWTP Condition Assessment presented
the recommended capital upgrades driven by conditions and vintage.

The proposed near to mid-term upgrades at the Belleville WWTP are driven by both capacity
constraints and condition needs.

Table 30 provides a summary of the WWTP expansion project in the near to mid-term. It is
recommended that project planning be started in the immediate term, allowing adequate time to
implement the expansion and upgrades.

Table 30:  Summary of Near to Mid-Term Servicing Strategy for WWTP (2017-2027)

Project Description EA
Schedule

OPC

Belleville WWTP
Upgrades

· Condition upgrades to existing process
equipment

· Condition upgrades to existing
buildings services, lighting and power
systems, concrete tanks

· Construction of a new preliminary
treatment facility enclosed in a building

· Construction of a new wet weather
treatment system enclosed in a
building and an effluent pumping
station

· Expansion of existing disinfection
system

· Expansion of existing sludge handling
system and addition of a new sludge
thickening facility

· Retrofit of existing secondary digester
into a primary digester and expansion
of the existing control building to house
new process equipment

C $64,000,000
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· Site-wide electrical system upgrades
(including new backup power system)

· Site-wide instrumentation and control
upgrades

· Implementation of odour control
systems at preliminary treatment area,
and sludge handling/treatment area

6.2.3 Near to Long-Term Servicing Strategy (20 Years)

Table 31 provides a summary of the WWTP expansion project in the mid to long-term.

Table 31:  Summary of Mid to Long-Term Servicing Strategy for WWTP (2027-2037)

Project Description EA
Schedule

OPC

Belleville WWTP
Biosolids Expansion

· Condition upgrades to existing process
equipment

· Construction of a new biosolids
storage tank and expand digested
sludge pumping station

A/A+ $9,200,000

6.3 Recommended Overall Implementation Plan

There are a number of projects (both at the WWTP and in the collection system) that have been
identified as a result of the completion of this Master Plan.  Considering the combined overall
costs of these projects and that various projects are based on a number of evaluation factors
including potential risk, it is reasonable to expect that the projects identified would be implemented
in a prioritized fashion.

Based on the various evaluations including overall problem identification Table 32 (below) has
been developed to allow the City to appropriately plan and phase the identified projects.  A brief
summary of the rationale and assumptions have also been included so that the list can also be
potentially re-visited in the future as conditions may change and a re-ordering of the City’s
priorities can be considered based on changing conditions and available information or previous
upgrade projects that could affect future projects.  It should be noted that certain projects could
be advanced sooner if the City deems this to be feasible.

It is also important to note that although the various OPCs show relatively detailed figures, they
should not be taken to represent this level of accuracy.  The figures have been taken from other
tables within the master plan that include the application of various mark-ups and contingencies
that result in what appear to be very accurate figures.  However, this has been done simply to
coincide with the figures presented in earlier tables so that reconciliation of the figures can be
rationalized.



Belleville Wet Weather and Wastewater Servicing Master Plan

J.L. Richards & Associates Limited December 2019 Final After 30d Review
JLR No.: 27613-000.1 -82-

Table 32:  Overall Implementation Plan

PROPOSED SHORT-TERM PROJECTS

Potential Time
Frame

Project Description OPC Rationale Key Assumptions Comments

2019-2022 WWTP Upgrades – Phase 1a These upgrades have been identified by the City
and OCWA to address their immediate needs in the
WWTP.
The immediate condition upgrades are identified as
having a condition rating of 1 in Tech Memo 2A.

Assumes 8 months design period, 1 year ECA
approval and 1 year construction.
The backup generator sizing (currently assumed
as 750 kW) needs to be confirmed with MECP
with respect to level of treatment requirements
during power outages.
Headworks odour control assumes a covering
system over the grit tanks with a dedicated odour
control unit servicing the tanks and the screening
building.

Schedule A/A+ Class EA
· Elimination of co-thickening and addition of

sludge thickening (e.g., RDT)
· Replacement of travelling bridge sludge

collectors at primary clarifiers
· Replacement of backup generator and

automatic transfer switch
· Headworks odour control system
· Other immediate condition upgrades

$4,500,000

$2,200,000

$600,000
$1,000,000

$30,000

2020-2022 Schedule ‘C’ Class EA for WWTP and Front Street
Pump Station/Forcemain and River Crossing $350,000

An EA component to further assess options for
implementation of the preferred solution was
identified in the Master Plan (refer to Table 30 and
31).

Assumes approximately 18 to 24 months to
complete the Class EA requirements after
completion of the Master Plan.

The Class EA could be
separated for the WWTP and
the Front Street Pump Station,
if desirable

2020-2023 Infiltration and Inflow (I&I) Study and Sanitary
Sewer Asset Condition Assessment $600,000

Part of the overall master planning solution for the
collection system would include targeting specific
areas for I&I reduction.

It is assumed further detailed investigation work
is needed to specifically identify targeted areas
for rehabilitation (including CCTV).

Additional work is needed to
assess potential costs for
implementation.  This should
be considered an ongoing
O&M cost for budgeting

PROPOSED MID-TERM PROJECTS (NEXT 10 YEARS)
*The following projects are listed in the order of priority, however, are subject to implementation based on the availability of funds and resources.  Precise timing should be re-evaluated annually.
Project Duration Project Description OPC Rationale Key Assumptions Comments

6 Years Various Small Pump Stations (Condition upgrades) $2,373,000 These condition upgrades were identified during
Phase 1 of the Master Plan (refer to Table 28).

Assumes these would be undertaken over
several years on a prioritized basis – alternatively
a single contract could also be considered.

3 Years WWTP Upgrades – Phase 1b (Digester capacity
expansion and condition upgrades)

$11,700,000 This project has been identified by the City as Project
1b, and separated from Phase 1c and 1d.

Assumes 1 year design period, 1 year ECA
approval and 1 year construction period.

4 Years
WWTP Upgrades – Phase 1c (Wet weather
treatment system; new headworks; site wide misc.
civil, electrical and instrumentation upgrades)

$29,925,000

Wet weather treatment is a key problem identified
and is considered a priority.  Headworks would be
a necessary upgrade for the wet weather treatment
system and would also address current odour issues
(refer to Table 25). The miscellaneous site-wide
upgrades are to support the new headworks and wet
weather treatment system. Detailed scope of work to
be defined during design.

Assumes 1 year design period, 1 year ECA
approval and 2 year construction period.

3 Years WWTP Upgrades – Phase 1d (Condition upgrades) $12,417,500

Certain plant components were identified for near
term upgrade during Phase 1 of the Master Plan.
There is some risk associated with these items (e.g.
failure of key components).  They have been shown
separately for information purposes and could also
be considered for deferral depending on funding or

Assumes this could be included at the same time
Phase 1b and 1c are undertaken. Assumes no
ECA amendment required for condition
upgrades.

It is noted that since
headworks will be an all new
facility, the recommended
condition upgrades work for
that component has been
removed from this phase
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further subdivided for implementation over a longer
period (refer to Table 7).

2 Years Coleman St. Trunk Sewer Expansion $3,300,000
This project is considered the highest priority of
the linear sewer expansions based on hydraulic
modeling results (refer to Table 29)

Assumes 2 years for design and construction

3 Years
WWTP Upgrades – Phase 2 (Disinfection
expansion; site wide misc. civil, electrical and
instrumentation upgrades)

$2,627,500

This is included as part of capacity related upgrades
for the WWTP (refer to Table 25) minus digester
expansion and sludge thickening. Miscellaneous
site-wide upgrades are to support the disinfection
expansion.

Assumes 1 year design period, 1 year ECA
approval and 1 year construction period.

4 Years Front Street PS/Forcemain/New River Crossing
(Capacity upgrades) $32,000,000

This is related to addressing capacity constraints for
significant storm events and also for providing
redundancy for another river crossing (refer to Table
29).

Assumes 1 year design period, 1 year DFO
permits/ECA approvals and 2 year construction
period.

This project should be
completed after/or at the
same time as the WWTP
Phase 2.

2 Years Fahey and Tracy Street Trunk Sewer Expansion $5,300,000
This project is considered a medium priority of the
linear sewer expansions based on hydraulic
modeling results (refer to Table 29).

Assumes 2 years for design and construction.
Precise timing for this project depends on Bell
Boulevard developments.

PROPOSED LONG-TERM PROJECTS (NEXT 10-20 YEARS)
*The following projects are listed in the order of priority, however, subject to implementation based on the availability of funds and resources. Precise timing should be re-evaluated annually.
Project Duration Project Description OPC Rationale Key Assumptions Comments

2 Years Catherine, Dundas, Millennium, Newberry Trunk
Sewer Expansion $4,100,000

This project is considered the lowest priority of the
linear sewer expansions based on hydraulic
modeling results (refer to Table 29).

Assumes 2 years for design and construction

3 Years WWTP Upgrades – Phase 3a (Condition upgrades) $3,491,250
These condition upgrades were identified for longer
term implementation during Phase 1 of the Master
Plan (refer to Table 8).

Specific timing to be confirmed after Phase 1&2

It is noted that since
headworks will be an all new
facility, the condition work for
that component has been
removed from this phase

3 Years WWTP Upgrades – Phase 3b (Biosolids Storage
Expansion) $5,708,750 This is included as part of capacity related upgrades

for the WWTP (refer to Table 25) Specific timing to be confirmed after  Phase 1&2

ONGOING PROJECTS
*The following projects are subject to implementation based on the availability of funds and resources. Precise timing should be re-evaluated annually.

Ongoing Potter Creek Drainage Area $34,080,000

The Potter Creek Drainage Area recommendation is
based on the 2010 AECOM Loyalist Secondary Plan
Area Trunk Sanitary Sewer Route Selection and
Master Plan (refer to Table 29).

Ongoing Combined Sewer Separation Program
The City is committed to continuing with sewer
separation projects, and at a frequency of one
project every 2 years.
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7.0 Source Water Protection

The recent amendments to the Municipal Engineers Association (MEA) Class Environmental
Assessment guideline in October 2015 require a Proponent to identify, during the Class EA and
Master Planning process, if the proposed undertaking occurs within a source water protection
vulnerable area.

The intent of this section is to identify whether or not the proposed Master Plan projects is located
within a vulnerable area, and their potential impact on the source water protection. It is
recommended that, during the subsequent Class EA and/or design phase, the Quinte
Conservation Authority be consulted about the specific projects, and the potential impacts on
sources of drinking water.

Refer to Appendix C for a letter response by Quinte Conservation on source water protection.

7.1 Belleville WWTP

Based on the MECP online Source Water Protection Information Atlas and the Quinte Region
Source Water Protection Plan, the Belleville WWTP is located outside of Intake Protection Zone
(IPZ) for the two intake pipes at the Gerry O’Connor Water Treatment Plant. As such, the
proposed upgrades at Belleville WWTP should be considered as having no/minimal impact on
the source water protection area.

7.2 Pumping Stations

Centennial Pump Station (356 Bridge Street West) is located within the Intake Protection Zone
(IPZ) 2 with a vulnerability score of 8.1. IPZ-2 is defined as the “second zone around intake where
direct impacts are possible because contaminants may reach intake within 2 hours”. According to
the Information Atlas, a sewage pump station is not a significant risk in IPZ-2.

The “2017/2018 Tables of Drinking Water Threats for Pathogens and Chemicals” prescribes “The
establishment, operation or maintenance of a system that collects, stores, transmits, treats or
disposes of sewage” as a drinking water threat. The future firm capacity of the Centennial Pump
Station is 15 L/s (1,300 m3/d).

A review of the tables suggests that Centennial Pump Station presents no risk for both chemical
and pathogens. As such, the proposed project at the Centennial Pump Station should be
considered as having no/minimal impact on the source protection area. Quinte Conservation has
confirmed that significant drinking water threats are possible for IPZ-2.

Dundas Street Pump Station (325 Dundas Street West) was previously identified as a significant
drinking water threat by Quinte Conservation, during the initial round of source protection
planning. The MECP and the municipality have been following policies 2-5-E, 2-6-F, and 2-7E in
the Quinte Region Source Protection Plan to properly manage the threat. It has been identified
by Quinte Conservation that any upgrades to the pump station will be required to follow the same
policies.
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7.3 Linear Conveyance

The proposed gravity sewer improvement along Dundas Street West (DUN001) follows the
boundary between IPZ-1 and IPZ-2. The vulnerability score is 9 for IPZ-1 and 8.1 for IPZ-2.
According to the Information Atlas, wastewater collection system is not a significant risk in IPZ-1
and IPZ-2.

The “2017/2018 Tables of Drinking Water Threats for Pathogens and Chemicals” prescribes “The
establishment, operation or maintenance of a system that collects, stores, transmits, treats or
disposes of sewage” as a drinking water threat. The capacity of the upgraded Dundas Street West
sewer will be in exceedance of 100,000 m3/d. A review of the tables suggest that the proposed
sewer expansion project along Dundas Street West has low impact on source water protection
for chemicals, based on IPZ-1/IPZ-2 and a score of 8. Quinte Conservation has confirmed that
the Dundas Street West Gravity Sewer Improvement project is unlikely to trigger a significant
drinking water threat.

8.0 Summary of Impacts and Mitigation Measures

Construction and operation of the proposed works will lead to potential impacts, both positive and
negative, upon the natural, social and economic environments. Some of these impacts from the
conveyance system and WWTP expansion have been discussed and evaluated in Section 5.1
and 5.6 respectively. Table 33, presented below, summarizes these potential impacts along with
mitigating measures that are proposed to reduce any anticipated impacts. It is recommended that
impacts and mitigation measures be further reviewed and updated during the project specific
planning and design stages.

Table 33: Summary of Impacts and Mitigation Measures

Potential Effect Positive/
Negative
Effect

Mitigation Measures

Natural Environment
Effects on nutrient loading and
water quality

Positive Improved effluent quality from WWTP to the
Bay of Quinte;
Reduced pumping station overflow to the
Bay via increased pumping station capacity.

Contamination and
Sedimentation of surface water

Negative Stormwater management plan to be
developed during design and
implementation stage;
Implement sedimentation and erosion
control during construction

Ponding effects on adjacent
properties due to natural drainage
disruption

Negative Apply appropriate drainage design
principles

Effect on wildlife habitat and
breeding activity

Negative Construction activity to maintain within the
existing site boundary or right-of-way to
minimize disruption to wildlife habitat;
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Staging of work to avoid spawning and
breeding periods.

Effect of mortality/stress of
vegetation by construction
equipment and sedimentation

Negative Vegetation to be maintained is to be
protected during construction;
Implement sedimentation and erosion
control during construction.

Effect of contamination on
vegetation

Negative Provision for spill control;
Implement sedimentation and erosion
control during construction

Erosion during and after
construction

Negative Implement sedimentation and erosion
control to mitigate impacts.

Effect on aquatic wildlife, fish and
vegetation

Negative  The river crossing will have an effect on
aquatic life. In water works to avoid
breeding/spawning and hibernation periods.
Consult stakeholder agencies (e.g., MNR)
to gather inputs and conduct a site
assessment.

Social and Cultural Environment
Effect on public health Positive Improved WWTP effluent quality to the Bay

of Quinte.
Reduced bypass of partially/untreated water
to the Bay.

Effect of temporary disruption
during construction

Negative Dust control measures to be implemented;
Equipment to have proper exhaust system
to reduce noise emissions;
Rock removal activities to be carried out in
a controlled manner to ensure vibrations are
within acceptable levels and do not
adversely impact surrounding structures.

Effect of social stress, loss of
home/business

Negative The expansion to occur within existing
fence line and right-of-way;
Potential impact on business during sewer
and forcemain construction.

Temporary disruption of outdoor
recreation and pedestrian
pathway due to construction

Negative Maintain continuity of pedestrian walkway
and recreational path as much as possible;
Provide walkway strips to adjacent
residential areas;
Dust and noise control measures to be
implemented.

Temporary disruption during
construction and/or
inconvenience to users of
adjacent properties and building

Negative Notify public agencies and adjacent owners
of construction scheduling;
Schedule construction to minimize period of
disruption in proximity of adjacent uses and
structures

Changes in air quality Positive The proposed odour control systems at
WWTP and pumping stations will reduce air
emissions.
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Changes in noise levels due to
operation of facility

Negative Increased noise expected from additional
equipment. House equipment inside or in a
sound attenuated enclosure to minimize
noise levels.

Aesthetics Negative Additional buildings and infrastructures.
Mitigated through architectural features that
blend into the current building style of the
community and adhere to municipal design
guidelines;
Landscaping to be incorporated around
buildings to minimize visual effect.

Effect of traffic during construction Negative  Increased car and truck traffic around
construction site. Notify nearby home
owners and businesses.

Effect of development within
community

Positive The expansion of the conveyance and
WWTP will permit future growth. Positive
impacts attributed to further development
include an increased tax base to contribute
to the project funding and increased
opportunity from commercial/industrial
growth.

Economic Environment
Initial and operating cost Negative City can pursue infrastructure funding

opportunities through government to
minimize impact to greatest extent. Ongoing
O&M cost will need to be addressed through
taxation and/or user rate.

9.0 Permits and Approvals

A number of pre-construction approvals are potentially required prior to implementing the
proposed works. These include:

· Obtaining an Environmental Compliance Approval (Sewage) Amendment from the MECP on
the WWTP and Sewage Pump Stations

· Obtaining an Environmental Compliance Approval (Air and Noise) from the MECP on the
WWTP and Sewage Pump Stations

· Approval/Permit from Quinte Conservation Authority
· Site Plan Approval from the City
· Building Permit from the City
· Permit to Take Water (PTTW) During Construction from MECP for dewatering activities
· Electrical Safety Authority (ESA) Permit
· Screening of the project in accordance with the requirements of the Canadian Environmental

Assessment Act, should any federal approvals be required or should funding be provided by
the Federal Government for the project

· Department of Fisheries and Oceans Permit for River Crossing
· Canadian Pacific Railway approvals for forcemain/sewer crossing if required
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10.0 Public Consultation

Effective consultation is key to successful environmental assessment planning. Through an
effective consultation program, the proponent can generate meaningful dialogue between project
planners, stakeholders, and other interested parties. The level of consultation largely depends on
the problem and opportunity statement being addressed, level of complexity, potential
environmental issues and impacts, and specific similar studies being undertaken in the
community.

Refer to Appendix B and C for a complete record of public consultation documentations.

10.1 Stakeholder and Review Agency Consultation Activities

For this Master Plan, project consultation was accomplished through internal and external
consultation methods. A Stakeholder Consultation Plan was developed and reviewed with the
City, taking into consideration the mandatory requirements and objectives of effective consultation
with the public and other potential stakeholders, as outlined in the MEA Class EA document (refer
to Appendix B for a copy of the Stakeholder Consultation Plan, dated July 26, 2017). The plan
identifies the potential stakeholders, defines the level of consultation, establishes appropriate
means of contact, and provides a schedule highlighting the general timing of contact. Consultation
includes project notification to the public and potential stakeholders, and one Public Information
Centre to be held during Phase 2 of the Master Planning process.

A Project Initiation Notice was posted on the City’s website (http://buildbelleville.ca/project-
wastewater-treatment-plant/) in August 2017. Project initiation letters were also distributed directly
to potential stakeholders, with an invitation to provide comments if applicable. Refer to Appendix
‘C’ for a copy of the Notice and letter and responses received to date and an updated stakeholder
tracking list.

A meeting was held with the MECP on October 25, 2017 in order to develop a better
understanding of current and potential future legislative constraints associated with this
undertaking.

A Public Information Centre (PIC) Notice was posted on the City’s website, as well as local
newspapers, on July 11, 2019 to inform the public of the upcoming meeting. The notice was also
mailed out to all stakeholder agencies and the local public members who have shown interests in
receiving further updates on the project. The PIC was held on July 25, 2019.

10.2 Project Committee and Consultation Meetings

To facilitate the consultation process and consider feedback from the interested parties, the
project team met on a regular basis to discuss specific concerns. Table 34 provides a summary
of the relevant meetings that took place with the project team throughout this Master Plan process.
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Table 34 – Summary of Project Meetings

Meeting Date Comments
Project Initiation Meeting
(M-1)

Jul. 20, 2017 Help to establish the ground work for the initial
stages of the Master Plan

Growth Projection and
Planning Meeting (M-2)

Aug. 29, 2017 Review of Official Plan, Development Charges,
and Discuss Proposed Growth Projects, Land
Supply, Employment Growth, etc.

Condition Assessment
and Operations
Assessment (M-3)

Sept. 12 and 13,
2017

Workshop with the City and OCWA to discuss
the WWTP condition assessment, process
assessment, collection system and pumping
station assessment.

Ministry of the
Environment ,
Conservation and Parks
Pre-Consultation
Meeting (M-4)

Oct. 25, 2017 Pre-consultation Meeting with the MECP to
discuss any specific concerns the Ministry has
with the treatment plant and collection system
and related legislations and to share
information related to key issues and
anticipated Master Plan approach to WWTP
effluent requirements.

Project Team Meeting
(M-5)

Dec. 13, 2017 Review of TMs 2A, 2B, and 3 and project
status update

Project Team Meeting
(M-6)

Jan. 30, 2018 Review of flow monitoring program protocol,
discussion of city’s comments on previous
TMs, and project status update

Project Team Meeting
(M-7)

Mar. 9, 2018 Flow monitoring program update, review of
JLR’s response to city’s comments on previous
TMs, and project status update

Project Team Meeting
(M-8)

Apr. 25, 2018 Review of city’s comments on Phase 1 report,
discussion of Phase 2 work, and project status
update

Project Team Meeting
(M-9)

May 31, 2018 Review of TM4, preliminary review of flow
monitoring results and project status update

Project Team Meeting
(M-10/11)

Jul. 26, 2018 Review of TMs 5, 6 and 7, and project status
update

Project Team Meeting
(M-12/13)

November 6,
2018

Review of TM 8

Project Team Meeting
(M-14/15)

December 19,
2018

Sewer model presentation and Discussion of
Phase 2 Alternative Solutions

Project Team Meeting June 5, 2019 Master Plan presentation to the project team
and status update.
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11.0 Next Steps

This Master Plan will need to be placed on public record for 30 calendar days for review by the
public, stakeholder agencies, and other interested parties. A notice indicating the completion of
the Master Plan and its filing on public record will be issued to the public and all interested parties
that have previously been contacted and that have indicated interest to stay involved in the
planning process. The review period is intended to resolve any outstanding concerns regarding
the project between the City and the party expressing concerns. The Master Plan will be reviewed
and revised, taking into consideration the comments which are received from the public.
Thereafter, the recommended Master Plan will be presented to the City Council for approval.

Any information collected during the planning process is managed in accordance with the
Freedom of Information and Protection Act. With the exception of personal information, all
comments become part of the public record. Proprietary information (i.e., equipment
manufacturers) and pricing could provide competitors with some advantage and is not released
in detail as part of the Freedom of Information and Protection Act.

Subject to comments received, the City can choose to proceed with the recommended projects
in the Master Plan after the 30-day review period. Projects that have been identified as Class EA
Schedule A can be implemented without further public notification. Projects that have been
identified as Class EA Schedule A+ will be advertised by the City prior to project implementation.
Projects that have been identified as Class EA Schedule B or C will proceed into a project-specific
Class EA studies during which the public will be consulted for their input.
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